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NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90070 Alamo Canyon Filter Plant SW SP133190701 Entry Point to Dist. System EP 11/6/2023 2023044457 lithium 9 µg/L EPA 200.7 < SE1 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90070 Alamo Canyon Filter Plant SW SP133190701 Entry Point to Dist. System EP 11/6/2023 2023044452 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90070 Alamo Canyon Filter Plant SW SP133190701 Entry Point to Dist. System EP 11/6/2023 2023044452 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90070 Alamo Canyon Filter Plant SW SP133190701 Entry Point to Dist. System EP 11/6/2023 2023044452 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90070 Alamo Canyon Filter Plant SW SP133190701 Entry Point to Dist. System EP 11/6/2023 2023044452 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90070 Alamo Canyon Filter Plant SW SP133190701 Entry Point to Dist. System EP 11/6/2023 2023044452 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90070 Alamo Canyon Filter Plant SW SP133190701 Entry Point to Dist. System EP 11/6/2023 2023044452 ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90070 Alamo Canyon Filter Plant SW SP133190701 Entry Point to Dist. System EP 11/6/2023 2023044452 HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90070 Alamo Canyon Filter Plant SW SP133190701 Entry Point to Dist. System EP 11/6/2023 2023044452 NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90070 Alamo Canyon Filter Plant SW SP133190701 Entry Point to Dist. System EP 11/6/2023 2023044452 PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90070 Alamo Canyon Filter Plant SW SP133190701 Entry Point to Dist. System EP 11/6/2023 2023044452 PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90070 Alamo Canyon Filter Plant SW SP133190701 Entry Point to Dist. System EP 11/6/2023 2023044452 PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90070 Alamo Canyon Filter Plant SW SP133190701 Entry Point to Dist. System EP 11/6/2023 2023044452 PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90070 Alamo Canyon Filter Plant SW SP133190701 Entry Point to Dist. System EP 11/6/2023 2023044452 PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90070 Alamo Canyon Filter Plant SW SP133190701 Entry Point to Dist. System EP 11/6/2023 2023044452 PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90070 Alamo Canyon Filter Plant SW SP133190701 Entry Point to Dist. System EP 11/6/2023 2023044452 PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90070 Alamo Canyon Filter Plant SW SP133190701 Entry Point to Dist. System EP 11/6/2023 2023044452 PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90070 Alamo Canyon Filter Plant SW SP133190701 Entry Point to Dist. System EP 11/6/2023 2023044452 PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90070 Alamo Canyon Filter Plant SW SP133190701 Entry Point to Dist. System EP 11/6/2023 2023044452 PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90070 Alamo Canyon Filter Plant SW SP133190701 Entry Point to Dist. System EP 11/6/2023 2023044452 PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90070 Alamo Canyon Filter Plant SW SP133190701 Entry Point to Dist. System EP 11/6/2023 2023044452 PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90070 Alamo Canyon Filter Plant SW SP133190701 Entry Point to Dist. System EP 11/6/2023 2023044452 PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90070 Alamo Canyon Filter Plant SW SP133190701 Entry Point to Dist. System EP 11/6/2023 2023044452 PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90070 Alamo Canyon Filter Plant SW SP133190701 Entry Point to Dist. System EP 11/6/2023 2023044452 PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90070 Alamo Canyon Filter Plant SW SP133190701 Entry Point to Dist. System EP 11/6/2023 2023044452 PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90070 Alamo Canyon Filter Plant SW SP133190701 Entry Point to Dist. System EP 11/6/2023 2023044452 PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90070 Alamo Canyon Filter Plant SW SP133190701 Entry Point to Dist. System EP 11/6/2023 2023044468 NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90070 Alamo Canyon Filter Plant SW SP133190701 Entry Point to Dist. System EP 11/6/2023 2023044468 NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90070 Alamo Canyon Filter Plant SW SP133190701 Entry Point to Dist. System EP 11/6/2023 2023044468 PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90070 Alamo Canyon Filter Plant SW SP133190701 Entry Point to Dist. System EP 11/6/2023 2023044468 PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90070 Alamo Canyon Filter Plant SW SP133190701 Entry Point to Dist. System EP 2/7/2024 2024004400 lithium 9 µg/L EPA 200.7 < SE2 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90070 Alamo Canyon Filter Plant SW SP133190701 Entry Point to Dist. System EP 2/7/2024 2024004402 NEtFOSAA 0.005 µg/L EPA 537.1 < SE2 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90070 Alamo Canyon Filter Plant SW SP133190701 Entry Point to Dist. System EP 2/7/2024 2024004402 NMeFOSAA 0.006 µg/L EPA 537.1 < SE2 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90070 Alamo Canyon Filter Plant SW SP133190701 Entry Point to Dist. System EP 2/7/2024 2024004402 PFTA 0.008 µg/L EPA 537.1 < SE2 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90070 Alamo Canyon Filter Plant SW SP133190701 Entry Point to Dist. System EP 2/7/2024 2024004402 PFTrDA 0.007 µg/L EPA 537.1 < SE2 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90070 Alamo Canyon Filter Plant SW SP133190701 Entry Point to Dist. System EP 5/15/2024 2024016639 lithium 9 µg/L EPA 200.7 < SE3 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90070 Alamo Canyon Filter Plant SW SP133190701 Entry Point to Dist. System EP 5/15/2024 2024016629 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE3 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90070 Alamo Canyon Filter Plant SW SP133190701 Entry Point to Dist. System EP 5/15/2024 2024016629 4:2 FTS 0.003 µg/L EPA 533 < SE3 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90070 Alamo Canyon Filter Plant SW SP133190701 Entry Point to Dist. System EP 5/15/2024 2024016629 6:2 FTS 0.005 µg/L EPA 533 < SE3 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90070 Alamo Canyon Filter Plant SW SP133190701 Entry Point to Dist. System EP 5/15/2024 2024016629 8:2 FTS 0.005 µg/L EPA 533 < SE3 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90070 Alamo Canyon Filter Plant SW SP133190701 Entry Point to Dist. System EP 5/15/2024 2024016629 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE3 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90070 Alamo Canyon Filter Plant SW SP133190701 Entry Point to Dist. System EP 5/15/2024 2024016629 ADONA 0.003 µg/L EPA 533 < SE3 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90070 Alamo Canyon Filter Plant SW SP133190701 Entry Point to Dist. System EP 5/15/2024 2024016629 HFPO-DA 0.005 µg/L EPA 533 < SE3 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90070 Alamo Canyon Filter Plant SW SP133190701 Entry Point to Dist. System EP 5/15/2024 2024016629 NFDHA 0.02 µg/L EPA 533 < SE3 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90070 Alamo Canyon Filter Plant SW SP133190701 Entry Point to Dist. System EP 5/15/2024 2024016629 PFBA 0.005 µg/L EPA 533 < SE3 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90070 Alamo Canyon Filter Plant SW SP133190701 Entry Point to Dist. System EP 5/15/2024 2024016629 PFBS 0.003 µg/L EPA 533 < SE3 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90070 Alamo Canyon Filter Plant SW SP133190701 Entry Point to Dist. System EP 5/15/2024 2024016629 PFDA 0.003 µg/L EPA 533 < SE3 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90070 Alamo Canyon Filter Plant SW SP133190701 Entry Point to Dist. System EP 5/15/2024 2024016629 PFDoA 0.003 µg/L EPA 533 < SE3 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90070 Alamo Canyon Filter Plant SW SP133190701 Entry Point to Dist. System EP 5/15/2024 2024016629 PFEESA 0.003 µg/L EPA 533 < SE3 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90070 Alamo Canyon Filter Plant SW SP133190701 Entry Point to Dist. System EP 5/15/2024 2024016629 PFHpA 0.003 µg/L EPA 533 < SE3 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90070 Alamo Canyon Filter Plant SW SP133190701 Entry Point to Dist. System EP 5/15/2024 2024016629 PFHpS 0.003 µg/L EPA 533 < SE3 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90070 Alamo Canyon Filter Plant SW SP133190701 Entry Point to Dist. System EP 5/15/2024 2024016629 PFHxA 0.003 µg/L EPA 533 < SE3 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90070 Alamo Canyon Filter Plant SW SP133190701 Entry Point to Dist. System EP 5/15/2024 2024016629 PFHxS 0.003 µg/L EPA 533 < SE3 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90070 Alamo Canyon Filter Plant SW SP133190701 Entry Point to Dist. System EP 5/15/2024 2024016629 PFMBA 0.003 µg/L EPA 533 < SE3 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90070 Alamo Canyon Filter Plant SW SP133190701 Entry Point to Dist. System EP 5/15/2024 2024016629 PFMPA 0.004 µg/L EPA 533 < SE3 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90070 Alamo Canyon Filter Plant SW SP133190701 Entry Point to Dist. System EP 5/15/2024 2024016629 PFNA 0.004 µg/L EPA 533 < SE3 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90070 Alamo Canyon Filter Plant SW SP133190701 Entry Point to Dist. System EP 5/15/2024 2024016629 PFOA 0.004 µg/L EPA 533 < SE3 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90070 Alamo Canyon Filter Plant SW SP133190701 Entry Point to Dist. System EP 5/15/2024 2024016629 PFOS 0.004 µg/L EPA 533 < SE3 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90070 Alamo Canyon Filter Plant SW SP133190701 Entry Point to Dist. System EP 5/15/2024 2024016629 PFPeA 0.003 µg/L EPA 533 < SE3 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90070 Alamo Canyon Filter Plant SW SP133190701 Entry Point to Dist. System EP 5/15/2024 2024016629 PFPeS 0.004 µg/L EPA 533 < SE3 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90070 Alamo Canyon Filter Plant SW SP133190701 Entry Point to Dist. System EP 5/15/2024 2024016629 PFUnA 0.002 µg/L EPA 533 < SE3 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90070 Alamo Canyon Filter Plant SW SP133190701 Entry Point to Dist. System EP 5/15/2024 2024016619 NEtFOSAA 0.005 µg/L EPA 537.1 < SE3 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90070 Alamo Canyon Filter Plant SW SP133190701 Entry Point to Dist. System EP 5/15/2024 2024016619 NMeFOSAA 0.006 µg/L EPA 537.1 < SE3 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90070 Alamo Canyon Filter Plant SW SP133190701 Entry Point to Dist. System EP 5/15/2024 2024016619 PFTA 0.008 µg/L EPA 537.1 < SE3 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90070 Alamo Canyon Filter Plant SW SP133190701 Entry Point to Dist. System EP 5/15/2024 2024016619 PFTrDA 0.007 µg/L EPA 537.1 < SE3 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 19077 Golf Course Well Treatment Unit GW SP133190771 Entry Point to Dist. System EP 11/6/2023 2023044455 lithium 9 µg/L EPA 200.7 = 32.5 SE1 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 19077 Golf Course Well Treatment Unit GW SP133190771 Entry Point to Dist. System EP 11/6/2023 2023044461 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 19077 Golf Course Well Treatment Unit GW SP133190771 Entry Point to Dist. System EP 11/6/2023 2023044461 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 19077 Golf Course Well Treatment Unit GW SP133190771 Entry Point to Dist. System EP 11/6/2023 2023044461 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 19077 Golf Course Well Treatment Unit GW SP133190771 Entry Point to Dist. System EP 11/6/2023 2023044461 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 19077 Golf Course Well Treatment Unit GW SP133190771 Entry Point to Dist. System EP 11/6/2023 2023044461 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 19077 Golf Course Well Treatment Unit GW SP133190771 Entry Point to Dist. System EP 11/6/2023 2023044461 ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 19077 Golf Course Well Treatment Unit GW SP133190771 Entry Point to Dist. System EP 11/6/2023 2023044461 HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 19077 Golf Course Well Treatment Unit GW SP133190771 Entry Point to Dist. System EP 11/6/2023 2023044461 NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 19077 Golf Course Well Treatment Unit GW SP133190771 Entry Point to Dist. System EP 11/6/2023 2023044461 PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 19077 Golf Course Well Treatment Unit GW SP133190771 Entry Point to Dist. System EP 11/6/2023 2023044461 PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 19077 Golf Course Well Treatment Unit GW SP133190771 Entry Point to Dist. System EP 11/6/2023 2023044461 PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 19077 Golf Course Well Treatment Unit GW SP133190771 Entry Point to Dist. System EP 11/6/2023 2023044461 PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 19077 Golf Course Well Treatment Unit GW SP133190771 Entry Point to Dist. System EP 11/6/2023 2023044461 PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 19077 Golf Course Well Treatment Unit GW SP133190771 Entry Point to Dist. System EP 11/6/2023 2023044461 PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 19077 Golf Course Well Treatment Unit GW SP133190771 Entry Point to Dist. System EP 11/6/2023 2023044461 PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 19077 Golf Course Well Treatment Unit GW SP133190771 Entry Point to Dist. System EP 11/6/2023 2023044461 PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 19077 Golf Course Well Treatment Unit GW SP133190771 Entry Point to Dist. System EP 11/6/2023 2023044461 PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 19077 Golf Course Well Treatment Unit GW SP133190771 Entry Point to Dist. System EP 11/6/2023 2023044461 PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 19077 Golf Course Well Treatment Unit GW SP133190771 Entry Point to Dist. System EP 11/6/2023 2023044461 PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 19077 Golf Course Well Treatment Unit GW SP133190771 Entry Point to Dist. System EP 11/6/2023 2023044461 PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 19077 Golf Course Well Treatment Unit GW SP133190771 Entry Point to Dist. System EP 11/6/2023 2023044461 PFOA 0.004 µg/L EPA 533 = 0.0074 SE1 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 19077 Golf Course Well Treatment Unit GW SP133190771 Entry Point to Dist. System EP 11/6/2023 2023044461 PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 19077 Golf Course Well Treatment Unit GW SP133190771 Entry Point to Dist. System EP 11/6/2023 2023044461 PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 19077 Golf Course Well Treatment Unit GW SP133190771 Entry Point to Dist. System EP 11/6/2023 2023044461 PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 19077 Golf Course Well Treatment Unit GW SP133190771 Entry Point to Dist. System EP 11/6/2023 2023044461 PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 19077 Golf Course Well Treatment Unit GW SP133190771 Entry Point to Dist. System EP 11/6/2023 2023044467 NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 19077 Golf Course Well Treatment Unit GW SP133190771 Entry Point to Dist. System EP 11/6/2023 2023044467 NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 19077 Golf Course Well Treatment Unit GW SP133190771 Entry Point to Dist. System EP 11/6/2023 2023044467 PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 19077 Golf Course Well Treatment Unit GW SP133190771 Entry Point to Dist. System EP 11/6/2023 2023044467 PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 19077 Golf Course Well Treatment Unit GW SP133190771 Entry Point to Dist. System EP 5/15/2024 2024016638 lithium 9 µg/L EPA 200.7 = 33 SE2 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 19077 Golf Course Well Treatment Unit GW SP133190771 Entry Point to Dist. System EP 5/15/2024 2024016630 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 19077 Golf Course Well Treatment Unit GW SP133190771 Entry Point to Dist. System EP 5/15/2024 2024016630 4:2 FTS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 19077 Golf Course Well Treatment Unit GW SP133190771 Entry Point to Dist. System EP 5/15/2024 2024016630 6:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 19077 Golf Course Well Treatment Unit GW SP133190771 Entry Point to Dist. System EP 5/15/2024 2024016630 8:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 19077 Golf Course Well Treatment Unit GW SP133190771 Entry Point to Dist. System EP 5/15/2024 2024016630 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 19077 Golf Course Well Treatment Unit GW SP133190771 Entry Point to Dist. System EP 5/15/2024 2024016630 ADONA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 19077 Golf Course Well Treatment Unit GW SP133190771 Entry Point to Dist. System EP 5/15/2024 2024016630 HFPO-DA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 19077 Golf Course Well Treatment Unit GW SP133190771 Entry Point to Dist. System EP 5/15/2024 2024016630 NFDHA 0.02 µg/L EPA 533 < SE2 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 19077 Golf Course Well Treatment Unit GW SP133190771 Entry Point to Dist. System EP 5/15/2024 2024016630 PFBA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 19077 Golf Course Well Treatment Unit GW SP133190771 Entry Point to Dist. System EP 5/15/2024 2024016630 PFBS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 19077 Golf Course Well Treatment Unit GW SP133190771 Entry Point to Dist. System EP 5/15/2024 2024016630 PFDA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 19077 Golf Course Well Treatment Unit GW SP133190771 Entry Point to Dist. System EP 5/15/2024 2024016630 PFDoA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 19077 Golf Course Well Treatment Unit GW SP133190771 Entry Point to Dist. System EP 5/15/2024 2024016630 PFEESA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 19077 Golf Course Well Treatment Unit GW SP133190771 Entry Point to Dist. System EP 5/15/2024 2024016630 PFHpA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 19077 Golf Course Well Treatment Unit GW SP133190771 Entry Point to Dist. System EP 5/15/2024 2024016630 PFHpS 0.003 µg/L EPA 533 < SE2 AM 6 NM



PWSID PWSName Size FacilityID FacilityName FacilityWaterType SamplePointID SamplePointName SamplePointType AssociatedFacilityID AssociatedSamplePointID CollectionDate SampleID Contaminant MRL Units MethodID AnalyticalResultsSign AnalyticalResultValue SampleEventCode MonitoringRequirement Region State
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 19077 Golf Course Well Treatment Unit GW SP133190771 Entry Point to Dist. System EP 5/15/2024 2024016630 PFHxA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 19077 Golf Course Well Treatment Unit GW SP133190771 Entry Point to Dist. System EP 5/15/2024 2024016630 PFHxS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 19077 Golf Course Well Treatment Unit GW SP133190771 Entry Point to Dist. System EP 5/15/2024 2024016630 PFMBA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 19077 Golf Course Well Treatment Unit GW SP133190771 Entry Point to Dist. System EP 5/15/2024 2024016630 PFMPA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 19077 Golf Course Well Treatment Unit GW SP133190771 Entry Point to Dist. System EP 5/15/2024 2024016630 PFNA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 19077 Golf Course Well Treatment Unit GW SP133190771 Entry Point to Dist. System EP 5/15/2024 2024016630 PFOA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 19077 Golf Course Well Treatment Unit GW SP133190771 Entry Point to Dist. System EP 5/15/2024 2024016630 PFOS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 19077 Golf Course Well Treatment Unit GW SP133190771 Entry Point to Dist. System EP 5/15/2024 2024016630 PFPeA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 19077 Golf Course Well Treatment Unit GW SP133190771 Entry Point to Dist. System EP 5/15/2024 2024016630 PFPeS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 19077 Golf Course Well Treatment Unit GW SP133190771 Entry Point to Dist. System EP 5/15/2024 2024016630 PFUnA 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 19077 Golf Course Well Treatment Unit GW SP133190771 Entry Point to Dist. System EP 5/15/2024 2024016620 NEtFOSAA 0.005 µg/L EPA 537.1 < SE2 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 19077 Golf Course Well Treatment Unit GW SP133190771 Entry Point to Dist. System EP 5/15/2024 2024016620 NMeFOSAA 0.006 µg/L EPA 537.1 < SE2 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 19077 Golf Course Well Treatment Unit GW SP133190771 Entry Point to Dist. System EP 5/15/2024 2024016620 PFTA 0.008 µg/L EPA 537.1 < SE2 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 19077 Golf Course Well Treatment Unit GW SP133190771 Entry Point to Dist. System EP 5/15/2024 2024016620 PFTrDA 0.007 µg/L EPA 537.1 < SE2 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90071 Green Well Treatment Unit GW SP133190711 Entry Point to Dist. System EP 11/6/2023 2023044456 lithium 9 µg/L EPA 200.7 = 11.6 SE1 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90071 Green Well Treatment Unit GW SP133190711 Entry Point to Dist. System EP 11/6/2023 2023044459 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90071 Green Well Treatment Unit GW SP133190711 Entry Point to Dist. System EP 11/6/2023 2023044459 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90071 Green Well Treatment Unit GW SP133190711 Entry Point to Dist. System EP 11/6/2023 2023044459 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90071 Green Well Treatment Unit GW SP133190711 Entry Point to Dist. System EP 11/6/2023 2023044459 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90071 Green Well Treatment Unit GW SP133190711 Entry Point to Dist. System EP 11/6/2023 2023044459 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90071 Green Well Treatment Unit GW SP133190711 Entry Point to Dist. System EP 11/6/2023 2023044459 ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90071 Green Well Treatment Unit GW SP133190711 Entry Point to Dist. System EP 11/6/2023 2023044459 HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90071 Green Well Treatment Unit GW SP133190711 Entry Point to Dist. System EP 11/6/2023 2023044459 NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90071 Green Well Treatment Unit GW SP133190711 Entry Point to Dist. System EP 11/6/2023 2023044459 PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90071 Green Well Treatment Unit GW SP133190711 Entry Point to Dist. System EP 11/6/2023 2023044459 PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90071 Green Well Treatment Unit GW SP133190711 Entry Point to Dist. System EP 11/6/2023 2023044459 PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90071 Green Well Treatment Unit GW SP133190711 Entry Point to Dist. System EP 11/6/2023 2023044459 PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90071 Green Well Treatment Unit GW SP133190711 Entry Point to Dist. System EP 11/6/2023 2023044459 PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90071 Green Well Treatment Unit GW SP133190711 Entry Point to Dist. System EP 11/6/2023 2023044459 PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90071 Green Well Treatment Unit GW SP133190711 Entry Point to Dist. System EP 11/6/2023 2023044459 PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90071 Green Well Treatment Unit GW SP133190711 Entry Point to Dist. System EP 11/6/2023 2023044459 PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90071 Green Well Treatment Unit GW SP133190711 Entry Point to Dist. System EP 11/6/2023 2023044459 PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90071 Green Well Treatment Unit GW SP133190711 Entry Point to Dist. System EP 11/6/2023 2023044459 PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90071 Green Well Treatment Unit GW SP133190711 Entry Point to Dist. System EP 11/6/2023 2023044459 PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90071 Green Well Treatment Unit GW SP133190711 Entry Point to Dist. System EP 11/6/2023 2023044459 PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90071 Green Well Treatment Unit GW SP133190711 Entry Point to Dist. System EP 11/6/2023 2023044459 PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90071 Green Well Treatment Unit GW SP133190711 Entry Point to Dist. System EP 11/6/2023 2023044459 PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90071 Green Well Treatment Unit GW SP133190711 Entry Point to Dist. System EP 11/6/2023 2023044459 PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90071 Green Well Treatment Unit GW SP133190711 Entry Point to Dist. System EP 11/6/2023 2023044459 PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90071 Green Well Treatment Unit GW SP133190711 Entry Point to Dist. System EP 11/6/2023 2023044459 PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90071 Green Well Treatment Unit GW SP133190711 Entry Point to Dist. System EP 11/6/2023 2023044476 NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90071 Green Well Treatment Unit GW SP133190711 Entry Point to Dist. System EP 11/6/2023 2023044476 NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90071 Green Well Treatment Unit GW SP133190711 Entry Point to Dist. System EP 11/6/2023 2023044476 PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90071 Green Well Treatment Unit GW SP133190711 Entry Point to Dist. System EP 11/6/2023 2023044476 PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90071 Green Well Treatment Unit GW SP133190711 Entry Point to Dist. System EP 5/15/2024 2024016640 lithium 9 µg/L EPA 200.7 = 11.4 SE2 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90071 Green Well Treatment Unit GW SP133190711 Entry Point to Dist. System EP 5/15/2024 2024016627 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90071 Green Well Treatment Unit GW SP133190711 Entry Point to Dist. System EP 5/15/2024 2024016627 4:2 FTS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90071 Green Well Treatment Unit GW SP133190711 Entry Point to Dist. System EP 5/15/2024 2024016627 6:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90071 Green Well Treatment Unit GW SP133190711 Entry Point to Dist. System EP 5/15/2024 2024016627 8:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90071 Green Well Treatment Unit GW SP133190711 Entry Point to Dist. System EP 5/15/2024 2024016627 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90071 Green Well Treatment Unit GW SP133190711 Entry Point to Dist. System EP 5/15/2024 2024016627 ADONA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90071 Green Well Treatment Unit GW SP133190711 Entry Point to Dist. System EP 5/15/2024 2024016627 HFPO-DA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90071 Green Well Treatment Unit GW SP133190711 Entry Point to Dist. System EP 5/15/2024 2024016627 NFDHA 0.02 µg/L EPA 533 < SE2 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90071 Green Well Treatment Unit GW SP133190711 Entry Point to Dist. System EP 5/15/2024 2024016627 PFBA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90071 Green Well Treatment Unit GW SP133190711 Entry Point to Dist. System EP 5/15/2024 2024016627 PFBS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90071 Green Well Treatment Unit GW SP133190711 Entry Point to Dist. System EP 5/15/2024 2024016627 PFDA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90071 Green Well Treatment Unit GW SP133190711 Entry Point to Dist. System EP 5/15/2024 2024016627 PFDoA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90071 Green Well Treatment Unit GW SP133190711 Entry Point to Dist. System EP 5/15/2024 2024016627 PFEESA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90071 Green Well Treatment Unit GW SP133190711 Entry Point to Dist. System EP 5/15/2024 2024016627 PFHpA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90071 Green Well Treatment Unit GW SP133190711 Entry Point to Dist. System EP 5/15/2024 2024016627 PFHpS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90071 Green Well Treatment Unit GW SP133190711 Entry Point to Dist. System EP 5/15/2024 2024016627 PFHxA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90071 Green Well Treatment Unit GW SP133190711 Entry Point to Dist. System EP 5/15/2024 2024016627 PFHxS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90071 Green Well Treatment Unit GW SP133190711 Entry Point to Dist. System EP 5/15/2024 2024016627 PFMBA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90071 Green Well Treatment Unit GW SP133190711 Entry Point to Dist. System EP 5/15/2024 2024016627 PFMPA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90071 Green Well Treatment Unit GW SP133190711 Entry Point to Dist. System EP 5/15/2024 2024016627 PFNA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90071 Green Well Treatment Unit GW SP133190711 Entry Point to Dist. System EP 5/15/2024 2024016627 PFOA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90071 Green Well Treatment Unit GW SP133190711 Entry Point to Dist. System EP 5/15/2024 2024016627 PFOS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90071 Green Well Treatment Unit GW SP133190711 Entry Point to Dist. System EP 5/15/2024 2024016627 PFPeA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90071 Green Well Treatment Unit GW SP133190711 Entry Point to Dist. System EP 5/15/2024 2024016627 PFPeS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90071 Green Well Treatment Unit GW SP133190711 Entry Point to Dist. System EP 5/15/2024 2024016627 PFUnA 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90071 Green Well Treatment Unit GW SP133190711 Entry Point to Dist. System EP 5/15/2024 2024016618 NEtFOSAA 0.005 µg/L EPA 537.1 < SE2 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90071 Green Well Treatment Unit GW SP133190711 Entry Point to Dist. System EP 5/15/2024 2024016618 NMeFOSAA 0.006 µg/L EPA 537.1 < SE2 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90071 Green Well Treatment Unit GW SP133190711 Entry Point to Dist. System EP 5/15/2024 2024016618 PFTA 0.008 µg/L EPA 537.1 < SE2 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90071 Green Well Treatment Unit GW SP133190711 Entry Point to Dist. System EP 5/15/2024 2024016618 PFTrDA 0.007 µg/L EPA 537.1 < SE2 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90069 La Luz Filter Plant SW SP133190691 Entry Point to Dist. System EP 11/6/2023 2023044453 lithium 9 µg/L EPA 200.7 = 11.4 SE1 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90069 La Luz Filter Plant SW SP133190691 Entry Point to Dist. System EP 11/6/2023 2023044458 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90069 La Luz Filter Plant SW SP133190691 Entry Point to Dist. System EP 11/6/2023 2023044458 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90069 La Luz Filter Plant SW SP133190691 Entry Point to Dist. System EP 11/6/2023 2023044458 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90069 La Luz Filter Plant SW SP133190691 Entry Point to Dist. System EP 11/6/2023 2023044458 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90069 La Luz Filter Plant SW SP133190691 Entry Point to Dist. System EP 11/6/2023 2023044458 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90069 La Luz Filter Plant SW SP133190691 Entry Point to Dist. System EP 11/6/2023 2023044458 ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90069 La Luz Filter Plant SW SP133190691 Entry Point to Dist. System EP 11/6/2023 2023044458 HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90069 La Luz Filter Plant SW SP133190691 Entry Point to Dist. System EP 11/6/2023 2023044458 NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90069 La Luz Filter Plant SW SP133190691 Entry Point to Dist. System EP 11/6/2023 2023044458 PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90069 La Luz Filter Plant SW SP133190691 Entry Point to Dist. System EP 11/6/2023 2023044458 PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90069 La Luz Filter Plant SW SP133190691 Entry Point to Dist. System EP 11/6/2023 2023044458 PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90069 La Luz Filter Plant SW SP133190691 Entry Point to Dist. System EP 11/6/2023 2023044458 PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90069 La Luz Filter Plant SW SP133190691 Entry Point to Dist. System EP 11/6/2023 2023044458 PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90069 La Luz Filter Plant SW SP133190691 Entry Point to Dist. System EP 11/6/2023 2023044458 PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90069 La Luz Filter Plant SW SP133190691 Entry Point to Dist. System EP 11/6/2023 2023044458 PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90069 La Luz Filter Plant SW SP133190691 Entry Point to Dist. System EP 11/6/2023 2023044458 PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90069 La Luz Filter Plant SW SP133190691 Entry Point to Dist. System EP 11/6/2023 2023044458 PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90069 La Luz Filter Plant SW SP133190691 Entry Point to Dist. System EP 11/6/2023 2023044458 PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90069 La Luz Filter Plant SW SP133190691 Entry Point to Dist. System EP 11/6/2023 2023044458 PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90069 La Luz Filter Plant SW SP133190691 Entry Point to Dist. System EP 11/6/2023 2023044458 PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90069 La Luz Filter Plant SW SP133190691 Entry Point to Dist. System EP 11/6/2023 2023044458 PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90069 La Luz Filter Plant SW SP133190691 Entry Point to Dist. System EP 11/6/2023 2023044458 PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90069 La Luz Filter Plant SW SP133190691 Entry Point to Dist. System EP 11/6/2023 2023044458 PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90069 La Luz Filter Plant SW SP133190691 Entry Point to Dist. System EP 11/6/2023 2023044458 PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90069 La Luz Filter Plant SW SP133190691 Entry Point to Dist. System EP 11/6/2023 2023044458 PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90069 La Luz Filter Plant SW SP133190691 Entry Point to Dist. System EP 11/6/2023 2023044471 NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90069 La Luz Filter Plant SW SP133190691 Entry Point to Dist. System EP 11/6/2023 2023044471 NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90069 La Luz Filter Plant SW SP133190691 Entry Point to Dist. System EP 11/6/2023 2023044471 PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90069 La Luz Filter Plant SW SP133190691 Entry Point to Dist. System EP 11/6/2023 2023044471 PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90069 La Luz Filter Plant SW SP133190691 Entry Point to Dist. System EP 2/7/2024 2024004399 lithium 9 µg/L EPA 200.7 = 18.1 SE2 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90069 La Luz Filter Plant SW SP133190691 Entry Point to Dist. System EP 2/7/2024 2024004404 NEtFOSAA 0.005 µg/L EPA 537.1 < SE2 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90069 La Luz Filter Plant SW SP133190691 Entry Point to Dist. System EP 2/7/2024 2024004404 NMeFOSAA 0.006 µg/L EPA 537.1 < SE2 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90069 La Luz Filter Plant SW SP133190691 Entry Point to Dist. System EP 2/7/2024 2024004404 PFTA 0.008 µg/L EPA 537.1 < SE2 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90069 La Luz Filter Plant SW SP133190691 Entry Point to Dist. System EP 2/7/2024 2024004404 PFTrDA 0.007 µg/L EPA 537.1 < SE2 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90069 La Luz Filter Plant SW SP133190691 Entry Point to Dist. System EP 5/15/2024 2024016641 lithium 9 µg/L EPA 200.7 = 9.86 SE3 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90069 La Luz Filter Plant SW SP133190691 Entry Point to Dist. System EP 5/15/2024 2024016628 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE3 AM 6 NM



PWSID PWSName Size FacilityID FacilityName FacilityWaterType SamplePointID SamplePointName SamplePointType AssociatedFacilityID AssociatedSamplePointID CollectionDate SampleID Contaminant MRL Units MethodID AnalyticalResultsSign AnalyticalResultValue SampleEventCode MonitoringRequirement Region State
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90069 La Luz Filter Plant SW SP133190691 Entry Point to Dist. System EP 5/15/2024 2024016628 4:2 FTS 0.003 µg/L EPA 533 < SE3 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90069 La Luz Filter Plant SW SP133190691 Entry Point to Dist. System EP 5/15/2024 2024016628 6:2 FTS 0.005 µg/L EPA 533 < SE3 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90069 La Luz Filter Plant SW SP133190691 Entry Point to Dist. System EP 5/15/2024 2024016628 8:2 FTS 0.005 µg/L EPA 533 < SE3 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90069 La Luz Filter Plant SW SP133190691 Entry Point to Dist. System EP 5/15/2024 2024016628 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE3 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90069 La Luz Filter Plant SW SP133190691 Entry Point to Dist. System EP 5/15/2024 2024016628 ADONA 0.003 µg/L EPA 533 < SE3 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90069 La Luz Filter Plant SW SP133190691 Entry Point to Dist. System EP 5/15/2024 2024016628 HFPO-DA 0.005 µg/L EPA 533 < SE3 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90069 La Luz Filter Plant SW SP133190691 Entry Point to Dist. System EP 5/15/2024 2024016628 NFDHA 0.02 µg/L EPA 533 < SE3 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90069 La Luz Filter Plant SW SP133190691 Entry Point to Dist. System EP 5/15/2024 2024016628 PFBA 0.005 µg/L EPA 533 < SE3 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90069 La Luz Filter Plant SW SP133190691 Entry Point to Dist. System EP 5/15/2024 2024016628 PFBS 0.003 µg/L EPA 533 < SE3 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90069 La Luz Filter Plant SW SP133190691 Entry Point to Dist. System EP 5/15/2024 2024016628 PFDA 0.003 µg/L EPA 533 < SE3 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90069 La Luz Filter Plant SW SP133190691 Entry Point to Dist. System EP 5/15/2024 2024016628 PFDoA 0.003 µg/L EPA 533 < SE3 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90069 La Luz Filter Plant SW SP133190691 Entry Point to Dist. System EP 5/15/2024 2024016628 PFEESA 0.003 µg/L EPA 533 < SE3 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90069 La Luz Filter Plant SW SP133190691 Entry Point to Dist. System EP 5/15/2024 2024016628 PFHpA 0.003 µg/L EPA 533 < SE3 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90069 La Luz Filter Plant SW SP133190691 Entry Point to Dist. System EP 5/15/2024 2024016628 PFHpS 0.003 µg/L EPA 533 < SE3 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90069 La Luz Filter Plant SW SP133190691 Entry Point to Dist. System EP 5/15/2024 2024016628 PFHxA 0.003 µg/L EPA 533 < SE3 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90069 La Luz Filter Plant SW SP133190691 Entry Point to Dist. System EP 5/15/2024 2024016628 PFHxS 0.003 µg/L EPA 533 < SE3 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90069 La Luz Filter Plant SW SP133190691 Entry Point to Dist. System EP 5/15/2024 2024016628 PFMBA 0.003 µg/L EPA 533 < SE3 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90069 La Luz Filter Plant SW SP133190691 Entry Point to Dist. System EP 5/15/2024 2024016628 PFMPA 0.004 µg/L EPA 533 < SE3 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90069 La Luz Filter Plant SW SP133190691 Entry Point to Dist. System EP 5/15/2024 2024016628 PFNA 0.004 µg/L EPA 533 < SE3 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90069 La Luz Filter Plant SW SP133190691 Entry Point to Dist. System EP 5/15/2024 2024016628 PFOA 0.004 µg/L EPA 533 < SE3 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90069 La Luz Filter Plant SW SP133190691 Entry Point to Dist. System EP 5/15/2024 2024016628 PFOS 0.004 µg/L EPA 533 < SE3 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90069 La Luz Filter Plant SW SP133190691 Entry Point to Dist. System EP 5/15/2024 2024016628 PFPeA 0.003 µg/L EPA 533 < SE3 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90069 La Luz Filter Plant SW SP133190691 Entry Point to Dist. System EP 5/15/2024 2024016628 PFPeS 0.004 µg/L EPA 533 < SE3 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90069 La Luz Filter Plant SW SP133190691 Entry Point to Dist. System EP 5/15/2024 2024016628 PFUnA 0.002 µg/L EPA 533 < SE3 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90069 La Luz Filter Plant SW SP133190691 Entry Point to Dist. System EP 5/15/2024 2024016617 NEtFOSAA 0.005 µg/L EPA 537.1 < SE3 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90069 La Luz Filter Plant SW SP133190691 Entry Point to Dist. System EP 5/15/2024 2024016617 NMeFOSAA 0.006 µg/L EPA 537.1 < SE3 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90069 La Luz Filter Plant SW SP133190691 Entry Point to Dist. System EP 5/15/2024 2024016617 PFTA 0.008 µg/L EPA 537.1 < SE3 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 90069 La Luz Filter Plant SW SP133190691 Entry Point to Dist. System EP 5/15/2024 2024016617 PFTrDA 0.007 µg/L EPA 537.1 < SE3 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 19089 Prather Well Treatment Unit GW SP133190891 Entry Point to Dist. System EP 11/6/2023 2023044454 lithium 9 µg/L EPA 200.7 = 17.1 SE1 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 19089 Prather Well Treatment Unit GW SP133190891 Entry Point to Dist. System EP 11/6/2023 2023044462 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 19089 Prather Well Treatment Unit GW SP133190891 Entry Point to Dist. System EP 11/6/2023 2023044462 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 19089 Prather Well Treatment Unit GW SP133190891 Entry Point to Dist. System EP 11/6/2023 2023044462 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 19089 Prather Well Treatment Unit GW SP133190891 Entry Point to Dist. System EP 11/6/2023 2023044462 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 19089 Prather Well Treatment Unit GW SP133190891 Entry Point to Dist. System EP 11/6/2023 2023044462 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 19089 Prather Well Treatment Unit GW SP133190891 Entry Point to Dist. System EP 11/6/2023 2023044462 ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 19089 Prather Well Treatment Unit GW SP133190891 Entry Point to Dist. System EP 11/6/2023 2023044462 HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 19089 Prather Well Treatment Unit GW SP133190891 Entry Point to Dist. System EP 11/6/2023 2023044462 NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 19089 Prather Well Treatment Unit GW SP133190891 Entry Point to Dist. System EP 11/6/2023 2023044462 PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 19089 Prather Well Treatment Unit GW SP133190891 Entry Point to Dist. System EP 11/6/2023 2023044462 PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 19089 Prather Well Treatment Unit GW SP133190891 Entry Point to Dist. System EP 11/6/2023 2023044462 PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 19089 Prather Well Treatment Unit GW SP133190891 Entry Point to Dist. System EP 11/6/2023 2023044462 PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 19089 Prather Well Treatment Unit GW SP133190891 Entry Point to Dist. System EP 11/6/2023 2023044462 PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 19089 Prather Well Treatment Unit GW SP133190891 Entry Point to Dist. System EP 11/6/2023 2023044462 PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 19089 Prather Well Treatment Unit GW SP133190891 Entry Point to Dist. System EP 11/6/2023 2023044462 PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 19089 Prather Well Treatment Unit GW SP133190891 Entry Point to Dist. System EP 11/6/2023 2023044462 PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 19089 Prather Well Treatment Unit GW SP133190891 Entry Point to Dist. System EP 11/6/2023 2023044462 PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 19089 Prather Well Treatment Unit GW SP133190891 Entry Point to Dist. System EP 11/6/2023 2023044462 PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 19089 Prather Well Treatment Unit GW SP133190891 Entry Point to Dist. System EP 11/6/2023 2023044462 PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 19089 Prather Well Treatment Unit GW SP133190891 Entry Point to Dist. System EP 11/6/2023 2023044462 PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 19089 Prather Well Treatment Unit GW SP133190891 Entry Point to Dist. System EP 11/6/2023 2023044462 PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 19089 Prather Well Treatment Unit GW SP133190891 Entry Point to Dist. System EP 11/6/2023 2023044462 PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 19089 Prather Well Treatment Unit GW SP133190891 Entry Point to Dist. System EP 11/6/2023 2023044462 PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 19089 Prather Well Treatment Unit GW SP133190891 Entry Point to Dist. System EP 11/6/2023 2023044462 PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 19089 Prather Well Treatment Unit GW SP133190891 Entry Point to Dist. System EP 11/6/2023 2023044462 PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 19089 Prather Well Treatment Unit GW SP133190891 Entry Point to Dist. System EP 11/6/2023 2023044472 NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 19089 Prather Well Treatment Unit GW SP133190891 Entry Point to Dist. System EP 11/6/2023 2023044472 NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 19089 Prather Well Treatment Unit GW SP133190891 Entry Point to Dist. System EP 11/6/2023 2023044472 PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 19089 Prather Well Treatment Unit GW SP133190891 Entry Point to Dist. System EP 11/6/2023 2023044472 PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 19089 Prather Well Treatment Unit GW SP133190891 Entry Point to Dist. System EP 5/15/2024 2024016637 lithium 9 µg/L EPA 200.7 = 17.9 SE2 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 19089 Prather Well Treatment Unit GW SP133190891 Entry Point to Dist. System EP 5/15/2024 2024016636 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 19089 Prather Well Treatment Unit GW SP133190891 Entry Point to Dist. System EP 5/15/2024 2024016636 4:2 FTS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 19089 Prather Well Treatment Unit GW SP133190891 Entry Point to Dist. System EP 5/15/2024 2024016636 6:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 19089 Prather Well Treatment Unit GW SP133190891 Entry Point to Dist. System EP 5/15/2024 2024016636 8:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 19089 Prather Well Treatment Unit GW SP133190891 Entry Point to Dist. System EP 5/15/2024 2024016636 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 19089 Prather Well Treatment Unit GW SP133190891 Entry Point to Dist. System EP 5/15/2024 2024016636 ADONA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 19089 Prather Well Treatment Unit GW SP133190891 Entry Point to Dist. System EP 5/15/2024 2024016636 HFPO-DA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 19089 Prather Well Treatment Unit GW SP133190891 Entry Point to Dist. System EP 5/15/2024 2024016636 NFDHA 0.02 µg/L EPA 533 < SE2 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 19089 Prather Well Treatment Unit GW SP133190891 Entry Point to Dist. System EP 5/15/2024 2024016636 PFBA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 19089 Prather Well Treatment Unit GW SP133190891 Entry Point to Dist. System EP 5/15/2024 2024016636 PFBS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 19089 Prather Well Treatment Unit GW SP133190891 Entry Point to Dist. System EP 5/15/2024 2024016636 PFDA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 19089 Prather Well Treatment Unit GW SP133190891 Entry Point to Dist. System EP 5/15/2024 2024016636 PFDoA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 19089 Prather Well Treatment Unit GW SP133190891 Entry Point to Dist. System EP 5/15/2024 2024016636 PFEESA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 19089 Prather Well Treatment Unit GW SP133190891 Entry Point to Dist. System EP 5/15/2024 2024016636 PFHpA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 19089 Prather Well Treatment Unit GW SP133190891 Entry Point to Dist. System EP 5/15/2024 2024016636 PFHpS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 19089 Prather Well Treatment Unit GW SP133190891 Entry Point to Dist. System EP 5/15/2024 2024016636 PFHxA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 19089 Prather Well Treatment Unit GW SP133190891 Entry Point to Dist. System EP 5/15/2024 2024016636 PFHxS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 19089 Prather Well Treatment Unit GW SP133190891 Entry Point to Dist. System EP 5/15/2024 2024016636 PFMBA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 19089 Prather Well Treatment Unit GW SP133190891 Entry Point to Dist. System EP 5/15/2024 2024016636 PFMPA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 19089 Prather Well Treatment Unit GW SP133190891 Entry Point to Dist. System EP 5/15/2024 2024016636 PFNA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 19089 Prather Well Treatment Unit GW SP133190891 Entry Point to Dist. System EP 5/15/2024 2024016636 PFOA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 19089 Prather Well Treatment Unit GW SP133190891 Entry Point to Dist. System EP 5/15/2024 2024016636 PFOS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 19089 Prather Well Treatment Unit GW SP133190891 Entry Point to Dist. System EP 5/15/2024 2024016636 PFPeA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 19089 Prather Well Treatment Unit GW SP133190891 Entry Point to Dist. System EP 5/15/2024 2024016636 PFPeS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 19089 Prather Well Treatment Unit GW SP133190891 Entry Point to Dist. System EP 5/15/2024 2024016636 PFUnA 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 19089 Prather Well Treatment Unit GW SP133190891 Entry Point to Dist. System EP 5/15/2024 2024016622 NEtFOSAA 0.005 µg/L EPA 537.1 < SE2 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 19089 Prather Well Treatment Unit GW SP133190891 Entry Point to Dist. System EP 5/15/2024 2024016622 NMeFOSAA 0.006 µg/L EPA 537.1 < SE2 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 19089 Prather Well Treatment Unit GW SP133190891 Entry Point to Dist. System EP 5/15/2024 2024016622 PFTA 0.008 µg/L EPA 537.1 < SE2 AM 6 NM
NM3513319 ALAMOGORDO DOMESTIC WATER SYSTEM L 19089 Prather Well Treatment Unit GW SP133190891 Entry Point to Dist. System EP 5/15/2024 2024016622 PFTrDA 0.007 µg/L EPA 537.1 < SE2 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94118 Atrisco Storage Tank GW SP107011181 Entry Point to Dist. System EP 6/12/2024 2024020064 lithium 9 µg/L EPA 200.7 = 58.4 SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94118 Atrisco Storage Tank GW SP107011181 Entry Point to Dist. System EP 6/12/2024 2024020100 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94118 Atrisco Storage Tank GW SP107011181 Entry Point to Dist. System EP 6/12/2024 2024020100 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94118 Atrisco Storage Tank GW SP107011181 Entry Point to Dist. System EP 6/12/2024 2024020100 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94118 Atrisco Storage Tank GW SP107011181 Entry Point to Dist. System EP 6/12/2024 2024020100 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94118 Atrisco Storage Tank GW SP107011181 Entry Point to Dist. System EP 6/12/2024 2024020100 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94118 Atrisco Storage Tank GW SP107011181 Entry Point to Dist. System EP 6/12/2024 2024020100 ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94118 Atrisco Storage Tank GW SP107011181 Entry Point to Dist. System EP 6/12/2024 2024020100 HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94118 Atrisco Storage Tank GW SP107011181 Entry Point to Dist. System EP 6/12/2024 2024020100 NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94118 Atrisco Storage Tank GW SP107011181 Entry Point to Dist. System EP 6/12/2024 2024020100 PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94118 Atrisco Storage Tank GW SP107011181 Entry Point to Dist. System EP 6/12/2024 2024020100 PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94118 Atrisco Storage Tank GW SP107011181 Entry Point to Dist. System EP 6/12/2024 2024020100 PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94118 Atrisco Storage Tank GW SP107011181 Entry Point to Dist. System EP 6/12/2024 2024020100 PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94118 Atrisco Storage Tank GW SP107011181 Entry Point to Dist. System EP 6/12/2024 2024020100 PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94118 Atrisco Storage Tank GW SP107011181 Entry Point to Dist. System EP 6/12/2024 2024020100 PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94118 Atrisco Storage Tank GW SP107011181 Entry Point to Dist. System EP 6/12/2024 2024020100 PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94118 Atrisco Storage Tank GW SP107011181 Entry Point to Dist. System EP 6/12/2024 2024020100 PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94118 Atrisco Storage Tank GW SP107011181 Entry Point to Dist. System EP 6/12/2024 2024020100 PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94118 Atrisco Storage Tank GW SP107011181 Entry Point to Dist. System EP 6/12/2024 2024020100 PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94118 Atrisco Storage Tank GW SP107011181 Entry Point to Dist. System EP 6/12/2024 2024020100 PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94118 Atrisco Storage Tank GW SP107011181 Entry Point to Dist. System EP 6/12/2024 2024020100 PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94118 Atrisco Storage Tank GW SP107011181 Entry Point to Dist. System EP 6/12/2024 2024020100 PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94118 Atrisco Storage Tank GW SP107011181 Entry Point to Dist. System EP 6/12/2024 2024020100 PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM



PWSID PWSName Size FacilityID FacilityName FacilityWaterType SamplePointID SamplePointName SamplePointType AssociatedFacilityID AssociatedSamplePointID CollectionDate SampleID Contaminant MRL Units MethodID AnalyticalResultsSign AnalyticalResultValue SampleEventCode MonitoringRequirement Region State
NM3510701 ALBUQUERQUE WATER SYSTEM L 94118 Atrisco Storage Tank GW SP107011181 Entry Point to Dist. System EP 6/12/2024 2024020100 PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94118 Atrisco Storage Tank GW SP107011181 Entry Point to Dist. System EP 6/12/2024 2024020100 PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94118 Atrisco Storage Tank GW SP107011181 Entry Point to Dist. System EP 6/12/2024 2024020100 PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94118 Atrisco Storage Tank GW SP107011181 Entry Point to Dist. System EP 6/12/2024 2024020085 NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94118 Atrisco Storage Tank GW SP107011181 Entry Point to Dist. System EP 6/12/2024 2024020085 NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94118 Atrisco Storage Tank GW SP107011181 Entry Point to Dist. System EP 6/12/2024 2024020085 PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94118 Atrisco Storage Tank GW SP107011181 Entry Point to Dist. System EP 6/12/2024 2024020085 PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94243 BCIP Storage Tank #1 GW SP107012431 Entry Point to Dist. System EP 6/26/2024 2024021258 lithium 9 µg/L EPA 200.7 = 36.6 SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94243 BCIP Storage Tank #1 GW SP107012431 Entry Point to Dist. System EP 6/26/2024 2024021245 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94243 BCIP Storage Tank #1 GW SP107012431 Entry Point to Dist. System EP 6/26/2024 2024021245 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94243 BCIP Storage Tank #1 GW SP107012431 Entry Point to Dist. System EP 6/26/2024 2024021245 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94243 BCIP Storage Tank #1 GW SP107012431 Entry Point to Dist. System EP 6/26/2024 2024021245 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94243 BCIP Storage Tank #1 GW SP107012431 Entry Point to Dist. System EP 6/26/2024 2024021245 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94243 BCIP Storage Tank #1 GW SP107012431 Entry Point to Dist. System EP 6/26/2024 2024021245 ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94243 BCIP Storage Tank #1 GW SP107012431 Entry Point to Dist. System EP 6/26/2024 2024021245 HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94243 BCIP Storage Tank #1 GW SP107012431 Entry Point to Dist. System EP 6/26/2024 2024021245 NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94243 BCIP Storage Tank #1 GW SP107012431 Entry Point to Dist. System EP 6/26/2024 2024021245 PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94243 BCIP Storage Tank #1 GW SP107012431 Entry Point to Dist. System EP 6/26/2024 2024021245 PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94243 BCIP Storage Tank #1 GW SP107012431 Entry Point to Dist. System EP 6/26/2024 2024021245 PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94243 BCIP Storage Tank #1 GW SP107012431 Entry Point to Dist. System EP 6/26/2024 2024021245 PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94243 BCIP Storage Tank #1 GW SP107012431 Entry Point to Dist. System EP 6/26/2024 2024021245 PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94243 BCIP Storage Tank #1 GW SP107012431 Entry Point to Dist. System EP 6/26/2024 2024021245 PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94243 BCIP Storage Tank #1 GW SP107012431 Entry Point to Dist. System EP 6/26/2024 2024021245 PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94243 BCIP Storage Tank #1 GW SP107012431 Entry Point to Dist. System EP 6/26/2024 2024021245 PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94243 BCIP Storage Tank #1 GW SP107012431 Entry Point to Dist. System EP 6/26/2024 2024021245 PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94243 BCIP Storage Tank #1 GW SP107012431 Entry Point to Dist. System EP 6/26/2024 2024021245 PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94243 BCIP Storage Tank #1 GW SP107012431 Entry Point to Dist. System EP 6/26/2024 2024021245 PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94243 BCIP Storage Tank #1 GW SP107012431 Entry Point to Dist. System EP 6/26/2024 2024021245 PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94243 BCIP Storage Tank #1 GW SP107012431 Entry Point to Dist. System EP 6/26/2024 2024021245 PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94243 BCIP Storage Tank #1 GW SP107012431 Entry Point to Dist. System EP 6/26/2024 2024021245 PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94243 BCIP Storage Tank #1 GW SP107012431 Entry Point to Dist. System EP 6/26/2024 2024021245 PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94243 BCIP Storage Tank #1 GW SP107012431 Entry Point to Dist. System EP 6/26/2024 2024021245 PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94243 BCIP Storage Tank #1 GW SP107012431 Entry Point to Dist. System EP 6/26/2024 2024021245 PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94243 BCIP Storage Tank #1 GW SP107012431 Entry Point to Dist. System EP 6/26/2024 2024021255 NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94243 BCIP Storage Tank #1 GW SP107012431 Entry Point to Dist. System EP 6/26/2024 2024021255 NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94243 BCIP Storage Tank #1 GW SP107012431 Entry Point to Dist. System EP 6/26/2024 2024021255 PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94243 BCIP Storage Tank #1 GW SP107012431 Entry Point to Dist. System EP 6/26/2024 2024021255 PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94121 College Storage Tank GW SP107011211 Entry Point to Dist. System EP 6/26/2024 2024021257 lithium 9 µg/L EPA 200.7 = 48 SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94121 College Storage Tank GW SP107011211 Entry Point to Dist. System EP 6/26/2024 2024021250 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94121 College Storage Tank GW SP107011211 Entry Point to Dist. System EP 6/26/2024 2024021250 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94121 College Storage Tank GW SP107011211 Entry Point to Dist. System EP 6/26/2024 2024021250 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94121 College Storage Tank GW SP107011211 Entry Point to Dist. System EP 6/26/2024 2024021250 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94121 College Storage Tank GW SP107011211 Entry Point to Dist. System EP 6/26/2024 2024021250 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94121 College Storage Tank GW SP107011211 Entry Point to Dist. System EP 6/26/2024 2024021250 ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94121 College Storage Tank GW SP107011211 Entry Point to Dist. System EP 6/26/2024 2024021250 HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94121 College Storage Tank GW SP107011211 Entry Point to Dist. System EP 6/26/2024 2024021250 NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94121 College Storage Tank GW SP107011211 Entry Point to Dist. System EP 6/26/2024 2024021250 PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94121 College Storage Tank GW SP107011211 Entry Point to Dist. System EP 6/26/2024 2024021250 PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94121 College Storage Tank GW SP107011211 Entry Point to Dist. System EP 6/26/2024 2024021250 PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94121 College Storage Tank GW SP107011211 Entry Point to Dist. System EP 6/26/2024 2024021250 PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94121 College Storage Tank GW SP107011211 Entry Point to Dist. System EP 6/26/2024 2024021250 PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94121 College Storage Tank GW SP107011211 Entry Point to Dist. System EP 6/26/2024 2024021250 PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94121 College Storage Tank GW SP107011211 Entry Point to Dist. System EP 6/26/2024 2024021250 PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94121 College Storage Tank GW SP107011211 Entry Point to Dist. System EP 6/26/2024 2024021250 PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94121 College Storage Tank GW SP107011211 Entry Point to Dist. System EP 6/26/2024 2024021250 PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94121 College Storage Tank GW SP107011211 Entry Point to Dist. System EP 6/26/2024 2024021250 PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94121 College Storage Tank GW SP107011211 Entry Point to Dist. System EP 6/26/2024 2024021250 PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94121 College Storage Tank GW SP107011211 Entry Point to Dist. System EP 6/26/2024 2024021250 PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94121 College Storage Tank GW SP107011211 Entry Point to Dist. System EP 6/26/2024 2024021250 PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94121 College Storage Tank GW SP107011211 Entry Point to Dist. System EP 6/26/2024 2024021250 PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94121 College Storage Tank GW SP107011211 Entry Point to Dist. System EP 6/26/2024 2024021250 PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94121 College Storage Tank GW SP107011211 Entry Point to Dist. System EP 6/26/2024 2024021250 PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94121 College Storage Tank GW SP107011211 Entry Point to Dist. System EP 6/26/2024 2024021250 PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94121 College Storage Tank GW SP107011211 Entry Point to Dist. System EP 6/26/2024 2024021256 NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94121 College Storage Tank GW SP107011211 Entry Point to Dist. System EP 6/26/2024 2024021256 NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94121 College Storage Tank GW SP107011211 Entry Point to Dist. System EP 6/26/2024 2024021256 PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94121 College Storage Tank GW SP107011211 Entry Point to Dist. System EP 6/26/2024 2024021256 PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07183 Corrales Reservoir # 01 (EP) GW SP107011831 Entry Point to Dist. System EP 6/20/2024 2024020713 lithium 9 µg/L EPA 200.7 = 39.1 SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07183 Corrales Reservoir # 01 (EP) GW SP107011831 Entry Point to Dist. System EP 6/20/2024 2024020732 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07183 Corrales Reservoir # 01 (EP) GW SP107011831 Entry Point to Dist. System EP 6/20/2024 2024020732 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07183 Corrales Reservoir # 01 (EP) GW SP107011831 Entry Point to Dist. System EP 6/20/2024 2024020732 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07183 Corrales Reservoir # 01 (EP) GW SP107011831 Entry Point to Dist. System EP 6/20/2024 2024020732 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07183 Corrales Reservoir # 01 (EP) GW SP107011831 Entry Point to Dist. System EP 6/20/2024 2024020732 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07183 Corrales Reservoir # 01 (EP) GW SP107011831 Entry Point to Dist. System EP 6/20/2024 2024020732 ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07183 Corrales Reservoir # 01 (EP) GW SP107011831 Entry Point to Dist. System EP 6/20/2024 2024020732 HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07183 Corrales Reservoir # 01 (EP) GW SP107011831 Entry Point to Dist. System EP 6/20/2024 2024020732 NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07183 Corrales Reservoir # 01 (EP) GW SP107011831 Entry Point to Dist. System EP 6/20/2024 2024020732 PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07183 Corrales Reservoir # 01 (EP) GW SP107011831 Entry Point to Dist. System EP 6/20/2024 2024020732 PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07183 Corrales Reservoir # 01 (EP) GW SP107011831 Entry Point to Dist. System EP 6/20/2024 2024020732 PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07183 Corrales Reservoir # 01 (EP) GW SP107011831 Entry Point to Dist. System EP 6/20/2024 2024020732 PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07183 Corrales Reservoir # 01 (EP) GW SP107011831 Entry Point to Dist. System EP 6/20/2024 2024020732 PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07183 Corrales Reservoir # 01 (EP) GW SP107011831 Entry Point to Dist. System EP 6/20/2024 2024020732 PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07183 Corrales Reservoir # 01 (EP) GW SP107011831 Entry Point to Dist. System EP 6/20/2024 2024020732 PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07183 Corrales Reservoir # 01 (EP) GW SP107011831 Entry Point to Dist. System EP 6/20/2024 2024020732 PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07183 Corrales Reservoir # 01 (EP) GW SP107011831 Entry Point to Dist. System EP 6/20/2024 2024020732 PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07183 Corrales Reservoir # 01 (EP) GW SP107011831 Entry Point to Dist. System EP 6/20/2024 2024020732 PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07183 Corrales Reservoir # 01 (EP) GW SP107011831 Entry Point to Dist. System EP 6/20/2024 2024020732 PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07183 Corrales Reservoir # 01 (EP) GW SP107011831 Entry Point to Dist. System EP 6/20/2024 2024020732 PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07183 Corrales Reservoir # 01 (EP) GW SP107011831 Entry Point to Dist. System EP 6/20/2024 2024020732 PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07183 Corrales Reservoir # 01 (EP) GW SP107011831 Entry Point to Dist. System EP 6/20/2024 2024020732 PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07183 Corrales Reservoir # 01 (EP) GW SP107011831 Entry Point to Dist. System EP 6/20/2024 2024020732 PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07183 Corrales Reservoir # 01 (EP) GW SP107011831 Entry Point to Dist. System EP 6/20/2024 2024020732 PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07183 Corrales Reservoir # 01 (EP) GW SP107011831 Entry Point to Dist. System EP 6/20/2024 2024020732 PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07183 Corrales Reservoir # 01 (EP) GW SP107011831 Entry Point to Dist. System EP 6/20/2024 2024020722 NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07183 Corrales Reservoir # 01 (EP) GW SP107011831 Entry Point to Dist. System EP 6/20/2024 2024020722 NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07183 Corrales Reservoir # 01 (EP) GW SP107011831 Entry Point to Dist. System EP 6/20/2024 2024020722 PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07183 Corrales Reservoir # 01 (EP) GW SP107011831 Entry Point to Dist. System EP 6/20/2024 2024020722 PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07189 Corrales Reservoir # 03 GW SP107011891 Entry Point to Dist. System EP 6/20/2024 2024020717 lithium 9 µg/L EPA 200.7 = 49.9 SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07189 Corrales Reservoir # 03 GW SP107011891 Entry Point to Dist. System EP 6/20/2024 2024020738 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07189 Corrales Reservoir # 03 GW SP107011891 Entry Point to Dist. System EP 6/20/2024 2024020738 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07189 Corrales Reservoir # 03 GW SP107011891 Entry Point to Dist. System EP 6/20/2024 2024020738 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07189 Corrales Reservoir # 03 GW SP107011891 Entry Point to Dist. System EP 6/20/2024 2024020738 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07189 Corrales Reservoir # 03 GW SP107011891 Entry Point to Dist. System EP 6/20/2024 2024020738 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07189 Corrales Reservoir # 03 GW SP107011891 Entry Point to Dist. System EP 6/20/2024 2024020738 ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07189 Corrales Reservoir # 03 GW SP107011891 Entry Point to Dist. System EP 6/20/2024 2024020738 HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07189 Corrales Reservoir # 03 GW SP107011891 Entry Point to Dist. System EP 6/20/2024 2024020738 NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07189 Corrales Reservoir # 03 GW SP107011891 Entry Point to Dist. System EP 6/20/2024 2024020738 PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07189 Corrales Reservoir # 03 GW SP107011891 Entry Point to Dist. System EP 6/20/2024 2024020738 PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07189 Corrales Reservoir # 03 GW SP107011891 Entry Point to Dist. System EP 6/20/2024 2024020738 PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07189 Corrales Reservoir # 03 GW SP107011891 Entry Point to Dist. System EP 6/20/2024 2024020738 PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07189 Corrales Reservoir # 03 GW SP107011891 Entry Point to Dist. System EP 6/20/2024 2024020738 PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM



PWSID PWSName Size FacilityID FacilityName FacilityWaterType SamplePointID SamplePointName SamplePointType AssociatedFacilityID AssociatedSamplePointID CollectionDate SampleID Contaminant MRL Units MethodID AnalyticalResultsSign AnalyticalResultValue SampleEventCode MonitoringRequirement Region State
NM3510701 ALBUQUERQUE WATER SYSTEM L 07189 Corrales Reservoir # 03 GW SP107011891 Entry Point to Dist. System EP 6/20/2024 2024020738 PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07189 Corrales Reservoir # 03 GW SP107011891 Entry Point to Dist. System EP 6/20/2024 2024020738 PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07189 Corrales Reservoir # 03 GW SP107011891 Entry Point to Dist. System EP 6/20/2024 2024020738 PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07189 Corrales Reservoir # 03 GW SP107011891 Entry Point to Dist. System EP 6/20/2024 2024020738 PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07189 Corrales Reservoir # 03 GW SP107011891 Entry Point to Dist. System EP 6/20/2024 2024020738 PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07189 Corrales Reservoir # 03 GW SP107011891 Entry Point to Dist. System EP 6/20/2024 2024020738 PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07189 Corrales Reservoir # 03 GW SP107011891 Entry Point to Dist. System EP 6/20/2024 2024020738 PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07189 Corrales Reservoir # 03 GW SP107011891 Entry Point to Dist. System EP 6/20/2024 2024020738 PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07189 Corrales Reservoir # 03 GW SP107011891 Entry Point to Dist. System EP 6/20/2024 2024020738 PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07189 Corrales Reservoir # 03 GW SP107011891 Entry Point to Dist. System EP 6/20/2024 2024020738 PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07189 Corrales Reservoir # 03 GW SP107011891 Entry Point to Dist. System EP 6/20/2024 2024020738 PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07189 Corrales Reservoir # 03 GW SP107011891 Entry Point to Dist. System EP 6/20/2024 2024020738 PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07189 Corrales Reservoir # 03 GW SP107011891 Entry Point to Dist. System EP 6/20/2024 2024020719 NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07189 Corrales Reservoir # 03 GW SP107011891 Entry Point to Dist. System EP 6/20/2024 2024020719 NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07189 Corrales Reservoir # 03 GW SP107011891 Entry Point to Dist. System EP 6/20/2024 2024020719 PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07189 Corrales Reservoir # 03 GW SP107011891 Entry Point to Dist. System EP 6/20/2024 2024020719 PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07199 Corrales Reservoir # 07 (EP) GW SP107011991 Entry Point to Dist. System EP 6/20/2024 2024020712 lithium 9 µg/L EPA 200.7 = 12.3 SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07199 Corrales Reservoir # 07 (EP) GW SP107011991 Entry Point to Dist. System EP 6/20/2024 2024020734 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07199 Corrales Reservoir # 07 (EP) GW SP107011991 Entry Point to Dist. System EP 6/20/2024 2024020734 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07199 Corrales Reservoir # 07 (EP) GW SP107011991 Entry Point to Dist. System EP 6/20/2024 2024020734 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07199 Corrales Reservoir # 07 (EP) GW SP107011991 Entry Point to Dist. System EP 6/20/2024 2024020734 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07199 Corrales Reservoir # 07 (EP) GW SP107011991 Entry Point to Dist. System EP 6/20/2024 2024020734 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07199 Corrales Reservoir # 07 (EP) GW SP107011991 Entry Point to Dist. System EP 6/20/2024 2024020734 ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07199 Corrales Reservoir # 07 (EP) GW SP107011991 Entry Point to Dist. System EP 6/20/2024 2024020734 HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07199 Corrales Reservoir # 07 (EP) GW SP107011991 Entry Point to Dist. System EP 6/20/2024 2024020734 NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07199 Corrales Reservoir # 07 (EP) GW SP107011991 Entry Point to Dist. System EP 6/20/2024 2024020734 PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07199 Corrales Reservoir # 07 (EP) GW SP107011991 Entry Point to Dist. System EP 6/20/2024 2024020734 PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07199 Corrales Reservoir # 07 (EP) GW SP107011991 Entry Point to Dist. System EP 6/20/2024 2024020734 PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07199 Corrales Reservoir # 07 (EP) GW SP107011991 Entry Point to Dist. System EP 6/20/2024 2024020734 PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07199 Corrales Reservoir # 07 (EP) GW SP107011991 Entry Point to Dist. System EP 6/20/2024 2024020734 PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07199 Corrales Reservoir # 07 (EP) GW SP107011991 Entry Point to Dist. System EP 6/20/2024 2024020734 PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07199 Corrales Reservoir # 07 (EP) GW SP107011991 Entry Point to Dist. System EP 6/20/2024 2024020734 PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07199 Corrales Reservoir # 07 (EP) GW SP107011991 Entry Point to Dist. System EP 6/20/2024 2024020734 PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07199 Corrales Reservoir # 07 (EP) GW SP107011991 Entry Point to Dist. System EP 6/20/2024 2024020734 PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07199 Corrales Reservoir # 07 (EP) GW SP107011991 Entry Point to Dist. System EP 6/20/2024 2024020734 PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07199 Corrales Reservoir # 07 (EP) GW SP107011991 Entry Point to Dist. System EP 6/20/2024 2024020734 PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07199 Corrales Reservoir # 07 (EP) GW SP107011991 Entry Point to Dist. System EP 6/20/2024 2024020734 PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07199 Corrales Reservoir # 07 (EP) GW SP107011991 Entry Point to Dist. System EP 6/20/2024 2024020734 PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07199 Corrales Reservoir # 07 (EP) GW SP107011991 Entry Point to Dist. System EP 6/20/2024 2024020734 PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07199 Corrales Reservoir # 07 (EP) GW SP107011991 Entry Point to Dist. System EP 6/20/2024 2024020734 PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07199 Corrales Reservoir # 07 (EP) GW SP107011991 Entry Point to Dist. System EP 6/20/2024 2024020734 PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07199 Corrales Reservoir # 07 (EP) GW SP107011991 Entry Point to Dist. System EP 6/20/2024 2024020734 PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07199 Corrales Reservoir # 07 (EP) GW SP107011991 Entry Point to Dist. System EP 6/20/2024 2024020718 NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07199 Corrales Reservoir # 07 (EP) GW SP107011991 Entry Point to Dist. System EP 6/20/2024 2024020718 NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07199 Corrales Reservoir # 07 (EP) GW SP107011991 Entry Point to Dist. System EP 6/20/2024 2024020718 PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07199 Corrales Reservoir # 07 (EP) GW SP107011991 Entry Point to Dist. System EP 6/20/2024 2024020718 PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07202 Corrales Well # 08 Entry Point GW SP107012021 Entry Point to Dist. System EP 6/26/2024 2024021259 lithium 9 µg/L EPA 200.7 = 65.4 SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07202 Corrales Well # 08 Entry Point GW SP107012021 Entry Point to Dist. System EP 6/26/2024 2024021246 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07202 Corrales Well # 08 Entry Point GW SP107012021 Entry Point to Dist. System EP 6/26/2024 2024021246 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07202 Corrales Well # 08 Entry Point GW SP107012021 Entry Point to Dist. System EP 6/26/2024 2024021246 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07202 Corrales Well # 08 Entry Point GW SP107012021 Entry Point to Dist. System EP 6/26/2024 2024021246 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07202 Corrales Well # 08 Entry Point GW SP107012021 Entry Point to Dist. System EP 6/26/2024 2024021246 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07202 Corrales Well # 08 Entry Point GW SP107012021 Entry Point to Dist. System EP 6/26/2024 2024021246 ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07202 Corrales Well # 08 Entry Point GW SP107012021 Entry Point to Dist. System EP 6/26/2024 2024021246 HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07202 Corrales Well # 08 Entry Point GW SP107012021 Entry Point to Dist. System EP 6/26/2024 2024021246 NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07202 Corrales Well # 08 Entry Point GW SP107012021 Entry Point to Dist. System EP 6/26/2024 2024021246 PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07202 Corrales Well # 08 Entry Point GW SP107012021 Entry Point to Dist. System EP 6/26/2024 2024021246 PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07202 Corrales Well # 08 Entry Point GW SP107012021 Entry Point to Dist. System EP 6/26/2024 2024021246 PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07202 Corrales Well # 08 Entry Point GW SP107012021 Entry Point to Dist. System EP 6/26/2024 2024021246 PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07202 Corrales Well # 08 Entry Point GW SP107012021 Entry Point to Dist. System EP 6/26/2024 2024021246 PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07202 Corrales Well # 08 Entry Point GW SP107012021 Entry Point to Dist. System EP 6/26/2024 2024021246 PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07202 Corrales Well # 08 Entry Point GW SP107012021 Entry Point to Dist. System EP 6/26/2024 2024021246 PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07202 Corrales Well # 08 Entry Point GW SP107012021 Entry Point to Dist. System EP 6/26/2024 2024021246 PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07202 Corrales Well # 08 Entry Point GW SP107012021 Entry Point to Dist. System EP 6/26/2024 2024021246 PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07202 Corrales Well # 08 Entry Point GW SP107012021 Entry Point to Dist. System EP 6/26/2024 2024021246 PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07202 Corrales Well # 08 Entry Point GW SP107012021 Entry Point to Dist. System EP 6/26/2024 2024021246 PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07202 Corrales Well # 08 Entry Point GW SP107012021 Entry Point to Dist. System EP 6/26/2024 2024021246 PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07202 Corrales Well # 08 Entry Point GW SP107012021 Entry Point to Dist. System EP 6/26/2024 2024021246 PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07202 Corrales Well # 08 Entry Point GW SP107012021 Entry Point to Dist. System EP 6/26/2024 2024021246 PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07202 Corrales Well # 08 Entry Point GW SP107012021 Entry Point to Dist. System EP 6/26/2024 2024021246 PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07202 Corrales Well # 08 Entry Point GW SP107012021 Entry Point to Dist. System EP 6/26/2024 2024021246 PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07202 Corrales Well # 08 Entry Point GW SP107012021 Entry Point to Dist. System EP 6/26/2024 2024021246 PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07202 Corrales Well # 08 Entry Point GW SP107012021 Entry Point to Dist. System EP 6/26/2024 2024021254 NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07202 Corrales Well # 08 Entry Point GW SP107012021 Entry Point to Dist. System EP 6/26/2024 2024021254 NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07202 Corrales Well # 08 Entry Point GW SP107012021 Entry Point to Dist. System EP 6/26/2024 2024021254 PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07202 Corrales Well # 08 Entry Point GW SP107012021 Entry Point to Dist. System EP 6/26/2024 2024021254 PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94206 EP Burton Pump Station GW SP107012061 Entry Point to Dist. System EP 6/20/2024 2024020715 lithium 9 µg/L EPA 200.7 = 14.5 SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94206 EP Burton Pump Station GW SP107012061 Entry Point to Dist. System EP 6/20/2024 2024020741 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94206 EP Burton Pump Station GW SP107012061 Entry Point to Dist. System EP 6/20/2024 2024020741 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94206 EP Burton Pump Station GW SP107012061 Entry Point to Dist. System EP 6/20/2024 2024020741 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94206 EP Burton Pump Station GW SP107012061 Entry Point to Dist. System EP 6/20/2024 2024020741 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94206 EP Burton Pump Station GW SP107012061 Entry Point to Dist. System EP 6/20/2024 2024020741 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94206 EP Burton Pump Station GW SP107012061 Entry Point to Dist. System EP 6/20/2024 2024020741 ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94206 EP Burton Pump Station GW SP107012061 Entry Point to Dist. System EP 6/20/2024 2024020741 HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94206 EP Burton Pump Station GW SP107012061 Entry Point to Dist. System EP 6/20/2024 2024020741 NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94206 EP Burton Pump Station GW SP107012061 Entry Point to Dist. System EP 6/20/2024 2024020741 PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94206 EP Burton Pump Station GW SP107012061 Entry Point to Dist. System EP 6/20/2024 2024020741 PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94206 EP Burton Pump Station GW SP107012061 Entry Point to Dist. System EP 6/20/2024 2024020741 PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94206 EP Burton Pump Station GW SP107012061 Entry Point to Dist. System EP 6/20/2024 2024020741 PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94206 EP Burton Pump Station GW SP107012061 Entry Point to Dist. System EP 6/20/2024 2024020741 PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94206 EP Burton Pump Station GW SP107012061 Entry Point to Dist. System EP 6/20/2024 2024020741 PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94206 EP Burton Pump Station GW SP107012061 Entry Point to Dist. System EP 6/20/2024 2024020741 PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94206 EP Burton Pump Station GW SP107012061 Entry Point to Dist. System EP 6/20/2024 2024020741 PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94206 EP Burton Pump Station GW SP107012061 Entry Point to Dist. System EP 6/20/2024 2024020741 PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94206 EP Burton Pump Station GW SP107012061 Entry Point to Dist. System EP 6/20/2024 2024020741 PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94206 EP Burton Pump Station GW SP107012061 Entry Point to Dist. System EP 6/20/2024 2024020741 PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94206 EP Burton Pump Station GW SP107012061 Entry Point to Dist. System EP 6/20/2024 2024020741 PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94206 EP Burton Pump Station GW SP107012061 Entry Point to Dist. System EP 6/20/2024 2024020741 PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94206 EP Burton Pump Station GW SP107012061 Entry Point to Dist. System EP 6/20/2024 2024020741 PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94206 EP Burton Pump Station GW SP107012061 Entry Point to Dist. System EP 6/20/2024 2024020741 PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94206 EP Burton Pump Station GW SP107012061 Entry Point to Dist. System EP 6/20/2024 2024020741 PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94206 EP Burton Pump Station GW SP107012061 Entry Point to Dist. System EP 6/20/2024 2024020741 PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94206 EP Burton Pump Station GW SP107012061 Entry Point to Dist. System EP 6/20/2024 2024020729 NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94206 EP Burton Pump Station GW SP107012061 Entry Point to Dist. System EP 6/20/2024 2024020729 NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94206 EP Burton Pump Station GW SP107012061 Entry Point to Dist. System EP 6/20/2024 2024020729 PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94206 EP Burton Pump Station GW SP107012061 Entry Point to Dist. System EP 6/20/2024 2024020729 PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07207 EP Charles Wells Pump Station GW SP107012071 Entry Point to Dist. System EP 6/12/2024 2024020070 lithium 9 µg/L EPA 200.7 = 16.3 SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07207 EP Charles Wells Pump Station GW SP107012071 Entry Point to Dist. System EP 6/12/2024 2024020092 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07207 EP Charles Wells Pump Station GW SP107012071 Entry Point to Dist. System EP 6/12/2024 2024020092 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07207 EP Charles Wells Pump Station GW SP107012071 Entry Point to Dist. System EP 6/12/2024 2024020092 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07207 EP Charles Wells Pump Station GW SP107012071 Entry Point to Dist. System EP 6/12/2024 2024020092 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM



PWSID PWSName Size FacilityID FacilityName FacilityWaterType SamplePointID SamplePointName SamplePointType AssociatedFacilityID AssociatedSamplePointID CollectionDate SampleID Contaminant MRL Units MethodID AnalyticalResultsSign AnalyticalResultValue SampleEventCode MonitoringRequirement Region State
NM3510701 ALBUQUERQUE WATER SYSTEM L 07207 EP Charles Wells Pump Station GW SP107012071 Entry Point to Dist. System EP 6/12/2024 2024020092 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07207 EP Charles Wells Pump Station GW SP107012071 Entry Point to Dist. System EP 6/12/2024 2024020092 ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07207 EP Charles Wells Pump Station GW SP107012071 Entry Point to Dist. System EP 6/12/2024 2024020092 HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07207 EP Charles Wells Pump Station GW SP107012071 Entry Point to Dist. System EP 6/12/2024 2024020092 NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07207 EP Charles Wells Pump Station GW SP107012071 Entry Point to Dist. System EP 6/12/2024 2024020092 PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07207 EP Charles Wells Pump Station GW SP107012071 Entry Point to Dist. System EP 6/12/2024 2024020092 PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07207 EP Charles Wells Pump Station GW SP107012071 Entry Point to Dist. System EP 6/12/2024 2024020092 PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07207 EP Charles Wells Pump Station GW SP107012071 Entry Point to Dist. System EP 6/12/2024 2024020092 PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07207 EP Charles Wells Pump Station GW SP107012071 Entry Point to Dist. System EP 6/12/2024 2024020092 PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07207 EP Charles Wells Pump Station GW SP107012071 Entry Point to Dist. System EP 6/12/2024 2024020092 PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07207 EP Charles Wells Pump Station GW SP107012071 Entry Point to Dist. System EP 6/12/2024 2024020092 PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07207 EP Charles Wells Pump Station GW SP107012071 Entry Point to Dist. System EP 6/12/2024 2024020092 PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07207 EP Charles Wells Pump Station GW SP107012071 Entry Point to Dist. System EP 6/12/2024 2024020092 PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07207 EP Charles Wells Pump Station GW SP107012071 Entry Point to Dist. System EP 6/12/2024 2024020092 PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07207 EP Charles Wells Pump Station GW SP107012071 Entry Point to Dist. System EP 6/12/2024 2024020092 PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07207 EP Charles Wells Pump Station GW SP107012071 Entry Point to Dist. System EP 6/12/2024 2024020092 PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07207 EP Charles Wells Pump Station GW SP107012071 Entry Point to Dist. System EP 6/12/2024 2024020092 PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07207 EP Charles Wells Pump Station GW SP107012071 Entry Point to Dist. System EP 6/12/2024 2024020092 PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07207 EP Charles Wells Pump Station GW SP107012071 Entry Point to Dist. System EP 6/12/2024 2024020092 PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07207 EP Charles Wells Pump Station GW SP107012071 Entry Point to Dist. System EP 6/12/2024 2024020092 PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07207 EP Charles Wells Pump Station GW SP107012071 Entry Point to Dist. System EP 6/12/2024 2024020092 PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07207 EP Charles Wells Pump Station GW SP107012071 Entry Point to Dist. System EP 6/12/2024 2024020081 NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07207 EP Charles Wells Pump Station GW SP107012071 Entry Point to Dist. System EP 6/12/2024 2024020081 NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07207 EP Charles Wells Pump Station GW SP107012071 Entry Point to Dist. System EP 6/12/2024 2024020081 PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07207 EP Charles Wells Pump Station GW SP107012071 Entry Point to Dist. System EP 6/12/2024 2024020081 PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94208 EP Duranes Pump Station GW SP107012081 Entry Point to Dist. System EP 6/12/2024 2024020065 lithium 9 µg/L EPA 200.7 = 55.3 SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94208 EP Duranes Pump Station GW SP107012081 Entry Point to Dist. System EP 6/12/2024 2024020098 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94208 EP Duranes Pump Station GW SP107012081 Entry Point to Dist. System EP 6/12/2024 2024020098 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94208 EP Duranes Pump Station GW SP107012081 Entry Point to Dist. System EP 6/12/2024 2024020098 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94208 EP Duranes Pump Station GW SP107012081 Entry Point to Dist. System EP 6/12/2024 2024020098 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94208 EP Duranes Pump Station GW SP107012081 Entry Point to Dist. System EP 6/12/2024 2024020098 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94208 EP Duranes Pump Station GW SP107012081 Entry Point to Dist. System EP 6/12/2024 2024020098 ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94208 EP Duranes Pump Station GW SP107012081 Entry Point to Dist. System EP 6/12/2024 2024020098 HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94208 EP Duranes Pump Station GW SP107012081 Entry Point to Dist. System EP 6/12/2024 2024020098 NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94208 EP Duranes Pump Station GW SP107012081 Entry Point to Dist. System EP 6/12/2024 2024020098 PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94208 EP Duranes Pump Station GW SP107012081 Entry Point to Dist. System EP 6/12/2024 2024020098 PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94208 EP Duranes Pump Station GW SP107012081 Entry Point to Dist. System EP 6/12/2024 2024020098 PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94208 EP Duranes Pump Station GW SP107012081 Entry Point to Dist. System EP 6/12/2024 2024020098 PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94208 EP Duranes Pump Station GW SP107012081 Entry Point to Dist. System EP 6/12/2024 2024020098 PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94208 EP Duranes Pump Station GW SP107012081 Entry Point to Dist. System EP 6/12/2024 2024020098 PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94208 EP Duranes Pump Station GW SP107012081 Entry Point to Dist. System EP 6/12/2024 2024020098 PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94208 EP Duranes Pump Station GW SP107012081 Entry Point to Dist. System EP 6/12/2024 2024020098 PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94208 EP Duranes Pump Station GW SP107012081 Entry Point to Dist. System EP 6/12/2024 2024020098 PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94208 EP Duranes Pump Station GW SP107012081 Entry Point to Dist. System EP 6/12/2024 2024020098 PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94208 EP Duranes Pump Station GW SP107012081 Entry Point to Dist. System EP 6/12/2024 2024020098 PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94208 EP Duranes Pump Station GW SP107012081 Entry Point to Dist. System EP 6/12/2024 2024020098 PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94208 EP Duranes Pump Station GW SP107012081 Entry Point to Dist. System EP 6/12/2024 2024020098 PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94208 EP Duranes Pump Station GW SP107012081 Entry Point to Dist. System EP 6/12/2024 2024020098 PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94208 EP Duranes Pump Station GW SP107012081 Entry Point to Dist. System EP 6/12/2024 2024020098 PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94208 EP Duranes Pump Station GW SP107012081 Entry Point to Dist. System EP 6/12/2024 2024020098 PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94208 EP Duranes Pump Station GW SP107012081 Entry Point to Dist. System EP 6/12/2024 2024020098 PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94208 EP Duranes Pump Station GW SP107012081 Entry Point to Dist. System EP 6/12/2024 2024020082 NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94208 EP Duranes Pump Station GW SP107012081 Entry Point to Dist. System EP 6/12/2024 2024020082 NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94208 EP Duranes Pump Station GW SP107012081 Entry Point to Dist. System EP 6/12/2024 2024020082 PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94208 EP Duranes Pump Station GW SP107012081 Entry Point to Dist. System EP 6/12/2024 2024020082 PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94209 EP Lomas Pump Station GW SP107012091 Entry Point to Dist. System EP 6/12/2024 2024020067 lithium 9 µg/L EPA 200.7 = 19.4 SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94209 EP Lomas Pump Station GW SP107012091 Entry Point to Dist. System EP 6/12/2024 2024020099 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94209 EP Lomas Pump Station GW SP107012091 Entry Point to Dist. System EP 6/12/2024 2024020099 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94209 EP Lomas Pump Station GW SP107012091 Entry Point to Dist. System EP 6/12/2024 2024020099 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94209 EP Lomas Pump Station GW SP107012091 Entry Point to Dist. System EP 6/12/2024 2024020099 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94209 EP Lomas Pump Station GW SP107012091 Entry Point to Dist. System EP 6/12/2024 2024020099 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94209 EP Lomas Pump Station GW SP107012091 Entry Point to Dist. System EP 6/12/2024 2024020099 ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94209 EP Lomas Pump Station GW SP107012091 Entry Point to Dist. System EP 6/12/2024 2024020099 HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94209 EP Lomas Pump Station GW SP107012091 Entry Point to Dist. System EP 6/12/2024 2024020099 NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94209 EP Lomas Pump Station GW SP107012091 Entry Point to Dist. System EP 6/12/2024 2024020099 PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94209 EP Lomas Pump Station GW SP107012091 Entry Point to Dist. System EP 6/12/2024 2024020099 PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94209 EP Lomas Pump Station GW SP107012091 Entry Point to Dist. System EP 6/12/2024 2024020099 PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94209 EP Lomas Pump Station GW SP107012091 Entry Point to Dist. System EP 6/12/2024 2024020099 PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94209 EP Lomas Pump Station GW SP107012091 Entry Point to Dist. System EP 6/12/2024 2024020099 PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94209 EP Lomas Pump Station GW SP107012091 Entry Point to Dist. System EP 6/12/2024 2024020099 PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94209 EP Lomas Pump Station GW SP107012091 Entry Point to Dist. System EP 6/12/2024 2024020099 PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94209 EP Lomas Pump Station GW SP107012091 Entry Point to Dist. System EP 6/12/2024 2024020099 PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94209 EP Lomas Pump Station GW SP107012091 Entry Point to Dist. System EP 6/12/2024 2024020099 PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94209 EP Lomas Pump Station GW SP107012091 Entry Point to Dist. System EP 6/12/2024 2024020099 PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94209 EP Lomas Pump Station GW SP107012091 Entry Point to Dist. System EP 6/12/2024 2024020099 PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94209 EP Lomas Pump Station GW SP107012091 Entry Point to Dist. System EP 6/12/2024 2024020099 PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94209 EP Lomas Pump Station GW SP107012091 Entry Point to Dist. System EP 6/12/2024 2024020099 PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94209 EP Lomas Pump Station GW SP107012091 Entry Point to Dist. System EP 6/12/2024 2024020099 PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94209 EP Lomas Pump Station GW SP107012091 Entry Point to Dist. System EP 6/12/2024 2024020099 PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94209 EP Lomas Pump Station GW SP107012091 Entry Point to Dist. System EP 6/12/2024 2024020099 PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94209 EP Lomas Pump Station GW SP107012091 Entry Point to Dist. System EP 6/12/2024 2024020099 PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94209 EP Lomas Pump Station GW SP107012091 Entry Point to Dist. System EP 6/12/2024 2024020075 NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94209 EP Lomas Pump Station GW SP107012091 Entry Point to Dist. System EP 6/12/2024 2024020075 NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94209 EP Lomas Pump Station GW SP107012091 Entry Point to Dist. System EP 6/12/2024 2024020075 PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94209 EP Lomas Pump Station GW SP107012091 Entry Point to Dist. System EP 6/12/2024 2024020075 PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94210 EP Love/Eubank Pump Station GW SP107012101 Entry Point to Dist. System EP 6/12/2024 2024020068 lithium 9 µg/L EPA 200.7 = 18.9 SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94210 EP Love/Eubank Pump Station GW SP107012101 Entry Point to Dist. System EP 6/12/2024 2024020101 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94210 EP Love/Eubank Pump Station GW SP107012101 Entry Point to Dist. System EP 6/12/2024 2024020101 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94210 EP Love/Eubank Pump Station GW SP107012101 Entry Point to Dist. System EP 6/12/2024 2024020101 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94210 EP Love/Eubank Pump Station GW SP107012101 Entry Point to Dist. System EP 6/12/2024 2024020101 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94210 EP Love/Eubank Pump Station GW SP107012101 Entry Point to Dist. System EP 6/12/2024 2024020101 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94210 EP Love/Eubank Pump Station GW SP107012101 Entry Point to Dist. System EP 6/12/2024 2024020101 ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94210 EP Love/Eubank Pump Station GW SP107012101 Entry Point to Dist. System EP 6/12/2024 2024020101 HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94210 EP Love/Eubank Pump Station GW SP107012101 Entry Point to Dist. System EP 6/12/2024 2024020101 NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94210 EP Love/Eubank Pump Station GW SP107012101 Entry Point to Dist. System EP 6/12/2024 2024020101 PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94210 EP Love/Eubank Pump Station GW SP107012101 Entry Point to Dist. System EP 6/12/2024 2024020101 PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94210 EP Love/Eubank Pump Station GW SP107012101 Entry Point to Dist. System EP 6/12/2024 2024020101 PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94210 EP Love/Eubank Pump Station GW SP107012101 Entry Point to Dist. System EP 6/12/2024 2024020101 PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94210 EP Love/Eubank Pump Station GW SP107012101 Entry Point to Dist. System EP 6/12/2024 2024020101 PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94210 EP Love/Eubank Pump Station GW SP107012101 Entry Point to Dist. System EP 6/12/2024 2024020101 PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94210 EP Love/Eubank Pump Station GW SP107012101 Entry Point to Dist. System EP 6/12/2024 2024020101 PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94210 EP Love/Eubank Pump Station GW SP107012101 Entry Point to Dist. System EP 6/12/2024 2024020101 PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94210 EP Love/Eubank Pump Station GW SP107012101 Entry Point to Dist. System EP 6/12/2024 2024020101 PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94210 EP Love/Eubank Pump Station GW SP107012101 Entry Point to Dist. System EP 6/12/2024 2024020101 PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94210 EP Love/Eubank Pump Station GW SP107012101 Entry Point to Dist. System EP 6/12/2024 2024020101 PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94210 EP Love/Eubank Pump Station GW SP107012101 Entry Point to Dist. System EP 6/12/2024 2024020101 PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94210 EP Love/Eubank Pump Station GW SP107012101 Entry Point to Dist. System EP 6/12/2024 2024020101 PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94210 EP Love/Eubank Pump Station GW SP107012101 Entry Point to Dist. System EP 6/12/2024 2024020101 PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94210 EP Love/Eubank Pump Station GW SP107012101 Entry Point to Dist. System EP 6/12/2024 2024020101 PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94210 EP Love/Eubank Pump Station GW SP107012101 Entry Point to Dist. System EP 6/12/2024 2024020101 PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94210 EP Love/Eubank Pump Station GW SP107012101 Entry Point to Dist. System EP 6/12/2024 2024020101 PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM



PWSID PWSName Size FacilityID FacilityName FacilityWaterType SamplePointID SamplePointName SamplePointType AssociatedFacilityID AssociatedSamplePointID CollectionDate SampleID Contaminant MRL Units MethodID AnalyticalResultsSign AnalyticalResultValue SampleEventCode MonitoringRequirement Region State
NM3510701 ALBUQUERQUE WATER SYSTEM L 94210 EP Love/Eubank Pump Station GW SP107012101 Entry Point to Dist. System EP 6/12/2024 2024020074 NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94210 EP Love/Eubank Pump Station GW SP107012101 Entry Point to Dist. System EP 6/12/2024 2024020074 NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94210 EP Love/Eubank Pump Station GW SP107012101 Entry Point to Dist. System EP 6/12/2024 2024020074 PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94210 EP Love/Eubank Pump Station GW SP107012101 Entry Point to Dist. System EP 6/12/2024 2024020074 PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94125 Griegos Storage Tank GW SP107011251 Entry Point to Dist. System EP 6/5/2024 2024019265 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94125 Griegos Storage Tank GW SP107011251 Entry Point to Dist. System EP 6/5/2024 2024019265 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94125 Griegos Storage Tank GW SP107011251 Entry Point to Dist. System EP 6/5/2024 2024019265 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94125 Griegos Storage Tank GW SP107011251 Entry Point to Dist. System EP 6/5/2024 2024019265 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94125 Griegos Storage Tank GW SP107011251 Entry Point to Dist. System EP 6/5/2024 2024019265 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94125 Griegos Storage Tank GW SP107011251 Entry Point to Dist. System EP 6/5/2024 2024019265 ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94125 Griegos Storage Tank GW SP107011251 Entry Point to Dist. System EP 6/5/2024 2024019265 HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94125 Griegos Storage Tank GW SP107011251 Entry Point to Dist. System EP 6/5/2024 2024019265 NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94125 Griegos Storage Tank GW SP107011251 Entry Point to Dist. System EP 6/5/2024 2024019265 PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94125 Griegos Storage Tank GW SP107011251 Entry Point to Dist. System EP 6/5/2024 2024019265 PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94125 Griegos Storage Tank GW SP107011251 Entry Point to Dist. System EP 6/5/2024 2024019265 PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94125 Griegos Storage Tank GW SP107011251 Entry Point to Dist. System EP 6/5/2024 2024019265 PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94125 Griegos Storage Tank GW SP107011251 Entry Point to Dist. System EP 6/5/2024 2024019265 PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94125 Griegos Storage Tank GW SP107011251 Entry Point to Dist. System EP 6/5/2024 2024019265 PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94125 Griegos Storage Tank GW SP107011251 Entry Point to Dist. System EP 6/5/2024 2024019265 PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94125 Griegos Storage Tank GW SP107011251 Entry Point to Dist. System EP 6/5/2024 2024019265 PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94125 Griegos Storage Tank GW SP107011251 Entry Point to Dist. System EP 6/5/2024 2024019265 PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94125 Griegos Storage Tank GW SP107011251 Entry Point to Dist. System EP 6/5/2024 2024019265 PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94125 Griegos Storage Tank GW SP107011251 Entry Point to Dist. System EP 6/5/2024 2024019265 PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94125 Griegos Storage Tank GW SP107011251 Entry Point to Dist. System EP 6/5/2024 2024019265 PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94125 Griegos Storage Tank GW SP107011251 Entry Point to Dist. System EP 6/5/2024 2024019265 PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94125 Griegos Storage Tank GW SP107011251 Entry Point to Dist. System EP 6/5/2024 2024019265 PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94125 Griegos Storage Tank GW SP107011251 Entry Point to Dist. System EP 6/5/2024 2024019265 PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94125 Griegos Storage Tank GW SP107011251 Entry Point to Dist. System EP 6/5/2024 2024019265 PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94125 Griegos Storage Tank GW SP107011251 Entry Point to Dist. System EP 6/5/2024 2024019265 PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94125 Griegos Storage Tank GW SP107011251 Entry Point to Dist. System EP 6/5/2024 2024019256 NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94125 Griegos Storage Tank GW SP107011251 Entry Point to Dist. System EP 6/5/2024 2024019256 NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94125 Griegos Storage Tank GW SP107011251 Entry Point to Dist. System EP 6/5/2024 2024019256 PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94125 Griegos Storage Tank GW SP107011251 Entry Point to Dist. System EP 6/5/2024 2024019256 PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94125 Griegos Storage Tank GW SP107011251 Entry Point to Dist. System EP 7/31/2024 2024024393 lithium 9 µg/L EPA 200.7 = 71.4 SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94127 Leyendecker Storage Tank GW SP107011271 Entry Point to Dist. System EP 6/5/2024 2024019264 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94127 Leyendecker Storage Tank GW SP107011271 Entry Point to Dist. System EP 6/5/2024 2024019264 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94127 Leyendecker Storage Tank GW SP107011271 Entry Point to Dist. System EP 6/5/2024 2024019264 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94127 Leyendecker Storage Tank GW SP107011271 Entry Point to Dist. System EP 6/5/2024 2024019264 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94127 Leyendecker Storage Tank GW SP107011271 Entry Point to Dist. System EP 6/5/2024 2024019264 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94127 Leyendecker Storage Tank GW SP107011271 Entry Point to Dist. System EP 6/5/2024 2024019264 ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94127 Leyendecker Storage Tank GW SP107011271 Entry Point to Dist. System EP 6/5/2024 2024019264 HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94127 Leyendecker Storage Tank GW SP107011271 Entry Point to Dist. System EP 6/5/2024 2024019264 NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94127 Leyendecker Storage Tank GW SP107011271 Entry Point to Dist. System EP 6/5/2024 2024019264 PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94127 Leyendecker Storage Tank GW SP107011271 Entry Point to Dist. System EP 6/5/2024 2024019264 PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94127 Leyendecker Storage Tank GW SP107011271 Entry Point to Dist. System EP 6/5/2024 2024019264 PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94127 Leyendecker Storage Tank GW SP107011271 Entry Point to Dist. System EP 6/5/2024 2024019264 PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94127 Leyendecker Storage Tank GW SP107011271 Entry Point to Dist. System EP 6/5/2024 2024019264 PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94127 Leyendecker Storage Tank GW SP107011271 Entry Point to Dist. System EP 6/5/2024 2024019264 PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94127 Leyendecker Storage Tank GW SP107011271 Entry Point to Dist. System EP 6/5/2024 2024019264 PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94127 Leyendecker Storage Tank GW SP107011271 Entry Point to Dist. System EP 6/5/2024 2024019264 PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94127 Leyendecker Storage Tank GW SP107011271 Entry Point to Dist. System EP 6/5/2024 2024019264 PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94127 Leyendecker Storage Tank GW SP107011271 Entry Point to Dist. System EP 6/5/2024 2024019264 PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94127 Leyendecker Storage Tank GW SP107011271 Entry Point to Dist. System EP 6/5/2024 2024019264 PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94127 Leyendecker Storage Tank GW SP107011271 Entry Point to Dist. System EP 6/5/2024 2024019264 PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94127 Leyendecker Storage Tank GW SP107011271 Entry Point to Dist. System EP 6/5/2024 2024019264 PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94127 Leyendecker Storage Tank GW SP107011271 Entry Point to Dist. System EP 6/5/2024 2024019264 PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94127 Leyendecker Storage Tank GW SP107011271 Entry Point to Dist. System EP 6/5/2024 2024019264 PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94127 Leyendecker Storage Tank GW SP107011271 Entry Point to Dist. System EP 6/5/2024 2024019264 PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94127 Leyendecker Storage Tank GW SP107011271 Entry Point to Dist. System EP 6/5/2024 2024019264 PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94127 Leyendecker Storage Tank GW SP107011271 Entry Point to Dist. System EP 6/5/2024 2024019257 NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94127 Leyendecker Storage Tank GW SP107011271 Entry Point to Dist. System EP 6/5/2024 2024019257 NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94127 Leyendecker Storage Tank GW SP107011271 Entry Point to Dist. System EP 6/5/2024 2024019257 PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94127 Leyendecker Storage Tank GW SP107011271 Entry Point to Dist. System EP 6/5/2024 2024019257 PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94127 Leyendecker Storage Tank GW SP107011271 Entry Point to Dist. System EP 7/31/2024 2024024397 lithium 9 µg/L EPA 200.7 = 33.2 SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94141 Miles Storage Tank GW SP107011411 Entry Point to Dist. System EP 6/12/2024 2024020069 lithium 9 µg/L EPA 200.7 = 22.1 SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94141 Miles Storage Tank GW SP107011411 Entry Point to Dist. System EP 6/12/2024 2024020090 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94141 Miles Storage Tank GW SP107011411 Entry Point to Dist. System EP 6/12/2024 2024020090 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94141 Miles Storage Tank GW SP107011411 Entry Point to Dist. System EP 6/12/2024 2024020090 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94141 Miles Storage Tank GW SP107011411 Entry Point to Dist. System EP 6/12/2024 2024020090 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94141 Miles Storage Tank GW SP107011411 Entry Point to Dist. System EP 6/12/2024 2024020090 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94141 Miles Storage Tank GW SP107011411 Entry Point to Dist. System EP 6/12/2024 2024020090 ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94141 Miles Storage Tank GW SP107011411 Entry Point to Dist. System EP 6/12/2024 2024020090 HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94141 Miles Storage Tank GW SP107011411 Entry Point to Dist. System EP 6/12/2024 2024020090 NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94141 Miles Storage Tank GW SP107011411 Entry Point to Dist. System EP 6/12/2024 2024020090 PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94141 Miles Storage Tank GW SP107011411 Entry Point to Dist. System EP 6/12/2024 2024020090 PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94141 Miles Storage Tank GW SP107011411 Entry Point to Dist. System EP 6/12/2024 2024020090 PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94141 Miles Storage Tank GW SP107011411 Entry Point to Dist. System EP 6/12/2024 2024020090 PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94141 Miles Storage Tank GW SP107011411 Entry Point to Dist. System EP 6/12/2024 2024020090 PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94141 Miles Storage Tank GW SP107011411 Entry Point to Dist. System EP 6/12/2024 2024020090 PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94141 Miles Storage Tank GW SP107011411 Entry Point to Dist. System EP 6/12/2024 2024020090 PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94141 Miles Storage Tank GW SP107011411 Entry Point to Dist. System EP 6/12/2024 2024020090 PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94141 Miles Storage Tank GW SP107011411 Entry Point to Dist. System EP 6/12/2024 2024020090 PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94141 Miles Storage Tank GW SP107011411 Entry Point to Dist. System EP 6/12/2024 2024020090 PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94141 Miles Storage Tank GW SP107011411 Entry Point to Dist. System EP 6/12/2024 2024020090 PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94141 Miles Storage Tank GW SP107011411 Entry Point to Dist. System EP 6/12/2024 2024020090 PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94141 Miles Storage Tank GW SP107011411 Entry Point to Dist. System EP 6/12/2024 2024020090 PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94141 Miles Storage Tank GW SP107011411 Entry Point to Dist. System EP 6/12/2024 2024020090 PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94141 Miles Storage Tank GW SP107011411 Entry Point to Dist. System EP 6/12/2024 2024020090 PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94141 Miles Storage Tank GW SP107011411 Entry Point to Dist. System EP 6/12/2024 2024020090 PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94141 Miles Storage Tank GW SP107011411 Entry Point to Dist. System EP 6/12/2024 2024020090 PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94141 Miles Storage Tank GW SP107011411 Entry Point to Dist. System EP 6/12/2024 2024020073 NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94141 Miles Storage Tank GW SP107011411 Entry Point to Dist. System EP 6/12/2024 2024020073 NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94141 Miles Storage Tank GW SP107011411 Entry Point to Dist. System EP 6/12/2024 2024020073 PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94141 Miles Storage Tank GW SP107011411 Entry Point to Dist. System EP 6/12/2024 2024020073 PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94129 Ponderosa Storage Tank # 01 GW SP107011291 Entry Point to Dist. System EP 6/5/2024 2024019267 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94129 Ponderosa Storage Tank # 01 GW SP107011291 Entry Point to Dist. System EP 6/5/2024 2024019267 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94129 Ponderosa Storage Tank # 01 GW SP107011291 Entry Point to Dist. System EP 6/5/2024 2024019267 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94129 Ponderosa Storage Tank # 01 GW SP107011291 Entry Point to Dist. System EP 6/5/2024 2024019267 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94129 Ponderosa Storage Tank # 01 GW SP107011291 Entry Point to Dist. System EP 6/5/2024 2024019267 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94129 Ponderosa Storage Tank # 01 GW SP107011291 Entry Point to Dist. System EP 6/5/2024 2024019267 ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94129 Ponderosa Storage Tank # 01 GW SP107011291 Entry Point to Dist. System EP 6/5/2024 2024019267 HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94129 Ponderosa Storage Tank # 01 GW SP107011291 Entry Point to Dist. System EP 6/5/2024 2024019267 NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94129 Ponderosa Storage Tank # 01 GW SP107011291 Entry Point to Dist. System EP 6/5/2024 2024019267 PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94129 Ponderosa Storage Tank # 01 GW SP107011291 Entry Point to Dist. System EP 6/5/2024 2024019267 PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94129 Ponderosa Storage Tank # 01 GW SP107011291 Entry Point to Dist. System EP 6/5/2024 2024019267 PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94129 Ponderosa Storage Tank # 01 GW SP107011291 Entry Point to Dist. System EP 6/5/2024 2024019267 PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94129 Ponderosa Storage Tank # 01 GW SP107011291 Entry Point to Dist. System EP 6/5/2024 2024019267 PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94129 Ponderosa Storage Tank # 01 GW SP107011291 Entry Point to Dist. System EP 6/5/2024 2024019267 PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94129 Ponderosa Storage Tank # 01 GW SP107011291 Entry Point to Dist. System EP 6/5/2024 2024019267 PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94129 Ponderosa Storage Tank # 01 GW SP107011291 Entry Point to Dist. System EP 6/5/2024 2024019267 PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94129 Ponderosa Storage Tank # 01 GW SP107011291 Entry Point to Dist. System EP 6/5/2024 2024019267 PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM



PWSID PWSName Size FacilityID FacilityName FacilityWaterType SamplePointID SamplePointName SamplePointType AssociatedFacilityID AssociatedSamplePointID CollectionDate SampleID Contaminant MRL Units MethodID AnalyticalResultsSign AnalyticalResultValue SampleEventCode MonitoringRequirement Region State
NM3510701 ALBUQUERQUE WATER SYSTEM L 94129 Ponderosa Storage Tank # 01 GW SP107011291 Entry Point to Dist. System EP 6/5/2024 2024019267 PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94129 Ponderosa Storage Tank # 01 GW SP107011291 Entry Point to Dist. System EP 6/5/2024 2024019267 PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94129 Ponderosa Storage Tank # 01 GW SP107011291 Entry Point to Dist. System EP 6/5/2024 2024019267 PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94129 Ponderosa Storage Tank # 01 GW SP107011291 Entry Point to Dist. System EP 6/5/2024 2024019267 PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94129 Ponderosa Storage Tank # 01 GW SP107011291 Entry Point to Dist. System EP 6/5/2024 2024019267 PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94129 Ponderosa Storage Tank # 01 GW SP107011291 Entry Point to Dist. System EP 6/5/2024 2024019267 PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94129 Ponderosa Storage Tank # 01 GW SP107011291 Entry Point to Dist. System EP 6/5/2024 2024019267 PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94129 Ponderosa Storage Tank # 01 GW SP107011291 Entry Point to Dist. System EP 6/5/2024 2024019267 PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94129 Ponderosa Storage Tank # 01 GW SP107011291 Entry Point to Dist. System EP 6/5/2024 2024019260 NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94129 Ponderosa Storage Tank # 01 GW SP107011291 Entry Point to Dist. System EP 6/5/2024 2024019260 NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94129 Ponderosa Storage Tank # 01 GW SP107011291 Entry Point to Dist. System EP 6/5/2024 2024019260 PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94129 Ponderosa Storage Tank # 01 GW SP107011291 Entry Point to Dist. System EP 6/5/2024 2024019260 PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94129 Ponderosa Storage Tank # 01 GW SP107011291 Entry Point to Dist. System EP 7/31/2024 2024024395 lithium 9 µg/L EPA 200.7 = 33.3 SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94130 Ridgecrest Storage Tank # 01 GW SP107011301 Entry Point to Dist. System EP 6/20/2024 2024020714 lithium 9 µg/L EPA 200.7 = 17.4 SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94130 Ridgecrest Storage Tank # 01 GW SP107011301 Entry Point to Dist. System EP 6/20/2024 2024020735 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94130 Ridgecrest Storage Tank # 01 GW SP107011301 Entry Point to Dist. System EP 6/20/2024 2024020735 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94130 Ridgecrest Storage Tank # 01 GW SP107011301 Entry Point to Dist. System EP 6/20/2024 2024020735 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94130 Ridgecrest Storage Tank # 01 GW SP107011301 Entry Point to Dist. System EP 6/20/2024 2024020735 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94130 Ridgecrest Storage Tank # 01 GW SP107011301 Entry Point to Dist. System EP 6/20/2024 2024020735 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94130 Ridgecrest Storage Tank # 01 GW SP107011301 Entry Point to Dist. System EP 6/20/2024 2024020735 ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94130 Ridgecrest Storage Tank # 01 GW SP107011301 Entry Point to Dist. System EP 6/20/2024 2024020735 HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94130 Ridgecrest Storage Tank # 01 GW SP107011301 Entry Point to Dist. System EP 6/20/2024 2024020735 NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94130 Ridgecrest Storage Tank # 01 GW SP107011301 Entry Point to Dist. System EP 6/20/2024 2024020735 PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94130 Ridgecrest Storage Tank # 01 GW SP107011301 Entry Point to Dist. System EP 6/20/2024 2024020735 PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94130 Ridgecrest Storage Tank # 01 GW SP107011301 Entry Point to Dist. System EP 6/20/2024 2024020735 PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94130 Ridgecrest Storage Tank # 01 GW SP107011301 Entry Point to Dist. System EP 6/20/2024 2024020735 PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94130 Ridgecrest Storage Tank # 01 GW SP107011301 Entry Point to Dist. System EP 6/20/2024 2024020735 PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94130 Ridgecrest Storage Tank # 01 GW SP107011301 Entry Point to Dist. System EP 6/20/2024 2024020735 PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94130 Ridgecrest Storage Tank # 01 GW SP107011301 Entry Point to Dist. System EP 6/20/2024 2024020735 PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94130 Ridgecrest Storage Tank # 01 GW SP107011301 Entry Point to Dist. System EP 6/20/2024 2024020735 PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94130 Ridgecrest Storage Tank # 01 GW SP107011301 Entry Point to Dist. System EP 6/20/2024 2024020735 PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94130 Ridgecrest Storage Tank # 01 GW SP107011301 Entry Point to Dist. System EP 6/20/2024 2024020735 PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94130 Ridgecrest Storage Tank # 01 GW SP107011301 Entry Point to Dist. System EP 6/20/2024 2024020735 PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94130 Ridgecrest Storage Tank # 01 GW SP107011301 Entry Point to Dist. System EP 6/20/2024 2024020735 PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94130 Ridgecrest Storage Tank # 01 GW SP107011301 Entry Point to Dist. System EP 6/20/2024 2024020735 PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94130 Ridgecrest Storage Tank # 01 GW SP107011301 Entry Point to Dist. System EP 6/20/2024 2024020735 PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94130 Ridgecrest Storage Tank # 01 GW SP107011301 Entry Point to Dist. System EP 6/20/2024 2024020735 PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94130 Ridgecrest Storage Tank # 01 GW SP107011301 Entry Point to Dist. System EP 6/20/2024 2024020735 PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94130 Ridgecrest Storage Tank # 01 GW SP107011301 Entry Point to Dist. System EP 6/20/2024 2024020735 PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94130 Ridgecrest Storage Tank # 01 GW SP107011301 Entry Point to Dist. System EP 6/20/2024 2024020721 NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94130 Ridgecrest Storage Tank # 01 GW SP107011301 Entry Point to Dist. System EP 6/20/2024 2024020721 NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94130 Ridgecrest Storage Tank # 01 GW SP107011301 Entry Point to Dist. System EP 6/20/2024 2024020721 PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94130 Ridgecrest Storage Tank # 01 GW SP107011301 Entry Point to Dist. System EP 6/20/2024 2024020721 PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 12700 San Juan Chama Pump Station (EP) SW SP107011761 Entry Point to Dist. System EP 6/5/2024 2024019268 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 12700 San Juan Chama Pump Station (EP) SW SP107011761 Entry Point to Dist. System EP 6/5/2024 2024019268 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 12700 San Juan Chama Pump Station (EP) SW SP107011761 Entry Point to Dist. System EP 6/5/2024 2024019268 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 12700 San Juan Chama Pump Station (EP) SW SP107011761 Entry Point to Dist. System EP 6/5/2024 2024019268 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 12700 San Juan Chama Pump Station (EP) SW SP107011761 Entry Point to Dist. System EP 6/5/2024 2024019268 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 12700 San Juan Chama Pump Station (EP) SW SP107011761 Entry Point to Dist. System EP 6/5/2024 2024019268 ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 12700 San Juan Chama Pump Station (EP) SW SP107011761 Entry Point to Dist. System EP 6/5/2024 2024019268 HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 12700 San Juan Chama Pump Station (EP) SW SP107011761 Entry Point to Dist. System EP 6/5/2024 2024019268 NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 12700 San Juan Chama Pump Station (EP) SW SP107011761 Entry Point to Dist. System EP 6/5/2024 2024019268 PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 12700 San Juan Chama Pump Station (EP) SW SP107011761 Entry Point to Dist. System EP 6/5/2024 2024019268 PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 12700 San Juan Chama Pump Station (EP) SW SP107011761 Entry Point to Dist. System EP 6/5/2024 2024019268 PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 12700 San Juan Chama Pump Station (EP) SW SP107011761 Entry Point to Dist. System EP 6/5/2024 2024019268 PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 12700 San Juan Chama Pump Station (EP) SW SP107011761 Entry Point to Dist. System EP 6/5/2024 2024019268 PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 12700 San Juan Chama Pump Station (EP) SW SP107011761 Entry Point to Dist. System EP 6/5/2024 2024019268 PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 12700 San Juan Chama Pump Station (EP) SW SP107011761 Entry Point to Dist. System EP 6/5/2024 2024019268 PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 12700 San Juan Chama Pump Station (EP) SW SP107011761 Entry Point to Dist. System EP 6/5/2024 2024019268 PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 12700 San Juan Chama Pump Station (EP) SW SP107011761 Entry Point to Dist. System EP 6/5/2024 2024019268 PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 12700 San Juan Chama Pump Station (EP) SW SP107011761 Entry Point to Dist. System EP 6/5/2024 2024019268 PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 12700 San Juan Chama Pump Station (EP) SW SP107011761 Entry Point to Dist. System EP 6/5/2024 2024019268 PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 12700 San Juan Chama Pump Station (EP) SW SP107011761 Entry Point to Dist. System EP 6/5/2024 2024019268 PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 12700 San Juan Chama Pump Station (EP) SW SP107011761 Entry Point to Dist. System EP 6/5/2024 2024019268 PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 12700 San Juan Chama Pump Station (EP) SW SP107011761 Entry Point to Dist. System EP 6/5/2024 2024019268 PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 12700 San Juan Chama Pump Station (EP) SW SP107011761 Entry Point to Dist. System EP 6/5/2024 2024019268 PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 12700 San Juan Chama Pump Station (EP) SW SP107011761 Entry Point to Dist. System EP 6/5/2024 2024019268 PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 12700 San Juan Chama Pump Station (EP) SW SP107011761 Entry Point to Dist. System EP 6/5/2024 2024019268 PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 12700 San Juan Chama Pump Station (EP) SW SP107011761 Entry Point to Dist. System EP 6/5/2024 2024019255 NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 12700 San Juan Chama Pump Station (EP) SW SP107011761 Entry Point to Dist. System EP 6/5/2024 2024019255 NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 12700 San Juan Chama Pump Station (EP) SW SP107011761 Entry Point to Dist. System EP 6/5/2024 2024019255 PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 12700 San Juan Chama Pump Station (EP) SW SP107011761 Entry Point to Dist. System EP 6/5/2024 2024019255 PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94213 Santa Barbara ST #2 GW SP107012131 Entry Point to Dist. System EP 6/12/2024 2024020066 lithium 9 µg/L EPA 200.7 = 15.7 SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94213 Santa Barbara ST #2 GW SP107012131 Entry Point to Dist. System EP 6/12/2024 2024020089 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94213 Santa Barbara ST #2 GW SP107012131 Entry Point to Dist. System EP 6/12/2024 2024020089 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94213 Santa Barbara ST #2 GW SP107012131 Entry Point to Dist. System EP 6/12/2024 2024020089 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94213 Santa Barbara ST #2 GW SP107012131 Entry Point to Dist. System EP 6/12/2024 2024020089 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94213 Santa Barbara ST #2 GW SP107012131 Entry Point to Dist. System EP 6/12/2024 2024020089 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94213 Santa Barbara ST #2 GW SP107012131 Entry Point to Dist. System EP 6/12/2024 2024020089 ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94213 Santa Barbara ST #2 GW SP107012131 Entry Point to Dist. System EP 6/12/2024 2024020089 HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94213 Santa Barbara ST #2 GW SP107012131 Entry Point to Dist. System EP 6/12/2024 2024020089 NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94213 Santa Barbara ST #2 GW SP107012131 Entry Point to Dist. System EP 6/12/2024 2024020089 PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94213 Santa Barbara ST #2 GW SP107012131 Entry Point to Dist. System EP 6/12/2024 2024020089 PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94213 Santa Barbara ST #2 GW SP107012131 Entry Point to Dist. System EP 6/12/2024 2024020089 PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94213 Santa Barbara ST #2 GW SP107012131 Entry Point to Dist. System EP 6/12/2024 2024020089 PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94213 Santa Barbara ST #2 GW SP107012131 Entry Point to Dist. System EP 6/12/2024 2024020089 PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94213 Santa Barbara ST #2 GW SP107012131 Entry Point to Dist. System EP 6/12/2024 2024020089 PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94213 Santa Barbara ST #2 GW SP107012131 Entry Point to Dist. System EP 6/12/2024 2024020089 PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94213 Santa Barbara ST #2 GW SP107012131 Entry Point to Dist. System EP 6/12/2024 2024020089 PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94213 Santa Barbara ST #2 GW SP107012131 Entry Point to Dist. System EP 6/12/2024 2024020089 PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94213 Santa Barbara ST #2 GW SP107012131 Entry Point to Dist. System EP 6/12/2024 2024020089 PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94213 Santa Barbara ST #2 GW SP107012131 Entry Point to Dist. System EP 6/12/2024 2024020089 PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94213 Santa Barbara ST #2 GW SP107012131 Entry Point to Dist. System EP 6/12/2024 2024020089 PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94213 Santa Barbara ST #2 GW SP107012131 Entry Point to Dist. System EP 6/12/2024 2024020089 PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94213 Santa Barbara ST #2 GW SP107012131 Entry Point to Dist. System EP 6/12/2024 2024020089 PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94213 Santa Barbara ST #2 GW SP107012131 Entry Point to Dist. System EP 6/12/2024 2024020089 PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94213 Santa Barbara ST #2 GW SP107012131 Entry Point to Dist. System EP 6/12/2024 2024020089 PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94213 Santa Barbara ST #2 GW SP107012131 Entry Point to Dist. System EP 6/12/2024 2024020089 PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94213 Santa Barbara ST #2 GW SP107012131 Entry Point to Dist. System EP 6/12/2024 2024020076 NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94213 Santa Barbara ST #2 GW SP107012131 Entry Point to Dist. System EP 6/12/2024 2024020076 NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94213 Santa Barbara ST #2 GW SP107012131 Entry Point to Dist. System EP 6/12/2024 2024020076 PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94213 Santa Barbara ST #2 GW SP107012131 Entry Point to Dist. System EP 6/12/2024 2024020076 PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94132 Thomas Storage Tank GW SP107011321 Entry Point to Dist. System EP 6/5/2024 2024019263 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94132 Thomas Storage Tank GW SP107011321 Entry Point to Dist. System EP 6/5/2024 2024019263 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94132 Thomas Storage Tank GW SP107011321 Entry Point to Dist. System EP 6/5/2024 2024019263 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94132 Thomas Storage Tank GW SP107011321 Entry Point to Dist. System EP 6/5/2024 2024019263 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94132 Thomas Storage Tank GW SP107011321 Entry Point to Dist. System EP 6/5/2024 2024019263 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94132 Thomas Storage Tank GW SP107011321 Entry Point to Dist. System EP 6/5/2024 2024019263 ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94132 Thomas Storage Tank GW SP107011321 Entry Point to Dist. System EP 6/5/2024 2024019263 HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94132 Thomas Storage Tank GW SP107011321 Entry Point to Dist. System EP 6/5/2024 2024019263 NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94132 Thomas Storage Tank GW SP107011321 Entry Point to Dist. System EP 6/5/2024 2024019263 PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM



PWSID PWSName Size FacilityID FacilityName FacilityWaterType SamplePointID SamplePointName SamplePointType AssociatedFacilityID AssociatedSamplePointID CollectionDate SampleID Contaminant MRL Units MethodID AnalyticalResultsSign AnalyticalResultValue SampleEventCode MonitoringRequirement Region State
NM3510701 ALBUQUERQUE WATER SYSTEM L 94132 Thomas Storage Tank GW SP107011321 Entry Point to Dist. System EP 6/5/2024 2024019263 PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94132 Thomas Storage Tank GW SP107011321 Entry Point to Dist. System EP 6/5/2024 2024019263 PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94132 Thomas Storage Tank GW SP107011321 Entry Point to Dist. System EP 6/5/2024 2024019263 PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94132 Thomas Storage Tank GW SP107011321 Entry Point to Dist. System EP 6/5/2024 2024019263 PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94132 Thomas Storage Tank GW SP107011321 Entry Point to Dist. System EP 6/5/2024 2024019263 PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94132 Thomas Storage Tank GW SP107011321 Entry Point to Dist. System EP 6/5/2024 2024019263 PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94132 Thomas Storage Tank GW SP107011321 Entry Point to Dist. System EP 6/5/2024 2024019263 PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94132 Thomas Storage Tank GW SP107011321 Entry Point to Dist. System EP 6/5/2024 2024019263 PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94132 Thomas Storage Tank GW SP107011321 Entry Point to Dist. System EP 6/5/2024 2024019263 PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94132 Thomas Storage Tank GW SP107011321 Entry Point to Dist. System EP 6/5/2024 2024019263 PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94132 Thomas Storage Tank GW SP107011321 Entry Point to Dist. System EP 6/5/2024 2024019263 PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94132 Thomas Storage Tank GW SP107011321 Entry Point to Dist. System EP 6/5/2024 2024019263 PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94132 Thomas Storage Tank GW SP107011321 Entry Point to Dist. System EP 6/5/2024 2024019263 PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94132 Thomas Storage Tank GW SP107011321 Entry Point to Dist. System EP 6/5/2024 2024019263 PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94132 Thomas Storage Tank GW SP107011321 Entry Point to Dist. System EP 6/5/2024 2024019263 PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94132 Thomas Storage Tank GW SP107011321 Entry Point to Dist. System EP 6/5/2024 2024019263 PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94132 Thomas Storage Tank GW SP107011321 Entry Point to Dist. System EP 6/5/2024 2024019258 NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94132 Thomas Storage Tank GW SP107011321 Entry Point to Dist. System EP 6/5/2024 2024019258 NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94132 Thomas Storage Tank GW SP107011321 Entry Point to Dist. System EP 6/5/2024 2024019258 PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94132 Thomas Storage Tank GW SP107011321 Entry Point to Dist. System EP 6/5/2024 2024019258 PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94132 Thomas Storage Tank GW SP107011321 Entry Point to Dist. System EP 7/31/2024 2024024396 lithium 9 µg/L EPA 200.7 = 26.1 SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07169 Thomas Well # 5 Treatment Unit GW SP107011691 Entry Point to Dist. System EP 6/5/2024 2024019262 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07169 Thomas Well # 5 Treatment Unit GW SP107011691 Entry Point to Dist. System EP 6/5/2024 2024019262 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07169 Thomas Well # 5 Treatment Unit GW SP107011691 Entry Point to Dist. System EP 6/5/2024 2024019262 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07169 Thomas Well # 5 Treatment Unit GW SP107011691 Entry Point to Dist. System EP 6/5/2024 2024019262 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07169 Thomas Well # 5 Treatment Unit GW SP107011691 Entry Point to Dist. System EP 6/5/2024 2024019262 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07169 Thomas Well # 5 Treatment Unit GW SP107011691 Entry Point to Dist. System EP 6/5/2024 2024019262 ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07169 Thomas Well # 5 Treatment Unit GW SP107011691 Entry Point to Dist. System EP 6/5/2024 2024019262 HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07169 Thomas Well # 5 Treatment Unit GW SP107011691 Entry Point to Dist. System EP 6/5/2024 2024019262 NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07169 Thomas Well # 5 Treatment Unit GW SP107011691 Entry Point to Dist. System EP 6/5/2024 2024019262 PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07169 Thomas Well # 5 Treatment Unit GW SP107011691 Entry Point to Dist. System EP 6/5/2024 2024019262 PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07169 Thomas Well # 5 Treatment Unit GW SP107011691 Entry Point to Dist. System EP 6/5/2024 2024019262 PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07169 Thomas Well # 5 Treatment Unit GW SP107011691 Entry Point to Dist. System EP 6/5/2024 2024019262 PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07169 Thomas Well # 5 Treatment Unit GW SP107011691 Entry Point to Dist. System EP 6/5/2024 2024019262 PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07169 Thomas Well # 5 Treatment Unit GW SP107011691 Entry Point to Dist. System EP 6/5/2024 2024019262 PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07169 Thomas Well # 5 Treatment Unit GW SP107011691 Entry Point to Dist. System EP 6/5/2024 2024019262 PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07169 Thomas Well # 5 Treatment Unit GW SP107011691 Entry Point to Dist. System EP 6/5/2024 2024019262 PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07169 Thomas Well # 5 Treatment Unit GW SP107011691 Entry Point to Dist. System EP 6/5/2024 2024019262 PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07169 Thomas Well # 5 Treatment Unit GW SP107011691 Entry Point to Dist. System EP 6/5/2024 2024019262 PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07169 Thomas Well # 5 Treatment Unit GW SP107011691 Entry Point to Dist. System EP 6/5/2024 2024019262 PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07169 Thomas Well # 5 Treatment Unit GW SP107011691 Entry Point to Dist. System EP 6/5/2024 2024019262 PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07169 Thomas Well # 5 Treatment Unit GW SP107011691 Entry Point to Dist. System EP 6/5/2024 2024019262 PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07169 Thomas Well # 5 Treatment Unit GW SP107011691 Entry Point to Dist. System EP 6/5/2024 2024019262 PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07169 Thomas Well # 5 Treatment Unit GW SP107011691 Entry Point to Dist. System EP 6/5/2024 2024019262 PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07169 Thomas Well # 5 Treatment Unit GW SP107011691 Entry Point to Dist. System EP 6/5/2024 2024019262 PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07169 Thomas Well # 5 Treatment Unit GW SP107011691 Entry Point to Dist. System EP 6/5/2024 2024019262 PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07169 Thomas Well # 5 Treatment Unit GW SP107011691 Entry Point to Dist. System EP 6/5/2024 2024019259 NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07169 Thomas Well # 5 Treatment Unit GW SP107011691 Entry Point to Dist. System EP 6/5/2024 2024019259 NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07169 Thomas Well # 5 Treatment Unit GW SP107011691 Entry Point to Dist. System EP 6/5/2024 2024019259 PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07169 Thomas Well # 5 Treatment Unit GW SP107011691 Entry Point to Dist. System EP 6/5/2024 2024019259 PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 07169 Thomas Well # 5 Treatment Unit GW SP107011691 Entry Point to Dist. System EP 7/31/2024 2024024394 lithium 9 µg/L EPA 200.7 = 20 SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94133 Vol Andia Storage Tank # 02 GW SP107011331 Entry Point to Dist. System EP 6/5/2024 2024019275 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94133 Vol Andia Storage Tank # 02 GW SP107011331 Entry Point to Dist. System EP 6/5/2024 2024019275 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94133 Vol Andia Storage Tank # 02 GW SP107011331 Entry Point to Dist. System EP 6/5/2024 2024019275 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94133 Vol Andia Storage Tank # 02 GW SP107011331 Entry Point to Dist. System EP 6/5/2024 2024019275 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94133 Vol Andia Storage Tank # 02 GW SP107011331 Entry Point to Dist. System EP 6/5/2024 2024019275 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94133 Vol Andia Storage Tank # 02 GW SP107011331 Entry Point to Dist. System EP 6/5/2024 2024019275 ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94133 Vol Andia Storage Tank # 02 GW SP107011331 Entry Point to Dist. System EP 6/5/2024 2024019275 HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94133 Vol Andia Storage Tank # 02 GW SP107011331 Entry Point to Dist. System EP 6/5/2024 2024019275 NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94133 Vol Andia Storage Tank # 02 GW SP107011331 Entry Point to Dist. System EP 6/5/2024 2024019275 PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94133 Vol Andia Storage Tank # 02 GW SP107011331 Entry Point to Dist. System EP 6/5/2024 2024019275 PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94133 Vol Andia Storage Tank # 02 GW SP107011331 Entry Point to Dist. System EP 6/5/2024 2024019275 PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94133 Vol Andia Storage Tank # 02 GW SP107011331 Entry Point to Dist. System EP 6/5/2024 2024019275 PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94133 Vol Andia Storage Tank # 02 GW SP107011331 Entry Point to Dist. System EP 6/5/2024 2024019275 PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94133 Vol Andia Storage Tank # 02 GW SP107011331 Entry Point to Dist. System EP 6/5/2024 2024019275 PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94133 Vol Andia Storage Tank # 02 GW SP107011331 Entry Point to Dist. System EP 6/5/2024 2024019275 PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94133 Vol Andia Storage Tank # 02 GW SP107011331 Entry Point to Dist. System EP 6/5/2024 2024019275 PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94133 Vol Andia Storage Tank # 02 GW SP107011331 Entry Point to Dist. System EP 6/5/2024 2024019275 PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94133 Vol Andia Storage Tank # 02 GW SP107011331 Entry Point to Dist. System EP 6/5/2024 2024019275 PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94133 Vol Andia Storage Tank # 02 GW SP107011331 Entry Point to Dist. System EP 6/5/2024 2024019275 PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94133 Vol Andia Storage Tank # 02 GW SP107011331 Entry Point to Dist. System EP 6/5/2024 2024019275 PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94133 Vol Andia Storage Tank # 02 GW SP107011331 Entry Point to Dist. System EP 6/5/2024 2024019275 PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94133 Vol Andia Storage Tank # 02 GW SP107011331 Entry Point to Dist. System EP 6/5/2024 2024019275 PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94133 Vol Andia Storage Tank # 02 GW SP107011331 Entry Point to Dist. System EP 6/5/2024 2024019275 PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94133 Vol Andia Storage Tank # 02 GW SP107011331 Entry Point to Dist. System EP 6/5/2024 2024019275 PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94133 Vol Andia Storage Tank # 02 GW SP107011331 Entry Point to Dist. System EP 6/5/2024 2024019275 PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94133 Vol Andia Storage Tank # 02 GW SP107011331 Entry Point to Dist. System EP 6/5/2024 2024019261 NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94133 Vol Andia Storage Tank # 02 GW SP107011331 Entry Point to Dist. System EP 6/5/2024 2024019261 NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94133 Vol Andia Storage Tank # 02 GW SP107011331 Entry Point to Dist. System EP 6/5/2024 2024019261 PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94133 Vol Andia Storage Tank # 02 GW SP107011331 Entry Point to Dist. System EP 6/5/2024 2024019261 PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94133 Vol Andia Storage Tank # 02 GW SP107011331 Entry Point to Dist. System EP 7/31/2024 2024024398 lithium 9 µg/L EPA 200.7 = 30 SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94134 Volcano Cliffs ST # 01 GW SP107011341 Entry Point to Dist. System EP 6/20/2024 2024020716 lithium 9 µg/L EPA 200.7 = 12.1 SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94134 Volcano Cliffs ST # 01 GW SP107011341 Entry Point to Dist. System EP 6/20/2024 2024020737 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94134 Volcano Cliffs ST # 01 GW SP107011341 Entry Point to Dist. System EP 6/20/2024 2024020737 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94134 Volcano Cliffs ST # 01 GW SP107011341 Entry Point to Dist. System EP 6/20/2024 2024020737 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94134 Volcano Cliffs ST # 01 GW SP107011341 Entry Point to Dist. System EP 6/20/2024 2024020737 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94134 Volcano Cliffs ST # 01 GW SP107011341 Entry Point to Dist. System EP 6/20/2024 2024020737 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94134 Volcano Cliffs ST # 01 GW SP107011341 Entry Point to Dist. System EP 6/20/2024 2024020737 ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94134 Volcano Cliffs ST # 01 GW SP107011341 Entry Point to Dist. System EP 6/20/2024 2024020737 HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94134 Volcano Cliffs ST # 01 GW SP107011341 Entry Point to Dist. System EP 6/20/2024 2024020737 NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94134 Volcano Cliffs ST # 01 GW SP107011341 Entry Point to Dist. System EP 6/20/2024 2024020737 PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94134 Volcano Cliffs ST # 01 GW SP107011341 Entry Point to Dist. System EP 6/20/2024 2024020737 PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94134 Volcano Cliffs ST # 01 GW SP107011341 Entry Point to Dist. System EP 6/20/2024 2024020737 PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94134 Volcano Cliffs ST # 01 GW SP107011341 Entry Point to Dist. System EP 6/20/2024 2024020737 PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94134 Volcano Cliffs ST # 01 GW SP107011341 Entry Point to Dist. System EP 6/20/2024 2024020737 PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94134 Volcano Cliffs ST # 01 GW SP107011341 Entry Point to Dist. System EP 6/20/2024 2024020737 PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94134 Volcano Cliffs ST # 01 GW SP107011341 Entry Point to Dist. System EP 6/20/2024 2024020737 PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94134 Volcano Cliffs ST # 01 GW SP107011341 Entry Point to Dist. System EP 6/20/2024 2024020737 PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94134 Volcano Cliffs ST # 01 GW SP107011341 Entry Point to Dist. System EP 6/20/2024 2024020737 PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94134 Volcano Cliffs ST # 01 GW SP107011341 Entry Point to Dist. System EP 6/20/2024 2024020737 PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94134 Volcano Cliffs ST # 01 GW SP107011341 Entry Point to Dist. System EP 6/20/2024 2024020737 PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94134 Volcano Cliffs ST # 01 GW SP107011341 Entry Point to Dist. System EP 6/20/2024 2024020737 PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94134 Volcano Cliffs ST # 01 GW SP107011341 Entry Point to Dist. System EP 6/20/2024 2024020737 PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94134 Volcano Cliffs ST # 01 GW SP107011341 Entry Point to Dist. System EP 6/20/2024 2024020737 PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94134 Volcano Cliffs ST # 01 GW SP107011341 Entry Point to Dist. System EP 6/20/2024 2024020737 PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94134 Volcano Cliffs ST # 01 GW SP107011341 Entry Point to Dist. System EP 6/20/2024 2024020737 PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94134 Volcano Cliffs ST # 01 GW SP107011341 Entry Point to Dist. System EP 6/20/2024 2024020737 PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94134 Volcano Cliffs ST # 01 GW SP107011341 Entry Point to Dist. System EP 6/20/2024 2024020720 NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94134 Volcano Cliffs ST # 01 GW SP107011341 Entry Point to Dist. System EP 6/20/2024 2024020720 NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94134 Volcano Cliffs ST # 01 GW SP107011341 Entry Point to Dist. System EP 6/20/2024 2024020720 PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3510701 ALBUQUERQUE WATER SYSTEM L 94134 Volcano Cliffs ST # 01 GW SP107011341 Entry Point to Dist. System EP 6/20/2024 2024020720 PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM



PWSID PWSName Size FacilityID FacilityName FacilityWaterType SamplePointID SamplePointName SamplePointType AssociatedFacilityID AssociatedSamplePointID CollectionDate SampleID Contaminant MRL Units MethodID AnalyticalResultsSign AnalyticalResultValue SampleEventCode MonitoringRequirement Region State
NM3558514 ALTO LAKES WATER AND SANITATION DISTRICT S 20001 Treatment Plant GW EP1 Sample Tap at Main Booster BLDG. EP 2/20/2024 113261P lithium 9 µg/L EPA 200.7 = 65.2 SE1 AM 6 NM
NM3558514 ALTO LAKES WATER AND SANITATION DISTRICT S 20001 Treatment Plant GW EP1 Sample Tap at Main Booster BLDG. EP 2/20/2024 113261P 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3558514 ALTO LAKES WATER AND SANITATION DISTRICT S 20001 Treatment Plant GW EP1 Sample Tap at Main Booster BLDG. EP 2/20/2024 113261P 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3558514 ALTO LAKES WATER AND SANITATION DISTRICT S 20001 Treatment Plant GW EP1 Sample Tap at Main Booster BLDG. EP 2/20/2024 113261P 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3558514 ALTO LAKES WATER AND SANITATION DISTRICT S 20001 Treatment Plant GW EP1 Sample Tap at Main Booster BLDG. EP 2/20/2024 113261P 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3558514 ALTO LAKES WATER AND SANITATION DISTRICT S 20001 Treatment Plant GW EP1 Sample Tap at Main Booster BLDG. EP 2/20/2024 113261P 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3558514 ALTO LAKES WATER AND SANITATION DISTRICT S 20001 Treatment Plant GW EP1 Sample Tap at Main Booster BLDG. EP 2/20/2024 113261P ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3558514 ALTO LAKES WATER AND SANITATION DISTRICT S 20001 Treatment Plant GW EP1 Sample Tap at Main Booster BLDG. EP 2/20/2024 113261P HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3558514 ALTO LAKES WATER AND SANITATION DISTRICT S 20001 Treatment Plant GW EP1 Sample Tap at Main Booster BLDG. EP 2/20/2024 113261P NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3558514 ALTO LAKES WATER AND SANITATION DISTRICT S 20001 Treatment Plant GW EP1 Sample Tap at Main Booster BLDG. EP 2/20/2024 113261P PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3558514 ALTO LAKES WATER AND SANITATION DISTRICT S 20001 Treatment Plant GW EP1 Sample Tap at Main Booster BLDG. EP 2/20/2024 113261P PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3558514 ALTO LAKES WATER AND SANITATION DISTRICT S 20001 Treatment Plant GW EP1 Sample Tap at Main Booster BLDG. EP 2/20/2024 113261P PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3558514 ALTO LAKES WATER AND SANITATION DISTRICT S 20001 Treatment Plant GW EP1 Sample Tap at Main Booster BLDG. EP 2/20/2024 113261P PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3558514 ALTO LAKES WATER AND SANITATION DISTRICT S 20001 Treatment Plant GW EP1 Sample Tap at Main Booster BLDG. EP 2/20/2024 113261P PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3558514 ALTO LAKES WATER AND SANITATION DISTRICT S 20001 Treatment Plant GW EP1 Sample Tap at Main Booster BLDG. EP 2/20/2024 113261P PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3558514 ALTO LAKES WATER AND SANITATION DISTRICT S 20001 Treatment Plant GW EP1 Sample Tap at Main Booster BLDG. EP 2/20/2024 113261P PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3558514 ALTO LAKES WATER AND SANITATION DISTRICT S 20001 Treatment Plant GW EP1 Sample Tap at Main Booster BLDG. EP 2/20/2024 113261P PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3558514 ALTO LAKES WATER AND SANITATION DISTRICT S 20001 Treatment Plant GW EP1 Sample Tap at Main Booster BLDG. EP 2/20/2024 113261P PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3558514 ALTO LAKES WATER AND SANITATION DISTRICT S 20001 Treatment Plant GW EP1 Sample Tap at Main Booster BLDG. EP 2/20/2024 113261P PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3558514 ALTO LAKES WATER AND SANITATION DISTRICT S 20001 Treatment Plant GW EP1 Sample Tap at Main Booster BLDG. EP 2/20/2024 113261P PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3558514 ALTO LAKES WATER AND SANITATION DISTRICT S 20001 Treatment Plant GW EP1 Sample Tap at Main Booster BLDG. EP 2/20/2024 113261P PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3558514 ALTO LAKES WATER AND SANITATION DISTRICT S 20001 Treatment Plant GW EP1 Sample Tap at Main Booster BLDG. EP 2/20/2024 113261P PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3558514 ALTO LAKES WATER AND SANITATION DISTRICT S 20001 Treatment Plant GW EP1 Sample Tap at Main Booster BLDG. EP 2/20/2024 113261P PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3558514 ALTO LAKES WATER AND SANITATION DISTRICT S 20001 Treatment Plant GW EP1 Sample Tap at Main Booster BLDG. EP 2/20/2024 113261P PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3558514 ALTO LAKES WATER AND SANITATION DISTRICT S 20001 Treatment Plant GW EP1 Sample Tap at Main Booster BLDG. EP 2/20/2024 113261P PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3558514 ALTO LAKES WATER AND SANITATION DISTRICT S 20001 Treatment Plant GW EP1 Sample Tap at Main Booster BLDG. EP 2/20/2024 113261P PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3558514 ALTO LAKES WATER AND SANITATION DISTRICT S 20001 Treatment Plant GW EP1 Sample Tap at Main Booster BLDG. EP 2/20/2024 113261P NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3558514 ALTO LAKES WATER AND SANITATION DISTRICT S 20001 Treatment Plant GW EP1 Sample Tap at Main Booster BLDG. EP 2/20/2024 113261P NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3558514 ALTO LAKES WATER AND SANITATION DISTRICT S 20001 Treatment Plant GW EP1 Sample Tap at Main Booster BLDG. EP 2/20/2024 113261P PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3558514 ALTO LAKES WATER AND SANITATION DISTRICT S 20001 Treatment Plant GW EP1 Sample Tap at Main Booster BLDG. EP 2/20/2024 113261P PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3558514 ALTO LAKES WATER AND SANITATION DISTRICT S 20001 Treatment Plant GW EP1 Sample Tap at Main Booster BLDG. EP 8/5/2024 119926P lithium 9 µg/L EPA 200.7 = 64.7 SE2 AM 6 NM
NM3558514 ALTO LAKES WATER AND SANITATION DISTRICT S 20001 Treatment Plant GW EP1 Sample Tap at Main Booster BLDG. EP 8/5/2024 119926P 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3558514 ALTO LAKES WATER AND SANITATION DISTRICT S 20001 Treatment Plant GW EP1 Sample Tap at Main Booster BLDG. EP 8/5/2024 119926P 4:2 FTS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3558514 ALTO LAKES WATER AND SANITATION DISTRICT S 20001 Treatment Plant GW EP1 Sample Tap at Main Booster BLDG. EP 8/5/2024 119926P 6:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3558514 ALTO LAKES WATER AND SANITATION DISTRICT S 20001 Treatment Plant GW EP1 Sample Tap at Main Booster BLDG. EP 8/5/2024 119926P 8:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3558514 ALTO LAKES WATER AND SANITATION DISTRICT S 20001 Treatment Plant GW EP1 Sample Tap at Main Booster BLDG. EP 8/5/2024 119926P 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3558514 ALTO LAKES WATER AND SANITATION DISTRICT S 20001 Treatment Plant GW EP1 Sample Tap at Main Booster BLDG. EP 8/5/2024 119926P ADONA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3558514 ALTO LAKES WATER AND SANITATION DISTRICT S 20001 Treatment Plant GW EP1 Sample Tap at Main Booster BLDG. EP 8/5/2024 119926P HFPO-DA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3558514 ALTO LAKES WATER AND SANITATION DISTRICT S 20001 Treatment Plant GW EP1 Sample Tap at Main Booster BLDG. EP 8/5/2024 119926P NFDHA 0.02 µg/L EPA 533 < SE2 AM 6 NM
NM3558514 ALTO LAKES WATER AND SANITATION DISTRICT S 20001 Treatment Plant GW EP1 Sample Tap at Main Booster BLDG. EP 8/5/2024 119926P PFBA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3558514 ALTO LAKES WATER AND SANITATION DISTRICT S 20001 Treatment Plant GW EP1 Sample Tap at Main Booster BLDG. EP 8/5/2024 119926P PFBS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3558514 ALTO LAKES WATER AND SANITATION DISTRICT S 20001 Treatment Plant GW EP1 Sample Tap at Main Booster BLDG. EP 8/5/2024 119926P PFDA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3558514 ALTO LAKES WATER AND SANITATION DISTRICT S 20001 Treatment Plant GW EP1 Sample Tap at Main Booster BLDG. EP 8/5/2024 119926P PFDoA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3558514 ALTO LAKES WATER AND SANITATION DISTRICT S 20001 Treatment Plant GW EP1 Sample Tap at Main Booster BLDG. EP 8/5/2024 119926P PFEESA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3558514 ALTO LAKES WATER AND SANITATION DISTRICT S 20001 Treatment Plant GW EP1 Sample Tap at Main Booster BLDG. EP 8/5/2024 119926P PFHpA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3558514 ALTO LAKES WATER AND SANITATION DISTRICT S 20001 Treatment Plant GW EP1 Sample Tap at Main Booster BLDG. EP 8/5/2024 119926P PFHpS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3558514 ALTO LAKES WATER AND SANITATION DISTRICT S 20001 Treatment Plant GW EP1 Sample Tap at Main Booster BLDG. EP 8/5/2024 119926P PFHxA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3558514 ALTO LAKES WATER AND SANITATION DISTRICT S 20001 Treatment Plant GW EP1 Sample Tap at Main Booster BLDG. EP 8/5/2024 119926P PFHxS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3558514 ALTO LAKES WATER AND SANITATION DISTRICT S 20001 Treatment Plant GW EP1 Sample Tap at Main Booster BLDG. EP 8/5/2024 119926P PFMBA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3558514 ALTO LAKES WATER AND SANITATION DISTRICT S 20001 Treatment Plant GW EP1 Sample Tap at Main Booster BLDG. EP 8/5/2024 119926P PFMPA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3558514 ALTO LAKES WATER AND SANITATION DISTRICT S 20001 Treatment Plant GW EP1 Sample Tap at Main Booster BLDG. EP 8/5/2024 119926P PFNA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3558514 ALTO LAKES WATER AND SANITATION DISTRICT S 20001 Treatment Plant GW EP1 Sample Tap at Main Booster BLDG. EP 8/5/2024 119926P PFOA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3558514 ALTO LAKES WATER AND SANITATION DISTRICT S 20001 Treatment Plant GW EP1 Sample Tap at Main Booster BLDG. EP 8/5/2024 119926P PFOS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3558514 ALTO LAKES WATER AND SANITATION DISTRICT S 20001 Treatment Plant GW EP1 Sample Tap at Main Booster BLDG. EP 8/5/2024 119926P PFPeA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3558514 ALTO LAKES WATER AND SANITATION DISTRICT S 20001 Treatment Plant GW EP1 Sample Tap at Main Booster BLDG. EP 8/5/2024 119926P PFPeS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3558514 ALTO LAKES WATER AND SANITATION DISTRICT S 20001 Treatment Plant GW EP1 Sample Tap at Main Booster BLDG. EP 8/5/2024 119926P PFUnA 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3558514 ALTO LAKES WATER AND SANITATION DISTRICT S 20001 Treatment Plant GW EP1 Sample Tap at Main Booster BLDG. EP 8/5/2024 119926P NEtFOSAA 0.005 µg/L EPA 537.1 < SE2 AM 6 NM
NM3558514 ALTO LAKES WATER AND SANITATION DISTRICT S 20001 Treatment Plant GW EP1 Sample Tap at Main Booster BLDG. EP 8/5/2024 119926P NMeFOSAA 0.006 µg/L EPA 537.1 < SE2 AM 6 NM
NM3558514 ALTO LAKES WATER AND SANITATION DISTRICT S 20001 Treatment Plant GW EP1 Sample Tap at Main Booster BLDG. EP 8/5/2024 119926P PFTA 0.008 µg/L EPA 537.1 < SE2 AM 6 NM
NM3558514 ALTO LAKES WATER AND SANITATION DISTRICT S 20001 Treatment Plant GW EP1 Sample Tap at Main Booster BLDG. EP 8/5/2024 119926P PFTrDA 0.007 µg/L EPA 537.1 < SE2 AM 6 NM
NM3511207 ANTHONY W&SD L 11207021 ANTHONY W&SD GW SP112070211 TREATMENT PLANT #7 EP 11/14/2023 2023045543 lithium 9 µg/L EPA 200.7 = 228 SE1 AM 6 NM
NM3511207 ANTHONY W&SD L 11207021 ANTHONY W&SD GW SP112070211 TREATMENT PLANT #7 EP 11/14/2023 2023045542 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3511207 ANTHONY W&SD L 11207021 ANTHONY W&SD GW SP112070211 TREATMENT PLANT #7 EP 11/14/2023 2023045542 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3511207 ANTHONY W&SD L 11207021 ANTHONY W&SD GW SP112070211 TREATMENT PLANT #7 EP 11/14/2023 2023045542 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3511207 ANTHONY W&SD L 11207021 ANTHONY W&SD GW SP112070211 TREATMENT PLANT #7 EP 11/14/2023 2023045542 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3511207 ANTHONY W&SD L 11207021 ANTHONY W&SD GW SP112070211 TREATMENT PLANT #7 EP 11/14/2023 2023045542 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3511207 ANTHONY W&SD L 11207021 ANTHONY W&SD GW SP112070211 TREATMENT PLANT #7 EP 11/14/2023 2023045542 ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3511207 ANTHONY W&SD L 11207021 ANTHONY W&SD GW SP112070211 TREATMENT PLANT #7 EP 11/14/2023 2023045542 HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3511207 ANTHONY W&SD L 11207021 ANTHONY W&SD GW SP112070211 TREATMENT PLANT #7 EP 11/14/2023 2023045542 NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3511207 ANTHONY W&SD L 11207021 ANTHONY W&SD GW SP112070211 TREATMENT PLANT #7 EP 11/14/2023 2023045542 PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3511207 ANTHONY W&SD L 11207021 ANTHONY W&SD GW SP112070211 TREATMENT PLANT #7 EP 11/14/2023 2023045542 PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3511207 ANTHONY W&SD L 11207021 ANTHONY W&SD GW SP112070211 TREATMENT PLANT #7 EP 11/14/2023 2023045542 PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3511207 ANTHONY W&SD L 11207021 ANTHONY W&SD GW SP112070211 TREATMENT PLANT #7 EP 11/14/2023 2023045542 PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3511207 ANTHONY W&SD L 11207021 ANTHONY W&SD GW SP112070211 TREATMENT PLANT #7 EP 11/14/2023 2023045542 PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3511207 ANTHONY W&SD L 11207021 ANTHONY W&SD GW SP112070211 TREATMENT PLANT #7 EP 11/14/2023 2023045542 PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3511207 ANTHONY W&SD L 11207021 ANTHONY W&SD GW SP112070211 TREATMENT PLANT #7 EP 11/14/2023 2023045542 PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3511207 ANTHONY W&SD L 11207021 ANTHONY W&SD GW SP112070211 TREATMENT PLANT #7 EP 11/14/2023 2023045542 PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3511207 ANTHONY W&SD L 11207021 ANTHONY W&SD GW SP112070211 TREATMENT PLANT #7 EP 11/14/2023 2023045542 PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3511207 ANTHONY W&SD L 11207021 ANTHONY W&SD GW SP112070211 TREATMENT PLANT #7 EP 11/14/2023 2023045542 PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3511207 ANTHONY W&SD L 11207021 ANTHONY W&SD GW SP112070211 TREATMENT PLANT #7 EP 11/14/2023 2023045542 PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3511207 ANTHONY W&SD L 11207021 ANTHONY W&SD GW SP112070211 TREATMENT PLANT #7 EP 11/14/2023 2023045542 PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3511207 ANTHONY W&SD L 11207021 ANTHONY W&SD GW SP112070211 TREATMENT PLANT #7 EP 11/14/2023 2023045542 PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3511207 ANTHONY W&SD L 11207021 ANTHONY W&SD GW SP112070211 TREATMENT PLANT #7 EP 11/14/2023 2023045542 PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3511207 ANTHONY W&SD L 11207021 ANTHONY W&SD GW SP112070211 TREATMENT PLANT #7 EP 11/14/2023 2023045542 PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3511207 ANTHONY W&SD L 11207021 ANTHONY W&SD GW SP112070211 TREATMENT PLANT #7 EP 11/14/2023 2023045542 PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3511207 ANTHONY W&SD L 11207021 ANTHONY W&SD GW SP112070211 TREATMENT PLANT #7 EP 11/14/2023 2023045542 PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3511207 ANTHONY W&SD L 11207021 ANTHONY W&SD GW SP112070211 TREATMENT PLANT #7 EP 6/24/2024 2024021024 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3511207 ANTHONY W&SD L 11207021 ANTHONY W&SD GW SP112070211 TREATMENT PLANT #7 EP 6/24/2024 2024021024 4:2 FTS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3511207 ANTHONY W&SD L 11207021 ANTHONY W&SD GW SP112070211 TREATMENT PLANT #7 EP 6/24/2024 2024021024 6:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3511207 ANTHONY W&SD L 11207021 ANTHONY W&SD GW SP112070211 TREATMENT PLANT #7 EP 6/24/2024 2024021024 8:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3511207 ANTHONY W&SD L 11207021 ANTHONY W&SD GW SP112070211 TREATMENT PLANT #7 EP 6/24/2024 2024021024 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3511207 ANTHONY W&SD L 11207021 ANTHONY W&SD GW SP112070211 TREATMENT PLANT #7 EP 6/24/2024 2024021024 ADONA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3511207 ANTHONY W&SD L 11207021 ANTHONY W&SD GW SP112070211 TREATMENT PLANT #7 EP 6/24/2024 2024021024 HFPO-DA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3511207 ANTHONY W&SD L 11207021 ANTHONY W&SD GW SP112070211 TREATMENT PLANT #7 EP 6/24/2024 2024021024 NFDHA 0.02 µg/L EPA 533 < SE2 AM 6 NM
NM3511207 ANTHONY W&SD L 11207021 ANTHONY W&SD GW SP112070211 TREATMENT PLANT #7 EP 6/24/2024 2024021024 PFBA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3511207 ANTHONY W&SD L 11207021 ANTHONY W&SD GW SP112070211 TREATMENT PLANT #7 EP 6/24/2024 2024021024 PFBS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3511207 ANTHONY W&SD L 11207021 ANTHONY W&SD GW SP112070211 TREATMENT PLANT #7 EP 6/24/2024 2024021024 PFDA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3511207 ANTHONY W&SD L 11207021 ANTHONY W&SD GW SP112070211 TREATMENT PLANT #7 EP 6/24/2024 2024021024 PFDoA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3511207 ANTHONY W&SD L 11207021 ANTHONY W&SD GW SP112070211 TREATMENT PLANT #7 EP 6/24/2024 2024021024 PFEESA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3511207 ANTHONY W&SD L 11207021 ANTHONY W&SD GW SP112070211 TREATMENT PLANT #7 EP 6/24/2024 2024021024 PFHpA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3511207 ANTHONY W&SD L 11207021 ANTHONY W&SD GW SP112070211 TREATMENT PLANT #7 EP 6/24/2024 2024021024 PFHpS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3511207 ANTHONY W&SD L 11207021 ANTHONY W&SD GW SP112070211 TREATMENT PLANT #7 EP 6/24/2024 2024021024 PFHxA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3511207 ANTHONY W&SD L 11207021 ANTHONY W&SD GW SP112070211 TREATMENT PLANT #7 EP 6/24/2024 2024021024 PFHxS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3511207 ANTHONY W&SD L 11207021 ANTHONY W&SD GW SP112070211 TREATMENT PLANT #7 EP 6/24/2024 2024021024 PFMBA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3511207 ANTHONY W&SD L 11207021 ANTHONY W&SD GW SP112070211 TREATMENT PLANT #7 EP 6/24/2024 2024021024 PFMPA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3511207 ANTHONY W&SD L 11207021 ANTHONY W&SD GW SP112070211 TREATMENT PLANT #7 EP 6/24/2024 2024021024 PFNA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3511207 ANTHONY W&SD L 11207021 ANTHONY W&SD GW SP112070211 TREATMENT PLANT #7 EP 6/24/2024 2024021024 PFOA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3511207 ANTHONY W&SD L 11207021 ANTHONY W&SD GW SP112070211 TREATMENT PLANT #7 EP 6/24/2024 2024021024 PFOS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3511207 ANTHONY W&SD L 11207021 ANTHONY W&SD GW SP112070211 TREATMENT PLANT #7 EP 6/24/2024 2024021024 PFPeA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3511207 ANTHONY W&SD L 11207021 ANTHONY W&SD GW SP112070211 TREATMENT PLANT #7 EP 6/24/2024 2024021024 PFPeS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3511207 ANTHONY W&SD L 11207021 ANTHONY W&SD GW SP112070211 TREATMENT PLANT #7 EP 6/24/2024 2024021024 PFUnA 0.002 µg/L EPA 533 < SE2 AM 6 NM



PWSID PWSName Size FacilityID FacilityName FacilityWaterType SamplePointID SamplePointName SamplePointType AssociatedFacilityID AssociatedSamplePointID CollectionDate SampleID Contaminant MRL Units MethodID AnalyticalResultsSign AnalyticalResultValue SampleEventCode MonitoringRequirement Region State
NM3511207 ANTHONY W&SD L 11207021 ANTHONY W&SD GW SP112070211 TREATMENT PLANT #7 EP 6/24/2024 2024021027 NEtFOSAA 0.005 µg/L EPA 537.1 < SE2 AM 6 NM
NM3511207 ANTHONY W&SD L 11207021 ANTHONY W&SD GW SP112070211 TREATMENT PLANT #7 EP 6/24/2024 2024021027 NMeFOSAA 0.006 µg/L EPA 537.1 < SE2 AM 6 NM
NM3511207 ANTHONY W&SD L 11207021 ANTHONY W&SD GW SP112070211 TREATMENT PLANT #7 EP 6/24/2024 2024021027 PFTA 0.008 µg/L EPA 537.1 < SE2 AM 6 NM
NM3511207 ANTHONY W&SD L 11207021 ANTHONY W&SD GW SP112070211 TREATMENT PLANT #7 EP 6/24/2024 2024021027 PFTrDA 0.007 µg/L EPA 537.1 < SE2 AM 6 NM
NM3509824 AZTEC DOMESTIC WATER SYSTEM S 09824016 AZTEC DOMESTIC WATER SYSTEM SW SP098240161 CLEAR WELL EFFLUENT EP 1/31/2023 100453P lithium 9 µg/L EPA 200.7 = 63.5 SE1 AM 6 NM
NM3509824 AZTEC DOMESTIC WATER SYSTEM S 09824016 AZTEC DOMESTIC WATER SYSTEM SW SP098240161 CLEAR WELL EFFLUENT EP 1/31/2023 100453P 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3509824 AZTEC DOMESTIC WATER SYSTEM S 09824016 AZTEC DOMESTIC WATER SYSTEM SW SP098240161 CLEAR WELL EFFLUENT EP 1/31/2023 100453P 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3509824 AZTEC DOMESTIC WATER SYSTEM S 09824016 AZTEC DOMESTIC WATER SYSTEM SW SP098240161 CLEAR WELL EFFLUENT EP 1/31/2023 100453P 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3509824 AZTEC DOMESTIC WATER SYSTEM S 09824016 AZTEC DOMESTIC WATER SYSTEM SW SP098240161 CLEAR WELL EFFLUENT EP 1/31/2023 100453P 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3509824 AZTEC DOMESTIC WATER SYSTEM S 09824016 AZTEC DOMESTIC WATER SYSTEM SW SP098240161 CLEAR WELL EFFLUENT EP 1/31/2023 100453P 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3509824 AZTEC DOMESTIC WATER SYSTEM S 09824016 AZTEC DOMESTIC WATER SYSTEM SW SP098240161 CLEAR WELL EFFLUENT EP 1/31/2023 100453P ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3509824 AZTEC DOMESTIC WATER SYSTEM S 09824016 AZTEC DOMESTIC WATER SYSTEM SW SP098240161 CLEAR WELL EFFLUENT EP 1/31/2023 100453P HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3509824 AZTEC DOMESTIC WATER SYSTEM S 09824016 AZTEC DOMESTIC WATER SYSTEM SW SP098240161 CLEAR WELL EFFLUENT EP 1/31/2023 100453P NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3509824 AZTEC DOMESTIC WATER SYSTEM S 09824016 AZTEC DOMESTIC WATER SYSTEM SW SP098240161 CLEAR WELL EFFLUENT EP 1/31/2023 100453P PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3509824 AZTEC DOMESTIC WATER SYSTEM S 09824016 AZTEC DOMESTIC WATER SYSTEM SW SP098240161 CLEAR WELL EFFLUENT EP 1/31/2023 100453P PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3509824 AZTEC DOMESTIC WATER SYSTEM S 09824016 AZTEC DOMESTIC WATER SYSTEM SW SP098240161 CLEAR WELL EFFLUENT EP 1/31/2023 100453P PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3509824 AZTEC DOMESTIC WATER SYSTEM S 09824016 AZTEC DOMESTIC WATER SYSTEM SW SP098240161 CLEAR WELL EFFLUENT EP 1/31/2023 100453P PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3509824 AZTEC DOMESTIC WATER SYSTEM S 09824016 AZTEC DOMESTIC WATER SYSTEM SW SP098240161 CLEAR WELL EFFLUENT EP 1/31/2023 100453P PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3509824 AZTEC DOMESTIC WATER SYSTEM S 09824016 AZTEC DOMESTIC WATER SYSTEM SW SP098240161 CLEAR WELL EFFLUENT EP 1/31/2023 100453P PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3509824 AZTEC DOMESTIC WATER SYSTEM S 09824016 AZTEC DOMESTIC WATER SYSTEM SW SP098240161 CLEAR WELL EFFLUENT EP 1/31/2023 100453P PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3509824 AZTEC DOMESTIC WATER SYSTEM S 09824016 AZTEC DOMESTIC WATER SYSTEM SW SP098240161 CLEAR WELL EFFLUENT EP 1/31/2023 100453P PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3509824 AZTEC DOMESTIC WATER SYSTEM S 09824016 AZTEC DOMESTIC WATER SYSTEM SW SP098240161 CLEAR WELL EFFLUENT EP 1/31/2023 100453P PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3509824 AZTEC DOMESTIC WATER SYSTEM S 09824016 AZTEC DOMESTIC WATER SYSTEM SW SP098240161 CLEAR WELL EFFLUENT EP 1/31/2023 100453P PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3509824 AZTEC DOMESTIC WATER SYSTEM S 09824016 AZTEC DOMESTIC WATER SYSTEM SW SP098240161 CLEAR WELL EFFLUENT EP 1/31/2023 100453P PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3509824 AZTEC DOMESTIC WATER SYSTEM S 09824016 AZTEC DOMESTIC WATER SYSTEM SW SP098240161 CLEAR WELL EFFLUENT EP 1/31/2023 100453P PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3509824 AZTEC DOMESTIC WATER SYSTEM S 09824016 AZTEC DOMESTIC WATER SYSTEM SW SP098240161 CLEAR WELL EFFLUENT EP 1/31/2023 100453P PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3509824 AZTEC DOMESTIC WATER SYSTEM S 09824016 AZTEC DOMESTIC WATER SYSTEM SW SP098240161 CLEAR WELL EFFLUENT EP 1/31/2023 100453P PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3509824 AZTEC DOMESTIC WATER SYSTEM S 09824016 AZTEC DOMESTIC WATER SYSTEM SW SP098240161 CLEAR WELL EFFLUENT EP 1/31/2023 100453P PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3509824 AZTEC DOMESTIC WATER SYSTEM S 09824016 AZTEC DOMESTIC WATER SYSTEM SW SP098240161 CLEAR WELL EFFLUENT EP 1/31/2023 100453P PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3509824 AZTEC DOMESTIC WATER SYSTEM S 09824016 AZTEC DOMESTIC WATER SYSTEM SW SP098240161 CLEAR WELL EFFLUENT EP 1/31/2023 100453P PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3509824 AZTEC DOMESTIC WATER SYSTEM S 09824016 AZTEC DOMESTIC WATER SYSTEM SW SP098240161 CLEAR WELL EFFLUENT EP 1/31/2023 100453P NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3509824 AZTEC DOMESTIC WATER SYSTEM S 09824016 AZTEC DOMESTIC WATER SYSTEM SW SP098240161 CLEAR WELL EFFLUENT EP 1/31/2023 100453P NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3509824 AZTEC DOMESTIC WATER SYSTEM S 09824016 AZTEC DOMESTIC WATER SYSTEM SW SP098240161 CLEAR WELL EFFLUENT EP 1/31/2023 100453P PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3509824 AZTEC DOMESTIC WATER SYSTEM S 09824016 AZTEC DOMESTIC WATER SYSTEM SW SP098240161 CLEAR WELL EFFLUENT EP 1/31/2023 100453P PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3509824 AZTEC DOMESTIC WATER SYSTEM S 09824016 AZTEC DOMESTIC WATER SYSTEM SW SP098240161 CLEAR WELL EFFLUENT EP 4/19/2023 103177P lithium 9 µg/L EPA 200.7 = 62.3 SE2 AM 6 NM
NM3509824 AZTEC DOMESTIC WATER SYSTEM S 09824016 AZTEC DOMESTIC WATER SYSTEM SW SP098240161 CLEAR WELL EFFLUENT EP 4/19/2023 103177P 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3509824 AZTEC DOMESTIC WATER SYSTEM S 09824016 AZTEC DOMESTIC WATER SYSTEM SW SP098240161 CLEAR WELL EFFLUENT EP 4/19/2023 103177P 4:2 FTS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3509824 AZTEC DOMESTIC WATER SYSTEM S 09824016 AZTEC DOMESTIC WATER SYSTEM SW SP098240161 CLEAR WELL EFFLUENT EP 4/19/2023 103177P 6:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3509824 AZTEC DOMESTIC WATER SYSTEM S 09824016 AZTEC DOMESTIC WATER SYSTEM SW SP098240161 CLEAR WELL EFFLUENT EP 4/19/2023 103177P 8:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3509824 AZTEC DOMESTIC WATER SYSTEM S 09824016 AZTEC DOMESTIC WATER SYSTEM SW SP098240161 CLEAR WELL EFFLUENT EP 4/19/2023 103177P 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3509824 AZTEC DOMESTIC WATER SYSTEM S 09824016 AZTEC DOMESTIC WATER SYSTEM SW SP098240161 CLEAR WELL EFFLUENT EP 4/19/2023 103177P ADONA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3509824 AZTEC DOMESTIC WATER SYSTEM S 09824016 AZTEC DOMESTIC WATER SYSTEM SW SP098240161 CLEAR WELL EFFLUENT EP 4/19/2023 103177P HFPO-DA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3509824 AZTEC DOMESTIC WATER SYSTEM S 09824016 AZTEC DOMESTIC WATER SYSTEM SW SP098240161 CLEAR WELL EFFLUENT EP 4/19/2023 103177P NFDHA 0.02 µg/L EPA 533 < SE2 AM 6 NM
NM3509824 AZTEC DOMESTIC WATER SYSTEM S 09824016 AZTEC DOMESTIC WATER SYSTEM SW SP098240161 CLEAR WELL EFFLUENT EP 4/19/2023 103177P PFBA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3509824 AZTEC DOMESTIC WATER SYSTEM S 09824016 AZTEC DOMESTIC WATER SYSTEM SW SP098240161 CLEAR WELL EFFLUENT EP 4/19/2023 103177P PFBS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3509824 AZTEC DOMESTIC WATER SYSTEM S 09824016 AZTEC DOMESTIC WATER SYSTEM SW SP098240161 CLEAR WELL EFFLUENT EP 4/19/2023 103177P PFDA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3509824 AZTEC DOMESTIC WATER SYSTEM S 09824016 AZTEC DOMESTIC WATER SYSTEM SW SP098240161 CLEAR WELL EFFLUENT EP 4/19/2023 103177P PFDoA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3509824 AZTEC DOMESTIC WATER SYSTEM S 09824016 AZTEC DOMESTIC WATER SYSTEM SW SP098240161 CLEAR WELL EFFLUENT EP 4/19/2023 103177P PFEESA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3509824 AZTEC DOMESTIC WATER SYSTEM S 09824016 AZTEC DOMESTIC WATER SYSTEM SW SP098240161 CLEAR WELL EFFLUENT EP 4/19/2023 103177P PFHpA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3509824 AZTEC DOMESTIC WATER SYSTEM S 09824016 AZTEC DOMESTIC WATER SYSTEM SW SP098240161 CLEAR WELL EFFLUENT EP 4/19/2023 103177P PFHpS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3509824 AZTEC DOMESTIC WATER SYSTEM S 09824016 AZTEC DOMESTIC WATER SYSTEM SW SP098240161 CLEAR WELL EFFLUENT EP 4/19/2023 103177P PFHxA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3509824 AZTEC DOMESTIC WATER SYSTEM S 09824016 AZTEC DOMESTIC WATER SYSTEM SW SP098240161 CLEAR WELL EFFLUENT EP 4/19/2023 103177P PFHxS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3509824 AZTEC DOMESTIC WATER SYSTEM S 09824016 AZTEC DOMESTIC WATER SYSTEM SW SP098240161 CLEAR WELL EFFLUENT EP 4/19/2023 103177P PFMBA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3509824 AZTEC DOMESTIC WATER SYSTEM S 09824016 AZTEC DOMESTIC WATER SYSTEM SW SP098240161 CLEAR WELL EFFLUENT EP 4/19/2023 103177P PFMPA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3509824 AZTEC DOMESTIC WATER SYSTEM S 09824016 AZTEC DOMESTIC WATER SYSTEM SW SP098240161 CLEAR WELL EFFLUENT EP 4/19/2023 103177P PFNA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3509824 AZTEC DOMESTIC WATER SYSTEM S 09824016 AZTEC DOMESTIC WATER SYSTEM SW SP098240161 CLEAR WELL EFFLUENT EP 4/19/2023 103177P PFOA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3509824 AZTEC DOMESTIC WATER SYSTEM S 09824016 AZTEC DOMESTIC WATER SYSTEM SW SP098240161 CLEAR WELL EFFLUENT EP 4/19/2023 103177P PFOS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3509824 AZTEC DOMESTIC WATER SYSTEM S 09824016 AZTEC DOMESTIC WATER SYSTEM SW SP098240161 CLEAR WELL EFFLUENT EP 4/19/2023 103177P PFPeA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3509824 AZTEC DOMESTIC WATER SYSTEM S 09824016 AZTEC DOMESTIC WATER SYSTEM SW SP098240161 CLEAR WELL EFFLUENT EP 4/19/2023 103177P PFPeS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3509824 AZTEC DOMESTIC WATER SYSTEM S 09824016 AZTEC DOMESTIC WATER SYSTEM SW SP098240161 CLEAR WELL EFFLUENT EP 4/19/2023 103177P PFUnA 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3509824 AZTEC DOMESTIC WATER SYSTEM S 09824016 AZTEC DOMESTIC WATER SYSTEM SW SP098240161 CLEAR WELL EFFLUENT EP 4/19/2023 103177P NEtFOSAA 0.005 µg/L EPA 537.1 < SE2 AM 6 NM
NM3509824 AZTEC DOMESTIC WATER SYSTEM S 09824016 AZTEC DOMESTIC WATER SYSTEM SW SP098240161 CLEAR WELL EFFLUENT EP 4/19/2023 103177P NMeFOSAA 0.006 µg/L EPA 537.1 < SE2 AM 6 NM
NM3509824 AZTEC DOMESTIC WATER SYSTEM S 09824016 AZTEC DOMESTIC WATER SYSTEM SW SP098240161 CLEAR WELL EFFLUENT EP 4/19/2023 103177P PFTA 0.008 µg/L EPA 537.1 < SE2 AM 6 NM
NM3509824 AZTEC DOMESTIC WATER SYSTEM S 09824016 AZTEC DOMESTIC WATER SYSTEM SW SP098240161 CLEAR WELL EFFLUENT EP 4/19/2023 103177P PFTrDA 0.007 µg/L EPA 537.1 < SE2 AM 6 NM
NM3509824 AZTEC DOMESTIC WATER SYSTEM S 09824016 AZTEC DOMESTIC WATER SYSTEM SW SP098240161 CLEAR WELL EFFLUENT EP 7/11/2023 105977P lithium 9 µg/L EPA 200.7 = 12.3 SE3 AM 6 NM
NM3509824 AZTEC DOMESTIC WATER SYSTEM S 09824016 AZTEC DOMESTIC WATER SYSTEM SW SP098240161 CLEAR WELL EFFLUENT EP 7/11/2023 105977P NEtFOSAA 0.005 µg/L EPA 537.1 < SE3 AM 6 NM
NM3509824 AZTEC DOMESTIC WATER SYSTEM S 09824016 AZTEC DOMESTIC WATER SYSTEM SW SP098240161 CLEAR WELL EFFLUENT EP 7/11/2023 105977P NMeFOSAA 0.006 µg/L EPA 537.1 < SE3 AM 6 NM
NM3509824 AZTEC DOMESTIC WATER SYSTEM S 09824016 AZTEC DOMESTIC WATER SYSTEM SW SP098240161 CLEAR WELL EFFLUENT EP 7/11/2023 105977P PFTA 0.008 µg/L EPA 537.1 < SE3 AM 6 NM
NM3509824 AZTEC DOMESTIC WATER SYSTEM S 09824016 AZTEC DOMESTIC WATER SYSTEM SW SP098240161 CLEAR WELL EFFLUENT EP 7/11/2023 105977P PFTrDA 0.007 µg/L EPA 537.1 < SE3 AM 6 NM
NM3509824 AZTEC DOMESTIC WATER SYSTEM S 09824016 AZTEC DOMESTIC WATER SYSTEM SW SP098240161 CLEAR WELL EFFLUENT EP 11/7/2023 108953P lithium 9 µg/L EPA 200.7 = 58.4 SE4 AM 6 NM
NM3509824 AZTEC DOMESTIC WATER SYSTEM S 09824016 AZTEC DOMESTIC WATER SYSTEM SW SP098240161 CLEAR WELL EFFLUENT EP 11/7/2023 108493R 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE3 AM 6 NM
NM3509824 AZTEC DOMESTIC WATER SYSTEM S 09824016 AZTEC DOMESTIC WATER SYSTEM SW SP098240161 CLEAR WELL EFFLUENT EP 11/7/2023 108953P 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE4 AM 6 NM
NM3509824 AZTEC DOMESTIC WATER SYSTEM S 09824016 AZTEC DOMESTIC WATER SYSTEM SW SP098240161 CLEAR WELL EFFLUENT EP 11/7/2023 108493R 4:2 FTS 0.003 µg/L EPA 533 < SE3 AM 6 NM
NM3509824 AZTEC DOMESTIC WATER SYSTEM S 09824016 AZTEC DOMESTIC WATER SYSTEM SW SP098240161 CLEAR WELL EFFLUENT EP 11/7/2023 108953P 4:2 FTS 0.003 µg/L EPA 533 < SE4 AM 6 NM
NM3509824 AZTEC DOMESTIC WATER SYSTEM S 09824016 AZTEC DOMESTIC WATER SYSTEM SW SP098240161 CLEAR WELL EFFLUENT EP 11/7/2023 108493R 6:2 FTS 0.005 µg/L EPA 533 < SE3 AM 6 NM
NM3509824 AZTEC DOMESTIC WATER SYSTEM S 09824016 AZTEC DOMESTIC WATER SYSTEM SW SP098240161 CLEAR WELL EFFLUENT EP 11/7/2023 108953P 6:2 FTS 0.005 µg/L EPA 533 < SE4 AM 6 NM
NM3509824 AZTEC DOMESTIC WATER SYSTEM S 09824016 AZTEC DOMESTIC WATER SYSTEM SW SP098240161 CLEAR WELL EFFLUENT EP 11/7/2023 108493R 8:2 FTS 0.005 µg/L EPA 533 < SE3 AM 6 NM
NM3509824 AZTEC DOMESTIC WATER SYSTEM S 09824016 AZTEC DOMESTIC WATER SYSTEM SW SP098240161 CLEAR WELL EFFLUENT EP 11/7/2023 108953P 8:2 FTS 0.005 µg/L EPA 533 < SE4 AM 6 NM
NM3509824 AZTEC DOMESTIC WATER SYSTEM S 09824016 AZTEC DOMESTIC WATER SYSTEM SW SP098240161 CLEAR WELL EFFLUENT EP 11/7/2023 108493R 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE3 AM 6 NM
NM3509824 AZTEC DOMESTIC WATER SYSTEM S 09824016 AZTEC DOMESTIC WATER SYSTEM SW SP098240161 CLEAR WELL EFFLUENT EP 11/7/2023 108953P 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE4 AM 6 NM
NM3509824 AZTEC DOMESTIC WATER SYSTEM S 09824016 AZTEC DOMESTIC WATER SYSTEM SW SP098240161 CLEAR WELL EFFLUENT EP 11/7/2023 108493R ADONA 0.003 µg/L EPA 533 < SE3 AM 6 NM
NM3509824 AZTEC DOMESTIC WATER SYSTEM S 09824016 AZTEC DOMESTIC WATER SYSTEM SW SP098240161 CLEAR WELL EFFLUENT EP 11/7/2023 108953P ADONA 0.003 µg/L EPA 533 < SE4 AM 6 NM
NM3509824 AZTEC DOMESTIC WATER SYSTEM S 09824016 AZTEC DOMESTIC WATER SYSTEM SW SP098240161 CLEAR WELL EFFLUENT EP 11/7/2023 108493R HFPO-DA 0.005 µg/L EPA 533 < SE3 AM 6 NM
NM3509824 AZTEC DOMESTIC WATER SYSTEM S 09824016 AZTEC DOMESTIC WATER SYSTEM SW SP098240161 CLEAR WELL EFFLUENT EP 11/7/2023 108953P HFPO-DA 0.005 µg/L EPA 533 < SE4 AM 6 NM
NM3509824 AZTEC DOMESTIC WATER SYSTEM S 09824016 AZTEC DOMESTIC WATER SYSTEM SW SP098240161 CLEAR WELL EFFLUENT EP 11/7/2023 108493R NFDHA 0.02 µg/L EPA 533 < SE3 AM 6 NM
NM3509824 AZTEC DOMESTIC WATER SYSTEM S 09824016 AZTEC DOMESTIC WATER SYSTEM SW SP098240161 CLEAR WELL EFFLUENT EP 11/7/2023 108953P NFDHA 0.02 µg/L EPA 533 < SE4 AM 6 NM
NM3509824 AZTEC DOMESTIC WATER SYSTEM S 09824016 AZTEC DOMESTIC WATER SYSTEM SW SP098240161 CLEAR WELL EFFLUENT EP 11/7/2023 108493R PFBA 0.005 µg/L EPA 533 < SE3 AM 6 NM
NM3509824 AZTEC DOMESTIC WATER SYSTEM S 09824016 AZTEC DOMESTIC WATER SYSTEM SW SP098240161 CLEAR WELL EFFLUENT EP 11/7/2023 108953P PFBA 0.005 µg/L EPA 533 < SE4 AM 6 NM
NM3509824 AZTEC DOMESTIC WATER SYSTEM S 09824016 AZTEC DOMESTIC WATER SYSTEM SW SP098240161 CLEAR WELL EFFLUENT EP 11/7/2023 108493R PFBS 0.003 µg/L EPA 533 < SE3 AM 6 NM
NM3509824 AZTEC DOMESTIC WATER SYSTEM S 09824016 AZTEC DOMESTIC WATER SYSTEM SW SP098240161 CLEAR WELL EFFLUENT EP 11/7/2023 108953P PFBS 0.003 µg/L EPA 533 < SE4 AM 6 NM
NM3509824 AZTEC DOMESTIC WATER SYSTEM S 09824016 AZTEC DOMESTIC WATER SYSTEM SW SP098240161 CLEAR WELL EFFLUENT EP 11/7/2023 108493R PFDA 0.003 µg/L EPA 533 < SE3 AM 6 NM
NM3509824 AZTEC DOMESTIC WATER SYSTEM S 09824016 AZTEC DOMESTIC WATER SYSTEM SW SP098240161 CLEAR WELL EFFLUENT EP 11/7/2023 108953P PFDA 0.003 µg/L EPA 533 < SE4 AM 6 NM
NM3509824 AZTEC DOMESTIC WATER SYSTEM S 09824016 AZTEC DOMESTIC WATER SYSTEM SW SP098240161 CLEAR WELL EFFLUENT EP 11/7/2023 108493R PFDoA 0.003 µg/L EPA 533 < SE3 AM 6 NM
NM3509824 AZTEC DOMESTIC WATER SYSTEM S 09824016 AZTEC DOMESTIC WATER SYSTEM SW SP098240161 CLEAR WELL EFFLUENT EP 11/7/2023 108953P PFDoA 0.003 µg/L EPA 533 < SE4 AM 6 NM
NM3509824 AZTEC DOMESTIC WATER SYSTEM S 09824016 AZTEC DOMESTIC WATER SYSTEM SW SP098240161 CLEAR WELL EFFLUENT EP 11/7/2023 108493R PFEESA 0.003 µg/L EPA 533 < SE3 AM 6 NM
NM3509824 AZTEC DOMESTIC WATER SYSTEM S 09824016 AZTEC DOMESTIC WATER SYSTEM SW SP098240161 CLEAR WELL EFFLUENT EP 11/7/2023 108953P PFEESA 0.003 µg/L EPA 533 < SE4 AM 6 NM
NM3509824 AZTEC DOMESTIC WATER SYSTEM S 09824016 AZTEC DOMESTIC WATER SYSTEM SW SP098240161 CLEAR WELL EFFLUENT EP 11/7/2023 108493R PFHpA 0.003 µg/L EPA 533 < SE3 AM 6 NM
NM3509824 AZTEC DOMESTIC WATER SYSTEM S 09824016 AZTEC DOMESTIC WATER SYSTEM SW SP098240161 CLEAR WELL EFFLUENT EP 11/7/2023 108953P PFHpA 0.003 µg/L EPA 533 < SE4 AM 6 NM
NM3509824 AZTEC DOMESTIC WATER SYSTEM S 09824016 AZTEC DOMESTIC WATER SYSTEM SW SP098240161 CLEAR WELL EFFLUENT EP 11/7/2023 108493R PFHpS 0.003 µg/L EPA 533 < SE3 AM 6 NM
NM3509824 AZTEC DOMESTIC WATER SYSTEM S 09824016 AZTEC DOMESTIC WATER SYSTEM SW SP098240161 CLEAR WELL EFFLUENT EP 11/7/2023 108953P PFHpS 0.003 µg/L EPA 533 < SE4 AM 6 NM
NM3509824 AZTEC DOMESTIC WATER SYSTEM S 09824016 AZTEC DOMESTIC WATER SYSTEM SW SP098240161 CLEAR WELL EFFLUENT EP 11/7/2023 108493R PFHxA 0.003 µg/L EPA 533 < SE3 AM 6 NM
NM3509824 AZTEC DOMESTIC WATER SYSTEM S 09824016 AZTEC DOMESTIC WATER SYSTEM SW SP098240161 CLEAR WELL EFFLUENT EP 11/7/2023 108953P PFHxA 0.003 µg/L EPA 533 < SE4 AM 6 NM
NM3509824 AZTEC DOMESTIC WATER SYSTEM S 09824016 AZTEC DOMESTIC WATER SYSTEM SW SP098240161 CLEAR WELL EFFLUENT EP 11/7/2023 108493R PFHxS 0.003 µg/L EPA 533 < SE3 AM 6 NM
NM3509824 AZTEC DOMESTIC WATER SYSTEM S 09824016 AZTEC DOMESTIC WATER SYSTEM SW SP098240161 CLEAR WELL EFFLUENT EP 11/7/2023 108953P PFHxS 0.003 µg/L EPA 533 < SE4 AM 6 NM
NM3509824 AZTEC DOMESTIC WATER SYSTEM S 09824016 AZTEC DOMESTIC WATER SYSTEM SW SP098240161 CLEAR WELL EFFLUENT EP 11/7/2023 108493R PFMBA 0.003 µg/L EPA 533 < SE3 AM 6 NM
NM3509824 AZTEC DOMESTIC WATER SYSTEM S 09824016 AZTEC DOMESTIC WATER SYSTEM SW SP098240161 CLEAR WELL EFFLUENT EP 11/7/2023 108953P PFMBA 0.003 µg/L EPA 533 < SE4 AM 6 NM
NM3509824 AZTEC DOMESTIC WATER SYSTEM S 09824016 AZTEC DOMESTIC WATER SYSTEM SW SP098240161 CLEAR WELL EFFLUENT EP 11/7/2023 108493R PFMPA 0.004 µg/L EPA 533 < SE3 AM 6 NM
NM3509824 AZTEC DOMESTIC WATER SYSTEM S 09824016 AZTEC DOMESTIC WATER SYSTEM SW SP098240161 CLEAR WELL EFFLUENT EP 11/7/2023 108953P PFMPA 0.004 µg/L EPA 533 < SE4 AM 6 NM
NM3509824 AZTEC DOMESTIC WATER SYSTEM S 09824016 AZTEC DOMESTIC WATER SYSTEM SW SP098240161 CLEAR WELL EFFLUENT EP 11/7/2023 108493R PFNA 0.004 µg/L EPA 533 < SE3 AM 6 NM
NM3509824 AZTEC DOMESTIC WATER SYSTEM S 09824016 AZTEC DOMESTIC WATER SYSTEM SW SP098240161 CLEAR WELL EFFLUENT EP 11/7/2023 108953P PFNA 0.004 µg/L EPA 533 < SE4 AM 6 NM
NM3509824 AZTEC DOMESTIC WATER SYSTEM S 09824016 AZTEC DOMESTIC WATER SYSTEM SW SP098240161 CLEAR WELL EFFLUENT EP 11/7/2023 108493R PFOA 0.004 µg/L EPA 533 < SE3 AM 6 NM



PWSID PWSName Size FacilityID FacilityName FacilityWaterType SamplePointID SamplePointName SamplePointType AssociatedFacilityID AssociatedSamplePointID CollectionDate SampleID Contaminant MRL Units MethodID AnalyticalResultsSign AnalyticalResultValue SampleEventCode MonitoringRequirement Region State
NM3509824 AZTEC DOMESTIC WATER SYSTEM S 09824016 AZTEC DOMESTIC WATER SYSTEM SW SP098240161 CLEAR WELL EFFLUENT EP 11/7/2023 108953P PFOA 0.004 µg/L EPA 533 < SE4 AM 6 NM
NM3509824 AZTEC DOMESTIC WATER SYSTEM S 09824016 AZTEC DOMESTIC WATER SYSTEM SW SP098240161 CLEAR WELL EFFLUENT EP 11/7/2023 108493R PFOS 0.004 µg/L EPA 533 < SE3 AM 6 NM
NM3509824 AZTEC DOMESTIC WATER SYSTEM S 09824016 AZTEC DOMESTIC WATER SYSTEM SW SP098240161 CLEAR WELL EFFLUENT EP 11/7/2023 108953P PFOS 0.004 µg/L EPA 533 < SE4 AM 6 NM
NM3509824 AZTEC DOMESTIC WATER SYSTEM S 09824016 AZTEC DOMESTIC WATER SYSTEM SW SP098240161 CLEAR WELL EFFLUENT EP 11/7/2023 108493R PFPeA 0.003 µg/L EPA 533 < SE3 AM 6 NM
NM3509824 AZTEC DOMESTIC WATER SYSTEM S 09824016 AZTEC DOMESTIC WATER SYSTEM SW SP098240161 CLEAR WELL EFFLUENT EP 11/7/2023 108953P PFPeA 0.003 µg/L EPA 533 < SE4 AM 6 NM
NM3509824 AZTEC DOMESTIC WATER SYSTEM S 09824016 AZTEC DOMESTIC WATER SYSTEM SW SP098240161 CLEAR WELL EFFLUENT EP 11/7/2023 108493R PFPeS 0.004 µg/L EPA 533 < SE3 AM 6 NM
NM3509824 AZTEC DOMESTIC WATER SYSTEM S 09824016 AZTEC DOMESTIC WATER SYSTEM SW SP098240161 CLEAR WELL EFFLUENT EP 11/7/2023 108953P PFPeS 0.004 µg/L EPA 533 < SE4 AM 6 NM
NM3509824 AZTEC DOMESTIC WATER SYSTEM S 09824016 AZTEC DOMESTIC WATER SYSTEM SW SP098240161 CLEAR WELL EFFLUENT EP 11/7/2023 108493R PFUnA 0.002 µg/L EPA 533 < SE3 AM 6 NM
NM3509824 AZTEC DOMESTIC WATER SYSTEM S 09824016 AZTEC DOMESTIC WATER SYSTEM SW SP098240161 CLEAR WELL EFFLUENT EP 11/7/2023 108953P PFUnA 0.002 µg/L EPA 533 < SE4 AM 6 NM
NM3509824 AZTEC DOMESTIC WATER SYSTEM S 09824016 AZTEC DOMESTIC WATER SYSTEM SW SP098240161 CLEAR WELL EFFLUENT EP 11/7/2023 108953P NEtFOSAA 0.005 µg/L EPA 537.1 < SE4 AM 6 NM
NM3509824 AZTEC DOMESTIC WATER SYSTEM S 09824016 AZTEC DOMESTIC WATER SYSTEM SW SP098240161 CLEAR WELL EFFLUENT EP 11/7/2023 108953P NMeFOSAA 0.006 µg/L EPA 537.1 < SE4 AM 6 NM
NM3509824 AZTEC DOMESTIC WATER SYSTEM S 09824016 AZTEC DOMESTIC WATER SYSTEM SW SP098240161 CLEAR WELL EFFLUENT EP 11/7/2023 108953P PFTA 0.008 µg/L EPA 537.1 < SE4 AM 6 NM
NM3509824 AZTEC DOMESTIC WATER SYSTEM S 09824016 AZTEC DOMESTIC WATER SYSTEM SW SP098240161 CLEAR WELL EFFLUENT EP 11/7/2023 108953P PFTrDA 0.007 µg/L EPA 537.1 < SE4 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903007 BERRENDO COOPERATIVE WUA GW SP529030071 SAMP STA #1 (WELL 1&2 ) EP 7/18/2023 105172P lithium 9 µg/L EPA 200.7 < SE1 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903008 BERRENDO COOPERATIVE WUA GW SP529030081 SAMP STA #2 (WELL #4) EP 7/18/2023 105173P lithium 9 µg/L EPA 200.7 < SE1 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903022 BERRENDO COOPERATIVE WUA GW SP529030221 TREATMENT PLANT #5 (WELL #6) EP 7/18/2023 105174P lithium 9 µg/L EPA 200.7 < SE1 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903007 BERRENDO COOPERATIVE WUA GW SP529030071 SAMP STA #1 (WELL 1&2 ) EP 7/18/2023 105172P 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903008 BERRENDO COOPERATIVE WUA GW SP529030081 SAMP STA #2 (WELL #4) EP 7/18/2023 105173P 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903022 BERRENDO COOPERATIVE WUA GW SP529030221 TREATMENT PLANT #5 (WELL #6) EP 7/18/2023 105174P 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903007 BERRENDO COOPERATIVE WUA GW SP529030071 SAMP STA #1 (WELL 1&2 ) EP 7/18/2023 105172P 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903008 BERRENDO COOPERATIVE WUA GW SP529030081 SAMP STA #2 (WELL #4) EP 7/18/2023 105173P 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903022 BERRENDO COOPERATIVE WUA GW SP529030221 TREATMENT PLANT #5 (WELL #6) EP 7/18/2023 105174P 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903007 BERRENDO COOPERATIVE WUA GW SP529030071 SAMP STA #1 (WELL 1&2 ) EP 7/18/2023 105172P 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903008 BERRENDO COOPERATIVE WUA GW SP529030081 SAMP STA #2 (WELL #4) EP 7/18/2023 105173P 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903022 BERRENDO COOPERATIVE WUA GW SP529030221 TREATMENT PLANT #5 (WELL #6) EP 7/18/2023 105174P 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903007 BERRENDO COOPERATIVE WUA GW SP529030071 SAMP STA #1 (WELL 1&2 ) EP 7/18/2023 105172P 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903008 BERRENDO COOPERATIVE WUA GW SP529030081 SAMP STA #2 (WELL #4) EP 7/18/2023 105173P 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903022 BERRENDO COOPERATIVE WUA GW SP529030221 TREATMENT PLANT #5 (WELL #6) EP 7/18/2023 105174P 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903007 BERRENDO COOPERATIVE WUA GW SP529030071 SAMP STA #1 (WELL 1&2 ) EP 7/18/2023 105172P 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903008 BERRENDO COOPERATIVE WUA GW SP529030081 SAMP STA #2 (WELL #4) EP 7/18/2023 105173P 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903022 BERRENDO COOPERATIVE WUA GW SP529030221 TREATMENT PLANT #5 (WELL #6) EP 7/18/2023 105174P 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903007 BERRENDO COOPERATIVE WUA GW SP529030071 SAMP STA #1 (WELL 1&2 ) EP 7/18/2023 105172P ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903008 BERRENDO COOPERATIVE WUA GW SP529030081 SAMP STA #2 (WELL #4) EP 7/18/2023 105173P ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903022 BERRENDO COOPERATIVE WUA GW SP529030221 TREATMENT PLANT #5 (WELL #6) EP 7/18/2023 105174P ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903007 BERRENDO COOPERATIVE WUA GW SP529030071 SAMP STA #1 (WELL 1&2 ) EP 7/18/2023 105172P HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903008 BERRENDO COOPERATIVE WUA GW SP529030081 SAMP STA #2 (WELL #4) EP 7/18/2023 105173P HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903022 BERRENDO COOPERATIVE WUA GW SP529030221 TREATMENT PLANT #5 (WELL #6) EP 7/18/2023 105174P HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903007 BERRENDO COOPERATIVE WUA GW SP529030071 SAMP STA #1 (WELL 1&2 ) EP 7/18/2023 105172P NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903008 BERRENDO COOPERATIVE WUA GW SP529030081 SAMP STA #2 (WELL #4) EP 7/18/2023 105173P NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903022 BERRENDO COOPERATIVE WUA GW SP529030221 TREATMENT PLANT #5 (WELL #6) EP 7/18/2023 105174P NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903007 BERRENDO COOPERATIVE WUA GW SP529030071 SAMP STA #1 (WELL 1&2 ) EP 7/18/2023 105172P PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903008 BERRENDO COOPERATIVE WUA GW SP529030081 SAMP STA #2 (WELL #4) EP 7/18/2023 105173P PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903022 BERRENDO COOPERATIVE WUA GW SP529030221 TREATMENT PLANT #5 (WELL #6) EP 7/18/2023 105174P PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903007 BERRENDO COOPERATIVE WUA GW SP529030071 SAMP STA #1 (WELL 1&2 ) EP 7/18/2023 105172P PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903008 BERRENDO COOPERATIVE WUA GW SP529030081 SAMP STA #2 (WELL #4) EP 7/18/2023 105173P PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903022 BERRENDO COOPERATIVE WUA GW SP529030221 TREATMENT PLANT #5 (WELL #6) EP 7/18/2023 105174P PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903007 BERRENDO COOPERATIVE WUA GW SP529030071 SAMP STA #1 (WELL 1&2 ) EP 7/18/2023 105172P PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903008 BERRENDO COOPERATIVE WUA GW SP529030081 SAMP STA #2 (WELL #4) EP 7/18/2023 105173P PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903022 BERRENDO COOPERATIVE WUA GW SP529030221 TREATMENT PLANT #5 (WELL #6) EP 7/18/2023 105174P PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903007 BERRENDO COOPERATIVE WUA GW SP529030071 SAMP STA #1 (WELL 1&2 ) EP 7/18/2023 105172P PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903008 BERRENDO COOPERATIVE WUA GW SP529030081 SAMP STA #2 (WELL #4) EP 7/18/2023 105173P PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903022 BERRENDO COOPERATIVE WUA GW SP529030221 TREATMENT PLANT #5 (WELL #6) EP 7/18/2023 105174P PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903007 BERRENDO COOPERATIVE WUA GW SP529030071 SAMP STA #1 (WELL 1&2 ) EP 7/18/2023 105172P PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903008 BERRENDO COOPERATIVE WUA GW SP529030081 SAMP STA #2 (WELL #4) EP 7/18/2023 105173P PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903022 BERRENDO COOPERATIVE WUA GW SP529030221 TREATMENT PLANT #5 (WELL #6) EP 7/18/2023 105174P PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903007 BERRENDO COOPERATIVE WUA GW SP529030071 SAMP STA #1 (WELL 1&2 ) EP 7/18/2023 105172P PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903008 BERRENDO COOPERATIVE WUA GW SP529030081 SAMP STA #2 (WELL #4) EP 7/18/2023 105173P PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903022 BERRENDO COOPERATIVE WUA GW SP529030221 TREATMENT PLANT #5 (WELL #6) EP 7/18/2023 105174P PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903007 BERRENDO COOPERATIVE WUA GW SP529030071 SAMP STA #1 (WELL 1&2 ) EP 7/18/2023 105172P PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903008 BERRENDO COOPERATIVE WUA GW SP529030081 SAMP STA #2 (WELL #4) EP 7/18/2023 105173P PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903022 BERRENDO COOPERATIVE WUA GW SP529030221 TREATMENT PLANT #5 (WELL #6) EP 7/18/2023 105174P PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903007 BERRENDO COOPERATIVE WUA GW SP529030071 SAMP STA #1 (WELL 1&2 ) EP 7/18/2023 105172P PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903008 BERRENDO COOPERATIVE WUA GW SP529030081 SAMP STA #2 (WELL #4) EP 7/18/2023 105173P PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903022 BERRENDO COOPERATIVE WUA GW SP529030221 TREATMENT PLANT #5 (WELL #6) EP 7/18/2023 105174P PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903007 BERRENDO COOPERATIVE WUA GW SP529030071 SAMP STA #1 (WELL 1&2 ) EP 7/18/2023 105172P PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903008 BERRENDO COOPERATIVE WUA GW SP529030081 SAMP STA #2 (WELL #4) EP 7/18/2023 105173P PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903022 BERRENDO COOPERATIVE WUA GW SP529030221 TREATMENT PLANT #5 (WELL #6) EP 7/18/2023 105174P PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903007 BERRENDO COOPERATIVE WUA GW SP529030071 SAMP STA #1 (WELL 1&2 ) EP 7/18/2023 105172P PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903008 BERRENDO COOPERATIVE WUA GW SP529030081 SAMP STA #2 (WELL #4) EP 7/18/2023 105173P PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903022 BERRENDO COOPERATIVE WUA GW SP529030221 TREATMENT PLANT #5 (WELL #6) EP 7/18/2023 105174P PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903007 BERRENDO COOPERATIVE WUA GW SP529030071 SAMP STA #1 (WELL 1&2 ) EP 7/18/2023 105172P PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903008 BERRENDO COOPERATIVE WUA GW SP529030081 SAMP STA #2 (WELL #4) EP 7/18/2023 105173P PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903022 BERRENDO COOPERATIVE WUA GW SP529030221 TREATMENT PLANT #5 (WELL #6) EP 7/18/2023 105174P PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903007 BERRENDO COOPERATIVE WUA GW SP529030071 SAMP STA #1 (WELL 1&2 ) EP 7/18/2023 105172P PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903008 BERRENDO COOPERATIVE WUA GW SP529030081 SAMP STA #2 (WELL #4) EP 7/18/2023 105173P PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903022 BERRENDO COOPERATIVE WUA GW SP529030221 TREATMENT PLANT #5 (WELL #6) EP 7/18/2023 105174P PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903007 BERRENDO COOPERATIVE WUA GW SP529030071 SAMP STA #1 (WELL 1&2 ) EP 7/18/2023 105172P PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903008 BERRENDO COOPERATIVE WUA GW SP529030081 SAMP STA #2 (WELL #4) EP 7/18/2023 105173P PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903022 BERRENDO COOPERATIVE WUA GW SP529030221 TREATMENT PLANT #5 (WELL #6) EP 7/18/2023 105174P PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903007 BERRENDO COOPERATIVE WUA GW SP529030071 SAMP STA #1 (WELL 1&2 ) EP 7/18/2023 105172P PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903008 BERRENDO COOPERATIVE WUA GW SP529030081 SAMP STA #2 (WELL #4) EP 7/18/2023 105173P PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903022 BERRENDO COOPERATIVE WUA GW SP529030221 TREATMENT PLANT #5 (WELL #6) EP 7/18/2023 105174P PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903007 BERRENDO COOPERATIVE WUA GW SP529030071 SAMP STA #1 (WELL 1&2 ) EP 7/18/2023 105172P PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903008 BERRENDO COOPERATIVE WUA GW SP529030081 SAMP STA #2 (WELL #4) EP 7/18/2023 105173P PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903022 BERRENDO COOPERATIVE WUA GW SP529030221 TREATMENT PLANT #5 (WELL #6) EP 7/18/2023 105174P PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903007 BERRENDO COOPERATIVE WUA GW SP529030071 SAMP STA #1 (WELL 1&2 ) EP 7/18/2023 105172P PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903008 BERRENDO COOPERATIVE WUA GW SP529030081 SAMP STA #2 (WELL #4) EP 7/18/2023 105173P PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903022 BERRENDO COOPERATIVE WUA GW SP529030221 TREATMENT PLANT #5 (WELL #6) EP 7/18/2023 105174P PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903007 BERRENDO COOPERATIVE WUA GW SP529030071 SAMP STA #1 (WELL 1&2 ) EP 7/18/2023 105172P PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903008 BERRENDO COOPERATIVE WUA GW SP529030081 SAMP STA #2 (WELL #4) EP 7/18/2023 105173P PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903022 BERRENDO COOPERATIVE WUA GW SP529030221 TREATMENT PLANT #5 (WELL #6) EP 7/18/2023 105174P PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903007 BERRENDO COOPERATIVE WUA GW SP529030071 SAMP STA #1 (WELL 1&2 ) EP 7/18/2023 105172P NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903008 BERRENDO COOPERATIVE WUA GW SP529030081 SAMP STA #2 (WELL #4) EP 7/18/2023 105173P NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903022 BERRENDO COOPERATIVE WUA GW SP529030221 TREATMENT PLANT #5 (WELL #6) EP 7/18/2023 105174P NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903007 BERRENDO COOPERATIVE WUA GW SP529030071 SAMP STA #1 (WELL 1&2 ) EP 7/18/2023 105172P NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903008 BERRENDO COOPERATIVE WUA GW SP529030081 SAMP STA #2 (WELL #4) EP 7/18/2023 105173P NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903022 BERRENDO COOPERATIVE WUA GW SP529030221 TREATMENT PLANT #5 (WELL #6) EP 7/18/2023 105174P NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903007 BERRENDO COOPERATIVE WUA GW SP529030071 SAMP STA #1 (WELL 1&2 ) EP 7/18/2023 105172P PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903008 BERRENDO COOPERATIVE WUA GW SP529030081 SAMP STA #2 (WELL #4) EP 7/18/2023 105173P PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903022 BERRENDO COOPERATIVE WUA GW SP529030221 TREATMENT PLANT #5 (WELL #6) EP 7/18/2023 105174P PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903007 BERRENDO COOPERATIVE WUA GW SP529030071 SAMP STA #1 (WELL 1&2 ) EP 7/18/2023 105172P PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903008 BERRENDO COOPERATIVE WUA GW SP529030081 SAMP STA #2 (WELL #4) EP 7/18/2023 105173P PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903022 BERRENDO COOPERATIVE WUA GW SP529030221 TREATMENT PLANT #5 (WELL #6) EP 7/18/2023 105174P PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903007 BERRENDO COOPERATIVE WUA GW SP529030071 SAMP STA #1 (WELL 1&2 ) EP 12/6/2023 110793P lithium 9 µg/L EPA 200.7 = 30.9 SE2 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903008 BERRENDO COOPERATIVE WUA GW SP529030081 SAMP STA #2 (WELL #4) EP 12/6/2023 110794P lithium 9 µg/L EPA 200.7 = 12 SE2 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903022 BERRENDO COOPERATIVE WUA GW SP529030221 TREATMENT PLANT #5 (WELL #6) EP 12/6/2023 110795P lithium 9 µg/L EPA 200.7 = 19.8 SE2 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903007 BERRENDO COOPERATIVE WUA GW SP529030071 SAMP STA #1 (WELL 1&2 ) EP 12/6/2023 110793P 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903008 BERRENDO COOPERATIVE WUA GW SP529030081 SAMP STA #2 (WELL #4) EP 12/6/2023 110794P 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903022 BERRENDO COOPERATIVE WUA GW SP529030221 TREATMENT PLANT #5 (WELL #6) EP 12/6/2023 110795P 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903007 BERRENDO COOPERATIVE WUA GW SP529030071 SAMP STA #1 (WELL 1&2 ) EP 12/6/2023 110793P 4:2 FTS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903008 BERRENDO COOPERATIVE WUA GW SP529030081 SAMP STA #2 (WELL #4) EP 12/6/2023 110794P 4:2 FTS 0.003 µg/L EPA 533 < SE2 AM 6 NM



PWSID PWSName Size FacilityID FacilityName FacilityWaterType SamplePointID SamplePointName SamplePointType AssociatedFacilityID AssociatedSamplePointID CollectionDate SampleID Contaminant MRL Units MethodID AnalyticalResultsSign AnalyticalResultValue SampleEventCode MonitoringRequirement Region State
NM3552903 BERRENDO COOPERATIVE WUA S 52903022 BERRENDO COOPERATIVE WUA GW SP529030221 TREATMENT PLANT #5 (WELL #6) EP 12/6/2023 110795P 4:2 FTS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903007 BERRENDO COOPERATIVE WUA GW SP529030071 SAMP STA #1 (WELL 1&2 ) EP 12/6/2023 110793P 6:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903008 BERRENDO COOPERATIVE WUA GW SP529030081 SAMP STA #2 (WELL #4) EP 12/6/2023 110794P 6:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903022 BERRENDO COOPERATIVE WUA GW SP529030221 TREATMENT PLANT #5 (WELL #6) EP 12/6/2023 110795P 6:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903007 BERRENDO COOPERATIVE WUA GW SP529030071 SAMP STA #1 (WELL 1&2 ) EP 12/6/2023 110793P 8:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903008 BERRENDO COOPERATIVE WUA GW SP529030081 SAMP STA #2 (WELL #4) EP 12/6/2023 110794P 8:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903022 BERRENDO COOPERATIVE WUA GW SP529030221 TREATMENT PLANT #5 (WELL #6) EP 12/6/2023 110795P 8:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903007 BERRENDO COOPERATIVE WUA GW SP529030071 SAMP STA #1 (WELL 1&2 ) EP 12/6/2023 110793P 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903008 BERRENDO COOPERATIVE WUA GW SP529030081 SAMP STA #2 (WELL #4) EP 12/6/2023 110794P 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903022 BERRENDO COOPERATIVE WUA GW SP529030221 TREATMENT PLANT #5 (WELL #6) EP 12/6/2023 110795P 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903007 BERRENDO COOPERATIVE WUA GW SP529030071 SAMP STA #1 (WELL 1&2 ) EP 12/6/2023 110793P ADONA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903008 BERRENDO COOPERATIVE WUA GW SP529030081 SAMP STA #2 (WELL #4) EP 12/6/2023 110794P ADONA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903022 BERRENDO COOPERATIVE WUA GW SP529030221 TREATMENT PLANT #5 (WELL #6) EP 12/6/2023 110795P ADONA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903007 BERRENDO COOPERATIVE WUA GW SP529030071 SAMP STA #1 (WELL 1&2 ) EP 12/6/2023 110793P HFPO-DA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903008 BERRENDO COOPERATIVE WUA GW SP529030081 SAMP STA #2 (WELL #4) EP 12/6/2023 110794P HFPO-DA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903022 BERRENDO COOPERATIVE WUA GW SP529030221 TREATMENT PLANT #5 (WELL #6) EP 12/6/2023 110795P HFPO-DA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903007 BERRENDO COOPERATIVE WUA GW SP529030071 SAMP STA #1 (WELL 1&2 ) EP 12/6/2023 110793P NFDHA 0.02 µg/L EPA 533 < SE2 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903008 BERRENDO COOPERATIVE WUA GW SP529030081 SAMP STA #2 (WELL #4) EP 12/6/2023 110794P NFDHA 0.02 µg/L EPA 533 < SE2 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903022 BERRENDO COOPERATIVE WUA GW SP529030221 TREATMENT PLANT #5 (WELL #6) EP 12/6/2023 110795P NFDHA 0.02 µg/L EPA 533 < SE2 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903007 BERRENDO COOPERATIVE WUA GW SP529030071 SAMP STA #1 (WELL 1&2 ) EP 12/6/2023 110793P PFBA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903008 BERRENDO COOPERATIVE WUA GW SP529030081 SAMP STA #2 (WELL #4) EP 12/6/2023 110794P PFBA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903022 BERRENDO COOPERATIVE WUA GW SP529030221 TREATMENT PLANT #5 (WELL #6) EP 12/6/2023 110795P PFBA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903007 BERRENDO COOPERATIVE WUA GW SP529030071 SAMP STA #1 (WELL 1&2 ) EP 12/6/2023 110793P PFBS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903008 BERRENDO COOPERATIVE WUA GW SP529030081 SAMP STA #2 (WELL #4) EP 12/6/2023 110794P PFBS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903022 BERRENDO COOPERATIVE WUA GW SP529030221 TREATMENT PLANT #5 (WELL #6) EP 12/6/2023 110795P PFBS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903007 BERRENDO COOPERATIVE WUA GW SP529030071 SAMP STA #1 (WELL 1&2 ) EP 12/6/2023 110793P PFDA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903008 BERRENDO COOPERATIVE WUA GW SP529030081 SAMP STA #2 (WELL #4) EP 12/6/2023 110794P PFDA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903022 BERRENDO COOPERATIVE WUA GW SP529030221 TREATMENT PLANT #5 (WELL #6) EP 12/6/2023 110795P PFDA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903007 BERRENDO COOPERATIVE WUA GW SP529030071 SAMP STA #1 (WELL 1&2 ) EP 12/6/2023 110793P PFDoA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903008 BERRENDO COOPERATIVE WUA GW SP529030081 SAMP STA #2 (WELL #4) EP 12/6/2023 110794P PFDoA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903022 BERRENDO COOPERATIVE WUA GW SP529030221 TREATMENT PLANT #5 (WELL #6) EP 12/6/2023 110795P PFDoA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903007 BERRENDO COOPERATIVE WUA GW SP529030071 SAMP STA #1 (WELL 1&2 ) EP 12/6/2023 110793P PFEESA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903008 BERRENDO COOPERATIVE WUA GW SP529030081 SAMP STA #2 (WELL #4) EP 12/6/2023 110794P PFEESA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903022 BERRENDO COOPERATIVE WUA GW SP529030221 TREATMENT PLANT #5 (WELL #6) EP 12/6/2023 110795P PFEESA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903007 BERRENDO COOPERATIVE WUA GW SP529030071 SAMP STA #1 (WELL 1&2 ) EP 12/6/2023 110793P PFHpA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903008 BERRENDO COOPERATIVE WUA GW SP529030081 SAMP STA #2 (WELL #4) EP 12/6/2023 110794P PFHpA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903022 BERRENDO COOPERATIVE WUA GW SP529030221 TREATMENT PLANT #5 (WELL #6) EP 12/6/2023 110795P PFHpA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903007 BERRENDO COOPERATIVE WUA GW SP529030071 SAMP STA #1 (WELL 1&2 ) EP 12/6/2023 110793P PFHpS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903008 BERRENDO COOPERATIVE WUA GW SP529030081 SAMP STA #2 (WELL #4) EP 12/6/2023 110794P PFHpS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903022 BERRENDO COOPERATIVE WUA GW SP529030221 TREATMENT PLANT #5 (WELL #6) EP 12/6/2023 110795P PFHpS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903007 BERRENDO COOPERATIVE WUA GW SP529030071 SAMP STA #1 (WELL 1&2 ) EP 12/6/2023 110793P PFHxA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903008 BERRENDO COOPERATIVE WUA GW SP529030081 SAMP STA #2 (WELL #4) EP 12/6/2023 110794P PFHxA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903022 BERRENDO COOPERATIVE WUA GW SP529030221 TREATMENT PLANT #5 (WELL #6) EP 12/6/2023 110795P PFHxA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903007 BERRENDO COOPERATIVE WUA GW SP529030071 SAMP STA #1 (WELL 1&2 ) EP 12/6/2023 110793P PFHxS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903008 BERRENDO COOPERATIVE WUA GW SP529030081 SAMP STA #2 (WELL #4) EP 12/6/2023 110794P PFHxS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903022 BERRENDO COOPERATIVE WUA GW SP529030221 TREATMENT PLANT #5 (WELL #6) EP 12/6/2023 110795P PFHxS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903007 BERRENDO COOPERATIVE WUA GW SP529030071 SAMP STA #1 (WELL 1&2 ) EP 12/6/2023 110793P PFMBA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903008 BERRENDO COOPERATIVE WUA GW SP529030081 SAMP STA #2 (WELL #4) EP 12/6/2023 110794P PFMBA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903022 BERRENDO COOPERATIVE WUA GW SP529030221 TREATMENT PLANT #5 (WELL #6) EP 12/6/2023 110795P PFMBA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903007 BERRENDO COOPERATIVE WUA GW SP529030071 SAMP STA #1 (WELL 1&2 ) EP 12/6/2023 110793P PFMPA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903008 BERRENDO COOPERATIVE WUA GW SP529030081 SAMP STA #2 (WELL #4) EP 12/6/2023 110794P PFMPA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903022 BERRENDO COOPERATIVE WUA GW SP529030221 TREATMENT PLANT #5 (WELL #6) EP 12/6/2023 110795P PFMPA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903007 BERRENDO COOPERATIVE WUA GW SP529030071 SAMP STA #1 (WELL 1&2 ) EP 12/6/2023 110793P PFNA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903008 BERRENDO COOPERATIVE WUA GW SP529030081 SAMP STA #2 (WELL #4) EP 12/6/2023 110794P PFNA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903022 BERRENDO COOPERATIVE WUA GW SP529030221 TREATMENT PLANT #5 (WELL #6) EP 12/6/2023 110795P PFNA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903007 BERRENDO COOPERATIVE WUA GW SP529030071 SAMP STA #1 (WELL 1&2 ) EP 12/6/2023 110793P PFOA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903008 BERRENDO COOPERATIVE WUA GW SP529030081 SAMP STA #2 (WELL #4) EP 12/6/2023 110794P PFOA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903022 BERRENDO COOPERATIVE WUA GW SP529030221 TREATMENT PLANT #5 (WELL #6) EP 12/6/2023 110795P PFOA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903007 BERRENDO COOPERATIVE WUA GW SP529030071 SAMP STA #1 (WELL 1&2 ) EP 12/6/2023 110793P PFOS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903008 BERRENDO COOPERATIVE WUA GW SP529030081 SAMP STA #2 (WELL #4) EP 12/6/2023 110794P PFOS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903022 BERRENDO COOPERATIVE WUA GW SP529030221 TREATMENT PLANT #5 (WELL #6) EP 12/6/2023 110795P PFOS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903007 BERRENDO COOPERATIVE WUA GW SP529030071 SAMP STA #1 (WELL 1&2 ) EP 12/6/2023 110793P PFPeA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903008 BERRENDO COOPERATIVE WUA GW SP529030081 SAMP STA #2 (WELL #4) EP 12/6/2023 110794P PFPeA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903022 BERRENDO COOPERATIVE WUA GW SP529030221 TREATMENT PLANT #5 (WELL #6) EP 12/6/2023 110795P PFPeA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903007 BERRENDO COOPERATIVE WUA GW SP529030071 SAMP STA #1 (WELL 1&2 ) EP 12/6/2023 110793P PFPeS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903008 BERRENDO COOPERATIVE WUA GW SP529030081 SAMP STA #2 (WELL #4) EP 12/6/2023 110794P PFPeS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903022 BERRENDO COOPERATIVE WUA GW SP529030221 TREATMENT PLANT #5 (WELL #6) EP 12/6/2023 110795P PFPeS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903007 BERRENDO COOPERATIVE WUA GW SP529030071 SAMP STA #1 (WELL 1&2 ) EP 12/6/2023 110793P PFUnA 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903008 BERRENDO COOPERATIVE WUA GW SP529030081 SAMP STA #2 (WELL #4) EP 12/6/2023 110794P PFUnA 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903022 BERRENDO COOPERATIVE WUA GW SP529030221 TREATMENT PLANT #5 (WELL #6) EP 12/6/2023 110795P PFUnA 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903007 BERRENDO COOPERATIVE WUA GW SP529030071 SAMP STA #1 (WELL 1&2 ) EP 12/6/2023 110793P NEtFOSAA 0.005 µg/L EPA 537.1 < SE2 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903008 BERRENDO COOPERATIVE WUA GW SP529030081 SAMP STA #2 (WELL #4) EP 12/6/2023 110794P NEtFOSAA 0.005 µg/L EPA 537.1 < SE2 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903022 BERRENDO COOPERATIVE WUA GW SP529030221 TREATMENT PLANT #5 (WELL #6) EP 12/6/2023 110795P NEtFOSAA 0.005 µg/L EPA 537.1 < SE2 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903007 BERRENDO COOPERATIVE WUA GW SP529030071 SAMP STA #1 (WELL 1&2 ) EP 12/6/2023 110793P NMeFOSAA 0.006 µg/L EPA 537.1 < SE2 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903008 BERRENDO COOPERATIVE WUA GW SP529030081 SAMP STA #2 (WELL #4) EP 12/6/2023 110794P NMeFOSAA 0.006 µg/L EPA 537.1 < SE2 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903022 BERRENDO COOPERATIVE WUA GW SP529030221 TREATMENT PLANT #5 (WELL #6) EP 12/6/2023 110795P NMeFOSAA 0.006 µg/L EPA 537.1 < SE2 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903007 BERRENDO COOPERATIVE WUA GW SP529030071 SAMP STA #1 (WELL 1&2 ) EP 12/6/2023 110793P PFTA 0.008 µg/L EPA 537.1 < SE2 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903008 BERRENDO COOPERATIVE WUA GW SP529030081 SAMP STA #2 (WELL #4) EP 12/6/2023 110794P PFTA 0.008 µg/L EPA 537.1 < SE2 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903022 BERRENDO COOPERATIVE WUA GW SP529030221 TREATMENT PLANT #5 (WELL #6) EP 12/6/2023 110795P PFTA 0.008 µg/L EPA 537.1 < SE2 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903007 BERRENDO COOPERATIVE WUA GW SP529030071 SAMP STA #1 (WELL 1&2 ) EP 12/6/2023 110793P PFTrDA 0.007 µg/L EPA 537.1 < SE2 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903008 BERRENDO COOPERATIVE WUA GW SP529030081 SAMP STA #2 (WELL #4) EP 12/6/2023 110794P PFTrDA 0.007 µg/L EPA 537.1 < SE2 AM 6 NM
NM3552903 BERRENDO COOPERATIVE WUA S 52903022 BERRENDO COOPERATIVE WUA GW SP529030221 TREATMENT PLANT #5 (WELL #6) EP 12/6/2023 110795P PFTrDA 0.007 µg/L EPA 537.1 < SE2 AM 6 NM
NM3510124 BLOOMFIELD WATER SUPPLY SYSTEM S 10124011 BLOOMFIELD WATER SUPPLY SYSTEM SW SP101240111 WATER TREATMENT PLANT #2 EP 2/20/2024 113259P lithium 9 µg/L EPA 200.7 = 18 SE1 AM 6 NM
NM3510124 BLOOMFIELD WATER SUPPLY SYSTEM S 10124011 BLOOMFIELD WATER SUPPLY SYSTEM SW SP101240111 WATER TREATMENT PLANT #2 EP 2/20/2024 113259P NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3510124 BLOOMFIELD WATER SUPPLY SYSTEM S 10124011 BLOOMFIELD WATER SUPPLY SYSTEM SW SP101240111 WATER TREATMENT PLANT #2 EP 2/20/2024 113259P NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3510124 BLOOMFIELD WATER SUPPLY SYSTEM S 10124011 BLOOMFIELD WATER SUPPLY SYSTEM SW SP101240111 WATER TREATMENT PLANT #2 EP 2/20/2024 113259P PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3510124 BLOOMFIELD WATER SUPPLY SYSTEM S 10124011 BLOOMFIELD WATER SUPPLY SYSTEM SW SP101240111 WATER TREATMENT PLANT #2 EP 2/20/2024 113259P PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3510124 BLOOMFIELD WATER SUPPLY SYSTEM S 10124011 BLOOMFIELD WATER SUPPLY SYSTEM SW SP101240111 WATER TREATMENT PLANT #2 EP 5/14/2024 116484P lithium 9 µg/L EPA 200.7 = 16.6 SE2 AM 6 NM
NM3510124 BLOOMFIELD WATER SUPPLY SYSTEM S 10124011 BLOOMFIELD WATER SUPPLY SYSTEM SW SP101240111 WATER TREATMENT PLANT #2 EP 5/14/2024 116484P 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3510124 BLOOMFIELD WATER SUPPLY SYSTEM S 10124011 BLOOMFIELD WATER SUPPLY SYSTEM SW SP101240111 WATER TREATMENT PLANT #2 EP 5/14/2024 116484P 4:2 FTS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3510124 BLOOMFIELD WATER SUPPLY SYSTEM S 10124011 BLOOMFIELD WATER SUPPLY SYSTEM SW SP101240111 WATER TREATMENT PLANT #2 EP 5/14/2024 116484P 6:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3510124 BLOOMFIELD WATER SUPPLY SYSTEM S 10124011 BLOOMFIELD WATER SUPPLY SYSTEM SW SP101240111 WATER TREATMENT PLANT #2 EP 5/14/2024 116484P 8:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3510124 BLOOMFIELD WATER SUPPLY SYSTEM S 10124011 BLOOMFIELD WATER SUPPLY SYSTEM SW SP101240111 WATER TREATMENT PLANT #2 EP 5/14/2024 116484P 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3510124 BLOOMFIELD WATER SUPPLY SYSTEM S 10124011 BLOOMFIELD WATER SUPPLY SYSTEM SW SP101240111 WATER TREATMENT PLANT #2 EP 5/14/2024 116484P ADONA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3510124 BLOOMFIELD WATER SUPPLY SYSTEM S 10124011 BLOOMFIELD WATER SUPPLY SYSTEM SW SP101240111 WATER TREATMENT PLANT #2 EP 5/14/2024 116484P HFPO-DA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3510124 BLOOMFIELD WATER SUPPLY SYSTEM S 10124011 BLOOMFIELD WATER SUPPLY SYSTEM SW SP101240111 WATER TREATMENT PLANT #2 EP 5/14/2024 116484P NFDHA 0.02 µg/L EPA 533 < SE2 AM 6 NM
NM3510124 BLOOMFIELD WATER SUPPLY SYSTEM S 10124011 BLOOMFIELD WATER SUPPLY SYSTEM SW SP101240111 WATER TREATMENT PLANT #2 EP 5/14/2024 116484P PFBA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3510124 BLOOMFIELD WATER SUPPLY SYSTEM S 10124011 BLOOMFIELD WATER SUPPLY SYSTEM SW SP101240111 WATER TREATMENT PLANT #2 EP 5/14/2024 116484P PFBS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3510124 BLOOMFIELD WATER SUPPLY SYSTEM S 10124011 BLOOMFIELD WATER SUPPLY SYSTEM SW SP101240111 WATER TREATMENT PLANT #2 EP 5/14/2024 116484P PFDA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3510124 BLOOMFIELD WATER SUPPLY SYSTEM S 10124011 BLOOMFIELD WATER SUPPLY SYSTEM SW SP101240111 WATER TREATMENT PLANT #2 EP 5/14/2024 116484P PFDoA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3510124 BLOOMFIELD WATER SUPPLY SYSTEM S 10124011 BLOOMFIELD WATER SUPPLY SYSTEM SW SP101240111 WATER TREATMENT PLANT #2 EP 5/14/2024 116484P PFEESA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3510124 BLOOMFIELD WATER SUPPLY SYSTEM S 10124011 BLOOMFIELD WATER SUPPLY SYSTEM SW SP101240111 WATER TREATMENT PLANT #2 EP 5/14/2024 116484P PFHpA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3510124 BLOOMFIELD WATER SUPPLY SYSTEM S 10124011 BLOOMFIELD WATER SUPPLY SYSTEM SW SP101240111 WATER TREATMENT PLANT #2 EP 5/14/2024 116484P PFHpS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3510124 BLOOMFIELD WATER SUPPLY SYSTEM S 10124011 BLOOMFIELD WATER SUPPLY SYSTEM SW SP101240111 WATER TREATMENT PLANT #2 EP 5/14/2024 116484P PFHxA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3510124 BLOOMFIELD WATER SUPPLY SYSTEM S 10124011 BLOOMFIELD WATER SUPPLY SYSTEM SW SP101240111 WATER TREATMENT PLANT #2 EP 5/14/2024 116484P PFHxS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3510124 BLOOMFIELD WATER SUPPLY SYSTEM S 10124011 BLOOMFIELD WATER SUPPLY SYSTEM SW SP101240111 WATER TREATMENT PLANT #2 EP 5/14/2024 116484P PFMBA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3510124 BLOOMFIELD WATER SUPPLY SYSTEM S 10124011 BLOOMFIELD WATER SUPPLY SYSTEM SW SP101240111 WATER TREATMENT PLANT #2 EP 5/14/2024 116484P PFMPA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3510124 BLOOMFIELD WATER SUPPLY SYSTEM S 10124011 BLOOMFIELD WATER SUPPLY SYSTEM SW SP101240111 WATER TREATMENT PLANT #2 EP 5/14/2024 116484P PFNA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3510124 BLOOMFIELD WATER SUPPLY SYSTEM S 10124011 BLOOMFIELD WATER SUPPLY SYSTEM SW SP101240111 WATER TREATMENT PLANT #2 EP 5/14/2024 116484P PFOA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3510124 BLOOMFIELD WATER SUPPLY SYSTEM S 10124011 BLOOMFIELD WATER SUPPLY SYSTEM SW SP101240111 WATER TREATMENT PLANT #2 EP 5/14/2024 116484P PFOS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3510124 BLOOMFIELD WATER SUPPLY SYSTEM S 10124011 BLOOMFIELD WATER SUPPLY SYSTEM SW SP101240111 WATER TREATMENT PLANT #2 EP 5/14/2024 116484P PFPeA 0.003 µg/L EPA 533 < SE2 AM 6 NM
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NM3510124 BLOOMFIELD WATER SUPPLY SYSTEM S 10124011 BLOOMFIELD WATER SUPPLY SYSTEM SW SP101240111 WATER TREATMENT PLANT #2 EP 5/14/2024 116484P PFPeS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3510124 BLOOMFIELD WATER SUPPLY SYSTEM S 10124011 BLOOMFIELD WATER SUPPLY SYSTEM SW SP101240111 WATER TREATMENT PLANT #2 EP 5/14/2024 116484P PFUnA 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3510124 BLOOMFIELD WATER SUPPLY SYSTEM S 10124011 BLOOMFIELD WATER SUPPLY SYSTEM SW SP101240111 WATER TREATMENT PLANT #2 EP 5/14/2024 116484P NEtFOSAA 0.005 µg/L EPA 537.1 < SE2 AM 6 NM
NM3510124 BLOOMFIELD WATER SUPPLY SYSTEM S 10124011 BLOOMFIELD WATER SUPPLY SYSTEM SW SP101240111 WATER TREATMENT PLANT #2 EP 5/14/2024 116484P NMeFOSAA 0.006 µg/L EPA 537.1 < SE2 AM 6 NM
NM3510124 BLOOMFIELD WATER SUPPLY SYSTEM S 10124011 BLOOMFIELD WATER SUPPLY SYSTEM SW SP101240111 WATER TREATMENT PLANT #2 EP 5/14/2024 116484P PFTA 0.008 µg/L EPA 537.1 < SE2 AM 6 NM
NM3510124 BLOOMFIELD WATER SUPPLY SYSTEM S 10124011 BLOOMFIELD WATER SUPPLY SYSTEM SW SP101240111 WATER TREATMENT PLANT #2 EP 5/14/2024 116484P PFTrDA 0.007 µg/L EPA 537.1 < SE2 AM 6 NM
NM3510124 BLOOMFIELD WATER SUPPLY SYSTEM S 10124011 BLOOMFIELD WATER SUPPLY SYSTEM SW SP101240111 WATER TREATMENT PLANT #2 EP 8/6/2024 119924P lithium 9 µg/L EPA 200.7 = 17.8 SE3 AM 6 NM
NM3510124 BLOOMFIELD WATER SUPPLY SYSTEM S 10124011 BLOOMFIELD WATER SUPPLY SYSTEM SW SP101240111 WATER TREATMENT PLANT #2 EP 8/6/2024 119924P 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE3 AM 6 NM
NM3510124 BLOOMFIELD WATER SUPPLY SYSTEM S 10124011 BLOOMFIELD WATER SUPPLY SYSTEM SW SP101240111 WATER TREATMENT PLANT #2 EP 8/6/2024 119924P 4:2 FTS 0.003 µg/L EPA 533 < SE3 AM 6 NM
NM3510124 BLOOMFIELD WATER SUPPLY SYSTEM S 10124011 BLOOMFIELD WATER SUPPLY SYSTEM SW SP101240111 WATER TREATMENT PLANT #2 EP 8/6/2024 119924P 6:2 FTS 0.005 µg/L EPA 533 < SE3 AM 6 NM
NM3510124 BLOOMFIELD WATER SUPPLY SYSTEM S 10124011 BLOOMFIELD WATER SUPPLY SYSTEM SW SP101240111 WATER TREATMENT PLANT #2 EP 8/6/2024 119924P 8:2 FTS 0.005 µg/L EPA 533 < SE3 AM 6 NM
NM3510124 BLOOMFIELD WATER SUPPLY SYSTEM S 10124011 BLOOMFIELD WATER SUPPLY SYSTEM SW SP101240111 WATER TREATMENT PLANT #2 EP 8/6/2024 119924P 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE3 AM 6 NM
NM3510124 BLOOMFIELD WATER SUPPLY SYSTEM S 10124011 BLOOMFIELD WATER SUPPLY SYSTEM SW SP101240111 WATER TREATMENT PLANT #2 EP 8/6/2024 119924P ADONA 0.003 µg/L EPA 533 < SE3 AM 6 NM
NM3510124 BLOOMFIELD WATER SUPPLY SYSTEM S 10124011 BLOOMFIELD WATER SUPPLY SYSTEM SW SP101240111 WATER TREATMENT PLANT #2 EP 8/6/2024 119924P HFPO-DA 0.005 µg/L EPA 533 < SE3 AM 6 NM
NM3510124 BLOOMFIELD WATER SUPPLY SYSTEM S 10124011 BLOOMFIELD WATER SUPPLY SYSTEM SW SP101240111 WATER TREATMENT PLANT #2 EP 8/6/2024 119924P NFDHA 0.02 µg/L EPA 533 < SE3 AM 6 NM
NM3510124 BLOOMFIELD WATER SUPPLY SYSTEM S 10124011 BLOOMFIELD WATER SUPPLY SYSTEM SW SP101240111 WATER TREATMENT PLANT #2 EP 8/6/2024 119924P PFBA 0.005 µg/L EPA 533 < SE3 AM 6 NM
NM3510124 BLOOMFIELD WATER SUPPLY SYSTEM S 10124011 BLOOMFIELD WATER SUPPLY SYSTEM SW SP101240111 WATER TREATMENT PLANT #2 EP 8/6/2024 119924P PFBS 0.003 µg/L EPA 533 < SE3 AM 6 NM
NM3510124 BLOOMFIELD WATER SUPPLY SYSTEM S 10124011 BLOOMFIELD WATER SUPPLY SYSTEM SW SP101240111 WATER TREATMENT PLANT #2 EP 8/6/2024 119924P PFDA 0.003 µg/L EPA 533 < SE3 AM 6 NM
NM3510124 BLOOMFIELD WATER SUPPLY SYSTEM S 10124011 BLOOMFIELD WATER SUPPLY SYSTEM SW SP101240111 WATER TREATMENT PLANT #2 EP 8/6/2024 119924P PFDoA 0.003 µg/L EPA 533 < SE3 AM 6 NM
NM3510124 BLOOMFIELD WATER SUPPLY SYSTEM S 10124011 BLOOMFIELD WATER SUPPLY SYSTEM SW SP101240111 WATER TREATMENT PLANT #2 EP 8/6/2024 119924P PFEESA 0.003 µg/L EPA 533 < SE3 AM 6 NM
NM3510124 BLOOMFIELD WATER SUPPLY SYSTEM S 10124011 BLOOMFIELD WATER SUPPLY SYSTEM SW SP101240111 WATER TREATMENT PLANT #2 EP 8/6/2024 119924P PFHpA 0.003 µg/L EPA 533 < SE3 AM 6 NM
NM3510124 BLOOMFIELD WATER SUPPLY SYSTEM S 10124011 BLOOMFIELD WATER SUPPLY SYSTEM SW SP101240111 WATER TREATMENT PLANT #2 EP 8/6/2024 119924P PFHpS 0.003 µg/L EPA 533 < SE3 AM 6 NM
NM3510124 BLOOMFIELD WATER SUPPLY SYSTEM S 10124011 BLOOMFIELD WATER SUPPLY SYSTEM SW SP101240111 WATER TREATMENT PLANT #2 EP 8/6/2024 119924P PFHxA 0.003 µg/L EPA 533 < SE3 AM 6 NM
NM3510124 BLOOMFIELD WATER SUPPLY SYSTEM S 10124011 BLOOMFIELD WATER SUPPLY SYSTEM SW SP101240111 WATER TREATMENT PLANT #2 EP 8/6/2024 119924P PFHxS 0.003 µg/L EPA 533 < SE3 AM 6 NM
NM3510124 BLOOMFIELD WATER SUPPLY SYSTEM S 10124011 BLOOMFIELD WATER SUPPLY SYSTEM SW SP101240111 WATER TREATMENT PLANT #2 EP 8/6/2024 119924P PFMBA 0.003 µg/L EPA 533 < SE3 AM 6 NM
NM3510124 BLOOMFIELD WATER SUPPLY SYSTEM S 10124011 BLOOMFIELD WATER SUPPLY SYSTEM SW SP101240111 WATER TREATMENT PLANT #2 EP 8/6/2024 119924P PFMPA 0.004 µg/L EPA 533 < SE3 AM 6 NM
NM3510124 BLOOMFIELD WATER SUPPLY SYSTEM S 10124011 BLOOMFIELD WATER SUPPLY SYSTEM SW SP101240111 WATER TREATMENT PLANT #2 EP 8/6/2024 119924P PFNA 0.004 µg/L EPA 533 < SE3 AM 6 NM
NM3510124 BLOOMFIELD WATER SUPPLY SYSTEM S 10124011 BLOOMFIELD WATER SUPPLY SYSTEM SW SP101240111 WATER TREATMENT PLANT #2 EP 8/6/2024 119924P PFOA 0.004 µg/L EPA 533 < SE3 AM 6 NM
NM3510124 BLOOMFIELD WATER SUPPLY SYSTEM S 10124011 BLOOMFIELD WATER SUPPLY SYSTEM SW SP101240111 WATER TREATMENT PLANT #2 EP 8/6/2024 119924P PFOS 0.004 µg/L EPA 533 < SE3 AM 6 NM
NM3510124 BLOOMFIELD WATER SUPPLY SYSTEM S 10124011 BLOOMFIELD WATER SUPPLY SYSTEM SW SP101240111 WATER TREATMENT PLANT #2 EP 8/6/2024 119924P PFPeA 0.003 µg/L EPA 533 < SE3 AM 6 NM
NM3510124 BLOOMFIELD WATER SUPPLY SYSTEM S 10124011 BLOOMFIELD WATER SUPPLY SYSTEM SW SP101240111 WATER TREATMENT PLANT #2 EP 8/6/2024 119924P PFPeS 0.004 µg/L EPA 533 < SE3 AM 6 NM
NM3510124 BLOOMFIELD WATER SUPPLY SYSTEM S 10124011 BLOOMFIELD WATER SUPPLY SYSTEM SW SP101240111 WATER TREATMENT PLANT #2 EP 8/6/2024 119924P PFUnA 0.002 µg/L EPA 533 < SE3 AM 6 NM
NM3510124 BLOOMFIELD WATER SUPPLY SYSTEM S 10124011 BLOOMFIELD WATER SUPPLY SYSTEM SW SP101240111 WATER TREATMENT PLANT #2 EP 8/6/2024 119924P NEtFOSAA 0.005 µg/L EPA 537.1 < SE3 AM 6 NM
NM3510124 BLOOMFIELD WATER SUPPLY SYSTEM S 10124011 BLOOMFIELD WATER SUPPLY SYSTEM SW SP101240111 WATER TREATMENT PLANT #2 EP 8/6/2024 119924P NMeFOSAA 0.006 µg/L EPA 537.1 < SE3 AM 6 NM
NM3510124 BLOOMFIELD WATER SUPPLY SYSTEM S 10124011 BLOOMFIELD WATER SUPPLY SYSTEM SW SP101240111 WATER TREATMENT PLANT #2 EP 8/6/2024 119924P PFTA 0.008 µg/L EPA 537.1 < SE3 AM 6 NM
NM3510124 BLOOMFIELD WATER SUPPLY SYSTEM S 10124011 BLOOMFIELD WATER SUPPLY SYSTEM SW SP101240111 WATER TREATMENT PLANT #2 EP 8/6/2024 119924P PFTrDA 0.007 µg/L EPA 537.1 < SE3 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905017 Bldg 337 GW SP679050171 Entry Point #1 (Water Treatment Facility) EP 1/10/2023 100462P lithium 9 µg/L EPA 200.7 = 107 SE1 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905017 Bldg 337 GW SP679050171 Entry Point #1 (Water Treatment Facility) EP 7/10/2023 105986P lithium 9 µg/L EPA 200.7 = 99.6 SE2 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905017 Bldg 337 GW SP679050171 Entry Point #1 (Water Treatment Facility) EP 12/18/2023 111484R 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905017 Bldg 337 GW SP679050171 Entry Point #1 (Water Treatment Facility) EP 12/18/2023 111484R 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905017 Bldg 337 GW SP679050171 Entry Point #1 (Water Treatment Facility) EP 12/18/2023 111484R 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905017 Bldg 337 GW SP679050171 Entry Point #1 (Water Treatment Facility) EP 12/18/2023 111484R 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905017 Bldg 337 GW SP679050171 Entry Point #1 (Water Treatment Facility) EP 12/18/2023 111484R 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905017 Bldg 337 GW SP679050171 Entry Point #1 (Water Treatment Facility) EP 12/18/2023 111484R ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905017 Bldg 337 GW SP679050171 Entry Point #1 (Water Treatment Facility) EP 12/18/2023 111484R HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905017 Bldg 337 GW SP679050171 Entry Point #1 (Water Treatment Facility) EP 12/18/2023 111484R NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905017 Bldg 337 GW SP679050171 Entry Point #1 (Water Treatment Facility) EP 12/18/2023 111484R PFBA 0.005 µg/L EPA 533 = 0.005 SE1 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905017 Bldg 337 GW SP679050171 Entry Point #1 (Water Treatment Facility) EP 12/18/2023 111484R PFBS 0.003 µg/L EPA 533 = 0.0063 SE1 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905017 Bldg 337 GW SP679050171 Entry Point #1 (Water Treatment Facility) EP 12/18/2023 111484R PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905017 Bldg 337 GW SP679050171 Entry Point #1 (Water Treatment Facility) EP 12/18/2023 111484R PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905017 Bldg 337 GW SP679050171 Entry Point #1 (Water Treatment Facility) EP 12/18/2023 111484R PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905017 Bldg 337 GW SP679050171 Entry Point #1 (Water Treatment Facility) EP 12/18/2023 111484R PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905017 Bldg 337 GW SP679050171 Entry Point #1 (Water Treatment Facility) EP 12/18/2023 111484R PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905017 Bldg 337 GW SP679050171 Entry Point #1 (Water Treatment Facility) EP 12/18/2023 111484R PFHxA 0.003 µg/L EPA 533 = 0.0088 SE1 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905017 Bldg 337 GW SP679050171 Entry Point #1 (Water Treatment Facility) EP 12/18/2023 111484R PFHxS 0.003 µg/L EPA 533 = 0.0067 SE1 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905017 Bldg 337 GW SP679050171 Entry Point #1 (Water Treatment Facility) EP 12/18/2023 111484R PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905017 Bldg 337 GW SP679050171 Entry Point #1 (Water Treatment Facility) EP 12/18/2023 111484R PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905017 Bldg 337 GW SP679050171 Entry Point #1 (Water Treatment Facility) EP 12/18/2023 111484R PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905017 Bldg 337 GW SP679050171 Entry Point #1 (Water Treatment Facility) EP 12/18/2023 111484R PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905017 Bldg 337 GW SP679050171 Entry Point #1 (Water Treatment Facility) EP 12/18/2023 111484R PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905017 Bldg 337 GW SP679050171 Entry Point #1 (Water Treatment Facility) EP 12/18/2023 111484R PFPeA 0.003 µg/L EPA 533 = 0.0159 SE1 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905017 Bldg 337 GW SP679050171 Entry Point #1 (Water Treatment Facility) EP 12/18/2023 111484R PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905017 Bldg 337 GW SP679050171 Entry Point #1 (Water Treatment Facility) EP 12/18/2023 111484R PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905017 Bldg 337 GW SP679050171 Entry Point #1 (Water Treatment Facility) EP 12/18/2023 111484R NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905017 Bldg 337 GW SP679050171 Entry Point #1 (Water Treatment Facility) EP 12/18/2023 111484R NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905017 Bldg 337 GW SP679050171 Entry Point #1 (Water Treatment Facility) EP 12/18/2023 111484R PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905017 Bldg 337 GW SP679050171 Entry Point #1 (Water Treatment Facility) EP 12/18/2023 111484R PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905017 Bldg 337 GW SP679050171 Entry Point #1 (Water Treatment Facility) EP 2/26/2024 110398R 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905017 Bldg 337 GW SP679050171 Entry Point #1 (Water Treatment Facility) EP 2/26/2024 110398R 4:2 FTS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905017 Bldg 337 GW SP679050171 Entry Point #1 (Water Treatment Facility) EP 2/26/2024 110398R 6:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905017 Bldg 337 GW SP679050171 Entry Point #1 (Water Treatment Facility) EP 2/26/2024 110398R 8:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905017 Bldg 337 GW SP679050171 Entry Point #1 (Water Treatment Facility) EP 2/26/2024 110398R 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905017 Bldg 337 GW SP679050171 Entry Point #1 (Water Treatment Facility) EP 2/26/2024 110398R ADONA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905017 Bldg 337 GW SP679050171 Entry Point #1 (Water Treatment Facility) EP 2/26/2024 110398R HFPO-DA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905017 Bldg 337 GW SP679050171 Entry Point #1 (Water Treatment Facility) EP 2/26/2024 110398R NFDHA 0.02 µg/L EPA 533 < SE2 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905017 Bldg 337 GW SP679050171 Entry Point #1 (Water Treatment Facility) EP 2/26/2024 110398R PFBA 0.005 µg/L EPA 533 = 0.02 SE2 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905017 Bldg 337 GW SP679050171 Entry Point #1 (Water Treatment Facility) EP 2/26/2024 110398R PFBS 0.003 µg/L EPA 533 = 0.015 SE2 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905017 Bldg 337 GW SP679050171 Entry Point #1 (Water Treatment Facility) EP 2/26/2024 110398R PFDA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905017 Bldg 337 GW SP679050171 Entry Point #1 (Water Treatment Facility) EP 2/26/2024 110398R PFDoA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905017 Bldg 337 GW SP679050171 Entry Point #1 (Water Treatment Facility) EP 2/26/2024 110398R PFEESA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905017 Bldg 337 GW SP679050171 Entry Point #1 (Water Treatment Facility) EP 2/26/2024 110398R PFHpA 0.003 µg/L EPA 533 = 0.006 SE2 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905017 Bldg 337 GW SP679050171 Entry Point #1 (Water Treatment Facility) EP 2/26/2024 110398R PFHpS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905017 Bldg 337 GW SP679050171 Entry Point #1 (Water Treatment Facility) EP 2/26/2024 110398R PFHxA 0.003 µg/L EPA 533 = 0.028 SE2 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905017 Bldg 337 GW SP679050171 Entry Point #1 (Water Treatment Facility) EP 2/26/2024 110398R PFHxS 0.003 µg/L EPA 533 = 0.013 SE2 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905017 Bldg 337 GW SP679050171 Entry Point #1 (Water Treatment Facility) EP 2/26/2024 110398R PFMBA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905017 Bldg 337 GW SP679050171 Entry Point #1 (Water Treatment Facility) EP 2/26/2024 110398R PFMPA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905017 Bldg 337 GW SP679050171 Entry Point #1 (Water Treatment Facility) EP 2/26/2024 110398R PFNA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905017 Bldg 337 GW SP679050171 Entry Point #1 (Water Treatment Facility) EP 2/26/2024 110398R PFOA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905017 Bldg 337 GW SP679050171 Entry Point #1 (Water Treatment Facility) EP 2/26/2024 110398R PFOS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905017 Bldg 337 GW SP679050171 Entry Point #1 (Water Treatment Facility) EP 2/26/2024 110398R PFPeA 0.003 µg/L EPA 533 = 0.042 SE2 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905017 Bldg 337 GW SP679050171 Entry Point #1 (Water Treatment Facility) EP 2/26/2024 110398R PFPeS 0.004 µg/L EPA 533 = 0.0057 SE2 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905017 Bldg 337 GW SP679050171 Entry Point #1 (Water Treatment Facility) EP 2/26/2024 110398R PFUnA 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905017 Bldg 337 GW SP679050171 Entry Point #1 (Water Treatment Facility) EP 2/26/2024 110398R NEtFOSAA 0.005 µg/L EPA 537.1 < SE2 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905017 Bldg 337 GW SP679050171 Entry Point #1 (Water Treatment Facility) EP 2/26/2024 110398R NMeFOSAA 0.006 µg/L EPA 537.1 < SE2 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905017 Bldg 337 GW SP679050171 Entry Point #1 (Water Treatment Facility) EP 2/26/2024 110398R PFTA 0.008 µg/L EPA 537.1 < SE2 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905017 Bldg 337 GW SP679050171 Entry Point #1 (Water Treatment Facility) EP 2/26/2024 110398R PFTrDA 0.007 µg/L EPA 537.1 < SE2 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905018 Well 5 GW SP679050181 Entry Point #2 (Well 5) EP 1/10/2023 100463P lithium 9 µg/L EPA 200.7 = 73.6 SE1 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905018 Well 5 GW SP679050181 Entry Point #2 (Well 5) EP 1/10/2023 100463P 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905018 Well 5 GW SP679050181 Entry Point #2 (Well 5) EP 1/10/2023 100463P 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905018 Well 5 GW SP679050181 Entry Point #2 (Well 5) EP 1/10/2023 100463P 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905018 Well 5 GW SP679050181 Entry Point #2 (Well 5) EP 1/10/2023 100463P 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905018 Well 5 GW SP679050181 Entry Point #2 (Well 5) EP 1/10/2023 100463P 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905018 Well 5 GW SP679050181 Entry Point #2 (Well 5) EP 1/10/2023 100463P ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905018 Well 5 GW SP679050181 Entry Point #2 (Well 5) EP 1/10/2023 100463P HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905018 Well 5 GW SP679050181 Entry Point #2 (Well 5) EP 1/10/2023 100463P NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905018 Well 5 GW SP679050181 Entry Point #2 (Well 5) EP 1/10/2023 100463P PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905018 Well 5 GW SP679050181 Entry Point #2 (Well 5) EP 1/10/2023 100463P PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905018 Well 5 GW SP679050181 Entry Point #2 (Well 5) EP 1/10/2023 100463P PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905018 Well 5 GW SP679050181 Entry Point #2 (Well 5) EP 1/10/2023 100463P PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905018 Well 5 GW SP679050181 Entry Point #2 (Well 5) EP 1/10/2023 100463P PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905018 Well 5 GW SP679050181 Entry Point #2 (Well 5) EP 1/10/2023 100463P PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM



PWSID PWSName Size FacilityID FacilityName FacilityWaterType SamplePointID SamplePointName SamplePointType AssociatedFacilityID AssociatedSamplePointID CollectionDate SampleID Contaminant MRL Units MethodID AnalyticalResultsSign AnalyticalResultValue SampleEventCode MonitoringRequirement Region State
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905018 Well 5 GW SP679050181 Entry Point #2 (Well 5) EP 1/10/2023 100463P PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905018 Well 5 GW SP679050181 Entry Point #2 (Well 5) EP 1/10/2023 100463P PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905018 Well 5 GW SP679050181 Entry Point #2 (Well 5) EP 1/10/2023 100463P PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905018 Well 5 GW SP679050181 Entry Point #2 (Well 5) EP 1/10/2023 100463P PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905018 Well 5 GW SP679050181 Entry Point #2 (Well 5) EP 1/10/2023 100463P PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905018 Well 5 GW SP679050181 Entry Point #2 (Well 5) EP 1/10/2023 100463P PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905018 Well 5 GW SP679050181 Entry Point #2 (Well 5) EP 1/10/2023 100463P PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905018 Well 5 GW SP679050181 Entry Point #2 (Well 5) EP 1/10/2023 100463P PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905018 Well 5 GW SP679050181 Entry Point #2 (Well 5) EP 1/10/2023 100463P PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905018 Well 5 GW SP679050181 Entry Point #2 (Well 5) EP 1/10/2023 100463P PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905018 Well 5 GW SP679050181 Entry Point #2 (Well 5) EP 1/10/2023 100463P PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905018 Well 5 GW SP679050181 Entry Point #2 (Well 5) EP 1/10/2023 100463P NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905018 Well 5 GW SP679050181 Entry Point #2 (Well 5) EP 1/10/2023 100463P NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905018 Well 5 GW SP679050181 Entry Point #2 (Well 5) EP 1/10/2023 100463P PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905018 Well 5 GW SP679050181 Entry Point #2 (Well 5) EP 1/10/2023 100463P PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905018 Well 5 GW SP679050181 Entry Point #2 (Well 5) EP 7/10/2023 105987P lithium 9 µg/L EPA 200.7 = 101 SE2 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905018 Well 5 GW SP679050181 Entry Point #2 (Well 5) EP 7/10/2023 105987P 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905018 Well 5 GW SP679050181 Entry Point #2 (Well 5) EP 7/10/2023 105987P 4:2 FTS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905018 Well 5 GW SP679050181 Entry Point #2 (Well 5) EP 7/10/2023 105987P 6:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905018 Well 5 GW SP679050181 Entry Point #2 (Well 5) EP 7/10/2023 105987P 8:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905018 Well 5 GW SP679050181 Entry Point #2 (Well 5) EP 7/10/2023 105987P 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905018 Well 5 GW SP679050181 Entry Point #2 (Well 5) EP 7/10/2023 105987P ADONA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905018 Well 5 GW SP679050181 Entry Point #2 (Well 5) EP 7/10/2023 105987P HFPO-DA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905018 Well 5 GW SP679050181 Entry Point #2 (Well 5) EP 7/10/2023 105987P NFDHA 0.02 µg/L EPA 533 < SE2 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905018 Well 5 GW SP679050181 Entry Point #2 (Well 5) EP 7/10/2023 105987P PFBA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905018 Well 5 GW SP679050181 Entry Point #2 (Well 5) EP 7/10/2023 105987P PFBS 0.003 µg/L EPA 533 = 0.0042 SE2 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905018 Well 5 GW SP679050181 Entry Point #2 (Well 5) EP 7/10/2023 105987P PFDA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905018 Well 5 GW SP679050181 Entry Point #2 (Well 5) EP 7/10/2023 105987P PFDoA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905018 Well 5 GW SP679050181 Entry Point #2 (Well 5) EP 7/10/2023 105987P PFEESA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905018 Well 5 GW SP679050181 Entry Point #2 (Well 5) EP 7/10/2023 105987P PFHpA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905018 Well 5 GW SP679050181 Entry Point #2 (Well 5) EP 7/10/2023 105987P PFHpS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905018 Well 5 GW SP679050181 Entry Point #2 (Well 5) EP 7/10/2023 105987P PFHxA 0.003 µg/L EPA 533 = 0.0043 SE2 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905018 Well 5 GW SP679050181 Entry Point #2 (Well 5) EP 7/10/2023 105987P PFHxS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905018 Well 5 GW SP679050181 Entry Point #2 (Well 5) EP 7/10/2023 105987P PFMBA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905018 Well 5 GW SP679050181 Entry Point #2 (Well 5) EP 7/10/2023 105987P PFMPA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905018 Well 5 GW SP679050181 Entry Point #2 (Well 5) EP 7/10/2023 105987P PFNA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905018 Well 5 GW SP679050181 Entry Point #2 (Well 5) EP 7/10/2023 105987P PFOA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905018 Well 5 GW SP679050181 Entry Point #2 (Well 5) EP 7/10/2023 105987P PFOS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905018 Well 5 GW SP679050181 Entry Point #2 (Well 5) EP 7/10/2023 105987P PFPeA 0.003 µg/L EPA 533 = 0.0102 SE2 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905018 Well 5 GW SP679050181 Entry Point #2 (Well 5) EP 7/10/2023 105987P PFPeS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905018 Well 5 GW SP679050181 Entry Point #2 (Well 5) EP 7/10/2023 105987P PFUnA 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905018 Well 5 GW SP679050181 Entry Point #2 (Well 5) EP 7/10/2023 105987P NEtFOSAA 0.005 µg/L EPA 537.1 < SE2 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905018 Well 5 GW SP679050181 Entry Point #2 (Well 5) EP 7/10/2023 105987P NMeFOSAA 0.006 µg/L EPA 537.1 < SE2 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905018 Well 5 GW SP679050181 Entry Point #2 (Well 5) EP 7/10/2023 105987P PFTA 0.008 µg/L EPA 537.1 < SE2 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905018 Well 5 GW SP679050181 Entry Point #2 (Well 5) EP 7/10/2023 105987P PFTrDA 0.007 µg/L EPA 537.1 < SE2 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905019 Well 7 GW SP67905019 Entry Point #3 (Well 7) EP 1/10/2023 100464P lithium 9 µg/L EPA 200.7 = 89.8 SE1 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905019 Well 7 GW SP67905019 Entry Point #3 (Well 7) EP 1/10/2023 100464P 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905019 Well 7 GW SP67905019 Entry Point #3 (Well 7) EP 1/10/2023 100464P 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905019 Well 7 GW SP67905019 Entry Point #3 (Well 7) EP 1/10/2023 100464P 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905019 Well 7 GW SP67905019 Entry Point #3 (Well 7) EP 1/10/2023 100464P 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905019 Well 7 GW SP67905019 Entry Point #3 (Well 7) EP 1/10/2023 100464P 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905019 Well 7 GW SP67905019 Entry Point #3 (Well 7) EP 1/10/2023 100464P ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905019 Well 7 GW SP67905019 Entry Point #3 (Well 7) EP 1/10/2023 100464P HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905019 Well 7 GW SP67905019 Entry Point #3 (Well 7) EP 1/10/2023 100464P NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905019 Well 7 GW SP67905019 Entry Point #3 (Well 7) EP 1/10/2023 100464P PFBA 0.005 µg/L EPA 533 = 0.0056 SE1 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905019 Well 7 GW SP67905019 Entry Point #3 (Well 7) EP 1/10/2023 100464P PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905019 Well 7 GW SP67905019 Entry Point #3 (Well 7) EP 1/10/2023 100464P PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905019 Well 7 GW SP67905019 Entry Point #3 (Well 7) EP 1/10/2023 100464P PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905019 Well 7 GW SP67905019 Entry Point #3 (Well 7) EP 1/10/2023 100464P PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905019 Well 7 GW SP67905019 Entry Point #3 (Well 7) EP 1/10/2023 100464P PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905019 Well 7 GW SP67905019 Entry Point #3 (Well 7) EP 1/10/2023 100464P PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905019 Well 7 GW SP67905019 Entry Point #3 (Well 7) EP 1/10/2023 100464P PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905019 Well 7 GW SP67905019 Entry Point #3 (Well 7) EP 1/10/2023 100464P PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905019 Well 7 GW SP67905019 Entry Point #3 (Well 7) EP 1/10/2023 100464P PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905019 Well 7 GW SP67905019 Entry Point #3 (Well 7) EP 1/10/2023 100464P PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905019 Well 7 GW SP67905019 Entry Point #3 (Well 7) EP 1/10/2023 100464P PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905019 Well 7 GW SP67905019 Entry Point #3 (Well 7) EP 1/10/2023 100464P PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905019 Well 7 GW SP67905019 Entry Point #3 (Well 7) EP 1/10/2023 100464P PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905019 Well 7 GW SP67905019 Entry Point #3 (Well 7) EP 1/10/2023 100464P PFPeA 0.003 µg/L EPA 533 = 0.0089 SE1 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905019 Well 7 GW SP67905019 Entry Point #3 (Well 7) EP 1/10/2023 100464P PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905019 Well 7 GW SP67905019 Entry Point #3 (Well 7) EP 1/10/2023 100464P PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905019 Well 7 GW SP67905019 Entry Point #3 (Well 7) EP 1/10/2023 100464P NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905019 Well 7 GW SP67905019 Entry Point #3 (Well 7) EP 1/10/2023 100464P NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905019 Well 7 GW SP67905019 Entry Point #3 (Well 7) EP 1/10/2023 100464P PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905019 Well 7 GW SP67905019 Entry Point #3 (Well 7) EP 1/10/2023 100464P PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905019 Well 7 GW SP67905019 Entry Point #3 (Well 7) EP 7/10/2023 105988P lithium 9 µg/L EPA 200.7 = 105 SE2 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905019 Well 7 GW SP67905019 Entry Point #3 (Well 7) EP 7/10/2023 105988P 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905019 Well 7 GW SP67905019 Entry Point #3 (Well 7) EP 7/10/2023 105988P 4:2 FTS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905019 Well 7 GW SP67905019 Entry Point #3 (Well 7) EP 7/10/2023 105988P 6:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905019 Well 7 GW SP67905019 Entry Point #3 (Well 7) EP 7/10/2023 105988P 8:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905019 Well 7 GW SP67905019 Entry Point #3 (Well 7) EP 7/10/2023 105988P 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905019 Well 7 GW SP67905019 Entry Point #3 (Well 7) EP 7/10/2023 105988P ADONA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905019 Well 7 GW SP67905019 Entry Point #3 (Well 7) EP 7/10/2023 105988P HFPO-DA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905019 Well 7 GW SP67905019 Entry Point #3 (Well 7) EP 7/10/2023 105988P NFDHA 0.02 µg/L EPA 533 < SE2 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905019 Well 7 GW SP67905019 Entry Point #3 (Well 7) EP 7/10/2023 105988P PFBA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905019 Well 7 GW SP67905019 Entry Point #3 (Well 7) EP 7/10/2023 105988P PFBS 0.003 µg/L EPA 533 = 0.0042 SE2 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905019 Well 7 GW SP67905019 Entry Point #3 (Well 7) EP 7/10/2023 105988P PFDA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905019 Well 7 GW SP67905019 Entry Point #3 (Well 7) EP 7/10/2023 105988P PFDoA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905019 Well 7 GW SP67905019 Entry Point #3 (Well 7) EP 7/10/2023 105988P PFEESA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905019 Well 7 GW SP67905019 Entry Point #3 (Well 7) EP 7/10/2023 105988P PFHpA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905019 Well 7 GW SP67905019 Entry Point #3 (Well 7) EP 7/10/2023 105988P PFHpS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905019 Well 7 GW SP67905019 Entry Point #3 (Well 7) EP 7/10/2023 105988P PFHxA 0.003 µg/L EPA 533 = 0.0043 SE2 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905019 Well 7 GW SP67905019 Entry Point #3 (Well 7) EP 7/10/2023 105988P PFHxS 0.003 µg/L EPA 533 = 0.0032 SE2 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905019 Well 7 GW SP67905019 Entry Point #3 (Well 7) EP 7/10/2023 105988P PFMBA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905019 Well 7 GW SP67905019 Entry Point #3 (Well 7) EP 7/10/2023 105988P PFMPA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905019 Well 7 GW SP67905019 Entry Point #3 (Well 7) EP 7/10/2023 105988P PFNA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905019 Well 7 GW SP67905019 Entry Point #3 (Well 7) EP 7/10/2023 105988P PFOA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905019 Well 7 GW SP67905019 Entry Point #3 (Well 7) EP 7/10/2023 105988P PFOS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905019 Well 7 GW SP67905019 Entry Point #3 (Well 7) EP 7/10/2023 105988P PFPeA 0.003 µg/L EPA 533 = 0.0107 SE2 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905019 Well 7 GW SP67905019 Entry Point #3 (Well 7) EP 7/10/2023 105988P PFPeS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905019 Well 7 GW SP67905019 Entry Point #3 (Well 7) EP 7/10/2023 105988P PFUnA 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905019 Well 7 GW SP67905019 Entry Point #3 (Well 7) EP 7/10/2023 105988P NEtFOSAA 0.005 µg/L EPA 537.1 < SE2 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905019 Well 7 GW SP67905019 Entry Point #3 (Well 7) EP 7/10/2023 105988P NMeFOSAA 0.006 µg/L EPA 537.1 < SE2 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905019 Well 7 GW SP67905019 Entry Point #3 (Well 7) EP 7/10/2023 105988P PFTA 0.008 µg/L EPA 537.1 < SE2 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905019 Well 7 GW SP67905019 Entry Point #3 (Well 7) EP 7/10/2023 105988P PFTrDA 0.007 µg/L EPA 537.1 < SE2 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905034 Well 9 GW SP679050341 Entry Point #4 (Well 9) EP 1/10/2023 100465P lithium 9 µg/L EPA 200.7 = 111 SE1 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905034 Well 9 GW SP679050341 Entry Point #4 (Well 9) EP 1/10/2023 100465P 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905034 Well 9 GW SP679050341 Entry Point #4 (Well 9) EP 1/10/2023 100465P 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905034 Well 9 GW SP679050341 Entry Point #4 (Well 9) EP 1/10/2023 100465P 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905034 Well 9 GW SP679050341 Entry Point #4 (Well 9) EP 1/10/2023 100465P 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905034 Well 9 GW SP679050341 Entry Point #4 (Well 9) EP 1/10/2023 100465P 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM



PWSID PWSName Size FacilityID FacilityName FacilityWaterType SamplePointID SamplePointName SamplePointType AssociatedFacilityID AssociatedSamplePointID CollectionDate SampleID Contaminant MRL Units MethodID AnalyticalResultsSign AnalyticalResultValue SampleEventCode MonitoringRequirement Region State
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905034 Well 9 GW SP679050341 Entry Point #4 (Well 9) EP 1/10/2023 100465P ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905034 Well 9 GW SP679050341 Entry Point #4 (Well 9) EP 1/10/2023 100465P HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905034 Well 9 GW SP679050341 Entry Point #4 (Well 9) EP 1/10/2023 100465P NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905034 Well 9 GW SP679050341 Entry Point #4 (Well 9) EP 1/10/2023 100465P PFBA 0.005 µg/L EPA 533 = 0.012 SE1 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905034 Well 9 GW SP679050341 Entry Point #4 (Well 9) EP 1/10/2023 100465P PFBS 0.003 µg/L EPA 533 = 0.011 SE1 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905034 Well 9 GW SP679050341 Entry Point #4 (Well 9) EP 1/10/2023 100465P PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905034 Well 9 GW SP679050341 Entry Point #4 (Well 9) EP 1/10/2023 100465P PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905034 Well 9 GW SP679050341 Entry Point #4 (Well 9) EP 1/10/2023 100465P PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905034 Well 9 GW SP679050341 Entry Point #4 (Well 9) EP 1/10/2023 100465P PFHpA 0.003 µg/L EPA 533 = 0.0047 SE1 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905034 Well 9 GW SP679050341 Entry Point #4 (Well 9) EP 1/10/2023 100465P PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905034 Well 9 GW SP679050341 Entry Point #4 (Well 9) EP 1/10/2023 100465P PFHxA 0.003 µg/L EPA 533 = 0.0221 SE1 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905034 Well 9 GW SP679050341 Entry Point #4 (Well 9) EP 1/10/2023 100465P PFHxS 0.003 µg/L EPA 533 = 0.0177 SE1 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905034 Well 9 GW SP679050341 Entry Point #4 (Well 9) EP 1/10/2023 100465P PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905034 Well 9 GW SP679050341 Entry Point #4 (Well 9) EP 1/10/2023 100465P PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905034 Well 9 GW SP679050341 Entry Point #4 (Well 9) EP 1/10/2023 100465P PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905034 Well 9 GW SP679050341 Entry Point #4 (Well 9) EP 1/10/2023 100465P PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905034 Well 9 GW SP679050341 Entry Point #4 (Well 9) EP 1/10/2023 100465P PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905034 Well 9 GW SP679050341 Entry Point #4 (Well 9) EP 1/10/2023 100465P PFPeA 0.003 µg/L EPA 533 = 0.0253 SE1 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905034 Well 9 GW SP679050341 Entry Point #4 (Well 9) EP 1/10/2023 100465P PFPeS 0.004 µg/L EPA 533 = 0.0061 SE1 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905034 Well 9 GW SP679050341 Entry Point #4 (Well 9) EP 1/10/2023 100465P PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905034 Well 9 GW SP679050341 Entry Point #4 (Well 9) EP 1/10/2023 100465P NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905034 Well 9 GW SP679050341 Entry Point #4 (Well 9) EP 1/10/2023 100465P NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905034 Well 9 GW SP679050341 Entry Point #4 (Well 9) EP 1/10/2023 100465P PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905034 Well 9 GW SP679050341 Entry Point #4 (Well 9) EP 1/10/2023 100465P PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905034 Well 9 GW SP679050341 Entry Point #4 (Well 9) EP 7/10/2023 105989P lithium 9 µg/L EPA 200.7 = 85.3 SE2 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905034 Well 9 GW SP679050341 Entry Point #4 (Well 9) EP 7/10/2023 105989P 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905034 Well 9 GW SP679050341 Entry Point #4 (Well 9) EP 7/10/2023 105989P 4:2 FTS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905034 Well 9 GW SP679050341 Entry Point #4 (Well 9) EP 7/10/2023 105989P 6:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905034 Well 9 GW SP679050341 Entry Point #4 (Well 9) EP 7/10/2023 105989P 8:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905034 Well 9 GW SP679050341 Entry Point #4 (Well 9) EP 7/10/2023 105989P 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905034 Well 9 GW SP679050341 Entry Point #4 (Well 9) EP 7/10/2023 105989P ADONA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905034 Well 9 GW SP679050341 Entry Point #4 (Well 9) EP 7/10/2023 105989P HFPO-DA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905034 Well 9 GW SP679050341 Entry Point #4 (Well 9) EP 7/10/2023 105989P NFDHA 0.02 µg/L EPA 533 < SE2 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905034 Well 9 GW SP679050341 Entry Point #4 (Well 9) EP 7/10/2023 105989P PFBA 0.005 µg/L EPA 533 = 0.0088 SE2 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905034 Well 9 GW SP679050341 Entry Point #4 (Well 9) EP 7/10/2023 105989P PFBS 0.003 µg/L EPA 533 = 0.0061 SE2 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905034 Well 9 GW SP679050341 Entry Point #4 (Well 9) EP 7/10/2023 105989P PFDA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905034 Well 9 GW SP679050341 Entry Point #4 (Well 9) EP 7/10/2023 105989P PFDoA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905034 Well 9 GW SP679050341 Entry Point #4 (Well 9) EP 7/10/2023 105989P PFEESA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905034 Well 9 GW SP679050341 Entry Point #4 (Well 9) EP 7/10/2023 105989P PFHpA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905034 Well 9 GW SP679050341 Entry Point #4 (Well 9) EP 7/10/2023 105989P PFHpS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905034 Well 9 GW SP679050341 Entry Point #4 (Well 9) EP 7/10/2023 105989P PFHxA 0.003 µg/L EPA 533 = 0.0054 SE2 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905034 Well 9 GW SP679050341 Entry Point #4 (Well 9) EP 7/10/2023 105989P PFHxS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905034 Well 9 GW SP679050341 Entry Point #4 (Well 9) EP 7/10/2023 105989P PFMBA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905034 Well 9 GW SP679050341 Entry Point #4 (Well 9) EP 7/10/2023 105989P PFMPA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905034 Well 9 GW SP679050341 Entry Point #4 (Well 9) EP 7/10/2023 105989P PFNA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905034 Well 9 GW SP679050341 Entry Point #4 (Well 9) EP 7/10/2023 105989P PFOA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905034 Well 9 GW SP679050341 Entry Point #4 (Well 9) EP 7/10/2023 105989P PFOS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905034 Well 9 GW SP679050341 Entry Point #4 (Well 9) EP 7/10/2023 105989P PFPeA 0.003 µg/L EPA 533 = 0.0165 SE2 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905034 Well 9 GW SP679050341 Entry Point #4 (Well 9) EP 7/10/2023 105989P PFPeS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905034 Well 9 GW SP679050341 Entry Point #4 (Well 9) EP 7/10/2023 105989P PFUnA 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905034 Well 9 GW SP679050341 Entry Point #4 (Well 9) EP 7/10/2023 105989P NEtFOSAA 0.005 µg/L EPA 537.1 < SE2 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905034 Well 9 GW SP679050341 Entry Point #4 (Well 9) EP 7/10/2023 105989P NMeFOSAA 0.006 µg/L EPA 537.1 < SE2 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905034 Well 9 GW SP679050341 Entry Point #4 (Well 9) EP 7/10/2023 105989P PFTA 0.008 µg/L EPA 537.1 < SE2 AM 6 NM
NM3567905 CANNON AIR FORCE BASE WATER SYSTEM S 67905034 Well 9 GW SP679050341 Entry Point #4 (Well 9) EP 7/10/2023 105989P PFTrDA 0.007 µg/L EPA 537.1 < SE2 AM 6 NM
NM3520608 CARLSBAD MUNICIPAL WATER SYSTEM L 94041 Treatment Plant (E) GW SP206080411 Entry Point (E) EP 3/22/2023 AGC2871-03 lithium 9 µg/L EPA 200.7 = 21 SE1 AM 6 NM
NM3520608 CARLSBAD MUNICIPAL WATER SYSTEM L 94041 Treatment Plant (E) GW SP206080411 Entry Point (E) EP 3/22/2023 AGC2871-03 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3520608 CARLSBAD MUNICIPAL WATER SYSTEM L 94041 Treatment Plant (E) GW SP206080411 Entry Point (E) EP 3/22/2023 AGC2871-03 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520608 CARLSBAD MUNICIPAL WATER SYSTEM L 94041 Treatment Plant (E) GW SP206080411 Entry Point (E) EP 3/22/2023 AGC2871-03 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3520608 CARLSBAD MUNICIPAL WATER SYSTEM L 94041 Treatment Plant (E) GW SP206080411 Entry Point (E) EP 3/22/2023 AGC2871-03 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3520608 CARLSBAD MUNICIPAL WATER SYSTEM L 94041 Treatment Plant (E) GW SP206080411 Entry Point (E) EP 3/22/2023 AGC2871-03 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3520608 CARLSBAD MUNICIPAL WATER SYSTEM L 94041 Treatment Plant (E) GW SP206080411 Entry Point (E) EP 3/22/2023 AGC2871-03 ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520608 CARLSBAD MUNICIPAL WATER SYSTEM L 94041 Treatment Plant (E) GW SP206080411 Entry Point (E) EP 3/22/2023 AGC2871-03 HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3520608 CARLSBAD MUNICIPAL WATER SYSTEM L 94041 Treatment Plant (E) GW SP206080411 Entry Point (E) EP 3/22/2023 AGC2871-03 NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3520608 CARLSBAD MUNICIPAL WATER SYSTEM L 94041 Treatment Plant (E) GW SP206080411 Entry Point (E) EP 3/22/2023 AGC2871-03 PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3520608 CARLSBAD MUNICIPAL WATER SYSTEM L 94041 Treatment Plant (E) GW SP206080411 Entry Point (E) EP 3/22/2023 AGC2871-03 PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520608 CARLSBAD MUNICIPAL WATER SYSTEM L 94041 Treatment Plant (E) GW SP206080411 Entry Point (E) EP 3/22/2023 AGC2871-03 PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520608 CARLSBAD MUNICIPAL WATER SYSTEM L 94041 Treatment Plant (E) GW SP206080411 Entry Point (E) EP 3/22/2023 AGC2871-03 PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520608 CARLSBAD MUNICIPAL WATER SYSTEM L 94041 Treatment Plant (E) GW SP206080411 Entry Point (E) EP 3/22/2023 AGC2871-03 PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520608 CARLSBAD MUNICIPAL WATER SYSTEM L 94041 Treatment Plant (E) GW SP206080411 Entry Point (E) EP 3/22/2023 AGC2871-03 PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520608 CARLSBAD MUNICIPAL WATER SYSTEM L 94041 Treatment Plant (E) GW SP206080411 Entry Point (E) EP 3/22/2023 AGC2871-03 PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520608 CARLSBAD MUNICIPAL WATER SYSTEM L 94041 Treatment Plant (E) GW SP206080411 Entry Point (E) EP 3/22/2023 AGC2871-03 PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520608 CARLSBAD MUNICIPAL WATER SYSTEM L 94041 Treatment Plant (E) GW SP206080411 Entry Point (E) EP 3/22/2023 AGC2871-03 PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520608 CARLSBAD MUNICIPAL WATER SYSTEM L 94041 Treatment Plant (E) GW SP206080411 Entry Point (E) EP 3/22/2023 AGC2871-03 PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520608 CARLSBAD MUNICIPAL WATER SYSTEM L 94041 Treatment Plant (E) GW SP206080411 Entry Point (E) EP 3/22/2023 AGC2871-03 PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3520608 CARLSBAD MUNICIPAL WATER SYSTEM L 94041 Treatment Plant (E) GW SP206080411 Entry Point (E) EP 3/22/2023 AGC2871-03 PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3520608 CARLSBAD MUNICIPAL WATER SYSTEM L 94041 Treatment Plant (E) GW SP206080411 Entry Point (E) EP 3/22/2023 AGC2871-03 PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3520608 CARLSBAD MUNICIPAL WATER SYSTEM L 94041 Treatment Plant (E) GW SP206080411 Entry Point (E) EP 3/22/2023 AGC2871-03 PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3520608 CARLSBAD MUNICIPAL WATER SYSTEM L 94041 Treatment Plant (E) GW SP206080411 Entry Point (E) EP 3/22/2023 AGC2871-03 PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520608 CARLSBAD MUNICIPAL WATER SYSTEM L 94041 Treatment Plant (E) GW SP206080411 Entry Point (E) EP 3/22/2023 AGC2871-03 PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3520608 CARLSBAD MUNICIPAL WATER SYSTEM L 94041 Treatment Plant (E) GW SP206080411 Entry Point (E) EP 3/22/2023 AGC2871-03 PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3520608 CARLSBAD MUNICIPAL WATER SYSTEM L 94041 Treatment Plant (E) GW SP206080411 Entry Point (E) EP 3/22/2023 AGC2871-03 NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3520608 CARLSBAD MUNICIPAL WATER SYSTEM L 94041 Treatment Plant (E) GW SP206080411 Entry Point (E) EP 3/22/2023 AGC2871-03 NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3520608 CARLSBAD MUNICIPAL WATER SYSTEM L 94041 Treatment Plant (E) GW SP206080411 Entry Point (E) EP 3/22/2023 AGC2871-03 PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3520608 CARLSBAD MUNICIPAL WATER SYSTEM L 94041 Treatment Plant (E) GW SP206080411 Entry Point (E) EP 3/22/2023 AGC2871-03 PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3520608 CARLSBAD MUNICIPAL WATER SYSTEM L 94041 Treatment Plant (E) GW SP206080411 Entry Point (E) EP 9/27/2023 AGI3737-03 lithium 9 µg/L EPA 200.7 = 19.4 SE2 AM 6 NM
NM3520608 CARLSBAD MUNICIPAL WATER SYSTEM L 94041 Treatment Plant (E) GW SP206080411 Entry Point (E) EP 9/27/2023 AGI3737-03 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3520608 CARLSBAD MUNICIPAL WATER SYSTEM L 94041 Treatment Plant (E) GW SP206080411 Entry Point (E) EP 9/27/2023 AGI3737-03 4:2 FTS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520608 CARLSBAD MUNICIPAL WATER SYSTEM L 94041 Treatment Plant (E) GW SP206080411 Entry Point (E) EP 9/27/2023 AGI3737-03 6:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3520608 CARLSBAD MUNICIPAL WATER SYSTEM L 94041 Treatment Plant (E) GW SP206080411 Entry Point (E) EP 9/27/2023 AGI3737-03 8:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3520608 CARLSBAD MUNICIPAL WATER SYSTEM L 94041 Treatment Plant (E) GW SP206080411 Entry Point (E) EP 9/27/2023 AGI3737-03 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3520608 CARLSBAD MUNICIPAL WATER SYSTEM L 94041 Treatment Plant (E) GW SP206080411 Entry Point (E) EP 9/27/2023 AGI3737-03 ADONA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520608 CARLSBAD MUNICIPAL WATER SYSTEM L 94041 Treatment Plant (E) GW SP206080411 Entry Point (E) EP 9/27/2023 AGI3737-03 HFPO-DA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3520608 CARLSBAD MUNICIPAL WATER SYSTEM L 94041 Treatment Plant (E) GW SP206080411 Entry Point (E) EP 9/27/2023 AGI3737-03 NFDHA 0.02 µg/L EPA 533 < SE2 AM 6 NM
NM3520608 CARLSBAD MUNICIPAL WATER SYSTEM L 94041 Treatment Plant (E) GW SP206080411 Entry Point (E) EP 9/27/2023 AGI3737-03 PFBA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3520608 CARLSBAD MUNICIPAL WATER SYSTEM L 94041 Treatment Plant (E) GW SP206080411 Entry Point (E) EP 9/27/2023 AGI3737-03 PFBS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520608 CARLSBAD MUNICIPAL WATER SYSTEM L 94041 Treatment Plant (E) GW SP206080411 Entry Point (E) EP 9/27/2023 AGI3737-03 PFDA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520608 CARLSBAD MUNICIPAL WATER SYSTEM L 94041 Treatment Plant (E) GW SP206080411 Entry Point (E) EP 9/27/2023 AGI3737-03 PFDoA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520608 CARLSBAD MUNICIPAL WATER SYSTEM L 94041 Treatment Plant (E) GW SP206080411 Entry Point (E) EP 9/27/2023 AGI3737-03 PFEESA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520608 CARLSBAD MUNICIPAL WATER SYSTEM L 94041 Treatment Plant (E) GW SP206080411 Entry Point (E) EP 9/27/2023 AGI3737-03 PFHpA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520608 CARLSBAD MUNICIPAL WATER SYSTEM L 94041 Treatment Plant (E) GW SP206080411 Entry Point (E) EP 9/27/2023 AGI3737-03 PFHpS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520608 CARLSBAD MUNICIPAL WATER SYSTEM L 94041 Treatment Plant (E) GW SP206080411 Entry Point (E) EP 9/27/2023 AGI3737-03 PFHxA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520608 CARLSBAD MUNICIPAL WATER SYSTEM L 94041 Treatment Plant (E) GW SP206080411 Entry Point (E) EP 9/27/2023 AGI3737-03 PFHxS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520608 CARLSBAD MUNICIPAL WATER SYSTEM L 94041 Treatment Plant (E) GW SP206080411 Entry Point (E) EP 9/27/2023 AGI3737-03 PFMBA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520608 CARLSBAD MUNICIPAL WATER SYSTEM L 94041 Treatment Plant (E) GW SP206080411 Entry Point (E) EP 9/27/2023 AGI3737-03 PFMPA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3520608 CARLSBAD MUNICIPAL WATER SYSTEM L 94041 Treatment Plant (E) GW SP206080411 Entry Point (E) EP 9/27/2023 AGI3737-03 PFNA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3520608 CARLSBAD MUNICIPAL WATER SYSTEM L 94041 Treatment Plant (E) GW SP206080411 Entry Point (E) EP 9/27/2023 AGI3737-03 PFOA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3520608 CARLSBAD MUNICIPAL WATER SYSTEM L 94041 Treatment Plant (E) GW SP206080411 Entry Point (E) EP 9/27/2023 AGI3737-03 PFOS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3520608 CARLSBAD MUNICIPAL WATER SYSTEM L 94041 Treatment Plant (E) GW SP206080411 Entry Point (E) EP 9/27/2023 AGI3737-03 PFPeA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520608 CARLSBAD MUNICIPAL WATER SYSTEM L 94041 Treatment Plant (E) GW SP206080411 Entry Point (E) EP 9/27/2023 AGI3737-03 PFPeS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3520608 CARLSBAD MUNICIPAL WATER SYSTEM L 94041 Treatment Plant (E) GW SP206080411 Entry Point (E) EP 9/27/2023 AGI3737-03 PFUnA 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3520608 CARLSBAD MUNICIPAL WATER SYSTEM L 94041 Treatment Plant (E) GW SP206080411 Entry Point (E) EP 9/27/2023 AGI3737-03 NEtFOSAA 0.005 µg/L EPA 537.1 < SE2 AM 6 NM
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NM3520608 CARLSBAD MUNICIPAL WATER SYSTEM L 94041 Treatment Plant (E) GW SP206080411 Entry Point (E) EP 9/27/2023 AGI3737-03 NMeFOSAA 0.006 µg/L EPA 537.1 < SE2 AM 6 NM
NM3520608 CARLSBAD MUNICIPAL WATER SYSTEM L 94041 Treatment Plant (E) GW SP206080411 Entry Point (E) EP 9/27/2023 AGI3737-03 PFTA 0.008 µg/L EPA 537.1 < SE2 AM 6 NM
NM3520608 CARLSBAD MUNICIPAL WATER SYSTEM L 94041 Treatment Plant (E) GW SP206080411 Entry Point (E) EP 9/27/2023 AGI3737-03 PFTrDA 0.007 µg/L EPA 537.1 < SE2 AM 6 NM
NM3520608 CARLSBAD MUNICIPAL WATER SYSTEM L 94040 Treatment Plant (W) GW SP206080401 Entry Point (W) EP 3/22/2023 AGC2871-01 lithium 9 µg/L EPA 200.7 < SE1 AM 6 NM
NM3520608 CARLSBAD MUNICIPAL WATER SYSTEM L 94040 Treatment Plant (W) GW SP206080401 Entry Point (W) EP 3/22/2023 AGC2871-01 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3520608 CARLSBAD MUNICIPAL WATER SYSTEM L 94040 Treatment Plant (W) GW SP206080401 Entry Point (W) EP 3/22/2023 AGC2871-01 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520608 CARLSBAD MUNICIPAL WATER SYSTEM L 94040 Treatment Plant (W) GW SP206080401 Entry Point (W) EP 3/22/2023 AGC2871-01 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3520608 CARLSBAD MUNICIPAL WATER SYSTEM L 94040 Treatment Plant (W) GW SP206080401 Entry Point (W) EP 3/22/2023 AGC2871-01 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3520608 CARLSBAD MUNICIPAL WATER SYSTEM L 94040 Treatment Plant (W) GW SP206080401 Entry Point (W) EP 3/22/2023 AGC2871-01 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3520608 CARLSBAD MUNICIPAL WATER SYSTEM L 94040 Treatment Plant (W) GW SP206080401 Entry Point (W) EP 3/22/2023 AGC2871-01 ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520608 CARLSBAD MUNICIPAL WATER SYSTEM L 94040 Treatment Plant (W) GW SP206080401 Entry Point (W) EP 3/22/2023 AGC2871-01 HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3520608 CARLSBAD MUNICIPAL WATER SYSTEM L 94040 Treatment Plant (W) GW SP206080401 Entry Point (W) EP 3/22/2023 AGC2871-01 NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3520608 CARLSBAD MUNICIPAL WATER SYSTEM L 94040 Treatment Plant (W) GW SP206080401 Entry Point (W) EP 3/22/2023 AGC2871-01 PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3520608 CARLSBAD MUNICIPAL WATER SYSTEM L 94040 Treatment Plant (W) GW SP206080401 Entry Point (W) EP 3/22/2023 AGC2871-01 PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520608 CARLSBAD MUNICIPAL WATER SYSTEM L 94040 Treatment Plant (W) GW SP206080401 Entry Point (W) EP 3/22/2023 AGC2871-01 PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520608 CARLSBAD MUNICIPAL WATER SYSTEM L 94040 Treatment Plant (W) GW SP206080401 Entry Point (W) EP 3/22/2023 AGC2871-01 PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520608 CARLSBAD MUNICIPAL WATER SYSTEM L 94040 Treatment Plant (W) GW SP206080401 Entry Point (W) EP 3/22/2023 AGC2871-01 PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520608 CARLSBAD MUNICIPAL WATER SYSTEM L 94040 Treatment Plant (W) GW SP206080401 Entry Point (W) EP 3/22/2023 AGC2871-01 PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520608 CARLSBAD MUNICIPAL WATER SYSTEM L 94040 Treatment Plant (W) GW SP206080401 Entry Point (W) EP 3/22/2023 AGC2871-01 PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520608 CARLSBAD MUNICIPAL WATER SYSTEM L 94040 Treatment Plant (W) GW SP206080401 Entry Point (W) EP 3/22/2023 AGC2871-01 PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520608 CARLSBAD MUNICIPAL WATER SYSTEM L 94040 Treatment Plant (W) GW SP206080401 Entry Point (W) EP 3/22/2023 AGC2871-01 PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520608 CARLSBAD MUNICIPAL WATER SYSTEM L 94040 Treatment Plant (W) GW SP206080401 Entry Point (W) EP 3/22/2023 AGC2871-01 PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520608 CARLSBAD MUNICIPAL WATER SYSTEM L 94040 Treatment Plant (W) GW SP206080401 Entry Point (W) EP 3/22/2023 AGC2871-01 PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3520608 CARLSBAD MUNICIPAL WATER SYSTEM L 94040 Treatment Plant (W) GW SP206080401 Entry Point (W) EP 3/22/2023 AGC2871-01 PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3520608 CARLSBAD MUNICIPAL WATER SYSTEM L 94040 Treatment Plant (W) GW SP206080401 Entry Point (W) EP 3/22/2023 AGC2871-01 PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3520608 CARLSBAD MUNICIPAL WATER SYSTEM L 94040 Treatment Plant (W) GW SP206080401 Entry Point (W) EP 3/22/2023 AGC2871-01 PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3520608 CARLSBAD MUNICIPAL WATER SYSTEM L 94040 Treatment Plant (W) GW SP206080401 Entry Point (W) EP 3/22/2023 AGC2871-01 PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520608 CARLSBAD MUNICIPAL WATER SYSTEM L 94040 Treatment Plant (W) GW SP206080401 Entry Point (W) EP 3/22/2023 AGC2871-01 PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3520608 CARLSBAD MUNICIPAL WATER SYSTEM L 94040 Treatment Plant (W) GW SP206080401 Entry Point (W) EP 3/22/2023 AGC2871-01 PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3520608 CARLSBAD MUNICIPAL WATER SYSTEM L 94040 Treatment Plant (W) GW SP206080401 Entry Point (W) EP 3/22/2023 AGC2871-01 NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3520608 CARLSBAD MUNICIPAL WATER SYSTEM L 94040 Treatment Plant (W) GW SP206080401 Entry Point (W) EP 3/22/2023 AGC2871-01 NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3520608 CARLSBAD MUNICIPAL WATER SYSTEM L 94040 Treatment Plant (W) GW SP206080401 Entry Point (W) EP 3/22/2023 AGC2871-01 PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3520608 CARLSBAD MUNICIPAL WATER SYSTEM L 94040 Treatment Plant (W) GW SP206080401 Entry Point (W) EP 3/22/2023 AGC2871-01 PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3520608 CARLSBAD MUNICIPAL WATER SYSTEM L 94040 Treatment Plant (W) GW SP206080401 Entry Point (W) EP 9/27/2023 AGI3737-01 lithium 9 µg/L EPA 200.7 < SE2 AM 6 NM
NM3520608 CARLSBAD MUNICIPAL WATER SYSTEM L 94040 Treatment Plant (W) GW SP206080401 Entry Point (W) EP 9/27/2023 AGI3737-01 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3520608 CARLSBAD MUNICIPAL WATER SYSTEM L 94040 Treatment Plant (W) GW SP206080401 Entry Point (W) EP 9/27/2023 AGI3737-01 4:2 FTS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520608 CARLSBAD MUNICIPAL WATER SYSTEM L 94040 Treatment Plant (W) GW SP206080401 Entry Point (W) EP 9/27/2023 AGI3737-01 6:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3520608 CARLSBAD MUNICIPAL WATER SYSTEM L 94040 Treatment Plant (W) GW SP206080401 Entry Point (W) EP 9/27/2023 AGI3737-01 8:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3520608 CARLSBAD MUNICIPAL WATER SYSTEM L 94040 Treatment Plant (W) GW SP206080401 Entry Point (W) EP 9/27/2023 AGI3737-01 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3520608 CARLSBAD MUNICIPAL WATER SYSTEM L 94040 Treatment Plant (W) GW SP206080401 Entry Point (W) EP 9/27/2023 AGI3737-01 ADONA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520608 CARLSBAD MUNICIPAL WATER SYSTEM L 94040 Treatment Plant (W) GW SP206080401 Entry Point (W) EP 9/27/2023 AGI3737-01 HFPO-DA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3520608 CARLSBAD MUNICIPAL WATER SYSTEM L 94040 Treatment Plant (W) GW SP206080401 Entry Point (W) EP 9/27/2023 AGI3737-01 NFDHA 0.02 µg/L EPA 533 < SE2 AM 6 NM
NM3520608 CARLSBAD MUNICIPAL WATER SYSTEM L 94040 Treatment Plant (W) GW SP206080401 Entry Point (W) EP 9/27/2023 AGI3737-01 PFBA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3520608 CARLSBAD MUNICIPAL WATER SYSTEM L 94040 Treatment Plant (W) GW SP206080401 Entry Point (W) EP 9/27/2023 AGI3737-01 PFBS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520608 CARLSBAD MUNICIPAL WATER SYSTEM L 94040 Treatment Plant (W) GW SP206080401 Entry Point (W) EP 9/27/2023 AGI3737-01 PFDA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520608 CARLSBAD MUNICIPAL WATER SYSTEM L 94040 Treatment Plant (W) GW SP206080401 Entry Point (W) EP 9/27/2023 AGI3737-01 PFDoA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520608 CARLSBAD MUNICIPAL WATER SYSTEM L 94040 Treatment Plant (W) GW SP206080401 Entry Point (W) EP 9/27/2023 AGI3737-01 PFEESA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520608 CARLSBAD MUNICIPAL WATER SYSTEM L 94040 Treatment Plant (W) GW SP206080401 Entry Point (W) EP 9/27/2023 AGI3737-01 PFHpA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520608 CARLSBAD MUNICIPAL WATER SYSTEM L 94040 Treatment Plant (W) GW SP206080401 Entry Point (W) EP 9/27/2023 AGI3737-01 PFHpS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520608 CARLSBAD MUNICIPAL WATER SYSTEM L 94040 Treatment Plant (W) GW SP206080401 Entry Point (W) EP 9/27/2023 AGI3737-01 PFHxA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520608 CARLSBAD MUNICIPAL WATER SYSTEM L 94040 Treatment Plant (W) GW SP206080401 Entry Point (W) EP 9/27/2023 AGI3737-01 PFHxS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520608 CARLSBAD MUNICIPAL WATER SYSTEM L 94040 Treatment Plant (W) GW SP206080401 Entry Point (W) EP 9/27/2023 AGI3737-01 PFMBA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520608 CARLSBAD MUNICIPAL WATER SYSTEM L 94040 Treatment Plant (W) GW SP206080401 Entry Point (W) EP 9/27/2023 AGI3737-01 PFMPA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3520608 CARLSBAD MUNICIPAL WATER SYSTEM L 94040 Treatment Plant (W) GW SP206080401 Entry Point (W) EP 9/27/2023 AGI3737-01 PFNA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3520608 CARLSBAD MUNICIPAL WATER SYSTEM L 94040 Treatment Plant (W) GW SP206080401 Entry Point (W) EP 9/27/2023 AGI3737-01 PFOA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3520608 CARLSBAD MUNICIPAL WATER SYSTEM L 94040 Treatment Plant (W) GW SP206080401 Entry Point (W) EP 9/27/2023 AGI3737-01 PFOS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3520608 CARLSBAD MUNICIPAL WATER SYSTEM L 94040 Treatment Plant (W) GW SP206080401 Entry Point (W) EP 9/27/2023 AGI3737-01 PFPeA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520608 CARLSBAD MUNICIPAL WATER SYSTEM L 94040 Treatment Plant (W) GW SP206080401 Entry Point (W) EP 9/27/2023 AGI3737-01 PFPeS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3520608 CARLSBAD MUNICIPAL WATER SYSTEM L 94040 Treatment Plant (W) GW SP206080401 Entry Point (W) EP 9/27/2023 AGI3737-01 PFUnA 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3520608 CARLSBAD MUNICIPAL WATER SYSTEM L 94040 Treatment Plant (W) GW SP206080401 Entry Point (W) EP 9/27/2023 AGI3737-01 NEtFOSAA 0.005 µg/L EPA 537.1 < SE2 AM 6 NM
NM3520608 CARLSBAD MUNICIPAL WATER SYSTEM L 94040 Treatment Plant (W) GW SP206080401 Entry Point (W) EP 9/27/2023 AGI3737-01 NMeFOSAA 0.006 µg/L EPA 537.1 < SE2 AM 6 NM
NM3520608 CARLSBAD MUNICIPAL WATER SYSTEM L 94040 Treatment Plant (W) GW SP206080401 Entry Point (W) EP 9/27/2023 AGI3737-01 PFTA 0.008 µg/L EPA 537.1 < SE2 AM 6 NM
NM3520608 CARLSBAD MUNICIPAL WATER SYSTEM L 94040 Treatment Plant (W) GW SP206080401 Entry Point (W) EP 9/27/2023 AGI3737-01 PFTrDA 0.007 µg/L EPA 537.1 < SE2 AM 6 NM
NM3526704 CITY OF RATON/RATON WATER WORKS S 26704004 CITY OF RATON/RATON WATER WORKS SW SP267040041 TREATMENT PLANT EP 3/22/2023 102326P lithium 9 µg/L EPA 200.7 < SE1 AM 6 NM
NM3526704 CITY OF RATON/RATON WATER WORKS S 26704004 CITY OF RATON/RATON WATER WORKS SW SP267040041 TREATMENT PLANT EP 3/22/2023 102326P 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3526704 CITY OF RATON/RATON WATER WORKS S 26704004 CITY OF RATON/RATON WATER WORKS SW SP267040041 TREATMENT PLANT EP 3/22/2023 102326P 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3526704 CITY OF RATON/RATON WATER WORKS S 26704004 CITY OF RATON/RATON WATER WORKS SW SP267040041 TREATMENT PLANT EP 3/22/2023 102326P 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3526704 CITY OF RATON/RATON WATER WORKS S 26704004 CITY OF RATON/RATON WATER WORKS SW SP267040041 TREATMENT PLANT EP 3/22/2023 102326P 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3526704 CITY OF RATON/RATON WATER WORKS S 26704004 CITY OF RATON/RATON WATER WORKS SW SP267040041 TREATMENT PLANT EP 3/22/2023 102326P 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3526704 CITY OF RATON/RATON WATER WORKS S 26704004 CITY OF RATON/RATON WATER WORKS SW SP267040041 TREATMENT PLANT EP 3/22/2023 102326P ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3526704 CITY OF RATON/RATON WATER WORKS S 26704004 CITY OF RATON/RATON WATER WORKS SW SP267040041 TREATMENT PLANT EP 3/22/2023 102326P HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3526704 CITY OF RATON/RATON WATER WORKS S 26704004 CITY OF RATON/RATON WATER WORKS SW SP267040041 TREATMENT PLANT EP 3/22/2023 102326P NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3526704 CITY OF RATON/RATON WATER WORKS S 26704004 CITY OF RATON/RATON WATER WORKS SW SP267040041 TREATMENT PLANT EP 3/22/2023 102326P PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3526704 CITY OF RATON/RATON WATER WORKS S 26704004 CITY OF RATON/RATON WATER WORKS SW SP267040041 TREATMENT PLANT EP 3/22/2023 102326P PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3526704 CITY OF RATON/RATON WATER WORKS S 26704004 CITY OF RATON/RATON WATER WORKS SW SP267040041 TREATMENT PLANT EP 3/22/2023 102326P PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3526704 CITY OF RATON/RATON WATER WORKS S 26704004 CITY OF RATON/RATON WATER WORKS SW SP267040041 TREATMENT PLANT EP 3/22/2023 102326P PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3526704 CITY OF RATON/RATON WATER WORKS S 26704004 CITY OF RATON/RATON WATER WORKS SW SP267040041 TREATMENT PLANT EP 3/22/2023 102326P PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3526704 CITY OF RATON/RATON WATER WORKS S 26704004 CITY OF RATON/RATON WATER WORKS SW SP267040041 TREATMENT PLANT EP 3/22/2023 102326P PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3526704 CITY OF RATON/RATON WATER WORKS S 26704004 CITY OF RATON/RATON WATER WORKS SW SP267040041 TREATMENT PLANT EP 3/22/2023 102326P PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3526704 CITY OF RATON/RATON WATER WORKS S 26704004 CITY OF RATON/RATON WATER WORKS SW SP267040041 TREATMENT PLANT EP 3/22/2023 102326P PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3526704 CITY OF RATON/RATON WATER WORKS S 26704004 CITY OF RATON/RATON WATER WORKS SW SP267040041 TREATMENT PLANT EP 3/22/2023 102326P PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3526704 CITY OF RATON/RATON WATER WORKS S 26704004 CITY OF RATON/RATON WATER WORKS SW SP267040041 TREATMENT PLANT EP 3/22/2023 102326P PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3526704 CITY OF RATON/RATON WATER WORKS S 26704004 CITY OF RATON/RATON WATER WORKS SW SP267040041 TREATMENT PLANT EP 3/22/2023 102326P PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3526704 CITY OF RATON/RATON WATER WORKS S 26704004 CITY OF RATON/RATON WATER WORKS SW SP267040041 TREATMENT PLANT EP 3/22/2023 102326P PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3526704 CITY OF RATON/RATON WATER WORKS S 26704004 CITY OF RATON/RATON WATER WORKS SW SP267040041 TREATMENT PLANT EP 3/22/2023 102326P PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3526704 CITY OF RATON/RATON WATER WORKS S 26704004 CITY OF RATON/RATON WATER WORKS SW SP267040041 TREATMENT PLANT EP 3/22/2023 102326P PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3526704 CITY OF RATON/RATON WATER WORKS S 26704004 CITY OF RATON/RATON WATER WORKS SW SP267040041 TREATMENT PLANT EP 3/22/2023 102326P PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3526704 CITY OF RATON/RATON WATER WORKS S 26704004 CITY OF RATON/RATON WATER WORKS SW SP267040041 TREATMENT PLANT EP 3/22/2023 102326P PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3526704 CITY OF RATON/RATON WATER WORKS S 26704004 CITY OF RATON/RATON WATER WORKS SW SP267040041 TREATMENT PLANT EP 3/22/2023 102326P PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3526704 CITY OF RATON/RATON WATER WORKS S 26704004 CITY OF RATON/RATON WATER WORKS SW SP267040041 TREATMENT PLANT EP 3/22/2023 102326P NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3526704 CITY OF RATON/RATON WATER WORKS S 26704004 CITY OF RATON/RATON WATER WORKS SW SP267040041 TREATMENT PLANT EP 3/22/2023 102326P NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3526704 CITY OF RATON/RATON WATER WORKS S 26704004 CITY OF RATON/RATON WATER WORKS SW SP267040041 TREATMENT PLANT EP 3/22/2023 102326P PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3526704 CITY OF RATON/RATON WATER WORKS S 26704004 CITY OF RATON/RATON WATER WORKS SW SP267040041 TREATMENT PLANT EP 3/22/2023 102326P PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3526704 CITY OF RATON/RATON WATER WORKS S 26704004 CITY OF RATON/RATON WATER WORKS SW SP267040041 TREATMENT PLANT EP 6/20/2023 105169P lithium 9 µg/L EPA 200.7 < SE2 AM 6 NM
NM3526704 CITY OF RATON/RATON WATER WORKS S 26704004 CITY OF RATON/RATON WATER WORKS SW SP267040041 TREATMENT PLANT EP 6/20/2023 105169P 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3526704 CITY OF RATON/RATON WATER WORKS S 26704004 CITY OF RATON/RATON WATER WORKS SW SP267040041 TREATMENT PLANT EP 6/20/2023 105169P 4:2 FTS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3526704 CITY OF RATON/RATON WATER WORKS S 26704004 CITY OF RATON/RATON WATER WORKS SW SP267040041 TREATMENT PLANT EP 6/20/2023 105169P 6:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3526704 CITY OF RATON/RATON WATER WORKS S 26704004 CITY OF RATON/RATON WATER WORKS SW SP267040041 TREATMENT PLANT EP 6/20/2023 105169P 8:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3526704 CITY OF RATON/RATON WATER WORKS S 26704004 CITY OF RATON/RATON WATER WORKS SW SP267040041 TREATMENT PLANT EP 6/20/2023 105169P 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3526704 CITY OF RATON/RATON WATER WORKS S 26704004 CITY OF RATON/RATON WATER WORKS SW SP267040041 TREATMENT PLANT EP 6/20/2023 105169P ADONA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3526704 CITY OF RATON/RATON WATER WORKS S 26704004 CITY OF RATON/RATON WATER WORKS SW SP267040041 TREATMENT PLANT EP 6/20/2023 105169P HFPO-DA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3526704 CITY OF RATON/RATON WATER WORKS S 26704004 CITY OF RATON/RATON WATER WORKS SW SP267040041 TREATMENT PLANT EP 6/20/2023 105169P NFDHA 0.02 µg/L EPA 533 < SE2 AM 6 NM
NM3526704 CITY OF RATON/RATON WATER WORKS S 26704004 CITY OF RATON/RATON WATER WORKS SW SP267040041 TREATMENT PLANT EP 6/20/2023 105169P PFBA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3526704 CITY OF RATON/RATON WATER WORKS S 26704004 CITY OF RATON/RATON WATER WORKS SW SP267040041 TREATMENT PLANT EP 6/20/2023 105169P PFBS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3526704 CITY OF RATON/RATON WATER WORKS S 26704004 CITY OF RATON/RATON WATER WORKS SW SP267040041 TREATMENT PLANT EP 6/20/2023 105169P PFDA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3526704 CITY OF RATON/RATON WATER WORKS S 26704004 CITY OF RATON/RATON WATER WORKS SW SP267040041 TREATMENT PLANT EP 6/20/2023 105169P PFDoA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3526704 CITY OF RATON/RATON WATER WORKS S 26704004 CITY OF RATON/RATON WATER WORKS SW SP267040041 TREATMENT PLANT EP 6/20/2023 105169P PFEESA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3526704 CITY OF RATON/RATON WATER WORKS S 26704004 CITY OF RATON/RATON WATER WORKS SW SP267040041 TREATMENT PLANT EP 6/20/2023 105169P PFHpA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3526704 CITY OF RATON/RATON WATER WORKS S 26704004 CITY OF RATON/RATON WATER WORKS SW SP267040041 TREATMENT PLANT EP 6/20/2023 105169P PFHpS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3526704 CITY OF RATON/RATON WATER WORKS S 26704004 CITY OF RATON/RATON WATER WORKS SW SP267040041 TREATMENT PLANT EP 6/20/2023 105169P PFHxA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3526704 CITY OF RATON/RATON WATER WORKS S 26704004 CITY OF RATON/RATON WATER WORKS SW SP267040041 TREATMENT PLANT EP 6/20/2023 105169P PFHxS 0.003 µg/L EPA 533 < SE2 AM 6 NM
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NM3526704 CITY OF RATON/RATON WATER WORKS S 26704004 CITY OF RATON/RATON WATER WORKS SW SP267040041 TREATMENT PLANT EP 6/20/2023 105169P PFMBA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3526704 CITY OF RATON/RATON WATER WORKS S 26704004 CITY OF RATON/RATON WATER WORKS SW SP267040041 TREATMENT PLANT EP 6/20/2023 105169P PFMPA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3526704 CITY OF RATON/RATON WATER WORKS S 26704004 CITY OF RATON/RATON WATER WORKS SW SP267040041 TREATMENT PLANT EP 6/20/2023 105169P PFNA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3526704 CITY OF RATON/RATON WATER WORKS S 26704004 CITY OF RATON/RATON WATER WORKS SW SP267040041 TREATMENT PLANT EP 6/20/2023 105169P PFOA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3526704 CITY OF RATON/RATON WATER WORKS S 26704004 CITY OF RATON/RATON WATER WORKS SW SP267040041 TREATMENT PLANT EP 6/20/2023 105169P PFOS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3526704 CITY OF RATON/RATON WATER WORKS S 26704004 CITY OF RATON/RATON WATER WORKS SW SP267040041 TREATMENT PLANT EP 6/20/2023 105169P PFPeA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3526704 CITY OF RATON/RATON WATER WORKS S 26704004 CITY OF RATON/RATON WATER WORKS SW SP267040041 TREATMENT PLANT EP 6/20/2023 105169P PFPeS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3526704 CITY OF RATON/RATON WATER WORKS S 26704004 CITY OF RATON/RATON WATER WORKS SW SP267040041 TREATMENT PLANT EP 6/20/2023 105169P PFUnA 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3526704 CITY OF RATON/RATON WATER WORKS S 26704004 CITY OF RATON/RATON WATER WORKS SW SP267040041 TREATMENT PLANT EP 6/20/2023 105169P NEtFOSAA 0.005 µg/L EPA 537.1 < SE2 AM 6 NM
NM3526704 CITY OF RATON/RATON WATER WORKS S 26704004 CITY OF RATON/RATON WATER WORKS SW SP267040041 TREATMENT PLANT EP 6/20/2023 105169P NMeFOSAA 0.006 µg/L EPA 537.1 < SE2 AM 6 NM
NM3526704 CITY OF RATON/RATON WATER WORKS S 26704004 CITY OF RATON/RATON WATER WORKS SW SP267040041 TREATMENT PLANT EP 6/20/2023 105169P PFTA 0.008 µg/L EPA 537.1 < SE2 AM 6 NM
NM3526704 CITY OF RATON/RATON WATER WORKS S 26704004 CITY OF RATON/RATON WATER WORKS SW SP267040041 TREATMENT PLANT EP 6/20/2023 105169P PFTrDA 0.007 µg/L EPA 537.1 < SE2 AM 6 NM
NM3526704 CITY OF RATON/RATON WATER WORKS S 26704004 CITY OF RATON/RATON WATER WORKS SW SP267040041 TREATMENT PLANT EP 9/25/2023 107974P lithium 9 µg/L EPA 200.7 < SE3 AM 6 NM
NM3526704 CITY OF RATON/RATON WATER WORKS S 26704004 CITY OF RATON/RATON WATER WORKS SW SP267040041 TREATMENT PLANT EP 9/25/2023 107974P 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE3 AM 6 NM
NM3526704 CITY OF RATON/RATON WATER WORKS S 26704004 CITY OF RATON/RATON WATER WORKS SW SP267040041 TREATMENT PLANT EP 9/25/2023 107974P 4:2 FTS 0.003 µg/L EPA 533 < SE3 AM 6 NM
NM3526704 CITY OF RATON/RATON WATER WORKS S 26704004 CITY OF RATON/RATON WATER WORKS SW SP267040041 TREATMENT PLANT EP 9/25/2023 107974P 6:2 FTS 0.005 µg/L EPA 533 < SE3 AM 6 NM
NM3526704 CITY OF RATON/RATON WATER WORKS S 26704004 CITY OF RATON/RATON WATER WORKS SW SP267040041 TREATMENT PLANT EP 9/25/2023 107974P 8:2 FTS 0.005 µg/L EPA 533 < SE3 AM 6 NM
NM3526704 CITY OF RATON/RATON WATER WORKS S 26704004 CITY OF RATON/RATON WATER WORKS SW SP267040041 TREATMENT PLANT EP 9/25/2023 107974P 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE3 AM 6 NM
NM3526704 CITY OF RATON/RATON WATER WORKS S 26704004 CITY OF RATON/RATON WATER WORKS SW SP267040041 TREATMENT PLANT EP 9/25/2023 107974P ADONA 0.003 µg/L EPA 533 < SE3 AM 6 NM
NM3526704 CITY OF RATON/RATON WATER WORKS S 26704004 CITY OF RATON/RATON WATER WORKS SW SP267040041 TREATMENT PLANT EP 9/25/2023 107974P HFPO-DA 0.005 µg/L EPA 533 < SE3 AM 6 NM
NM3526704 CITY OF RATON/RATON WATER WORKS S 26704004 CITY OF RATON/RATON WATER WORKS SW SP267040041 TREATMENT PLANT EP 9/25/2023 107974P NFDHA 0.02 µg/L EPA 533 < SE3 AM 6 NM
NM3526704 CITY OF RATON/RATON WATER WORKS S 26704004 CITY OF RATON/RATON WATER WORKS SW SP267040041 TREATMENT PLANT EP 9/25/2023 107974P PFBA 0.005 µg/L EPA 533 < SE3 AM 6 NM
NM3526704 CITY OF RATON/RATON WATER WORKS S 26704004 CITY OF RATON/RATON WATER WORKS SW SP267040041 TREATMENT PLANT EP 9/25/2023 107974P PFBS 0.003 µg/L EPA 533 < SE3 AM 6 NM
NM3526704 CITY OF RATON/RATON WATER WORKS S 26704004 CITY OF RATON/RATON WATER WORKS SW SP267040041 TREATMENT PLANT EP 9/25/2023 107974P PFDA 0.003 µg/L EPA 533 < SE3 AM 6 NM
NM3526704 CITY OF RATON/RATON WATER WORKS S 26704004 CITY OF RATON/RATON WATER WORKS SW SP267040041 TREATMENT PLANT EP 9/25/2023 107974P PFDoA 0.003 µg/L EPA 533 < SE3 AM 6 NM
NM3526704 CITY OF RATON/RATON WATER WORKS S 26704004 CITY OF RATON/RATON WATER WORKS SW SP267040041 TREATMENT PLANT EP 9/25/2023 107974P PFEESA 0.003 µg/L EPA 533 < SE3 AM 6 NM
NM3526704 CITY OF RATON/RATON WATER WORKS S 26704004 CITY OF RATON/RATON WATER WORKS SW SP267040041 TREATMENT PLANT EP 9/25/2023 107974P PFHpA 0.003 µg/L EPA 533 < SE3 AM 6 NM
NM3526704 CITY OF RATON/RATON WATER WORKS S 26704004 CITY OF RATON/RATON WATER WORKS SW SP267040041 TREATMENT PLANT EP 9/25/2023 107974P PFHpS 0.003 µg/L EPA 533 < SE3 AM 6 NM
NM3526704 CITY OF RATON/RATON WATER WORKS S 26704004 CITY OF RATON/RATON WATER WORKS SW SP267040041 TREATMENT PLANT EP 9/25/2023 107974P PFHxA 0.003 µg/L EPA 533 < SE3 AM 6 NM
NM3526704 CITY OF RATON/RATON WATER WORKS S 26704004 CITY OF RATON/RATON WATER WORKS SW SP267040041 TREATMENT PLANT EP 9/25/2023 107974P PFHxS 0.003 µg/L EPA 533 < SE3 AM 6 NM
NM3526704 CITY OF RATON/RATON WATER WORKS S 26704004 CITY OF RATON/RATON WATER WORKS SW SP267040041 TREATMENT PLANT EP 9/25/2023 107974P PFMBA 0.003 µg/L EPA 533 < SE3 AM 6 NM
NM3526704 CITY OF RATON/RATON WATER WORKS S 26704004 CITY OF RATON/RATON WATER WORKS SW SP267040041 TREATMENT PLANT EP 9/25/2023 107974P PFMPA 0.004 µg/L EPA 533 < SE3 AM 6 NM
NM3526704 CITY OF RATON/RATON WATER WORKS S 26704004 CITY OF RATON/RATON WATER WORKS SW SP267040041 TREATMENT PLANT EP 9/25/2023 107974P PFNA 0.004 µg/L EPA 533 < SE3 AM 6 NM
NM3526704 CITY OF RATON/RATON WATER WORKS S 26704004 CITY OF RATON/RATON WATER WORKS SW SP267040041 TREATMENT PLANT EP 9/25/2023 107974P PFOA 0.004 µg/L EPA 533 < SE3 AM 6 NM
NM3526704 CITY OF RATON/RATON WATER WORKS S 26704004 CITY OF RATON/RATON WATER WORKS SW SP267040041 TREATMENT PLANT EP 9/25/2023 107974P PFOS 0.004 µg/L EPA 533 < SE3 AM 6 NM
NM3526704 CITY OF RATON/RATON WATER WORKS S 26704004 CITY OF RATON/RATON WATER WORKS SW SP267040041 TREATMENT PLANT EP 9/25/2023 107974P PFPeA 0.003 µg/L EPA 533 < SE3 AM 6 NM
NM3526704 CITY OF RATON/RATON WATER WORKS S 26704004 CITY OF RATON/RATON WATER WORKS SW SP267040041 TREATMENT PLANT EP 9/25/2023 107974P PFPeS 0.004 µg/L EPA 533 < SE3 AM 6 NM
NM3526704 CITY OF RATON/RATON WATER WORKS S 26704004 CITY OF RATON/RATON WATER WORKS SW SP267040041 TREATMENT PLANT EP 9/25/2023 107974P PFUnA 0.002 µg/L EPA 533 < SE3 AM 6 NM
NM3526704 CITY OF RATON/RATON WATER WORKS S 26704004 CITY OF RATON/RATON WATER WORKS SW SP267040041 TREATMENT PLANT EP 9/25/2023 107974P NEtFOSAA 0.005 µg/L EPA 537.1 < SE3 AM 6 NM
NM3526704 CITY OF RATON/RATON WATER WORKS S 26704004 CITY OF RATON/RATON WATER WORKS SW SP267040041 TREATMENT PLANT EP 9/25/2023 107974P NMeFOSAA 0.006 µg/L EPA 537.1 < SE3 AM 6 NM
NM3526704 CITY OF RATON/RATON WATER WORKS S 26704004 CITY OF RATON/RATON WATER WORKS SW SP267040041 TREATMENT PLANT EP 9/25/2023 107974P PFTA 0.008 µg/L EPA 537.1 < SE3 AM 6 NM
NM3526704 CITY OF RATON/RATON WATER WORKS S 26704004 CITY OF RATON/RATON WATER WORKS SW SP267040041 TREATMENT PLANT EP 9/25/2023 107974P PFTrDA 0.007 µg/L EPA 537.1 < SE3 AM 6 NM
NM3526704 CITY OF RATON/RATON WATER WORKS S 26704004 CITY OF RATON/RATON WATER WORKS SW SP267040041 TREATMENT PLANT EP 12/4/2023 110792P lithium 9 µg/L EPA 200.7 = 9.32 SE4 AM 6 NM
NM3526704 CITY OF RATON/RATON WATER WORKS S 26704004 CITY OF RATON/RATON WATER WORKS SW SP267040041 TREATMENT PLANT EP 12/4/2023 110792P 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE4 AM 6 NM
NM3526704 CITY OF RATON/RATON WATER WORKS S 26704004 CITY OF RATON/RATON WATER WORKS SW SP267040041 TREATMENT PLANT EP 12/4/2023 110792P 4:2 FTS 0.003 µg/L EPA 533 < SE4 AM 6 NM
NM3526704 CITY OF RATON/RATON WATER WORKS S 26704004 CITY OF RATON/RATON WATER WORKS SW SP267040041 TREATMENT PLANT EP 12/4/2023 110792P 6:2 FTS 0.005 µg/L EPA 533 < SE4 AM 6 NM
NM3526704 CITY OF RATON/RATON WATER WORKS S 26704004 CITY OF RATON/RATON WATER WORKS SW SP267040041 TREATMENT PLANT EP 12/4/2023 110792P 8:2 FTS 0.005 µg/L EPA 533 < SE4 AM 6 NM
NM3526704 CITY OF RATON/RATON WATER WORKS S 26704004 CITY OF RATON/RATON WATER WORKS SW SP267040041 TREATMENT PLANT EP 12/4/2023 110792P 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE4 AM 6 NM
NM3526704 CITY OF RATON/RATON WATER WORKS S 26704004 CITY OF RATON/RATON WATER WORKS SW SP267040041 TREATMENT PLANT EP 12/4/2023 110792P ADONA 0.003 µg/L EPA 533 < SE4 AM 6 NM
NM3526704 CITY OF RATON/RATON WATER WORKS S 26704004 CITY OF RATON/RATON WATER WORKS SW SP267040041 TREATMENT PLANT EP 12/4/2023 110792P HFPO-DA 0.005 µg/L EPA 533 < SE4 AM 6 NM
NM3526704 CITY OF RATON/RATON WATER WORKS S 26704004 CITY OF RATON/RATON WATER WORKS SW SP267040041 TREATMENT PLANT EP 12/4/2023 110792P NFDHA 0.02 µg/L EPA 533 < SE4 AM 6 NM
NM3526704 CITY OF RATON/RATON WATER WORKS S 26704004 CITY OF RATON/RATON WATER WORKS SW SP267040041 TREATMENT PLANT EP 12/4/2023 110792P PFBA 0.005 µg/L EPA 533 < SE4 AM 6 NM
NM3526704 CITY OF RATON/RATON WATER WORKS S 26704004 CITY OF RATON/RATON WATER WORKS SW SP267040041 TREATMENT PLANT EP 12/4/2023 110792P PFBS 0.003 µg/L EPA 533 < SE4 AM 6 NM
NM3526704 CITY OF RATON/RATON WATER WORKS S 26704004 CITY OF RATON/RATON WATER WORKS SW SP267040041 TREATMENT PLANT EP 12/4/2023 110792P PFDA 0.003 µg/L EPA 533 < SE4 AM 6 NM
NM3526704 CITY OF RATON/RATON WATER WORKS S 26704004 CITY OF RATON/RATON WATER WORKS SW SP267040041 TREATMENT PLANT EP 12/4/2023 110792P PFDoA 0.003 µg/L EPA 533 < SE4 AM 6 NM
NM3526704 CITY OF RATON/RATON WATER WORKS S 26704004 CITY OF RATON/RATON WATER WORKS SW SP267040041 TREATMENT PLANT EP 12/4/2023 110792P PFEESA 0.003 µg/L EPA 533 < SE4 AM 6 NM
NM3526704 CITY OF RATON/RATON WATER WORKS S 26704004 CITY OF RATON/RATON WATER WORKS SW SP267040041 TREATMENT PLANT EP 12/4/2023 110792P PFHpA 0.003 µg/L EPA 533 < SE4 AM 6 NM
NM3526704 CITY OF RATON/RATON WATER WORKS S 26704004 CITY OF RATON/RATON WATER WORKS SW SP267040041 TREATMENT PLANT EP 12/4/2023 110792P PFHpS 0.003 µg/L EPA 533 < SE4 AM 6 NM
NM3526704 CITY OF RATON/RATON WATER WORKS S 26704004 CITY OF RATON/RATON WATER WORKS SW SP267040041 TREATMENT PLANT EP 12/4/2023 110792P PFHxA 0.003 µg/L EPA 533 < SE4 AM 6 NM
NM3526704 CITY OF RATON/RATON WATER WORKS S 26704004 CITY OF RATON/RATON WATER WORKS SW SP267040041 TREATMENT PLANT EP 12/4/2023 110792P PFHxS 0.003 µg/L EPA 533 < SE4 AM 6 NM
NM3526704 CITY OF RATON/RATON WATER WORKS S 26704004 CITY OF RATON/RATON WATER WORKS SW SP267040041 TREATMENT PLANT EP 12/4/2023 110792P PFMBA 0.003 µg/L EPA 533 < SE4 AM 6 NM
NM3526704 CITY OF RATON/RATON WATER WORKS S 26704004 CITY OF RATON/RATON WATER WORKS SW SP267040041 TREATMENT PLANT EP 12/4/2023 110792P PFMPA 0.004 µg/L EPA 533 < SE4 AM 6 NM
NM3526704 CITY OF RATON/RATON WATER WORKS S 26704004 CITY OF RATON/RATON WATER WORKS SW SP267040041 TREATMENT PLANT EP 12/4/2023 110792P PFNA 0.004 µg/L EPA 533 < SE4 AM 6 NM
NM3526704 CITY OF RATON/RATON WATER WORKS S 26704004 CITY OF RATON/RATON WATER WORKS SW SP267040041 TREATMENT PLANT EP 12/4/2023 110792P PFOA 0.004 µg/L EPA 533 < SE4 AM 6 NM
NM3526704 CITY OF RATON/RATON WATER WORKS S 26704004 CITY OF RATON/RATON WATER WORKS SW SP267040041 TREATMENT PLANT EP 12/4/2023 110792P PFOS 0.004 µg/L EPA 533 < SE4 AM 6 NM
NM3526704 CITY OF RATON/RATON WATER WORKS S 26704004 CITY OF RATON/RATON WATER WORKS SW SP267040041 TREATMENT PLANT EP 12/4/2023 110792P PFPeA 0.003 µg/L EPA 533 < SE4 AM 6 NM
NM3526704 CITY OF RATON/RATON WATER WORKS S 26704004 CITY OF RATON/RATON WATER WORKS SW SP267040041 TREATMENT PLANT EP 12/4/2023 110792P PFPeS 0.004 µg/L EPA 533 < SE4 AM 6 NM
NM3526704 CITY OF RATON/RATON WATER WORKS S 26704004 CITY OF RATON/RATON WATER WORKS SW SP267040041 TREATMENT PLANT EP 12/4/2023 110792P PFUnA 0.002 µg/L EPA 533 < SE4 AM 6 NM
NM3526704 CITY OF RATON/RATON WATER WORKS S 26704004 CITY OF RATON/RATON WATER WORKS SW SP267040041 TREATMENT PLANT EP 12/4/2023 110792P NEtFOSAA 0.005 µg/L EPA 537.1 < SE4 AM 6 NM
NM3526704 CITY OF RATON/RATON WATER WORKS S 26704004 CITY OF RATON/RATON WATER WORKS SW SP267040041 TREATMENT PLANT EP 12/4/2023 110792P NMeFOSAA 0.006 µg/L EPA 537.1 < SE4 AM 6 NM
NM3526704 CITY OF RATON/RATON WATER WORKS S 26704004 CITY OF RATON/RATON WATER WORKS SW SP267040041 TREATMENT PLANT EP 12/4/2023 110792P PFTA 0.008 µg/L EPA 537.1 < SE4 AM 6 NM
NM3526704 CITY OF RATON/RATON WATER WORKS S 26704004 CITY OF RATON/RATON WATER WORKS SW SP267040041 TREATMENT PLANT EP 12/4/2023 110792P PFTrDA 0.007 µg/L EPA 537.1 < SE4 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91001 Well #1 GW SP286160011 Entry Point to Dist. System EP 1/31/2024 2024003499 lithium 9 µg/L EPA 200.7 = 16.4 SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91001 Well #1 GW SP286160011 Entry Point to Dist. System EP 1/31/2024 2024003529 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91001 Well #1 GW SP286160011 Entry Point to Dist. System EP 1/31/2024 2024003529 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91001 Well #1 GW SP286160011 Entry Point to Dist. System EP 1/31/2024 2024003529 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91001 Well #1 GW SP286160011 Entry Point to Dist. System EP 1/31/2024 2024003529 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91001 Well #1 GW SP286160011 Entry Point to Dist. System EP 1/31/2024 2024003529 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91001 Well #1 GW SP286160011 Entry Point to Dist. System EP 1/31/2024 2024003529 ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91001 Well #1 GW SP286160011 Entry Point to Dist. System EP 1/31/2024 2024003529 HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91001 Well #1 GW SP286160011 Entry Point to Dist. System EP 1/31/2024 2024003529 NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91001 Well #1 GW SP286160011 Entry Point to Dist. System EP 1/31/2024 2024003529 PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91001 Well #1 GW SP286160011 Entry Point to Dist. System EP 1/31/2024 2024003529 PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91001 Well #1 GW SP286160011 Entry Point to Dist. System EP 1/31/2024 2024003529 PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91001 Well #1 GW SP286160011 Entry Point to Dist. System EP 1/31/2024 2024003529 PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91001 Well #1 GW SP286160011 Entry Point to Dist. System EP 1/31/2024 2024003529 PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91001 Well #1 GW SP286160011 Entry Point to Dist. System EP 1/31/2024 2024003529 PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91001 Well #1 GW SP286160011 Entry Point to Dist. System EP 1/31/2024 2024003529 PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91001 Well #1 GW SP286160011 Entry Point to Dist. System EP 1/31/2024 2024003529 PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91001 Well #1 GW SP286160011 Entry Point to Dist. System EP 1/31/2024 2024003529 PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91001 Well #1 GW SP286160011 Entry Point to Dist. System EP 1/31/2024 2024003529 PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91001 Well #1 GW SP286160011 Entry Point to Dist. System EP 1/31/2024 2024003529 PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91001 Well #1 GW SP286160011 Entry Point to Dist. System EP 1/31/2024 2024003529 PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91001 Well #1 GW SP286160011 Entry Point to Dist. System EP 1/31/2024 2024003529 PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91001 Well #1 GW SP286160011 Entry Point to Dist. System EP 1/31/2024 2024003529 PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91001 Well #1 GW SP286160011 Entry Point to Dist. System EP 1/31/2024 2024003529 PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91001 Well #1 GW SP286160011 Entry Point to Dist. System EP 1/31/2024 2024003529 PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91001 Well #1 GW SP286160011 Entry Point to Dist. System EP 1/31/2024 2024003529 PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91001 Well #1 GW SP286160011 Entry Point to Dist. System EP 4/10/2024 2024012770 NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91001 Well #1 GW SP286160011 Entry Point to Dist. System EP 4/10/2024 2024012770 NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91001 Well #1 GW SP286160011 Entry Point to Dist. System EP 4/10/2024 2024012770 PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91001 Well #1 GW SP286160011 Entry Point to Dist. System EP 4/10/2024 2024012770 PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91027 Well #15 GW SP286160271 Entry Point to Dist. System EP 1/31/2024 2024003495 lithium 9 µg/L EPA 200.7 = 18 SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91027 Well #15 GW SP286160271 Entry Point to Dist. System EP 1/31/2024 2024003510 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91027 Well #15 GW SP286160271 Entry Point to Dist. System EP 1/31/2024 2024003510 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91027 Well #15 GW SP286160271 Entry Point to Dist. System EP 1/31/2024 2024003510 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91027 Well #15 GW SP286160271 Entry Point to Dist. System EP 1/31/2024 2024003510 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91027 Well #15 GW SP286160271 Entry Point to Dist. System EP 1/31/2024 2024003510 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91027 Well #15 GW SP286160271 Entry Point to Dist. System EP 1/31/2024 2024003510 ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91027 Well #15 GW SP286160271 Entry Point to Dist. System EP 1/31/2024 2024003510 HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91027 Well #15 GW SP286160271 Entry Point to Dist. System EP 1/31/2024 2024003510 NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM



PWSID PWSName Size FacilityID FacilityName FacilityWaterType SamplePointID SamplePointName SamplePointType AssociatedFacilityID AssociatedSamplePointID CollectionDate SampleID Contaminant MRL Units MethodID AnalyticalResultsSign AnalyticalResultValue SampleEventCode MonitoringRequirement Region State
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91027 Well #15 GW SP286160271 Entry Point to Dist. System EP 1/31/2024 2024003510 PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91027 Well #15 GW SP286160271 Entry Point to Dist. System EP 1/31/2024 2024003510 PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91027 Well #15 GW SP286160271 Entry Point to Dist. System EP 1/31/2024 2024003510 PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91027 Well #15 GW SP286160271 Entry Point to Dist. System EP 1/31/2024 2024003510 PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91027 Well #15 GW SP286160271 Entry Point to Dist. System EP 1/31/2024 2024003510 PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91027 Well #15 GW SP286160271 Entry Point to Dist. System EP 1/31/2024 2024003510 PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91027 Well #15 GW SP286160271 Entry Point to Dist. System EP 1/31/2024 2024003510 PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91027 Well #15 GW SP286160271 Entry Point to Dist. System EP 1/31/2024 2024003510 PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91027 Well #15 GW SP286160271 Entry Point to Dist. System EP 1/31/2024 2024003510 PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91027 Well #15 GW SP286160271 Entry Point to Dist. System EP 1/31/2024 2024003510 PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91027 Well #15 GW SP286160271 Entry Point to Dist. System EP 1/31/2024 2024003510 PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91027 Well #15 GW SP286160271 Entry Point to Dist. System EP 1/31/2024 2024003510 PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91027 Well #15 GW SP286160271 Entry Point to Dist. System EP 1/31/2024 2024003510 PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91027 Well #15 GW SP286160271 Entry Point to Dist. System EP 1/31/2024 2024003510 PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91027 Well #15 GW SP286160271 Entry Point to Dist. System EP 1/31/2024 2024003510 PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91027 Well #15 GW SP286160271 Entry Point to Dist. System EP 1/31/2024 2024003510 PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91027 Well #15 GW SP286160271 Entry Point to Dist. System EP 1/31/2024 2024003510 PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91027 Well #15 GW SP286160271 Entry Point to Dist. System EP 4/10/2024 2024012766 NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91027 Well #15 GW SP286160271 Entry Point to Dist. System EP 4/10/2024 2024012766 NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91027 Well #15 GW SP286160271 Entry Point to Dist. System EP 4/10/2024 2024012766 PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91027 Well #15 GW SP286160271 Entry Point to Dist. System EP 4/10/2024 2024012766 PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91032 Well #17 GW SP286160321 Entry Point to Dist. System EP 1/31/2024 2024003517 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91032 Well #17 GW SP286160321 Entry Point to Dist. System EP 1/31/2024 2024003517 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91032 Well #17 GW SP286160321 Entry Point to Dist. System EP 1/31/2024 2024003517 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91032 Well #17 GW SP286160321 Entry Point to Dist. System EP 1/31/2024 2024003517 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91032 Well #17 GW SP286160321 Entry Point to Dist. System EP 1/31/2024 2024003517 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91032 Well #17 GW SP286160321 Entry Point to Dist. System EP 1/31/2024 2024003517 ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91032 Well #17 GW SP286160321 Entry Point to Dist. System EP 1/31/2024 2024003517 HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91032 Well #17 GW SP286160321 Entry Point to Dist. System EP 1/31/2024 2024003517 NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91032 Well #17 GW SP286160321 Entry Point to Dist. System EP 1/31/2024 2024003517 PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91032 Well #17 GW SP286160321 Entry Point to Dist. System EP 1/31/2024 2024003517 PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91032 Well #17 GW SP286160321 Entry Point to Dist. System EP 1/31/2024 2024003517 PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91032 Well #17 GW SP286160321 Entry Point to Dist. System EP 1/31/2024 2024003517 PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91032 Well #17 GW SP286160321 Entry Point to Dist. System EP 1/31/2024 2024003517 PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91032 Well #17 GW SP286160321 Entry Point to Dist. System EP 1/31/2024 2024003517 PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91032 Well #17 GW SP286160321 Entry Point to Dist. System EP 1/31/2024 2024003517 PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91032 Well #17 GW SP286160321 Entry Point to Dist. System EP 1/31/2024 2024003517 PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91032 Well #17 GW SP286160321 Entry Point to Dist. System EP 1/31/2024 2024003517 PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91032 Well #17 GW SP286160321 Entry Point to Dist. System EP 1/31/2024 2024003517 PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91032 Well #17 GW SP286160321 Entry Point to Dist. System EP 1/31/2024 2024003517 PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91032 Well #17 GW SP286160321 Entry Point to Dist. System EP 1/31/2024 2024003517 PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91032 Well #17 GW SP286160321 Entry Point to Dist. System EP 1/31/2024 2024003517 PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91032 Well #17 GW SP286160321 Entry Point to Dist. System EP 1/31/2024 2024003517 PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91032 Well #17 GW SP286160321 Entry Point to Dist. System EP 1/31/2024 2024003517 PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91032 Well #17 GW SP286160321 Entry Point to Dist. System EP 1/31/2024 2024003517 PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91032 Well #17 GW SP286160321 Entry Point to Dist. System EP 1/31/2024 2024003517 PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91032 Well #17 GW SP286160321 Entry Point to Dist. System EP 4/10/2024 2024012767 NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91032 Well #17 GW SP286160321 Entry Point to Dist. System EP 4/10/2024 2024012767 NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91032 Well #17 GW SP286160321 Entry Point to Dist. System EP 4/10/2024 2024012767 PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91032 Well #17 GW SP286160321 Entry Point to Dist. System EP 4/10/2024 2024012767 PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91002 Well #2 GW SP286160021 Entry Point to Dist. System EP 1/31/2024 2024003500 lithium 9 µg/L EPA 200.7 = 14.1 SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91002 Well #2 GW SP286160021 Entry Point to Dist. System EP 1/31/2024 2024003505 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91002 Well #2 GW SP286160021 Entry Point to Dist. System EP 1/31/2024 2024003505 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91002 Well #2 GW SP286160021 Entry Point to Dist. System EP 1/31/2024 2024003505 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91002 Well #2 GW SP286160021 Entry Point to Dist. System EP 1/31/2024 2024003505 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91002 Well #2 GW SP286160021 Entry Point to Dist. System EP 1/31/2024 2024003505 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91002 Well #2 GW SP286160021 Entry Point to Dist. System EP 1/31/2024 2024003505 ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91002 Well #2 GW SP286160021 Entry Point to Dist. System EP 1/31/2024 2024003505 HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91002 Well #2 GW SP286160021 Entry Point to Dist. System EP 1/31/2024 2024003505 NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91002 Well #2 GW SP286160021 Entry Point to Dist. System EP 1/31/2024 2024003505 PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91002 Well #2 GW SP286160021 Entry Point to Dist. System EP 1/31/2024 2024003505 PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91002 Well #2 GW SP286160021 Entry Point to Dist. System EP 1/31/2024 2024003505 PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91002 Well #2 GW SP286160021 Entry Point to Dist. System EP 1/31/2024 2024003505 PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91002 Well #2 GW SP286160021 Entry Point to Dist. System EP 1/31/2024 2024003505 PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91002 Well #2 GW SP286160021 Entry Point to Dist. System EP 1/31/2024 2024003505 PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91002 Well #2 GW SP286160021 Entry Point to Dist. System EP 1/31/2024 2024003505 PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91002 Well #2 GW SP286160021 Entry Point to Dist. System EP 1/31/2024 2024003505 PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91002 Well #2 GW SP286160021 Entry Point to Dist. System EP 1/31/2024 2024003505 PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91002 Well #2 GW SP286160021 Entry Point to Dist. System EP 1/31/2024 2024003505 PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91002 Well #2 GW SP286160021 Entry Point to Dist. System EP 1/31/2024 2024003505 PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91002 Well #2 GW SP286160021 Entry Point to Dist. System EP 1/31/2024 2024003505 PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91002 Well #2 GW SP286160021 Entry Point to Dist. System EP 1/31/2024 2024003505 PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91002 Well #2 GW SP286160021 Entry Point to Dist. System EP 1/31/2024 2024003505 PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91002 Well #2 GW SP286160021 Entry Point to Dist. System EP 1/31/2024 2024003505 PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91002 Well #2 GW SP286160021 Entry Point to Dist. System EP 1/31/2024 2024003505 PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91002 Well #2 GW SP286160021 Entry Point to Dist. System EP 1/31/2024 2024003505 PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91002 Well #2 GW SP286160021 Entry Point to Dist. System EP 4/10/2024 2024012764 NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91002 Well #2 GW SP286160021 Entry Point to Dist. System EP 4/10/2024 2024012764 NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91002 Well #2 GW SP286160021 Entry Point to Dist. System EP 4/10/2024 2024012764 PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91002 Well #2 GW SP286160021 Entry Point to Dist. System EP 4/10/2024 2024012764 PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91005 Well #5 GW SP286160051 Entry Point to Dist. System EP 1/31/2024 2024003501 lithium 9 µg/L EPA 200.7 = 16.6 SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91005 Well #5 GW SP286160051 Entry Point to Dist. System EP 1/31/2024 2024003502 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91005 Well #5 GW SP286160051 Entry Point to Dist. System EP 1/31/2024 2024003502 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91005 Well #5 GW SP286160051 Entry Point to Dist. System EP 1/31/2024 2024003502 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91005 Well #5 GW SP286160051 Entry Point to Dist. System EP 1/31/2024 2024003502 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91005 Well #5 GW SP286160051 Entry Point to Dist. System EP 1/31/2024 2024003502 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91005 Well #5 GW SP286160051 Entry Point to Dist. System EP 1/31/2024 2024003502 ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91005 Well #5 GW SP286160051 Entry Point to Dist. System EP 1/31/2024 2024003502 HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91005 Well #5 GW SP286160051 Entry Point to Dist. System EP 1/31/2024 2024003502 NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91005 Well #5 GW SP286160051 Entry Point to Dist. System EP 1/31/2024 2024003502 PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91005 Well #5 GW SP286160051 Entry Point to Dist. System EP 1/31/2024 2024003502 PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91005 Well #5 GW SP286160051 Entry Point to Dist. System EP 1/31/2024 2024003502 PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91005 Well #5 GW SP286160051 Entry Point to Dist. System EP 1/31/2024 2024003502 PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91005 Well #5 GW SP286160051 Entry Point to Dist. System EP 1/31/2024 2024003502 PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91005 Well #5 GW SP286160051 Entry Point to Dist. System EP 1/31/2024 2024003502 PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91005 Well #5 GW SP286160051 Entry Point to Dist. System EP 1/31/2024 2024003502 PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91005 Well #5 GW SP286160051 Entry Point to Dist. System EP 1/31/2024 2024003502 PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91005 Well #5 GW SP286160051 Entry Point to Dist. System EP 1/31/2024 2024003502 PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91005 Well #5 GW SP286160051 Entry Point to Dist. System EP 1/31/2024 2024003502 PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91005 Well #5 GW SP286160051 Entry Point to Dist. System EP 1/31/2024 2024003502 PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91005 Well #5 GW SP286160051 Entry Point to Dist. System EP 1/31/2024 2024003502 PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91005 Well #5 GW SP286160051 Entry Point to Dist. System EP 1/31/2024 2024003502 PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91005 Well #5 GW SP286160051 Entry Point to Dist. System EP 1/31/2024 2024003502 PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91005 Well #5 GW SP286160051 Entry Point to Dist. System EP 1/31/2024 2024003502 PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91005 Well #5 GW SP286160051 Entry Point to Dist. System EP 1/31/2024 2024003502 PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91005 Well #5 GW SP286160051 Entry Point to Dist. System EP 1/31/2024 2024003502 PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91005 Well #5 GW SP286160051 Entry Point to Dist. System EP 4/10/2024 2024012763 NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91005 Well #5 GW SP286160051 Entry Point to Dist. System EP 4/10/2024 2024012763 NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91005 Well #5 GW SP286160051 Entry Point to Dist. System EP 4/10/2024 2024012763 PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91005 Well #5 GW SP286160051 Entry Point to Dist. System EP 4/10/2024 2024012763 PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91006 Well #6 GW SP286160061 Entry Point to Dist. System EP 1/31/2024 2024003498 lithium 9 µg/L EPA 200.7 = 15 SE1 AM 6 NM



PWSID PWSName Size FacilityID FacilityName FacilityWaterType SamplePointID SamplePointName SamplePointType AssociatedFacilityID AssociatedSamplePointID CollectionDate SampleID Contaminant MRL Units MethodID AnalyticalResultsSign AnalyticalResultValue SampleEventCode MonitoringRequirement Region State
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91006 Well #6 GW SP286160061 Entry Point to Dist. System EP 1/31/2024 2024003522 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91006 Well #6 GW SP286160061 Entry Point to Dist. System EP 1/31/2024 2024003522 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91006 Well #6 GW SP286160061 Entry Point to Dist. System EP 1/31/2024 2024003522 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91006 Well #6 GW SP286160061 Entry Point to Dist. System EP 1/31/2024 2024003522 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91006 Well #6 GW SP286160061 Entry Point to Dist. System EP 1/31/2024 2024003522 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91006 Well #6 GW SP286160061 Entry Point to Dist. System EP 1/31/2024 2024003522 ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91006 Well #6 GW SP286160061 Entry Point to Dist. System EP 1/31/2024 2024003522 HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91006 Well #6 GW SP286160061 Entry Point to Dist. System EP 1/31/2024 2024003522 NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91006 Well #6 GW SP286160061 Entry Point to Dist. System EP 1/31/2024 2024003522 PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91006 Well #6 GW SP286160061 Entry Point to Dist. System EP 1/31/2024 2024003522 PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91006 Well #6 GW SP286160061 Entry Point to Dist. System EP 1/31/2024 2024003522 PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91006 Well #6 GW SP286160061 Entry Point to Dist. System EP 1/31/2024 2024003522 PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91006 Well #6 GW SP286160061 Entry Point to Dist. System EP 1/31/2024 2024003522 PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91006 Well #6 GW SP286160061 Entry Point to Dist. System EP 1/31/2024 2024003522 PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91006 Well #6 GW SP286160061 Entry Point to Dist. System EP 1/31/2024 2024003522 PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91006 Well #6 GW SP286160061 Entry Point to Dist. System EP 1/31/2024 2024003522 PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91006 Well #6 GW SP286160061 Entry Point to Dist. System EP 1/31/2024 2024003522 PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91006 Well #6 GW SP286160061 Entry Point to Dist. System EP 1/31/2024 2024003522 PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91006 Well #6 GW SP286160061 Entry Point to Dist. System EP 1/31/2024 2024003522 PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91006 Well #6 GW SP286160061 Entry Point to Dist. System EP 1/31/2024 2024003522 PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91006 Well #6 GW SP286160061 Entry Point to Dist. System EP 1/31/2024 2024003522 PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91006 Well #6 GW SP286160061 Entry Point to Dist. System EP 1/31/2024 2024003522 PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91006 Well #6 GW SP286160061 Entry Point to Dist. System EP 1/31/2024 2024003522 PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91006 Well #6 GW SP286160061 Entry Point to Dist. System EP 1/31/2024 2024003522 PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91006 Well #6 GW SP286160061 Entry Point to Dist. System EP 1/31/2024 2024003522 PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91006 Well #6 GW SP286160061 Entry Point to Dist. System EP 4/10/2024 2024012768 NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91006 Well #6 GW SP286160061 Entry Point to Dist. System EP 4/10/2024 2024012768 NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91006 Well #6 GW SP286160061 Entry Point to Dist. System EP 4/10/2024 2024012768 PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91006 Well #6 GW SP286160061 Entry Point to Dist. System EP 4/10/2024 2024012768 PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91007 Well #7 GW SP286160071 Entry Point to Dist. System EP 1/31/2024 2024003497 lithium 9 µg/L EPA 200.7 = 15.9 SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91007 Well #7 GW SP286160071 Entry Point to Dist. System EP 1/31/2024 2024003526 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91007 Well #7 GW SP286160071 Entry Point to Dist. System EP 1/31/2024 2024003526 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91007 Well #7 GW SP286160071 Entry Point to Dist. System EP 1/31/2024 2024003526 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91007 Well #7 GW SP286160071 Entry Point to Dist. System EP 1/31/2024 2024003526 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91007 Well #7 GW SP286160071 Entry Point to Dist. System EP 1/31/2024 2024003526 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91007 Well #7 GW SP286160071 Entry Point to Dist. System EP 1/31/2024 2024003526 ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91007 Well #7 GW SP286160071 Entry Point to Dist. System EP 1/31/2024 2024003526 HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91007 Well #7 GW SP286160071 Entry Point to Dist. System EP 1/31/2024 2024003526 NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91007 Well #7 GW SP286160071 Entry Point to Dist. System EP 1/31/2024 2024003526 PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91007 Well #7 GW SP286160071 Entry Point to Dist. System EP 1/31/2024 2024003526 PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91007 Well #7 GW SP286160071 Entry Point to Dist. System EP 1/31/2024 2024003526 PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91007 Well #7 GW SP286160071 Entry Point to Dist. System EP 1/31/2024 2024003526 PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91007 Well #7 GW SP286160071 Entry Point to Dist. System EP 1/31/2024 2024003526 PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91007 Well #7 GW SP286160071 Entry Point to Dist. System EP 1/31/2024 2024003526 PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91007 Well #7 GW SP286160071 Entry Point to Dist. System EP 1/31/2024 2024003526 PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91007 Well #7 GW SP286160071 Entry Point to Dist. System EP 1/31/2024 2024003526 PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91007 Well #7 GW SP286160071 Entry Point to Dist. System EP 1/31/2024 2024003526 PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91007 Well #7 GW SP286160071 Entry Point to Dist. System EP 1/31/2024 2024003526 PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91007 Well #7 GW SP286160071 Entry Point to Dist. System EP 1/31/2024 2024003526 PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91007 Well #7 GW SP286160071 Entry Point to Dist. System EP 1/31/2024 2024003526 PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91007 Well #7 GW SP286160071 Entry Point to Dist. System EP 1/31/2024 2024003526 PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91007 Well #7 GW SP286160071 Entry Point to Dist. System EP 1/31/2024 2024003526 PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91007 Well #7 GW SP286160071 Entry Point to Dist. System EP 1/31/2024 2024003526 PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91007 Well #7 GW SP286160071 Entry Point to Dist. System EP 1/31/2024 2024003526 PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91007 Well #7 GW SP286160071 Entry Point to Dist. System EP 1/31/2024 2024003526 PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91007 Well #7 GW SP286160071 Entry Point to Dist. System EP 4/10/2024 2024012769 NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91007 Well #7 GW SP286160071 Entry Point to Dist. System EP 4/10/2024 2024012769 NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91007 Well #7 GW SP286160071 Entry Point to Dist. System EP 4/10/2024 2024012769 PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91007 Well #7 GW SP286160071 Entry Point to Dist. System EP 4/10/2024 2024012769 PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91009 Well #9 GW SP286160091 Entry Point to Dist. System EP 1/31/2024 2024003496 lithium 9 µg/L EPA 200.7 = 17.1 SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91009 Well #9 GW SP286160091 Entry Point to Dist. System EP 1/31/2024 2024003520 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91009 Well #9 GW SP286160091 Entry Point to Dist. System EP 1/31/2024 2024003520 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91009 Well #9 GW SP286160091 Entry Point to Dist. System EP 1/31/2024 2024003520 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91009 Well #9 GW SP286160091 Entry Point to Dist. System EP 1/31/2024 2024003520 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91009 Well #9 GW SP286160091 Entry Point to Dist. System EP 1/31/2024 2024003520 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91009 Well #9 GW SP286160091 Entry Point to Dist. System EP 1/31/2024 2024003520 ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91009 Well #9 GW SP286160091 Entry Point to Dist. System EP 1/31/2024 2024003520 HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91009 Well #9 GW SP286160091 Entry Point to Dist. System EP 1/31/2024 2024003520 NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91009 Well #9 GW SP286160091 Entry Point to Dist. System EP 1/31/2024 2024003520 PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91009 Well #9 GW SP286160091 Entry Point to Dist. System EP 1/31/2024 2024003520 PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91009 Well #9 GW SP286160091 Entry Point to Dist. System EP 1/31/2024 2024003520 PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91009 Well #9 GW SP286160091 Entry Point to Dist. System EP 1/31/2024 2024003520 PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91009 Well #9 GW SP286160091 Entry Point to Dist. System EP 1/31/2024 2024003520 PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91009 Well #9 GW SP286160091 Entry Point to Dist. System EP 1/31/2024 2024003520 PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91009 Well #9 GW SP286160091 Entry Point to Dist. System EP 1/31/2024 2024003520 PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91009 Well #9 GW SP286160091 Entry Point to Dist. System EP 1/31/2024 2024003520 PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91009 Well #9 GW SP286160091 Entry Point to Dist. System EP 1/31/2024 2024003520 PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91009 Well #9 GW SP286160091 Entry Point to Dist. System EP 1/31/2024 2024003520 PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91009 Well #9 GW SP286160091 Entry Point to Dist. System EP 1/31/2024 2024003520 PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91009 Well #9 GW SP286160091 Entry Point to Dist. System EP 1/31/2024 2024003520 PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91009 Well #9 GW SP286160091 Entry Point to Dist. System EP 1/31/2024 2024003520 PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91009 Well #9 GW SP286160091 Entry Point to Dist. System EP 1/31/2024 2024003520 PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91009 Well #9 GW SP286160091 Entry Point to Dist. System EP 1/31/2024 2024003520 PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91009 Well #9 GW SP286160091 Entry Point to Dist. System EP 1/31/2024 2024003520 PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91009 Well #9 GW SP286160091 Entry Point to Dist. System EP 1/31/2024 2024003520 PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91009 Well #9 GW SP286160091 Entry Point to Dist. System EP 4/10/2024 2024012765 NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91009 Well #9 GW SP286160091 Entry Point to Dist. System EP 4/10/2024 2024012765 NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91009 Well #9 GW SP286160091 Entry Point to Dist. System EP 4/10/2024 2024012765 PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3528616 DEMING MUNICIPAL WATER SYSTEM L 91009 Well #9 GW SP286160091 Entry Point to Dist. System EP 4/10/2024 2024012765 PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54307 Well #10 GW LRG80S2 Entry Point to Dist. System EP 2/14/2023 2023009799 lithium 9 µg/L EPA 200.7 = 145 SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54307 Well #10 GW LRG80S2 Entry Point to Dist. System EP 2/14/2023 2023009822 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54307 Well #10 GW LRG80S2 Entry Point to Dist. System EP 2/14/2023 2023009822 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54307 Well #10 GW LRG80S2 Entry Point to Dist. System EP 2/14/2023 2023009822 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54307 Well #10 GW LRG80S2 Entry Point to Dist. System EP 2/14/2023 2023009822 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54307 Well #10 GW LRG80S2 Entry Point to Dist. System EP 2/14/2023 2023009822 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54307 Well #10 GW LRG80S2 Entry Point to Dist. System EP 2/14/2023 2023009822 ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54307 Well #10 GW LRG80S2 Entry Point to Dist. System EP 2/14/2023 2023009822 HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54307 Well #10 GW LRG80S2 Entry Point to Dist. System EP 2/14/2023 2023009822 NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54307 Well #10 GW LRG80S2 Entry Point to Dist. System EP 2/14/2023 2023009822 PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54307 Well #10 GW LRG80S2 Entry Point to Dist. System EP 2/14/2023 2023009822 PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54307 Well #10 GW LRG80S2 Entry Point to Dist. System EP 2/14/2023 2023009822 PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54307 Well #10 GW LRG80S2 Entry Point to Dist. System EP 2/14/2023 2023009822 PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54307 Well #10 GW LRG80S2 Entry Point to Dist. System EP 2/14/2023 2023009822 PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54307 Well #10 GW LRG80S2 Entry Point to Dist. System EP 2/14/2023 2023009822 PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54307 Well #10 GW LRG80S2 Entry Point to Dist. System EP 2/14/2023 2023009822 PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54307 Well #10 GW LRG80S2 Entry Point to Dist. System EP 2/14/2023 2023009822 PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54307 Well #10 GW LRG80S2 Entry Point to Dist. System EP 2/14/2023 2023009822 PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54307 Well #10 GW LRG80S2 Entry Point to Dist. System EP 2/14/2023 2023009822 PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54307 Well #10 GW LRG80S2 Entry Point to Dist. System EP 2/14/2023 2023009822 PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54307 Well #10 GW LRG80S2 Entry Point to Dist. System EP 2/14/2023 2023009822 PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54307 Well #10 GW LRG80S2 Entry Point to Dist. System EP 2/14/2023 2023009822 PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
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NM3554307 DONA ANA MDWCA L 54307 Well #10 GW LRG80S2 Entry Point to Dist. System EP 2/14/2023 2023009822 PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54307 Well #10 GW LRG80S2 Entry Point to Dist. System EP 2/14/2023 2023009822 PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54307 Well #10 GW LRG80S2 Entry Point to Dist. System EP 2/14/2023 2023009822 PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54307 Well #10 GW LRG80S2 Entry Point to Dist. System EP 2/14/2023 2023009822 PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54307 Well #10 GW LRG80S2 Entry Point to Dist. System EP 2/14/2023 2023009837 NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54307 Well #10 GW LRG80S2 Entry Point to Dist. System EP 2/14/2023 2023009837 NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54307 Well #10 GW LRG80S2 Entry Point to Dist. System EP 2/14/2023 2023009837 PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54307 Well #10 GW LRG80S2 Entry Point to Dist. System EP 2/14/2023 2023009837 PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54307 Well #10 GW LRG80S2 Entry Point to Dist. System EP 8/8/2023 2023034664 lithium 9 µg/L EPA 200.7 = 107 SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54307 Well #10 GW LRG80S2 Entry Point to Dist. System EP 8/8/2023 2023034699 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54307 Well #10 GW LRG80S2 Entry Point to Dist. System EP 8/8/2023 2023034699 4:2 FTS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54307 Well #10 GW LRG80S2 Entry Point to Dist. System EP 8/8/2023 2023034699 6:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54307 Well #10 GW LRG80S2 Entry Point to Dist. System EP 8/8/2023 2023034699 8:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54307 Well #10 GW LRG80S2 Entry Point to Dist. System EP 8/8/2023 2023034699 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54307 Well #10 GW LRG80S2 Entry Point to Dist. System EP 8/8/2023 2023034699 ADONA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54307 Well #10 GW LRG80S2 Entry Point to Dist. System EP 8/8/2023 2023034699 HFPO-DA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54307 Well #10 GW LRG80S2 Entry Point to Dist. System EP 8/8/2023 2023034699 NFDHA 0.02 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54307 Well #10 GW LRG80S2 Entry Point to Dist. System EP 8/8/2023 2023034699 PFBA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54307 Well #10 GW LRG80S2 Entry Point to Dist. System EP 8/8/2023 2023034699 PFBS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54307 Well #10 GW LRG80S2 Entry Point to Dist. System EP 8/8/2023 2023034699 PFDA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54307 Well #10 GW LRG80S2 Entry Point to Dist. System EP 8/8/2023 2023034699 PFDoA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54307 Well #10 GW LRG80S2 Entry Point to Dist. System EP 8/8/2023 2023034699 PFEESA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54307 Well #10 GW LRG80S2 Entry Point to Dist. System EP 8/8/2023 2023034699 PFHpA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54307 Well #10 GW LRG80S2 Entry Point to Dist. System EP 8/8/2023 2023034699 PFHpS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54307 Well #10 GW LRG80S2 Entry Point to Dist. System EP 8/8/2023 2023034699 PFHxA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54307 Well #10 GW LRG80S2 Entry Point to Dist. System EP 8/8/2023 2023034699 PFHxS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54307 Well #10 GW LRG80S2 Entry Point to Dist. System EP 8/8/2023 2023034699 PFMBA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54307 Well #10 GW LRG80S2 Entry Point to Dist. System EP 8/8/2023 2023034699 PFMPA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54307 Well #10 GW LRG80S2 Entry Point to Dist. System EP 8/8/2023 2023034699 PFNA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54307 Well #10 GW LRG80S2 Entry Point to Dist. System EP 8/8/2023 2023034699 PFOA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54307 Well #10 GW LRG80S2 Entry Point to Dist. System EP 8/8/2023 2023034699 PFOS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54307 Well #10 GW LRG80S2 Entry Point to Dist. System EP 8/8/2023 2023034699 PFPeA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54307 Well #10 GW LRG80S2 Entry Point to Dist. System EP 8/8/2023 2023034699 PFPeS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54307 Well #10 GW LRG80S2 Entry Point to Dist. System EP 8/8/2023 2023034699 PFUnA 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54307 Well #10 GW LRG80S2 Entry Point to Dist. System EP 8/8/2023 2023034676 NEtFOSAA 0.005 µg/L EPA 537.1 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54307 Well #10 GW LRG80S2 Entry Point to Dist. System EP 8/8/2023 2023034676 NMeFOSAA 0.006 µg/L EPA 537.1 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54307 Well #10 GW LRG80S2 Entry Point to Dist. System EP 8/8/2023 2023034676 PFTA 0.008 µg/L EPA 537.1 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54307 Well #10 GW LRG80S2 Entry Point to Dist. System EP 8/8/2023 2023034676 PFTrDA 0.007 µg/L EPA 537.1 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54308 Well #11 GW LRG80POD6 Entry Point to Dist. System EP 2/14/2023 2023009798 lithium 9 µg/L EPA 200.7 = 184 SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54308 Well #11 GW LRG80POD6 Entry Point to Dist. System EP 2/14/2023 2023009818 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54308 Well #11 GW LRG80POD6 Entry Point to Dist. System EP 2/14/2023 2023009818 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54308 Well #11 GW LRG80POD6 Entry Point to Dist. System EP 2/14/2023 2023009818 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54308 Well #11 GW LRG80POD6 Entry Point to Dist. System EP 2/14/2023 2023009818 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54308 Well #11 GW LRG80POD6 Entry Point to Dist. System EP 2/14/2023 2023009818 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54308 Well #11 GW LRG80POD6 Entry Point to Dist. System EP 2/14/2023 2023009818 ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54308 Well #11 GW LRG80POD6 Entry Point to Dist. System EP 2/14/2023 2023009818 HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54308 Well #11 GW LRG80POD6 Entry Point to Dist. System EP 2/14/2023 2023009818 NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54308 Well #11 GW LRG80POD6 Entry Point to Dist. System EP 2/14/2023 2023009818 PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54308 Well #11 GW LRG80POD6 Entry Point to Dist. System EP 2/14/2023 2023009818 PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54308 Well #11 GW LRG80POD6 Entry Point to Dist. System EP 2/14/2023 2023009818 PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54308 Well #11 GW LRG80POD6 Entry Point to Dist. System EP 2/14/2023 2023009818 PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54308 Well #11 GW LRG80POD6 Entry Point to Dist. System EP 2/14/2023 2023009818 PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54308 Well #11 GW LRG80POD6 Entry Point to Dist. System EP 2/14/2023 2023009818 PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54308 Well #11 GW LRG80POD6 Entry Point to Dist. System EP 2/14/2023 2023009818 PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54308 Well #11 GW LRG80POD6 Entry Point to Dist. System EP 2/14/2023 2023009818 PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54308 Well #11 GW LRG80POD6 Entry Point to Dist. System EP 2/14/2023 2023009818 PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54308 Well #11 GW LRG80POD6 Entry Point to Dist. System EP 2/14/2023 2023009818 PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54308 Well #11 GW LRG80POD6 Entry Point to Dist. System EP 2/14/2023 2023009818 PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54308 Well #11 GW LRG80POD6 Entry Point to Dist. System EP 2/14/2023 2023009818 PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54308 Well #11 GW LRG80POD6 Entry Point to Dist. System EP 2/14/2023 2023009818 PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54308 Well #11 GW LRG80POD6 Entry Point to Dist. System EP 2/14/2023 2023009818 PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54308 Well #11 GW LRG80POD6 Entry Point to Dist. System EP 2/14/2023 2023009818 PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54308 Well #11 GW LRG80POD6 Entry Point to Dist. System EP 2/14/2023 2023009818 PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54308 Well #11 GW LRG80POD6 Entry Point to Dist. System EP 2/14/2023 2023009818 PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54308 Well #11 GW LRG80POD6 Entry Point to Dist. System EP 2/14/2023 2023009838 NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54308 Well #11 GW LRG80POD6 Entry Point to Dist. System EP 2/14/2023 2023009838 NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54308 Well #11 GW LRG80POD6 Entry Point to Dist. System EP 2/14/2023 2023009838 PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54308 Well #11 GW LRG80POD6 Entry Point to Dist. System EP 2/14/2023 2023009838 PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54308 Well #11 GW LRG80POD6 Entry Point to Dist. System EP 8/8/2023 2023034665 lithium 9 µg/L EPA 200.7 = 172 SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54308 Well #11 GW LRG80POD6 Entry Point to Dist. System EP 8/8/2023 2023034688 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54308 Well #11 GW LRG80POD6 Entry Point to Dist. System EP 8/8/2023 2023034688 4:2 FTS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54308 Well #11 GW LRG80POD6 Entry Point to Dist. System EP 8/8/2023 2023034688 6:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54308 Well #11 GW LRG80POD6 Entry Point to Dist. System EP 8/8/2023 2023034688 8:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54308 Well #11 GW LRG80POD6 Entry Point to Dist. System EP 8/8/2023 2023034688 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54308 Well #11 GW LRG80POD6 Entry Point to Dist. System EP 8/8/2023 2023034688 ADONA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54308 Well #11 GW LRG80POD6 Entry Point to Dist. System EP 8/8/2023 2023034688 HFPO-DA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54308 Well #11 GW LRG80POD6 Entry Point to Dist. System EP 8/8/2023 2023034688 NFDHA 0.02 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54308 Well #11 GW LRG80POD6 Entry Point to Dist. System EP 8/8/2023 2023034688 PFBA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54308 Well #11 GW LRG80POD6 Entry Point to Dist. System EP 8/8/2023 2023034688 PFBS 0.003 µg/L EPA 533 = 0.0032 SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54308 Well #11 GW LRG80POD6 Entry Point to Dist. System EP 8/8/2023 2023034688 PFDA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54308 Well #11 GW LRG80POD6 Entry Point to Dist. System EP 8/8/2023 2023034688 PFDoA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54308 Well #11 GW LRG80POD6 Entry Point to Dist. System EP 8/8/2023 2023034688 PFEESA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54308 Well #11 GW LRG80POD6 Entry Point to Dist. System EP 8/8/2023 2023034688 PFHpA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54308 Well #11 GW LRG80POD6 Entry Point to Dist. System EP 8/8/2023 2023034688 PFHpS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54308 Well #11 GW LRG80POD6 Entry Point to Dist. System EP 8/8/2023 2023034688 PFHxA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54308 Well #11 GW LRG80POD6 Entry Point to Dist. System EP 8/8/2023 2023034688 PFHxS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54308 Well #11 GW LRG80POD6 Entry Point to Dist. System EP 8/8/2023 2023034688 PFMBA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54308 Well #11 GW LRG80POD6 Entry Point to Dist. System EP 8/8/2023 2023034688 PFMPA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54308 Well #11 GW LRG80POD6 Entry Point to Dist. System EP 8/8/2023 2023034688 PFNA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54308 Well #11 GW LRG80POD6 Entry Point to Dist. System EP 8/8/2023 2023034688 PFOA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54308 Well #11 GW LRG80POD6 Entry Point to Dist. System EP 8/8/2023 2023034688 PFOS 0.004 µg/L EPA 533 = 0.0042 SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54308 Well #11 GW LRG80POD6 Entry Point to Dist. System EP 8/8/2023 2023034688 PFPeA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54308 Well #11 GW LRG80POD6 Entry Point to Dist. System EP 8/8/2023 2023034688 PFPeS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54308 Well #11 GW LRG80POD6 Entry Point to Dist. System EP 8/8/2023 2023034688 PFUnA 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54308 Well #11 GW LRG80POD6 Entry Point to Dist. System EP 8/8/2023 2023034666 NEtFOSAA 0.005 µg/L EPA 537.1 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54308 Well #11 GW LRG80POD6 Entry Point to Dist. System EP 8/8/2023 2023034666 NMeFOSAA 0.006 µg/L EPA 537.1 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54308 Well #11 GW LRG80POD6 Entry Point to Dist. System EP 8/8/2023 2023034666 PFTA 0.008 µg/L EPA 537.1 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54308 Well #11 GW LRG80POD6 Entry Point to Dist. System EP 8/8/2023 2023034666 PFTrDA 0.007 µg/L EPA 537.1 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54312 Well #12 (037) GW IN09 Entry Point to Dist. System EP 2/14/2023 2023009808 lithium 9 µg/L EPA 200.7 = 48.9 SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54312 Well #12 (037) GW IN09 Entry Point to Dist. System EP 2/14/2023 2023009812 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54312 Well #12 (037) GW IN09 Entry Point to Dist. System EP 2/14/2023 2023009812 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54312 Well #12 (037) GW IN09 Entry Point to Dist. System EP 2/14/2023 2023009812 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54312 Well #12 (037) GW IN09 Entry Point to Dist. System EP 2/14/2023 2023009812 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54312 Well #12 (037) GW IN09 Entry Point to Dist. System EP 2/14/2023 2023009812 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54312 Well #12 (037) GW IN09 Entry Point to Dist. System EP 2/14/2023 2023009812 ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54312 Well #12 (037) GW IN09 Entry Point to Dist. System EP 2/14/2023 2023009812 HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54312 Well #12 (037) GW IN09 Entry Point to Dist. System EP 2/14/2023 2023009812 NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54312 Well #12 (037) GW IN09 Entry Point to Dist. System EP 2/14/2023 2023009812 PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54312 Well #12 (037) GW IN09 Entry Point to Dist. System EP 2/14/2023 2023009812 PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54312 Well #12 (037) GW IN09 Entry Point to Dist. System EP 2/14/2023 2023009812 PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54312 Well #12 (037) GW IN09 Entry Point to Dist. System EP 2/14/2023 2023009812 PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
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NM3554307 DONA ANA MDWCA L 54312 Well #12 (037) GW IN09 Entry Point to Dist. System EP 2/14/2023 2023009812 PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54312 Well #12 (037) GW IN09 Entry Point to Dist. System EP 2/14/2023 2023009812 PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54312 Well #12 (037) GW IN09 Entry Point to Dist. System EP 2/14/2023 2023009812 PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54312 Well #12 (037) GW IN09 Entry Point to Dist. System EP 2/14/2023 2023009812 PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54312 Well #12 (037) GW IN09 Entry Point to Dist. System EP 2/14/2023 2023009812 PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54312 Well #12 (037) GW IN09 Entry Point to Dist. System EP 2/14/2023 2023009812 PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54312 Well #12 (037) GW IN09 Entry Point to Dist. System EP 2/14/2023 2023009812 PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54312 Well #12 (037) GW IN09 Entry Point to Dist. System EP 2/14/2023 2023009812 PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54312 Well #12 (037) GW IN09 Entry Point to Dist. System EP 2/14/2023 2023009812 PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54312 Well #12 (037) GW IN09 Entry Point to Dist. System EP 2/14/2023 2023009812 PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54312 Well #12 (037) GW IN09 Entry Point to Dist. System EP 2/14/2023 2023009812 PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54312 Well #12 (037) GW IN09 Entry Point to Dist. System EP 2/14/2023 2023009812 PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54312 Well #12 (037) GW IN09 Entry Point to Dist. System EP 2/14/2023 2023009812 PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54312 Well #12 (037) GW IN09 Entry Point to Dist. System EP 2/14/2023 2023009839 NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54312 Well #12 (037) GW IN09 Entry Point to Dist. System EP 2/14/2023 2023009839 NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54312 Well #12 (037) GW IN09 Entry Point to Dist. System EP 2/14/2023 2023009839 PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54312 Well #12 (037) GW IN09 Entry Point to Dist. System EP 2/14/2023 2023009839 PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54312 Well #12 (037) GW IN09 Entry Point to Dist. System EP 8/8/2023 2023034659 lithium 9 µg/L EPA 200.7 = 48.1 SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54312 Well #12 (037) GW IN09 Entry Point to Dist. System EP 8/8/2023 2023034697 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54312 Well #12 (037) GW IN09 Entry Point to Dist. System EP 8/8/2023 2023034697 4:2 FTS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54312 Well #12 (037) GW IN09 Entry Point to Dist. System EP 8/8/2023 2023034697 6:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54312 Well #12 (037) GW IN09 Entry Point to Dist. System EP 8/8/2023 2023034697 8:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54312 Well #12 (037) GW IN09 Entry Point to Dist. System EP 8/8/2023 2023034697 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54312 Well #12 (037) GW IN09 Entry Point to Dist. System EP 8/8/2023 2023034697 ADONA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54312 Well #12 (037) GW IN09 Entry Point to Dist. System EP 8/8/2023 2023034697 HFPO-DA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54312 Well #12 (037) GW IN09 Entry Point to Dist. System EP 8/8/2023 2023034697 NFDHA 0.02 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54312 Well #12 (037) GW IN09 Entry Point to Dist. System EP 8/8/2023 2023034697 PFBA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54312 Well #12 (037) GW IN09 Entry Point to Dist. System EP 8/8/2023 2023034697 PFBS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54312 Well #12 (037) GW IN09 Entry Point to Dist. System EP 8/8/2023 2023034697 PFDA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54312 Well #12 (037) GW IN09 Entry Point to Dist. System EP 8/8/2023 2023034697 PFDoA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54312 Well #12 (037) GW IN09 Entry Point to Dist. System EP 8/8/2023 2023034697 PFEESA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54312 Well #12 (037) GW IN09 Entry Point to Dist. System EP 8/8/2023 2023034697 PFHpA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54312 Well #12 (037) GW IN09 Entry Point to Dist. System EP 8/8/2023 2023034697 PFHpS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54312 Well #12 (037) GW IN09 Entry Point to Dist. System EP 8/8/2023 2023034697 PFHxA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54312 Well #12 (037) GW IN09 Entry Point to Dist. System EP 8/8/2023 2023034697 PFHxS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54312 Well #12 (037) GW IN09 Entry Point to Dist. System EP 8/8/2023 2023034697 PFMBA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54312 Well #12 (037) GW IN09 Entry Point to Dist. System EP 8/8/2023 2023034697 PFMPA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54312 Well #12 (037) GW IN09 Entry Point to Dist. System EP 8/8/2023 2023034697 PFNA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54312 Well #12 (037) GW IN09 Entry Point to Dist. System EP 8/8/2023 2023034697 PFOA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54312 Well #12 (037) GW IN09 Entry Point to Dist. System EP 8/8/2023 2023034697 PFOS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54312 Well #12 (037) GW IN09 Entry Point to Dist. System EP 8/8/2023 2023034697 PFPeA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54312 Well #12 (037) GW IN09 Entry Point to Dist. System EP 8/8/2023 2023034697 PFPeS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54312 Well #12 (037) GW IN09 Entry Point to Dist. System EP 8/8/2023 2023034697 PFUnA 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54312 Well #12 (037) GW IN09 Entry Point to Dist. System EP 8/8/2023 2023034674 NEtFOSAA 0.005 µg/L EPA 537.1 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54312 Well #12 (037) GW IN09 Entry Point to Dist. System EP 8/8/2023 2023034674 NMeFOSAA 0.006 µg/L EPA 537.1 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54312 Well #12 (037) GW IN09 Entry Point to Dist. System EP 8/8/2023 2023034674 PFTA 0.008 µg/L EPA 537.1 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54312 Well #12 (037) GW IN09 Entry Point to Dist. System EP 8/8/2023 2023034674 PFTrDA 0.007 µg/L EPA 537.1 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54311 Well #16 GW LRG4250POD7 Entry Point to Dist. System EP 2/14/2023 2023009807 lithium 9 µg/L EPA 200.7 = 44.9 SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54311 Well #16 GW LRG4250POD7 Entry Point to Dist. System EP 2/14/2023 2023009832 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54311 Well #16 GW LRG4250POD7 Entry Point to Dist. System EP 2/14/2023 2023009832 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54311 Well #16 GW LRG4250POD7 Entry Point to Dist. System EP 2/14/2023 2023009832 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54311 Well #16 GW LRG4250POD7 Entry Point to Dist. System EP 2/14/2023 2023009832 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54311 Well #16 GW LRG4250POD7 Entry Point to Dist. System EP 2/14/2023 2023009832 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54311 Well #16 GW LRG4250POD7 Entry Point to Dist. System EP 2/14/2023 2023009832 ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54311 Well #16 GW LRG4250POD7 Entry Point to Dist. System EP 2/14/2023 2023009832 HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54311 Well #16 GW LRG4250POD7 Entry Point to Dist. System EP 2/14/2023 2023009832 NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54311 Well #16 GW LRG4250POD7 Entry Point to Dist. System EP 2/14/2023 2023009832 PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54311 Well #16 GW LRG4250POD7 Entry Point to Dist. System EP 2/14/2023 2023009832 PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54311 Well #16 GW LRG4250POD7 Entry Point to Dist. System EP 2/14/2023 2023009832 PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54311 Well #16 GW LRG4250POD7 Entry Point to Dist. System EP 2/14/2023 2023009832 PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54311 Well #16 GW LRG4250POD7 Entry Point to Dist. System EP 2/14/2023 2023009832 PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54311 Well #16 GW LRG4250POD7 Entry Point to Dist. System EP 2/14/2023 2023009832 PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54311 Well #16 GW LRG4250POD7 Entry Point to Dist. System EP 2/14/2023 2023009832 PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54311 Well #16 GW LRG4250POD7 Entry Point to Dist. System EP 2/14/2023 2023009832 PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54311 Well #16 GW LRG4250POD7 Entry Point to Dist. System EP 2/14/2023 2023009832 PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54311 Well #16 GW LRG4250POD7 Entry Point to Dist. System EP 2/14/2023 2023009832 PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54311 Well #16 GW LRG4250POD7 Entry Point to Dist. System EP 2/14/2023 2023009832 PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54311 Well #16 GW LRG4250POD7 Entry Point to Dist. System EP 2/14/2023 2023009832 PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54311 Well #16 GW LRG4250POD7 Entry Point to Dist. System EP 2/14/2023 2023009832 PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54311 Well #16 GW LRG4250POD7 Entry Point to Dist. System EP 2/14/2023 2023009832 PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54311 Well #16 GW LRG4250POD7 Entry Point to Dist. System EP 2/14/2023 2023009832 PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54311 Well #16 GW LRG4250POD7 Entry Point to Dist. System EP 2/14/2023 2023009832 PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54311 Well #16 GW LRG4250POD7 Entry Point to Dist. System EP 2/14/2023 2023009832 PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54311 Well #16 GW LRG4250POD7 Entry Point to Dist. System EP 2/14/2023 2023009841 NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54311 Well #16 GW LRG4250POD7 Entry Point to Dist. System EP 2/14/2023 2023009841 NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54311 Well #16 GW LRG4250POD7 Entry Point to Dist. System EP 2/14/2023 2023009841 PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54311 Well #16 GW LRG4250POD7 Entry Point to Dist. System EP 2/14/2023 2023009841 PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54311 Well #16 GW LRG4250POD7 Entry Point to Dist. System EP 8/8/2023 2023034658 lithium 9 µg/L EPA 200.7 = 44.7 SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54311 Well #16 GW LRG4250POD7 Entry Point to Dist. System EP 8/8/2023 2023034694 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54311 Well #16 GW LRG4250POD7 Entry Point to Dist. System EP 8/8/2023 2023034694 4:2 FTS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54311 Well #16 GW LRG4250POD7 Entry Point to Dist. System EP 8/8/2023 2023034694 6:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54311 Well #16 GW LRG4250POD7 Entry Point to Dist. System EP 8/8/2023 2023034694 8:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54311 Well #16 GW LRG4250POD7 Entry Point to Dist. System EP 8/8/2023 2023034694 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54311 Well #16 GW LRG4250POD7 Entry Point to Dist. System EP 8/8/2023 2023034694 ADONA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54311 Well #16 GW LRG4250POD7 Entry Point to Dist. System EP 8/8/2023 2023034694 HFPO-DA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54311 Well #16 GW LRG4250POD7 Entry Point to Dist. System EP 8/8/2023 2023034694 NFDHA 0.02 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54311 Well #16 GW LRG4250POD7 Entry Point to Dist. System EP 8/8/2023 2023034694 PFBA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54311 Well #16 GW LRG4250POD7 Entry Point to Dist. System EP 8/8/2023 2023034694 PFBS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54311 Well #16 GW LRG4250POD7 Entry Point to Dist. System EP 8/8/2023 2023034694 PFDA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54311 Well #16 GW LRG4250POD7 Entry Point to Dist. System EP 8/8/2023 2023034694 PFDoA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54311 Well #16 GW LRG4250POD7 Entry Point to Dist. System EP 8/8/2023 2023034694 PFEESA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54311 Well #16 GW LRG4250POD7 Entry Point to Dist. System EP 8/8/2023 2023034694 PFHpA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54311 Well #16 GW LRG4250POD7 Entry Point to Dist. System EP 8/8/2023 2023034694 PFHpS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54311 Well #16 GW LRG4250POD7 Entry Point to Dist. System EP 8/8/2023 2023034694 PFHxA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54311 Well #16 GW LRG4250POD7 Entry Point to Dist. System EP 8/8/2023 2023034694 PFHxS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54311 Well #16 GW LRG4250POD7 Entry Point to Dist. System EP 8/8/2023 2023034694 PFMBA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54311 Well #16 GW LRG4250POD7 Entry Point to Dist. System EP 8/8/2023 2023034694 PFMPA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54311 Well #16 GW LRG4250POD7 Entry Point to Dist. System EP 8/8/2023 2023034694 PFNA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54311 Well #16 GW LRG4250POD7 Entry Point to Dist. System EP 8/8/2023 2023034694 PFOA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54311 Well #16 GW LRG4250POD7 Entry Point to Dist. System EP 8/8/2023 2023034694 PFOS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54311 Well #16 GW LRG4250POD7 Entry Point to Dist. System EP 8/8/2023 2023034694 PFPeA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54311 Well #16 GW LRG4250POD7 Entry Point to Dist. System EP 8/8/2023 2023034694 PFPeS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54311 Well #16 GW LRG4250POD7 Entry Point to Dist. System EP 8/8/2023 2023034694 PFUnA 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54311 Well #16 GW LRG4250POD7 Entry Point to Dist. System EP 8/8/2023 2023034670 NEtFOSAA 0.005 µg/L EPA 537.1 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54311 Well #16 GW LRG4250POD7 Entry Point to Dist. System EP 8/8/2023 2023034670 NMeFOSAA 0.006 µg/L EPA 537.1 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54311 Well #16 GW LRG4250POD7 Entry Point to Dist. System EP 8/8/2023 2023034670 PFTA 0.008 µg/L EPA 537.1 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54311 Well #16 GW LRG4250POD7 Entry Point to Dist. System EP 8/8/2023 2023034670 PFTrDA 0.007 µg/L EPA 537.1 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54301 Well #2A GW LRG1905S Entry Point to Dist. System EP 2/15/2023 2023009805 lithium 9 µg/L EPA 200.7 = 168 SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54301 Well #2A GW LRG1905S Entry Point to Dist. System EP 2/15/2023 2023009809 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54301 Well #2A GW LRG1905S Entry Point to Dist. System EP 2/15/2023 2023009809 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54301 Well #2A GW LRG1905S Entry Point to Dist. System EP 2/15/2023 2023009809 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
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NM3554307 DONA ANA MDWCA L 54301 Well #2A GW LRG1905S Entry Point to Dist. System EP 2/15/2023 2023009809 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54301 Well #2A GW LRG1905S Entry Point to Dist. System EP 2/15/2023 2023009809 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54301 Well #2A GW LRG1905S Entry Point to Dist. System EP 2/15/2023 2023009809 ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54301 Well #2A GW LRG1905S Entry Point to Dist. System EP 2/15/2023 2023009809 HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54301 Well #2A GW LRG1905S Entry Point to Dist. System EP 2/15/2023 2023009809 NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54301 Well #2A GW LRG1905S Entry Point to Dist. System EP 2/15/2023 2023009809 PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54301 Well #2A GW LRG1905S Entry Point to Dist. System EP 2/15/2023 2023009809 PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54301 Well #2A GW LRG1905S Entry Point to Dist. System EP 2/15/2023 2023009809 PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54301 Well #2A GW LRG1905S Entry Point to Dist. System EP 2/15/2023 2023009809 PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54301 Well #2A GW LRG1905S Entry Point to Dist. System EP 2/15/2023 2023009809 PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54301 Well #2A GW LRG1905S Entry Point to Dist. System EP 2/15/2023 2023009809 PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54301 Well #2A GW LRG1905S Entry Point to Dist. System EP 2/15/2023 2023009809 PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54301 Well #2A GW LRG1905S Entry Point to Dist. System EP 2/15/2023 2023009809 PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54301 Well #2A GW LRG1905S Entry Point to Dist. System EP 2/15/2023 2023009809 PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54301 Well #2A GW LRG1905S Entry Point to Dist. System EP 2/15/2023 2023009809 PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54301 Well #2A GW LRG1905S Entry Point to Dist. System EP 2/15/2023 2023009809 PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54301 Well #2A GW LRG1905S Entry Point to Dist. System EP 2/15/2023 2023009809 PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54301 Well #2A GW LRG1905S Entry Point to Dist. System EP 2/15/2023 2023009809 PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54301 Well #2A GW LRG1905S Entry Point to Dist. System EP 2/15/2023 2023009809 PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54301 Well #2A GW LRG1905S Entry Point to Dist. System EP 2/15/2023 2023009809 PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54301 Well #2A GW LRG1905S Entry Point to Dist. System EP 2/15/2023 2023009809 PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54301 Well #2A GW LRG1905S Entry Point to Dist. System EP 2/15/2023 2023009809 PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54301 Well #2A GW LRG1905S Entry Point to Dist. System EP 2/15/2023 2023009811 NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54301 Well #2A GW LRG1905S Entry Point to Dist. System EP 2/15/2023 2023009811 NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54301 Well #2A GW LRG1905S Entry Point to Dist. System EP 2/15/2023 2023009811 PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54301 Well #2A GW LRG1905S Entry Point to Dist. System EP 2/15/2023 2023009811 PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54301 Well #2A GW LRG1905S Entry Point to Dist. System EP 8/8/2023 2023034660 lithium 9 µg/L EPA 200.7 = 166 SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54301 Well #2A GW LRG1905S Entry Point to Dist. System EP 8/8/2023 2023034692 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54301 Well #2A GW LRG1905S Entry Point to Dist. System EP 8/8/2023 2023034692 4:2 FTS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54301 Well #2A GW LRG1905S Entry Point to Dist. System EP 8/8/2023 2023034692 6:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54301 Well #2A GW LRG1905S Entry Point to Dist. System EP 8/8/2023 2023034692 8:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54301 Well #2A GW LRG1905S Entry Point to Dist. System EP 8/8/2023 2023034692 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54301 Well #2A GW LRG1905S Entry Point to Dist. System EP 8/8/2023 2023034692 ADONA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54301 Well #2A GW LRG1905S Entry Point to Dist. System EP 8/8/2023 2023034692 HFPO-DA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54301 Well #2A GW LRG1905S Entry Point to Dist. System EP 8/8/2023 2023034692 NFDHA 0.02 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54301 Well #2A GW LRG1905S Entry Point to Dist. System EP 8/8/2023 2023034692 PFBA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54301 Well #2A GW LRG1905S Entry Point to Dist. System EP 8/8/2023 2023034692 PFBS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54301 Well #2A GW LRG1905S Entry Point to Dist. System EP 8/8/2023 2023034692 PFDA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54301 Well #2A GW LRG1905S Entry Point to Dist. System EP 8/8/2023 2023034692 PFDoA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54301 Well #2A GW LRG1905S Entry Point to Dist. System EP 8/8/2023 2023034692 PFEESA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54301 Well #2A GW LRG1905S Entry Point to Dist. System EP 8/8/2023 2023034692 PFHpA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54301 Well #2A GW LRG1905S Entry Point to Dist. System EP 8/8/2023 2023034692 PFHpS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54301 Well #2A GW LRG1905S Entry Point to Dist. System EP 8/8/2023 2023034692 PFHxA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54301 Well #2A GW LRG1905S Entry Point to Dist. System EP 8/8/2023 2023034692 PFHxS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54301 Well #2A GW LRG1905S Entry Point to Dist. System EP 8/8/2023 2023034692 PFMBA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54301 Well #2A GW LRG1905S Entry Point to Dist. System EP 8/8/2023 2023034692 PFMPA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54301 Well #2A GW LRG1905S Entry Point to Dist. System EP 8/8/2023 2023034692 PFNA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54301 Well #2A GW LRG1905S Entry Point to Dist. System EP 8/8/2023 2023034692 PFOA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54301 Well #2A GW LRG1905S Entry Point to Dist. System EP 8/8/2023 2023034692 PFOS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54301 Well #2A GW LRG1905S Entry Point to Dist. System EP 8/8/2023 2023034692 PFPeA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54301 Well #2A GW LRG1905S Entry Point to Dist. System EP 8/8/2023 2023034692 PFPeS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54301 Well #2A GW LRG1905S Entry Point to Dist. System EP 8/8/2023 2023034692 PFUnA 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54301 Well #2A GW LRG1905S Entry Point to Dist. System EP 8/8/2023 2023034673 NEtFOSAA 0.005 µg/L EPA 537.1 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54301 Well #2A GW LRG1905S Entry Point to Dist. System EP 8/8/2023 2023034673 NMeFOSAA 0.006 µg/L EPA 537.1 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54301 Well #2A GW LRG1905S Entry Point to Dist. System EP 8/8/2023 2023034673 PFTA 0.008 µg/L EPA 537.1 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54301 Well #2A GW LRG1905S Entry Point to Dist. System EP 8/8/2023 2023034673 PFTrDA 0.007 µg/L EPA 537.1 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54302 Well #5 GW LRG1905S4 Entry Point to Dist. System EP 2/16/2023 2023009804 lithium 9 µg/L EPA 200.7 = 107 SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54302 Well #5 GW LRG1905S4 Entry Point to Dist. System EP 2/16/2023 2023009840 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54302 Well #5 GW LRG1905S4 Entry Point to Dist. System EP 2/16/2023 2023009840 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54302 Well #5 GW LRG1905S4 Entry Point to Dist. System EP 2/16/2023 2023009840 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54302 Well #5 GW LRG1905S4 Entry Point to Dist. System EP 2/16/2023 2023009840 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54302 Well #5 GW LRG1905S4 Entry Point to Dist. System EP 2/16/2023 2023009840 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54302 Well #5 GW LRG1905S4 Entry Point to Dist. System EP 2/16/2023 2023009840 ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54302 Well #5 GW LRG1905S4 Entry Point to Dist. System EP 2/16/2023 2023009840 HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54302 Well #5 GW LRG1905S4 Entry Point to Dist. System EP 2/16/2023 2023009840 NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54302 Well #5 GW LRG1905S4 Entry Point to Dist. System EP 2/16/2023 2023009840 PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54302 Well #5 GW LRG1905S4 Entry Point to Dist. System EP 2/16/2023 2023009840 PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54302 Well #5 GW LRG1905S4 Entry Point to Dist. System EP 2/16/2023 2023009840 PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54302 Well #5 GW LRG1905S4 Entry Point to Dist. System EP 2/16/2023 2023009840 PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54302 Well #5 GW LRG1905S4 Entry Point to Dist. System EP 2/16/2023 2023009840 PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54302 Well #5 GW LRG1905S4 Entry Point to Dist. System EP 2/16/2023 2023009840 PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54302 Well #5 GW LRG1905S4 Entry Point to Dist. System EP 2/16/2023 2023009840 PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54302 Well #5 GW LRG1905S4 Entry Point to Dist. System EP 2/16/2023 2023009840 PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54302 Well #5 GW LRG1905S4 Entry Point to Dist. System EP 2/16/2023 2023009840 PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54302 Well #5 GW LRG1905S4 Entry Point to Dist. System EP 2/16/2023 2023009840 PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54302 Well #5 GW LRG1905S4 Entry Point to Dist. System EP 2/16/2023 2023009840 PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54302 Well #5 GW LRG1905S4 Entry Point to Dist. System EP 2/16/2023 2023009840 PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54302 Well #5 GW LRG1905S4 Entry Point to Dist. System EP 2/16/2023 2023009840 PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54302 Well #5 GW LRG1905S4 Entry Point to Dist. System EP 2/16/2023 2023009840 PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54302 Well #5 GW LRG1905S4 Entry Point to Dist. System EP 2/16/2023 2023009840 PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54302 Well #5 GW LRG1905S4 Entry Point to Dist. System EP 2/16/2023 2023009840 PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54302 Well #5 GW LRG1905S4 Entry Point to Dist. System EP 2/16/2023 2023009840 PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54302 Well #5 GW LRG1905S4 Entry Point to Dist. System EP 2/16/2023 2023009815 NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54302 Well #5 GW LRG1905S4 Entry Point to Dist. System EP 2/16/2023 2023009815 NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54302 Well #5 GW LRG1905S4 Entry Point to Dist. System EP 2/16/2023 2023009815 PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54302 Well #5 GW LRG1905S4 Entry Point to Dist. System EP 2/16/2023 2023009815 PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54302 Well #5 GW LRG1905S4 Entry Point to Dist. System EP 8/9/2023 2023034656 lithium 9 µg/L EPA 200.7 = 112 SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54302 Well #5 GW LRG1905S4 Entry Point to Dist. System EP 8/9/2023 2023034677 NEtFOSAA 0.005 µg/L EPA 537.1 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54302 Well #5 GW LRG1905S4 Entry Point to Dist. System EP 8/9/2023 2023034677 NMeFOSAA 0.006 µg/L EPA 537.1 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54302 Well #5 GW LRG1905S4 Entry Point to Dist. System EP 8/9/2023 2023034677 PFTA 0.008 µg/L EPA 537.1 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54302 Well #5 GW LRG1905S4 Entry Point to Dist. System EP 8/9/2023 2023034677 PFTrDA 0.007 µg/L EPA 537.1 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54303 Well #6 GW LRG1905S5 Entry Point to Dist. System EP 2/16/2023 2023009802 lithium 9 µg/L EPA 200.7 = 103 SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54303 Well #6 GW LRG1905S5 Entry Point to Dist. System EP 2/16/2023 2023009834 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54303 Well #6 GW LRG1905S5 Entry Point to Dist. System EP 2/16/2023 2023009834 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54303 Well #6 GW LRG1905S5 Entry Point to Dist. System EP 2/16/2023 2023009834 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54303 Well #6 GW LRG1905S5 Entry Point to Dist. System EP 2/16/2023 2023009834 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54303 Well #6 GW LRG1905S5 Entry Point to Dist. System EP 2/16/2023 2023009834 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54303 Well #6 GW LRG1905S5 Entry Point to Dist. System EP 2/16/2023 2023009834 ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54303 Well #6 GW LRG1905S5 Entry Point to Dist. System EP 2/16/2023 2023009834 HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54303 Well #6 GW LRG1905S5 Entry Point to Dist. System EP 2/16/2023 2023009834 NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54303 Well #6 GW LRG1905S5 Entry Point to Dist. System EP 2/16/2023 2023009834 PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54303 Well #6 GW LRG1905S5 Entry Point to Dist. System EP 2/16/2023 2023009834 PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54303 Well #6 GW LRG1905S5 Entry Point to Dist. System EP 2/16/2023 2023009834 PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54303 Well #6 GW LRG1905S5 Entry Point to Dist. System EP 2/16/2023 2023009834 PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54303 Well #6 GW LRG1905S5 Entry Point to Dist. System EP 2/16/2023 2023009834 PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54303 Well #6 GW LRG1905S5 Entry Point to Dist. System EP 2/16/2023 2023009834 PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54303 Well #6 GW LRG1905S5 Entry Point to Dist. System EP 2/16/2023 2023009834 PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54303 Well #6 GW LRG1905S5 Entry Point to Dist. System EP 2/16/2023 2023009834 PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54303 Well #6 GW LRG1905S5 Entry Point to Dist. System EP 2/16/2023 2023009834 PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54303 Well #6 GW LRG1905S5 Entry Point to Dist. System EP 2/16/2023 2023009834 PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54303 Well #6 GW LRG1905S5 Entry Point to Dist. System EP 2/16/2023 2023009834 PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
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NM3554307 DONA ANA MDWCA L 54303 Well #6 GW LRG1905S5 Entry Point to Dist. System EP 2/16/2023 2023009834 PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54303 Well #6 GW LRG1905S5 Entry Point to Dist. System EP 2/16/2023 2023009834 PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54303 Well #6 GW LRG1905S5 Entry Point to Dist. System EP 2/16/2023 2023009834 PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54303 Well #6 GW LRG1905S5 Entry Point to Dist. System EP 2/16/2023 2023009834 PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54303 Well #6 GW LRG1905S5 Entry Point to Dist. System EP 2/16/2023 2023009834 PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54303 Well #6 GW LRG1905S5 Entry Point to Dist. System EP 2/16/2023 2023009834 PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54303 Well #6 GW LRG1905S5 Entry Point to Dist. System EP 2/16/2023 2023009817 NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54303 Well #6 GW LRG1905S5 Entry Point to Dist. System EP 2/16/2023 2023009817 NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54303 Well #6 GW LRG1905S5 Entry Point to Dist. System EP 2/16/2023 2023009817 PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54303 Well #6 GW LRG1905S5 Entry Point to Dist. System EP 2/16/2023 2023009817 PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54303 Well #6 GW LRG1905S5 Entry Point to Dist. System EP 8/9/2023 2023034661 lithium 9 µg/L EPA 200.7 = 109 SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54303 Well #6 GW LRG1905S5 Entry Point to Dist. System EP 8/9/2023 2023034695 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54303 Well #6 GW LRG1905S5 Entry Point to Dist. System EP 8/9/2023 2023034695 4:2 FTS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54303 Well #6 GW LRG1905S5 Entry Point to Dist. System EP 8/9/2023 2023034695 6:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54303 Well #6 GW LRG1905S5 Entry Point to Dist. System EP 8/9/2023 2023034695 8:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54303 Well #6 GW LRG1905S5 Entry Point to Dist. System EP 8/9/2023 2023034695 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54303 Well #6 GW LRG1905S5 Entry Point to Dist. System EP 8/9/2023 2023034695 ADONA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54303 Well #6 GW LRG1905S5 Entry Point to Dist. System EP 8/9/2023 2023034695 HFPO-DA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54303 Well #6 GW LRG1905S5 Entry Point to Dist. System EP 8/9/2023 2023034695 NFDHA 0.02 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54303 Well #6 GW LRG1905S5 Entry Point to Dist. System EP 8/9/2023 2023034695 PFBA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54303 Well #6 GW LRG1905S5 Entry Point to Dist. System EP 8/9/2023 2023034695 PFBS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54303 Well #6 GW LRG1905S5 Entry Point to Dist. System EP 8/9/2023 2023034695 PFDA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54303 Well #6 GW LRG1905S5 Entry Point to Dist. System EP 8/9/2023 2023034695 PFDoA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54303 Well #6 GW LRG1905S5 Entry Point to Dist. System EP 8/9/2023 2023034695 PFEESA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54303 Well #6 GW LRG1905S5 Entry Point to Dist. System EP 8/9/2023 2023034695 PFHpA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54303 Well #6 GW LRG1905S5 Entry Point to Dist. System EP 8/9/2023 2023034695 PFHpS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54303 Well #6 GW LRG1905S5 Entry Point to Dist. System EP 8/9/2023 2023034695 PFHxA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54303 Well #6 GW LRG1905S5 Entry Point to Dist. System EP 8/9/2023 2023034695 PFHxS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54303 Well #6 GW LRG1905S5 Entry Point to Dist. System EP 8/9/2023 2023034695 PFMBA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54303 Well #6 GW LRG1905S5 Entry Point to Dist. System EP 8/9/2023 2023034695 PFMPA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54303 Well #6 GW LRG1905S5 Entry Point to Dist. System EP 8/9/2023 2023034695 PFNA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54303 Well #6 GW LRG1905S5 Entry Point to Dist. System EP 8/9/2023 2023034695 PFOA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54303 Well #6 GW LRG1905S5 Entry Point to Dist. System EP 8/9/2023 2023034695 PFOS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54303 Well #6 GW LRG1905S5 Entry Point to Dist. System EP 8/9/2023 2023034695 PFPeA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54303 Well #6 GW LRG1905S5 Entry Point to Dist. System EP 8/9/2023 2023034695 PFPeS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54303 Well #6 GW LRG1905S5 Entry Point to Dist. System EP 8/9/2023 2023034695 PFUnA 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54303 Well #6 GW LRG1905S5 Entry Point to Dist. System EP 8/9/2023 2023034668 NEtFOSAA 0.005 µg/L EPA 537.1 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54303 Well #6 GW LRG1905S5 Entry Point to Dist. System EP 8/9/2023 2023034668 NMeFOSAA 0.006 µg/L EPA 537.1 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54303 Well #6 GW LRG1905S5 Entry Point to Dist. System EP 8/9/2023 2023034668 PFTA 0.008 µg/L EPA 537.1 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54303 Well #6 GW LRG1905S5 Entry Point to Dist. System EP 8/9/2023 2023034668 PFTrDA 0.007 µg/L EPA 537.1 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54304 Well #7 GW LRG1905 Entry Point to Dist. System EP 2/16/2023 2023009801 lithium 9 µg/L EPA 200.7 = 132 SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54304 Well #7 GW LRG1905 Entry Point to Dist. System EP 2/16/2023 2023009816 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54304 Well #7 GW LRG1905 Entry Point to Dist. System EP 2/16/2023 2023009816 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54304 Well #7 GW LRG1905 Entry Point to Dist. System EP 2/16/2023 2023009816 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54304 Well #7 GW LRG1905 Entry Point to Dist. System EP 2/16/2023 2023009816 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54304 Well #7 GW LRG1905 Entry Point to Dist. System EP 2/16/2023 2023009816 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54304 Well #7 GW LRG1905 Entry Point to Dist. System EP 2/16/2023 2023009816 ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54304 Well #7 GW LRG1905 Entry Point to Dist. System EP 2/16/2023 2023009816 HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54304 Well #7 GW LRG1905 Entry Point to Dist. System EP 2/16/2023 2023009816 NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54304 Well #7 GW LRG1905 Entry Point to Dist. System EP 2/16/2023 2023009816 PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54304 Well #7 GW LRG1905 Entry Point to Dist. System EP 2/16/2023 2023009816 PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54304 Well #7 GW LRG1905 Entry Point to Dist. System EP 2/16/2023 2023009816 PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54304 Well #7 GW LRG1905 Entry Point to Dist. System EP 2/16/2023 2023009816 PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54304 Well #7 GW LRG1905 Entry Point to Dist. System EP 2/16/2023 2023009816 PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54304 Well #7 GW LRG1905 Entry Point to Dist. System EP 2/16/2023 2023009816 PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54304 Well #7 GW LRG1905 Entry Point to Dist. System EP 2/16/2023 2023009816 PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54304 Well #7 GW LRG1905 Entry Point to Dist. System EP 2/16/2023 2023009816 PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54304 Well #7 GW LRG1905 Entry Point to Dist. System EP 2/16/2023 2023009816 PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54304 Well #7 GW LRG1905 Entry Point to Dist. System EP 2/16/2023 2023009816 PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54304 Well #7 GW LRG1905 Entry Point to Dist. System EP 2/16/2023 2023009816 PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54304 Well #7 GW LRG1905 Entry Point to Dist. System EP 2/16/2023 2023009816 PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54304 Well #7 GW LRG1905 Entry Point to Dist. System EP 2/16/2023 2023009816 PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54304 Well #7 GW LRG1905 Entry Point to Dist. System EP 2/16/2023 2023009816 PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54304 Well #7 GW LRG1905 Entry Point to Dist. System EP 2/16/2023 2023009816 PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54304 Well #7 GW LRG1905 Entry Point to Dist. System EP 2/16/2023 2023009816 PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54304 Well #7 GW LRG1905 Entry Point to Dist. System EP 2/16/2023 2023009816 PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54304 Well #7 GW LRG1905 Entry Point to Dist. System EP 2/16/2023 2023009824 NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54304 Well #7 GW LRG1905 Entry Point to Dist. System EP 2/16/2023 2023009824 NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54304 Well #7 GW LRG1905 Entry Point to Dist. System EP 2/16/2023 2023009824 PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54304 Well #7 GW LRG1905 Entry Point to Dist. System EP 2/16/2023 2023009824 PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54304 Well #7 GW LRG1905 Entry Point to Dist. System EP 8/9/2023 2023034662 lithium 9 µg/L EPA 200.7 = 149 SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54304 Well #7 GW LRG1905 Entry Point to Dist. System EP 8/9/2023 2023034696 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54304 Well #7 GW LRG1905 Entry Point to Dist. System EP 8/9/2023 2023034696 4:2 FTS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54304 Well #7 GW LRG1905 Entry Point to Dist. System EP 8/9/2023 2023034696 6:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54304 Well #7 GW LRG1905 Entry Point to Dist. System EP 8/9/2023 2023034696 8:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54304 Well #7 GW LRG1905 Entry Point to Dist. System EP 8/9/2023 2023034696 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54304 Well #7 GW LRG1905 Entry Point to Dist. System EP 8/9/2023 2023034696 ADONA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54304 Well #7 GW LRG1905 Entry Point to Dist. System EP 8/9/2023 2023034696 HFPO-DA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54304 Well #7 GW LRG1905 Entry Point to Dist. System EP 8/9/2023 2023034696 NFDHA 0.02 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54304 Well #7 GW LRG1905 Entry Point to Dist. System EP 8/9/2023 2023034696 PFBA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54304 Well #7 GW LRG1905 Entry Point to Dist. System EP 8/9/2023 2023034696 PFBS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54304 Well #7 GW LRG1905 Entry Point to Dist. System EP 8/9/2023 2023034696 PFDA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54304 Well #7 GW LRG1905 Entry Point to Dist. System EP 8/9/2023 2023034696 PFDoA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54304 Well #7 GW LRG1905 Entry Point to Dist. System EP 8/9/2023 2023034696 PFEESA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54304 Well #7 GW LRG1905 Entry Point to Dist. System EP 8/9/2023 2023034696 PFHpA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54304 Well #7 GW LRG1905 Entry Point to Dist. System EP 8/9/2023 2023034696 PFHpS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54304 Well #7 GW LRG1905 Entry Point to Dist. System EP 8/9/2023 2023034696 PFHxA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54304 Well #7 GW LRG1905 Entry Point to Dist. System EP 8/9/2023 2023034696 PFHxS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54304 Well #7 GW LRG1905 Entry Point to Dist. System EP 8/9/2023 2023034696 PFMBA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54304 Well #7 GW LRG1905 Entry Point to Dist. System EP 8/9/2023 2023034696 PFMPA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54304 Well #7 GW LRG1905 Entry Point to Dist. System EP 8/9/2023 2023034696 PFNA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54304 Well #7 GW LRG1905 Entry Point to Dist. System EP 8/9/2023 2023034696 PFOA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54304 Well #7 GW LRG1905 Entry Point to Dist. System EP 8/9/2023 2023034696 PFOS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54304 Well #7 GW LRG1905 Entry Point to Dist. System EP 8/9/2023 2023034696 PFPeA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54304 Well #7 GW LRG1905 Entry Point to Dist. System EP 8/9/2023 2023034696 PFPeS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54304 Well #7 GW LRG1905 Entry Point to Dist. System EP 8/9/2023 2023034696 PFUnA 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54304 Well #7 GW LRG1905 Entry Point to Dist. System EP 8/9/2023 2023034669 NEtFOSAA 0.005 µg/L EPA 537.1 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54304 Well #7 GW LRG1905 Entry Point to Dist. System EP 8/9/2023 2023034669 NMeFOSAA 0.006 µg/L EPA 537.1 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54304 Well #7 GW LRG1905 Entry Point to Dist. System EP 8/9/2023 2023034669 PFTA 0.008 µg/L EPA 537.1 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54304 Well #7 GW LRG1905 Entry Point to Dist. System EP 8/9/2023 2023034669 PFTrDA 0.007 µg/L EPA 537.1 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54305 Well #8 GW LRG1905S3 Entry Point to Dist. System EP 2/15/2023 2023009803 lithium 9 µg/L EPA 200.7 = 154 SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54305 Well #8 GW LRG1905S3 Entry Point to Dist. System EP 2/15/2023 2023009836 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54305 Well #8 GW LRG1905S3 Entry Point to Dist. System EP 2/15/2023 2023009836 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54305 Well #8 GW LRG1905S3 Entry Point to Dist. System EP 2/15/2023 2023009836 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54305 Well #8 GW LRG1905S3 Entry Point to Dist. System EP 2/15/2023 2023009836 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54305 Well #8 GW LRG1905S3 Entry Point to Dist. System EP 2/15/2023 2023009836 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54305 Well #8 GW LRG1905S3 Entry Point to Dist. System EP 2/15/2023 2023009836 ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54305 Well #8 GW LRG1905S3 Entry Point to Dist. System EP 2/15/2023 2023009836 HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54305 Well #8 GW LRG1905S3 Entry Point to Dist. System EP 2/15/2023 2023009836 NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54305 Well #8 GW LRG1905S3 Entry Point to Dist. System EP 2/15/2023 2023009836 PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54305 Well #8 GW LRG1905S3 Entry Point to Dist. System EP 2/15/2023 2023009836 PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM



PWSID PWSName Size FacilityID FacilityName FacilityWaterType SamplePointID SamplePointName SamplePointType AssociatedFacilityID AssociatedSamplePointID CollectionDate SampleID Contaminant MRL Units MethodID AnalyticalResultsSign AnalyticalResultValue SampleEventCode MonitoringRequirement Region State
NM3554307 DONA ANA MDWCA L 54305 Well #8 GW LRG1905S3 Entry Point to Dist. System EP 2/15/2023 2023009836 PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54305 Well #8 GW LRG1905S3 Entry Point to Dist. System EP 2/15/2023 2023009836 PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54305 Well #8 GW LRG1905S3 Entry Point to Dist. System EP 2/15/2023 2023009836 PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54305 Well #8 GW LRG1905S3 Entry Point to Dist. System EP 2/15/2023 2023009836 PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54305 Well #8 GW LRG1905S3 Entry Point to Dist. System EP 2/15/2023 2023009836 PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54305 Well #8 GW LRG1905S3 Entry Point to Dist. System EP 2/15/2023 2023009836 PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54305 Well #8 GW LRG1905S3 Entry Point to Dist. System EP 2/15/2023 2023009836 PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54305 Well #8 GW LRG1905S3 Entry Point to Dist. System EP 2/15/2023 2023009836 PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54305 Well #8 GW LRG1905S3 Entry Point to Dist. System EP 2/15/2023 2023009836 PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54305 Well #8 GW LRG1905S3 Entry Point to Dist. System EP 2/15/2023 2023009836 PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54305 Well #8 GW LRG1905S3 Entry Point to Dist. System EP 2/15/2023 2023009836 PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54305 Well #8 GW LRG1905S3 Entry Point to Dist. System EP 2/15/2023 2023009836 PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54305 Well #8 GW LRG1905S3 Entry Point to Dist. System EP 2/15/2023 2023009836 PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54305 Well #8 GW LRG1905S3 Entry Point to Dist. System EP 2/15/2023 2023009836 PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54305 Well #8 GW LRG1905S3 Entry Point to Dist. System EP 2/15/2023 2023009836 PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54305 Well #8 GW LRG1905S3 Entry Point to Dist. System EP 2/15/2023 2023009833 NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54305 Well #8 GW LRG1905S3 Entry Point to Dist. System EP 2/15/2023 2023009833 NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54305 Well #8 GW LRG1905S3 Entry Point to Dist. System EP 2/15/2023 2023009833 PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54305 Well #8 GW LRG1905S3 Entry Point to Dist. System EP 2/15/2023 2023009833 PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54305 Well #8 GW LRG1905S3 Entry Point to Dist. System EP 8/8/2023 2023034657 lithium 9 µg/L EPA 200.7 = 159 SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54305 Well #8 GW LRG1905S3 Entry Point to Dist. System EP 8/8/2023 2023034689 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54305 Well #8 GW LRG1905S3 Entry Point to Dist. System EP 8/8/2023 2023034689 4:2 FTS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54305 Well #8 GW LRG1905S3 Entry Point to Dist. System EP 8/8/2023 2023034689 6:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54305 Well #8 GW LRG1905S3 Entry Point to Dist. System EP 8/8/2023 2023034689 8:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54305 Well #8 GW LRG1905S3 Entry Point to Dist. System EP 8/8/2023 2023034689 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54305 Well #8 GW LRG1905S3 Entry Point to Dist. System EP 8/8/2023 2023034689 ADONA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54305 Well #8 GW LRG1905S3 Entry Point to Dist. System EP 8/8/2023 2023034689 HFPO-DA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54305 Well #8 GW LRG1905S3 Entry Point to Dist. System EP 8/8/2023 2023034689 NFDHA 0.02 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54305 Well #8 GW LRG1905S3 Entry Point to Dist. System EP 8/8/2023 2023034689 PFBA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54305 Well #8 GW LRG1905S3 Entry Point to Dist. System EP 8/8/2023 2023034689 PFBS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54305 Well #8 GW LRG1905S3 Entry Point to Dist. System EP 8/8/2023 2023034689 PFDA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54305 Well #8 GW LRG1905S3 Entry Point to Dist. System EP 8/8/2023 2023034689 PFDoA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54305 Well #8 GW LRG1905S3 Entry Point to Dist. System EP 8/8/2023 2023034689 PFEESA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54305 Well #8 GW LRG1905S3 Entry Point to Dist. System EP 8/8/2023 2023034689 PFHpA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54305 Well #8 GW LRG1905S3 Entry Point to Dist. System EP 8/8/2023 2023034689 PFHpS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54305 Well #8 GW LRG1905S3 Entry Point to Dist. System EP 8/8/2023 2023034689 PFHxA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54305 Well #8 GW LRG1905S3 Entry Point to Dist. System EP 8/8/2023 2023034689 PFHxS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54305 Well #8 GW LRG1905S3 Entry Point to Dist. System EP 8/8/2023 2023034689 PFMBA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54305 Well #8 GW LRG1905S3 Entry Point to Dist. System EP 8/8/2023 2023034689 PFMPA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54305 Well #8 GW LRG1905S3 Entry Point to Dist. System EP 8/8/2023 2023034689 PFNA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54305 Well #8 GW LRG1905S3 Entry Point to Dist. System EP 8/8/2023 2023034689 PFOA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54305 Well #8 GW LRG1905S3 Entry Point to Dist. System EP 8/8/2023 2023034689 PFOS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54305 Well #8 GW LRG1905S3 Entry Point to Dist. System EP 8/8/2023 2023034689 PFPeA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54305 Well #8 GW LRG1905S3 Entry Point to Dist. System EP 8/8/2023 2023034689 PFPeS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54305 Well #8 GW LRG1905S3 Entry Point to Dist. System EP 8/8/2023 2023034689 PFUnA 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54305 Well #8 GW LRG1905S3 Entry Point to Dist. System EP 8/8/2023 2023034667 NEtFOSAA 0.005 µg/L EPA 537.1 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54305 Well #8 GW LRG1905S3 Entry Point to Dist. System EP 8/8/2023 2023034667 NMeFOSAA 0.006 µg/L EPA 537.1 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54305 Well #8 GW LRG1905S3 Entry Point to Dist. System EP 8/8/2023 2023034667 PFTA 0.008 µg/L EPA 537.1 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54305 Well #8 GW LRG1905S3 Entry Point to Dist. System EP 8/8/2023 2023034667 PFTrDA 0.007 µg/L EPA 537.1 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54306 Well #9 GW LRG80S4 Entry Point to Dist. System EP 2/14/2023 2023009800 lithium 9 µg/L EPA 200.7 = 146 SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54306 Well #9 GW LRG80S4 Entry Point to Dist. System EP 2/14/2023 2023009814 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54306 Well #9 GW LRG80S4 Entry Point to Dist. System EP 2/14/2023 2023009814 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54306 Well #9 GW LRG80S4 Entry Point to Dist. System EP 2/14/2023 2023009814 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54306 Well #9 GW LRG80S4 Entry Point to Dist. System EP 2/14/2023 2023009814 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54306 Well #9 GW LRG80S4 Entry Point to Dist. System EP 2/14/2023 2023009814 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54306 Well #9 GW LRG80S4 Entry Point to Dist. System EP 2/14/2023 2023009814 ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54306 Well #9 GW LRG80S4 Entry Point to Dist. System EP 2/14/2023 2023009814 HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54306 Well #9 GW LRG80S4 Entry Point to Dist. System EP 2/14/2023 2023009814 NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54306 Well #9 GW LRG80S4 Entry Point to Dist. System EP 2/14/2023 2023009814 PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54306 Well #9 GW LRG80S4 Entry Point to Dist. System EP 2/14/2023 2023009814 PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54306 Well #9 GW LRG80S4 Entry Point to Dist. System EP 2/14/2023 2023009814 PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54306 Well #9 GW LRG80S4 Entry Point to Dist. System EP 2/14/2023 2023009814 PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54306 Well #9 GW LRG80S4 Entry Point to Dist. System EP 2/14/2023 2023009814 PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54306 Well #9 GW LRG80S4 Entry Point to Dist. System EP 2/14/2023 2023009814 PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54306 Well #9 GW LRG80S4 Entry Point to Dist. System EP 2/14/2023 2023009814 PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54306 Well #9 GW LRG80S4 Entry Point to Dist. System EP 2/14/2023 2023009814 PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54306 Well #9 GW LRG80S4 Entry Point to Dist. System EP 2/14/2023 2023009814 PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54306 Well #9 GW LRG80S4 Entry Point to Dist. System EP 2/14/2023 2023009814 PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54306 Well #9 GW LRG80S4 Entry Point to Dist. System EP 2/14/2023 2023009814 PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54306 Well #9 GW LRG80S4 Entry Point to Dist. System EP 2/14/2023 2023009814 PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54306 Well #9 GW LRG80S4 Entry Point to Dist. System EP 2/14/2023 2023009814 PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54306 Well #9 GW LRG80S4 Entry Point to Dist. System EP 2/14/2023 2023009814 PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54306 Well #9 GW LRG80S4 Entry Point to Dist. System EP 2/14/2023 2023009814 PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54306 Well #9 GW LRG80S4 Entry Point to Dist. System EP 2/14/2023 2023009814 PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54306 Well #9 GW LRG80S4 Entry Point to Dist. System EP 2/14/2023 2023009814 PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54306 Well #9 GW LRG80S4 Entry Point to Dist. System EP 2/14/2023 2023009835 NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54306 Well #9 GW LRG80S4 Entry Point to Dist. System EP 2/14/2023 2023009835 NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54306 Well #9 GW LRG80S4 Entry Point to Dist. System EP 2/14/2023 2023009835 PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54306 Well #9 GW LRG80S4 Entry Point to Dist. System EP 2/14/2023 2023009835 PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3554307 DONA ANA MDWCA L 54306 Well #9 GW LRG80S4 Entry Point to Dist. System EP 8/8/2023 2023034663 lithium 9 µg/L EPA 200.7 = 133 SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54306 Well #9 GW LRG80S4 Entry Point to Dist. System EP 8/8/2023 2023034693 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54306 Well #9 GW LRG80S4 Entry Point to Dist. System EP 8/8/2023 2023034693 4:2 FTS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54306 Well #9 GW LRG80S4 Entry Point to Dist. System EP 8/8/2023 2023034693 6:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54306 Well #9 GW LRG80S4 Entry Point to Dist. System EP 8/8/2023 2023034693 8:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54306 Well #9 GW LRG80S4 Entry Point to Dist. System EP 8/8/2023 2023034693 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54306 Well #9 GW LRG80S4 Entry Point to Dist. System EP 8/8/2023 2023034693 ADONA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54306 Well #9 GW LRG80S4 Entry Point to Dist. System EP 8/8/2023 2023034693 HFPO-DA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54306 Well #9 GW LRG80S4 Entry Point to Dist. System EP 8/8/2023 2023034693 NFDHA 0.02 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54306 Well #9 GW LRG80S4 Entry Point to Dist. System EP 8/8/2023 2023034693 PFBA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54306 Well #9 GW LRG80S4 Entry Point to Dist. System EP 8/8/2023 2023034693 PFBS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54306 Well #9 GW LRG80S4 Entry Point to Dist. System EP 8/8/2023 2023034693 PFDA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54306 Well #9 GW LRG80S4 Entry Point to Dist. System EP 8/8/2023 2023034693 PFDoA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54306 Well #9 GW LRG80S4 Entry Point to Dist. System EP 8/8/2023 2023034693 PFEESA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54306 Well #9 GW LRG80S4 Entry Point to Dist. System EP 8/8/2023 2023034693 PFHpA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54306 Well #9 GW LRG80S4 Entry Point to Dist. System EP 8/8/2023 2023034693 PFHpS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54306 Well #9 GW LRG80S4 Entry Point to Dist. System EP 8/8/2023 2023034693 PFHxA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54306 Well #9 GW LRG80S4 Entry Point to Dist. System EP 8/8/2023 2023034693 PFHxS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54306 Well #9 GW LRG80S4 Entry Point to Dist. System EP 8/8/2023 2023034693 PFMBA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54306 Well #9 GW LRG80S4 Entry Point to Dist. System EP 8/8/2023 2023034693 PFMPA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54306 Well #9 GW LRG80S4 Entry Point to Dist. System EP 8/8/2023 2023034693 PFNA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54306 Well #9 GW LRG80S4 Entry Point to Dist. System EP 8/8/2023 2023034693 PFOA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54306 Well #9 GW LRG80S4 Entry Point to Dist. System EP 8/8/2023 2023034693 PFOS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54306 Well #9 GW LRG80S4 Entry Point to Dist. System EP 8/8/2023 2023034693 PFPeA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54306 Well #9 GW LRG80S4 Entry Point to Dist. System EP 8/8/2023 2023034693 PFPeS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54306 Well #9 GW LRG80S4 Entry Point to Dist. System EP 8/8/2023 2023034693 PFUnA 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54306 Well #9 GW LRG80S4 Entry Point to Dist. System EP 8/8/2023 2023034675 NEtFOSAA 0.005 µg/L EPA 537.1 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54306 Well #9 GW LRG80S4 Entry Point to Dist. System EP 8/8/2023 2023034675 NMeFOSAA 0.006 µg/L EPA 537.1 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54306 Well #9 GW LRG80S4 Entry Point to Dist. System EP 8/8/2023 2023034675 PFTA 0.008 µg/L EPA 537.1 < SE2 AM 6 NM
NM3554307 DONA ANA MDWCA L 54306 Well #9 GW LRG80S4 Entry Point to Dist. System EP 8/8/2023 2023034675 PFTrDA 0.007 µg/L EPA 537.1 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326052 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260521 ENTRY POINT #1 (WELL #17 AND #18) EP 3/22/2023 100454P lithium 9 µg/L EPA 200.7 = 15.7 SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326055 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260551 ENTRY POINT #3 (WELL #7) EP 3/22/2023 100455P lithium 9 µg/L EPA 200.7 = 14.9 SE1 AM 6 NM
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NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326056 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260561 ENTRY POINT #4 (WELL #14) EP 3/22/2023 100456P lithium 9 µg/L EPA 200.7 = 38.3 SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326057 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260571 ENTRY POINT #5 (WELL #15) EP 3/22/2023 100457P lithium 9 µg/L EPA 200.7 = 23.9 SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326058 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260581 ENTRY POINT #6 (WELL #8) EP 3/22/2023 100458P lithium 9 µg/L EPA 200.7 = 30.8 SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326063 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260631 ENTRY POINT #2 (WELL #2A AND WELL #2B) EP 3/22/2023 100460P lithium 9 µg/L EPA 200.7 = 18.3 SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326052 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260521 ENTRY POINT #1 (WELL #17 AND #18) EP 3/22/2023 100454P 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326055 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260551 ENTRY POINT #3 (WELL #7) EP 3/22/2023 100455P 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326056 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260561 ENTRY POINT #4 (WELL #14) EP 3/22/2023 100456P 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326057 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260571 ENTRY POINT #5 (WELL #15) EP 3/22/2023 100457P 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326058 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260581 ENTRY POINT #6 (WELL #8) EP 3/22/2023 100458P 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326052 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260521 ENTRY POINT #1 (WELL #17 AND #18) EP 3/22/2023 100454P 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326055 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260551 ENTRY POINT #3 (WELL #7) EP 3/22/2023 100455P 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326056 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260561 ENTRY POINT #4 (WELL #14) EP 3/22/2023 100456P 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326057 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260571 ENTRY POINT #5 (WELL #15) EP 3/22/2023 100457P 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326058 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260581 ENTRY POINT #6 (WELL #8) EP 3/22/2023 100458P 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326052 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260521 ENTRY POINT #1 (WELL #17 AND #18) EP 3/22/2023 100454P 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326055 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260551 ENTRY POINT #3 (WELL #7) EP 3/22/2023 100455P 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326056 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260561 ENTRY POINT #4 (WELL #14) EP 3/22/2023 100456P 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326057 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260571 ENTRY POINT #5 (WELL #15) EP 3/22/2023 100457P 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326058 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260581 ENTRY POINT #6 (WELL #8) EP 3/22/2023 100458P 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326052 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260521 ENTRY POINT #1 (WELL #17 AND #18) EP 3/22/2023 100454P 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326055 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260551 ENTRY POINT #3 (WELL #7) EP 3/22/2023 100455P 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326056 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260561 ENTRY POINT #4 (WELL #14) EP 3/22/2023 100456P 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326057 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260571 ENTRY POINT #5 (WELL #15) EP 3/22/2023 100457P 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326058 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260581 ENTRY POINT #6 (WELL #8) EP 3/22/2023 100458P 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326052 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260521 ENTRY POINT #1 (WELL #17 AND #18) EP 3/22/2023 100454P 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326055 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260551 ENTRY POINT #3 (WELL #7) EP 3/22/2023 100455P 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326056 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260561 ENTRY POINT #4 (WELL #14) EP 3/22/2023 100456P 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326057 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260571 ENTRY POINT #5 (WELL #15) EP 3/22/2023 100457P 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326058 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260581 ENTRY POINT #6 (WELL #8) EP 3/22/2023 100458P 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326052 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260521 ENTRY POINT #1 (WELL #17 AND #18) EP 3/22/2023 100454P ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326055 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260551 ENTRY POINT #3 (WELL #7) EP 3/22/2023 100455P ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326056 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260561 ENTRY POINT #4 (WELL #14) EP 3/22/2023 100456P ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326057 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260571 ENTRY POINT #5 (WELL #15) EP 3/22/2023 100457P ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326058 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260581 ENTRY POINT #6 (WELL #8) EP 3/22/2023 100458P ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326052 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260521 ENTRY POINT #1 (WELL #17 AND #18) EP 3/22/2023 100454P HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326055 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260551 ENTRY POINT #3 (WELL #7) EP 3/22/2023 100455P HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326056 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260561 ENTRY POINT #4 (WELL #14) EP 3/22/2023 100456P HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326057 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260571 ENTRY POINT #5 (WELL #15) EP 3/22/2023 100457P HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326058 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260581 ENTRY POINT #6 (WELL #8) EP 3/22/2023 100458P HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326052 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260521 ENTRY POINT #1 (WELL #17 AND #18) EP 3/22/2023 100454P NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326055 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260551 ENTRY POINT #3 (WELL #7) EP 3/22/2023 100455P NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326056 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260561 ENTRY POINT #4 (WELL #14) EP 3/22/2023 100456P NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326057 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260571 ENTRY POINT #5 (WELL #15) EP 3/22/2023 100457P NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326058 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260581 ENTRY POINT #6 (WELL #8) EP 3/22/2023 100458P NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326052 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260521 ENTRY POINT #1 (WELL #17 AND #18) EP 3/22/2023 100454P PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326055 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260551 ENTRY POINT #3 (WELL #7) EP 3/22/2023 100455P PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326056 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260561 ENTRY POINT #4 (WELL #14) EP 3/22/2023 100456P PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326057 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260571 ENTRY POINT #5 (WELL #15) EP 3/22/2023 100457P PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326058 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260581 ENTRY POINT #6 (WELL #8) EP 3/22/2023 100458P PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326052 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260521 ENTRY POINT #1 (WELL #17 AND #18) EP 3/22/2023 100454P PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326055 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260551 ENTRY POINT #3 (WELL #7) EP 3/22/2023 100455P PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326056 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260561 ENTRY POINT #4 (WELL #14) EP 3/22/2023 100456P PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326057 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260571 ENTRY POINT #5 (WELL #15) EP 3/22/2023 100457P PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326058 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260581 ENTRY POINT #6 (WELL #8) EP 3/22/2023 100458P PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326052 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260521 ENTRY POINT #1 (WELL #17 AND #18) EP 3/22/2023 100454P PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326055 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260551 ENTRY POINT #3 (WELL #7) EP 3/22/2023 100455P PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326056 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260561 ENTRY POINT #4 (WELL #14) EP 3/22/2023 100456P PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326057 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260571 ENTRY POINT #5 (WELL #15) EP 3/22/2023 100457P PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326058 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260581 ENTRY POINT #6 (WELL #8) EP 3/22/2023 100458P PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326052 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260521 ENTRY POINT #1 (WELL #17 AND #18) EP 3/22/2023 100454P PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326055 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260551 ENTRY POINT #3 (WELL #7) EP 3/22/2023 100455P PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326056 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260561 ENTRY POINT #4 (WELL #14) EP 3/22/2023 100456P PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326057 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260571 ENTRY POINT #5 (WELL #15) EP 3/22/2023 100457P PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326058 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260581 ENTRY POINT #6 (WELL #8) EP 3/22/2023 100458P PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326052 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260521 ENTRY POINT #1 (WELL #17 AND #18) EP 3/22/2023 100454P PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326055 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260551 ENTRY POINT #3 (WELL #7) EP 3/22/2023 100455P PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326056 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260561 ENTRY POINT #4 (WELL #14) EP 3/22/2023 100456P PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326057 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260571 ENTRY POINT #5 (WELL #15) EP 3/22/2023 100457P PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326058 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260581 ENTRY POINT #6 (WELL #8) EP 3/22/2023 100458P PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326052 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260521 ENTRY POINT #1 (WELL #17 AND #18) EP 3/22/2023 100454P PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326055 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260551 ENTRY POINT #3 (WELL #7) EP 3/22/2023 100455P PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326056 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260561 ENTRY POINT #4 (WELL #14) EP 3/22/2023 100456P PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326057 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260571 ENTRY POINT #5 (WELL #15) EP 3/22/2023 100457P PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326058 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260581 ENTRY POINT #6 (WELL #8) EP 3/22/2023 100458P PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326052 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260521 ENTRY POINT #1 (WELL #17 AND #18) EP 3/22/2023 100454P PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326055 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260551 ENTRY POINT #3 (WELL #7) EP 3/22/2023 100455P PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326056 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260561 ENTRY POINT #4 (WELL #14) EP 3/22/2023 100456P PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326057 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260571 ENTRY POINT #5 (WELL #15) EP 3/22/2023 100457P PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326058 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260581 ENTRY POINT #6 (WELL #8) EP 3/22/2023 100458P PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326052 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260521 ENTRY POINT #1 (WELL #17 AND #18) EP 3/22/2023 100454P PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326055 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260551 ENTRY POINT #3 (WELL #7) EP 3/22/2023 100455P PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326056 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260561 ENTRY POINT #4 (WELL #14) EP 3/22/2023 100456P PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326057 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260571 ENTRY POINT #5 (WELL #15) EP 3/22/2023 100457P PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326058 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260581 ENTRY POINT #6 (WELL #8) EP 3/22/2023 100458P PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326052 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260521 ENTRY POINT #1 (WELL #17 AND #18) EP 3/22/2023 100454P PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326055 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260551 ENTRY POINT #3 (WELL #7) EP 3/22/2023 100455P PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326056 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260561 ENTRY POINT #4 (WELL #14) EP 3/22/2023 100456P PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326057 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260571 ENTRY POINT #5 (WELL #15) EP 3/22/2023 100457P PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326058 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260581 ENTRY POINT #6 (WELL #8) EP 3/22/2023 100458P PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326052 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260521 ENTRY POINT #1 (WELL #17 AND #18) EP 3/22/2023 100454P PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326055 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260551 ENTRY POINT #3 (WELL #7) EP 3/22/2023 100455P PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326056 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260561 ENTRY POINT #4 (WELL #14) EP 3/22/2023 100456P PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326057 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260571 ENTRY POINT #5 (WELL #15) EP 3/22/2023 100457P PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326058 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260581 ENTRY POINT #6 (WELL #8) EP 3/22/2023 100458P PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326052 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260521 ENTRY POINT #1 (WELL #17 AND #18) EP 3/22/2023 100454P PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326055 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260551 ENTRY POINT #3 (WELL #7) EP 3/22/2023 100455P PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326056 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260561 ENTRY POINT #4 (WELL #14) EP 3/22/2023 100456P PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326057 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260571 ENTRY POINT #5 (WELL #15) EP 3/22/2023 100457P PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326058 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260581 ENTRY POINT #6 (WELL #8) EP 3/22/2023 100458P PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326052 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260521 ENTRY POINT #1 (WELL #17 AND #18) EP 3/22/2023 100454P PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326055 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260551 ENTRY POINT #3 (WELL #7) EP 3/22/2023 100455P PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326056 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260561 ENTRY POINT #4 (WELL #14) EP 3/22/2023 100456P PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326057 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260571 ENTRY POINT #5 (WELL #15) EP 3/22/2023 100457P PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326058 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260581 ENTRY POINT #6 (WELL #8) EP 3/22/2023 100458P PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326052 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260521 ENTRY POINT #1 (WELL #17 AND #18) EP 3/22/2023 100454P PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326055 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260551 ENTRY POINT #3 (WELL #7) EP 3/22/2023 100455P PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326056 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260561 ENTRY POINT #4 (WELL #14) EP 3/22/2023 100456P PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326057 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260571 ENTRY POINT #5 (WELL #15) EP 3/22/2023 100457P PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326058 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260581 ENTRY POINT #6 (WELL #8) EP 3/22/2023 100458P PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326052 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260521 ENTRY POINT #1 (WELL #17 AND #18) EP 3/22/2023 100454P PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326055 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260551 ENTRY POINT #3 (WELL #7) EP 3/22/2023 100455P PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM



PWSID PWSName Size FacilityID FacilityName FacilityWaterType SamplePointID SamplePointName SamplePointType AssociatedFacilityID AssociatedSamplePointID CollectionDate SampleID Contaminant MRL Units MethodID AnalyticalResultsSign AnalyticalResultValue SampleEventCode MonitoringRequirement Region State
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326056 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260561 ENTRY POINT #4 (WELL #14) EP 3/22/2023 100456P PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326057 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260571 ENTRY POINT #5 (WELL #15) EP 3/22/2023 100457P PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326058 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260581 ENTRY POINT #6 (WELL #8) EP 3/22/2023 100458P PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326052 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260521 ENTRY POINT #1 (WELL #17 AND #18) EP 3/22/2023 100454P PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326055 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260551 ENTRY POINT #3 (WELL #7) EP 3/22/2023 100455P PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326056 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260561 ENTRY POINT #4 (WELL #14) EP 3/22/2023 100456P PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326057 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260571 ENTRY POINT #5 (WELL #15) EP 3/22/2023 100457P PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326058 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260581 ENTRY POINT #6 (WELL #8) EP 3/22/2023 100458P PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326052 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260521 ENTRY POINT #1 (WELL #17 AND #18) EP 3/22/2023 100454P PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326055 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260551 ENTRY POINT #3 (WELL #7) EP 3/22/2023 100455P PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326056 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260561 ENTRY POINT #4 (WELL #14) EP 3/22/2023 100456P PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326057 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260571 ENTRY POINT #5 (WELL #15) EP 3/22/2023 100457P PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326058 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260581 ENTRY POINT #6 (WELL #8) EP 3/22/2023 100458P PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326052 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260521 ENTRY POINT #1 (WELL #17 AND #18) EP 3/22/2023 100454P PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326055 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260551 ENTRY POINT #3 (WELL #7) EP 3/22/2023 100455P PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326056 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260561 ENTRY POINT #4 (WELL #14) EP 3/22/2023 100456P PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326057 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260571 ENTRY POINT #5 (WELL #15) EP 3/22/2023 100457P PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326058 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260581 ENTRY POINT #6 (WELL #8) EP 3/22/2023 100458P PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326052 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260521 ENTRY POINT #1 (WELL #17 AND #18) EP 3/22/2023 100454P NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326055 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260551 ENTRY POINT #3 (WELL #7) EP 3/22/2023 100455P NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326056 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260561 ENTRY POINT #4 (WELL #14) EP 3/22/2023 100456P NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326052 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260521 ENTRY POINT #1 (WELL #17 AND #18) EP 3/22/2023 100454P NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326055 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260551 ENTRY POINT #3 (WELL #7) EP 3/22/2023 100455P NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326056 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260561 ENTRY POINT #4 (WELL #14) EP 3/22/2023 100456P NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326052 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260521 ENTRY POINT #1 (WELL #17 AND #18) EP 3/22/2023 100454P PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326055 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260551 ENTRY POINT #3 (WELL #7) EP 3/22/2023 100455P PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326056 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260561 ENTRY POINT #4 (WELL #14) EP 3/22/2023 100456P PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326052 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260521 ENTRY POINT #1 (WELL #17 AND #18) EP 3/22/2023 100454P PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326055 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260551 ENTRY POINT #3 (WELL #7) EP 3/22/2023 100455P PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326056 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260561 ENTRY POINT #4 (WELL #14) EP 3/22/2023 100456P PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326057 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260571 ENTRY POINT #5 (WELL #15) EP 5/23/2023 104432R NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326058 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260581 ENTRY POINT #6 (WELL #8) EP 5/23/2023 104426R NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326063 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260631 ENTRY POINT #2 (WELL #2A AND WELL #2B) EP 5/23/2023 104433R NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326057 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260571 ENTRY POINT #5 (WELL #15) EP 5/23/2023 104432R NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326058 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260581 ENTRY POINT #6 (WELL #8) EP 5/23/2023 104426R NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326063 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260631 ENTRY POINT #2 (WELL #2A AND WELL #2B) EP 5/23/2023 104433R NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326057 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260571 ENTRY POINT #5 (WELL #15) EP 5/23/2023 104432R PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326058 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260581 ENTRY POINT #6 (WELL #8) EP 5/23/2023 104426R PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326063 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260631 ENTRY POINT #2 (WELL #2A AND WELL #2B) EP 5/23/2023 104433R PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326057 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260571 ENTRY POINT #5 (WELL #15) EP 5/23/2023 104432R PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326058 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260581 ENTRY POINT #6 (WELL #8) EP 5/23/2023 104426R PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326063 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260631 ENTRY POINT #2 (WELL #2A AND WELL #2B) EP 5/23/2023 104433R PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326052 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260521 ENTRY POINT #1 (WELL #17 AND #18) EP 11/1/2023 105978P lithium 9 µg/L EPA 200.7 = 16.5 SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326055 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260551 ENTRY POINT #3 (WELL #7) EP 11/1/2023 105979P lithium 9 µg/L EPA 200.7 = 15.8 SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326063 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260631 ENTRY POINT #2 (WELL #2A AND WELL #2B) EP 11/1/2023 105984P lithium 9 µg/L EPA 200.7 = 18.2 SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326063 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260631 ENTRY POINT #2 (WELL #2A AND WELL #2B) EP 11/1/2023 105984P 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326063 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260631 ENTRY POINT #2 (WELL #2A AND WELL #2B) EP 11/1/2023 105984P 4:2 FTS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326063 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260631 ENTRY POINT #2 (WELL #2A AND WELL #2B) EP 11/1/2023 105984P 6:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326063 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260631 ENTRY POINT #2 (WELL #2A AND WELL #2B) EP 11/1/2023 105984P 8:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326063 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260631 ENTRY POINT #2 (WELL #2A AND WELL #2B) EP 11/1/2023 105984P 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326063 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260631 ENTRY POINT #2 (WELL #2A AND WELL #2B) EP 11/1/2023 105984P ADONA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326063 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260631 ENTRY POINT #2 (WELL #2A AND WELL #2B) EP 11/1/2023 105984P HFPO-DA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326063 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260631 ENTRY POINT #2 (WELL #2A AND WELL #2B) EP 11/1/2023 105984P NFDHA 0.02 µg/L EPA 533 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326063 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260631 ENTRY POINT #2 (WELL #2A AND WELL #2B) EP 11/1/2023 105984P PFBA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326063 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260631 ENTRY POINT #2 (WELL #2A AND WELL #2B) EP 11/1/2023 105984P PFBS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326063 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260631 ENTRY POINT #2 (WELL #2A AND WELL #2B) EP 11/1/2023 105984P PFDA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326063 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260631 ENTRY POINT #2 (WELL #2A AND WELL #2B) EP 11/1/2023 105984P PFDoA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326063 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260631 ENTRY POINT #2 (WELL #2A AND WELL #2B) EP 11/1/2023 105984P PFEESA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326063 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260631 ENTRY POINT #2 (WELL #2A AND WELL #2B) EP 11/1/2023 105984P PFHpA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326063 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260631 ENTRY POINT #2 (WELL #2A AND WELL #2B) EP 11/1/2023 105984P PFHpS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326063 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260631 ENTRY POINT #2 (WELL #2A AND WELL #2B) EP 11/1/2023 105984P PFHxA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326063 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260631 ENTRY POINT #2 (WELL #2A AND WELL #2B) EP 11/1/2023 105984P PFHxS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326063 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260631 ENTRY POINT #2 (WELL #2A AND WELL #2B) EP 11/1/2023 105984P PFMBA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326063 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260631 ENTRY POINT #2 (WELL #2A AND WELL #2B) EP 11/1/2023 105984P PFMPA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326063 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260631 ENTRY POINT #2 (WELL #2A AND WELL #2B) EP 11/1/2023 105984P PFNA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326063 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260631 ENTRY POINT #2 (WELL #2A AND WELL #2B) EP 11/1/2023 105984P PFOA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326063 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260631 ENTRY POINT #2 (WELL #2A AND WELL #2B) EP 11/1/2023 105984P PFOS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326063 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260631 ENTRY POINT #2 (WELL #2A AND WELL #2B) EP 11/1/2023 105984P PFPeA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326063 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260631 ENTRY POINT #2 (WELL #2A AND WELL #2B) EP 11/1/2023 105984P PFPeS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326063 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260631 ENTRY POINT #2 (WELL #2A AND WELL #2B) EP 11/1/2023 105984P PFUnA 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326052 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260521 ENTRY POINT #1 (WELL #17 AND #18) EP 11/1/2023 105978P NEtFOSAA 0.005 µg/L EPA 537.1 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326055 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260551 ENTRY POINT #3 (WELL #7) EP 11/1/2023 105979P NEtFOSAA 0.005 µg/L EPA 537.1 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326063 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260631 ENTRY POINT #2 (WELL #2A AND WELL #2B) EP 11/1/2023 105984P NEtFOSAA 0.005 µg/L EPA 537.1 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326052 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260521 ENTRY POINT #1 (WELL #17 AND #18) EP 11/1/2023 105978P NMeFOSAA 0.006 µg/L EPA 537.1 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326055 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260551 ENTRY POINT #3 (WELL #7) EP 11/1/2023 105979P NMeFOSAA 0.006 µg/L EPA 537.1 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326063 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260631 ENTRY POINT #2 (WELL #2A AND WELL #2B) EP 11/1/2023 105984P NMeFOSAA 0.006 µg/L EPA 537.1 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326052 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260521 ENTRY POINT #1 (WELL #17 AND #18) EP 11/1/2023 105978P PFTA 0.008 µg/L EPA 537.1 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326055 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260551 ENTRY POINT #3 (WELL #7) EP 11/1/2023 105979P PFTA 0.008 µg/L EPA 537.1 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326063 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260631 ENTRY POINT #2 (WELL #2A AND WELL #2B) EP 11/1/2023 105984P PFTA 0.008 µg/L EPA 537.1 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326052 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260521 ENTRY POINT #1 (WELL #17 AND #18) EP 11/1/2023 105978P PFTrDA 0.007 µg/L EPA 537.1 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326055 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260551 ENTRY POINT #3 (WELL #7) EP 11/1/2023 105979P PFTrDA 0.007 µg/L EPA 537.1 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326063 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260631 ENTRY POINT #2 (WELL #2A AND WELL #2B) EP 11/1/2023 105984P PFTrDA 0.007 µg/L EPA 537.1 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326056 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260561 ENTRY POINT #4 (WELL #14) EP 11/7/2023 105980P lithium 9 µg/L EPA 200.7 = 23.2 SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326057 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260571 ENTRY POINT #5 (WELL #15) EP 11/7/2023 105981P lithium 9 µg/L EPA 200.7 = 49.6 SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326058 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260581 ENTRY POINT #6 (WELL #8) EP 11/7/2023 105982P lithium 9 µg/L EPA 200.7 = 25.7 SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326059 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260591 ENTRY POINT #7 (WELL #9 & WELL #10) EP 11/7/2023 105983P lithium 9 µg/L EPA 200.7 = 17.7 SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326056 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260561 ENTRY POINT #4 (WELL #14) EP 11/7/2023 105980P 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326057 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260571 ENTRY POINT #5 (WELL #15) EP 11/7/2023 105981P 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326058 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260581 ENTRY POINT #6 (WELL #8) EP 11/7/2023 105982P 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326059 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260591 ENTRY POINT #7 (WELL #9 & WELL #10) EP 11/7/2023 105983P 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326056 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260561 ENTRY POINT #4 (WELL #14) EP 11/7/2023 105980P 4:2 FTS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326057 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260571 ENTRY POINT #5 (WELL #15) EP 11/7/2023 105981P 4:2 FTS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326058 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260581 ENTRY POINT #6 (WELL #8) EP 11/7/2023 105982P 4:2 FTS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326059 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260591 ENTRY POINT #7 (WELL #9 & WELL #10) EP 11/7/2023 105983P 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326056 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260561 ENTRY POINT #4 (WELL #14) EP 11/7/2023 105980P 6:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326057 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260571 ENTRY POINT #5 (WELL #15) EP 11/7/2023 105981P 6:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326058 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260581 ENTRY POINT #6 (WELL #8) EP 11/7/2023 105982P 6:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326059 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260591 ENTRY POINT #7 (WELL #9 & WELL #10) EP 11/7/2023 105983P 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326056 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260561 ENTRY POINT #4 (WELL #14) EP 11/7/2023 105980P 8:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326057 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260571 ENTRY POINT #5 (WELL #15) EP 11/7/2023 105981P 8:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326058 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260581 ENTRY POINT #6 (WELL #8) EP 11/7/2023 105982P 8:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326059 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260591 ENTRY POINT #7 (WELL #9 & WELL #10) EP 11/7/2023 105983P 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326056 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260561 ENTRY POINT #4 (WELL #14) EP 11/7/2023 105980P 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326057 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260571 ENTRY POINT #5 (WELL #15) EP 11/7/2023 105981P 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326058 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260581 ENTRY POINT #6 (WELL #8) EP 11/7/2023 105982P 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326059 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260591 ENTRY POINT #7 (WELL #9 & WELL #10) EP 11/7/2023 105983P 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326056 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260561 ENTRY POINT #4 (WELL #14) EP 11/7/2023 105980P ADONA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326057 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260571 ENTRY POINT #5 (WELL #15) EP 11/7/2023 105981P ADONA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326058 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260581 ENTRY POINT #6 (WELL #8) EP 11/7/2023 105982P ADONA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326059 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260591 ENTRY POINT #7 (WELL #9 & WELL #10) EP 11/7/2023 105983P ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326056 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260561 ENTRY POINT #4 (WELL #14) EP 11/7/2023 105980P HFPO-DA 0.005 µg/L EPA 533 < SE2 AM 6 NM
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NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326057 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260571 ENTRY POINT #5 (WELL #15) EP 11/7/2023 105981P HFPO-DA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326058 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260581 ENTRY POINT #6 (WELL #8) EP 11/7/2023 105982P HFPO-DA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326059 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260591 ENTRY POINT #7 (WELL #9 & WELL #10) EP 11/7/2023 105983P HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326056 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260561 ENTRY POINT #4 (WELL #14) EP 11/7/2023 105980P NFDHA 0.02 µg/L EPA 533 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326057 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260571 ENTRY POINT #5 (WELL #15) EP 11/7/2023 105981P NFDHA 0.02 µg/L EPA 533 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326058 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260581 ENTRY POINT #6 (WELL #8) EP 11/7/2023 105982P NFDHA 0.02 µg/L EPA 533 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326059 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260591 ENTRY POINT #7 (WELL #9 & WELL #10) EP 11/7/2023 105983P NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326056 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260561 ENTRY POINT #4 (WELL #14) EP 11/7/2023 105980P PFBA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326057 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260571 ENTRY POINT #5 (WELL #15) EP 11/7/2023 105981P PFBA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326058 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260581 ENTRY POINT #6 (WELL #8) EP 11/7/2023 105982P PFBA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326059 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260591 ENTRY POINT #7 (WELL #9 & WELL #10) EP 11/7/2023 105983P PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326056 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260561 ENTRY POINT #4 (WELL #14) EP 11/7/2023 105980P PFBS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326057 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260571 ENTRY POINT #5 (WELL #15) EP 11/7/2023 105981P PFBS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326058 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260581 ENTRY POINT #6 (WELL #8) EP 11/7/2023 105982P PFBS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326059 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260591 ENTRY POINT #7 (WELL #9 & WELL #10) EP 11/7/2023 105983P PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326056 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260561 ENTRY POINT #4 (WELL #14) EP 11/7/2023 105980P PFDA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326057 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260571 ENTRY POINT #5 (WELL #15) EP 11/7/2023 105981P PFDA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326058 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260581 ENTRY POINT #6 (WELL #8) EP 11/7/2023 105982P PFDA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326059 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260591 ENTRY POINT #7 (WELL #9 & WELL #10) EP 11/7/2023 105983P PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326056 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260561 ENTRY POINT #4 (WELL #14) EP 11/7/2023 105980P PFDoA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326057 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260571 ENTRY POINT #5 (WELL #15) EP 11/7/2023 105981P PFDoA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326058 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260581 ENTRY POINT #6 (WELL #8) EP 11/7/2023 105982P PFDoA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326059 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260591 ENTRY POINT #7 (WELL #9 & WELL #10) EP 11/7/2023 105983P PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326056 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260561 ENTRY POINT #4 (WELL #14) EP 11/7/2023 105980P PFEESA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326057 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260571 ENTRY POINT #5 (WELL #15) EP 11/7/2023 105981P PFEESA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326058 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260581 ENTRY POINT #6 (WELL #8) EP 11/7/2023 105982P PFEESA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326059 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260591 ENTRY POINT #7 (WELL #9 & WELL #10) EP 11/7/2023 105983P PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326056 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260561 ENTRY POINT #4 (WELL #14) EP 11/7/2023 105980P PFHpA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326057 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260571 ENTRY POINT #5 (WELL #15) EP 11/7/2023 105981P PFHpA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326058 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260581 ENTRY POINT #6 (WELL #8) EP 11/7/2023 105982P PFHpA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326059 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260591 ENTRY POINT #7 (WELL #9 & WELL #10) EP 11/7/2023 105983P PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326056 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260561 ENTRY POINT #4 (WELL #14) EP 11/7/2023 105980P PFHpS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326057 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260571 ENTRY POINT #5 (WELL #15) EP 11/7/2023 105981P PFHpS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326058 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260581 ENTRY POINT #6 (WELL #8) EP 11/7/2023 105982P PFHpS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326059 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260591 ENTRY POINT #7 (WELL #9 & WELL #10) EP 11/7/2023 105983P PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326056 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260561 ENTRY POINT #4 (WELL #14) EP 11/7/2023 105980P PFHxA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326057 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260571 ENTRY POINT #5 (WELL #15) EP 11/7/2023 105981P PFHxA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326058 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260581 ENTRY POINT #6 (WELL #8) EP 11/7/2023 105982P PFHxA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326059 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260591 ENTRY POINT #7 (WELL #9 & WELL #10) EP 11/7/2023 105983P PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326056 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260561 ENTRY POINT #4 (WELL #14) EP 11/7/2023 105980P PFHxS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326057 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260571 ENTRY POINT #5 (WELL #15) EP 11/7/2023 105981P PFHxS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326058 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260581 ENTRY POINT #6 (WELL #8) EP 11/7/2023 105982P PFHxS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326059 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260591 ENTRY POINT #7 (WELL #9 & WELL #10) EP 11/7/2023 105983P PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326056 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260561 ENTRY POINT #4 (WELL #14) EP 11/7/2023 105980P PFMBA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326057 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260571 ENTRY POINT #5 (WELL #15) EP 11/7/2023 105981P PFMBA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326058 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260581 ENTRY POINT #6 (WELL #8) EP 11/7/2023 105982P PFMBA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326059 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260591 ENTRY POINT #7 (WELL #9 & WELL #10) EP 11/7/2023 105983P PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326056 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260561 ENTRY POINT #4 (WELL #14) EP 11/7/2023 105980P PFMPA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326057 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260571 ENTRY POINT #5 (WELL #15) EP 11/7/2023 105981P PFMPA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326058 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260581 ENTRY POINT #6 (WELL #8) EP 11/7/2023 105982P PFMPA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326059 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260591 ENTRY POINT #7 (WELL #9 & WELL #10) EP 11/7/2023 105983P PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326056 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260561 ENTRY POINT #4 (WELL #14) EP 11/7/2023 105980P PFNA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326057 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260571 ENTRY POINT #5 (WELL #15) EP 11/7/2023 105981P PFNA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326058 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260581 ENTRY POINT #6 (WELL #8) EP 11/7/2023 105982P PFNA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326059 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260591 ENTRY POINT #7 (WELL #9 & WELL #10) EP 11/7/2023 105983P PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326056 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260561 ENTRY POINT #4 (WELL #14) EP 11/7/2023 105980P PFOA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326057 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260571 ENTRY POINT #5 (WELL #15) EP 11/7/2023 105981P PFOA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326058 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260581 ENTRY POINT #6 (WELL #8) EP 11/7/2023 105982P PFOA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326059 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260591 ENTRY POINT #7 (WELL #9 & WELL #10) EP 11/7/2023 105983P PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326056 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260561 ENTRY POINT #4 (WELL #14) EP 11/7/2023 105980P PFOS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326057 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260571 ENTRY POINT #5 (WELL #15) EP 11/7/2023 105981P PFOS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326058 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260581 ENTRY POINT #6 (WELL #8) EP 11/7/2023 105982P PFOS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326059 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260591 ENTRY POINT #7 (WELL #9 & WELL #10) EP 11/7/2023 105983P PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326056 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260561 ENTRY POINT #4 (WELL #14) EP 11/7/2023 105980P PFPeA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326058 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260581 ENTRY POINT #6 (WELL #8) EP 11/7/2023 105982P PFPeA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326059 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260591 ENTRY POINT #7 (WELL #9 & WELL #10) EP 11/7/2023 105983P PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326056 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260561 ENTRY POINT #4 (WELL #14) EP 11/7/2023 105980P PFPeS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326057 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260571 ENTRY POINT #5 (WELL #15) EP 11/7/2023 105981P PFPeS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326058 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260581 ENTRY POINT #6 (WELL #8) EP 11/7/2023 105982P PFPeS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326059 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260591 ENTRY POINT #7 (WELL #9 & WELL #10) EP 11/7/2023 105983P PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326056 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260561 ENTRY POINT #4 (WELL #14) EP 11/7/2023 105980P PFUnA 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326057 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260571 ENTRY POINT #5 (WELL #15) EP 11/7/2023 105981P PFUnA 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326058 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260581 ENTRY POINT #6 (WELL #8) EP 11/7/2023 105982P PFUnA 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326059 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260591 ENTRY POINT #7 (WELL #9 & WELL #10) EP 11/7/2023 105983P PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326056 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260561 ENTRY POINT #4 (WELL #14) EP 11/7/2023 105980P NEtFOSAA 0.005 µg/L EPA 537.1 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326057 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260571 ENTRY POINT #5 (WELL #15) EP 11/7/2023 105981P NEtFOSAA 0.005 µg/L EPA 537.1 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326058 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260581 ENTRY POINT #6 (WELL #8) EP 11/7/2023 105982P NEtFOSAA 0.005 µg/L EPA 537.1 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326059 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260591 ENTRY POINT #7 (WELL #9 & WELL #10) EP 11/7/2023 105983P NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326056 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260561 ENTRY POINT #4 (WELL #14) EP 11/7/2023 105980P NMeFOSAA 0.006 µg/L EPA 537.1 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326057 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260571 ENTRY POINT #5 (WELL #15) EP 11/7/2023 105981P NMeFOSAA 0.006 µg/L EPA 537.1 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326058 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260581 ENTRY POINT #6 (WELL #8) EP 11/7/2023 105982P NMeFOSAA 0.006 µg/L EPA 537.1 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326059 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260591 ENTRY POINT #7 (WELL #9 & WELL #10) EP 11/7/2023 105983P NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326056 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260561 ENTRY POINT #4 (WELL #14) EP 11/7/2023 105980P PFTA 0.008 µg/L EPA 537.1 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326057 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260571 ENTRY POINT #5 (WELL #15) EP 11/7/2023 105981P PFTA 0.008 µg/L EPA 537.1 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326058 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260581 ENTRY POINT #6 (WELL #8) EP 11/7/2023 105982P PFTA 0.008 µg/L EPA 537.1 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326059 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260591 ENTRY POINT #7 (WELL #9 & WELL #10) EP 11/7/2023 105983P PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326056 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260561 ENTRY POINT #4 (WELL #14) EP 11/7/2023 105980P PFTrDA 0.007 µg/L EPA 537.1 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326057 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260571 ENTRY POINT #5 (WELL #15) EP 11/7/2023 105981P PFTrDA 0.007 µg/L EPA 537.1 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326058 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260581 ENTRY POINT #6 (WELL #8) EP 11/7/2023 105982P PFTrDA 0.007 µg/L EPA 537.1 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326059 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260591 ENTRY POINT #7 (WELL #9 & WELL #10) EP 11/7/2023 105983P PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326052 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260521 ENTRY POINT #1 (WELL #17 AND #18) EP 1/17/2024 112640R 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326052 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260521 ENTRY POINT #1 (WELL #17 AND #18) EP 1/17/2024 112640R 4:2 FTS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326052 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260521 ENTRY POINT #1 (WELL #17 AND #18) EP 1/17/2024 112640R 6:2 FTS 0.005 µg/L EPA 533 = 0.016 SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326052 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260521 ENTRY POINT #1 (WELL #17 AND #18) EP 1/17/2024 112640R 8:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326052 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260521 ENTRY POINT #1 (WELL #17 AND #18) EP 1/17/2024 112640R 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326052 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260521 ENTRY POINT #1 (WELL #17 AND #18) EP 1/17/2024 112640R ADONA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326052 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260521 ENTRY POINT #1 (WELL #17 AND #18) EP 1/17/2024 112640R HFPO-DA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326052 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260521 ENTRY POINT #1 (WELL #17 AND #18) EP 1/17/2024 112640R NFDHA 0.02 µg/L EPA 533 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326052 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260521 ENTRY POINT #1 (WELL #17 AND #18) EP 1/17/2024 112640R PFBA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326052 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260521 ENTRY POINT #1 (WELL #17 AND #18) EP 1/17/2024 112640R PFBS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326052 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260521 ENTRY POINT #1 (WELL #17 AND #18) EP 1/17/2024 112640R PFDA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326052 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260521 ENTRY POINT #1 (WELL #17 AND #18) EP 1/17/2024 112640R PFDoA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326052 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260521 ENTRY POINT #1 (WELL #17 AND #18) EP 1/17/2024 112640R PFEESA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326052 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260521 ENTRY POINT #1 (WELL #17 AND #18) EP 1/17/2024 112640R PFHpA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326052 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260521 ENTRY POINT #1 (WELL #17 AND #18) EP 1/17/2024 112640R PFHpS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326052 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260521 ENTRY POINT #1 (WELL #17 AND #18) EP 1/17/2024 112640R PFHxA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326052 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260521 ENTRY POINT #1 (WELL #17 AND #18) EP 1/17/2024 112640R PFHxS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326052 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260521 ENTRY POINT #1 (WELL #17 AND #18) EP 1/17/2024 112640R PFMBA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326052 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260521 ENTRY POINT #1 (WELL #17 AND #18) EP 1/17/2024 112640R PFMPA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326052 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260521 ENTRY POINT #1 (WELL #17 AND #18) EP 1/17/2024 112640R PFNA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326052 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260521 ENTRY POINT #1 (WELL #17 AND #18) EP 1/17/2024 112640R PFOA 0.004 µg/L EPA 533 < SE2 AM 6 NM



PWSID PWSName Size FacilityID FacilityName FacilityWaterType SamplePointID SamplePointName SamplePointType AssociatedFacilityID AssociatedSamplePointID CollectionDate SampleID Contaminant MRL Units MethodID AnalyticalResultsSign AnalyticalResultValue SampleEventCode MonitoringRequirement Region State
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326052 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260521 ENTRY POINT #1 (WELL #17 AND #18) EP 1/17/2024 112640R PFOS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326052 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260521 ENTRY POINT #1 (WELL #17 AND #18) EP 1/17/2024 112640R PFPeA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326057 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260571 ENTRY POINT #5 (WELL #15) EP 1/17/2024 112598R PFPeA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326052 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260521 ENTRY POINT #1 (WELL #17 AND #18) EP 1/17/2024 112640R PFPeS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326052 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260521 ENTRY POINT #1 (WELL #17 AND #18) EP 1/17/2024 112640R PFUnA 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326055 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260551 ENTRY POINT #3 (WELL #7) EP 1/31/2024 113847R 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326055 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260551 ENTRY POINT #3 (WELL #7) EP 1/31/2024 113847R 4:2 FTS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326055 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260551 ENTRY POINT #3 (WELL #7) EP 1/31/2024 113847R 6:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326055 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260551 ENTRY POINT #3 (WELL #7) EP 1/31/2024 113847R 8:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326055 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260551 ENTRY POINT #3 (WELL #7) EP 1/31/2024 113847R 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326055 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260551 ENTRY POINT #3 (WELL #7) EP 1/31/2024 113847R ADONA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326055 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260551 ENTRY POINT #3 (WELL #7) EP 1/31/2024 113847R HFPO-DA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326055 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260551 ENTRY POINT #3 (WELL #7) EP 1/31/2024 113847R NFDHA 0.02 µg/L EPA 533 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326055 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260551 ENTRY POINT #3 (WELL #7) EP 1/31/2024 113847R PFBA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326055 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260551 ENTRY POINT #3 (WELL #7) EP 1/31/2024 113847R PFBS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326055 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260551 ENTRY POINT #3 (WELL #7) EP 1/31/2024 113847R PFDA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326055 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260551 ENTRY POINT #3 (WELL #7) EP 1/31/2024 113847R PFDoA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326055 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260551 ENTRY POINT #3 (WELL #7) EP 1/31/2024 113847R PFEESA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326055 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260551 ENTRY POINT #3 (WELL #7) EP 1/31/2024 113847R PFHpA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326055 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260551 ENTRY POINT #3 (WELL #7) EP 1/31/2024 113847R PFHpS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326055 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260551 ENTRY POINT #3 (WELL #7) EP 1/31/2024 113847R PFHxA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326055 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260551 ENTRY POINT #3 (WELL #7) EP 1/31/2024 113847R PFHxS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326055 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260551 ENTRY POINT #3 (WELL #7) EP 1/31/2024 113847R PFMBA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326055 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260551 ENTRY POINT #3 (WELL #7) EP 1/31/2024 113847R PFMPA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326055 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260551 ENTRY POINT #3 (WELL #7) EP 1/31/2024 113847R PFNA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326055 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260551 ENTRY POINT #3 (WELL #7) EP 1/31/2024 113847R PFOA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326055 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260551 ENTRY POINT #3 (WELL #7) EP 1/31/2024 113847R PFOS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326055 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260551 ENTRY POINT #3 (WELL #7) EP 1/31/2024 113847R PFPeA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326055 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260551 ENTRY POINT #3 (WELL #7) EP 1/31/2024 113847R PFPeS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326055 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260551 ENTRY POINT #3 (WELL #7) EP 1/31/2024 113847R PFUnA 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326063 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260631 ENTRY POINT #2 (WELL #2A AND WELL #2B) EP 5/21/2024 117127R 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326063 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260631 ENTRY POINT #2 (WELL #2A AND WELL #2B) EP 5/21/2024 117127R 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326063 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260631 ENTRY POINT #2 (WELL #2A AND WELL #2B) EP 5/21/2024 117127R 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326063 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260631 ENTRY POINT #2 (WELL #2A AND WELL #2B) EP 5/21/2024 117127R 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326063 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260631 ENTRY POINT #2 (WELL #2A AND WELL #2B) EP 5/21/2024 117127R 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326063 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260631 ENTRY POINT #2 (WELL #2A AND WELL #2B) EP 5/21/2024 117127R ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326063 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260631 ENTRY POINT #2 (WELL #2A AND WELL #2B) EP 5/21/2024 117127R HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326063 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260631 ENTRY POINT #2 (WELL #2A AND WELL #2B) EP 5/21/2024 117127R NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326063 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260631 ENTRY POINT #2 (WELL #2A AND WELL #2B) EP 5/21/2024 117127R PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326063 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260631 ENTRY POINT #2 (WELL #2A AND WELL #2B) EP 5/21/2024 117127R PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326063 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260631 ENTRY POINT #2 (WELL #2A AND WELL #2B) EP 5/21/2024 117127R PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326063 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260631 ENTRY POINT #2 (WELL #2A AND WELL #2B) EP 5/21/2024 117127R PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326063 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260631 ENTRY POINT #2 (WELL #2A AND WELL #2B) EP 5/21/2024 117127R PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326063 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260631 ENTRY POINT #2 (WELL #2A AND WELL #2B) EP 5/21/2024 117127R PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326063 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260631 ENTRY POINT #2 (WELL #2A AND WELL #2B) EP 5/21/2024 117127R PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326063 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260631 ENTRY POINT #2 (WELL #2A AND WELL #2B) EP 5/21/2024 117127R PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326063 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260631 ENTRY POINT #2 (WELL #2A AND WELL #2B) EP 5/21/2024 117127R PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326063 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260631 ENTRY POINT #2 (WELL #2A AND WELL #2B) EP 5/21/2024 117127R PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326063 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260631 ENTRY POINT #2 (WELL #2A AND WELL #2B) EP 5/21/2024 117127R PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326063 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260631 ENTRY POINT #2 (WELL #2A AND WELL #2B) EP 5/21/2024 117127R PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326063 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260631 ENTRY POINT #2 (WELL #2A AND WELL #2B) EP 5/21/2024 117127R PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326063 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260631 ENTRY POINT #2 (WELL #2A AND WELL #2B) EP 5/21/2024 117127R PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326063 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260631 ENTRY POINT #2 (WELL #2A AND WELL #2B) EP 5/21/2024 117127R PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326063 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260631 ENTRY POINT #2 (WELL #2A AND WELL #2B) EP 5/21/2024 117127R PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3537326 ELDORADO AREA WATER AND SANITATION DIST. S 37326063 ELDORADO AREA WATER AND SANITATION DIST. GW SP373260631 ENTRY POINT #2 (WELL #2A AND WELL #2B) EP 5/21/2024 117127R PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3524626 ENTRANOSA WATER AND WASTEWATER COOP S 24626002 ENTRANOSA WATER AND WASTEWATER COOP GW SP246260021 NUG PUMP STATION EP 3/1/2023 101121P lithium 9 µg/L EPA 200.7 = 23 SE1 AM 6 NM
NM3524626 ENTRANOSA WATER AND WASTEWATER COOP S 24626010 ENTRANOSA WATER AND WASTEWATER COOP GW SP246260101 FROST RD. PUMP STATION EP 3/1/2023 101122P lithium 9 µg/L EPA 200.7 = 17 SE1 AM 6 NM
NM3524626 ENTRANOSA WATER AND WASTEWATER COOP S 24626002 ENTRANOSA WATER AND WASTEWATER COOP GW SP246260021 NUG PUMP STATION EP 3/1/2023 101121P 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3524626 ENTRANOSA WATER AND WASTEWATER COOP S 24626010 ENTRANOSA WATER AND WASTEWATER COOP GW SP246260101 FROST RD. PUMP STATION EP 3/1/2023 101122P 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3524626 ENTRANOSA WATER AND WASTEWATER COOP S 24626002 ENTRANOSA WATER AND WASTEWATER COOP GW SP246260021 NUG PUMP STATION EP 3/1/2023 101121P 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3524626 ENTRANOSA WATER AND WASTEWATER COOP S 24626010 ENTRANOSA WATER AND WASTEWATER COOP GW SP246260101 FROST RD. PUMP STATION EP 3/1/2023 101122P 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3524626 ENTRANOSA WATER AND WASTEWATER COOP S 24626002 ENTRANOSA WATER AND WASTEWATER COOP GW SP246260021 NUG PUMP STATION EP 3/1/2023 101121P 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3524626 ENTRANOSA WATER AND WASTEWATER COOP S 24626010 ENTRANOSA WATER AND WASTEWATER COOP GW SP246260101 FROST RD. PUMP STATION EP 3/1/2023 101122P 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3524626 ENTRANOSA WATER AND WASTEWATER COOP S 24626002 ENTRANOSA WATER AND WASTEWATER COOP GW SP246260021 NUG PUMP STATION EP 3/1/2023 101121P 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3524626 ENTRANOSA WATER AND WASTEWATER COOP S 24626010 ENTRANOSA WATER AND WASTEWATER COOP GW SP246260101 FROST RD. PUMP STATION EP 3/1/2023 101122P 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3524626 ENTRANOSA WATER AND WASTEWATER COOP S 24626002 ENTRANOSA WATER AND WASTEWATER COOP GW SP246260021 NUG PUMP STATION EP 3/1/2023 101121P 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3524626 ENTRANOSA WATER AND WASTEWATER COOP S 24626010 ENTRANOSA WATER AND WASTEWATER COOP GW SP246260101 FROST RD. PUMP STATION EP 3/1/2023 101122P 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3524626 ENTRANOSA WATER AND WASTEWATER COOP S 24626002 ENTRANOSA WATER AND WASTEWATER COOP GW SP246260021 NUG PUMP STATION EP 3/1/2023 101121P ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3524626 ENTRANOSA WATER AND WASTEWATER COOP S 24626010 ENTRANOSA WATER AND WASTEWATER COOP GW SP246260101 FROST RD. PUMP STATION EP 3/1/2023 101122P ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3524626 ENTRANOSA WATER AND WASTEWATER COOP S 24626002 ENTRANOSA WATER AND WASTEWATER COOP GW SP246260021 NUG PUMP STATION EP 3/1/2023 101121P HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3524626 ENTRANOSA WATER AND WASTEWATER COOP S 24626010 ENTRANOSA WATER AND WASTEWATER COOP GW SP246260101 FROST RD. PUMP STATION EP 3/1/2023 101122P HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3524626 ENTRANOSA WATER AND WASTEWATER COOP S 24626002 ENTRANOSA WATER AND WASTEWATER COOP GW SP246260021 NUG PUMP STATION EP 3/1/2023 101121P NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3524626 ENTRANOSA WATER AND WASTEWATER COOP S 24626010 ENTRANOSA WATER AND WASTEWATER COOP GW SP246260101 FROST RD. PUMP STATION EP 3/1/2023 101122P NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3524626 ENTRANOSA WATER AND WASTEWATER COOP S 24626002 ENTRANOSA WATER AND WASTEWATER COOP GW SP246260021 NUG PUMP STATION EP 3/1/2023 101121P PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3524626 ENTRANOSA WATER AND WASTEWATER COOP S 24626010 ENTRANOSA WATER AND WASTEWATER COOP GW SP246260101 FROST RD. PUMP STATION EP 3/1/2023 101122P PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3524626 ENTRANOSA WATER AND WASTEWATER COOP S 24626002 ENTRANOSA WATER AND WASTEWATER COOP GW SP246260021 NUG PUMP STATION EP 3/1/2023 101121P PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3524626 ENTRANOSA WATER AND WASTEWATER COOP S 24626010 ENTRANOSA WATER AND WASTEWATER COOP GW SP246260101 FROST RD. PUMP STATION EP 3/1/2023 101122P PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3524626 ENTRANOSA WATER AND WASTEWATER COOP S 24626002 ENTRANOSA WATER AND WASTEWATER COOP GW SP246260021 NUG PUMP STATION EP 3/1/2023 101121P PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3524626 ENTRANOSA WATER AND WASTEWATER COOP S 24626010 ENTRANOSA WATER AND WASTEWATER COOP GW SP246260101 FROST RD. PUMP STATION EP 3/1/2023 101122P PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3524626 ENTRANOSA WATER AND WASTEWATER COOP S 24626002 ENTRANOSA WATER AND WASTEWATER COOP GW SP246260021 NUG PUMP STATION EP 3/1/2023 101121P PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3524626 ENTRANOSA WATER AND WASTEWATER COOP S 24626010 ENTRANOSA WATER AND WASTEWATER COOP GW SP246260101 FROST RD. PUMP STATION EP 3/1/2023 101122P PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3524626 ENTRANOSA WATER AND WASTEWATER COOP S 24626002 ENTRANOSA WATER AND WASTEWATER COOP GW SP246260021 NUG PUMP STATION EP 3/1/2023 101121P PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3524626 ENTRANOSA WATER AND WASTEWATER COOP S 24626010 ENTRANOSA WATER AND WASTEWATER COOP GW SP246260101 FROST RD. PUMP STATION EP 3/1/2023 101122P PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3524626 ENTRANOSA WATER AND WASTEWATER COOP S 24626002 ENTRANOSA WATER AND WASTEWATER COOP GW SP246260021 NUG PUMP STATION EP 3/1/2023 101121P PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3524626 ENTRANOSA WATER AND WASTEWATER COOP S 24626010 ENTRANOSA WATER AND WASTEWATER COOP GW SP246260101 FROST RD. PUMP STATION EP 3/1/2023 101122P PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3524626 ENTRANOSA WATER AND WASTEWATER COOP S 24626002 ENTRANOSA WATER AND WASTEWATER COOP GW SP246260021 NUG PUMP STATION EP 3/1/2023 101121P PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3524626 ENTRANOSA WATER AND WASTEWATER COOP S 24626010 ENTRANOSA WATER AND WASTEWATER COOP GW SP246260101 FROST RD. PUMP STATION EP 3/1/2023 101122P PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3524626 ENTRANOSA WATER AND WASTEWATER COOP S 24626002 ENTRANOSA WATER AND WASTEWATER COOP GW SP246260021 NUG PUMP STATION EP 3/1/2023 101121P PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3524626 ENTRANOSA WATER AND WASTEWATER COOP S 24626010 ENTRANOSA WATER AND WASTEWATER COOP GW SP246260101 FROST RD. PUMP STATION EP 3/1/2023 101122P PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3524626 ENTRANOSA WATER AND WASTEWATER COOP S 24626002 ENTRANOSA WATER AND WASTEWATER COOP GW SP246260021 NUG PUMP STATION EP 3/1/2023 101121P PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3524626 ENTRANOSA WATER AND WASTEWATER COOP S 24626010 ENTRANOSA WATER AND WASTEWATER COOP GW SP246260101 FROST RD. PUMP STATION EP 3/1/2023 101122P PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3524626 ENTRANOSA WATER AND WASTEWATER COOP S 24626002 ENTRANOSA WATER AND WASTEWATER COOP GW SP246260021 NUG PUMP STATION EP 3/1/2023 101121P PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3524626 ENTRANOSA WATER AND WASTEWATER COOP S 24626010 ENTRANOSA WATER AND WASTEWATER COOP GW SP246260101 FROST RD. PUMP STATION EP 3/1/2023 101122P PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3524626 ENTRANOSA WATER AND WASTEWATER COOP S 24626002 ENTRANOSA WATER AND WASTEWATER COOP GW SP246260021 NUG PUMP STATION EP 3/1/2023 101121P PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3524626 ENTRANOSA WATER AND WASTEWATER COOP S 24626010 ENTRANOSA WATER AND WASTEWATER COOP GW SP246260101 FROST RD. PUMP STATION EP 3/1/2023 101122P PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3524626 ENTRANOSA WATER AND WASTEWATER COOP S 24626002 ENTRANOSA WATER AND WASTEWATER COOP GW SP246260021 NUG PUMP STATION EP 3/1/2023 101121P PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3524626 ENTRANOSA WATER AND WASTEWATER COOP S 24626010 ENTRANOSA WATER AND WASTEWATER COOP GW SP246260101 FROST RD. PUMP STATION EP 3/1/2023 101122P PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3524626 ENTRANOSA WATER AND WASTEWATER COOP S 24626002 ENTRANOSA WATER AND WASTEWATER COOP GW SP246260021 NUG PUMP STATION EP 3/1/2023 101121P PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3524626 ENTRANOSA WATER AND WASTEWATER COOP S 24626010 ENTRANOSA WATER AND WASTEWATER COOP GW SP246260101 FROST RD. PUMP STATION EP 3/1/2023 101122P PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3524626 ENTRANOSA WATER AND WASTEWATER COOP S 24626002 ENTRANOSA WATER AND WASTEWATER COOP GW SP246260021 NUG PUMP STATION EP 3/1/2023 101121P PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3524626 ENTRANOSA WATER AND WASTEWATER COOP S 24626010 ENTRANOSA WATER AND WASTEWATER COOP GW SP246260101 FROST RD. PUMP STATION EP 3/1/2023 101122P PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3524626 ENTRANOSA WATER AND WASTEWATER COOP S 24626002 ENTRANOSA WATER AND WASTEWATER COOP GW SP246260021 NUG PUMP STATION EP 3/1/2023 101121P PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3524626 ENTRANOSA WATER AND WASTEWATER COOP S 24626010 ENTRANOSA WATER AND WASTEWATER COOP GW SP246260101 FROST RD. PUMP STATION EP 3/1/2023 101122P PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3524626 ENTRANOSA WATER AND WASTEWATER COOP S 24626002 ENTRANOSA WATER AND WASTEWATER COOP GW SP246260021 NUG PUMP STATION EP 3/1/2023 101121P PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3524626 ENTRANOSA WATER AND WASTEWATER COOP S 24626010 ENTRANOSA WATER AND WASTEWATER COOP GW SP246260101 FROST RD. PUMP STATION EP 3/1/2023 101122P PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3524626 ENTRANOSA WATER AND WASTEWATER COOP S 24626002 ENTRANOSA WATER AND WASTEWATER COOP GW SP246260021 NUG PUMP STATION EP 3/1/2023 101121P PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3524626 ENTRANOSA WATER AND WASTEWATER COOP S 24626010 ENTRANOSA WATER AND WASTEWATER COOP GW SP246260101 FROST RD. PUMP STATION EP 3/1/2023 101122P PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3524626 ENTRANOSA WATER AND WASTEWATER COOP S 24626002 ENTRANOSA WATER AND WASTEWATER COOP GW SP246260021 NUG PUMP STATION EP 3/1/2023 101121P NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3524626 ENTRANOSA WATER AND WASTEWATER COOP S 24626010 ENTRANOSA WATER AND WASTEWATER COOP GW SP246260101 FROST RD. PUMP STATION EP 3/1/2023 101122P NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3524626 ENTRANOSA WATER AND WASTEWATER COOP S 24626002 ENTRANOSA WATER AND WASTEWATER COOP GW SP246260021 NUG PUMP STATION EP 3/1/2023 101121P NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3524626 ENTRANOSA WATER AND WASTEWATER COOP S 24626010 ENTRANOSA WATER AND WASTEWATER COOP GW SP246260101 FROST RD. PUMP STATION EP 3/1/2023 101122P NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM



PWSID PWSName Size FacilityID FacilityName FacilityWaterType SamplePointID SamplePointName SamplePointType AssociatedFacilityID AssociatedSamplePointID CollectionDate SampleID Contaminant MRL Units MethodID AnalyticalResultsSign AnalyticalResultValue SampleEventCode MonitoringRequirement Region State
NM3524626 ENTRANOSA WATER AND WASTEWATER COOP S 24626002 ENTRANOSA WATER AND WASTEWATER COOP GW SP246260021 NUG PUMP STATION EP 3/1/2023 101121P PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3524626 ENTRANOSA WATER AND WASTEWATER COOP S 24626010 ENTRANOSA WATER AND WASTEWATER COOP GW SP246260101 FROST RD. PUMP STATION EP 3/1/2023 101122P PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3524626 ENTRANOSA WATER AND WASTEWATER COOP S 24626002 ENTRANOSA WATER AND WASTEWATER COOP GW SP246260021 NUG PUMP STATION EP 3/1/2023 101121P PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3524626 ENTRANOSA WATER AND WASTEWATER COOP S 24626010 ENTRANOSA WATER AND WASTEWATER COOP GW SP246260101 FROST RD. PUMP STATION EP 3/1/2023 101122P PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3524626 ENTRANOSA WATER AND WASTEWATER COOP S 24626002 ENTRANOSA WATER AND WASTEWATER COOP GW SP246260021 NUG PUMP STATION EP 8/29/2023 106938P lithium 9 µg/L EPA 200.7 = 49.3 SE2 AM 6 NM
NM3524626 ENTRANOSA WATER AND WASTEWATER COOP S 24626010 ENTRANOSA WATER AND WASTEWATER COOP GW SP246260101 FROST RD. PUMP STATION EP 8/29/2023 106939P lithium 9 µg/L EPA 200.7 = 23.9 SE2 AM 6 NM
NM3524626 ENTRANOSA WATER AND WASTEWATER COOP S 24626002 ENTRANOSA WATER AND WASTEWATER COOP GW SP246260021 NUG PUMP STATION EP 8/29/2023 106938P NEtFOSAA 0.005 µg/L EPA 537.1 < SE2 AM 6 NM
NM3524626 ENTRANOSA WATER AND WASTEWATER COOP S 24626010 ENTRANOSA WATER AND WASTEWATER COOP GW SP246260101 FROST RD. PUMP STATION EP 8/29/2023 106939P NEtFOSAA 0.005 µg/L EPA 537.1 < SE2 AM 6 NM
NM3524626 ENTRANOSA WATER AND WASTEWATER COOP S 24626002 ENTRANOSA WATER AND WASTEWATER COOP GW SP246260021 NUG PUMP STATION EP 8/29/2023 106938P NMeFOSAA 0.006 µg/L EPA 537.1 < SE2 AM 6 NM
NM3524626 ENTRANOSA WATER AND WASTEWATER COOP S 24626010 ENTRANOSA WATER AND WASTEWATER COOP GW SP246260101 FROST RD. PUMP STATION EP 8/29/2023 106939P NMeFOSAA 0.006 µg/L EPA 537.1 < SE2 AM 6 NM
NM3524626 ENTRANOSA WATER AND WASTEWATER COOP S 24626002 ENTRANOSA WATER AND WASTEWATER COOP GW SP246260021 NUG PUMP STATION EP 8/29/2023 106938P PFTA 0.008 µg/L EPA 537.1 < SE2 AM 6 NM
NM3524626 ENTRANOSA WATER AND WASTEWATER COOP S 24626010 ENTRANOSA WATER AND WASTEWATER COOP GW SP246260101 FROST RD. PUMP STATION EP 8/29/2023 106939P PFTA 0.008 µg/L EPA 537.1 < SE2 AM 6 NM
NM3524626 ENTRANOSA WATER AND WASTEWATER COOP S 24626002 ENTRANOSA WATER AND WASTEWATER COOP GW SP246260021 NUG PUMP STATION EP 8/29/2023 106938P PFTrDA 0.007 µg/L EPA 537.1 < SE2 AM 6 NM
NM3524626 ENTRANOSA WATER AND WASTEWATER COOP S 24626010 ENTRANOSA WATER AND WASTEWATER COOP GW SP246260101 FROST RD. PUMP STATION EP 8/29/2023 106939P PFTrDA 0.007 µg/L EPA 537.1 < SE2 AM 6 NM
NM3524626 ENTRANOSA WATER AND WASTEWATER COOP S 24626002 ENTRANOSA WATER AND WASTEWATER COOP GW SP246260021 NUG PUMP STATION EP 11/8/2023 110435R 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3524626 ENTRANOSA WATER AND WASTEWATER COOP S 24626010 ENTRANOSA WATER AND WASTEWATER COOP GW SP246260101 FROST RD. PUMP STATION EP 11/8/2023 110434R 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3524626 ENTRANOSA WATER AND WASTEWATER COOP S 24626002 ENTRANOSA WATER AND WASTEWATER COOP GW SP246260021 NUG PUMP STATION EP 11/8/2023 110435R 4:2 FTS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3524626 ENTRANOSA WATER AND WASTEWATER COOP S 24626010 ENTRANOSA WATER AND WASTEWATER COOP GW SP246260101 FROST RD. PUMP STATION EP 11/8/2023 110434R 4:2 FTS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3524626 ENTRANOSA WATER AND WASTEWATER COOP S 24626002 ENTRANOSA WATER AND WASTEWATER COOP GW SP246260021 NUG PUMP STATION EP 11/8/2023 110435R 6:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3524626 ENTRANOSA WATER AND WASTEWATER COOP S 24626010 ENTRANOSA WATER AND WASTEWATER COOP GW SP246260101 FROST RD. PUMP STATION EP 11/8/2023 110434R 6:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3524626 ENTRANOSA WATER AND WASTEWATER COOP S 24626002 ENTRANOSA WATER AND WASTEWATER COOP GW SP246260021 NUG PUMP STATION EP 11/8/2023 110435R 8:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3524626 ENTRANOSA WATER AND WASTEWATER COOP S 24626010 ENTRANOSA WATER AND WASTEWATER COOP GW SP246260101 FROST RD. PUMP STATION EP 11/8/2023 110434R 8:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3524626 ENTRANOSA WATER AND WASTEWATER COOP S 24626002 ENTRANOSA WATER AND WASTEWATER COOP GW SP246260021 NUG PUMP STATION EP 11/8/2023 110435R 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3524626 ENTRANOSA WATER AND WASTEWATER COOP S 24626010 ENTRANOSA WATER AND WASTEWATER COOP GW SP246260101 FROST RD. PUMP STATION EP 11/8/2023 110434R 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3524626 ENTRANOSA WATER AND WASTEWATER COOP S 24626002 ENTRANOSA WATER AND WASTEWATER COOP GW SP246260021 NUG PUMP STATION EP 11/8/2023 110435R ADONA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3524626 ENTRANOSA WATER AND WASTEWATER COOP S 24626010 ENTRANOSA WATER AND WASTEWATER COOP GW SP246260101 FROST RD. PUMP STATION EP 11/8/2023 110434R ADONA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3524626 ENTRANOSA WATER AND WASTEWATER COOP S 24626002 ENTRANOSA WATER AND WASTEWATER COOP GW SP246260021 NUG PUMP STATION EP 11/8/2023 110435R HFPO-DA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3524626 ENTRANOSA WATER AND WASTEWATER COOP S 24626010 ENTRANOSA WATER AND WASTEWATER COOP GW SP246260101 FROST RD. PUMP STATION EP 11/8/2023 110434R HFPO-DA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3524626 ENTRANOSA WATER AND WASTEWATER COOP S 24626002 ENTRANOSA WATER AND WASTEWATER COOP GW SP246260021 NUG PUMP STATION EP 11/8/2023 110435R NFDHA 0.02 µg/L EPA 533 < SE2 AM 6 NM
NM3524626 ENTRANOSA WATER AND WASTEWATER COOP S 24626010 ENTRANOSA WATER AND WASTEWATER COOP GW SP246260101 FROST RD. PUMP STATION EP 11/8/2023 110434R NFDHA 0.02 µg/L EPA 533 < SE2 AM 6 NM
NM3524626 ENTRANOSA WATER AND WASTEWATER COOP S 24626002 ENTRANOSA WATER AND WASTEWATER COOP GW SP246260021 NUG PUMP STATION EP 11/8/2023 110435R PFBA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3524626 ENTRANOSA WATER AND WASTEWATER COOP S 24626010 ENTRANOSA WATER AND WASTEWATER COOP GW SP246260101 FROST RD. PUMP STATION EP 11/8/2023 110434R PFBA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3524626 ENTRANOSA WATER AND WASTEWATER COOP S 24626002 ENTRANOSA WATER AND WASTEWATER COOP GW SP246260021 NUG PUMP STATION EP 11/8/2023 110435R PFBS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3524626 ENTRANOSA WATER AND WASTEWATER COOP S 24626010 ENTRANOSA WATER AND WASTEWATER COOP GW SP246260101 FROST RD. PUMP STATION EP 11/8/2023 110434R PFBS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3524626 ENTRANOSA WATER AND WASTEWATER COOP S 24626002 ENTRANOSA WATER AND WASTEWATER COOP GW SP246260021 NUG PUMP STATION EP 11/8/2023 110435R PFDA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3524626 ENTRANOSA WATER AND WASTEWATER COOP S 24626010 ENTRANOSA WATER AND WASTEWATER COOP GW SP246260101 FROST RD. PUMP STATION EP 11/8/2023 110434R PFDA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3524626 ENTRANOSA WATER AND WASTEWATER COOP S 24626002 ENTRANOSA WATER AND WASTEWATER COOP GW SP246260021 NUG PUMP STATION EP 11/8/2023 110435R PFDoA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3524626 ENTRANOSA WATER AND WASTEWATER COOP S 24626010 ENTRANOSA WATER AND WASTEWATER COOP GW SP246260101 FROST RD. PUMP STATION EP 11/8/2023 110434R PFDoA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3524626 ENTRANOSA WATER AND WASTEWATER COOP S 24626002 ENTRANOSA WATER AND WASTEWATER COOP GW SP246260021 NUG PUMP STATION EP 11/8/2023 110435R PFEESA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3524626 ENTRANOSA WATER AND WASTEWATER COOP S 24626010 ENTRANOSA WATER AND WASTEWATER COOP GW SP246260101 FROST RD. PUMP STATION EP 11/8/2023 110434R PFEESA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3524626 ENTRANOSA WATER AND WASTEWATER COOP S 24626002 ENTRANOSA WATER AND WASTEWATER COOP GW SP246260021 NUG PUMP STATION EP 11/8/2023 110435R PFHpA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3524626 ENTRANOSA WATER AND WASTEWATER COOP S 24626010 ENTRANOSA WATER AND WASTEWATER COOP GW SP246260101 FROST RD. PUMP STATION EP 11/8/2023 110434R PFHpA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3524626 ENTRANOSA WATER AND WASTEWATER COOP S 24626002 ENTRANOSA WATER AND WASTEWATER COOP GW SP246260021 NUG PUMP STATION EP 11/8/2023 110435R PFHpS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3524626 ENTRANOSA WATER AND WASTEWATER COOP S 24626010 ENTRANOSA WATER AND WASTEWATER COOP GW SP246260101 FROST RD. PUMP STATION EP 11/8/2023 110434R PFHpS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3524626 ENTRANOSA WATER AND WASTEWATER COOP S 24626002 ENTRANOSA WATER AND WASTEWATER COOP GW SP246260021 NUG PUMP STATION EP 11/8/2023 110435R PFHxA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3524626 ENTRANOSA WATER AND WASTEWATER COOP S 24626010 ENTRANOSA WATER AND WASTEWATER COOP GW SP246260101 FROST RD. PUMP STATION EP 11/8/2023 110434R PFHxA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3524626 ENTRANOSA WATER AND WASTEWATER COOP S 24626002 ENTRANOSA WATER AND WASTEWATER COOP GW SP246260021 NUG PUMP STATION EP 11/8/2023 110435R PFHxS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3524626 ENTRANOSA WATER AND WASTEWATER COOP S 24626010 ENTRANOSA WATER AND WASTEWATER COOP GW SP246260101 FROST RD. PUMP STATION EP 11/8/2023 110434R PFHxS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3524626 ENTRANOSA WATER AND WASTEWATER COOP S 24626002 ENTRANOSA WATER AND WASTEWATER COOP GW SP246260021 NUG PUMP STATION EP 11/8/2023 110435R PFMBA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3524626 ENTRANOSA WATER AND WASTEWATER COOP S 24626010 ENTRANOSA WATER AND WASTEWATER COOP GW SP246260101 FROST RD. PUMP STATION EP 11/8/2023 110434R PFMBA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3524626 ENTRANOSA WATER AND WASTEWATER COOP S 24626002 ENTRANOSA WATER AND WASTEWATER COOP GW SP246260021 NUG PUMP STATION EP 11/8/2023 110435R PFMPA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3524626 ENTRANOSA WATER AND WASTEWATER COOP S 24626010 ENTRANOSA WATER AND WASTEWATER COOP GW SP246260101 FROST RD. PUMP STATION EP 11/8/2023 110434R PFMPA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3524626 ENTRANOSA WATER AND WASTEWATER COOP S 24626002 ENTRANOSA WATER AND WASTEWATER COOP GW SP246260021 NUG PUMP STATION EP 11/8/2023 110435R PFNA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3524626 ENTRANOSA WATER AND WASTEWATER COOP S 24626010 ENTRANOSA WATER AND WASTEWATER COOP GW SP246260101 FROST RD. PUMP STATION EP 11/8/2023 110434R PFNA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3524626 ENTRANOSA WATER AND WASTEWATER COOP S 24626002 ENTRANOSA WATER AND WASTEWATER COOP GW SP246260021 NUG PUMP STATION EP 11/8/2023 110435R PFOA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3524626 ENTRANOSA WATER AND WASTEWATER COOP S 24626010 ENTRANOSA WATER AND WASTEWATER COOP GW SP246260101 FROST RD. PUMP STATION EP 11/8/2023 110434R PFOA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3524626 ENTRANOSA WATER AND WASTEWATER COOP S 24626002 ENTRANOSA WATER AND WASTEWATER COOP GW SP246260021 NUG PUMP STATION EP 11/8/2023 110435R PFOS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3524626 ENTRANOSA WATER AND WASTEWATER COOP S 24626010 ENTRANOSA WATER AND WASTEWATER COOP GW SP246260101 FROST RD. PUMP STATION EP 11/8/2023 110434R PFOS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3524626 ENTRANOSA WATER AND WASTEWATER COOP S 24626002 ENTRANOSA WATER AND WASTEWATER COOP GW SP246260021 NUG PUMP STATION EP 11/8/2023 110435R PFPeA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3524626 ENTRANOSA WATER AND WASTEWATER COOP S 24626010 ENTRANOSA WATER AND WASTEWATER COOP GW SP246260101 FROST RD. PUMP STATION EP 11/8/2023 110434R PFPeA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3524626 ENTRANOSA WATER AND WASTEWATER COOP S 24626002 ENTRANOSA WATER AND WASTEWATER COOP GW SP246260021 NUG PUMP STATION EP 11/8/2023 110435R PFPeS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3524626 ENTRANOSA WATER AND WASTEWATER COOP S 24626010 ENTRANOSA WATER AND WASTEWATER COOP GW SP246260101 FROST RD. PUMP STATION EP 11/8/2023 110434R PFPeS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3524626 ENTRANOSA WATER AND WASTEWATER COOP S 24626002 ENTRANOSA WATER AND WASTEWATER COOP GW SP246260021 NUG PUMP STATION EP 11/8/2023 110435R PFUnA 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3524626 ENTRANOSA WATER AND WASTEWATER COOP S 24626010 ENTRANOSA WATER AND WASTEWATER COOP GW SP246260101 FROST RD. PUMP STATION EP 11/8/2023 110434R PFUnA 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305033 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050331 # 22 ENTRY POINT EP 4/17/2023 2023021325 lithium 9 µg/L EPA 200.7 = 57.1 SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305034 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050341 NORRIS & BRADY ENTRY EP 4/17/2023 2023021324 lithium 9 µg/L EPA 200.7 = 71.6 SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305098 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050981 WELL #13 ENTRY POINT EP 4/17/2023 2023021326 lithium 9 µg/L EPA 200.7 = 67.4 SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305033 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050331 # 22 ENTRY POINT EP 4/17/2023 2023021346 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305034 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050341 NORRIS & BRADY ENTRY EP 4/17/2023 2023021345 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305098 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050981 WELL #13 ENTRY POINT EP 4/17/2023 2023021341 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305033 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050331 # 22 ENTRY POINT EP 4/17/2023 2023021346 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305034 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050341 NORRIS & BRADY ENTRY EP 4/17/2023 2023021345 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305098 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050981 WELL #13 ENTRY POINT EP 4/17/2023 2023021341 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305033 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050331 # 22 ENTRY POINT EP 4/17/2023 2023021346 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305034 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050341 NORRIS & BRADY ENTRY EP 4/17/2023 2023021345 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305098 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050981 WELL #13 ENTRY POINT EP 4/17/2023 2023021341 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305033 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050331 # 22 ENTRY POINT EP 4/17/2023 2023021346 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305034 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050341 NORRIS & BRADY ENTRY EP 4/17/2023 2023021345 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305098 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050981 WELL #13 ENTRY POINT EP 4/17/2023 2023021341 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305033 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050331 # 22 ENTRY POINT EP 4/17/2023 2023021346 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305034 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050341 NORRIS & BRADY ENTRY EP 4/17/2023 2023021345 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305098 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050981 WELL #13 ENTRY POINT EP 4/17/2023 2023021341 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305033 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050331 # 22 ENTRY POINT EP 4/17/2023 2023021346 ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305034 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050341 NORRIS & BRADY ENTRY EP 4/17/2023 2023021345 ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305098 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050981 WELL #13 ENTRY POINT EP 4/17/2023 2023021341 ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305033 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050331 # 22 ENTRY POINT EP 4/17/2023 2023021346 HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305034 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050341 NORRIS & BRADY ENTRY EP 4/17/2023 2023021345 HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305098 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050981 WELL #13 ENTRY POINT EP 4/17/2023 2023021341 HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305033 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050331 # 22 ENTRY POINT EP 4/17/2023 2023021346 NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305034 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050341 NORRIS & BRADY ENTRY EP 4/17/2023 2023021345 NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305098 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050981 WELL #13 ENTRY POINT EP 4/17/2023 2023021341 NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305033 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050331 # 22 ENTRY POINT EP 4/17/2023 2023021346 PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305034 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050341 NORRIS & BRADY ENTRY EP 4/17/2023 2023021345 PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305098 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050981 WELL #13 ENTRY POINT EP 4/17/2023 2023021341 PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305033 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050331 # 22 ENTRY POINT EP 4/17/2023 2023021346 PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305034 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050341 NORRIS & BRADY ENTRY EP 4/17/2023 2023021345 PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305098 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050981 WELL #13 ENTRY POINT EP 4/17/2023 2023021341 PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305033 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050331 # 22 ENTRY POINT EP 4/17/2023 2023021346 PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305034 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050341 NORRIS & BRADY ENTRY EP 4/17/2023 2023021345 PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305098 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050981 WELL #13 ENTRY POINT EP 4/17/2023 2023021341 PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305033 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050331 # 22 ENTRY POINT EP 4/17/2023 2023021346 PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305034 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050341 NORRIS & BRADY ENTRY EP 4/17/2023 2023021345 PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305098 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050981 WELL #13 ENTRY POINT EP 4/17/2023 2023021341 PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305033 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050331 # 22 ENTRY POINT EP 4/17/2023 2023021346 PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305034 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050341 NORRIS & BRADY ENTRY EP 4/17/2023 2023021345 PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305098 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050981 WELL #13 ENTRY POINT EP 4/17/2023 2023021341 PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305033 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050331 # 22 ENTRY POINT EP 4/17/2023 2023021346 PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305034 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050341 NORRIS & BRADY ENTRY EP 4/17/2023 2023021345 PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305098 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050981 WELL #13 ENTRY POINT EP 4/17/2023 2023021341 PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305033 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050331 # 22 ENTRY POINT EP 4/17/2023 2023021346 PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305034 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050341 NORRIS & BRADY ENTRY EP 4/17/2023 2023021345 PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM



PWSID PWSName Size FacilityID FacilityName FacilityWaterType SamplePointID SamplePointName SamplePointType AssociatedFacilityID AssociatedSamplePointID CollectionDate SampleID Contaminant MRL Units MethodID AnalyticalResultsSign AnalyticalResultValue SampleEventCode MonitoringRequirement Region State
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305098 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050981 WELL #13 ENTRY POINT EP 4/17/2023 2023021341 PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305033 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050331 # 22 ENTRY POINT EP 4/17/2023 2023021346 PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305034 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050341 NORRIS & BRADY ENTRY EP 4/17/2023 2023021345 PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305098 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050981 WELL #13 ENTRY POINT EP 4/17/2023 2023021341 PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305033 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050331 # 22 ENTRY POINT EP 4/17/2023 2023021346 PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305034 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050341 NORRIS & BRADY ENTRY EP 4/17/2023 2023021345 PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305098 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050981 WELL #13 ENTRY POINT EP 4/17/2023 2023021341 PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305033 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050331 # 22 ENTRY POINT EP 4/17/2023 2023021346 PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305034 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050341 NORRIS & BRADY ENTRY EP 4/17/2023 2023021345 PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305098 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050981 WELL #13 ENTRY POINT EP 4/17/2023 2023021341 PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305033 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050331 # 22 ENTRY POINT EP 4/17/2023 2023021346 PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305034 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050341 NORRIS & BRADY ENTRY EP 4/17/2023 2023021345 PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305098 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050981 WELL #13 ENTRY POINT EP 4/17/2023 2023021341 PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305033 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050331 # 22 ENTRY POINT EP 4/17/2023 2023021346 PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305034 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050341 NORRIS & BRADY ENTRY EP 4/17/2023 2023021345 PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305098 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050981 WELL #13 ENTRY POINT EP 4/17/2023 2023021341 PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305033 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050331 # 22 ENTRY POINT EP 4/17/2023 2023021346 PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305034 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050341 NORRIS & BRADY ENTRY EP 4/17/2023 2023021345 PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305098 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050981 WELL #13 ENTRY POINT EP 4/17/2023 2023021341 PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305033 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050331 # 22 ENTRY POINT EP 4/17/2023 2023021346 PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305034 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050341 NORRIS & BRADY ENTRY EP 4/17/2023 2023021345 PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305098 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050981 WELL #13 ENTRY POINT EP 4/17/2023 2023021341 PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305033 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050331 # 22 ENTRY POINT EP 4/17/2023 2023021346 PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305034 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050341 NORRIS & BRADY ENTRY EP 4/17/2023 2023021345 PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305098 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050981 WELL #13 ENTRY POINT EP 4/17/2023 2023021341 PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305033 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050331 # 22 ENTRY POINT EP 4/17/2023 2023021346 PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305034 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050341 NORRIS & BRADY ENTRY EP 4/17/2023 2023021345 PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305098 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050981 WELL #13 ENTRY POINT EP 4/17/2023 2023021341 PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305033 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050331 # 22 ENTRY POINT EP 4/17/2023 2023021346 PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305034 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050341 NORRIS & BRADY ENTRY EP 4/17/2023 2023021345 PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305098 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050981 WELL #13 ENTRY POINT EP 4/17/2023 2023021341 PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305035 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050351 NORTH 40 ENTRY POINT EP 4/19/2023 2023021328 lithium 9 µg/L EPA 200.7 = 54.7 SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305036 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050361 THOMAS & BRADY ENTRY EP 4/19/2023 2023021329 lithium 9 µg/L EPA 200.7 = 73.5 SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305089 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050891 WELL #17 ENTRY POINT EP 4/19/2023 2023021331 lithium 9 µg/L EPA 200.7 = 54.7 SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305119 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273051191 WELL #205 ENTRY POINT EP 4/19/2023 2023021330 lithium 9 µg/L EPA 200.7 = 63.4 SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305124 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273051241 TREATMENT PLANT #14 EP 4/19/2023 2023021327 lithium 9 µg/L EPA 200.7 = 53.7 SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305035 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050351 NORTH 40 ENTRY POINT EP 4/19/2023 2023021353 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305036 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050361 THOMAS & BRADY ENTRY EP 4/19/2023 2023021344 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305089 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050891 WELL #17 ENTRY POINT EP 4/19/2023 2023021343 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305119 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273051191 WELL #205 ENTRY POINT EP 4/19/2023 2023021342 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305124 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273051241 TREATMENT PLANT #14 EP 4/19/2023 2023021354 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305035 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050351 NORTH 40 ENTRY POINT EP 4/19/2023 2023021353 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305036 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050361 THOMAS & BRADY ENTRY EP 4/19/2023 2023021344 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305089 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050891 WELL #17 ENTRY POINT EP 4/19/2023 2023021343 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305119 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273051191 WELL #205 ENTRY POINT EP 4/19/2023 2023021342 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305124 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273051241 TREATMENT PLANT #14 EP 4/19/2023 2023021354 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305035 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050351 NORTH 40 ENTRY POINT EP 4/19/2023 2023021353 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305036 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050361 THOMAS & BRADY ENTRY EP 4/19/2023 2023021344 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305089 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050891 WELL #17 ENTRY POINT EP 4/19/2023 2023021343 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305119 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273051191 WELL #205 ENTRY POINT EP 4/19/2023 2023021342 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305124 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273051241 TREATMENT PLANT #14 EP 4/19/2023 2023021354 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305035 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050351 NORTH 40 ENTRY POINT EP 4/19/2023 2023021353 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305036 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050361 THOMAS & BRADY ENTRY EP 4/19/2023 2023021344 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305089 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050891 WELL #17 ENTRY POINT EP 4/19/2023 2023021343 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305119 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273051191 WELL #205 ENTRY POINT EP 4/19/2023 2023021342 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305124 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273051241 TREATMENT PLANT #14 EP 4/19/2023 2023021354 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305035 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050351 NORTH 40 ENTRY POINT EP 4/19/2023 2023021353 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305036 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050361 THOMAS & BRADY ENTRY EP 4/19/2023 2023021344 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305089 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050891 WELL #17 ENTRY POINT EP 4/19/2023 2023021343 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305119 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273051191 WELL #205 ENTRY POINT EP 4/19/2023 2023021342 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305124 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273051241 TREATMENT PLANT #14 EP 4/19/2023 2023021354 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305035 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050351 NORTH 40 ENTRY POINT EP 4/19/2023 2023021353 ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305036 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050361 THOMAS & BRADY ENTRY EP 4/19/2023 2023021344 ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305089 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050891 WELL #17 ENTRY POINT EP 4/19/2023 2023021343 ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305119 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273051191 WELL #205 ENTRY POINT EP 4/19/2023 2023021342 ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305124 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273051241 TREATMENT PLANT #14 EP 4/19/2023 2023021354 ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305035 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050351 NORTH 40 ENTRY POINT EP 4/19/2023 2023021353 HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305036 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050361 THOMAS & BRADY ENTRY EP 4/19/2023 2023021344 HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305089 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050891 WELL #17 ENTRY POINT EP 4/19/2023 2023021343 HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305119 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273051191 WELL #205 ENTRY POINT EP 4/19/2023 2023021342 HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305124 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273051241 TREATMENT PLANT #14 EP 4/19/2023 2023021354 HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305035 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050351 NORTH 40 ENTRY POINT EP 4/19/2023 2023021353 NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305036 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050361 THOMAS & BRADY ENTRY EP 4/19/2023 2023021344 NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305089 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050891 WELL #17 ENTRY POINT EP 4/19/2023 2023021343 NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305119 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273051191 WELL #205 ENTRY POINT EP 4/19/2023 2023021342 NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305124 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273051241 TREATMENT PLANT #14 EP 4/19/2023 2023021354 NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305035 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050351 NORTH 40 ENTRY POINT EP 4/19/2023 2023021353 PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305036 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050361 THOMAS & BRADY ENTRY EP 4/19/2023 2023021344 PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305089 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050891 WELL #17 ENTRY POINT EP 4/19/2023 2023021343 PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305119 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273051191 WELL #205 ENTRY POINT EP 4/19/2023 2023021342 PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305124 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273051241 TREATMENT PLANT #14 EP 4/19/2023 2023021354 PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305035 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050351 NORTH 40 ENTRY POINT EP 4/19/2023 2023021353 PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305036 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050361 THOMAS & BRADY ENTRY EP 4/19/2023 2023021344 PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305089 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050891 WELL #17 ENTRY POINT EP 4/19/2023 2023021343 PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305119 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273051191 WELL #205 ENTRY POINT EP 4/19/2023 2023021342 PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305124 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273051241 TREATMENT PLANT #14 EP 4/19/2023 2023021354 PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305035 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050351 NORTH 40 ENTRY POINT EP 4/19/2023 2023021353 PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305036 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050361 THOMAS & BRADY ENTRY EP 4/19/2023 2023021344 PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305089 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050891 WELL #17 ENTRY POINT EP 4/19/2023 2023021343 PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305119 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273051191 WELL #205 ENTRY POINT EP 4/19/2023 2023021342 PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305124 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273051241 TREATMENT PLANT #14 EP 4/19/2023 2023021354 PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305035 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050351 NORTH 40 ENTRY POINT EP 4/19/2023 2023021353 PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305036 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050361 THOMAS & BRADY ENTRY EP 4/19/2023 2023021344 PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305089 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050891 WELL #17 ENTRY POINT EP 4/19/2023 2023021343 PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305119 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273051191 WELL #205 ENTRY POINT EP 4/19/2023 2023021342 PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305124 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273051241 TREATMENT PLANT #14 EP 4/19/2023 2023021354 PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305035 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050351 NORTH 40 ENTRY POINT EP 4/19/2023 2023021353 PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305036 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050361 THOMAS & BRADY ENTRY EP 4/19/2023 2023021344 PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305089 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050891 WELL #17 ENTRY POINT EP 4/19/2023 2023021343 PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305119 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273051191 WELL #205 ENTRY POINT EP 4/19/2023 2023021342 PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305124 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273051241 TREATMENT PLANT #14 EP 4/19/2023 2023021354 PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305035 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050351 NORTH 40 ENTRY POINT EP 4/19/2023 2023021353 PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305036 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050361 THOMAS & BRADY ENTRY EP 4/19/2023 2023021344 PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305089 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050891 WELL #17 ENTRY POINT EP 4/19/2023 2023021343 PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305119 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273051191 WELL #205 ENTRY POINT EP 4/19/2023 2023021342 PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305124 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273051241 TREATMENT PLANT #14 EP 4/19/2023 2023021354 PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305035 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050351 NORTH 40 ENTRY POINT EP 4/19/2023 2023021353 PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305036 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050361 THOMAS & BRADY ENTRY EP 4/19/2023 2023021344 PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305089 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050891 WELL #17 ENTRY POINT EP 4/19/2023 2023021343 PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305119 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273051191 WELL #205 ENTRY POINT EP 4/19/2023 2023021342 PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305124 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273051241 TREATMENT PLANT #14 EP 4/19/2023 2023021354 PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM



PWSID PWSName Size FacilityID FacilityName FacilityWaterType SamplePointID SamplePointName SamplePointType AssociatedFacilityID AssociatedSamplePointID CollectionDate SampleID Contaminant MRL Units MethodID AnalyticalResultsSign AnalyticalResultValue SampleEventCode MonitoringRequirement Region State
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305035 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050351 NORTH 40 ENTRY POINT EP 4/19/2023 2023021353 PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305036 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050361 THOMAS & BRADY ENTRY EP 4/19/2023 2023021344 PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305089 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050891 WELL #17 ENTRY POINT EP 4/19/2023 2023021343 PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305119 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273051191 WELL #205 ENTRY POINT EP 4/19/2023 2023021342 PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305124 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273051241 TREATMENT PLANT #14 EP 4/19/2023 2023021354 PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305035 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050351 NORTH 40 ENTRY POINT EP 4/19/2023 2023021353 PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305036 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050361 THOMAS & BRADY ENTRY EP 4/19/2023 2023021344 PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305089 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050891 WELL #17 ENTRY POINT EP 4/19/2023 2023021343 PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305119 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273051191 WELL #205 ENTRY POINT EP 4/19/2023 2023021342 PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305124 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273051241 TREATMENT PLANT #14 EP 4/19/2023 2023021354 PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305035 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050351 NORTH 40 ENTRY POINT EP 4/19/2023 2023021353 PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305036 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050361 THOMAS & BRADY ENTRY EP 4/19/2023 2023021344 PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305089 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050891 WELL #17 ENTRY POINT EP 4/19/2023 2023021343 PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305119 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273051191 WELL #205 ENTRY POINT EP 4/19/2023 2023021342 PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305124 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273051241 TREATMENT PLANT #14 EP 4/19/2023 2023021354 PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305035 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050351 NORTH 40 ENTRY POINT EP 4/19/2023 2023021353 PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305036 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050361 THOMAS & BRADY ENTRY EP 4/19/2023 2023021344 PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305089 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050891 WELL #17 ENTRY POINT EP 4/19/2023 2023021343 PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305119 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273051191 WELL #205 ENTRY POINT EP 4/19/2023 2023021342 PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305124 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273051241 TREATMENT PLANT #14 EP 4/19/2023 2023021354 PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305035 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050351 NORTH 40 ENTRY POINT EP 4/19/2023 2023021353 PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305036 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050361 THOMAS & BRADY ENTRY EP 4/19/2023 2023021344 PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305089 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050891 WELL #17 ENTRY POINT EP 4/19/2023 2023021343 PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305119 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273051191 WELL #205 ENTRY POINT EP 4/19/2023 2023021342 PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305124 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273051241 TREATMENT PLANT #14 EP 4/19/2023 2023021354 PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305035 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050351 NORTH 40 ENTRY POINT EP 4/19/2023 2023021353 PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305036 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050361 THOMAS & BRADY ENTRY EP 4/19/2023 2023021344 PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305089 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050891 WELL #17 ENTRY POINT EP 4/19/2023 2023021343 PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305119 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273051191 WELL #205 ENTRY POINT EP 4/19/2023 2023021342 PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305124 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273051241 TREATMENT PLANT #14 EP 4/19/2023 2023021354 PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305035 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050351 NORTH 40 ENTRY POINT EP 4/19/2023 2023021353 PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305036 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050361 THOMAS & BRADY ENTRY EP 4/19/2023 2023021344 PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305089 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050891 WELL #17 ENTRY POINT EP 4/19/2023 2023021343 PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305119 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273051191 WELL #205 ENTRY POINT EP 4/19/2023 2023021342 PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305124 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273051241 TREATMENT PLANT #14 EP 4/19/2023 2023021354 PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305035 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050351 NORTH 40 ENTRY POINT EP 4/19/2023 2023021353 PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305036 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050361 THOMAS & BRADY ENTRY EP 4/19/2023 2023021344 PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305089 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050891 WELL #17 ENTRY POINT EP 4/19/2023 2023021343 PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305119 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273051191 WELL #205 ENTRY POINT EP 4/19/2023 2023021342 PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305124 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273051241 TREATMENT PLANT #14 EP 4/19/2023 2023021354 PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305035 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050351 NORTH 40 ENTRY POINT EP 4/19/2023 2023021353 PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305036 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050361 THOMAS & BRADY ENTRY EP 4/19/2023 2023021344 PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305089 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050891 WELL #17 ENTRY POINT EP 4/19/2023 2023021343 PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305119 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273051191 WELL #205 ENTRY POINT EP 4/19/2023 2023021342 PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305124 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273051241 TREATMENT PLANT #14 EP 4/19/2023 2023021354 PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305035 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050351 NORTH 40 ENTRY POINT EP 4/19/2023 2023021353 PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305036 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050361 THOMAS & BRADY ENTRY EP 4/19/2023 2023021344 PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305089 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050891 WELL #17 ENTRY POINT EP 4/19/2023 2023021343 PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305119 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273051191 WELL #205 ENTRY POINT EP 4/19/2023 2023021342 PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305124 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273051241 TREATMENT PLANT #14 EP 4/19/2023 2023021354 PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305033 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050331 # 22 ENTRY POINT EP 4/27/2023 2023022950 NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305034 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050341 NORRIS & BRADY ENTRY EP 4/27/2023 2023022949 NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305035 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050351 NORTH 40 ENTRY POINT EP 4/27/2023 2023022947 NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305036 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050361 THOMAS & BRADY ENTRY EP 4/27/2023 2023022943 NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305089 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050891 WELL #17 ENTRY POINT EP 4/27/2023 2023022939 NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305098 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050981 WELL #13 ENTRY POINT EP 4/27/2023 2023022935 NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305119 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273051191 WELL #205 ENTRY POINT EP 4/27/2023 2023022931 NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305124 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273051241 TREATMENT PLANT #14 EP 4/27/2023 2023022928 NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305033 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050331 # 22 ENTRY POINT EP 4/27/2023 2023022950 NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305034 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050341 NORRIS & BRADY ENTRY EP 4/27/2023 2023022949 NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305035 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050351 NORTH 40 ENTRY POINT EP 4/27/2023 2023022947 NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305036 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050361 THOMAS & BRADY ENTRY EP 4/27/2023 2023022943 NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305089 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050891 WELL #17 ENTRY POINT EP 4/27/2023 2023022939 NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305098 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050981 WELL #13 ENTRY POINT EP 4/27/2023 2023022935 NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305119 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273051191 WELL #205 ENTRY POINT EP 4/27/2023 2023022931 NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305124 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273051241 TREATMENT PLANT #14 EP 4/27/2023 2023022928 NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305033 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050331 # 22 ENTRY POINT EP 4/27/2023 2023022950 PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305034 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050341 NORRIS & BRADY ENTRY EP 4/27/2023 2023022949 PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305035 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050351 NORTH 40 ENTRY POINT EP 4/27/2023 2023022947 PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305036 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050361 THOMAS & BRADY ENTRY EP 4/27/2023 2023022943 PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305089 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050891 WELL #17 ENTRY POINT EP 4/27/2023 2023022939 PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305098 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050981 WELL #13 ENTRY POINT EP 4/27/2023 2023022935 PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305119 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273051191 WELL #205 ENTRY POINT EP 4/27/2023 2023022931 PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305124 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273051241 TREATMENT PLANT #14 EP 4/27/2023 2023022928 PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305033 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050331 # 22 ENTRY POINT EP 4/27/2023 2023022950 PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305034 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050341 NORRIS & BRADY ENTRY EP 4/27/2023 2023022949 PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305035 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050351 NORTH 40 ENTRY POINT EP 4/27/2023 2023022947 PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305036 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050361 THOMAS & BRADY ENTRY EP 4/27/2023 2023022943 PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305089 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050891 WELL #17 ENTRY POINT EP 4/27/2023 2023022939 PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305098 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050981 WELL #13 ENTRY POINT EP 4/27/2023 2023022935 PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305119 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273051191 WELL #205 ENTRY POINT EP 4/27/2023 2023022931 PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305124 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273051241 TREATMENT PLANT #14 EP 4/27/2023 2023022928 PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305033 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050331 # 22 ENTRY POINT EP 10/17/2023 2023042024 lithium 9 µg/L EPA 200.7 = 57.9 SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305034 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050341 NORRIS & BRADY ENTRY EP 10/17/2023 2023042025 lithium 9 µg/L EPA 200.7 = 68.5 SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305035 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050351 NORTH 40 ENTRY POINT EP 10/17/2023 2023042019 lithium 9 µg/L EPA 200.7 = 55.7 SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305036 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050361 THOMAS & BRADY ENTRY EP 10/17/2023 2023042023 lithium 9 µg/L EPA 200.7 = 76 SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305089 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050891 WELL #17 ENTRY POINT EP 10/17/2023 2023042021 lithium 9 µg/L EPA 200.7 = 56.7 SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305098 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050981 WELL #13 ENTRY POINT EP 10/17/2023 2023042020 lithium 9 µg/L EPA 200.7 = 73.2 SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305119 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273051191 WELL #205 ENTRY POINT EP 10/17/2023 2023042022 lithium 9 µg/L EPA 200.7 = 64.1 SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305124 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273051241 TREATMENT PLANT #14 EP 10/17/2023 2023042043 lithium 9 µg/L EPA 200.7 = 53.9 SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305033 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050331 # 22 ENTRY POINT EP 10/17/2023 2023042039 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305034 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050341 NORRIS & BRADY ENTRY EP 10/17/2023 2023042040 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305035 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050351 NORTH 40 ENTRY POINT EP 10/17/2023 2023042034 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305036 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050361 THOMAS & BRADY ENTRY EP 10/17/2023 2023042038 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305089 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050891 WELL #17 ENTRY POINT EP 10/17/2023 2023042036 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305098 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050981 WELL #13 ENTRY POINT EP 10/17/2023 2023042035 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305119 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273051191 WELL #205 ENTRY POINT EP 10/17/2023 2023042037 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305124 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273051241 TREATMENT PLANT #14 EP 10/17/2023 2023042033 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305033 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050331 # 22 ENTRY POINT EP 10/17/2023 2023042039 4:2 FTS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305034 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050341 NORRIS & BRADY ENTRY EP 10/17/2023 2023042040 4:2 FTS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305035 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050351 NORTH 40 ENTRY POINT EP 10/17/2023 2023042034 4:2 FTS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305036 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050361 THOMAS & BRADY ENTRY EP 10/17/2023 2023042038 4:2 FTS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305089 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050891 WELL #17 ENTRY POINT EP 10/17/2023 2023042036 4:2 FTS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305098 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050981 WELL #13 ENTRY POINT EP 10/17/2023 2023042035 4:2 FTS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305119 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273051191 WELL #205 ENTRY POINT EP 10/17/2023 2023042037 4:2 FTS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305124 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273051241 TREATMENT PLANT #14 EP 10/17/2023 2023042033 4:2 FTS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305033 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050331 # 22 ENTRY POINT EP 10/17/2023 2023042039 6:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305034 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050341 NORRIS & BRADY ENTRY EP 10/17/2023 2023042040 6:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305035 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050351 NORTH 40 ENTRY POINT EP 10/17/2023 2023042034 6:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305036 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050361 THOMAS & BRADY ENTRY EP 10/17/2023 2023042038 6:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305089 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050891 WELL #17 ENTRY POINT EP 10/17/2023 2023042036 6:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM



PWSID PWSName Size FacilityID FacilityName FacilityWaterType SamplePointID SamplePointName SamplePointType AssociatedFacilityID AssociatedSamplePointID CollectionDate SampleID Contaminant MRL Units MethodID AnalyticalResultsSign AnalyticalResultValue SampleEventCode MonitoringRequirement Region State
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305098 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050981 WELL #13 ENTRY POINT EP 10/17/2023 2023042035 6:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305119 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273051191 WELL #205 ENTRY POINT EP 10/17/2023 2023042037 6:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305124 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273051241 TREATMENT PLANT #14 EP 10/17/2023 2023042033 6:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305033 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050331 # 22 ENTRY POINT EP 10/17/2023 2023042039 8:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305034 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050341 NORRIS & BRADY ENTRY EP 10/17/2023 2023042040 8:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305035 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050351 NORTH 40 ENTRY POINT EP 10/17/2023 2023042034 8:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305036 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050361 THOMAS & BRADY ENTRY EP 10/17/2023 2023042038 8:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305089 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050891 WELL #17 ENTRY POINT EP 10/17/2023 2023042036 8:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305098 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050981 WELL #13 ENTRY POINT EP 10/17/2023 2023042035 8:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305119 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273051191 WELL #205 ENTRY POINT EP 10/17/2023 2023042037 8:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305124 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273051241 TREATMENT PLANT #14 EP 10/17/2023 2023042033 8:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305033 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050331 # 22 ENTRY POINT EP 10/17/2023 2023042039 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305034 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050341 NORRIS & BRADY ENTRY EP 10/17/2023 2023042040 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305035 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050351 NORTH 40 ENTRY POINT EP 10/17/2023 2023042034 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305036 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050361 THOMAS & BRADY ENTRY EP 10/17/2023 2023042038 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305089 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050891 WELL #17 ENTRY POINT EP 10/17/2023 2023042036 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305098 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050981 WELL #13 ENTRY POINT EP 10/17/2023 2023042035 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305119 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273051191 WELL #205 ENTRY POINT EP 10/17/2023 2023042037 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305124 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273051241 TREATMENT PLANT #14 EP 10/17/2023 2023042033 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305033 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050331 # 22 ENTRY POINT EP 10/17/2023 2023042039 ADONA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305034 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050341 NORRIS & BRADY ENTRY EP 10/17/2023 2023042040 ADONA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305035 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050351 NORTH 40 ENTRY POINT EP 10/17/2023 2023042034 ADONA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305036 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050361 THOMAS & BRADY ENTRY EP 10/17/2023 2023042038 ADONA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305089 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050891 WELL #17 ENTRY POINT EP 10/17/2023 2023042036 ADONA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305098 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050981 WELL #13 ENTRY POINT EP 10/17/2023 2023042035 ADONA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305119 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273051191 WELL #205 ENTRY POINT EP 10/17/2023 2023042037 ADONA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305124 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273051241 TREATMENT PLANT #14 EP 10/17/2023 2023042033 ADONA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305033 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050331 # 22 ENTRY POINT EP 10/17/2023 2023042039 HFPO-DA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305034 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050341 NORRIS & BRADY ENTRY EP 10/17/2023 2023042040 HFPO-DA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305035 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050351 NORTH 40 ENTRY POINT EP 10/17/2023 2023042034 HFPO-DA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305036 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050361 THOMAS & BRADY ENTRY EP 10/17/2023 2023042038 HFPO-DA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305089 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050891 WELL #17 ENTRY POINT EP 10/17/2023 2023042036 HFPO-DA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305098 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050981 WELL #13 ENTRY POINT EP 10/17/2023 2023042035 HFPO-DA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305119 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273051191 WELL #205 ENTRY POINT EP 10/17/2023 2023042037 HFPO-DA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305124 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273051241 TREATMENT PLANT #14 EP 10/17/2023 2023042033 HFPO-DA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305033 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050331 # 22 ENTRY POINT EP 10/17/2023 2023042039 NFDHA 0.02 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305034 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050341 NORRIS & BRADY ENTRY EP 10/17/2023 2023042040 NFDHA 0.02 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305035 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050351 NORTH 40 ENTRY POINT EP 10/17/2023 2023042034 NFDHA 0.02 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305036 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050361 THOMAS & BRADY ENTRY EP 10/17/2023 2023042038 NFDHA 0.02 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305089 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050891 WELL #17 ENTRY POINT EP 10/17/2023 2023042036 NFDHA 0.02 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305098 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050981 WELL #13 ENTRY POINT EP 10/17/2023 2023042035 NFDHA 0.02 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305119 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273051191 WELL #205 ENTRY POINT EP 10/17/2023 2023042037 NFDHA 0.02 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305124 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273051241 TREATMENT PLANT #14 EP 10/17/2023 2023042033 NFDHA 0.02 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305033 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050331 # 22 ENTRY POINT EP 10/17/2023 2023042039 PFBA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305034 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050341 NORRIS & BRADY ENTRY EP 10/17/2023 2023042040 PFBA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305035 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050351 NORTH 40 ENTRY POINT EP 10/17/2023 2023042034 PFBA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305036 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050361 THOMAS & BRADY ENTRY EP 10/17/2023 2023042038 PFBA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305089 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050891 WELL #17 ENTRY POINT EP 10/17/2023 2023042036 PFBA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305098 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050981 WELL #13 ENTRY POINT EP 10/17/2023 2023042035 PFBA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305119 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273051191 WELL #205 ENTRY POINT EP 10/17/2023 2023042037 PFBA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305124 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273051241 TREATMENT PLANT #14 EP 10/17/2023 2023042033 PFBA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305033 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050331 # 22 ENTRY POINT EP 10/17/2023 2023042039 PFBS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305034 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050341 NORRIS & BRADY ENTRY EP 10/17/2023 2023042040 PFBS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305035 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050351 NORTH 40 ENTRY POINT EP 10/17/2023 2023042034 PFBS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305036 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050361 THOMAS & BRADY ENTRY EP 10/17/2023 2023042038 PFBS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305089 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050891 WELL #17 ENTRY POINT EP 10/17/2023 2023042036 PFBS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305098 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050981 WELL #13 ENTRY POINT EP 10/17/2023 2023042035 PFBS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305119 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273051191 WELL #205 ENTRY POINT EP 10/17/2023 2023042037 PFBS 0.003 µg/L EPA 533 = 0.0043 SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305124 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273051241 TREATMENT PLANT #14 EP 10/17/2023 2023042033 PFBS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305033 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050331 # 22 ENTRY POINT EP 10/17/2023 2023042039 PFDA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305034 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050341 NORRIS & BRADY ENTRY EP 10/17/2023 2023042040 PFDA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305035 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050351 NORTH 40 ENTRY POINT EP 10/17/2023 2023042034 PFDA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305036 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050361 THOMAS & BRADY ENTRY EP 10/17/2023 2023042038 PFDA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305089 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050891 WELL #17 ENTRY POINT EP 10/17/2023 2023042036 PFDA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305098 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050981 WELL #13 ENTRY POINT EP 10/17/2023 2023042035 PFDA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305119 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273051191 WELL #205 ENTRY POINT EP 10/17/2023 2023042037 PFDA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305124 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273051241 TREATMENT PLANT #14 EP 10/17/2023 2023042033 PFDA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305033 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050331 # 22 ENTRY POINT EP 10/17/2023 2023042039 PFDoA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305034 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050341 NORRIS & BRADY ENTRY EP 10/17/2023 2023042040 PFDoA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305035 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050351 NORTH 40 ENTRY POINT EP 10/17/2023 2023042034 PFDoA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305036 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050361 THOMAS & BRADY ENTRY EP 10/17/2023 2023042038 PFDoA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305089 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050891 WELL #17 ENTRY POINT EP 10/17/2023 2023042036 PFDoA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305098 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050981 WELL #13 ENTRY POINT EP 10/17/2023 2023042035 PFDoA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305119 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273051191 WELL #205 ENTRY POINT EP 10/17/2023 2023042037 PFDoA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305124 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273051241 TREATMENT PLANT #14 EP 10/17/2023 2023042033 PFDoA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305033 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050331 # 22 ENTRY POINT EP 10/17/2023 2023042039 PFEESA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305034 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050341 NORRIS & BRADY ENTRY EP 10/17/2023 2023042040 PFEESA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305035 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050351 NORTH 40 ENTRY POINT EP 10/17/2023 2023042034 PFEESA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305036 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050361 THOMAS & BRADY ENTRY EP 10/17/2023 2023042038 PFEESA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305089 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050891 WELL #17 ENTRY POINT EP 10/17/2023 2023042036 PFEESA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305098 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050981 WELL #13 ENTRY POINT EP 10/17/2023 2023042035 PFEESA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305119 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273051191 WELL #205 ENTRY POINT EP 10/17/2023 2023042037 PFEESA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305124 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273051241 TREATMENT PLANT #14 EP 10/17/2023 2023042033 PFEESA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305033 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050331 # 22 ENTRY POINT EP 10/17/2023 2023042039 PFHpA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305034 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050341 NORRIS & BRADY ENTRY EP 10/17/2023 2023042040 PFHpA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305035 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050351 NORTH 40 ENTRY POINT EP 10/17/2023 2023042034 PFHpA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305036 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050361 THOMAS & BRADY ENTRY EP 10/17/2023 2023042038 PFHpA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305089 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050891 WELL #17 ENTRY POINT EP 10/17/2023 2023042036 PFHpA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305098 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050981 WELL #13 ENTRY POINT EP 10/17/2023 2023042035 PFHpA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305119 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273051191 WELL #205 ENTRY POINT EP 10/17/2023 2023042037 PFHpA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305124 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273051241 TREATMENT PLANT #14 EP 10/17/2023 2023042033 PFHpA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305033 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050331 # 22 ENTRY POINT EP 10/17/2023 2023042039 PFHpS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305034 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050341 NORRIS & BRADY ENTRY EP 10/17/2023 2023042040 PFHpS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305035 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050351 NORTH 40 ENTRY POINT EP 10/17/2023 2023042034 PFHpS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305036 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050361 THOMAS & BRADY ENTRY EP 10/17/2023 2023042038 PFHpS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305089 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050891 WELL #17 ENTRY POINT EP 10/17/2023 2023042036 PFHpS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305098 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050981 WELL #13 ENTRY POINT EP 10/17/2023 2023042035 PFHpS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305119 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273051191 WELL #205 ENTRY POINT EP 10/17/2023 2023042037 PFHpS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305124 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273051241 TREATMENT PLANT #14 EP 10/17/2023 2023042033 PFHpS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305033 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050331 # 22 ENTRY POINT EP 10/17/2023 2023042039 PFHxA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305034 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050341 NORRIS & BRADY ENTRY EP 10/17/2023 2023042040 PFHxA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305035 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050351 NORTH 40 ENTRY POINT EP 10/17/2023 2023042034 PFHxA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305036 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050361 THOMAS & BRADY ENTRY EP 10/17/2023 2023042038 PFHxA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305089 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050891 WELL #17 ENTRY POINT EP 10/17/2023 2023042036 PFHxA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305098 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050981 WELL #13 ENTRY POINT EP 10/17/2023 2023042035 PFHxA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305119 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273051191 WELL #205 ENTRY POINT EP 10/17/2023 2023042037 PFHxA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305124 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273051241 TREATMENT PLANT #14 EP 10/17/2023 2023042033 PFHxA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305033 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050331 # 22 ENTRY POINT EP 10/17/2023 2023042039 PFHxS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305034 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050341 NORRIS & BRADY ENTRY EP 10/17/2023 2023042040 PFHxS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305035 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050351 NORTH 40 ENTRY POINT EP 10/17/2023 2023042034 PFHxS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305036 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050361 THOMAS & BRADY ENTRY EP 10/17/2023 2023042038 PFHxS 0.003 µg/L EPA 533 < SE2 AM 6 NM



PWSID PWSName Size FacilityID FacilityName FacilityWaterType SamplePointID SamplePointName SamplePointType AssociatedFacilityID AssociatedSamplePointID CollectionDate SampleID Contaminant MRL Units MethodID AnalyticalResultsSign AnalyticalResultValue SampleEventCode MonitoringRequirement Region State
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305089 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050891 WELL #17 ENTRY POINT EP 10/17/2023 2023042036 PFHxS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305098 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050981 WELL #13 ENTRY POINT EP 10/17/2023 2023042035 PFHxS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305119 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273051191 WELL #205 ENTRY POINT EP 10/17/2023 2023042037 PFHxS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305124 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273051241 TREATMENT PLANT #14 EP 10/17/2023 2023042033 PFHxS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305033 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050331 # 22 ENTRY POINT EP 10/17/2023 2023042039 PFMBA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305034 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050341 NORRIS & BRADY ENTRY EP 10/17/2023 2023042040 PFMBA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305035 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050351 NORTH 40 ENTRY POINT EP 10/17/2023 2023042034 PFMBA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305036 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050361 THOMAS & BRADY ENTRY EP 10/17/2023 2023042038 PFMBA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305089 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050891 WELL #17 ENTRY POINT EP 10/17/2023 2023042036 PFMBA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305098 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050981 WELL #13 ENTRY POINT EP 10/17/2023 2023042035 PFMBA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305119 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273051191 WELL #205 ENTRY POINT EP 10/17/2023 2023042037 PFMBA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305124 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273051241 TREATMENT PLANT #14 EP 10/17/2023 2023042033 PFMBA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305033 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050331 # 22 ENTRY POINT EP 10/17/2023 2023042039 PFMPA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305034 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050341 NORRIS & BRADY ENTRY EP 10/17/2023 2023042040 PFMPA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305035 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050351 NORTH 40 ENTRY POINT EP 10/17/2023 2023042034 PFMPA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305036 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050361 THOMAS & BRADY ENTRY EP 10/17/2023 2023042038 PFMPA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305089 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050891 WELL #17 ENTRY POINT EP 10/17/2023 2023042036 PFMPA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305098 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050981 WELL #13 ENTRY POINT EP 10/17/2023 2023042035 PFMPA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305119 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273051191 WELL #205 ENTRY POINT EP 10/17/2023 2023042037 PFMPA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305124 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273051241 TREATMENT PLANT #14 EP 10/17/2023 2023042033 PFMPA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305033 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050331 # 22 ENTRY POINT EP 10/17/2023 2023042039 PFNA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305034 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050341 NORRIS & BRADY ENTRY EP 10/17/2023 2023042040 PFNA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305035 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050351 NORTH 40 ENTRY POINT EP 10/17/2023 2023042034 PFNA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305036 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050361 THOMAS & BRADY ENTRY EP 10/17/2023 2023042038 PFNA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305089 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050891 WELL #17 ENTRY POINT EP 10/17/2023 2023042036 PFNA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305098 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050981 WELL #13 ENTRY POINT EP 10/17/2023 2023042035 PFNA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305119 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273051191 WELL #205 ENTRY POINT EP 10/17/2023 2023042037 PFNA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305124 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273051241 TREATMENT PLANT #14 EP 10/17/2023 2023042033 PFNA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305033 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050331 # 22 ENTRY POINT EP 10/17/2023 2023042039 PFOA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305034 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050341 NORRIS & BRADY ENTRY EP 10/17/2023 2023042040 PFOA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305035 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050351 NORTH 40 ENTRY POINT EP 10/17/2023 2023042034 PFOA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305036 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050361 THOMAS & BRADY ENTRY EP 10/17/2023 2023042038 PFOA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305089 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050891 WELL #17 ENTRY POINT EP 10/17/2023 2023042036 PFOA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305098 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050981 WELL #13 ENTRY POINT EP 10/17/2023 2023042035 PFOA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305119 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273051191 WELL #205 ENTRY POINT EP 10/17/2023 2023042037 PFOA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305124 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273051241 TREATMENT PLANT #14 EP 10/17/2023 2023042033 PFOA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305033 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050331 # 22 ENTRY POINT EP 10/17/2023 2023042039 PFOS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305034 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050341 NORRIS & BRADY ENTRY EP 10/17/2023 2023042040 PFOS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305035 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050351 NORTH 40 ENTRY POINT EP 10/17/2023 2023042034 PFOS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305036 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050361 THOMAS & BRADY ENTRY EP 10/17/2023 2023042038 PFOS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305089 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050891 WELL #17 ENTRY POINT EP 10/17/2023 2023042036 PFOS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305098 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050981 WELL #13 ENTRY POINT EP 10/17/2023 2023042035 PFOS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305119 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273051191 WELL #205 ENTRY POINT EP 10/17/2023 2023042037 PFOS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305124 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273051241 TREATMENT PLANT #14 EP 10/17/2023 2023042033 PFOS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305033 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050331 # 22 ENTRY POINT EP 10/17/2023 2023042039 PFPeA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305034 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050341 NORRIS & BRADY ENTRY EP 10/17/2023 2023042040 PFPeA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305035 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050351 NORTH 40 ENTRY POINT EP 10/17/2023 2023042034 PFPeA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305036 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050361 THOMAS & BRADY ENTRY EP 10/17/2023 2023042038 PFPeA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305089 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050891 WELL #17 ENTRY POINT EP 10/17/2023 2023042036 PFPeA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305098 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050981 WELL #13 ENTRY POINT EP 10/17/2023 2023042035 PFPeA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305119 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273051191 WELL #205 ENTRY POINT EP 10/17/2023 2023042037 PFPeA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305124 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273051241 TREATMENT PLANT #14 EP 10/17/2023 2023042033 PFPeA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305033 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050331 # 22 ENTRY POINT EP 10/17/2023 2023042039 PFPeS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305034 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050341 NORRIS & BRADY ENTRY EP 10/17/2023 2023042040 PFPeS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305035 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050351 NORTH 40 ENTRY POINT EP 10/17/2023 2023042034 PFPeS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305036 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050361 THOMAS & BRADY ENTRY EP 10/17/2023 2023042038 PFPeS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305089 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050891 WELL #17 ENTRY POINT EP 10/17/2023 2023042036 PFPeS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305098 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050981 WELL #13 ENTRY POINT EP 10/17/2023 2023042035 PFPeS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305119 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273051191 WELL #205 ENTRY POINT EP 10/17/2023 2023042037 PFPeS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305124 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273051241 TREATMENT PLANT #14 EP 10/17/2023 2023042033 PFPeS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305033 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050331 # 22 ENTRY POINT EP 10/17/2023 2023042039 PFUnA 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305034 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050341 NORRIS & BRADY ENTRY EP 10/17/2023 2023042040 PFUnA 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305035 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050351 NORTH 40 ENTRY POINT EP 10/17/2023 2023042034 PFUnA 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305036 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050361 THOMAS & BRADY ENTRY EP 10/17/2023 2023042038 PFUnA 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305089 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050891 WELL #17 ENTRY POINT EP 10/17/2023 2023042036 PFUnA 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305098 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050981 WELL #13 ENTRY POINT EP 10/17/2023 2023042035 PFUnA 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305119 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273051191 WELL #205 ENTRY POINT EP 10/17/2023 2023042037 PFUnA 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305124 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273051241 TREATMENT PLANT #14 EP 10/17/2023 2023042033 PFUnA 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305033 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050331 # 22 ENTRY POINT EP 10/17/2023 2023042031 NEtFOSAA 0.005 µg/L EPA 537.1 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305034 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050341 NORRIS & BRADY ENTRY EP 10/17/2023 2023042032 NEtFOSAA 0.005 µg/L EPA 537.1 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305035 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050351 NORTH 40 ENTRY POINT EP 10/17/2023 2023042027 NEtFOSAA 0.005 µg/L EPA 537.1 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305036 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050361 THOMAS & BRADY ENTRY EP 10/17/2023 2023042030 NEtFOSAA 0.005 µg/L EPA 537.1 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305089 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050891 WELL #17 ENTRY POINT EP 10/17/2023 2023042029 NEtFOSAA 0.005 µg/L EPA 537.1 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305098 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050981 WELL #13 ENTRY POINT EP 10/17/2023 2023042028 NEtFOSAA 0.005 µg/L EPA 537.1 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305119 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273051191 WELL #205 ENTRY POINT EP 10/17/2023 2023042026 NEtFOSAA 0.005 µg/L EPA 537.1 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305033 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050331 # 22 ENTRY POINT EP 10/17/2023 2023042031 NMeFOSAA 0.006 µg/L EPA 537.1 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305034 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050341 NORRIS & BRADY ENTRY EP 10/17/2023 2023042032 NMeFOSAA 0.006 µg/L EPA 537.1 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305035 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050351 NORTH 40 ENTRY POINT EP 10/17/2023 2023042027 NMeFOSAA 0.006 µg/L EPA 537.1 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305036 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050361 THOMAS & BRADY ENTRY EP 10/17/2023 2023042030 NMeFOSAA 0.006 µg/L EPA 537.1 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305089 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050891 WELL #17 ENTRY POINT EP 10/17/2023 2023042029 NMeFOSAA 0.006 µg/L EPA 537.1 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305098 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050981 WELL #13 ENTRY POINT EP 10/17/2023 2023042028 NMeFOSAA 0.006 µg/L EPA 537.1 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305119 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273051191 WELL #205 ENTRY POINT EP 10/17/2023 2023042026 NMeFOSAA 0.006 µg/L EPA 537.1 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305033 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050331 # 22 ENTRY POINT EP 10/17/2023 2023042031 PFTA 0.008 µg/L EPA 537.1 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305034 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050341 NORRIS & BRADY ENTRY EP 10/17/2023 2023042032 PFTA 0.008 µg/L EPA 537.1 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305035 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050351 NORTH 40 ENTRY POINT EP 10/17/2023 2023042027 PFTA 0.008 µg/L EPA 537.1 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305036 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050361 THOMAS & BRADY ENTRY EP 10/17/2023 2023042030 PFTA 0.008 µg/L EPA 537.1 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305089 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050891 WELL #17 ENTRY POINT EP 10/17/2023 2023042029 PFTA 0.008 µg/L EPA 537.1 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305098 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050981 WELL #13 ENTRY POINT EP 10/17/2023 2023042028 PFTA 0.008 µg/L EPA 537.1 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305119 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273051191 WELL #205 ENTRY POINT EP 10/17/2023 2023042026 PFTA 0.008 µg/L EPA 537.1 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305033 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050331 # 22 ENTRY POINT EP 10/17/2023 2023042031 PFTrDA 0.007 µg/L EPA 537.1 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305034 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050341 NORRIS & BRADY ENTRY EP 10/17/2023 2023042032 PFTrDA 0.007 µg/L EPA 537.1 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305035 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050351 NORTH 40 ENTRY POINT EP 10/17/2023 2023042027 PFTrDA 0.007 µg/L EPA 537.1 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305036 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050361 THOMAS & BRADY ENTRY EP 10/17/2023 2023042030 PFTrDA 0.007 µg/L EPA 537.1 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305089 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050891 WELL #17 ENTRY POINT EP 10/17/2023 2023042029 PFTrDA 0.007 µg/L EPA 537.1 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305098 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273050981 WELL #13 ENTRY POINT EP 10/17/2023 2023042028 PFTrDA 0.007 µg/L EPA 537.1 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305119 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273051191 WELL #205 ENTRY POINT EP 10/17/2023 2023042026 PFTrDA 0.007 µg/L EPA 537.1 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305124 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273051241 TREATMENT PLANT #14 EP 10/23/2023 2023042703 NEtFOSAA 0.005 µg/L EPA 537.1 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305124 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273051241 TREATMENT PLANT #14 EP 10/23/2023 2023042703 NMeFOSAA 0.006 µg/L EPA 537.1 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305124 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273051241 TREATMENT PLANT #14 EP 10/23/2023 2023042703 PFTA 0.008 µg/L EPA 537.1 < SE2 AM 6 NM
NM3527305 EPCOR WATER NEW MEXICO INC  CLOVIS L 27305124 EPCOR WATER NEW MEXICO INC  CLOVIS GW SP273051241 TREATMENT PLANT #14 EP 10/23/2023 2023042703 PFTrDA 0.007 µg/L EPA 537.1 < SE2 AM 6 NM
NM3501921 ESPANOLA WATER SYSTEM L 91003 500,00 Tank GW SP019210031 Entry Point to Dist. System EP 6/12/2023 35806372003SE1 lithium 9 µg/L EPA 200.7 = 59.9 SE1 AM 6 NM
NM3501921 ESPANOLA WATER SYSTEM L 91003 500,00 Tank GW SP019210031 Entry Point to Dist. System EP 6/12/2023 35806372003SE1 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3501921 ESPANOLA WATER SYSTEM L 91003 500,00 Tank GW SP019210031 Entry Point to Dist. System EP 6/12/2023 35806372003SE1 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3501921 ESPANOLA WATER SYSTEM L 91003 500,00 Tank GW SP019210031 Entry Point to Dist. System EP 6/12/2023 35806372003SE1 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3501921 ESPANOLA WATER SYSTEM L 91003 500,00 Tank GW SP019210031 Entry Point to Dist. System EP 6/12/2023 35806372003SE1 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3501921 ESPANOLA WATER SYSTEM L 91003 500,00 Tank GW SP019210031 Entry Point to Dist. System EP 6/12/2023 35806372003SE1 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3501921 ESPANOLA WATER SYSTEM L 91003 500,00 Tank GW SP019210031 Entry Point to Dist. System EP 6/12/2023 35806372003SE1 ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3501921 ESPANOLA WATER SYSTEM L 91003 500,00 Tank GW SP019210031 Entry Point to Dist. System EP 6/12/2023 35806372003SE1 HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3501921 ESPANOLA WATER SYSTEM L 91003 500,00 Tank GW SP019210031 Entry Point to Dist. System EP 6/12/2023 35806372003SE1 NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3501921 ESPANOLA WATER SYSTEM L 91003 500,00 Tank GW SP019210031 Entry Point to Dist. System EP 6/12/2023 35806372003SE1 PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3501921 ESPANOLA WATER SYSTEM L 91003 500,00 Tank GW SP019210031 Entry Point to Dist. System EP 6/12/2023 35806372003SE1 PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM



PWSID PWSName Size FacilityID FacilityName FacilityWaterType SamplePointID SamplePointName SamplePointType AssociatedFacilityID AssociatedSamplePointID CollectionDate SampleID Contaminant MRL Units MethodID AnalyticalResultsSign AnalyticalResultValue SampleEventCode MonitoringRequirement Region State
NM3501921 ESPANOLA WATER SYSTEM L 91003 500,00 Tank GW SP019210031 Entry Point to Dist. System EP 6/12/2023 35806372003SE1 PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3501921 ESPANOLA WATER SYSTEM L 91003 500,00 Tank GW SP019210031 Entry Point to Dist. System EP 6/12/2023 35806372003SE1 PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3501921 ESPANOLA WATER SYSTEM L 91003 500,00 Tank GW SP019210031 Entry Point to Dist. System EP 6/12/2023 35806372003SE1 PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3501921 ESPANOLA WATER SYSTEM L 91003 500,00 Tank GW SP019210031 Entry Point to Dist. System EP 6/12/2023 35806372003SE1 PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3501921 ESPANOLA WATER SYSTEM L 91003 500,00 Tank GW SP019210031 Entry Point to Dist. System EP 6/12/2023 35806372003SE1 PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3501921 ESPANOLA WATER SYSTEM L 91003 500,00 Tank GW SP019210031 Entry Point to Dist. System EP 6/12/2023 35806372003SE1 PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3501921 ESPANOLA WATER SYSTEM L 91003 500,00 Tank GW SP019210031 Entry Point to Dist. System EP 6/12/2023 35806372003SE1 PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3501921 ESPANOLA WATER SYSTEM L 91003 500,00 Tank GW SP019210031 Entry Point to Dist. System EP 6/12/2023 35806372003SE1 PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3501921 ESPANOLA WATER SYSTEM L 91003 500,00 Tank GW SP019210031 Entry Point to Dist. System EP 6/12/2023 35806372003SE1 PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3501921 ESPANOLA WATER SYSTEM L 91003 500,00 Tank GW SP019210031 Entry Point to Dist. System EP 6/12/2023 35806372003SE1 PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3501921 ESPANOLA WATER SYSTEM L 91003 500,00 Tank GW SP019210031 Entry Point to Dist. System EP 6/12/2023 35806372003SE1 PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3501921 ESPANOLA WATER SYSTEM L 91003 500,00 Tank GW SP019210031 Entry Point to Dist. System EP 6/12/2023 35806372003SE1 PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3501921 ESPANOLA WATER SYSTEM L 91003 500,00 Tank GW SP019210031 Entry Point to Dist. System EP 6/12/2023 35806372003SE1 PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3501921 ESPANOLA WATER SYSTEM L 91003 500,00 Tank GW SP019210031 Entry Point to Dist. System EP 6/12/2023 35806372003SE1 PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3501921 ESPANOLA WATER SYSTEM L 91003 500,00 Tank GW SP019210031 Entry Point to Dist. System EP 6/12/2023 35806372003SE1 PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3501921 ESPANOLA WATER SYSTEM L 91003 500,00 Tank GW SP019210031 Entry Point to Dist. System EP 6/12/2023 35806372003SE1 NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3501921 ESPANOLA WATER SYSTEM L 91003 500,00 Tank GW SP019210031 Entry Point to Dist. System EP 6/12/2023 35806372003SE1 NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3501921 ESPANOLA WATER SYSTEM L 91003 500,00 Tank GW SP019210031 Entry Point to Dist. System EP 6/12/2023 35806372003SE1 PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3501921 ESPANOLA WATER SYSTEM L 91003 500,00 Tank GW SP019210031 Entry Point to Dist. System EP 6/12/2023 35806372003SE1 PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3501921 ESPANOLA WATER SYSTEM L 91002 High School Tank GW SP019210021 Entry Point to Dist. System EP 6/12/2023 35806372001SE1 lithium 9 µg/L EPA 200.7 = 34.2 SE1 AM 6 NM
NM3501921 ESPANOLA WATER SYSTEM L 91002 High School Tank GW SP019210021 Entry Point to Dist. System EP 6/12/2023 35806372001SE1 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3501921 ESPANOLA WATER SYSTEM L 91002 High School Tank GW SP019210021 Entry Point to Dist. System EP 6/12/2023 35806372001SE1 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3501921 ESPANOLA WATER SYSTEM L 91002 High School Tank GW SP019210021 Entry Point to Dist. System EP 6/12/2023 35806372001SE1 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3501921 ESPANOLA WATER SYSTEM L 91002 High School Tank GW SP019210021 Entry Point to Dist. System EP 6/12/2023 35806372001SE1 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3501921 ESPANOLA WATER SYSTEM L 91002 High School Tank GW SP019210021 Entry Point to Dist. System EP 6/12/2023 35806372001SE1 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3501921 ESPANOLA WATER SYSTEM L 91002 High School Tank GW SP019210021 Entry Point to Dist. System EP 6/12/2023 35806372001SE1 ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3501921 ESPANOLA WATER SYSTEM L 91002 High School Tank GW SP019210021 Entry Point to Dist. System EP 6/12/2023 35806372001SE1 HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3501921 ESPANOLA WATER SYSTEM L 91002 High School Tank GW SP019210021 Entry Point to Dist. System EP 6/12/2023 35806372001SE1 NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3501921 ESPANOLA WATER SYSTEM L 91002 High School Tank GW SP019210021 Entry Point to Dist. System EP 6/12/2023 35806372001SE1 PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3501921 ESPANOLA WATER SYSTEM L 91002 High School Tank GW SP019210021 Entry Point to Dist. System EP 6/12/2023 35806372001SE1 PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3501921 ESPANOLA WATER SYSTEM L 91002 High School Tank GW SP019210021 Entry Point to Dist. System EP 6/12/2023 35806372001SE1 PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3501921 ESPANOLA WATER SYSTEM L 91002 High School Tank GW SP019210021 Entry Point to Dist. System EP 6/12/2023 35806372001SE1 PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3501921 ESPANOLA WATER SYSTEM L 91002 High School Tank GW SP019210021 Entry Point to Dist. System EP 6/12/2023 35806372001SE1 PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3501921 ESPANOLA WATER SYSTEM L 91002 High School Tank GW SP019210021 Entry Point to Dist. System EP 6/12/2023 35806372001SE1 PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3501921 ESPANOLA WATER SYSTEM L 91002 High School Tank GW SP019210021 Entry Point to Dist. System EP 6/12/2023 35806372001SE1 PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3501921 ESPANOLA WATER SYSTEM L 91002 High School Tank GW SP019210021 Entry Point to Dist. System EP 6/12/2023 35806372001SE1 PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3501921 ESPANOLA WATER SYSTEM L 91002 High School Tank GW SP019210021 Entry Point to Dist. System EP 6/12/2023 35806372001SE1 PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3501921 ESPANOLA WATER SYSTEM L 91002 High School Tank GW SP019210021 Entry Point to Dist. System EP 6/12/2023 35806372001SE1 PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3501921 ESPANOLA WATER SYSTEM L 91002 High School Tank GW SP019210021 Entry Point to Dist. System EP 6/12/2023 35806372001SE1 PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3501921 ESPANOLA WATER SYSTEM L 91002 High School Tank GW SP019210021 Entry Point to Dist. System EP 6/12/2023 35806372001SE1 PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3501921 ESPANOLA WATER SYSTEM L 91002 High School Tank GW SP019210021 Entry Point to Dist. System EP 6/12/2023 35806372001SE1 PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3501921 ESPANOLA WATER SYSTEM L 91002 High School Tank GW SP019210021 Entry Point to Dist. System EP 6/12/2023 35806372001SE1 PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3501921 ESPANOLA WATER SYSTEM L 91002 High School Tank GW SP019210021 Entry Point to Dist. System EP 6/12/2023 35806372001SE1 PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3501921 ESPANOLA WATER SYSTEM L 91002 High School Tank GW SP019210021 Entry Point to Dist. System EP 6/12/2023 35806372001SE1 PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3501921 ESPANOLA WATER SYSTEM L 91002 High School Tank GW SP019210021 Entry Point to Dist. System EP 6/12/2023 35806372001SE1 PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3501921 ESPANOLA WATER SYSTEM L 91002 High School Tank GW SP019210021 Entry Point to Dist. System EP 6/12/2023 35806372001SE1 NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3501921 ESPANOLA WATER SYSTEM L 91002 High School Tank GW SP019210021 Entry Point to Dist. System EP 6/12/2023 35806372001SE1 NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3501921 ESPANOLA WATER SYSTEM L 91002 High School Tank GW SP019210021 Entry Point to Dist. System EP 6/12/2023 35806372001SE1 PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3501921 ESPANOLA WATER SYSTEM L 91002 High School Tank GW SP019210021 Entry Point to Dist. System EP 6/12/2023 35806372001SE1 PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3501921 ESPANOLA WATER SYSTEM L 91005 South Well Tank GW SP019210051 Entry Point to Dist. System EP 6/12/2023 35806372005SE1 lithium 9 µg/L EPA 200.7 = 81.9 SE1 AM 6 NM
NM3501921 ESPANOLA WATER SYSTEM L 91005 South Well Tank GW SP019210051 Entry Point to Dist. System EP 6/12/2023 35806372005SE1 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3501921 ESPANOLA WATER SYSTEM L 91005 South Well Tank GW SP019210051 Entry Point to Dist. System EP 6/12/2023 35806372005SE1 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3501921 ESPANOLA WATER SYSTEM L 91005 South Well Tank GW SP019210051 Entry Point to Dist. System EP 6/12/2023 35806372005SE1 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3501921 ESPANOLA WATER SYSTEM L 91005 South Well Tank GW SP019210051 Entry Point to Dist. System EP 6/12/2023 35806372005SE1 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3501921 ESPANOLA WATER SYSTEM L 91005 South Well Tank GW SP019210051 Entry Point to Dist. System EP 6/12/2023 35806372005SE1 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3501921 ESPANOLA WATER SYSTEM L 91005 South Well Tank GW SP019210051 Entry Point to Dist. System EP 6/12/2023 35806372005SE1 ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3501921 ESPANOLA WATER SYSTEM L 91005 South Well Tank GW SP019210051 Entry Point to Dist. System EP 6/12/2023 35806372005SE1 HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3501921 ESPANOLA WATER SYSTEM L 91005 South Well Tank GW SP019210051 Entry Point to Dist. System EP 6/12/2023 35806372005SE1 NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3501921 ESPANOLA WATER SYSTEM L 91005 South Well Tank GW SP019210051 Entry Point to Dist. System EP 6/12/2023 35806372005SE1 PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3501921 ESPANOLA WATER SYSTEM L 91005 South Well Tank GW SP019210051 Entry Point to Dist. System EP 6/12/2023 35806372005SE1 PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3501921 ESPANOLA WATER SYSTEM L 91005 South Well Tank GW SP019210051 Entry Point to Dist. System EP 6/12/2023 35806372005SE1 PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3501921 ESPANOLA WATER SYSTEM L 91005 South Well Tank GW SP019210051 Entry Point to Dist. System EP 6/12/2023 35806372005SE1 PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3501921 ESPANOLA WATER SYSTEM L 91005 South Well Tank GW SP019210051 Entry Point to Dist. System EP 6/12/2023 35806372005SE1 PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3501921 ESPANOLA WATER SYSTEM L 91005 South Well Tank GW SP019210051 Entry Point to Dist. System EP 6/12/2023 35806372005SE1 PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3501921 ESPANOLA WATER SYSTEM L 91005 South Well Tank GW SP019210051 Entry Point to Dist. System EP 6/12/2023 35806372005SE1 PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3501921 ESPANOLA WATER SYSTEM L 91005 South Well Tank GW SP019210051 Entry Point to Dist. System EP 6/12/2023 35806372005SE1 PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3501921 ESPANOLA WATER SYSTEM L 91005 South Well Tank GW SP019210051 Entry Point to Dist. System EP 6/12/2023 35806372005SE1 PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3501921 ESPANOLA WATER SYSTEM L 91005 South Well Tank GW SP019210051 Entry Point to Dist. System EP 6/12/2023 35806372005SE1 PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3501921 ESPANOLA WATER SYSTEM L 91005 South Well Tank GW SP019210051 Entry Point to Dist. System EP 6/12/2023 35806372005SE1 PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3501921 ESPANOLA WATER SYSTEM L 91005 South Well Tank GW SP019210051 Entry Point to Dist. System EP 6/12/2023 35806372005SE1 PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3501921 ESPANOLA WATER SYSTEM L 91005 South Well Tank GW SP019210051 Entry Point to Dist. System EP 6/12/2023 35806372005SE1 PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3501921 ESPANOLA WATER SYSTEM L 91005 South Well Tank GW SP019210051 Entry Point to Dist. System EP 6/12/2023 35806372005SE1 PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3501921 ESPANOLA WATER SYSTEM L 91005 South Well Tank GW SP019210051 Entry Point to Dist. System EP 6/12/2023 35806372005SE1 PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3501921 ESPANOLA WATER SYSTEM L 91005 South Well Tank GW SP019210051 Entry Point to Dist. System EP 6/12/2023 35806372005SE1 PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3501921 ESPANOLA WATER SYSTEM L 91005 South Well Tank GW SP019210051 Entry Point to Dist. System EP 6/12/2023 35806372005SE1 PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3501921 ESPANOLA WATER SYSTEM L 91005 South Well Tank GW SP019210051 Entry Point to Dist. System EP 6/12/2023 35806372005SE1 NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3501921 ESPANOLA WATER SYSTEM L 91005 South Well Tank GW SP019210051 Entry Point to Dist. System EP 6/12/2023 35806372005SE1 NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3501921 ESPANOLA WATER SYSTEM L 91005 South Well Tank GW SP019210051 Entry Point to Dist. System EP 6/12/2023 35806372005SE1 PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3501921 ESPANOLA WATER SYSTEM L 91005 South Well Tank GW SP019210051 Entry Point to Dist. System EP 6/12/2023 35806372005SE1 PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3510224 FARMINGTON WATER SYSTEM L 91004 Treatment Plant #1 SW SP102240041 Entry Point to Dist. System EP 10/10/2023 2023041311 lithium 9 µg/L EPA 200.7 = 34.3 SE1 AM 6 NM
NM3510224 FARMINGTON WATER SYSTEM L 91004 Treatment Plant #1 SW SP102240041 Entry Point to Dist. System EP 10/10/2023 2023041319 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3510224 FARMINGTON WATER SYSTEM L 91004 Treatment Plant #1 SW SP102240041 Entry Point to Dist. System EP 10/10/2023 2023041319 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510224 FARMINGTON WATER SYSTEM L 91004 Treatment Plant #1 SW SP102240041 Entry Point to Dist. System EP 10/10/2023 2023041319 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3510224 FARMINGTON WATER SYSTEM L 91004 Treatment Plant #1 SW SP102240041 Entry Point to Dist. System EP 10/10/2023 2023041319 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3510224 FARMINGTON WATER SYSTEM L 91004 Treatment Plant #1 SW SP102240041 Entry Point to Dist. System EP 10/10/2023 2023041319 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3510224 FARMINGTON WATER SYSTEM L 91004 Treatment Plant #1 SW SP102240041 Entry Point to Dist. System EP 10/10/2023 2023041319 ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510224 FARMINGTON WATER SYSTEM L 91004 Treatment Plant #1 SW SP102240041 Entry Point to Dist. System EP 10/10/2023 2023041319 HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3510224 FARMINGTON WATER SYSTEM L 91004 Treatment Plant #1 SW SP102240041 Entry Point to Dist. System EP 10/10/2023 2023041319 NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3510224 FARMINGTON WATER SYSTEM L 91004 Treatment Plant #1 SW SP102240041 Entry Point to Dist. System EP 10/10/2023 2023041319 PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3510224 FARMINGTON WATER SYSTEM L 91004 Treatment Plant #1 SW SP102240041 Entry Point to Dist. System EP 10/10/2023 2023041319 PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510224 FARMINGTON WATER SYSTEM L 91004 Treatment Plant #1 SW SP102240041 Entry Point to Dist. System EP 10/10/2023 2023041319 PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510224 FARMINGTON WATER SYSTEM L 91004 Treatment Plant #1 SW SP102240041 Entry Point to Dist. System EP 10/10/2023 2023041319 PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510224 FARMINGTON WATER SYSTEM L 91004 Treatment Plant #1 SW SP102240041 Entry Point to Dist. System EP 10/10/2023 2023041319 PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510224 FARMINGTON WATER SYSTEM L 91004 Treatment Plant #1 SW SP102240041 Entry Point to Dist. System EP 10/10/2023 2023041319 PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510224 FARMINGTON WATER SYSTEM L 91004 Treatment Plant #1 SW SP102240041 Entry Point to Dist. System EP 10/10/2023 2023041319 PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510224 FARMINGTON WATER SYSTEM L 91004 Treatment Plant #1 SW SP102240041 Entry Point to Dist. System EP 10/10/2023 2023041319 PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510224 FARMINGTON WATER SYSTEM L 91004 Treatment Plant #1 SW SP102240041 Entry Point to Dist. System EP 10/10/2023 2023041319 PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510224 FARMINGTON WATER SYSTEM L 91004 Treatment Plant #1 SW SP102240041 Entry Point to Dist. System EP 10/10/2023 2023041319 PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510224 FARMINGTON WATER SYSTEM L 91004 Treatment Plant #1 SW SP102240041 Entry Point to Dist. System EP 10/10/2023 2023041319 PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3510224 FARMINGTON WATER SYSTEM L 91004 Treatment Plant #1 SW SP102240041 Entry Point to Dist. System EP 10/10/2023 2023041319 PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3510224 FARMINGTON WATER SYSTEM L 91004 Treatment Plant #1 SW SP102240041 Entry Point to Dist. System EP 10/10/2023 2023041319 PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3510224 FARMINGTON WATER SYSTEM L 91004 Treatment Plant #1 SW SP102240041 Entry Point to Dist. System EP 10/10/2023 2023041319 PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3510224 FARMINGTON WATER SYSTEM L 91004 Treatment Plant #1 SW SP102240041 Entry Point to Dist. System EP 10/10/2023 2023041319 PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510224 FARMINGTON WATER SYSTEM L 91004 Treatment Plant #1 SW SP102240041 Entry Point to Dist. System EP 10/10/2023 2023041319 PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3510224 FARMINGTON WATER SYSTEM L 91004 Treatment Plant #1 SW SP102240041 Entry Point to Dist. System EP 10/10/2023 2023041319 PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3510224 FARMINGTON WATER SYSTEM L 91004 Treatment Plant #1 SW SP102240041 Entry Point to Dist. System EP 10/10/2023 2023041315 NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3510224 FARMINGTON WATER SYSTEM L 91004 Treatment Plant #1 SW SP102240041 Entry Point to Dist. System EP 10/10/2023 2023041315 NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3510224 FARMINGTON WATER SYSTEM L 91004 Treatment Plant #1 SW SP102240041 Entry Point to Dist. System EP 10/10/2023 2023041315 PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3510224 FARMINGTON WATER SYSTEM L 91004 Treatment Plant #1 SW SP102240041 Entry Point to Dist. System EP 10/10/2023 2023041315 PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3510224 FARMINGTON WATER SYSTEM L 91004 Treatment Plant #1 SW SP102240041 Entry Point to Dist. System EP 1/9/2024 2024000971 lithium 9 µg/L EPA 200.7 = 43.5 SE2 AM 6 NM
NM3510224 FARMINGTON WATER SYSTEM L 91004 Treatment Plant #1 SW SP102240041 Entry Point to Dist. System EP 1/9/2024 2024000973 NEtFOSAA 0.005 µg/L EPA 537.1 < SE2 AM 6 NM
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NM3510224 FARMINGTON WATER SYSTEM L 91004 Treatment Plant #1 SW SP102240041 Entry Point to Dist. System EP 1/9/2024 2024000973 NMeFOSAA 0.006 µg/L EPA 537.1 < SE2 AM 6 NM
NM3510224 FARMINGTON WATER SYSTEM L 91004 Treatment Plant #1 SW SP102240041 Entry Point to Dist. System EP 1/9/2024 2024000973 PFTA 0.008 µg/L EPA 537.1 < SE2 AM 6 NM
NM3510224 FARMINGTON WATER SYSTEM L 91004 Treatment Plant #1 SW SP102240041 Entry Point to Dist. System EP 1/9/2024 2024000973 PFTrDA 0.007 µg/L EPA 537.1 < SE2 AM 6 NM
NM3510224 FARMINGTON WATER SYSTEM L 91004 Treatment Plant #1 SW SP102240041 Entry Point to Dist. System EP 7/16/2024 2024023087 lithium 9 µg/L EPA 200.7 = 37.8 SE4 AM 6 NM
NM3510224 FARMINGTON WATER SYSTEM L 91004 Treatment Plant #1 SW SP102240041 Entry Point to Dist. System EP 7/16/2024 2024023083 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE4 AM 6 NM
NM3510224 FARMINGTON WATER SYSTEM L 91004 Treatment Plant #1 SW SP102240041 Entry Point to Dist. System EP 7/16/2024 2024023083 4:2 FTS 0.003 µg/L EPA 533 < SE4 AM 6 NM
NM3510224 FARMINGTON WATER SYSTEM L 91004 Treatment Plant #1 SW SP102240041 Entry Point to Dist. System EP 7/16/2024 2024023083 6:2 FTS 0.005 µg/L EPA 533 < SE4 AM 6 NM
NM3510224 FARMINGTON WATER SYSTEM L 91004 Treatment Plant #1 SW SP102240041 Entry Point to Dist. System EP 7/16/2024 2024023083 8:2 FTS 0.005 µg/L EPA 533 < SE4 AM 6 NM
NM3510224 FARMINGTON WATER SYSTEM L 91004 Treatment Plant #1 SW SP102240041 Entry Point to Dist. System EP 7/16/2024 2024023083 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE4 AM 6 NM
NM3510224 FARMINGTON WATER SYSTEM L 91004 Treatment Plant #1 SW SP102240041 Entry Point to Dist. System EP 7/16/2024 2024023083 ADONA 0.003 µg/L EPA 533 < SE4 AM 6 NM
NM3510224 FARMINGTON WATER SYSTEM L 91004 Treatment Plant #1 SW SP102240041 Entry Point to Dist. System EP 7/16/2024 2024023083 HFPO-DA 0.005 µg/L EPA 533 < SE4 AM 6 NM
NM3510224 FARMINGTON WATER SYSTEM L 91004 Treatment Plant #1 SW SP102240041 Entry Point to Dist. System EP 7/16/2024 2024023083 NFDHA 0.02 µg/L EPA 533 < SE4 AM 6 NM
NM3510224 FARMINGTON WATER SYSTEM L 91004 Treatment Plant #1 SW SP102240041 Entry Point to Dist. System EP 7/16/2024 2024023083 PFBA 0.005 µg/L EPA 533 < SE4 AM 6 NM
NM3510224 FARMINGTON WATER SYSTEM L 91004 Treatment Plant #1 SW SP102240041 Entry Point to Dist. System EP 7/16/2024 2024023083 PFBS 0.003 µg/L EPA 533 < SE4 AM 6 NM
NM3510224 FARMINGTON WATER SYSTEM L 91004 Treatment Plant #1 SW SP102240041 Entry Point to Dist. System EP 7/16/2024 2024023083 PFDA 0.003 µg/L EPA 533 < SE4 AM 6 NM
NM3510224 FARMINGTON WATER SYSTEM L 91004 Treatment Plant #1 SW SP102240041 Entry Point to Dist. System EP 7/16/2024 2024023083 PFDoA 0.003 µg/L EPA 533 < SE4 AM 6 NM
NM3510224 FARMINGTON WATER SYSTEM L 91004 Treatment Plant #1 SW SP102240041 Entry Point to Dist. System EP 7/16/2024 2024023083 PFEESA 0.003 µg/L EPA 533 < SE4 AM 6 NM
NM3510224 FARMINGTON WATER SYSTEM L 91004 Treatment Plant #1 SW SP102240041 Entry Point to Dist. System EP 7/16/2024 2024023083 PFHpA 0.003 µg/L EPA 533 < SE4 AM 6 NM
NM3510224 FARMINGTON WATER SYSTEM L 91004 Treatment Plant #1 SW SP102240041 Entry Point to Dist. System EP 7/16/2024 2024023083 PFHpS 0.003 µg/L EPA 533 < SE4 AM 6 NM
NM3510224 FARMINGTON WATER SYSTEM L 91004 Treatment Plant #1 SW SP102240041 Entry Point to Dist. System EP 7/16/2024 2024023083 PFHxA 0.003 µg/L EPA 533 < SE4 AM 6 NM
NM3510224 FARMINGTON WATER SYSTEM L 91004 Treatment Plant #1 SW SP102240041 Entry Point to Dist. System EP 7/16/2024 2024023083 PFHxS 0.003 µg/L EPA 533 < SE4 AM 6 NM
NM3510224 FARMINGTON WATER SYSTEM L 91004 Treatment Plant #1 SW SP102240041 Entry Point to Dist. System EP 7/16/2024 2024023083 PFMBA 0.003 µg/L EPA 533 < SE4 AM 6 NM
NM3510224 FARMINGTON WATER SYSTEM L 91004 Treatment Plant #1 SW SP102240041 Entry Point to Dist. System EP 7/16/2024 2024023083 PFMPA 0.004 µg/L EPA 533 < SE4 AM 6 NM
NM3510224 FARMINGTON WATER SYSTEM L 91004 Treatment Plant #1 SW SP102240041 Entry Point to Dist. System EP 7/16/2024 2024023083 PFNA 0.004 µg/L EPA 533 < SE4 AM 6 NM
NM3510224 FARMINGTON WATER SYSTEM L 91004 Treatment Plant #1 SW SP102240041 Entry Point to Dist. System EP 7/16/2024 2024023083 PFOA 0.004 µg/L EPA 533 < SE4 AM 6 NM
NM3510224 FARMINGTON WATER SYSTEM L 91004 Treatment Plant #1 SW SP102240041 Entry Point to Dist. System EP 7/16/2024 2024023083 PFOS 0.004 µg/L EPA 533 < SE4 AM 6 NM
NM3510224 FARMINGTON WATER SYSTEM L 91004 Treatment Plant #1 SW SP102240041 Entry Point to Dist. System EP 7/16/2024 2024023083 PFPeA 0.003 µg/L EPA 533 < SE4 AM 6 NM
NM3510224 FARMINGTON WATER SYSTEM L 91004 Treatment Plant #1 SW SP102240041 Entry Point to Dist. System EP 7/16/2024 2024023083 PFPeS 0.004 µg/L EPA 533 < SE4 AM 6 NM
NM3510224 FARMINGTON WATER SYSTEM L 91004 Treatment Plant #1 SW SP102240041 Entry Point to Dist. System EP 7/16/2024 2024023083 PFUnA 0.002 µg/L EPA 533 < SE4 AM 6 NM
NM3510224 FARMINGTON WATER SYSTEM L 91005 Treatment Plant #2 SW SP102240051 Entry Point to Dist. System EP 10/10/2023 2023041312 lithium 9 µg/L EPA 200.7 = 34.5 SE1 AM 6 NM
NM3510224 FARMINGTON WATER SYSTEM L 91005 Treatment Plant #2 SW SP102240051 Entry Point to Dist. System EP 10/10/2023 2023041318 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3510224 FARMINGTON WATER SYSTEM L 91005 Treatment Plant #2 SW SP102240051 Entry Point to Dist. System EP 10/10/2023 2023041318 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510224 FARMINGTON WATER SYSTEM L 91005 Treatment Plant #2 SW SP102240051 Entry Point to Dist. System EP 10/10/2023 2023041318 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3510224 FARMINGTON WATER SYSTEM L 91005 Treatment Plant #2 SW SP102240051 Entry Point to Dist. System EP 10/10/2023 2023041318 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3510224 FARMINGTON WATER SYSTEM L 91005 Treatment Plant #2 SW SP102240051 Entry Point to Dist. System EP 10/10/2023 2023041318 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3510224 FARMINGTON WATER SYSTEM L 91005 Treatment Plant #2 SW SP102240051 Entry Point to Dist. System EP 10/10/2023 2023041318 ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510224 FARMINGTON WATER SYSTEM L 91005 Treatment Plant #2 SW SP102240051 Entry Point to Dist. System EP 10/10/2023 2023041318 HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3510224 FARMINGTON WATER SYSTEM L 91005 Treatment Plant #2 SW SP102240051 Entry Point to Dist. System EP 10/10/2023 2023041318 NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3510224 FARMINGTON WATER SYSTEM L 91005 Treatment Plant #2 SW SP102240051 Entry Point to Dist. System EP 10/10/2023 2023041318 PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3510224 FARMINGTON WATER SYSTEM L 91005 Treatment Plant #2 SW SP102240051 Entry Point to Dist. System EP 10/10/2023 2023041318 PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510224 FARMINGTON WATER SYSTEM L 91005 Treatment Plant #2 SW SP102240051 Entry Point to Dist. System EP 10/10/2023 2023041318 PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510224 FARMINGTON WATER SYSTEM L 91005 Treatment Plant #2 SW SP102240051 Entry Point to Dist. System EP 10/10/2023 2023041318 PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510224 FARMINGTON WATER SYSTEM L 91005 Treatment Plant #2 SW SP102240051 Entry Point to Dist. System EP 10/10/2023 2023041318 PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510224 FARMINGTON WATER SYSTEM L 91005 Treatment Plant #2 SW SP102240051 Entry Point to Dist. System EP 10/10/2023 2023041318 PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510224 FARMINGTON WATER SYSTEM L 91005 Treatment Plant #2 SW SP102240051 Entry Point to Dist. System EP 10/10/2023 2023041318 PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510224 FARMINGTON WATER SYSTEM L 91005 Treatment Plant #2 SW SP102240051 Entry Point to Dist. System EP 10/10/2023 2023041318 PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510224 FARMINGTON WATER SYSTEM L 91005 Treatment Plant #2 SW SP102240051 Entry Point to Dist. System EP 10/10/2023 2023041318 PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510224 FARMINGTON WATER SYSTEM L 91005 Treatment Plant #2 SW SP102240051 Entry Point to Dist. System EP 10/10/2023 2023041318 PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510224 FARMINGTON WATER SYSTEM L 91005 Treatment Plant #2 SW SP102240051 Entry Point to Dist. System EP 10/10/2023 2023041318 PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3510224 FARMINGTON WATER SYSTEM L 91005 Treatment Plant #2 SW SP102240051 Entry Point to Dist. System EP 10/10/2023 2023041318 PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3510224 FARMINGTON WATER SYSTEM L 91005 Treatment Plant #2 SW SP102240051 Entry Point to Dist. System EP 10/10/2023 2023041318 PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3510224 FARMINGTON WATER SYSTEM L 91005 Treatment Plant #2 SW SP102240051 Entry Point to Dist. System EP 10/10/2023 2023041318 PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3510224 FARMINGTON WATER SYSTEM L 91005 Treatment Plant #2 SW SP102240051 Entry Point to Dist. System EP 10/10/2023 2023041318 PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510224 FARMINGTON WATER SYSTEM L 91005 Treatment Plant #2 SW SP102240051 Entry Point to Dist. System EP 10/10/2023 2023041318 PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3510224 FARMINGTON WATER SYSTEM L 91005 Treatment Plant #2 SW SP102240051 Entry Point to Dist. System EP 10/10/2023 2023041318 PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3510224 FARMINGTON WATER SYSTEM L 91005 Treatment Plant #2 SW SP102240051 Entry Point to Dist. System EP 10/10/2023 2023041317 NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3510224 FARMINGTON WATER SYSTEM L 91005 Treatment Plant #2 SW SP102240051 Entry Point to Dist. System EP 10/10/2023 2023041317 NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3510224 FARMINGTON WATER SYSTEM L 91005 Treatment Plant #2 SW SP102240051 Entry Point to Dist. System EP 10/10/2023 2023041317 PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3510224 FARMINGTON WATER SYSTEM L 91005 Treatment Plant #2 SW SP102240051 Entry Point to Dist. System EP 10/10/2023 2023041317 PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3510224 FARMINGTON WATER SYSTEM L 91005 Treatment Plant #2 SW SP102240051 Entry Point to Dist. System EP 4/9/2024 2024012407 lithium 9 µg/L EPA 200.7 = 46.5 SE2 AM 6 NM
NM3510224 FARMINGTON WATER SYSTEM L 91005 Treatment Plant #2 SW SP102240051 Entry Point to Dist. System EP 4/9/2024 2024012411 NEtFOSAA 0.005 µg/L EPA 537.1 < SE2 AM 6 NM
NM3510224 FARMINGTON WATER SYSTEM L 91005 Treatment Plant #2 SW SP102240051 Entry Point to Dist. System EP 4/9/2024 2024012411 NMeFOSAA 0.006 µg/L EPA 537.1 < SE2 AM 6 NM
NM3510224 FARMINGTON WATER SYSTEM L 91005 Treatment Plant #2 SW SP102240051 Entry Point to Dist. System EP 4/9/2024 2024012411 PFTA 0.008 µg/L EPA 537.1 < SE2 AM 6 NM
NM3510224 FARMINGTON WATER SYSTEM L 91005 Treatment Plant #2 SW SP102240051 Entry Point to Dist. System EP 4/9/2024 2024012411 PFTrDA 0.007 µg/L EPA 537.1 < SE2 AM 6 NM
NM3510224 FARMINGTON WATER SYSTEM L 91005 Treatment Plant #2 SW SP102240051 Entry Point to Dist. System EP 5/14/2024 2024016460 lithium 9 µg/L EPA 200.7 = 44.1 SE3 AM 6 NM
NM3510224 FARMINGTON WATER SYSTEM L 91005 Treatment Plant #2 SW SP102240051 Entry Point to Dist. System EP 5/14/2024 2024016458 NEtFOSAA 0.005 µg/L EPA 537.1 < SE3 AM 6 NM
NM3510224 FARMINGTON WATER SYSTEM L 91005 Treatment Plant #2 SW SP102240051 Entry Point to Dist. System EP 5/14/2024 2024016458 NMeFOSAA 0.006 µg/L EPA 537.1 < SE3 AM 6 NM
NM3510224 FARMINGTON WATER SYSTEM L 91005 Treatment Plant #2 SW SP102240051 Entry Point to Dist. System EP 5/14/2024 2024016458 PFTA 0.008 µg/L EPA 537.1 < SE3 AM 6 NM
NM3510224 FARMINGTON WATER SYSTEM L 91005 Treatment Plant #2 SW SP102240051 Entry Point to Dist. System EP 5/14/2024 2024016458 PFTrDA 0.007 µg/L EPA 537.1 < SE3 AM 6 NM
NM3510224 FARMINGTON WATER SYSTEM L 91005 Treatment Plant #2 SW SP102240051 Entry Point to Dist. System EP 7/16/2024 2024023088 lithium 9 µg/L EPA 200.7 = 39.2 SE4 AM 6 NM
NM3510224 FARMINGTON WATER SYSTEM L 91005 Treatment Plant #2 SW SP102240051 Entry Point to Dist. System EP 7/16/2024 2024023086 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE4 AM 6 NM
NM3510224 FARMINGTON WATER SYSTEM L 91005 Treatment Plant #2 SW SP102240051 Entry Point to Dist. System EP 7/16/2024 2024023086 4:2 FTS 0.003 µg/L EPA 533 < SE4 AM 6 NM
NM3510224 FARMINGTON WATER SYSTEM L 91005 Treatment Plant #2 SW SP102240051 Entry Point to Dist. System EP 7/16/2024 2024023086 6:2 FTS 0.005 µg/L EPA 533 < SE4 AM 6 NM
NM3510224 FARMINGTON WATER SYSTEM L 91005 Treatment Plant #2 SW SP102240051 Entry Point to Dist. System EP 7/16/2024 2024023086 8:2 FTS 0.005 µg/L EPA 533 < SE4 AM 6 NM
NM3510224 FARMINGTON WATER SYSTEM L 91005 Treatment Plant #2 SW SP102240051 Entry Point to Dist. System EP 7/16/2024 2024023086 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE4 AM 6 NM
NM3510224 FARMINGTON WATER SYSTEM L 91005 Treatment Plant #2 SW SP102240051 Entry Point to Dist. System EP 7/16/2024 2024023086 ADONA 0.003 µg/L EPA 533 < SE4 AM 6 NM
NM3510224 FARMINGTON WATER SYSTEM L 91005 Treatment Plant #2 SW SP102240051 Entry Point to Dist. System EP 7/16/2024 2024023086 HFPO-DA 0.005 µg/L EPA 533 < SE4 AM 6 NM
NM3510224 FARMINGTON WATER SYSTEM L 91005 Treatment Plant #2 SW SP102240051 Entry Point to Dist. System EP 7/16/2024 2024023086 NFDHA 0.02 µg/L EPA 533 < SE4 AM 6 NM
NM3510224 FARMINGTON WATER SYSTEM L 91005 Treatment Plant #2 SW SP102240051 Entry Point to Dist. System EP 7/16/2024 2024023086 PFBA 0.005 µg/L EPA 533 < SE4 AM 6 NM
NM3510224 FARMINGTON WATER SYSTEM L 91005 Treatment Plant #2 SW SP102240051 Entry Point to Dist. System EP 7/16/2024 2024023086 PFBS 0.003 µg/L EPA 533 < SE4 AM 6 NM
NM3510224 FARMINGTON WATER SYSTEM L 91005 Treatment Plant #2 SW SP102240051 Entry Point to Dist. System EP 7/16/2024 2024023086 PFDA 0.003 µg/L EPA 533 < SE4 AM 6 NM
NM3510224 FARMINGTON WATER SYSTEM L 91005 Treatment Plant #2 SW SP102240051 Entry Point to Dist. System EP 7/16/2024 2024023086 PFDoA 0.003 µg/L EPA 533 < SE4 AM 6 NM
NM3510224 FARMINGTON WATER SYSTEM L 91005 Treatment Plant #2 SW SP102240051 Entry Point to Dist. System EP 7/16/2024 2024023086 PFEESA 0.003 µg/L EPA 533 < SE4 AM 6 NM
NM3510224 FARMINGTON WATER SYSTEM L 91005 Treatment Plant #2 SW SP102240051 Entry Point to Dist. System EP 7/16/2024 2024023086 PFHpA 0.003 µg/L EPA 533 < SE4 AM 6 NM
NM3510224 FARMINGTON WATER SYSTEM L 91005 Treatment Plant #2 SW SP102240051 Entry Point to Dist. System EP 7/16/2024 2024023086 PFHpS 0.003 µg/L EPA 533 < SE4 AM 6 NM
NM3510224 FARMINGTON WATER SYSTEM L 91005 Treatment Plant #2 SW SP102240051 Entry Point to Dist. System EP 7/16/2024 2024023086 PFHxA 0.003 µg/L EPA 533 < SE4 AM 6 NM
NM3510224 FARMINGTON WATER SYSTEM L 91005 Treatment Plant #2 SW SP102240051 Entry Point to Dist. System EP 7/16/2024 2024023086 PFHxS 0.003 µg/L EPA 533 < SE4 AM 6 NM
NM3510224 FARMINGTON WATER SYSTEM L 91005 Treatment Plant #2 SW SP102240051 Entry Point to Dist. System EP 7/16/2024 2024023086 PFMBA 0.003 µg/L EPA 533 < SE4 AM 6 NM
NM3510224 FARMINGTON WATER SYSTEM L 91005 Treatment Plant #2 SW SP102240051 Entry Point to Dist. System EP 7/16/2024 2024023086 PFMPA 0.004 µg/L EPA 533 < SE4 AM 6 NM
NM3510224 FARMINGTON WATER SYSTEM L 91005 Treatment Plant #2 SW SP102240051 Entry Point to Dist. System EP 7/16/2024 2024023086 PFNA 0.004 µg/L EPA 533 < SE4 AM 6 NM
NM3510224 FARMINGTON WATER SYSTEM L 91005 Treatment Plant #2 SW SP102240051 Entry Point to Dist. System EP 7/16/2024 2024023086 PFOA 0.004 µg/L EPA 533 < SE4 AM 6 NM
NM3510224 FARMINGTON WATER SYSTEM L 91005 Treatment Plant #2 SW SP102240051 Entry Point to Dist. System EP 7/16/2024 2024023086 PFOS 0.004 µg/L EPA 533 < SE4 AM 6 NM
NM3510224 FARMINGTON WATER SYSTEM L 91005 Treatment Plant #2 SW SP102240051 Entry Point to Dist. System EP 7/16/2024 2024023086 PFPeA 0.003 µg/L EPA 533 < SE4 AM 6 NM
NM3510224 FARMINGTON WATER SYSTEM L 91005 Treatment Plant #2 SW SP102240051 Entry Point to Dist. System EP 7/16/2024 2024023086 PFPeS 0.004 µg/L EPA 533 < SE4 AM 6 NM
NM3510224 FARMINGTON WATER SYSTEM L 91005 Treatment Plant #2 SW SP102240051 Entry Point to Dist. System EP 7/16/2024 2024023086 PFUnA 0.002 µg/L EPA 533 < SE4 AM 6 NM
NM3510224 FARMINGTON WATER SYSTEM L 91005 Treatment Plant #2 SW SP102240051 Entry Point to Dist. System EP 7/16/2024 2024023079 NEtFOSAA 0.005 µg/L EPA 537.1 < SE4 AM 6 NM
NM3510224 FARMINGTON WATER SYSTEM L 91005 Treatment Plant #2 SW SP102240051 Entry Point to Dist. System EP 7/16/2024 2024023079 NMeFOSAA 0.006 µg/L EPA 537.1 < SE4 AM 6 NM
NM3510224 FARMINGTON WATER SYSTEM L 91005 Treatment Plant #2 SW SP102240051 Entry Point to Dist. System EP 7/16/2024 2024023079 PFTA 0.008 µg/L EPA 537.1 < SE4 AM 6 NM
NM3510224 FARMINGTON WATER SYSTEM L 91005 Treatment Plant #2 SW SP102240051 Entry Point to Dist. System EP 7/16/2024 2024023079 PFTrDA 0.007 µg/L EPA 537.1 < SE4 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 91015 Colaianni GW SP083170151 Entry Point to Dist. System EP 7/25/2023 810-71142-1 lithium 9 µg/L EPA 200.7 = 28.8 SE1 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 91015 Colaianni GW SP083170151 Entry Point to Dist. System EP 7/25/2023 810-71142-1 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 91015 Colaianni GW SP083170151 Entry Point to Dist. System EP 7/25/2023 810-71142-1 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 91015 Colaianni GW SP083170151 Entry Point to Dist. System EP 7/25/2023 810-71142-1 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 91015 Colaianni GW SP083170151 Entry Point to Dist. System EP 7/25/2023 810-71142-1 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 91015 Colaianni GW SP083170151 Entry Point to Dist. System EP 7/25/2023 810-71142-1 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 91015 Colaianni GW SP083170151 Entry Point to Dist. System EP 7/25/2023 810-71142-1 ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 91015 Colaianni GW SP083170151 Entry Point to Dist. System EP 7/25/2023 810-71142-1 HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 91015 Colaianni GW SP083170151 Entry Point to Dist. System EP 7/25/2023 810-71142-1 NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 91015 Colaianni GW SP083170151 Entry Point to Dist. System EP 7/25/2023 810-71142-1 PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 91015 Colaianni GW SP083170151 Entry Point to Dist. System EP 7/25/2023 810-71142-1 PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 91015 Colaianni GW SP083170151 Entry Point to Dist. System EP 7/25/2023 810-71142-1 PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM



PWSID PWSName Size FacilityID FacilityName FacilityWaterType SamplePointID SamplePointName SamplePointType AssociatedFacilityID AssociatedSamplePointID CollectionDate SampleID Contaminant MRL Units MethodID AnalyticalResultsSign AnalyticalResultValue SampleEventCode MonitoringRequirement Region State
NM3508317 GALLUP WATER SYSTEM L 91015 Colaianni GW SP083170151 Entry Point to Dist. System EP 7/25/2023 810-71142-1 PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 91015 Colaianni GW SP083170151 Entry Point to Dist. System EP 7/25/2023 810-71142-1 PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 91015 Colaianni GW SP083170151 Entry Point to Dist. System EP 7/25/2023 810-71142-1 PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 91015 Colaianni GW SP083170151 Entry Point to Dist. System EP 7/25/2023 810-71142-1 PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 91015 Colaianni GW SP083170151 Entry Point to Dist. System EP 7/25/2023 810-71142-1 PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 91015 Colaianni GW SP083170151 Entry Point to Dist. System EP 7/25/2023 810-71142-1 PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 91015 Colaianni GW SP083170151 Entry Point to Dist. System EP 7/25/2023 810-71142-1 PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 91015 Colaianni GW SP083170151 Entry Point to Dist. System EP 7/25/2023 810-71142-1 PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 91015 Colaianni GW SP083170151 Entry Point to Dist. System EP 7/25/2023 810-71142-1 PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 91015 Colaianni GW SP083170151 Entry Point to Dist. System EP 7/25/2023 810-71142-1 PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 91015 Colaianni GW SP083170151 Entry Point to Dist. System EP 7/25/2023 810-71142-1 PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 91015 Colaianni GW SP083170151 Entry Point to Dist. System EP 7/25/2023 810-71142-1 PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 91015 Colaianni GW SP083170151 Entry Point to Dist. System EP 7/25/2023 810-71142-1 PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 91015 Colaianni GW SP083170151 Entry Point to Dist. System EP 7/25/2023 810-71142-1 PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 91015 Colaianni GW SP083170151 Entry Point to Dist. System EP 7/25/2023 810-71142-1 NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 91015 Colaianni GW SP083170151 Entry Point to Dist. System EP 7/25/2023 810-71142-1 NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 91015 Colaianni GW SP083170151 Entry Point to Dist. System EP 7/25/2023 810-71142-1 PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 91015 Colaianni GW SP083170151 Entry Point to Dist. System EP 7/25/2023 810-71142-1 PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 91015 Colaianni GW SP083170151 Entry Point to Dist. System EP 1/31/2024 810-92517-1 lithium 9 µg/L EPA 200.7 = 27.7 SE2 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 91015 Colaianni GW SP083170151 Entry Point to Dist. System EP 1/31/2024 810-92517-1 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 91015 Colaianni GW SP083170151 Entry Point to Dist. System EP 1/31/2024 810-92517-1 4:2 FTS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 91015 Colaianni GW SP083170151 Entry Point to Dist. System EP 1/31/2024 810-92517-1 6:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 91015 Colaianni GW SP083170151 Entry Point to Dist. System EP 1/31/2024 810-92517-1 8:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 91015 Colaianni GW SP083170151 Entry Point to Dist. System EP 1/31/2024 810-92517-1 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 91015 Colaianni GW SP083170151 Entry Point to Dist. System EP 1/31/2024 810-92517-1 ADONA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 91015 Colaianni GW SP083170151 Entry Point to Dist. System EP 1/31/2024 810-92517-1 HFPO-DA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 91015 Colaianni GW SP083170151 Entry Point to Dist. System EP 1/31/2024 810-92517-1 NFDHA 0.02 µg/L EPA 533 < SE2 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 91015 Colaianni GW SP083170151 Entry Point to Dist. System EP 1/31/2024 810-92517-1 PFBA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 91015 Colaianni GW SP083170151 Entry Point to Dist. System EP 1/31/2024 810-92517-1 PFBS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 91015 Colaianni GW SP083170151 Entry Point to Dist. System EP 1/31/2024 810-92517-1 PFDA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 91015 Colaianni GW SP083170151 Entry Point to Dist. System EP 1/31/2024 810-92517-1 PFDoA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 91015 Colaianni GW SP083170151 Entry Point to Dist. System EP 1/31/2024 810-92517-1 PFEESA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 91015 Colaianni GW SP083170151 Entry Point to Dist. System EP 1/31/2024 810-92517-1 PFHpA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 91015 Colaianni GW SP083170151 Entry Point to Dist. System EP 1/31/2024 810-92517-1 PFHpS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 91015 Colaianni GW SP083170151 Entry Point to Dist. System EP 1/31/2024 810-92517-1 PFHxA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 91015 Colaianni GW SP083170151 Entry Point to Dist. System EP 1/31/2024 810-92517-1 PFHxS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 91015 Colaianni GW SP083170151 Entry Point to Dist. System EP 1/31/2024 810-92517-1 PFMBA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 91015 Colaianni GW SP083170151 Entry Point to Dist. System EP 1/31/2024 810-92517-1 PFMPA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 91015 Colaianni GW SP083170151 Entry Point to Dist. System EP 1/31/2024 810-92517-1 PFNA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 91015 Colaianni GW SP083170151 Entry Point to Dist. System EP 1/31/2024 810-92517-1 PFOA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 91015 Colaianni GW SP083170151 Entry Point to Dist. System EP 1/31/2024 810-92517-1 PFOS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 91015 Colaianni GW SP083170151 Entry Point to Dist. System EP 1/31/2024 810-92517-1 PFPeA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 91015 Colaianni GW SP083170151 Entry Point to Dist. System EP 1/31/2024 810-92517-1 PFPeS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 91015 Colaianni GW SP083170151 Entry Point to Dist. System EP 1/31/2024 810-92517-1 PFUnA 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 91015 Colaianni GW SP083170151 Entry Point to Dist. System EP 1/31/2024 810-92517-1 NEtFOSAA 0.005 µg/L EPA 537.1 < SE2 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 91015 Colaianni GW SP083170151 Entry Point to Dist. System EP 1/31/2024 810-92517-1 NMeFOSAA 0.006 µg/L EPA 537.1 < SE2 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 91015 Colaianni GW SP083170151 Entry Point to Dist. System EP 1/31/2024 810-92517-1 PFTA 0.008 µg/L EPA 537.1 < SE2 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 91015 Colaianni GW SP083170151 Entry Point to Dist. System EP 1/31/2024 810-92517-1 PFTrDA 0.007 µg/L EPA 537.1 < SE2 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 94018 Santa Fe Pump Station GW SP083170181 Entry Point to Dist. System EP 7/25/2023 810-71148-1 lithium 9 µg/L EPA 200.7 = 32.2 SE1 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 94018 Santa Fe Pump Station GW SP083170181 Entry Point to Dist. System EP 7/25/2023 810-71148-1 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 94018 Santa Fe Pump Station GW SP083170181 Entry Point to Dist. System EP 7/25/2023 810-71148-1 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 94018 Santa Fe Pump Station GW SP083170181 Entry Point to Dist. System EP 7/25/2023 810-71148-1 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 94018 Santa Fe Pump Station GW SP083170181 Entry Point to Dist. System EP 7/25/2023 810-71148-1 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 94018 Santa Fe Pump Station GW SP083170181 Entry Point to Dist. System EP 7/25/2023 810-71148-1 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 94018 Santa Fe Pump Station GW SP083170181 Entry Point to Dist. System EP 7/25/2023 810-71148-1 ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 94018 Santa Fe Pump Station GW SP083170181 Entry Point to Dist. System EP 7/25/2023 810-71148-1 HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 94018 Santa Fe Pump Station GW SP083170181 Entry Point to Dist. System EP 7/25/2023 810-71148-1 NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 94018 Santa Fe Pump Station GW SP083170181 Entry Point to Dist. System EP 7/25/2023 810-71148-1 PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 94018 Santa Fe Pump Station GW SP083170181 Entry Point to Dist. System EP 7/25/2023 810-71148-1 PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 94018 Santa Fe Pump Station GW SP083170181 Entry Point to Dist. System EP 7/25/2023 810-71148-1 PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 94018 Santa Fe Pump Station GW SP083170181 Entry Point to Dist. System EP 7/25/2023 810-71148-1 PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 94018 Santa Fe Pump Station GW SP083170181 Entry Point to Dist. System EP 7/25/2023 810-71148-1 PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 94018 Santa Fe Pump Station GW SP083170181 Entry Point to Dist. System EP 7/25/2023 810-71148-1 PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 94018 Santa Fe Pump Station GW SP083170181 Entry Point to Dist. System EP 7/25/2023 810-71148-1 PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 94018 Santa Fe Pump Station GW SP083170181 Entry Point to Dist. System EP 7/25/2023 810-71148-1 PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 94018 Santa Fe Pump Station GW SP083170181 Entry Point to Dist. System EP 7/25/2023 810-71148-1 PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 94018 Santa Fe Pump Station GW SP083170181 Entry Point to Dist. System EP 7/25/2023 810-71148-1 PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 94018 Santa Fe Pump Station GW SP083170181 Entry Point to Dist. System EP 7/25/2023 810-71148-1 PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 94018 Santa Fe Pump Station GW SP083170181 Entry Point to Dist. System EP 7/25/2023 810-71148-1 PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 94018 Santa Fe Pump Station GW SP083170181 Entry Point to Dist. System EP 7/25/2023 810-71148-1 PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 94018 Santa Fe Pump Station GW SP083170181 Entry Point to Dist. System EP 7/25/2023 810-71148-1 PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 94018 Santa Fe Pump Station GW SP083170181 Entry Point to Dist. System EP 7/25/2023 810-71148-1 PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 94018 Santa Fe Pump Station GW SP083170181 Entry Point to Dist. System EP 7/25/2023 810-71148-1 PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 94018 Santa Fe Pump Station GW SP083170181 Entry Point to Dist. System EP 7/25/2023 810-71148-1 PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 94018 Santa Fe Pump Station GW SP083170181 Entry Point to Dist. System EP 7/25/2023 810-71148-1 NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 94018 Santa Fe Pump Station GW SP083170181 Entry Point to Dist. System EP 7/25/2023 810-71148-1 NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 94018 Santa Fe Pump Station GW SP083170181 Entry Point to Dist. System EP 7/25/2023 810-71148-1 PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 94018 Santa Fe Pump Station GW SP083170181 Entry Point to Dist. System EP 7/25/2023 810-71148-1 PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 94018 Santa Fe Pump Station GW SP083170181 Entry Point to Dist. System EP 8/12/2024 810-115609-1 lithium 9 µg/L EPA 200.7 = 29.7 SE2 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 94018 Santa Fe Pump Station GW SP083170181 Entry Point to Dist. System EP 8/12/2024 810-115609-1 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 94018 Santa Fe Pump Station GW SP083170181 Entry Point to Dist. System EP 8/12/2024 810-115609-1 4:2 FTS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 94018 Santa Fe Pump Station GW SP083170181 Entry Point to Dist. System EP 8/12/2024 810-115609-1 6:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 94018 Santa Fe Pump Station GW SP083170181 Entry Point to Dist. System EP 8/12/2024 810-115609-1 8:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 94018 Santa Fe Pump Station GW SP083170181 Entry Point to Dist. System EP 8/12/2024 810-115609-1 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 94018 Santa Fe Pump Station GW SP083170181 Entry Point to Dist. System EP 8/12/2024 810-115609-1 ADONA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 94018 Santa Fe Pump Station GW SP083170181 Entry Point to Dist. System EP 8/12/2024 810-115609-1 HFPO-DA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 94018 Santa Fe Pump Station GW SP083170181 Entry Point to Dist. System EP 8/12/2024 810-115609-1 NFDHA 0.02 µg/L EPA 533 < SE2 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 94018 Santa Fe Pump Station GW SP083170181 Entry Point to Dist. System EP 8/12/2024 810-115609-1 PFBA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 94018 Santa Fe Pump Station GW SP083170181 Entry Point to Dist. System EP 8/12/2024 810-115609-1 PFBS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 94018 Santa Fe Pump Station GW SP083170181 Entry Point to Dist. System EP 8/12/2024 810-115609-1 PFDA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 94018 Santa Fe Pump Station GW SP083170181 Entry Point to Dist. System EP 8/12/2024 810-115609-1 PFDoA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 94018 Santa Fe Pump Station GW SP083170181 Entry Point to Dist. System EP 8/12/2024 810-115609-1 PFEESA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 94018 Santa Fe Pump Station GW SP083170181 Entry Point to Dist. System EP 8/12/2024 810-115609-1 PFHpA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 94018 Santa Fe Pump Station GW SP083170181 Entry Point to Dist. System EP 8/12/2024 810-115609-1 PFHpS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 94018 Santa Fe Pump Station GW SP083170181 Entry Point to Dist. System EP 8/12/2024 810-115609-1 PFHxA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 94018 Santa Fe Pump Station GW SP083170181 Entry Point to Dist. System EP 8/12/2024 810-115609-1 PFHxS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 94018 Santa Fe Pump Station GW SP083170181 Entry Point to Dist. System EP 8/12/2024 810-115609-1 PFMBA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 94018 Santa Fe Pump Station GW SP083170181 Entry Point to Dist. System EP 8/12/2024 810-115609-1 PFMPA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 94018 Santa Fe Pump Station GW SP083170181 Entry Point to Dist. System EP 8/12/2024 810-115609-1 PFNA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 94018 Santa Fe Pump Station GW SP083170181 Entry Point to Dist. System EP 8/12/2024 810-115609-1 PFOA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 94018 Santa Fe Pump Station GW SP083170181 Entry Point to Dist. System EP 8/12/2024 810-115609-1 PFOS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 94018 Santa Fe Pump Station GW SP083170181 Entry Point to Dist. System EP 8/12/2024 810-115609-1 PFPeA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 94018 Santa Fe Pump Station GW SP083170181 Entry Point to Dist. System EP 8/12/2024 810-115609-1 PFPeS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 94018 Santa Fe Pump Station GW SP083170181 Entry Point to Dist. System EP 8/12/2024 810-115609-1 PFUnA 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 94018 Santa Fe Pump Station GW SP083170181 Entry Point to Dist. System EP 8/12/2024 810-115609-1 NEtFOSAA 0.005 µg/L EPA 537.1 < SE2 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 94018 Santa Fe Pump Station GW SP083170181 Entry Point to Dist. System EP 8/12/2024 810-115609-1 NMeFOSAA 0.006 µg/L EPA 537.1 < SE2 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 94018 Santa Fe Pump Station GW SP083170181 Entry Point to Dist. System EP 8/12/2024 810-115609-1 PFTA 0.008 µg/L EPA 537.1 < SE2 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 94018 Santa Fe Pump Station GW SP083170181 Entry Point to Dist. System EP 8/12/2024 810-115609-1 PFTrDA 0.007 µg/L EPA 537.1 < SE2 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 94017 Yah-Ta-Hey Pump Station GW SP083170171 Entry Point to Dist. System EP 7/25/2023 810-71145-1 lithium 9 µg/L EPA 200.7 = 40.9 SE1 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 94017 Yah-Ta-Hey Pump Station GW SP083170171 Entry Point to Dist. System EP 7/25/2023 810-71145-1 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 94017 Yah-Ta-Hey Pump Station GW SP083170171 Entry Point to Dist. System EP 7/25/2023 810-71145-1 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
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NM3508317 GALLUP WATER SYSTEM L 94017 Yah-Ta-Hey Pump Station GW SP083170171 Entry Point to Dist. System EP 7/25/2023 810-71145-1 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 94017 Yah-Ta-Hey Pump Station GW SP083170171 Entry Point to Dist. System EP 7/25/2023 810-71145-1 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 94017 Yah-Ta-Hey Pump Station GW SP083170171 Entry Point to Dist. System EP 7/25/2023 810-71145-1 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 94017 Yah-Ta-Hey Pump Station GW SP083170171 Entry Point to Dist. System EP 7/25/2023 810-71145-1 ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 94017 Yah-Ta-Hey Pump Station GW SP083170171 Entry Point to Dist. System EP 7/25/2023 810-71145-1 HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 94017 Yah-Ta-Hey Pump Station GW SP083170171 Entry Point to Dist. System EP 7/25/2023 810-71145-1 NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 94017 Yah-Ta-Hey Pump Station GW SP083170171 Entry Point to Dist. System EP 7/25/2023 810-71145-1 PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 94017 Yah-Ta-Hey Pump Station GW SP083170171 Entry Point to Dist. System EP 7/25/2023 810-71145-1 PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 94017 Yah-Ta-Hey Pump Station GW SP083170171 Entry Point to Dist. System EP 7/25/2023 810-71145-1 PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 94017 Yah-Ta-Hey Pump Station GW SP083170171 Entry Point to Dist. System EP 7/25/2023 810-71145-1 PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 94017 Yah-Ta-Hey Pump Station GW SP083170171 Entry Point to Dist. System EP 7/25/2023 810-71145-1 PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 94017 Yah-Ta-Hey Pump Station GW SP083170171 Entry Point to Dist. System EP 7/25/2023 810-71145-1 PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 94017 Yah-Ta-Hey Pump Station GW SP083170171 Entry Point to Dist. System EP 7/25/2023 810-71145-1 PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 94017 Yah-Ta-Hey Pump Station GW SP083170171 Entry Point to Dist. System EP 7/25/2023 810-71145-1 PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 94017 Yah-Ta-Hey Pump Station GW SP083170171 Entry Point to Dist. System EP 7/25/2023 810-71145-1 PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 94017 Yah-Ta-Hey Pump Station GW SP083170171 Entry Point to Dist. System EP 7/25/2023 810-71145-1 PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 94017 Yah-Ta-Hey Pump Station GW SP083170171 Entry Point to Dist. System EP 7/25/2023 810-71145-1 PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 94017 Yah-Ta-Hey Pump Station GW SP083170171 Entry Point to Dist. System EP 7/25/2023 810-71145-1 PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 94017 Yah-Ta-Hey Pump Station GW SP083170171 Entry Point to Dist. System EP 7/25/2023 810-71145-1 PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 94017 Yah-Ta-Hey Pump Station GW SP083170171 Entry Point to Dist. System EP 7/25/2023 810-71145-1 PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 94017 Yah-Ta-Hey Pump Station GW SP083170171 Entry Point to Dist. System EP 7/25/2023 810-71145-1 PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 94017 Yah-Ta-Hey Pump Station GW SP083170171 Entry Point to Dist. System EP 7/25/2023 810-71145-1 PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 94017 Yah-Ta-Hey Pump Station GW SP083170171 Entry Point to Dist. System EP 7/25/2023 810-71145-1 PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 94017 Yah-Ta-Hey Pump Station GW SP083170171 Entry Point to Dist. System EP 7/25/2023 810-71145-1 NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 94017 Yah-Ta-Hey Pump Station GW SP083170171 Entry Point to Dist. System EP 7/25/2023 810-71145-1 NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 94017 Yah-Ta-Hey Pump Station GW SP083170171 Entry Point to Dist. System EP 7/25/2023 810-71145-1 PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 94017 Yah-Ta-Hey Pump Station GW SP083170171 Entry Point to Dist. System EP 7/25/2023 810-71145-1 PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 94017 Yah-Ta-Hey Pump Station GW SP083170171 Entry Point to Dist. System EP 1/31/2024 810-92505-1 lithium 9 µg/L EPA 200.7 = 30.9 SE2 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 94017 Yah-Ta-Hey Pump Station GW SP083170171 Entry Point to Dist. System EP 1/31/2024 810-92505-1 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 94017 Yah-Ta-Hey Pump Station GW SP083170171 Entry Point to Dist. System EP 1/31/2024 810-92505-1 4:2 FTS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 94017 Yah-Ta-Hey Pump Station GW SP083170171 Entry Point to Dist. System EP 1/31/2024 810-92505-1 6:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 94017 Yah-Ta-Hey Pump Station GW SP083170171 Entry Point to Dist. System EP 1/31/2024 810-92505-1 8:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 94017 Yah-Ta-Hey Pump Station GW SP083170171 Entry Point to Dist. System EP 1/31/2024 810-92505-1 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 94017 Yah-Ta-Hey Pump Station GW SP083170171 Entry Point to Dist. System EP 1/31/2024 810-92505-1 ADONA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 94017 Yah-Ta-Hey Pump Station GW SP083170171 Entry Point to Dist. System EP 1/31/2024 810-92505-1 HFPO-DA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 94017 Yah-Ta-Hey Pump Station GW SP083170171 Entry Point to Dist. System EP 1/31/2024 810-92505-1 NFDHA 0.02 µg/L EPA 533 < SE2 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 94017 Yah-Ta-Hey Pump Station GW SP083170171 Entry Point to Dist. System EP 1/31/2024 810-92505-1 PFBA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 94017 Yah-Ta-Hey Pump Station GW SP083170171 Entry Point to Dist. System EP 1/31/2024 810-92505-1 PFBS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 94017 Yah-Ta-Hey Pump Station GW SP083170171 Entry Point to Dist. System EP 1/31/2024 810-92505-1 PFDA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 94017 Yah-Ta-Hey Pump Station GW SP083170171 Entry Point to Dist. System EP 1/31/2024 810-92505-1 PFDoA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 94017 Yah-Ta-Hey Pump Station GW SP083170171 Entry Point to Dist. System EP 1/31/2024 810-92505-1 PFEESA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 94017 Yah-Ta-Hey Pump Station GW SP083170171 Entry Point to Dist. System EP 1/31/2024 810-92505-1 PFHpA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 94017 Yah-Ta-Hey Pump Station GW SP083170171 Entry Point to Dist. System EP 1/31/2024 810-92505-1 PFHpS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 94017 Yah-Ta-Hey Pump Station GW SP083170171 Entry Point to Dist. System EP 1/31/2024 810-92505-1 PFHxA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 94017 Yah-Ta-Hey Pump Station GW SP083170171 Entry Point to Dist. System EP 1/31/2024 810-92505-1 PFHxS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 94017 Yah-Ta-Hey Pump Station GW SP083170171 Entry Point to Dist. System EP 1/31/2024 810-92505-1 PFMBA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 94017 Yah-Ta-Hey Pump Station GW SP083170171 Entry Point to Dist. System EP 1/31/2024 810-92505-1 PFMPA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 94017 Yah-Ta-Hey Pump Station GW SP083170171 Entry Point to Dist. System EP 1/31/2024 810-92505-1 PFNA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 94017 Yah-Ta-Hey Pump Station GW SP083170171 Entry Point to Dist. System EP 1/31/2024 810-92505-1 PFOA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 94017 Yah-Ta-Hey Pump Station GW SP083170171 Entry Point to Dist. System EP 1/31/2024 810-92505-1 PFOS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 94017 Yah-Ta-Hey Pump Station GW SP083170171 Entry Point to Dist. System EP 1/31/2024 810-92505-1 PFPeA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 94017 Yah-Ta-Hey Pump Station GW SP083170171 Entry Point to Dist. System EP 1/31/2024 810-92505-1 PFPeS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 94017 Yah-Ta-Hey Pump Station GW SP083170171 Entry Point to Dist. System EP 1/31/2024 810-92505-1 PFUnA 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 94017 Yah-Ta-Hey Pump Station GW SP083170171 Entry Point to Dist. System EP 1/31/2024 810-92505-1 NEtFOSAA 0.005 µg/L EPA 537.1 < SE2 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 94017 Yah-Ta-Hey Pump Station GW SP083170171 Entry Point to Dist. System EP 1/31/2024 810-92505-1 NMeFOSAA 0.006 µg/L EPA 537.1 < SE2 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 94017 Yah-Ta-Hey Pump Station GW SP083170171 Entry Point to Dist. System EP 1/31/2024 810-92505-1 PFTA 0.008 µg/L EPA 537.1 < SE2 AM 6 NM
NM3508317 GALLUP WATER SYSTEM L 94017 Yah-Ta-Hey Pump Station GW SP083170171 Entry Point to Dist. System EP 1/31/2024 810-92505-1 PFTrDA 0.007 µg/L EPA 537.1 < SE2 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94028 Del Norte GW SP216130281 Entry Point #1 EP 2/6/2023 810-52779-1 lithium 9 µg/L EPA 200.7 = 42.1 SE1 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94028 Del Norte GW SP216130281 Entry Point #1 EP 2/6/2023 810-52779-1 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94028 Del Norte GW SP216130281 Entry Point #1 EP 2/6/2023 810-52779-1 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94028 Del Norte GW SP216130281 Entry Point #1 EP 2/6/2023 810-52779-1 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94028 Del Norte GW SP216130281 Entry Point #1 EP 2/6/2023 810-52779-1 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94028 Del Norte GW SP216130281 Entry Point #1 EP 2/6/2023 810-52779-1 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94028 Del Norte GW SP216130281 Entry Point #1 EP 2/6/2023 810-52779-1 ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94028 Del Norte GW SP216130281 Entry Point #1 EP 2/6/2023 810-52779-1 HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94028 Del Norte GW SP216130281 Entry Point #1 EP 2/6/2023 810-52779-1 NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94028 Del Norte GW SP216130281 Entry Point #1 EP 2/6/2023 810-52779-1 PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94028 Del Norte GW SP216130281 Entry Point #1 EP 2/6/2023 810-52779-1 PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94028 Del Norte GW SP216130281 Entry Point #1 EP 2/6/2023 810-52779-1 PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94028 Del Norte GW SP216130281 Entry Point #1 EP 2/6/2023 810-52779-1 PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94028 Del Norte GW SP216130281 Entry Point #1 EP 2/6/2023 810-52779-1 PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94028 Del Norte GW SP216130281 Entry Point #1 EP 2/6/2023 810-52779-1 PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94028 Del Norte GW SP216130281 Entry Point #1 EP 2/6/2023 810-52779-1 PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94028 Del Norte GW SP216130281 Entry Point #1 EP 2/6/2023 810-52779-1 PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94028 Del Norte GW SP216130281 Entry Point #1 EP 2/6/2023 810-52779-1 PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94028 Del Norte GW SP216130281 Entry Point #1 EP 2/6/2023 810-52779-1 PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94028 Del Norte GW SP216130281 Entry Point #1 EP 2/6/2023 810-52779-1 PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94028 Del Norte GW SP216130281 Entry Point #1 EP 2/6/2023 810-52779-1 PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94028 Del Norte GW SP216130281 Entry Point #1 EP 2/6/2023 810-52779-1 PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94028 Del Norte GW SP216130281 Entry Point #1 EP 2/6/2023 810-52779-1 PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94028 Del Norte GW SP216130281 Entry Point #1 EP 2/6/2023 810-52779-1 PFPeA 0.003 µg/L EPA 533 = 0.0032 SE1 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94028 Del Norte GW SP216130281 Entry Point #1 EP 2/6/2023 810-52779-1 PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94028 Del Norte GW SP216130281 Entry Point #1 EP 2/6/2023 810-52779-1 PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94028 Del Norte GW SP216130281 Entry Point #1 EP 2/6/2023 810-52779-1 NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94028 Del Norte GW SP216130281 Entry Point #1 EP 2/6/2023 810-52779-1 NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94028 Del Norte GW SP216130281 Entry Point #1 EP 2/6/2023 810-52779-1 PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94028 Del Norte GW SP216130281 Entry Point #1 EP 2/6/2023 810-52779-1 PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94028 Del Norte GW SP216130281 Entry Point #1 EP 8/1/2023 2023033818 lithium 9 µg/L EPA 200.7 = 34.2 SE2 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94028 Del Norte GW SP216130281 Entry Point #1 EP 8/1/2023 2023033846 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94028 Del Norte GW SP216130281 Entry Point #1 EP 8/1/2023 2023033846 4:2 FTS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94028 Del Norte GW SP216130281 Entry Point #1 EP 8/1/2023 2023033846 6:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94028 Del Norte GW SP216130281 Entry Point #1 EP 8/1/2023 2023033846 8:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94028 Del Norte GW SP216130281 Entry Point #1 EP 8/1/2023 2023033846 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94028 Del Norte GW SP216130281 Entry Point #1 EP 8/1/2023 2023033846 ADONA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94028 Del Norte GW SP216130281 Entry Point #1 EP 8/1/2023 2023033846 HFPO-DA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94028 Del Norte GW SP216130281 Entry Point #1 EP 8/1/2023 2023033846 NFDHA 0.02 µg/L EPA 533 < SE2 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94028 Del Norte GW SP216130281 Entry Point #1 EP 8/1/2023 2023033846 PFBA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94028 Del Norte GW SP216130281 Entry Point #1 EP 8/1/2023 2023033846 PFBS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94028 Del Norte GW SP216130281 Entry Point #1 EP 8/1/2023 2023033846 PFDA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94028 Del Norte GW SP216130281 Entry Point #1 EP 8/1/2023 2023033846 PFDoA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94028 Del Norte GW SP216130281 Entry Point #1 EP 8/1/2023 2023033846 PFEESA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94028 Del Norte GW SP216130281 Entry Point #1 EP 8/1/2023 2023033846 PFHpA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94028 Del Norte GW SP216130281 Entry Point #1 EP 8/1/2023 2023033846 PFHpS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94028 Del Norte GW SP216130281 Entry Point #1 EP 8/1/2023 2023033846 PFHxA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94028 Del Norte GW SP216130281 Entry Point #1 EP 8/1/2023 2023033846 PFHxS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94028 Del Norte GW SP216130281 Entry Point #1 EP 8/1/2023 2023033846 PFMBA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94028 Del Norte GW SP216130281 Entry Point #1 EP 8/1/2023 2023033846 PFMPA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94028 Del Norte GW SP216130281 Entry Point #1 EP 8/1/2023 2023033846 PFNA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94028 Del Norte GW SP216130281 Entry Point #1 EP 8/1/2023 2023033846 PFOA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94028 Del Norte GW SP216130281 Entry Point #1 EP 8/1/2023 2023033846 PFOS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94028 Del Norte GW SP216130281 Entry Point #1 EP 8/1/2023 2023033846 PFPeA 0.003 µg/L EPA 533 < SE2 AM 6 NM



PWSID PWSName Size FacilityID FacilityName FacilityWaterType SamplePointID SamplePointName SamplePointType AssociatedFacilityID AssociatedSamplePointID CollectionDate SampleID Contaminant MRL Units MethodID AnalyticalResultsSign AnalyticalResultValue SampleEventCode MonitoringRequirement Region State
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94028 Del Norte GW SP216130281 Entry Point #1 EP 8/1/2023 2023033846 PFPeS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94028 Del Norte GW SP216130281 Entry Point #1 EP 8/1/2023 2023033846 PFUnA 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94028 Del Norte GW SP216130281 Entry Point #1 EP 8/1/2023 2023033827 NEtFOSAA 0.005 µg/L EPA 537.1 < SE2 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94028 Del Norte GW SP216130281 Entry Point #1 EP 8/1/2023 2023033827 NMeFOSAA 0.006 µg/L EPA 537.1 < SE2 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94028 Del Norte GW SP216130281 Entry Point #1 EP 8/1/2023 2023033827 PFTA 0.008 µg/L EPA 537.1 < SE2 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94028 Del Norte GW SP216130281 Entry Point #1 EP 8/1/2023 2023033827 PFTrDA 0.007 µg/L EPA 537.1 < SE2 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94035 Hiap Reservoir GW SP216130351 Entry Point #2 EP 2/6/2023 810-52780-1 lithium 9 µg/L EPA 200.7 = 27.8 SE1 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94035 Hiap Reservoir GW SP216130351 Entry Point #2 EP 2/6/2023 810-52780-1 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94035 Hiap Reservoir GW SP216130351 Entry Point #2 EP 2/6/2023 810-52780-1 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94035 Hiap Reservoir GW SP216130351 Entry Point #2 EP 2/6/2023 810-52780-1 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94035 Hiap Reservoir GW SP216130351 Entry Point #2 EP 2/6/2023 810-52780-1 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94035 Hiap Reservoir GW SP216130351 Entry Point #2 EP 2/6/2023 810-52780-1 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94035 Hiap Reservoir GW SP216130351 Entry Point #2 EP 2/6/2023 810-52780-1 ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94035 Hiap Reservoir GW SP216130351 Entry Point #2 EP 2/6/2023 810-52780-1 HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94035 Hiap Reservoir GW SP216130351 Entry Point #2 EP 2/6/2023 810-52780-1 NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94035 Hiap Reservoir GW SP216130351 Entry Point #2 EP 2/6/2023 810-52780-1 PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94035 Hiap Reservoir GW SP216130351 Entry Point #2 EP 2/6/2023 810-52780-1 PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94035 Hiap Reservoir GW SP216130351 Entry Point #2 EP 2/6/2023 810-52780-1 PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94035 Hiap Reservoir GW SP216130351 Entry Point #2 EP 2/6/2023 810-52780-1 PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94035 Hiap Reservoir GW SP216130351 Entry Point #2 EP 2/6/2023 810-52780-1 PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94035 Hiap Reservoir GW SP216130351 Entry Point #2 EP 2/6/2023 810-52780-1 PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94035 Hiap Reservoir GW SP216130351 Entry Point #2 EP 2/6/2023 810-52780-1 PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94035 Hiap Reservoir GW SP216130351 Entry Point #2 EP 2/6/2023 810-52780-1 PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94035 Hiap Reservoir GW SP216130351 Entry Point #2 EP 2/6/2023 810-52780-1 PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94035 Hiap Reservoir GW SP216130351 Entry Point #2 EP 2/6/2023 810-52780-1 PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94035 Hiap Reservoir GW SP216130351 Entry Point #2 EP 2/6/2023 810-52780-1 PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94035 Hiap Reservoir GW SP216130351 Entry Point #2 EP 2/6/2023 810-52780-1 PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94035 Hiap Reservoir GW SP216130351 Entry Point #2 EP 2/6/2023 810-52780-1 PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94035 Hiap Reservoir GW SP216130351 Entry Point #2 EP 2/6/2023 810-52780-1 PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94035 Hiap Reservoir GW SP216130351 Entry Point #2 EP 2/6/2023 810-52780-1 PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94035 Hiap Reservoir GW SP216130351 Entry Point #2 EP 2/6/2023 810-52780-1 PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94035 Hiap Reservoir GW SP216130351 Entry Point #2 EP 2/6/2023 810-52780-1 PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94035 Hiap Reservoir GW SP216130351 Entry Point #2 EP 2/6/2023 810-52780-1 NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94035 Hiap Reservoir GW SP216130351 Entry Point #2 EP 2/6/2023 810-52780-1 NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94035 Hiap Reservoir GW SP216130351 Entry Point #2 EP 2/6/2023 810-52780-1 PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94035 Hiap Reservoir GW SP216130351 Entry Point #2 EP 2/6/2023 810-52780-1 PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94035 Hiap Reservoir GW SP216130351 Entry Point #2 EP 8/1/2023 2023033819 lithium 9 µg/L EPA 200.7 = 22.2 SE2 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94035 Hiap Reservoir GW SP216130351 Entry Point #2 EP 8/1/2023 2023033840 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94035 Hiap Reservoir GW SP216130351 Entry Point #2 EP 8/1/2023 2023033840 4:2 FTS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94035 Hiap Reservoir GW SP216130351 Entry Point #2 EP 8/1/2023 2023033840 6:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94035 Hiap Reservoir GW SP216130351 Entry Point #2 EP 8/1/2023 2023033840 8:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94035 Hiap Reservoir GW SP216130351 Entry Point #2 EP 8/1/2023 2023033840 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94035 Hiap Reservoir GW SP216130351 Entry Point #2 EP 8/1/2023 2023033840 ADONA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94035 Hiap Reservoir GW SP216130351 Entry Point #2 EP 8/1/2023 2023033840 HFPO-DA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94035 Hiap Reservoir GW SP216130351 Entry Point #2 EP 8/1/2023 2023033840 NFDHA 0.02 µg/L EPA 533 < SE2 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94035 Hiap Reservoir GW SP216130351 Entry Point #2 EP 8/1/2023 2023033840 PFBA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94035 Hiap Reservoir GW SP216130351 Entry Point #2 EP 8/1/2023 2023033840 PFBS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94035 Hiap Reservoir GW SP216130351 Entry Point #2 EP 8/1/2023 2023033840 PFDA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94035 Hiap Reservoir GW SP216130351 Entry Point #2 EP 8/1/2023 2023033840 PFDoA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94035 Hiap Reservoir GW SP216130351 Entry Point #2 EP 8/1/2023 2023033840 PFEESA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94035 Hiap Reservoir GW SP216130351 Entry Point #2 EP 8/1/2023 2023033840 PFHpA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94035 Hiap Reservoir GW SP216130351 Entry Point #2 EP 8/1/2023 2023033840 PFHpS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94035 Hiap Reservoir GW SP216130351 Entry Point #2 EP 8/1/2023 2023033840 PFHxA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94035 Hiap Reservoir GW SP216130351 Entry Point #2 EP 8/1/2023 2023033840 PFHxS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94035 Hiap Reservoir GW SP216130351 Entry Point #2 EP 8/1/2023 2023033840 PFMBA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94035 Hiap Reservoir GW SP216130351 Entry Point #2 EP 8/1/2023 2023033840 PFMPA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94035 Hiap Reservoir GW SP216130351 Entry Point #2 EP 8/1/2023 2023033840 PFNA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94035 Hiap Reservoir GW SP216130351 Entry Point #2 EP 8/1/2023 2023033840 PFOA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94035 Hiap Reservoir GW SP216130351 Entry Point #2 EP 8/1/2023 2023033840 PFOS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94035 Hiap Reservoir GW SP216130351 Entry Point #2 EP 8/1/2023 2023033840 PFPeA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94035 Hiap Reservoir GW SP216130351 Entry Point #2 EP 8/1/2023 2023033840 PFPeS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94035 Hiap Reservoir GW SP216130351 Entry Point #2 EP 8/1/2023 2023033840 PFUnA 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94035 Hiap Reservoir GW SP216130351 Entry Point #2 EP 8/1/2023 2023033828 NEtFOSAA 0.005 µg/L EPA 537.1 < SE2 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94035 Hiap Reservoir GW SP216130351 Entry Point #2 EP 8/1/2023 2023033828 NMeFOSAA 0.006 µg/L EPA 537.1 < SE2 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94035 Hiap Reservoir GW SP216130351 Entry Point #2 EP 8/1/2023 2023033828 PFTA 0.008 µg/L EPA 537.1 < SE2 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94035 Hiap Reservoir GW SP216130351 Entry Point #2 EP 8/1/2023 2023033828 PFTrDA 0.007 µg/L EPA 537.1 < SE2 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94046 Hydro GW SP216130461 Entry Point #5 EP 2/6/2023 810-52783-1 lithium 9 µg/L EPA 200.7 = 31.4 SE1 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94046 Hydro GW SP216130461 Entry Point #5 EP 2/6/2023 810-52783-1 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94046 Hydro GW SP216130461 Entry Point #5 EP 2/6/2023 810-52783-1 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94046 Hydro GW SP216130461 Entry Point #5 EP 2/6/2023 810-52783-1 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94046 Hydro GW SP216130461 Entry Point #5 EP 2/6/2023 810-52783-1 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94046 Hydro GW SP216130461 Entry Point #5 EP 2/6/2023 810-52783-1 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94046 Hydro GW SP216130461 Entry Point #5 EP 2/6/2023 810-52783-1 ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94046 Hydro GW SP216130461 Entry Point #5 EP 2/6/2023 810-52783-1 HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94046 Hydro GW SP216130461 Entry Point #5 EP 2/6/2023 810-52783-1 NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94046 Hydro GW SP216130461 Entry Point #5 EP 2/6/2023 810-52783-1 PFBA 0.005 µg/L EPA 533 = 0.0064 SE1 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94046 Hydro GW SP216130461 Entry Point #5 EP 2/6/2023 810-52783-1 PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94046 Hydro GW SP216130461 Entry Point #5 EP 2/6/2023 810-52783-1 PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94046 Hydro GW SP216130461 Entry Point #5 EP 2/6/2023 810-52783-1 PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94046 Hydro GW SP216130461 Entry Point #5 EP 2/6/2023 810-52783-1 PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94046 Hydro GW SP216130461 Entry Point #5 EP 2/6/2023 810-52783-1 PFHpA 0.003 µg/L EPA 533 = 0.0051 SE1 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94046 Hydro GW SP216130461 Entry Point #5 EP 2/6/2023 810-52783-1 PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94046 Hydro GW SP216130461 Entry Point #5 EP 2/6/2023 810-52783-1 PFHxA 0.003 µg/L EPA 533 = 0.0095 SE1 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94046 Hydro GW SP216130461 Entry Point #5 EP 2/6/2023 810-52783-1 PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94046 Hydro GW SP216130461 Entry Point #5 EP 2/6/2023 810-52783-1 PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94046 Hydro GW SP216130461 Entry Point #5 EP 2/6/2023 810-52783-1 PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94046 Hydro GW SP216130461 Entry Point #5 EP 2/6/2023 810-52783-1 PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94046 Hydro GW SP216130461 Entry Point #5 EP 2/6/2023 810-52783-1 PFOA 0.004 µg/L EPA 533 = 0.0053 SE1 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94046 Hydro GW SP216130461 Entry Point #5 EP 2/6/2023 810-52783-1 PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94046 Hydro GW SP216130461 Entry Point #5 EP 2/6/2023 810-52783-1 PFPeA 0.003 µg/L EPA 533 = 0.0162 SE1 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94046 Hydro GW SP216130461 Entry Point #5 EP 2/6/2023 810-52783-1 PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94046 Hydro GW SP216130461 Entry Point #5 EP 2/6/2023 810-52783-1 PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94046 Hydro GW SP216130461 Entry Point #5 EP 2/6/2023 810-52783-1 NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94046 Hydro GW SP216130461 Entry Point #5 EP 2/6/2023 810-52783-1 NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94046 Hydro GW SP216130461 Entry Point #5 EP 2/6/2023 810-52783-1 PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94046 Hydro GW SP216130461 Entry Point #5 EP 2/6/2023 810-52783-1 PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94046 Hydro GW SP216130461 Entry Point #5 EP 8/1/2023 2023033820 lithium 9 µg/L EPA 200.7 = 26.3 SE2 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94046 Hydro GW SP216130461 Entry Point #5 EP 8/1/2023 2023033845 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94046 Hydro GW SP216130461 Entry Point #5 EP 8/1/2023 2023033845 4:2 FTS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94046 Hydro GW SP216130461 Entry Point #5 EP 8/1/2023 2023033845 6:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94046 Hydro GW SP216130461 Entry Point #5 EP 8/1/2023 2023033845 8:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94046 Hydro GW SP216130461 Entry Point #5 EP 8/1/2023 2023033845 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94046 Hydro GW SP216130461 Entry Point #5 EP 8/1/2023 2023033845 ADONA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94046 Hydro GW SP216130461 Entry Point #5 EP 8/1/2023 2023033845 HFPO-DA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94046 Hydro GW SP216130461 Entry Point #5 EP 8/1/2023 2023033845 NFDHA 0.02 µg/L EPA 533 < SE2 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94046 Hydro GW SP216130461 Entry Point #5 EP 8/1/2023 2023033845 PFBA 0.005 µg/L EPA 533 = 0.0051 SE2 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94046 Hydro GW SP216130461 Entry Point #5 EP 8/1/2023 2023033845 PFBS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94046 Hydro GW SP216130461 Entry Point #5 EP 8/1/2023 2023033845 PFDA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94046 Hydro GW SP216130461 Entry Point #5 EP 8/1/2023 2023033845 PFDoA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94046 Hydro GW SP216130461 Entry Point #5 EP 8/1/2023 2023033845 PFEESA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94046 Hydro GW SP216130461 Entry Point #5 EP 8/1/2023 2023033845 PFHpA 0.003 µg/L EPA 533 = 0.0045 SE2 AM 6 NM
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NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94046 Hydro GW SP216130461 Entry Point #5 EP 8/1/2023 2023033845 PFHpS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94046 Hydro GW SP216130461 Entry Point #5 EP 8/1/2023 2023033845 PFHxA 0.003 µg/L EPA 533 = 0.0072 SE2 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94046 Hydro GW SP216130461 Entry Point #5 EP 8/1/2023 2023033845 PFHxS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94046 Hydro GW SP216130461 Entry Point #5 EP 8/1/2023 2023033845 PFMBA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94046 Hydro GW SP216130461 Entry Point #5 EP 8/1/2023 2023033845 PFMPA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94046 Hydro GW SP216130461 Entry Point #5 EP 8/1/2023 2023033845 PFNA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94046 Hydro GW SP216130461 Entry Point #5 EP 8/1/2023 2023033845 PFOA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94046 Hydro GW SP216130461 Entry Point #5 EP 8/1/2023 2023033845 PFOS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94046 Hydro GW SP216130461 Entry Point #5 EP 8/1/2023 2023033845 PFPeA 0.003 µg/L EPA 533 = 0.0131 SE2 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94046 Hydro GW SP216130461 Entry Point #5 EP 8/1/2023 2023033845 PFPeS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94046 Hydro GW SP216130461 Entry Point #5 EP 8/1/2023 2023033845 PFUnA 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94046 Hydro GW SP216130461 Entry Point #5 EP 8/1/2023 2023033829 NEtFOSAA 0.005 µg/L EPA 537.1 < SE2 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94046 Hydro GW SP216130461 Entry Point #5 EP 8/1/2023 2023033829 NMeFOSAA 0.006 µg/L EPA 537.1 < SE2 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94046 Hydro GW SP216130461 Entry Point #5 EP 8/1/2023 2023033829 PFTA 0.008 µg/L EPA 537.1 < SE2 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94046 Hydro GW SP216130461 Entry Point #5 EP 8/1/2023 2023033829 PFTrDA 0.007 µg/L EPA 537.1 < SE2 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94041 Jefferson Street GW SP216130411 Entry Point #3 EP 2/6/2023 810-52781-1 lithium 9 µg/L EPA 200.7 = 42.4 SE1 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94041 Jefferson Street GW SP216130411 Entry Point #3 EP 2/6/2023 810-52781-1 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94041 Jefferson Street GW SP216130411 Entry Point #3 EP 2/6/2023 810-52781-1 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94041 Jefferson Street GW SP216130411 Entry Point #3 EP 2/6/2023 810-52781-1 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94041 Jefferson Street GW SP216130411 Entry Point #3 EP 2/6/2023 810-52781-1 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94041 Jefferson Street GW SP216130411 Entry Point #3 EP 2/6/2023 810-52781-1 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94041 Jefferson Street GW SP216130411 Entry Point #3 EP 2/6/2023 810-52781-1 ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94041 Jefferson Street GW SP216130411 Entry Point #3 EP 2/6/2023 810-52781-1 HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94041 Jefferson Street GW SP216130411 Entry Point #3 EP 2/6/2023 810-52781-1 NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94041 Jefferson Street GW SP216130411 Entry Point #3 EP 2/6/2023 810-52781-1 PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94041 Jefferson Street GW SP216130411 Entry Point #3 EP 2/6/2023 810-52781-1 PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94041 Jefferson Street GW SP216130411 Entry Point #3 EP 2/6/2023 810-52781-1 PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94041 Jefferson Street GW SP216130411 Entry Point #3 EP 2/6/2023 810-52781-1 PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94041 Jefferson Street GW SP216130411 Entry Point #3 EP 2/6/2023 810-52781-1 PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94041 Jefferson Street GW SP216130411 Entry Point #3 EP 2/6/2023 810-52781-1 PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94041 Jefferson Street GW SP216130411 Entry Point #3 EP 2/6/2023 810-52781-1 PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94041 Jefferson Street GW SP216130411 Entry Point #3 EP 2/6/2023 810-52781-1 PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94041 Jefferson Street GW SP216130411 Entry Point #3 EP 2/6/2023 810-52781-1 PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94041 Jefferson Street GW SP216130411 Entry Point #3 EP 2/6/2023 810-52781-1 PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94041 Jefferson Street GW SP216130411 Entry Point #3 EP 2/6/2023 810-52781-1 PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94041 Jefferson Street GW SP216130411 Entry Point #3 EP 2/6/2023 810-52781-1 PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94041 Jefferson Street GW SP216130411 Entry Point #3 EP 2/6/2023 810-52781-1 PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94041 Jefferson Street GW SP216130411 Entry Point #3 EP 2/6/2023 810-52781-1 PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94041 Jefferson Street GW SP216130411 Entry Point #3 EP 2/6/2023 810-52781-1 PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94041 Jefferson Street GW SP216130411 Entry Point #3 EP 2/6/2023 810-52781-1 PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94041 Jefferson Street GW SP216130411 Entry Point #3 EP 2/6/2023 810-52781-1 PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94041 Jefferson Street GW SP216130411 Entry Point #3 EP 2/6/2023 810-52781-1 NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94041 Jefferson Street GW SP216130411 Entry Point #3 EP 2/6/2023 810-52781-1 NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94041 Jefferson Street GW SP216130411 Entry Point #3 EP 2/6/2023 810-52781-1 PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94041 Jefferson Street GW SP216130411 Entry Point #3 EP 2/6/2023 810-52781-1 PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94041 Jefferson Street GW SP216130411 Entry Point #3 EP 8/1/2023 2023033816 lithium 9 µg/L EPA 200.7 = 35 SE2 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94041 Jefferson Street GW SP216130411 Entry Point #3 EP 8/1/2023 2023033836 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94041 Jefferson Street GW SP216130411 Entry Point #3 EP 8/1/2023 2023033836 4:2 FTS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94041 Jefferson Street GW SP216130411 Entry Point #3 EP 8/1/2023 2023033836 6:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94041 Jefferson Street GW SP216130411 Entry Point #3 EP 8/1/2023 2023033836 8:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94041 Jefferson Street GW SP216130411 Entry Point #3 EP 8/1/2023 2023033836 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94041 Jefferson Street GW SP216130411 Entry Point #3 EP 8/1/2023 2023033836 ADONA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94041 Jefferson Street GW SP216130411 Entry Point #3 EP 8/1/2023 2023033836 HFPO-DA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94041 Jefferson Street GW SP216130411 Entry Point #3 EP 8/1/2023 2023033836 NFDHA 0.02 µg/L EPA 533 < SE2 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94041 Jefferson Street GW SP216130411 Entry Point #3 EP 8/1/2023 2023033836 PFBA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94041 Jefferson Street GW SP216130411 Entry Point #3 EP 8/1/2023 2023033836 PFBS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94041 Jefferson Street GW SP216130411 Entry Point #3 EP 8/1/2023 2023033836 PFDA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94041 Jefferson Street GW SP216130411 Entry Point #3 EP 8/1/2023 2023033836 PFDoA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94041 Jefferson Street GW SP216130411 Entry Point #3 EP 8/1/2023 2023033836 PFEESA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94041 Jefferson Street GW SP216130411 Entry Point #3 EP 8/1/2023 2023033836 PFHpA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94041 Jefferson Street GW SP216130411 Entry Point #3 EP 8/1/2023 2023033836 PFHpS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94041 Jefferson Street GW SP216130411 Entry Point #3 EP 8/1/2023 2023033836 PFHxA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94041 Jefferson Street GW SP216130411 Entry Point #3 EP 8/1/2023 2023033836 PFHxS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94041 Jefferson Street GW SP216130411 Entry Point #3 EP 8/1/2023 2023033836 PFMBA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94041 Jefferson Street GW SP216130411 Entry Point #3 EP 8/1/2023 2023033836 PFMPA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94041 Jefferson Street GW SP216130411 Entry Point #3 EP 8/1/2023 2023033836 PFNA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94041 Jefferson Street GW SP216130411 Entry Point #3 EP 8/1/2023 2023033836 PFOA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94041 Jefferson Street GW SP216130411 Entry Point #3 EP 8/1/2023 2023033836 PFOS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94041 Jefferson Street GW SP216130411 Entry Point #3 EP 8/1/2023 2023033836 PFPeA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94041 Jefferson Street GW SP216130411 Entry Point #3 EP 8/1/2023 2023033836 PFPeS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94041 Jefferson Street GW SP216130411 Entry Point #3 EP 8/1/2023 2023033836 PFUnA 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94041 Jefferson Street GW SP216130411 Entry Point #3 EP 8/1/2023 2023033822 NEtFOSAA 0.005 µg/L EPA 537.1 < SE2 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94041 Jefferson Street GW SP216130411 Entry Point #3 EP 8/1/2023 2023033822 NMeFOSAA 0.006 µg/L EPA 537.1 < SE2 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94041 Jefferson Street GW SP216130411 Entry Point #3 EP 8/1/2023 2023033822 PFTA 0.008 µg/L EPA 537.1 < SE2 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94041 Jefferson Street GW SP216130411 Entry Point #3 EP 8/1/2023 2023033822 PFTrDA 0.007 µg/L EPA 537.1 < SE2 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94037 Snyder Street GW SP216130371 Entry Point #4 EP 2/6/2023 810-52782-1 lithium 9 µg/L EPA 200.7 = 53.1 SE1 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94037 Snyder Street GW SP216130371 Entry Point #4 EP 2/6/2023 810-52782-1 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94037 Snyder Street GW SP216130371 Entry Point #4 EP 2/6/2023 810-52782-1 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94037 Snyder Street GW SP216130371 Entry Point #4 EP 2/6/2023 810-52782-1 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94037 Snyder Street GW SP216130371 Entry Point #4 EP 2/6/2023 810-52782-1 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94037 Snyder Street GW SP216130371 Entry Point #4 EP 2/6/2023 810-52782-1 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94037 Snyder Street GW SP216130371 Entry Point #4 EP 2/6/2023 810-52782-1 ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94037 Snyder Street GW SP216130371 Entry Point #4 EP 2/6/2023 810-52782-1 HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94037 Snyder Street GW SP216130371 Entry Point #4 EP 2/6/2023 810-52782-1 NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94037 Snyder Street GW SP216130371 Entry Point #4 EP 2/6/2023 810-52782-1 PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94037 Snyder Street GW SP216130371 Entry Point #4 EP 2/6/2023 810-52782-1 PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94037 Snyder Street GW SP216130371 Entry Point #4 EP 2/6/2023 810-52782-1 PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94037 Snyder Street GW SP216130371 Entry Point #4 EP 2/6/2023 810-52782-1 PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94037 Snyder Street GW SP216130371 Entry Point #4 EP 2/6/2023 810-52782-1 PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94037 Snyder Street GW SP216130371 Entry Point #4 EP 2/6/2023 810-52782-1 PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94037 Snyder Street GW SP216130371 Entry Point #4 EP 2/6/2023 810-52782-1 PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94037 Snyder Street GW SP216130371 Entry Point #4 EP 2/6/2023 810-52782-1 PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94037 Snyder Street GW SP216130371 Entry Point #4 EP 2/6/2023 810-52782-1 PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94037 Snyder Street GW SP216130371 Entry Point #4 EP 2/6/2023 810-52782-1 PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94037 Snyder Street GW SP216130371 Entry Point #4 EP 2/6/2023 810-52782-1 PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94037 Snyder Street GW SP216130371 Entry Point #4 EP 2/6/2023 810-52782-1 PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94037 Snyder Street GW SP216130371 Entry Point #4 EP 2/6/2023 810-52782-1 PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94037 Snyder Street GW SP216130371 Entry Point #4 EP 2/6/2023 810-52782-1 PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94037 Snyder Street GW SP216130371 Entry Point #4 EP 2/6/2023 810-52782-1 PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94037 Snyder Street GW SP216130371 Entry Point #4 EP 2/6/2023 810-52782-1 PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94037 Snyder Street GW SP216130371 Entry Point #4 EP 2/6/2023 810-52782-1 PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94037 Snyder Street GW SP216130371 Entry Point #4 EP 2/6/2023 810-52782-1 NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94037 Snyder Street GW SP216130371 Entry Point #4 EP 2/6/2023 810-52782-1 NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94037 Snyder Street GW SP216130371 Entry Point #4 EP 2/6/2023 810-52782-1 PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94037 Snyder Street GW SP216130371 Entry Point #4 EP 2/6/2023 810-52782-1 PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94037 Snyder Street GW SP216130371 Entry Point #4 EP 8/1/2023 2023033817 lithium 9 µg/L EPA 200.7 = 46.2 SE2 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94037 Snyder Street GW SP216130371 Entry Point #4 EP 8/1/2023 2023033825 NEtFOSAA 0.005 µg/L EPA 537.1 < SE2 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94037 Snyder Street GW SP216130371 Entry Point #4 EP 8/1/2023 2023033825 NMeFOSAA 0.006 µg/L EPA 537.1 < SE2 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94037 Snyder Street GW SP216130371 Entry Point #4 EP 8/1/2023 2023033825 PFTA 0.008 µg/L EPA 537.1 < SE2 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94037 Snyder Street GW SP216130371 Entry Point #4 EP 8/1/2023 2023033825 PFTrDA 0.007 µg/L EPA 537.1 < SE2 AM 6 NM
NM3521613 HOBBS MUNICIPAL WATER SUPPLY L 94037 Snyder Street GW SP216130371 Entry Point #4 EP 9/3/2024 2024029606 lithium 9 µg/L EPA 200.7 = 47.6 SE2 AM 6 NM



PWSID PWSName Size FacilityID FacilityName FacilityWaterType SamplePointID SamplePointName SamplePointType AssociatedFacilityID AssociatedSamplePointID CollectionDate SampleID Contaminant MRL Units MethodID AnalyticalResultsSign AnalyticalResultValue SampleEventCode MonitoringRequirement Region State
NM3562719 HOLLOMAN AIR FORCE BASE L 00001 HollomanWTP GW EP001 POE EP 6/27/2023 23062681-01 lithium 9 µg/L EPA 200.7 = 15.2 SE1 AM 6 NM
NM3562719 HOLLOMAN AIR FORCE BASE L 00001 HollomanWTP GW EP001 POE EP 6/27/2023 23062681-01 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3562719 HOLLOMAN AIR FORCE BASE L 00001 HollomanWTP GW EP001 POE EP 6/27/2023 23062681-01 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3562719 HOLLOMAN AIR FORCE BASE L 00001 HollomanWTP GW EP001 POE EP 6/27/2023 23062681-01 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3562719 HOLLOMAN AIR FORCE BASE L 00001 HollomanWTP GW EP001 POE EP 6/27/2023 23062681-01 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3562719 HOLLOMAN AIR FORCE BASE L 00001 HollomanWTP GW EP001 POE EP 6/27/2023 23062681-01 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3562719 HOLLOMAN AIR FORCE BASE L 00001 HollomanWTP GW EP001 POE EP 6/27/2023 23062681-01 ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3562719 HOLLOMAN AIR FORCE BASE L 00001 HollomanWTP GW EP001 POE EP 6/27/2023 23062681-01 HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3562719 HOLLOMAN AIR FORCE BASE L 00001 HollomanWTP GW EP001 POE EP 6/27/2023 23062681-01 NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3562719 HOLLOMAN AIR FORCE BASE L 00001 HollomanWTP GW EP001 POE EP 6/27/2023 23062681-01 PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3562719 HOLLOMAN AIR FORCE BASE L 00001 HollomanWTP GW EP001 POE EP 6/27/2023 23062681-01 PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3562719 HOLLOMAN AIR FORCE BASE L 00001 HollomanWTP GW EP001 POE EP 6/27/2023 23062681-01 PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3562719 HOLLOMAN AIR FORCE BASE L 00001 HollomanWTP GW EP001 POE EP 6/27/2023 23062681-01 PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3562719 HOLLOMAN AIR FORCE BASE L 00001 HollomanWTP GW EP001 POE EP 6/27/2023 23062681-01 PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3562719 HOLLOMAN AIR FORCE BASE L 00001 HollomanWTP GW EP001 POE EP 6/27/2023 23062681-01 PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3562719 HOLLOMAN AIR FORCE BASE L 00001 HollomanWTP GW EP001 POE EP 6/27/2023 23062681-01 PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3562719 HOLLOMAN AIR FORCE BASE L 00001 HollomanWTP GW EP001 POE EP 6/27/2023 23062681-01 PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3562719 HOLLOMAN AIR FORCE BASE L 00001 HollomanWTP GW EP001 POE EP 6/27/2023 23062681-01 PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3562719 HOLLOMAN AIR FORCE BASE L 00001 HollomanWTP GW EP001 POE EP 6/27/2023 23062681-01 PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3562719 HOLLOMAN AIR FORCE BASE L 00001 HollomanWTP GW EP001 POE EP 6/27/2023 23062681-01 PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3562719 HOLLOMAN AIR FORCE BASE L 00001 HollomanWTP GW EP001 POE EP 6/27/2023 23062681-01 PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3562719 HOLLOMAN AIR FORCE BASE L 00001 HollomanWTP GW EP001 POE EP 6/27/2023 23062681-01 PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3562719 HOLLOMAN AIR FORCE BASE L 00001 HollomanWTP GW EP001 POE EP 6/27/2023 23062681-01 PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3562719 HOLLOMAN AIR FORCE BASE L 00001 HollomanWTP GW EP001 POE EP 6/27/2023 23062681-01 PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3562719 HOLLOMAN AIR FORCE BASE L 00001 HollomanWTP GW EP001 POE EP 6/27/2023 23062681-01 PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3562719 HOLLOMAN AIR FORCE BASE L 00001 HollomanWTP GW EP001 POE EP 6/27/2023 23062681-01 PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3562719 HOLLOMAN AIR FORCE BASE L 00001 HollomanWTP GW EP001 POE EP 6/27/2023 23062681-01 NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3562719 HOLLOMAN AIR FORCE BASE L 00001 HollomanWTP GW EP001 POE EP 6/27/2023 23062681-01 NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3562719 HOLLOMAN AIR FORCE BASE L 00001 HollomanWTP GW EP001 POE EP 6/27/2023 23062681-01 PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3562719 HOLLOMAN AIR FORCE BASE L 00001 HollomanWTP GW EP001 POE EP 6/27/2023 23062681-01 PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3562719 HOLLOMAN AIR FORCE BASE L 00001 HollomanWTP GW EP001 POE EP 11/14/2023 23111404-01 lithium 9 µg/L EPA 200.7 = 16.6 SE2 AM 6 NM
NM3562719 HOLLOMAN AIR FORCE BASE L 00001 HollomanWTP GW EP001 POE EP 11/14/2023 23111404-01 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3562719 HOLLOMAN AIR FORCE BASE L 00001 HollomanWTP GW EP001 POE EP 11/14/2023 23111404-01 4:2 FTS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3562719 HOLLOMAN AIR FORCE BASE L 00001 HollomanWTP GW EP001 POE EP 11/14/2023 23111404-01 6:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3562719 HOLLOMAN AIR FORCE BASE L 00001 HollomanWTP GW EP001 POE EP 11/14/2023 23111404-01 8:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3562719 HOLLOMAN AIR FORCE BASE L 00001 HollomanWTP GW EP001 POE EP 11/14/2023 23111404-01 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3562719 HOLLOMAN AIR FORCE BASE L 00001 HollomanWTP GW EP001 POE EP 11/14/2023 23111404-01 ADONA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3562719 HOLLOMAN AIR FORCE BASE L 00001 HollomanWTP GW EP001 POE EP 11/14/2023 23111404-01 HFPO-DA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3562719 HOLLOMAN AIR FORCE BASE L 00001 HollomanWTP GW EP001 POE EP 11/14/2023 23111404-01 NFDHA 0.02 µg/L EPA 533 < SE2 AM 6 NM
NM3562719 HOLLOMAN AIR FORCE BASE L 00001 HollomanWTP GW EP001 POE EP 11/14/2023 23111404-01 PFBA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3562719 HOLLOMAN AIR FORCE BASE L 00001 HollomanWTP GW EP001 POE EP 11/14/2023 23111404-01 PFBS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3562719 HOLLOMAN AIR FORCE BASE L 00001 HollomanWTP GW EP001 POE EP 11/14/2023 23111404-01 PFDA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3562719 HOLLOMAN AIR FORCE BASE L 00001 HollomanWTP GW EP001 POE EP 11/14/2023 23111404-01 PFDoA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3562719 HOLLOMAN AIR FORCE BASE L 00001 HollomanWTP GW EP001 POE EP 11/14/2023 23111404-01 PFEESA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3562719 HOLLOMAN AIR FORCE BASE L 00001 HollomanWTP GW EP001 POE EP 11/14/2023 23111404-01 PFHpA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3562719 HOLLOMAN AIR FORCE BASE L 00001 HollomanWTP GW EP001 POE EP 11/14/2023 23111404-01 PFHpS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3562719 HOLLOMAN AIR FORCE BASE L 00001 HollomanWTP GW EP001 POE EP 11/14/2023 23111404-01 PFHxA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3562719 HOLLOMAN AIR FORCE BASE L 00001 HollomanWTP GW EP001 POE EP 11/14/2023 23111404-01 PFHxS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3562719 HOLLOMAN AIR FORCE BASE L 00001 HollomanWTP GW EP001 POE EP 11/14/2023 23111404-01 PFMBA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3562719 HOLLOMAN AIR FORCE BASE L 00001 HollomanWTP GW EP001 POE EP 11/14/2023 23111404-01 PFMPA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3562719 HOLLOMAN AIR FORCE BASE L 00001 HollomanWTP GW EP001 POE EP 11/14/2023 23111404-01 PFNA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3562719 HOLLOMAN AIR FORCE BASE L 00001 HollomanWTP GW EP001 POE EP 11/14/2023 23111404-01 PFOA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3562719 HOLLOMAN AIR FORCE BASE L 00001 HollomanWTP GW EP001 POE EP 11/14/2023 23111404-01 PFOS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3562719 HOLLOMAN AIR FORCE BASE L 00001 HollomanWTP GW EP001 POE EP 11/14/2023 23111404-01 PFPeA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3562719 HOLLOMAN AIR FORCE BASE L 00001 HollomanWTP GW EP001 POE EP 11/14/2023 23111404-01 PFPeS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3562719 HOLLOMAN AIR FORCE BASE L 00001 HollomanWTP GW EP001 POE EP 11/14/2023 23111404-01 PFUnA 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3562719 HOLLOMAN AIR FORCE BASE L 00001 HollomanWTP GW EP001 POE EP 11/14/2023 23111404-01 NEtFOSAA 0.005 µg/L EPA 537.1 < SE2 AM 6 NM
NM3562719 HOLLOMAN AIR FORCE BASE L 00001 HollomanWTP GW EP001 POE EP 11/14/2023 23111404-01 NMeFOSAA 0.006 µg/L EPA 537.1 < SE2 AM 6 NM
NM3562719 HOLLOMAN AIR FORCE BASE L 00001 HollomanWTP GW EP001 POE EP 11/14/2023 23111404-01 PFTA 0.008 µg/L EPA 537.1 < SE2 AM 6 NM
NM3562719 HOLLOMAN AIR FORCE BASE L 00001 HollomanWTP GW EP001 POE EP 11/14/2023 23111404-01 PFTrDA 0.007 µg/L EPA 537.1 < SE2 AM 6 NM
NM3567701 KIRTLAND AIR FORCE BASE L 67700 Entry Point 08 Blending Tank GW EP08 Distribution System Entry Point EP 4/5/2023 MDD0220-01 lithium 9 µg/L EPA 200.7 = 21.2 SE1 AM 6 NM
NM3567701 KIRTLAND AIR FORCE BASE L 67700 Entry Point 08 Blending Tank GW EP08 Distribution System Entry Point EP 4/5/2023 MDD0220-01 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3567701 KIRTLAND AIR FORCE BASE L 67700 Entry Point 08 Blending Tank GW EP08 Distribution System Entry Point EP 4/5/2023 MDD0220-01 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3567701 KIRTLAND AIR FORCE BASE L 67700 Entry Point 08 Blending Tank GW EP08 Distribution System Entry Point EP 4/5/2023 MDD0220-01 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3567701 KIRTLAND AIR FORCE BASE L 67700 Entry Point 08 Blending Tank GW EP08 Distribution System Entry Point EP 4/5/2023 MDD0220-01 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3567701 KIRTLAND AIR FORCE BASE L 67700 Entry Point 08 Blending Tank GW EP08 Distribution System Entry Point EP 4/5/2023 MDD0220-01 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3567701 KIRTLAND AIR FORCE BASE L 67700 Entry Point 08 Blending Tank GW EP08 Distribution System Entry Point EP 4/5/2023 MDD0220-01 ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3567701 KIRTLAND AIR FORCE BASE L 67700 Entry Point 08 Blending Tank GW EP08 Distribution System Entry Point EP 4/5/2023 MDD0220-01 HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3567701 KIRTLAND AIR FORCE BASE L 67700 Entry Point 08 Blending Tank GW EP08 Distribution System Entry Point EP 4/5/2023 MDD0220-01 NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3567701 KIRTLAND AIR FORCE BASE L 67700 Entry Point 08 Blending Tank GW EP08 Distribution System Entry Point EP 4/5/2023 MDD0220-01 PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3567701 KIRTLAND AIR FORCE BASE L 67700 Entry Point 08 Blending Tank GW EP08 Distribution System Entry Point EP 4/5/2023 MDD0220-01 PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3567701 KIRTLAND AIR FORCE BASE L 67700 Entry Point 08 Blending Tank GW EP08 Distribution System Entry Point EP 4/5/2023 MDD0220-01 PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3567701 KIRTLAND AIR FORCE BASE L 67700 Entry Point 08 Blending Tank GW EP08 Distribution System Entry Point EP 4/5/2023 MDD0220-01 PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3567701 KIRTLAND AIR FORCE BASE L 67700 Entry Point 08 Blending Tank GW EP08 Distribution System Entry Point EP 4/5/2023 MDD0220-01 PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3567701 KIRTLAND AIR FORCE BASE L 67700 Entry Point 08 Blending Tank GW EP08 Distribution System Entry Point EP 4/5/2023 MDD0220-01 PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3567701 KIRTLAND AIR FORCE BASE L 67700 Entry Point 08 Blending Tank GW EP08 Distribution System Entry Point EP 4/5/2023 MDD0220-01 PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3567701 KIRTLAND AIR FORCE BASE L 67700 Entry Point 08 Blending Tank GW EP08 Distribution System Entry Point EP 4/5/2023 MDD0220-01 PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3567701 KIRTLAND AIR FORCE BASE L 67700 Entry Point 08 Blending Tank GW EP08 Distribution System Entry Point EP 4/5/2023 MDD0220-01 PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3567701 KIRTLAND AIR FORCE BASE L 67700 Entry Point 08 Blending Tank GW EP08 Distribution System Entry Point EP 4/5/2023 MDD0220-01 PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3567701 KIRTLAND AIR FORCE BASE L 67700 Entry Point 08 Blending Tank GW EP08 Distribution System Entry Point EP 4/5/2023 MDD0220-01 PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3567701 KIRTLAND AIR FORCE BASE L 67700 Entry Point 08 Blending Tank GW EP08 Distribution System Entry Point EP 4/5/2023 MDD0220-01 PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3567701 KIRTLAND AIR FORCE BASE L 67700 Entry Point 08 Blending Tank GW EP08 Distribution System Entry Point EP 4/5/2023 MDD0220-01 PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3567701 KIRTLAND AIR FORCE BASE L 67700 Entry Point 08 Blending Tank GW EP08 Distribution System Entry Point EP 4/5/2023 MDD0220-01 PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3567701 KIRTLAND AIR FORCE BASE L 67700 Entry Point 08 Blending Tank GW EP08 Distribution System Entry Point EP 4/5/2023 MDD0220-01 PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3567701 KIRTLAND AIR FORCE BASE L 67700 Entry Point 08 Blending Tank GW EP08 Distribution System Entry Point EP 4/5/2023 MDD0220-01 PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3567701 KIRTLAND AIR FORCE BASE L 67700 Entry Point 08 Blending Tank GW EP08 Distribution System Entry Point EP 4/5/2023 MDD0220-01 PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3567701 KIRTLAND AIR FORCE BASE L 67700 Entry Point 08 Blending Tank GW EP08 Distribution System Entry Point EP 4/5/2023 MDD0220-01 NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3567701 KIRTLAND AIR FORCE BASE L 67700 Entry Point 08 Blending Tank GW EP08 Distribution System Entry Point EP 4/5/2023 MDD0220-01 NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3567701 KIRTLAND AIR FORCE BASE L 67700 Entry Point 08 Blending Tank GW EP08 Distribution System Entry Point EP 4/5/2023 MDD0220-01 PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3567701 KIRTLAND AIR FORCE BASE L 67700 Entry Point 08 Blending Tank GW EP08 Distribution System Entry Point EP 4/5/2023 MDD0220-01 PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3567701 KIRTLAND AIR FORCE BASE L 67700 Entry Point 08 Blending Tank GW EP08 Distribution System Entry Point EP 10/11/2023 MDJ0599-01 lithium 9 µg/L EPA 200.7 = 18.3 SE2 AM 6 NM
NM3567701 KIRTLAND AIR FORCE BASE L 67700 Entry Point 08 Blending Tank GW EP08 Distribution System Entry Point EP 10/11/2023 MDJ0599-01 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3567701 KIRTLAND AIR FORCE BASE L 67700 Entry Point 08 Blending Tank GW EP08 Distribution System Entry Point EP 10/11/2023 MDJ0599-01 4:2 FTS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3567701 KIRTLAND AIR FORCE BASE L 67700 Entry Point 08 Blending Tank GW EP08 Distribution System Entry Point EP 10/11/2023 MDJ0599-01 6:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3567701 KIRTLAND AIR FORCE BASE L 67700 Entry Point 08 Blending Tank GW EP08 Distribution System Entry Point EP 10/11/2023 MDJ0599-01 8:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3567701 KIRTLAND AIR FORCE BASE L 67700 Entry Point 08 Blending Tank GW EP08 Distribution System Entry Point EP 10/11/2023 MDJ0599-01 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3567701 KIRTLAND AIR FORCE BASE L 67700 Entry Point 08 Blending Tank GW EP08 Distribution System Entry Point EP 10/11/2023 MDJ0599-01 ADONA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3567701 KIRTLAND AIR FORCE BASE L 67700 Entry Point 08 Blending Tank GW EP08 Distribution System Entry Point EP 10/11/2023 MDJ0599-01 HFPO-DA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3567701 KIRTLAND AIR FORCE BASE L 67700 Entry Point 08 Blending Tank GW EP08 Distribution System Entry Point EP 10/11/2023 MDJ0599-01 NFDHA 0.02 µg/L EPA 533 < SE2 AM 6 NM
NM3567701 KIRTLAND AIR FORCE BASE L 67700 Entry Point 08 Blending Tank GW EP08 Distribution System Entry Point EP 10/11/2023 MDJ0599-01 PFBA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3567701 KIRTLAND AIR FORCE BASE L 67700 Entry Point 08 Blending Tank GW EP08 Distribution System Entry Point EP 10/11/2023 MDJ0599-01 PFBS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3567701 KIRTLAND AIR FORCE BASE L 67700 Entry Point 08 Blending Tank GW EP08 Distribution System Entry Point EP 10/11/2023 MDJ0599-01 PFDA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3567701 KIRTLAND AIR FORCE BASE L 67700 Entry Point 08 Blending Tank GW EP08 Distribution System Entry Point EP 10/11/2023 MDJ0599-01 PFDoA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3567701 KIRTLAND AIR FORCE BASE L 67700 Entry Point 08 Blending Tank GW EP08 Distribution System Entry Point EP 10/11/2023 MDJ0599-01 PFEESA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3567701 KIRTLAND AIR FORCE BASE L 67700 Entry Point 08 Blending Tank GW EP08 Distribution System Entry Point EP 10/11/2023 MDJ0599-01 PFHpA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3567701 KIRTLAND AIR FORCE BASE L 67700 Entry Point 08 Blending Tank GW EP08 Distribution System Entry Point EP 10/11/2023 MDJ0599-01 PFHpS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3567701 KIRTLAND AIR FORCE BASE L 67700 Entry Point 08 Blending Tank GW EP08 Distribution System Entry Point EP 10/11/2023 MDJ0599-01 PFHxA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3567701 KIRTLAND AIR FORCE BASE L 67700 Entry Point 08 Blending Tank GW EP08 Distribution System Entry Point EP 10/11/2023 MDJ0599-01 PFHxS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3567701 KIRTLAND AIR FORCE BASE L 67700 Entry Point 08 Blending Tank GW EP08 Distribution System Entry Point EP 10/11/2023 MDJ0599-01 PFMBA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3567701 KIRTLAND AIR FORCE BASE L 67700 Entry Point 08 Blending Tank GW EP08 Distribution System Entry Point EP 10/11/2023 MDJ0599-01 PFMPA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3567701 KIRTLAND AIR FORCE BASE L 67700 Entry Point 08 Blending Tank GW EP08 Distribution System Entry Point EP 10/11/2023 MDJ0599-01 PFNA 0.004 µg/L EPA 533 < SE2 AM 6 NM



PWSID PWSName Size FacilityID FacilityName FacilityWaterType SamplePointID SamplePointName SamplePointType AssociatedFacilityID AssociatedSamplePointID CollectionDate SampleID Contaminant MRL Units MethodID AnalyticalResultsSign AnalyticalResultValue SampleEventCode MonitoringRequirement Region State
NM3567701 KIRTLAND AIR FORCE BASE L 67700 Entry Point 08 Blending Tank GW EP08 Distribution System Entry Point EP 10/11/2023 MDJ0599-01 PFOA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3567701 KIRTLAND AIR FORCE BASE L 67700 Entry Point 08 Blending Tank GW EP08 Distribution System Entry Point EP 10/11/2023 MDJ0599-01 PFOS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3567701 KIRTLAND AIR FORCE BASE L 67700 Entry Point 08 Blending Tank GW EP08 Distribution System Entry Point EP 10/11/2023 MDJ0599-01 PFPeA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3567701 KIRTLAND AIR FORCE BASE L 67700 Entry Point 08 Blending Tank GW EP08 Distribution System Entry Point EP 10/11/2023 MDJ0599-01 PFPeS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3567701 KIRTLAND AIR FORCE BASE L 67700 Entry Point 08 Blending Tank GW EP08 Distribution System Entry Point EP 10/11/2023 MDJ0599-01 PFUnA 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3567701 KIRTLAND AIR FORCE BASE L 67700 Entry Point 08 Blending Tank GW EP08 Distribution System Entry Point EP 10/31/2023 MDK0030-01 NEtFOSAA 0.005 µg/L EPA 537.1 < SE2 AM 6 NM
NM3567701 KIRTLAND AIR FORCE BASE L 67700 Entry Point 08 Blending Tank GW EP08 Distribution System Entry Point EP 10/31/2023 MDK0030-01 NMeFOSAA 0.006 µg/L EPA 537.1 < SE2 AM 6 NM
NM3567701 KIRTLAND AIR FORCE BASE L 67700 Entry Point 08 Blending Tank GW EP08 Distribution System Entry Point EP 10/31/2023 MDK0030-01 PFTA 0.008 µg/L EPA 537.1 < SE2 AM 6 NM
NM3567701 KIRTLAND AIR FORCE BASE L 67700 Entry Point 08 Blending Tank GW EP08 Distribution System Entry Point EP 10/31/2023 MDK0030-01 PFTrDA 0.007 µg/L EPA 537.1 < SE2 AM 6 NM
NM3502121 LA MADERA MDWCA S 02121005 EP Wells 1 & 2 GW SP021210051 Sample Tap @ EP Wells 1 & 2 EP 4/17/2024 115641P lithium 9 µg/L EPA 200.7 = 74 SE1 AM 6 NM
NM3502121 LA MADERA MDWCA S 02121005 EP Wells 1 & 2 GW SP021210051 Sample Tap @ EP Wells 1 & 2 EP 4/17/2024 115641P 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3502121 LA MADERA MDWCA S 02121005 EP Wells 1 & 2 GW SP021210051 Sample Tap @ EP Wells 1 & 2 EP 4/17/2024 115641P 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3502121 LA MADERA MDWCA S 02121005 EP Wells 1 & 2 GW SP021210051 Sample Tap @ EP Wells 1 & 2 EP 4/17/2024 115641P 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3502121 LA MADERA MDWCA S 02121005 EP Wells 1 & 2 GW SP021210051 Sample Tap @ EP Wells 1 & 2 EP 4/17/2024 115641P 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3502121 LA MADERA MDWCA S 02121005 EP Wells 1 & 2 GW SP021210051 Sample Tap @ EP Wells 1 & 2 EP 4/17/2024 115641P 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3502121 LA MADERA MDWCA S 02121005 EP Wells 1 & 2 GW SP021210051 Sample Tap @ EP Wells 1 & 2 EP 4/17/2024 115641P ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3502121 LA MADERA MDWCA S 02121005 EP Wells 1 & 2 GW SP021210051 Sample Tap @ EP Wells 1 & 2 EP 4/17/2024 115641P HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3502121 LA MADERA MDWCA S 02121005 EP Wells 1 & 2 GW SP021210051 Sample Tap @ EP Wells 1 & 2 EP 4/17/2024 115641P NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3502121 LA MADERA MDWCA S 02121005 EP Wells 1 & 2 GW SP021210051 Sample Tap @ EP Wells 1 & 2 EP 4/17/2024 115641P PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3502121 LA MADERA MDWCA S 02121005 EP Wells 1 & 2 GW SP021210051 Sample Tap @ EP Wells 1 & 2 EP 4/17/2024 115641P PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3502121 LA MADERA MDWCA S 02121005 EP Wells 1 & 2 GW SP021210051 Sample Tap @ EP Wells 1 & 2 EP 4/17/2024 115641P PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3502121 LA MADERA MDWCA S 02121005 EP Wells 1 & 2 GW SP021210051 Sample Tap @ EP Wells 1 & 2 EP 4/17/2024 115641P PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3502121 LA MADERA MDWCA S 02121005 EP Wells 1 & 2 GW SP021210051 Sample Tap @ EP Wells 1 & 2 EP 4/17/2024 115641P PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3502121 LA MADERA MDWCA S 02121005 EP Wells 1 & 2 GW SP021210051 Sample Tap @ EP Wells 1 & 2 EP 4/17/2024 115641P PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3502121 LA MADERA MDWCA S 02121005 EP Wells 1 & 2 GW SP021210051 Sample Tap @ EP Wells 1 & 2 EP 4/17/2024 115641P PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3502121 LA MADERA MDWCA S 02121005 EP Wells 1 & 2 GW SP021210051 Sample Tap @ EP Wells 1 & 2 EP 4/17/2024 115641P PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3502121 LA MADERA MDWCA S 02121005 EP Wells 1 & 2 GW SP021210051 Sample Tap @ EP Wells 1 & 2 EP 4/17/2024 115641P PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3502121 LA MADERA MDWCA S 02121005 EP Wells 1 & 2 GW SP021210051 Sample Tap @ EP Wells 1 & 2 EP 4/17/2024 115641P PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3502121 LA MADERA MDWCA S 02121005 EP Wells 1 & 2 GW SP021210051 Sample Tap @ EP Wells 1 & 2 EP 4/17/2024 115641P PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3502121 LA MADERA MDWCA S 02121005 EP Wells 1 & 2 GW SP021210051 Sample Tap @ EP Wells 1 & 2 EP 4/17/2024 115641P PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3502121 LA MADERA MDWCA S 02121005 EP Wells 1 & 2 GW SP021210051 Sample Tap @ EP Wells 1 & 2 EP 4/17/2024 115641P PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3502121 LA MADERA MDWCA S 02121005 EP Wells 1 & 2 GW SP021210051 Sample Tap @ EP Wells 1 & 2 EP 4/17/2024 115641P PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3502121 LA MADERA MDWCA S 02121005 EP Wells 1 & 2 GW SP021210051 Sample Tap @ EP Wells 1 & 2 EP 4/17/2024 115641P PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3502121 LA MADERA MDWCA S 02121005 EP Wells 1 & 2 GW SP021210051 Sample Tap @ EP Wells 1 & 2 EP 4/17/2024 115641P PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3502121 LA MADERA MDWCA S 02121005 EP Wells 1 & 2 GW SP021210051 Sample Tap @ EP Wells 1 & 2 EP 4/17/2024 115641P PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3502121 LA MADERA MDWCA S 02121005 EP Wells 1 & 2 GW SP021210051 Sample Tap @ EP Wells 1 & 2 EP 4/17/2024 115641P NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3502121 LA MADERA MDWCA S 02121005 EP Wells 1 & 2 GW SP021210051 Sample Tap @ EP Wells 1 & 2 EP 4/17/2024 115641P NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3502121 LA MADERA MDWCA S 02121005 EP Wells 1 & 2 GW SP021210051 Sample Tap @ EP Wells 1 & 2 EP 4/17/2024 115641P PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3502121 LA MADERA MDWCA S 02121005 EP Wells 1 & 2 GW SP021210051 Sample Tap @ EP Wells 1 & 2 EP 4/17/2024 115641P PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91015 Well #31 GW SP117070151 Entry Point to Dist. System EP 2/23/2023 2023010833 lithium 9 µg/L EPA 200.7 = 142 SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91015 Well #31 GW SP117070151 Entry Point to Dist. System EP 2/23/2023 2023010847 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91015 Well #31 GW SP117070151 Entry Point to Dist. System EP 2/23/2023 2023010847 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91015 Well #31 GW SP117070151 Entry Point to Dist. System EP 2/23/2023 2023010847 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91015 Well #31 GW SP117070151 Entry Point to Dist. System EP 2/23/2023 2023010847 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91015 Well #31 GW SP117070151 Entry Point to Dist. System EP 2/23/2023 2023010847 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91015 Well #31 GW SP117070151 Entry Point to Dist. System EP 2/23/2023 2023010847 ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91015 Well #31 GW SP117070151 Entry Point to Dist. System EP 2/23/2023 2023010847 HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91015 Well #31 GW SP117070151 Entry Point to Dist. System EP 2/23/2023 2023010847 NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91015 Well #31 GW SP117070151 Entry Point to Dist. System EP 2/23/2023 2023010847 PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91015 Well #31 GW SP117070151 Entry Point to Dist. System EP 2/23/2023 2023010847 PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91015 Well #31 GW SP117070151 Entry Point to Dist. System EP 2/23/2023 2023010847 PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91015 Well #31 GW SP117070151 Entry Point to Dist. System EP 2/23/2023 2023010847 PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91015 Well #31 GW SP117070151 Entry Point to Dist. System EP 2/23/2023 2023010847 PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91015 Well #31 GW SP117070151 Entry Point to Dist. System EP 2/23/2023 2023010847 PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91015 Well #31 GW SP117070151 Entry Point to Dist. System EP 2/23/2023 2023010847 PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91015 Well #31 GW SP117070151 Entry Point to Dist. System EP 2/23/2023 2023010847 PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91015 Well #31 GW SP117070151 Entry Point to Dist. System EP 2/23/2023 2023010847 PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91015 Well #31 GW SP117070151 Entry Point to Dist. System EP 2/23/2023 2023010847 PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91015 Well #31 GW SP117070151 Entry Point to Dist. System EP 2/23/2023 2023010847 PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91015 Well #31 GW SP117070151 Entry Point to Dist. System EP 2/23/2023 2023010847 PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91015 Well #31 GW SP117070151 Entry Point to Dist. System EP 2/23/2023 2023010847 PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91015 Well #31 GW SP117070151 Entry Point to Dist. System EP 2/23/2023 2023010847 PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91015 Well #31 GW SP117070151 Entry Point to Dist. System EP 2/23/2023 2023010847 PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91015 Well #31 GW SP117070151 Entry Point to Dist. System EP 2/23/2023 2023010847 PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91015 Well #31 GW SP117070151 Entry Point to Dist. System EP 2/23/2023 2023010847 PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91015 Well #31 GW SP117070151 Entry Point to Dist. System EP 2/23/2023 2023010838 NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91015 Well #31 GW SP117070151 Entry Point to Dist. System EP 2/23/2023 2023010838 NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91015 Well #31 GW SP117070151 Entry Point to Dist. System EP 2/23/2023 2023010838 PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91015 Well #31 GW SP117070151 Entry Point to Dist. System EP 2/23/2023 2023010838 PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91015 Well #31 GW SP117070151 Entry Point to Dist. System EP 8/17/2023 2023035585 lithium 9 µg/L EPA 200.7 = 171 SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91015 Well #31 GW SP117070151 Entry Point to Dist. System EP 8/17/2023 2023035569 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91015 Well #31 GW SP117070151 Entry Point to Dist. System EP 8/17/2023 2023035569 4:2 FTS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91015 Well #31 GW SP117070151 Entry Point to Dist. System EP 8/17/2023 2023035569 6:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91015 Well #31 GW SP117070151 Entry Point to Dist. System EP 8/17/2023 2023035569 8:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91015 Well #31 GW SP117070151 Entry Point to Dist. System EP 8/17/2023 2023035569 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91015 Well #31 GW SP117070151 Entry Point to Dist. System EP 8/17/2023 2023035569 ADONA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91015 Well #31 GW SP117070151 Entry Point to Dist. System EP 8/17/2023 2023035569 HFPO-DA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91015 Well #31 GW SP117070151 Entry Point to Dist. System EP 8/17/2023 2023035569 NFDHA 0.02 µg/L EPA 533 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91015 Well #31 GW SP117070151 Entry Point to Dist. System EP 8/17/2023 2023035569 PFBA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91015 Well #31 GW SP117070151 Entry Point to Dist. System EP 8/17/2023 2023035569 PFBS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91015 Well #31 GW SP117070151 Entry Point to Dist. System EP 8/17/2023 2023035569 PFDA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91015 Well #31 GW SP117070151 Entry Point to Dist. System EP 8/17/2023 2023035569 PFDoA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91015 Well #31 GW SP117070151 Entry Point to Dist. System EP 8/17/2023 2023035569 PFEESA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91015 Well #31 GW SP117070151 Entry Point to Dist. System EP 8/17/2023 2023035569 PFHpA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91015 Well #31 GW SP117070151 Entry Point to Dist. System EP 8/17/2023 2023035569 PFHpS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91015 Well #31 GW SP117070151 Entry Point to Dist. System EP 8/17/2023 2023035569 PFHxA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91015 Well #31 GW SP117070151 Entry Point to Dist. System EP 8/17/2023 2023035569 PFHxS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91015 Well #31 GW SP117070151 Entry Point to Dist. System EP 8/17/2023 2023035569 PFMBA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91015 Well #31 GW SP117070151 Entry Point to Dist. System EP 8/17/2023 2023035569 PFMPA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91015 Well #31 GW SP117070151 Entry Point to Dist. System EP 8/17/2023 2023035569 PFNA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91015 Well #31 GW SP117070151 Entry Point to Dist. System EP 8/17/2023 2023035569 PFOA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91015 Well #31 GW SP117070151 Entry Point to Dist. System EP 8/17/2023 2023035569 PFOS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91015 Well #31 GW SP117070151 Entry Point to Dist. System EP 8/17/2023 2023035569 PFPeA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91015 Well #31 GW SP117070151 Entry Point to Dist. System EP 8/17/2023 2023035569 PFPeS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91015 Well #31 GW SP117070151 Entry Point to Dist. System EP 8/17/2023 2023035569 PFUnA 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91076 Well #42 GW SP117070761 Entry Point to Dist. System EP 2/23/2023 2023010832 lithium 9 µg/L EPA 200.7 = 20 SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91076 Well #42 GW SP117070761 Entry Point to Dist. System EP 2/23/2023 2023010848 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91076 Well #42 GW SP117070761 Entry Point to Dist. System EP 2/23/2023 2023010848 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91076 Well #42 GW SP117070761 Entry Point to Dist. System EP 2/23/2023 2023010848 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91076 Well #42 GW SP117070761 Entry Point to Dist. System EP 2/23/2023 2023010848 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91076 Well #42 GW SP117070761 Entry Point to Dist. System EP 2/23/2023 2023010848 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91076 Well #42 GW SP117070761 Entry Point to Dist. System EP 2/23/2023 2023010848 ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91076 Well #42 GW SP117070761 Entry Point to Dist. System EP 2/23/2023 2023010848 HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91076 Well #42 GW SP117070761 Entry Point to Dist. System EP 2/23/2023 2023010848 NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91076 Well #42 GW SP117070761 Entry Point to Dist. System EP 2/23/2023 2023010848 PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91076 Well #42 GW SP117070761 Entry Point to Dist. System EP 2/23/2023 2023010848 PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91076 Well #42 GW SP117070761 Entry Point to Dist. System EP 2/23/2023 2023010848 PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91076 Well #42 GW SP117070761 Entry Point to Dist. System EP 2/23/2023 2023010848 PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91076 Well #42 GW SP117070761 Entry Point to Dist. System EP 2/23/2023 2023010848 PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91076 Well #42 GW SP117070761 Entry Point to Dist. System EP 2/23/2023 2023010848 PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91076 Well #42 GW SP117070761 Entry Point to Dist. System EP 2/23/2023 2023010848 PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
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NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91076 Well #42 GW SP117070761 Entry Point to Dist. System EP 2/23/2023 2023010848 PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91076 Well #42 GW SP117070761 Entry Point to Dist. System EP 2/23/2023 2023010848 PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91076 Well #42 GW SP117070761 Entry Point to Dist. System EP 2/23/2023 2023010848 PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91076 Well #42 GW SP117070761 Entry Point to Dist. System EP 2/23/2023 2023010848 PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91076 Well #42 GW SP117070761 Entry Point to Dist. System EP 2/23/2023 2023010848 PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91076 Well #42 GW SP117070761 Entry Point to Dist. System EP 2/23/2023 2023010848 PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91076 Well #42 GW SP117070761 Entry Point to Dist. System EP 2/23/2023 2023010848 PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91076 Well #42 GW SP117070761 Entry Point to Dist. System EP 2/23/2023 2023010848 PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91076 Well #42 GW SP117070761 Entry Point to Dist. System EP 2/23/2023 2023010848 PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91076 Well #42 GW SP117070761 Entry Point to Dist. System EP 2/23/2023 2023010848 PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91076 Well #42 GW SP117070761 Entry Point to Dist. System EP 2/23/2023 2023010837 NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91076 Well #42 GW SP117070761 Entry Point to Dist. System EP 2/23/2023 2023010837 NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91076 Well #42 GW SP117070761 Entry Point to Dist. System EP 2/23/2023 2023010837 PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91076 Well #42 GW SP117070761 Entry Point to Dist. System EP 2/23/2023 2023010837 PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91076 Well #42 GW SP117070761 Entry Point to Dist. System EP 8/17/2023 2023035580 lithium 9 µg/L EPA 200.7 = 18.8 SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91076 Well #42 GW SP117070761 Entry Point to Dist. System EP 8/17/2023 2023035572 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91076 Well #42 GW SP117070761 Entry Point to Dist. System EP 8/17/2023 2023035572 4:2 FTS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91076 Well #42 GW SP117070761 Entry Point to Dist. System EP 8/17/2023 2023035572 6:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91076 Well #42 GW SP117070761 Entry Point to Dist. System EP 8/17/2023 2023035572 8:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91076 Well #42 GW SP117070761 Entry Point to Dist. System EP 8/17/2023 2023035572 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91076 Well #42 GW SP117070761 Entry Point to Dist. System EP 8/17/2023 2023035572 ADONA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91076 Well #42 GW SP117070761 Entry Point to Dist. System EP 8/17/2023 2023035572 HFPO-DA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91076 Well #42 GW SP117070761 Entry Point to Dist. System EP 8/17/2023 2023035572 NFDHA 0.02 µg/L EPA 533 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91076 Well #42 GW SP117070761 Entry Point to Dist. System EP 8/17/2023 2023035572 PFBA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91076 Well #42 GW SP117070761 Entry Point to Dist. System EP 8/17/2023 2023035572 PFBS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91076 Well #42 GW SP117070761 Entry Point to Dist. System EP 8/17/2023 2023035572 PFDA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91076 Well #42 GW SP117070761 Entry Point to Dist. System EP 8/17/2023 2023035572 PFDoA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91076 Well #42 GW SP117070761 Entry Point to Dist. System EP 8/17/2023 2023035572 PFEESA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91076 Well #42 GW SP117070761 Entry Point to Dist. System EP 8/17/2023 2023035572 PFHpA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91076 Well #42 GW SP117070761 Entry Point to Dist. System EP 8/17/2023 2023035572 PFHpS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91076 Well #42 GW SP117070761 Entry Point to Dist. System EP 8/17/2023 2023035572 PFHxA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91076 Well #42 GW SP117070761 Entry Point to Dist. System EP 8/17/2023 2023035572 PFHxS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91076 Well #42 GW SP117070761 Entry Point to Dist. System EP 8/17/2023 2023035572 PFMBA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91076 Well #42 GW SP117070761 Entry Point to Dist. System EP 8/17/2023 2023035572 PFMPA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91076 Well #42 GW SP117070761 Entry Point to Dist. System EP 8/17/2023 2023035572 PFNA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91076 Well #42 GW SP117070761 Entry Point to Dist. System EP 8/17/2023 2023035572 PFOA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91076 Well #42 GW SP117070761 Entry Point to Dist. System EP 8/17/2023 2023035572 PFOS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91076 Well #42 GW SP117070761 Entry Point to Dist. System EP 8/17/2023 2023035572 PFPeA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91076 Well #42 GW SP117070761 Entry Point to Dist. System EP 8/17/2023 2023035572 PFPeS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91076 Well #42 GW SP117070761 Entry Point to Dist. System EP 8/17/2023 2023035572 PFUnA 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91076 Well #42 GW SP117070761 Entry Point to Dist. System EP 8/17/2023 2023035589 NEtFOSAA 0.005 µg/L EPA 537.1 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91076 Well #42 GW SP117070761 Entry Point to Dist. System EP 8/17/2023 2023035589 NMeFOSAA 0.006 µg/L EPA 537.1 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91076 Well #42 GW SP117070761 Entry Point to Dist. System EP 8/17/2023 2023035589 PFTA 0.008 µg/L EPA 537.1 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91076 Well #42 GW SP117070761 Entry Point to Dist. System EP 8/17/2023 2023035589 PFTrDA 0.007 µg/L EPA 537.1 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91031 Well #62 GW SP117070311 Entry Point to Dist. System EP 2/23/2023 2023010836 lithium 9 µg/L EPA 200.7 = 98.5 SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91031 Well #62 GW SP117070311 Entry Point to Dist. System EP 2/23/2023 2023010851 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91031 Well #62 GW SP117070311 Entry Point to Dist. System EP 2/23/2023 2023010851 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91031 Well #62 GW SP117070311 Entry Point to Dist. System EP 2/23/2023 2023010851 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91031 Well #62 GW SP117070311 Entry Point to Dist. System EP 2/23/2023 2023010851 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91031 Well #62 GW SP117070311 Entry Point to Dist. System EP 2/23/2023 2023010851 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91031 Well #62 GW SP117070311 Entry Point to Dist. System EP 2/23/2023 2023010851 ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91031 Well #62 GW SP117070311 Entry Point to Dist. System EP 2/23/2023 2023010851 HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91031 Well #62 GW SP117070311 Entry Point to Dist. System EP 2/23/2023 2023010851 NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91031 Well #62 GW SP117070311 Entry Point to Dist. System EP 2/23/2023 2023010851 PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91031 Well #62 GW SP117070311 Entry Point to Dist. System EP 2/23/2023 2023010851 PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91031 Well #62 GW SP117070311 Entry Point to Dist. System EP 2/23/2023 2023010851 PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91031 Well #62 GW SP117070311 Entry Point to Dist. System EP 2/23/2023 2023010851 PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91031 Well #62 GW SP117070311 Entry Point to Dist. System EP 2/23/2023 2023010851 PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91031 Well #62 GW SP117070311 Entry Point to Dist. System EP 2/23/2023 2023010851 PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91031 Well #62 GW SP117070311 Entry Point to Dist. System EP 2/23/2023 2023010851 PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91031 Well #62 GW SP117070311 Entry Point to Dist. System EP 2/23/2023 2023010851 PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91031 Well #62 GW SP117070311 Entry Point to Dist. System EP 2/23/2023 2023010851 PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91031 Well #62 GW SP117070311 Entry Point to Dist. System EP 2/23/2023 2023010851 PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91031 Well #62 GW SP117070311 Entry Point to Dist. System EP 2/23/2023 2023010851 PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91031 Well #62 GW SP117070311 Entry Point to Dist. System EP 2/23/2023 2023010851 PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91031 Well #62 GW SP117070311 Entry Point to Dist. System EP 2/23/2023 2023010851 PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91031 Well #62 GW SP117070311 Entry Point to Dist. System EP 2/23/2023 2023010851 PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91031 Well #62 GW SP117070311 Entry Point to Dist. System EP 2/23/2023 2023010851 PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91031 Well #62 GW SP117070311 Entry Point to Dist. System EP 2/23/2023 2023010851 PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91031 Well #62 GW SP117070311 Entry Point to Dist. System EP 2/23/2023 2023010851 PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91031 Well #62 GW SP117070311 Entry Point to Dist. System EP 2/23/2023 2023010839 NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91031 Well #62 GW SP117070311 Entry Point to Dist. System EP 2/23/2023 2023010839 NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91031 Well #62 GW SP117070311 Entry Point to Dist. System EP 2/23/2023 2023010839 PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91031 Well #62 GW SP117070311 Entry Point to Dist. System EP 2/23/2023 2023010839 PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91031 Well #62 GW SP117070311 Entry Point to Dist. System EP 8/17/2023 2023035586 lithium 9 µg/L EPA 200.7 = 97.3 SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91031 Well #62 GW SP117070311 Entry Point to Dist. System EP 8/17/2023 2023035568 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91031 Well #62 GW SP117070311 Entry Point to Dist. System EP 8/17/2023 2023035568 4:2 FTS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91031 Well #62 GW SP117070311 Entry Point to Dist. System EP 8/17/2023 2023035568 6:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91031 Well #62 GW SP117070311 Entry Point to Dist. System EP 8/17/2023 2023035568 8:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91031 Well #62 GW SP117070311 Entry Point to Dist. System EP 8/17/2023 2023035568 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91031 Well #62 GW SP117070311 Entry Point to Dist. System EP 8/17/2023 2023035568 ADONA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91031 Well #62 GW SP117070311 Entry Point to Dist. System EP 8/17/2023 2023035568 HFPO-DA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91031 Well #62 GW SP117070311 Entry Point to Dist. System EP 8/17/2023 2023035568 NFDHA 0.02 µg/L EPA 533 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91031 Well #62 GW SP117070311 Entry Point to Dist. System EP 8/17/2023 2023035568 PFBA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91031 Well #62 GW SP117070311 Entry Point to Dist. System EP 8/17/2023 2023035568 PFBS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91031 Well #62 GW SP117070311 Entry Point to Dist. System EP 8/17/2023 2023035568 PFDA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91031 Well #62 GW SP117070311 Entry Point to Dist. System EP 8/17/2023 2023035568 PFDoA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91031 Well #62 GW SP117070311 Entry Point to Dist. System EP 8/17/2023 2023035568 PFEESA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91031 Well #62 GW SP117070311 Entry Point to Dist. System EP 8/17/2023 2023035568 PFHpA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91031 Well #62 GW SP117070311 Entry Point to Dist. System EP 8/17/2023 2023035568 PFHpS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91031 Well #62 GW SP117070311 Entry Point to Dist. System EP 8/17/2023 2023035568 PFHxA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91031 Well #62 GW SP117070311 Entry Point to Dist. System EP 8/17/2023 2023035568 PFHxS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91031 Well #62 GW SP117070311 Entry Point to Dist. System EP 8/17/2023 2023035568 PFMBA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91031 Well #62 GW SP117070311 Entry Point to Dist. System EP 8/17/2023 2023035568 PFMPA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91031 Well #62 GW SP117070311 Entry Point to Dist. System EP 8/17/2023 2023035568 PFNA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91031 Well #62 GW SP117070311 Entry Point to Dist. System EP 8/17/2023 2023035568 PFOA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91031 Well #62 GW SP117070311 Entry Point to Dist. System EP 8/17/2023 2023035568 PFOS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91031 Well #62 GW SP117070311 Entry Point to Dist. System EP 8/17/2023 2023035568 PFPeA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91031 Well #62 GW SP117070311 Entry Point to Dist. System EP 8/17/2023 2023035568 PFPeS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91031 Well #62 GW SP117070311 Entry Point to Dist. System EP 8/17/2023 2023035568 PFUnA 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91031 Well #62 GW SP117070311 Entry Point to Dist. System EP 8/17/2023 2023035590 NEtFOSAA 0.005 µg/L EPA 537.1 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91031 Well #62 GW SP117070311 Entry Point to Dist. System EP 8/17/2023 2023035590 NMeFOSAA 0.006 µg/L EPA 537.1 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91031 Well #62 GW SP117070311 Entry Point to Dist. System EP 8/17/2023 2023035590 PFTA 0.008 µg/L EPA 537.1 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91031 Well #62 GW SP117070311 Entry Point to Dist. System EP 8/17/2023 2023035590 PFTrDA 0.007 µg/L EPA 537.1 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91092 Well #63 GW SP117070951 Entry Point to Dist. System EP 2/28/2023 2023011612 lithium 9 µg/L EPA 200.7 = 51.4 SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91092 Well #63 GW SP117070951 Entry Point to Dist. System EP 2/28/2023 2023011595 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91092 Well #63 GW SP117070951 Entry Point to Dist. System EP 2/28/2023 2023011595 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91092 Well #63 GW SP117070951 Entry Point to Dist. System EP 2/28/2023 2023011595 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91092 Well #63 GW SP117070951 Entry Point to Dist. System EP 2/28/2023 2023011595 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91092 Well #63 GW SP117070951 Entry Point to Dist. System EP 2/28/2023 2023011595 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91092 Well #63 GW SP117070951 Entry Point to Dist. System EP 2/28/2023 2023011595 ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
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NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91092 Well #63 GW SP117070951 Entry Point to Dist. System EP 2/28/2023 2023011595 HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91092 Well #63 GW SP117070951 Entry Point to Dist. System EP 2/28/2023 2023011595 NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91092 Well #63 GW SP117070951 Entry Point to Dist. System EP 2/28/2023 2023011595 PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91092 Well #63 GW SP117070951 Entry Point to Dist. System EP 2/28/2023 2023011595 PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91092 Well #63 GW SP117070951 Entry Point to Dist. System EP 2/28/2023 2023011595 PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91092 Well #63 GW SP117070951 Entry Point to Dist. System EP 2/28/2023 2023011595 PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91092 Well #63 GW SP117070951 Entry Point to Dist. System EP 2/28/2023 2023011595 PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91092 Well #63 GW SP117070951 Entry Point to Dist. System EP 2/28/2023 2023011595 PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91092 Well #63 GW SP117070951 Entry Point to Dist. System EP 2/28/2023 2023011595 PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91092 Well #63 GW SP117070951 Entry Point to Dist. System EP 2/28/2023 2023011595 PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91092 Well #63 GW SP117070951 Entry Point to Dist. System EP 2/28/2023 2023011595 PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91092 Well #63 GW SP117070951 Entry Point to Dist. System EP 2/28/2023 2023011595 PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91092 Well #63 GW SP117070951 Entry Point to Dist. System EP 2/28/2023 2023011595 PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91092 Well #63 GW SP117070951 Entry Point to Dist. System EP 2/28/2023 2023011595 PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91092 Well #63 GW SP117070951 Entry Point to Dist. System EP 2/28/2023 2023011595 PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91092 Well #63 GW SP117070951 Entry Point to Dist. System EP 2/28/2023 2023011595 PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91092 Well #63 GW SP117070951 Entry Point to Dist. System EP 2/28/2023 2023011595 PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91092 Well #63 GW SP117070951 Entry Point to Dist. System EP 2/28/2023 2023011595 PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91092 Well #63 GW SP117070951 Entry Point to Dist. System EP 2/28/2023 2023011595 PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91092 Well #63 GW SP117070951 Entry Point to Dist. System EP 2/28/2023 2023011603 NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91092 Well #63 GW SP117070951 Entry Point to Dist. System EP 2/28/2023 2023011603 NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91092 Well #63 GW SP117070951 Entry Point to Dist. System EP 2/28/2023 2023011603 PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91092 Well #63 GW SP117070951 Entry Point to Dist. System EP 2/28/2023 2023011603 PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91092 Well #63 GW SP117070951 Entry Point to Dist. System EP 8/17/2023 2023035582 lithium 9 µg/L EPA 200.7 = 47.9 SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91092 Well #63 GW SP117070951 Entry Point to Dist. System EP 8/17/2023 2023035570 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91092 Well #63 GW SP117070951 Entry Point to Dist. System EP 8/17/2023 2023035570 4:2 FTS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91092 Well #63 GW SP117070951 Entry Point to Dist. System EP 8/17/2023 2023035570 6:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91092 Well #63 GW SP117070951 Entry Point to Dist. System EP 8/17/2023 2023035570 8:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91092 Well #63 GW SP117070951 Entry Point to Dist. System EP 8/17/2023 2023035570 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91092 Well #63 GW SP117070951 Entry Point to Dist. System EP 8/17/2023 2023035570 ADONA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91092 Well #63 GW SP117070951 Entry Point to Dist. System EP 8/17/2023 2023035570 HFPO-DA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91092 Well #63 GW SP117070951 Entry Point to Dist. System EP 8/17/2023 2023035570 NFDHA 0.02 µg/L EPA 533 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91092 Well #63 GW SP117070951 Entry Point to Dist. System EP 8/17/2023 2023035570 PFBA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91092 Well #63 GW SP117070951 Entry Point to Dist. System EP 8/17/2023 2023035570 PFBS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91092 Well #63 GW SP117070951 Entry Point to Dist. System EP 8/17/2023 2023035570 PFDA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91092 Well #63 GW SP117070951 Entry Point to Dist. System EP 8/17/2023 2023035570 PFDoA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91092 Well #63 GW SP117070951 Entry Point to Dist. System EP 8/17/2023 2023035570 PFEESA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91092 Well #63 GW SP117070951 Entry Point to Dist. System EP 8/17/2023 2023035570 PFHpA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91092 Well #63 GW SP117070951 Entry Point to Dist. System EP 8/17/2023 2023035570 PFHpS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91092 Well #63 GW SP117070951 Entry Point to Dist. System EP 8/17/2023 2023035570 PFHxA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91092 Well #63 GW SP117070951 Entry Point to Dist. System EP 8/17/2023 2023035570 PFHxS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91092 Well #63 GW SP117070951 Entry Point to Dist. System EP 8/17/2023 2023035570 PFMBA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91092 Well #63 GW SP117070951 Entry Point to Dist. System EP 8/17/2023 2023035570 PFMPA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91092 Well #63 GW SP117070951 Entry Point to Dist. System EP 8/17/2023 2023035570 PFNA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91092 Well #63 GW SP117070951 Entry Point to Dist. System EP 8/17/2023 2023035570 PFOA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91092 Well #63 GW SP117070951 Entry Point to Dist. System EP 8/17/2023 2023035570 PFOS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91092 Well #63 GW SP117070951 Entry Point to Dist. System EP 8/17/2023 2023035570 PFPeA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91092 Well #63 GW SP117070951 Entry Point to Dist. System EP 8/17/2023 2023035570 PFPeS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91092 Well #63 GW SP117070951 Entry Point to Dist. System EP 8/17/2023 2023035570 PFUnA 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91092 Well #63 GW SP117070951 Entry Point to Dist. System EP 8/17/2023 2023035593 NEtFOSAA 0.005 µg/L EPA 537.1 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91092 Well #63 GW SP117070951 Entry Point to Dist. System EP 8/17/2023 2023035593 NMeFOSAA 0.006 µg/L EPA 537.1 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91092 Well #63 GW SP117070951 Entry Point to Dist. System EP 8/17/2023 2023035593 PFTA 0.008 µg/L EPA 537.1 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91092 Well #63 GW SP117070951 Entry Point to Dist. System EP 8/17/2023 2023035593 PFTrDA 0.007 µg/L EPA 537.1 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91091 Well #69 GW SP117070911 Entry Point to Dist. System EP 2/23/2023 2023010834 lithium 9 µg/L EPA 200.7 = 21 SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91091 Well #69 GW SP117070911 Entry Point to Dist. System EP 2/23/2023 2023010850 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91091 Well #69 GW SP117070911 Entry Point to Dist. System EP 2/23/2023 2023010850 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91091 Well #69 GW SP117070911 Entry Point to Dist. System EP 2/23/2023 2023010850 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91091 Well #69 GW SP117070911 Entry Point to Dist. System EP 2/23/2023 2023010850 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91091 Well #69 GW SP117070911 Entry Point to Dist. System EP 2/23/2023 2023010850 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91091 Well #69 GW SP117070911 Entry Point to Dist. System EP 2/23/2023 2023010850 ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91091 Well #69 GW SP117070911 Entry Point to Dist. System EP 2/23/2023 2023010850 HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91091 Well #69 GW SP117070911 Entry Point to Dist. System EP 2/23/2023 2023010850 NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91091 Well #69 GW SP117070911 Entry Point to Dist. System EP 2/23/2023 2023010850 PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91091 Well #69 GW SP117070911 Entry Point to Dist. System EP 2/23/2023 2023010850 PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91091 Well #69 GW SP117070911 Entry Point to Dist. System EP 2/23/2023 2023010850 PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91091 Well #69 GW SP117070911 Entry Point to Dist. System EP 2/23/2023 2023010850 PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91091 Well #69 GW SP117070911 Entry Point to Dist. System EP 2/23/2023 2023010850 PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91091 Well #69 GW SP117070911 Entry Point to Dist. System EP 2/23/2023 2023010850 PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91091 Well #69 GW SP117070911 Entry Point to Dist. System EP 2/23/2023 2023010850 PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91091 Well #69 GW SP117070911 Entry Point to Dist. System EP 2/23/2023 2023010850 PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91091 Well #69 GW SP117070911 Entry Point to Dist. System EP 2/23/2023 2023010850 PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91091 Well #69 GW SP117070911 Entry Point to Dist. System EP 2/23/2023 2023010850 PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91091 Well #69 GW SP117070911 Entry Point to Dist. System EP 2/23/2023 2023010850 PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91091 Well #69 GW SP117070911 Entry Point to Dist. System EP 2/23/2023 2023010850 PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91091 Well #69 GW SP117070911 Entry Point to Dist. System EP 2/23/2023 2023010850 PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91091 Well #69 GW SP117070911 Entry Point to Dist. System EP 2/23/2023 2023010850 PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91091 Well #69 GW SP117070911 Entry Point to Dist. System EP 2/23/2023 2023010850 PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91091 Well #69 GW SP117070911 Entry Point to Dist. System EP 2/23/2023 2023010850 PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91091 Well #69 GW SP117070911 Entry Point to Dist. System EP 2/23/2023 2023010850 PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91091 Well #69 GW SP117070911 Entry Point to Dist. System EP 2/23/2023 2023010841 NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91091 Well #69 GW SP117070911 Entry Point to Dist. System EP 2/23/2023 2023010841 NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91091 Well #69 GW SP117070911 Entry Point to Dist. System EP 2/23/2023 2023010841 PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91091 Well #69 GW SP117070911 Entry Point to Dist. System EP 2/23/2023 2023010841 PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91091 Well #69 GW SP117070911 Entry Point to Dist. System EP 8/17/2023 2023035583 lithium 9 µg/L EPA 200.7 = 22.2 SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91091 Well #69 GW SP117070911 Entry Point to Dist. System EP 8/17/2023 2023035571 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91091 Well #69 GW SP117070911 Entry Point to Dist. System EP 8/17/2023 2023035571 4:2 FTS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91091 Well #69 GW SP117070911 Entry Point to Dist. System EP 8/17/2023 2023035571 6:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91091 Well #69 GW SP117070911 Entry Point to Dist. System EP 8/17/2023 2023035571 8:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91091 Well #69 GW SP117070911 Entry Point to Dist. System EP 8/17/2023 2023035571 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91091 Well #69 GW SP117070911 Entry Point to Dist. System EP 8/17/2023 2023035571 ADONA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91091 Well #69 GW SP117070911 Entry Point to Dist. System EP 8/17/2023 2023035571 HFPO-DA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91091 Well #69 GW SP117070911 Entry Point to Dist. System EP 8/17/2023 2023035571 NFDHA 0.02 µg/L EPA 533 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91091 Well #69 GW SP117070911 Entry Point to Dist. System EP 8/17/2023 2023035571 PFBA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91091 Well #69 GW SP117070911 Entry Point to Dist. System EP 8/17/2023 2023035571 PFBS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91091 Well #69 GW SP117070911 Entry Point to Dist. System EP 8/17/2023 2023035571 PFDA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91091 Well #69 GW SP117070911 Entry Point to Dist. System EP 8/17/2023 2023035571 PFDoA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91091 Well #69 GW SP117070911 Entry Point to Dist. System EP 8/17/2023 2023035571 PFEESA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91091 Well #69 GW SP117070911 Entry Point to Dist. System EP 8/17/2023 2023035571 PFHpA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91091 Well #69 GW SP117070911 Entry Point to Dist. System EP 8/17/2023 2023035571 PFHpS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91091 Well #69 GW SP117070911 Entry Point to Dist. System EP 8/17/2023 2023035571 PFHxA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91091 Well #69 GW SP117070911 Entry Point to Dist. System EP 8/17/2023 2023035571 PFHxS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91091 Well #69 GW SP117070911 Entry Point to Dist. System EP 8/17/2023 2023035571 PFMBA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91091 Well #69 GW SP117070911 Entry Point to Dist. System EP 8/17/2023 2023035571 PFMPA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91091 Well #69 GW SP117070911 Entry Point to Dist. System EP 8/17/2023 2023035571 PFNA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91091 Well #69 GW SP117070911 Entry Point to Dist. System EP 8/17/2023 2023035571 PFOA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91091 Well #69 GW SP117070911 Entry Point to Dist. System EP 8/17/2023 2023035571 PFOS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91091 Well #69 GW SP117070911 Entry Point to Dist. System EP 8/17/2023 2023035571 PFPeA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91091 Well #69 GW SP117070911 Entry Point to Dist. System EP 8/17/2023 2023035571 PFPeS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91091 Well #69 GW SP117070911 Entry Point to Dist. System EP 8/17/2023 2023035571 PFUnA 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91091 Well #69 GW SP117070911 Entry Point to Dist. System EP 8/17/2023 2023035591 NEtFOSAA 0.005 µg/L EPA 537.1 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91091 Well #69 GW SP117070911 Entry Point to Dist. System EP 8/17/2023 2023035591 NMeFOSAA 0.006 µg/L EPA 537.1 < SE2 AM 6 NM
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NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91091 Well #69 GW SP117070911 Entry Point to Dist. System EP 8/17/2023 2023035591 PFTA 0.008 µg/L EPA 537.1 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91091 Well #69 GW SP117070911 Entry Point to Dist. System EP 8/17/2023 2023035591 PFTrDA 0.007 µg/L EPA 537.1 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91085 Well #70 GW SP117070851 Entry Point to Dist. System EP 2/28/2023 2023011611 lithium 9 µg/L EPA 200.7 = 66.4 SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91085 Well #70 GW SP117070851 Entry Point to Dist. System EP 2/28/2023 2023011596 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91085 Well #70 GW SP117070851 Entry Point to Dist. System EP 2/28/2023 2023011596 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91085 Well #70 GW SP117070851 Entry Point to Dist. System EP 2/28/2023 2023011596 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91085 Well #70 GW SP117070851 Entry Point to Dist. System EP 2/28/2023 2023011596 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91085 Well #70 GW SP117070851 Entry Point to Dist. System EP 2/28/2023 2023011596 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91085 Well #70 GW SP117070851 Entry Point to Dist. System EP 2/28/2023 2023011596 ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91085 Well #70 GW SP117070851 Entry Point to Dist. System EP 2/28/2023 2023011596 HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91085 Well #70 GW SP117070851 Entry Point to Dist. System EP 2/28/2023 2023011596 NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91085 Well #70 GW SP117070851 Entry Point to Dist. System EP 2/28/2023 2023011596 PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91085 Well #70 GW SP117070851 Entry Point to Dist. System EP 2/28/2023 2023011596 PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91085 Well #70 GW SP117070851 Entry Point to Dist. System EP 2/28/2023 2023011596 PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91085 Well #70 GW SP117070851 Entry Point to Dist. System EP 2/28/2023 2023011596 PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91085 Well #70 GW SP117070851 Entry Point to Dist. System EP 2/28/2023 2023011596 PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91085 Well #70 GW SP117070851 Entry Point to Dist. System EP 2/28/2023 2023011596 PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91085 Well #70 GW SP117070851 Entry Point to Dist. System EP 2/28/2023 2023011596 PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91085 Well #70 GW SP117070851 Entry Point to Dist. System EP 2/28/2023 2023011596 PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91085 Well #70 GW SP117070851 Entry Point to Dist. System EP 2/28/2023 2023011596 PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91085 Well #70 GW SP117070851 Entry Point to Dist. System EP 2/28/2023 2023011596 PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91085 Well #70 GW SP117070851 Entry Point to Dist. System EP 2/28/2023 2023011596 PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91085 Well #70 GW SP117070851 Entry Point to Dist. System EP 2/28/2023 2023011596 PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91085 Well #70 GW SP117070851 Entry Point to Dist. System EP 2/28/2023 2023011596 PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91085 Well #70 GW SP117070851 Entry Point to Dist. System EP 2/28/2023 2023011596 PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91085 Well #70 GW SP117070851 Entry Point to Dist. System EP 2/28/2023 2023011596 PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91085 Well #70 GW SP117070851 Entry Point to Dist. System EP 2/28/2023 2023011596 PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91085 Well #70 GW SP117070851 Entry Point to Dist. System EP 2/28/2023 2023011596 PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91085 Well #70 GW SP117070851 Entry Point to Dist. System EP 2/28/2023 2023011604 NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91085 Well #70 GW SP117070851 Entry Point to Dist. System EP 2/28/2023 2023011604 NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91085 Well #70 GW SP117070851 Entry Point to Dist. System EP 2/28/2023 2023011604 PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91085 Well #70 GW SP117070851 Entry Point to Dist. System EP 2/28/2023 2023011604 PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91085 Well #70 GW SP117070851 Entry Point to Dist. System EP 8/17/2023 2023035581 lithium 9 µg/L EPA 200.7 = 64.5 SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91085 Well #70 GW SP117070851 Entry Point to Dist. System EP 8/17/2023 2023035567 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91085 Well #70 GW SP117070851 Entry Point to Dist. System EP 8/17/2023 2023035567 4:2 FTS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91085 Well #70 GW SP117070851 Entry Point to Dist. System EP 8/17/2023 2023035567 6:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91085 Well #70 GW SP117070851 Entry Point to Dist. System EP 8/17/2023 2023035567 8:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91085 Well #70 GW SP117070851 Entry Point to Dist. System EP 8/17/2023 2023035567 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91085 Well #70 GW SP117070851 Entry Point to Dist. System EP 8/17/2023 2023035567 ADONA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91085 Well #70 GW SP117070851 Entry Point to Dist. System EP 8/17/2023 2023035567 HFPO-DA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91085 Well #70 GW SP117070851 Entry Point to Dist. System EP 8/17/2023 2023035567 NFDHA 0.02 µg/L EPA 533 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91085 Well #70 GW SP117070851 Entry Point to Dist. System EP 8/17/2023 2023035567 PFBA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91085 Well #70 GW SP117070851 Entry Point to Dist. System EP 8/17/2023 2023035567 PFBS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91085 Well #70 GW SP117070851 Entry Point to Dist. System EP 8/17/2023 2023035567 PFDA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91085 Well #70 GW SP117070851 Entry Point to Dist. System EP 8/17/2023 2023035567 PFDoA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91085 Well #70 GW SP117070851 Entry Point to Dist. System EP 8/17/2023 2023035567 PFEESA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91085 Well #70 GW SP117070851 Entry Point to Dist. System EP 8/17/2023 2023035567 PFHpA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91085 Well #70 GW SP117070851 Entry Point to Dist. System EP 8/17/2023 2023035567 PFHpS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91085 Well #70 GW SP117070851 Entry Point to Dist. System EP 8/17/2023 2023035567 PFHxA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91085 Well #70 GW SP117070851 Entry Point to Dist. System EP 8/17/2023 2023035567 PFHxS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91085 Well #70 GW SP117070851 Entry Point to Dist. System EP 8/17/2023 2023035567 PFMBA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91085 Well #70 GW SP117070851 Entry Point to Dist. System EP 8/17/2023 2023035567 PFMPA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91085 Well #70 GW SP117070851 Entry Point to Dist. System EP 8/17/2023 2023035567 PFNA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91085 Well #70 GW SP117070851 Entry Point to Dist. System EP 8/17/2023 2023035567 PFOA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91085 Well #70 GW SP117070851 Entry Point to Dist. System EP 8/17/2023 2023035567 PFOS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91085 Well #70 GW SP117070851 Entry Point to Dist. System EP 8/17/2023 2023035567 PFPeA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91085 Well #70 GW SP117070851 Entry Point to Dist. System EP 8/17/2023 2023035567 PFPeS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91085 Well #70 GW SP117070851 Entry Point to Dist. System EP 8/17/2023 2023035567 PFUnA 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91085 Well #70 GW SP117070851 Entry Point to Dist. System EP 8/17/2023 2023035592 NEtFOSAA 0.005 µg/L EPA 537.1 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91085 Well #70 GW SP117070851 Entry Point to Dist. System EP 8/17/2023 2023035592 NMeFOSAA 0.006 µg/L EPA 537.1 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91085 Well #70 GW SP117070851 Entry Point to Dist. System EP 8/17/2023 2023035592 PFTA 0.008 µg/L EPA 537.1 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 91085 Well #70 GW SP117070851 Entry Point to Dist. System EP 8/17/2023 2023035592 PFTrDA 0.007 µg/L EPA 537.1 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 90082 Well #71 GW SP117070821 Entry Point to Dist. System EP 2/23/2023 2023010835 lithium 9 µg/L EPA 200.7 = 102 SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 90082 Well #71 GW SP117070821 Entry Point to Dist. System EP 2/23/2023 2023010849 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 90082 Well #71 GW SP117070821 Entry Point to Dist. System EP 2/23/2023 2023010849 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 90082 Well #71 GW SP117070821 Entry Point to Dist. System EP 2/23/2023 2023010849 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 90082 Well #71 GW SP117070821 Entry Point to Dist. System EP 2/23/2023 2023010849 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 90082 Well #71 GW SP117070821 Entry Point to Dist. System EP 2/23/2023 2023010849 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 90082 Well #71 GW SP117070821 Entry Point to Dist. System EP 2/23/2023 2023010849 ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 90082 Well #71 GW SP117070821 Entry Point to Dist. System EP 2/23/2023 2023010849 HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 90082 Well #71 GW SP117070821 Entry Point to Dist. System EP 2/23/2023 2023010849 NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 90082 Well #71 GW SP117070821 Entry Point to Dist. System EP 2/23/2023 2023010849 PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 90082 Well #71 GW SP117070821 Entry Point to Dist. System EP 2/23/2023 2023010849 PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 90082 Well #71 GW SP117070821 Entry Point to Dist. System EP 2/23/2023 2023010849 PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 90082 Well #71 GW SP117070821 Entry Point to Dist. System EP 2/23/2023 2023010849 PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 90082 Well #71 GW SP117070821 Entry Point to Dist. System EP 2/23/2023 2023010849 PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 90082 Well #71 GW SP117070821 Entry Point to Dist. System EP 2/23/2023 2023010849 PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 90082 Well #71 GW SP117070821 Entry Point to Dist. System EP 2/23/2023 2023010849 PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 90082 Well #71 GW SP117070821 Entry Point to Dist. System EP 2/23/2023 2023010849 PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 90082 Well #71 GW SP117070821 Entry Point to Dist. System EP 2/23/2023 2023010849 PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 90082 Well #71 GW SP117070821 Entry Point to Dist. System EP 2/23/2023 2023010849 PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 90082 Well #71 GW SP117070821 Entry Point to Dist. System EP 2/23/2023 2023010849 PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 90082 Well #71 GW SP117070821 Entry Point to Dist. System EP 2/23/2023 2023010849 PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 90082 Well #71 GW SP117070821 Entry Point to Dist. System EP 2/23/2023 2023010849 PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 90082 Well #71 GW SP117070821 Entry Point to Dist. System EP 2/23/2023 2023010849 PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 90082 Well #71 GW SP117070821 Entry Point to Dist. System EP 2/23/2023 2023010849 PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 90082 Well #71 GW SP117070821 Entry Point to Dist. System EP 2/23/2023 2023010849 PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 90082 Well #71 GW SP117070821 Entry Point to Dist. System EP 2/23/2023 2023010849 PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 90082 Well #71 GW SP117070821 Entry Point to Dist. System EP 2/23/2023 2023010840 NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 90082 Well #71 GW SP117070821 Entry Point to Dist. System EP 2/23/2023 2023010840 NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 90082 Well #71 GW SP117070821 Entry Point to Dist. System EP 2/23/2023 2023010840 PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 90082 Well #71 GW SP117070821 Entry Point to Dist. System EP 2/23/2023 2023010840 PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 90082 Well #71 GW SP117070821 Entry Point to Dist. System EP 8/17/2023 2023035584 lithium 9 µg/L EPA 200.7 = 87.2 SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 90082 Well #71 GW SP117070821 Entry Point to Dist. System EP 8/17/2023 2023035587 NEtFOSAA 0.005 µg/L EPA 537.1 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 90082 Well #71 GW SP117070821 Entry Point to Dist. System EP 8/17/2023 2023035587 NMeFOSAA 0.006 µg/L EPA 537.1 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 90082 Well #71 GW SP117070821 Entry Point to Dist. System EP 8/17/2023 2023035587 PFTA 0.008 µg/L EPA 537.1 < SE2 AM 6 NM
NM3511707 LAS CRUCES MUNICIPAL WATER SYSTEM L 90082 Well #71 GW SP117070821 Entry Point to Dist. System EP 8/17/2023 2023035587 PFTrDA 0.007 µg/L EPA 537.1 < SE2 AM 6 NM
NM3518025 LAS VEGAS (CITY OF) L 00001 Clearwell SW EP001 Finished Water Tap EP 11/6/2023 2023044245 lithium 9 µg/L EPA 200.7 < SE1 AM 6 NM
NM3518025 LAS VEGAS (CITY OF) L 00001 Clearwell SW EP001 Finished Water Tap EP 11/6/2023 2023044249 NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3518025 LAS VEGAS (CITY OF) L 00001 Clearwell SW EP001 Finished Water Tap EP 11/6/2023 2023044249 NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3518025 LAS VEGAS (CITY OF) L 00001 Clearwell SW EP001 Finished Water Tap EP 11/6/2023 2023044249 PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3518025 LAS VEGAS (CITY OF) L 00001 Clearwell SW EP001 Finished Water Tap EP 11/6/2023 2023044249 PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3518025 LAS VEGAS (CITY OF) L 00001 Clearwell SW EP001 Finished Water Tap EP 2/5/2024 2024004004 lithium 9 µg/L EPA 200.7 < SE2 AM 6 NM
NM3500624 LEE/HAMMOND WATER TREATMENT PLANT CO-OP S 00624002 Treatment Plant SW SP006240021 Sample Tap @ Treatment Plant EP 2/20/2024 113258P lithium 9 µg/L EPA 200.7 = 15.4 SE1 AM 6 NM
NM3500624 LEE/HAMMOND WATER TREATMENT PLANT CO-OP S 00624002 Treatment Plant SW SP006240021 Sample Tap @ Treatment Plant EP 2/20/2024 113258P NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3500624 LEE/HAMMOND WATER TREATMENT PLANT CO-OP S 00624002 Treatment Plant SW SP006240021 Sample Tap @ Treatment Plant EP 2/20/2024 113258P NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3500624 LEE/HAMMOND WATER TREATMENT PLANT CO-OP S 00624002 Treatment Plant SW SP006240021 Sample Tap @ Treatment Plant EP 2/20/2024 113258P PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3500624 LEE/HAMMOND WATER TREATMENT PLANT CO-OP S 00624002 Treatment Plant SW SP006240021 Sample Tap @ Treatment Plant EP 2/20/2024 113258P PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3500624 LEE/HAMMOND WATER TREATMENT PLANT CO-OP S 00624002 Treatment Plant SW SP006240021 Sample Tap @ Treatment Plant EP 5/14/2024 116483P lithium 9 µg/L EPA 200.7 = 13.1 SE2 AM 6 NM
NM3500624 LEE/HAMMOND WATER TREATMENT PLANT CO-OP S 00624002 Treatment Plant SW SP006240021 Sample Tap @ Treatment Plant EP 5/14/2024 116133R 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3500624 LEE/HAMMOND WATER TREATMENT PLANT CO-OP S 00624002 Treatment Plant SW SP006240021 Sample Tap @ Treatment Plant EP 5/14/2024 116483P 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE2 AM 6 NM
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NM3500624 LEE/HAMMOND WATER TREATMENT PLANT CO-OP S 00624002 Treatment Plant SW SP006240021 Sample Tap @ Treatment Plant EP 5/14/2024 116133R 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3500624 LEE/HAMMOND WATER TREATMENT PLANT CO-OP S 00624002 Treatment Plant SW SP006240021 Sample Tap @ Treatment Plant EP 5/14/2024 116483P 4:2 FTS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3500624 LEE/HAMMOND WATER TREATMENT PLANT CO-OP S 00624002 Treatment Plant SW SP006240021 Sample Tap @ Treatment Plant EP 5/14/2024 116133R 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3500624 LEE/HAMMOND WATER TREATMENT PLANT CO-OP S 00624002 Treatment Plant SW SP006240021 Sample Tap @ Treatment Plant EP 5/14/2024 116483P 6:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3500624 LEE/HAMMOND WATER TREATMENT PLANT CO-OP S 00624002 Treatment Plant SW SP006240021 Sample Tap @ Treatment Plant EP 5/14/2024 116133R 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3500624 LEE/HAMMOND WATER TREATMENT PLANT CO-OP S 00624002 Treatment Plant SW SP006240021 Sample Tap @ Treatment Plant EP 5/14/2024 116483P 8:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3500624 LEE/HAMMOND WATER TREATMENT PLANT CO-OP S 00624002 Treatment Plant SW SP006240021 Sample Tap @ Treatment Plant EP 5/14/2024 116133R 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3500624 LEE/HAMMOND WATER TREATMENT PLANT CO-OP S 00624002 Treatment Plant SW SP006240021 Sample Tap @ Treatment Plant EP 5/14/2024 116483P 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3500624 LEE/HAMMOND WATER TREATMENT PLANT CO-OP S 00624002 Treatment Plant SW SP006240021 Sample Tap @ Treatment Plant EP 5/14/2024 116133R ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3500624 LEE/HAMMOND WATER TREATMENT PLANT CO-OP S 00624002 Treatment Plant SW SP006240021 Sample Tap @ Treatment Plant EP 5/14/2024 116483P ADONA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3500624 LEE/HAMMOND WATER TREATMENT PLANT CO-OP S 00624002 Treatment Plant SW SP006240021 Sample Tap @ Treatment Plant EP 5/14/2024 116133R HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3500624 LEE/HAMMOND WATER TREATMENT PLANT CO-OP S 00624002 Treatment Plant SW SP006240021 Sample Tap @ Treatment Plant EP 5/14/2024 116483P HFPO-DA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3500624 LEE/HAMMOND WATER TREATMENT PLANT CO-OP S 00624002 Treatment Plant SW SP006240021 Sample Tap @ Treatment Plant EP 5/14/2024 116133R NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3500624 LEE/HAMMOND WATER TREATMENT PLANT CO-OP S 00624002 Treatment Plant SW SP006240021 Sample Tap @ Treatment Plant EP 5/14/2024 116483P NFDHA 0.02 µg/L EPA 533 < SE2 AM 6 NM
NM3500624 LEE/HAMMOND WATER TREATMENT PLANT CO-OP S 00624002 Treatment Plant SW SP006240021 Sample Tap @ Treatment Plant EP 5/14/2024 116133R PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3500624 LEE/HAMMOND WATER TREATMENT PLANT CO-OP S 00624002 Treatment Plant SW SP006240021 Sample Tap @ Treatment Plant EP 5/14/2024 116483P PFBA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3500624 LEE/HAMMOND WATER TREATMENT PLANT CO-OP S 00624002 Treatment Plant SW SP006240021 Sample Tap @ Treatment Plant EP 5/14/2024 116133R PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3500624 LEE/HAMMOND WATER TREATMENT PLANT CO-OP S 00624002 Treatment Plant SW SP006240021 Sample Tap @ Treatment Plant EP 5/14/2024 116483P PFBS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3500624 LEE/HAMMOND WATER TREATMENT PLANT CO-OP S 00624002 Treatment Plant SW SP006240021 Sample Tap @ Treatment Plant EP 5/14/2024 116133R PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3500624 LEE/HAMMOND WATER TREATMENT PLANT CO-OP S 00624002 Treatment Plant SW SP006240021 Sample Tap @ Treatment Plant EP 5/14/2024 116483P PFDA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3500624 LEE/HAMMOND WATER TREATMENT PLANT CO-OP S 00624002 Treatment Plant SW SP006240021 Sample Tap @ Treatment Plant EP 5/14/2024 116133R PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3500624 LEE/HAMMOND WATER TREATMENT PLANT CO-OP S 00624002 Treatment Plant SW SP006240021 Sample Tap @ Treatment Plant EP 5/14/2024 116483P PFDoA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3500624 LEE/HAMMOND WATER TREATMENT PLANT CO-OP S 00624002 Treatment Plant SW SP006240021 Sample Tap @ Treatment Plant EP 5/14/2024 116133R PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3500624 LEE/HAMMOND WATER TREATMENT PLANT CO-OP S 00624002 Treatment Plant SW SP006240021 Sample Tap @ Treatment Plant EP 5/14/2024 116483P PFEESA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3500624 LEE/HAMMOND WATER TREATMENT PLANT CO-OP S 00624002 Treatment Plant SW SP006240021 Sample Tap @ Treatment Plant EP 5/14/2024 116133R PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3500624 LEE/HAMMOND WATER TREATMENT PLANT CO-OP S 00624002 Treatment Plant SW SP006240021 Sample Tap @ Treatment Plant EP 5/14/2024 116483P PFHpA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3500624 LEE/HAMMOND WATER TREATMENT PLANT CO-OP S 00624002 Treatment Plant SW SP006240021 Sample Tap @ Treatment Plant EP 5/14/2024 116133R PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3500624 LEE/HAMMOND WATER TREATMENT PLANT CO-OP S 00624002 Treatment Plant SW SP006240021 Sample Tap @ Treatment Plant EP 5/14/2024 116483P PFHpS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3500624 LEE/HAMMOND WATER TREATMENT PLANT CO-OP S 00624002 Treatment Plant SW SP006240021 Sample Tap @ Treatment Plant EP 5/14/2024 116133R PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3500624 LEE/HAMMOND WATER TREATMENT PLANT CO-OP S 00624002 Treatment Plant SW SP006240021 Sample Tap @ Treatment Plant EP 5/14/2024 116483P PFHxA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3500624 LEE/HAMMOND WATER TREATMENT PLANT CO-OP S 00624002 Treatment Plant SW SP006240021 Sample Tap @ Treatment Plant EP 5/14/2024 116133R PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3500624 LEE/HAMMOND WATER TREATMENT PLANT CO-OP S 00624002 Treatment Plant SW SP006240021 Sample Tap @ Treatment Plant EP 5/14/2024 116483P PFHxS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3500624 LEE/HAMMOND WATER TREATMENT PLANT CO-OP S 00624002 Treatment Plant SW SP006240021 Sample Tap @ Treatment Plant EP 5/14/2024 116133R PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3500624 LEE/HAMMOND WATER TREATMENT PLANT CO-OP S 00624002 Treatment Plant SW SP006240021 Sample Tap @ Treatment Plant EP 5/14/2024 116483P PFMBA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3500624 LEE/HAMMOND WATER TREATMENT PLANT CO-OP S 00624002 Treatment Plant SW SP006240021 Sample Tap @ Treatment Plant EP 5/14/2024 116133R PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3500624 LEE/HAMMOND WATER TREATMENT PLANT CO-OP S 00624002 Treatment Plant SW SP006240021 Sample Tap @ Treatment Plant EP 5/14/2024 116483P PFMPA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3500624 LEE/HAMMOND WATER TREATMENT PLANT CO-OP S 00624002 Treatment Plant SW SP006240021 Sample Tap @ Treatment Plant EP 5/14/2024 116133R PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3500624 LEE/HAMMOND WATER TREATMENT PLANT CO-OP S 00624002 Treatment Plant SW SP006240021 Sample Tap @ Treatment Plant EP 5/14/2024 116483P PFNA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3500624 LEE/HAMMOND WATER TREATMENT PLANT CO-OP S 00624002 Treatment Plant SW SP006240021 Sample Tap @ Treatment Plant EP 5/14/2024 116133R PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3500624 LEE/HAMMOND WATER TREATMENT PLANT CO-OP S 00624002 Treatment Plant SW SP006240021 Sample Tap @ Treatment Plant EP 5/14/2024 116483P PFOA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3500624 LEE/HAMMOND WATER TREATMENT PLANT CO-OP S 00624002 Treatment Plant SW SP006240021 Sample Tap @ Treatment Plant EP 5/14/2024 116133R PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3500624 LEE/HAMMOND WATER TREATMENT PLANT CO-OP S 00624002 Treatment Plant SW SP006240021 Sample Tap @ Treatment Plant EP 5/14/2024 116483P PFOS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3500624 LEE/HAMMOND WATER TREATMENT PLANT CO-OP S 00624002 Treatment Plant SW SP006240021 Sample Tap @ Treatment Plant EP 5/14/2024 116133R PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3500624 LEE/HAMMOND WATER TREATMENT PLANT CO-OP S 00624002 Treatment Plant SW SP006240021 Sample Tap @ Treatment Plant EP 5/14/2024 116483P PFPeA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3500624 LEE/HAMMOND WATER TREATMENT PLANT CO-OP S 00624002 Treatment Plant SW SP006240021 Sample Tap @ Treatment Plant EP 5/14/2024 116133R PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3500624 LEE/HAMMOND WATER TREATMENT PLANT CO-OP S 00624002 Treatment Plant SW SP006240021 Sample Tap @ Treatment Plant EP 5/14/2024 116483P PFPeS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3500624 LEE/HAMMOND WATER TREATMENT PLANT CO-OP S 00624002 Treatment Plant SW SP006240021 Sample Tap @ Treatment Plant EP 5/14/2024 116133R PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3500624 LEE/HAMMOND WATER TREATMENT PLANT CO-OP S 00624002 Treatment Plant SW SP006240021 Sample Tap @ Treatment Plant EP 5/14/2024 116483P PFUnA 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3500624 LEE/HAMMOND WATER TREATMENT PLANT CO-OP S 00624002 Treatment Plant SW SP006240021 Sample Tap @ Treatment Plant EP 5/14/2024 116483P NEtFOSAA 0.005 µg/L EPA 537.1 < SE2 AM 6 NM
NM3500624 LEE/HAMMOND WATER TREATMENT PLANT CO-OP S 00624002 Treatment Plant SW SP006240021 Sample Tap @ Treatment Plant EP 5/14/2024 116483P NMeFOSAA 0.006 µg/L EPA 537.1 < SE2 AM 6 NM
NM3500624 LEE/HAMMOND WATER TREATMENT PLANT CO-OP S 00624002 Treatment Plant SW SP006240021 Sample Tap @ Treatment Plant EP 5/14/2024 116483P PFTA 0.008 µg/L EPA 537.1 < SE2 AM 6 NM
NM3500624 LEE/HAMMOND WATER TREATMENT PLANT CO-OP S 00624002 Treatment Plant SW SP006240021 Sample Tap @ Treatment Plant EP 5/14/2024 116483P PFTrDA 0.007 µg/L EPA 537.1 < SE2 AM 6 NM
NM3500624 LEE/HAMMOND WATER TREATMENT PLANT CO-OP S 00624002 Treatment Plant SW SP006240021 Sample Tap @ Treatment Plant EP 8/6/2024 119923P lithium 9 µg/L EPA 200.7 = 12 SE3 AM 6 NM
NM3500624 LEE/HAMMOND WATER TREATMENT PLANT CO-OP S 00624002 Treatment Plant SW SP006240021 Sample Tap @ Treatment Plant EP 8/6/2024 119923P 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE3 AM 6 NM
NM3500624 LEE/HAMMOND WATER TREATMENT PLANT CO-OP S 00624002 Treatment Plant SW SP006240021 Sample Tap @ Treatment Plant EP 8/6/2024 119923P 4:2 FTS 0.003 µg/L EPA 533 < SE3 AM 6 NM
NM3500624 LEE/HAMMOND WATER TREATMENT PLANT CO-OP S 00624002 Treatment Plant SW SP006240021 Sample Tap @ Treatment Plant EP 8/6/2024 119923P 6:2 FTS 0.005 µg/L EPA 533 < SE3 AM 6 NM
NM3500624 LEE/HAMMOND WATER TREATMENT PLANT CO-OP S 00624002 Treatment Plant SW SP006240021 Sample Tap @ Treatment Plant EP 8/6/2024 119923P 8:2 FTS 0.005 µg/L EPA 533 < SE3 AM 6 NM
NM3500624 LEE/HAMMOND WATER TREATMENT PLANT CO-OP S 00624002 Treatment Plant SW SP006240021 Sample Tap @ Treatment Plant EP 8/6/2024 119923P 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE3 AM 6 NM
NM3500624 LEE/HAMMOND WATER TREATMENT PLANT CO-OP S 00624002 Treatment Plant SW SP006240021 Sample Tap @ Treatment Plant EP 8/6/2024 119923P ADONA 0.003 µg/L EPA 533 < SE3 AM 6 NM
NM3500624 LEE/HAMMOND WATER TREATMENT PLANT CO-OP S 00624002 Treatment Plant SW SP006240021 Sample Tap @ Treatment Plant EP 8/6/2024 119923P HFPO-DA 0.005 µg/L EPA 533 < SE3 AM 6 NM
NM3500624 LEE/HAMMOND WATER TREATMENT PLANT CO-OP S 00624002 Treatment Plant SW SP006240021 Sample Tap @ Treatment Plant EP 8/6/2024 119923P NFDHA 0.02 µg/L EPA 533 < SE3 AM 6 NM
NM3500624 LEE/HAMMOND WATER TREATMENT PLANT CO-OP S 00624002 Treatment Plant SW SP006240021 Sample Tap @ Treatment Plant EP 8/6/2024 119923P PFBA 0.005 µg/L EPA 533 < SE3 AM 6 NM
NM3500624 LEE/HAMMOND WATER TREATMENT PLANT CO-OP S 00624002 Treatment Plant SW SP006240021 Sample Tap @ Treatment Plant EP 8/6/2024 119923P PFBS 0.003 µg/L EPA 533 < SE3 AM 6 NM
NM3500624 LEE/HAMMOND WATER TREATMENT PLANT CO-OP S 00624002 Treatment Plant SW SP006240021 Sample Tap @ Treatment Plant EP 8/6/2024 119923P PFDA 0.003 µg/L EPA 533 < SE3 AM 6 NM
NM3500624 LEE/HAMMOND WATER TREATMENT PLANT CO-OP S 00624002 Treatment Plant SW SP006240021 Sample Tap @ Treatment Plant EP 8/6/2024 119923P PFDoA 0.003 µg/L EPA 533 < SE3 AM 6 NM
NM3500624 LEE/HAMMOND WATER TREATMENT PLANT CO-OP S 00624002 Treatment Plant SW SP006240021 Sample Tap @ Treatment Plant EP 8/6/2024 119923P PFEESA 0.003 µg/L EPA 533 < SE3 AM 6 NM
NM3500624 LEE/HAMMOND WATER TREATMENT PLANT CO-OP S 00624002 Treatment Plant SW SP006240021 Sample Tap @ Treatment Plant EP 8/6/2024 119923P PFHpA 0.003 µg/L EPA 533 < SE3 AM 6 NM
NM3500624 LEE/HAMMOND WATER TREATMENT PLANT CO-OP S 00624002 Treatment Plant SW SP006240021 Sample Tap @ Treatment Plant EP 8/6/2024 119923P PFHpS 0.003 µg/L EPA 533 < SE3 AM 6 NM
NM3500624 LEE/HAMMOND WATER TREATMENT PLANT CO-OP S 00624002 Treatment Plant SW SP006240021 Sample Tap @ Treatment Plant EP 8/6/2024 119923P PFHxA 0.003 µg/L EPA 533 < SE3 AM 6 NM
NM3500624 LEE/HAMMOND WATER TREATMENT PLANT CO-OP S 00624002 Treatment Plant SW SP006240021 Sample Tap @ Treatment Plant EP 8/6/2024 119923P PFHxS 0.003 µg/L EPA 533 < SE3 AM 6 NM
NM3500624 LEE/HAMMOND WATER TREATMENT PLANT CO-OP S 00624002 Treatment Plant SW SP006240021 Sample Tap @ Treatment Plant EP 8/6/2024 119923P PFMBA 0.003 µg/L EPA 533 < SE3 AM 6 NM
NM3500624 LEE/HAMMOND WATER TREATMENT PLANT CO-OP S 00624002 Treatment Plant SW SP006240021 Sample Tap @ Treatment Plant EP 8/6/2024 119923P PFMPA 0.004 µg/L EPA 533 < SE3 AM 6 NM
NM3500624 LEE/HAMMOND WATER TREATMENT PLANT CO-OP S 00624002 Treatment Plant SW SP006240021 Sample Tap @ Treatment Plant EP 8/6/2024 119923P PFNA 0.004 µg/L EPA 533 < SE3 AM 6 NM
NM3500624 LEE/HAMMOND WATER TREATMENT PLANT CO-OP S 00624002 Treatment Plant SW SP006240021 Sample Tap @ Treatment Plant EP 8/6/2024 119923P PFOA 0.004 µg/L EPA 533 < SE3 AM 6 NM
NM3500624 LEE/HAMMOND WATER TREATMENT PLANT CO-OP S 00624002 Treatment Plant SW SP006240021 Sample Tap @ Treatment Plant EP 8/6/2024 119923P PFOS 0.004 µg/L EPA 533 < SE3 AM 6 NM
NM3500624 LEE/HAMMOND WATER TREATMENT PLANT CO-OP S 00624002 Treatment Plant SW SP006240021 Sample Tap @ Treatment Plant EP 8/6/2024 119923P PFPeA 0.003 µg/L EPA 533 < SE3 AM 6 NM
NM3500624 LEE/HAMMOND WATER TREATMENT PLANT CO-OP S 00624002 Treatment Plant SW SP006240021 Sample Tap @ Treatment Plant EP 8/6/2024 119923P PFPeS 0.004 µg/L EPA 533 < SE3 AM 6 NM
NM3500624 LEE/HAMMOND WATER TREATMENT PLANT CO-OP S 00624002 Treatment Plant SW SP006240021 Sample Tap @ Treatment Plant EP 8/6/2024 119923P PFUnA 0.002 µg/L EPA 533 < SE3 AM 6 NM
NM3500624 LEE/HAMMOND WATER TREATMENT PLANT CO-OP S 00624002 Treatment Plant SW SP006240021 Sample Tap @ Treatment Plant EP 8/6/2024 119923P NEtFOSAA 0.005 µg/L EPA 537.1 < SE3 AM 6 NM
NM3500624 LEE/HAMMOND WATER TREATMENT PLANT CO-OP S 00624002 Treatment Plant SW SP006240021 Sample Tap @ Treatment Plant EP 8/6/2024 119923P NMeFOSAA 0.006 µg/L EPA 537.1 < SE3 AM 6 NM
NM3500624 LEE/HAMMOND WATER TREATMENT PLANT CO-OP S 00624002 Treatment Plant SW SP006240021 Sample Tap @ Treatment Plant EP 8/6/2024 119923P PFTA 0.008 µg/L EPA 537.1 < SE3 AM 6 NM
NM3500624 LEE/HAMMOND WATER TREATMENT PLANT CO-OP S 00624002 Treatment Plant SW SP006240021 Sample Tap @ Treatment Plant EP 8/6/2024 119923P PFTrDA 0.007 µg/L EPA 537.1 < SE3 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94030 Otowi Booster #2 GW SP001150301 Entry Point to Dist. System EP 1/19/2023 MDA0512-01 lithium 9 µg/L EPA 200.7 = 23.1 SE1 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94030 Otowi Booster #2 GW SP001150301 Entry Point to Dist. System EP 1/19/2023 MDA0512-01 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94030 Otowi Booster #2 GW SP001150301 Entry Point to Dist. System EP 1/19/2023 MDA0512-01 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94030 Otowi Booster #2 GW SP001150301 Entry Point to Dist. System EP 1/19/2023 MDA0512-01 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94030 Otowi Booster #2 GW SP001150301 Entry Point to Dist. System EP 1/19/2023 MDA0512-01 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94030 Otowi Booster #2 GW SP001150301 Entry Point to Dist. System EP 1/19/2023 MDA0512-01 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94030 Otowi Booster #2 GW SP001150301 Entry Point to Dist. System EP 1/19/2023 MDA0512-01 ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94030 Otowi Booster #2 GW SP001150301 Entry Point to Dist. System EP 1/19/2023 MDA0512-01 HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94030 Otowi Booster #2 GW SP001150301 Entry Point to Dist. System EP 1/19/2023 MDA0512-01 NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94030 Otowi Booster #2 GW SP001150301 Entry Point to Dist. System EP 1/19/2023 MDA0512-01 PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94030 Otowi Booster #2 GW SP001150301 Entry Point to Dist. System EP 1/19/2023 MDA0512-01 PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94030 Otowi Booster #2 GW SP001150301 Entry Point to Dist. System EP 1/19/2023 MDA0512-01 PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94030 Otowi Booster #2 GW SP001150301 Entry Point to Dist. System EP 1/19/2023 MDA0512-01 PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94030 Otowi Booster #2 GW SP001150301 Entry Point to Dist. System EP 1/19/2023 MDA0512-01 PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94030 Otowi Booster #2 GW SP001150301 Entry Point to Dist. System EP 1/19/2023 MDA0512-01 PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94030 Otowi Booster #2 GW SP001150301 Entry Point to Dist. System EP 1/19/2023 MDA0512-01 PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94030 Otowi Booster #2 GW SP001150301 Entry Point to Dist. System EP 1/19/2023 MDA0512-01 PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94030 Otowi Booster #2 GW SP001150301 Entry Point to Dist. System EP 1/19/2023 MDA0512-01 PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94030 Otowi Booster #2 GW SP001150301 Entry Point to Dist. System EP 1/19/2023 MDA0512-01 PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94030 Otowi Booster #2 GW SP001150301 Entry Point to Dist. System EP 1/19/2023 MDA0512-01 PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94030 Otowi Booster #2 GW SP001150301 Entry Point to Dist. System EP 1/19/2023 MDA0512-01 PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94030 Otowi Booster #2 GW SP001150301 Entry Point to Dist. System EP 1/19/2023 MDA0512-01 PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94030 Otowi Booster #2 GW SP001150301 Entry Point to Dist. System EP 1/19/2023 MDA0512-01 PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94030 Otowi Booster #2 GW SP001150301 Entry Point to Dist. System EP 1/19/2023 MDA0512-01 PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94030 Otowi Booster #2 GW SP001150301 Entry Point to Dist. System EP 1/19/2023 MDA0512-01 PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94030 Otowi Booster #2 GW SP001150301 Entry Point to Dist. System EP 1/19/2023 MDA0512-01 PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94030 Otowi Booster #2 GW SP001150301 Entry Point to Dist. System EP 1/19/2023 MDA0512-01 NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94030 Otowi Booster #2 GW SP001150301 Entry Point to Dist. System EP 1/19/2023 MDA0512-01 NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94030 Otowi Booster #2 GW SP001150301 Entry Point to Dist. System EP 1/19/2023 MDA0512-01 PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
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NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94030 Otowi Booster #2 GW SP001150301 Entry Point to Dist. System EP 1/19/2023 MDA0512-01 PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94030 Otowi Booster #2 GW SP001150301 Entry Point to Dist. System EP 7/28/2023 MDH0008-01 lithium 9 µg/L EPA 200.7 = 26.4 SE2 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94030 Otowi Booster #2 GW SP001150301 Entry Point to Dist. System EP 7/28/2023 MDH0008-01 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94030 Otowi Booster #2 GW SP001150301 Entry Point to Dist. System EP 7/28/2023 MDH0008-01 4:2 FTS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94030 Otowi Booster #2 GW SP001150301 Entry Point to Dist. System EP 7/28/2023 MDH0008-01 6:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94030 Otowi Booster #2 GW SP001150301 Entry Point to Dist. System EP 7/28/2023 MDH0008-01 8:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94030 Otowi Booster #2 GW SP001150301 Entry Point to Dist. System EP 7/28/2023 MDH0008-01 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94030 Otowi Booster #2 GW SP001150301 Entry Point to Dist. System EP 7/28/2023 MDH0008-01 ADONA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94030 Otowi Booster #2 GW SP001150301 Entry Point to Dist. System EP 7/28/2023 MDH0008-01 HFPO-DA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94030 Otowi Booster #2 GW SP001150301 Entry Point to Dist. System EP 7/28/2023 MDH0008-01 NFDHA 0.02 µg/L EPA 533 < SE2 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94030 Otowi Booster #2 GW SP001150301 Entry Point to Dist. System EP 7/28/2023 MDH0008-01 PFBA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94030 Otowi Booster #2 GW SP001150301 Entry Point to Dist. System EP 7/28/2023 MDH0008-01 PFBS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94030 Otowi Booster #2 GW SP001150301 Entry Point to Dist. System EP 7/28/2023 MDH0008-01 PFDA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94030 Otowi Booster #2 GW SP001150301 Entry Point to Dist. System EP 7/28/2023 MDH0008-01 PFDoA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94030 Otowi Booster #2 GW SP001150301 Entry Point to Dist. System EP 7/28/2023 MDH0008-01 PFEESA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94030 Otowi Booster #2 GW SP001150301 Entry Point to Dist. System EP 7/28/2023 MDH0008-01 PFHpA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94030 Otowi Booster #2 GW SP001150301 Entry Point to Dist. System EP 7/28/2023 MDH0008-01 PFHpS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94030 Otowi Booster #2 GW SP001150301 Entry Point to Dist. System EP 7/28/2023 MDH0008-01 PFHxA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94030 Otowi Booster #2 GW SP001150301 Entry Point to Dist. System EP 7/28/2023 MDH0008-01 PFHxS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94030 Otowi Booster #2 GW SP001150301 Entry Point to Dist. System EP 7/28/2023 MDH0008-01 PFMBA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94030 Otowi Booster #2 GW SP001150301 Entry Point to Dist. System EP 7/28/2023 MDH0008-01 PFMPA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94030 Otowi Booster #2 GW SP001150301 Entry Point to Dist. System EP 7/28/2023 MDH0008-01 PFNA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94030 Otowi Booster #2 GW SP001150301 Entry Point to Dist. System EP 7/28/2023 MDH0008-01 PFOA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94030 Otowi Booster #2 GW SP001150301 Entry Point to Dist. System EP 7/28/2023 MDH0008-01 PFOS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94030 Otowi Booster #2 GW SP001150301 Entry Point to Dist. System EP 7/28/2023 MDH0008-01 PFPeA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94030 Otowi Booster #2 GW SP001150301 Entry Point to Dist. System EP 7/28/2023 MDH0008-01 PFPeS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94030 Otowi Booster #2 GW SP001150301 Entry Point to Dist. System EP 7/28/2023 MDH0008-01 PFUnA 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94030 Otowi Booster #2 GW SP001150301 Entry Point to Dist. System EP 7/28/2023 MDH0008-01 NEtFOSAA 0.005 µg/L EPA 537.1 < SE2 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94030 Otowi Booster #2 GW SP001150301 Entry Point to Dist. System EP 7/28/2023 MDH0008-01 NMeFOSAA 0.006 µg/L EPA 537.1 < SE2 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94030 Otowi Booster #2 GW SP001150301 Entry Point to Dist. System EP 7/28/2023 MDH0008-01 PFTA 0.008 µg/L EPA 537.1 < SE2 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94030 Otowi Booster #2 GW SP001150301 Entry Point to Dist. System EP 7/28/2023 MDH0008-01 PFTrDA 0.007 µg/L EPA 537.1 < SE2 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94023 Pajarito Booster #2 GW SP001150231 Entry Point to Dist. System EP 1/19/2023 MDA0512-03 lithium 9 µg/L EPA 200.7 = 24.5 SE1 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94023 Pajarito Booster #2 GW SP001150231 Entry Point to Dist. System EP 1/19/2023 MDA0512-03 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94023 Pajarito Booster #2 GW SP001150231 Entry Point to Dist. System EP 1/19/2023 MDA0512-03 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94023 Pajarito Booster #2 GW SP001150231 Entry Point to Dist. System EP 1/19/2023 MDA0512-03 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94023 Pajarito Booster #2 GW SP001150231 Entry Point to Dist. System EP 1/19/2023 MDA0512-03 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94023 Pajarito Booster #2 GW SP001150231 Entry Point to Dist. System EP 1/19/2023 MDA0512-03 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94023 Pajarito Booster #2 GW SP001150231 Entry Point to Dist. System EP 1/19/2023 MDA0512-03 ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94023 Pajarito Booster #2 GW SP001150231 Entry Point to Dist. System EP 1/19/2023 MDA0512-03 HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94023 Pajarito Booster #2 GW SP001150231 Entry Point to Dist. System EP 1/19/2023 MDA0512-03 NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94023 Pajarito Booster #2 GW SP001150231 Entry Point to Dist. System EP 1/19/2023 MDA0512-03 PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94023 Pajarito Booster #2 GW SP001150231 Entry Point to Dist. System EP 1/19/2023 MDA0512-03 PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94023 Pajarito Booster #2 GW SP001150231 Entry Point to Dist. System EP 1/19/2023 MDA0512-03 PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94023 Pajarito Booster #2 GW SP001150231 Entry Point to Dist. System EP 1/19/2023 MDA0512-03 PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94023 Pajarito Booster #2 GW SP001150231 Entry Point to Dist. System EP 1/19/2023 MDA0512-03 PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94023 Pajarito Booster #2 GW SP001150231 Entry Point to Dist. System EP 1/19/2023 MDA0512-03 PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94023 Pajarito Booster #2 GW SP001150231 Entry Point to Dist. System EP 1/19/2023 MDA0512-03 PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94023 Pajarito Booster #2 GW SP001150231 Entry Point to Dist. System EP 1/19/2023 MDA0512-03 PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94023 Pajarito Booster #2 GW SP001150231 Entry Point to Dist. System EP 1/19/2023 MDA0512-03 PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94023 Pajarito Booster #2 GW SP001150231 Entry Point to Dist. System EP 1/19/2023 MDA0512-03 PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94023 Pajarito Booster #2 GW SP001150231 Entry Point to Dist. System EP 1/19/2023 MDA0512-03 PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94023 Pajarito Booster #2 GW SP001150231 Entry Point to Dist. System EP 1/19/2023 MDA0512-03 PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94023 Pajarito Booster #2 GW SP001150231 Entry Point to Dist. System EP 1/19/2023 MDA0512-03 PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94023 Pajarito Booster #2 GW SP001150231 Entry Point to Dist. System EP 1/19/2023 MDA0512-03 PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94023 Pajarito Booster #2 GW SP001150231 Entry Point to Dist. System EP 1/19/2023 MDA0512-03 PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94023 Pajarito Booster #2 GW SP001150231 Entry Point to Dist. System EP 1/19/2023 MDA0512-03 PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94023 Pajarito Booster #2 GW SP001150231 Entry Point to Dist. System EP 1/19/2023 MDA0512-03 PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94023 Pajarito Booster #2 GW SP001150231 Entry Point to Dist. System EP 1/19/2023 MDA0512-03 NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94023 Pajarito Booster #2 GW SP001150231 Entry Point to Dist. System EP 1/19/2023 MDA0512-03 NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94023 Pajarito Booster #2 GW SP001150231 Entry Point to Dist. System EP 1/19/2023 MDA0512-03 PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94023 Pajarito Booster #2 GW SP001150231 Entry Point to Dist. System EP 1/19/2023 MDA0512-03 PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94023 Pajarito Booster #2 GW SP001150231 Entry Point to Dist. System EP 7/28/2023 MDH0010-01 lithium 9 µg/L EPA 200.7 = 26.6 SE2 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94023 Pajarito Booster #2 GW SP001150231 Entry Point to Dist. System EP 7/28/2023 MDH0010-01 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94023 Pajarito Booster #2 GW SP001150231 Entry Point to Dist. System EP 7/28/2023 MDH0010-01 4:2 FTS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94023 Pajarito Booster #2 GW SP001150231 Entry Point to Dist. System EP 7/28/2023 MDH0010-01 6:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94023 Pajarito Booster #2 GW SP001150231 Entry Point to Dist. System EP 7/28/2023 MDH0010-01 8:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94023 Pajarito Booster #2 GW SP001150231 Entry Point to Dist. System EP 7/28/2023 MDH0010-01 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94023 Pajarito Booster #2 GW SP001150231 Entry Point to Dist. System EP 7/28/2023 MDH0010-01 ADONA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94023 Pajarito Booster #2 GW SP001150231 Entry Point to Dist. System EP 7/28/2023 MDH0010-01 HFPO-DA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94023 Pajarito Booster #2 GW SP001150231 Entry Point to Dist. System EP 7/28/2023 MDH0010-01 NFDHA 0.02 µg/L EPA 533 < SE2 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94023 Pajarito Booster #2 GW SP001150231 Entry Point to Dist. System EP 7/28/2023 MDH0010-01 PFBA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94023 Pajarito Booster #2 GW SP001150231 Entry Point to Dist. System EP 7/28/2023 MDH0010-01 PFBS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94023 Pajarito Booster #2 GW SP001150231 Entry Point to Dist. System EP 7/28/2023 MDH0010-01 PFDA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94023 Pajarito Booster #2 GW SP001150231 Entry Point to Dist. System EP 7/28/2023 MDH0010-01 PFDoA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94023 Pajarito Booster #2 GW SP001150231 Entry Point to Dist. System EP 7/28/2023 MDH0010-01 PFEESA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94023 Pajarito Booster #2 GW SP001150231 Entry Point to Dist. System EP 7/28/2023 MDH0010-01 PFHpA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94023 Pajarito Booster #2 GW SP001150231 Entry Point to Dist. System EP 7/28/2023 MDH0010-01 PFHpS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94023 Pajarito Booster #2 GW SP001150231 Entry Point to Dist. System EP 7/28/2023 MDH0010-01 PFHxA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94023 Pajarito Booster #2 GW SP001150231 Entry Point to Dist. System EP 7/28/2023 MDH0010-01 PFHxS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94023 Pajarito Booster #2 GW SP001150231 Entry Point to Dist. System EP 7/28/2023 MDH0010-01 PFMBA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94023 Pajarito Booster #2 GW SP001150231 Entry Point to Dist. System EP 7/28/2023 MDH0010-01 PFMPA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94023 Pajarito Booster #2 GW SP001150231 Entry Point to Dist. System EP 7/28/2023 MDH0010-01 PFNA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94023 Pajarito Booster #2 GW SP001150231 Entry Point to Dist. System EP 7/28/2023 MDH0010-01 PFOA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94023 Pajarito Booster #2 GW SP001150231 Entry Point to Dist. System EP 7/28/2023 MDH0010-01 PFOS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94023 Pajarito Booster #2 GW SP001150231 Entry Point to Dist. System EP 7/28/2023 MDH0010-01 PFPeA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94023 Pajarito Booster #2 GW SP001150231 Entry Point to Dist. System EP 7/28/2023 MDH0010-01 PFPeS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94023 Pajarito Booster #2 GW SP001150231 Entry Point to Dist. System EP 7/28/2023 MDH0010-01 PFUnA 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94023 Pajarito Booster #2 GW SP001150231 Entry Point to Dist. System EP 7/28/2023 MDH0010-01 NEtFOSAA 0.005 µg/L EPA 537.1 < SE2 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94023 Pajarito Booster #2 GW SP001150231 Entry Point to Dist. System EP 7/28/2023 MDH0010-01 NMeFOSAA 0.006 µg/L EPA 537.1 < SE2 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94023 Pajarito Booster #2 GW SP001150231 Entry Point to Dist. System EP 7/28/2023 MDH0010-01 PFTA 0.008 µg/L EPA 537.1 < SE2 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94023 Pajarito Booster #2 GW SP001150231 Entry Point to Dist. System EP 7/28/2023 MDH0010-01 PFTrDA 0.007 µg/L EPA 537.1 < SE2 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94031 Tsankawi Pit GW SP001150311 Entry Point to Dist. System EP 1/19/2023 MDA0512-02 lithium 9 µg/L EPA 200.7 = 33.8 SE1 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94031 Tsankawi Pit GW SP001150311 Entry Point to Dist. System EP 1/19/2023 MDA0512-02 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94031 Tsankawi Pit GW SP001150311 Entry Point to Dist. System EP 1/19/2023 MDA0512-02 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94031 Tsankawi Pit GW SP001150311 Entry Point to Dist. System EP 1/19/2023 MDA0512-02 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94031 Tsankawi Pit GW SP001150311 Entry Point to Dist. System EP 1/19/2023 MDA0512-02 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94031 Tsankawi Pit GW SP001150311 Entry Point to Dist. System EP 1/19/2023 MDA0512-02 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94031 Tsankawi Pit GW SP001150311 Entry Point to Dist. System EP 1/19/2023 MDA0512-02 ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94031 Tsankawi Pit GW SP001150311 Entry Point to Dist. System EP 1/19/2023 MDA0512-02 HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94031 Tsankawi Pit GW SP001150311 Entry Point to Dist. System EP 1/19/2023 MDA0512-02 NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94031 Tsankawi Pit GW SP001150311 Entry Point to Dist. System EP 1/19/2023 MDA0512-02 PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94031 Tsankawi Pit GW SP001150311 Entry Point to Dist. System EP 1/19/2023 MDA0512-02 PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94031 Tsankawi Pit GW SP001150311 Entry Point to Dist. System EP 1/19/2023 MDA0512-02 PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94031 Tsankawi Pit GW SP001150311 Entry Point to Dist. System EP 1/19/2023 MDA0512-02 PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94031 Tsankawi Pit GW SP001150311 Entry Point to Dist. System EP 1/19/2023 MDA0512-02 PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94031 Tsankawi Pit GW SP001150311 Entry Point to Dist. System EP 1/19/2023 MDA0512-02 PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94031 Tsankawi Pit GW SP001150311 Entry Point to Dist. System EP 1/19/2023 MDA0512-02 PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94031 Tsankawi Pit GW SP001150311 Entry Point to Dist. System EP 1/19/2023 MDA0512-02 PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94031 Tsankawi Pit GW SP001150311 Entry Point to Dist. System EP 1/19/2023 MDA0512-02 PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94031 Tsankawi Pit GW SP001150311 Entry Point to Dist. System EP 1/19/2023 MDA0512-02 PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94031 Tsankawi Pit GW SP001150311 Entry Point to Dist. System EP 1/19/2023 MDA0512-02 PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
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NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94031 Tsankawi Pit GW SP001150311 Entry Point to Dist. System EP 1/19/2023 MDA0512-02 PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94031 Tsankawi Pit GW SP001150311 Entry Point to Dist. System EP 1/19/2023 MDA0512-02 PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94031 Tsankawi Pit GW SP001150311 Entry Point to Dist. System EP 1/19/2023 MDA0512-02 PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94031 Tsankawi Pit GW SP001150311 Entry Point to Dist. System EP 1/19/2023 MDA0512-02 PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94031 Tsankawi Pit GW SP001150311 Entry Point to Dist. System EP 1/19/2023 MDA0512-02 PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94031 Tsankawi Pit GW SP001150311 Entry Point to Dist. System EP 1/19/2023 MDA0512-02 PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94031 Tsankawi Pit GW SP001150311 Entry Point to Dist. System EP 1/19/2023 MDA0512-02 NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94031 Tsankawi Pit GW SP001150311 Entry Point to Dist. System EP 1/19/2023 MDA0512-02 NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94031 Tsankawi Pit GW SP001150311 Entry Point to Dist. System EP 1/19/2023 MDA0512-02 PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94031 Tsankawi Pit GW SP001150311 Entry Point to Dist. System EP 1/19/2023 MDA0512-02 PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94031 Tsankawi Pit GW SP001150311 Entry Point to Dist. System EP 7/28/2023 MDH0006-01 lithium 9 µg/L EPA 200.7 = 31.4 SE2 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94031 Tsankawi Pit GW SP001150311 Entry Point to Dist. System EP 7/28/2023 MDH0006-01 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94031 Tsankawi Pit GW SP001150311 Entry Point to Dist. System EP 7/28/2023 MDH0006-01 4:2 FTS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94031 Tsankawi Pit GW SP001150311 Entry Point to Dist. System EP 7/28/2023 MDH0006-01 6:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94031 Tsankawi Pit GW SP001150311 Entry Point to Dist. System EP 7/28/2023 MDH0006-01 8:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94031 Tsankawi Pit GW SP001150311 Entry Point to Dist. System EP 7/28/2023 MDH0006-01 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94031 Tsankawi Pit GW SP001150311 Entry Point to Dist. System EP 7/28/2023 MDH0006-01 ADONA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94031 Tsankawi Pit GW SP001150311 Entry Point to Dist. System EP 7/28/2023 MDH0006-01 HFPO-DA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94031 Tsankawi Pit GW SP001150311 Entry Point to Dist. System EP 7/28/2023 MDH0006-01 NFDHA 0.02 µg/L EPA 533 < SE2 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94031 Tsankawi Pit GW SP001150311 Entry Point to Dist. System EP 7/28/2023 MDH0006-01 PFBA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94031 Tsankawi Pit GW SP001150311 Entry Point to Dist. System EP 7/28/2023 MDH0006-01 PFBS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94031 Tsankawi Pit GW SP001150311 Entry Point to Dist. System EP 7/28/2023 MDH0006-01 PFDA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94031 Tsankawi Pit GW SP001150311 Entry Point to Dist. System EP 7/28/2023 MDH0006-01 PFDoA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94031 Tsankawi Pit GW SP001150311 Entry Point to Dist. System EP 7/28/2023 MDH0006-01 PFEESA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94031 Tsankawi Pit GW SP001150311 Entry Point to Dist. System EP 7/28/2023 MDH0006-01 PFHpA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94031 Tsankawi Pit GW SP001150311 Entry Point to Dist. System EP 7/28/2023 MDH0006-01 PFHpS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94031 Tsankawi Pit GW SP001150311 Entry Point to Dist. System EP 7/28/2023 MDH0006-01 PFHxA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94031 Tsankawi Pit GW SP001150311 Entry Point to Dist. System EP 7/28/2023 MDH0006-01 PFHxS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94031 Tsankawi Pit GW SP001150311 Entry Point to Dist. System EP 7/28/2023 MDH0006-01 PFMBA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94031 Tsankawi Pit GW SP001150311 Entry Point to Dist. System EP 7/28/2023 MDH0006-01 PFMPA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94031 Tsankawi Pit GW SP001150311 Entry Point to Dist. System EP 7/28/2023 MDH0006-01 PFNA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94031 Tsankawi Pit GW SP001150311 Entry Point to Dist. System EP 7/28/2023 MDH0006-01 PFOA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94031 Tsankawi Pit GW SP001150311 Entry Point to Dist. System EP 7/28/2023 MDH0006-01 PFOS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94031 Tsankawi Pit GW SP001150311 Entry Point to Dist. System EP 7/28/2023 MDH0006-01 PFPeA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94031 Tsankawi Pit GW SP001150311 Entry Point to Dist. System EP 7/28/2023 MDH0006-01 PFPeS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94031 Tsankawi Pit GW SP001150311 Entry Point to Dist. System EP 7/28/2023 MDH0006-01 PFUnA 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94031 Tsankawi Pit GW SP001150311 Entry Point to Dist. System EP 7/28/2023 MDH0006-01 NEtFOSAA 0.005 µg/L EPA 537.1 < SE2 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94031 Tsankawi Pit GW SP001150311 Entry Point to Dist. System EP 7/28/2023 MDH0006-01 NMeFOSAA 0.006 µg/L EPA 537.1 < SE2 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94031 Tsankawi Pit GW SP001150311 Entry Point to Dist. System EP 7/28/2023 MDH0006-01 PFTA 0.008 µg/L EPA 537.1 < SE2 AM 6 NM
NM3500115 LOS ALAMOS MUNICIPAL WATER SYSTEM L 94031 Tsankawi Pit GW SP001150311 Entry Point to Dist. System EP 7/28/2023 MDH0006-01 PFTrDA 0.007 µg/L EPA 537.1 < SE2 AM 6 NM
NM3525332 LOS LUNAS WATER SYSTEM L 00004 Well 4 TP GW EP004 Entry Point to Dist. System EP 8/28/2023 2023036715 lithium 9 µg/L EPA 200.7 = 31.2 SE1 AM 6 NM
NM3525332 LOS LUNAS WATER SYSTEM L 00004 Well 4 TP GW EP004 Entry Point to Dist. System EP 8/28/2023 2023036720 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3525332 LOS LUNAS WATER SYSTEM L 00004 Well 4 TP GW EP004 Entry Point to Dist. System EP 8/28/2023 2023036720 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3525332 LOS LUNAS WATER SYSTEM L 00004 Well 4 TP GW EP004 Entry Point to Dist. System EP 8/28/2023 2023036720 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3525332 LOS LUNAS WATER SYSTEM L 00004 Well 4 TP GW EP004 Entry Point to Dist. System EP 8/28/2023 2023036720 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3525332 LOS LUNAS WATER SYSTEM L 00004 Well 4 TP GW EP004 Entry Point to Dist. System EP 8/28/2023 2023036720 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3525332 LOS LUNAS WATER SYSTEM L 00004 Well 4 TP GW EP004 Entry Point to Dist. System EP 8/28/2023 2023036720 ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3525332 LOS LUNAS WATER SYSTEM L 00004 Well 4 TP GW EP004 Entry Point to Dist. System EP 8/28/2023 2023036720 HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3525332 LOS LUNAS WATER SYSTEM L 00004 Well 4 TP GW EP004 Entry Point to Dist. System EP 8/28/2023 2023036720 NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3525332 LOS LUNAS WATER SYSTEM L 00004 Well 4 TP GW EP004 Entry Point to Dist. System EP 8/28/2023 2023036720 PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3525332 LOS LUNAS WATER SYSTEM L 00004 Well 4 TP GW EP004 Entry Point to Dist. System EP 8/28/2023 2023036720 PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3525332 LOS LUNAS WATER SYSTEM L 00004 Well 4 TP GW EP004 Entry Point to Dist. System EP 8/28/2023 2023036720 PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3525332 LOS LUNAS WATER SYSTEM L 00004 Well 4 TP GW EP004 Entry Point to Dist. System EP 8/28/2023 2023036720 PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3525332 LOS LUNAS WATER SYSTEM L 00004 Well 4 TP GW EP004 Entry Point to Dist. System EP 8/28/2023 2023036720 PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3525332 LOS LUNAS WATER SYSTEM L 00004 Well 4 TP GW EP004 Entry Point to Dist. System EP 8/28/2023 2023036720 PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3525332 LOS LUNAS WATER SYSTEM L 00004 Well 4 TP GW EP004 Entry Point to Dist. System EP 8/28/2023 2023036720 PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3525332 LOS LUNAS WATER SYSTEM L 00004 Well 4 TP GW EP004 Entry Point to Dist. System EP 8/28/2023 2023036720 PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3525332 LOS LUNAS WATER SYSTEM L 00004 Well 4 TP GW EP004 Entry Point to Dist. System EP 8/28/2023 2023036720 PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3525332 LOS LUNAS WATER SYSTEM L 00004 Well 4 TP GW EP004 Entry Point to Dist. System EP 8/28/2023 2023036720 PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3525332 LOS LUNAS WATER SYSTEM L 00004 Well 4 TP GW EP004 Entry Point to Dist. System EP 8/28/2023 2023036720 PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3525332 LOS LUNAS WATER SYSTEM L 00004 Well 4 TP GW EP004 Entry Point to Dist. System EP 8/28/2023 2023036720 PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3525332 LOS LUNAS WATER SYSTEM L 00004 Well 4 TP GW EP004 Entry Point to Dist. System EP 8/28/2023 2023036720 PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3525332 LOS LUNAS WATER SYSTEM L 00004 Well 4 TP GW EP004 Entry Point to Dist. System EP 8/28/2023 2023036720 PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3525332 LOS LUNAS WATER SYSTEM L 00004 Well 4 TP GW EP004 Entry Point to Dist. System EP 8/28/2023 2023036720 PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3525332 LOS LUNAS WATER SYSTEM L 00004 Well 4 TP GW EP004 Entry Point to Dist. System EP 8/28/2023 2023036720 PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3525332 LOS LUNAS WATER SYSTEM L 00004 Well 4 TP GW EP004 Entry Point to Dist. System EP 8/28/2023 2023036720 PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3525332 LOS LUNAS WATER SYSTEM L 00004 Well 4 TP GW EP004 Entry Point to Dist. System EP 8/28/2023 2023036716 NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3525332 LOS LUNAS WATER SYSTEM L 00004 Well 4 TP GW EP004 Entry Point to Dist. System EP 8/28/2023 2023036716 NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3525332 LOS LUNAS WATER SYSTEM L 00004 Well 4 TP GW EP004 Entry Point to Dist. System EP 8/28/2023 2023036716 PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3525332 LOS LUNAS WATER SYSTEM L 00004 Well 4 TP GW EP004 Entry Point to Dist. System EP 8/28/2023 2023036716 PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3525332 LOS LUNAS WATER SYSTEM L 00005 Well 5 TP GW EP005 Entry Point to Dist. System EP 2/27/2024 2024006383 lithium 9 µg/L EPA 200.7 = 21.5 SE1 AM 6 NM
NM3525332 LOS LUNAS WATER SYSTEM L 00005 Well 5 TP GW EP005 Entry Point to Dist. System EP 2/27/2024 2024006388 NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3525332 LOS LUNAS WATER SYSTEM L 00005 Well 5 TP GW EP005 Entry Point to Dist. System EP 2/27/2024 2024006388 NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3525332 LOS LUNAS WATER SYSTEM L 00005 Well 5 TP GW EP005 Entry Point to Dist. System EP 2/27/2024 2024006388 PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3525332 LOS LUNAS WATER SYSTEM L 00005 Well 5 TP GW EP005 Entry Point to Dist. System EP 2/27/2024 2024006388 PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3525332 LOS LUNAS WATER SYSTEM L 00005 Well 5 TP GW EP005 Entry Point to Dist. System EP 8/27/2024 380-110691-1 lithium 9 µg/L EPA 200.7 = 29.6 SE2 AM 6 NM
NM3525332 LOS LUNAS WATER SYSTEM L 00006 Well 6 TP GW EP006 Entry Point to Dist. System EP 8/28/2023 2023036714 lithium 9 µg/L EPA 200.7 = 24.6 SE1 AM 6 NM
NM3525332 LOS LUNAS WATER SYSTEM L 00006 Well 6 TP GW EP006 Entry Point to Dist. System EP 8/28/2023 2023036721 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3525332 LOS LUNAS WATER SYSTEM L 00006 Well 6 TP GW EP006 Entry Point to Dist. System EP 8/28/2023 2023036721 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3525332 LOS LUNAS WATER SYSTEM L 00006 Well 6 TP GW EP006 Entry Point to Dist. System EP 8/28/2023 2023036721 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3525332 LOS LUNAS WATER SYSTEM L 00006 Well 6 TP GW EP006 Entry Point to Dist. System EP 8/28/2023 2023036721 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3525332 LOS LUNAS WATER SYSTEM L 00006 Well 6 TP GW EP006 Entry Point to Dist. System EP 8/28/2023 2023036721 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3525332 LOS LUNAS WATER SYSTEM L 00006 Well 6 TP GW EP006 Entry Point to Dist. System EP 8/28/2023 2023036721 ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3525332 LOS LUNAS WATER SYSTEM L 00006 Well 6 TP GW EP006 Entry Point to Dist. System EP 8/28/2023 2023036721 HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3525332 LOS LUNAS WATER SYSTEM L 00006 Well 6 TP GW EP006 Entry Point to Dist. System EP 8/28/2023 2023036721 NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3525332 LOS LUNAS WATER SYSTEM L 00006 Well 6 TP GW EP006 Entry Point to Dist. System EP 8/28/2023 2023036721 PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3525332 LOS LUNAS WATER SYSTEM L 00006 Well 6 TP GW EP006 Entry Point to Dist. System EP 8/28/2023 2023036721 PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3525332 LOS LUNAS WATER SYSTEM L 00006 Well 6 TP GW EP006 Entry Point to Dist. System EP 8/28/2023 2023036721 PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3525332 LOS LUNAS WATER SYSTEM L 00006 Well 6 TP GW EP006 Entry Point to Dist. System EP 8/28/2023 2023036721 PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3525332 LOS LUNAS WATER SYSTEM L 00006 Well 6 TP GW EP006 Entry Point to Dist. System EP 8/28/2023 2023036721 PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3525332 LOS LUNAS WATER SYSTEM L 00006 Well 6 TP GW EP006 Entry Point to Dist. System EP 8/28/2023 2023036721 PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3525332 LOS LUNAS WATER SYSTEM L 00006 Well 6 TP GW EP006 Entry Point to Dist. System EP 8/28/2023 2023036721 PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3525332 LOS LUNAS WATER SYSTEM L 00006 Well 6 TP GW EP006 Entry Point to Dist. System EP 8/28/2023 2023036721 PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3525332 LOS LUNAS WATER SYSTEM L 00006 Well 6 TP GW EP006 Entry Point to Dist. System EP 8/28/2023 2023036721 PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3525332 LOS LUNAS WATER SYSTEM L 00006 Well 6 TP GW EP006 Entry Point to Dist. System EP 8/28/2023 2023036721 PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3525332 LOS LUNAS WATER SYSTEM L 00006 Well 6 TP GW EP006 Entry Point to Dist. System EP 8/28/2023 2023036721 PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3525332 LOS LUNAS WATER SYSTEM L 00006 Well 6 TP GW EP006 Entry Point to Dist. System EP 8/28/2023 2023036721 PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3525332 LOS LUNAS WATER SYSTEM L 00006 Well 6 TP GW EP006 Entry Point to Dist. System EP 8/28/2023 2023036721 PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3525332 LOS LUNAS WATER SYSTEM L 00006 Well 6 TP GW EP006 Entry Point to Dist. System EP 8/28/2023 2023036721 PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3525332 LOS LUNAS WATER SYSTEM L 00006 Well 6 TP GW EP006 Entry Point to Dist. System EP 8/28/2023 2023036721 PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3525332 LOS LUNAS WATER SYSTEM L 00006 Well 6 TP GW EP006 Entry Point to Dist. System EP 8/28/2023 2023036721 PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3525332 LOS LUNAS WATER SYSTEM L 00006 Well 6 TP GW EP006 Entry Point to Dist. System EP 8/28/2023 2023036721 PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3525332 LOS LUNAS WATER SYSTEM L 00006 Well 6 TP GW EP006 Entry Point to Dist. System EP 8/28/2023 2023036717 NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3525332 LOS LUNAS WATER SYSTEM L 00006 Well 6 TP GW EP006 Entry Point to Dist. System EP 8/28/2023 2023036717 NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3525332 LOS LUNAS WATER SYSTEM L 00006 Well 6 TP GW EP006 Entry Point to Dist. System EP 8/28/2023 2023036717 PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3525332 LOS LUNAS WATER SYSTEM L 00006 Well 6 TP GW EP006 Entry Point to Dist. System EP 8/28/2023 2023036717 PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3525332 LOS LUNAS WATER SYSTEM L 00006 Well 6 TP GW EP006 Entry Point to Dist. System EP 2/27/2024 2024006384 lithium 9 µg/L EPA 200.7 = 23.4 SE2 AM 6 NM
NM3525332 LOS LUNAS WATER SYSTEM L 00006 Well 6 TP GW EP006 Entry Point to Dist. System EP 2/27/2024 2024006386 NEtFOSAA 0.005 µg/L EPA 537.1 < SE2 AM 6 NM
NM3525332 LOS LUNAS WATER SYSTEM L 00006 Well 6 TP GW EP006 Entry Point to Dist. System EP 2/27/2024 2024006386 NMeFOSAA 0.006 µg/L EPA 537.1 < SE2 AM 6 NM
NM3525332 LOS LUNAS WATER SYSTEM L 00006 Well 6 TP GW EP006 Entry Point to Dist. System EP 2/27/2024 2024006386 PFTA 0.008 µg/L EPA 537.1 < SE2 AM 6 NM
NM3525332 LOS LUNAS WATER SYSTEM L 00006 Well 6 TP GW EP006 Entry Point to Dist. System EP 2/27/2024 2024006386 PFTrDA 0.007 µg/L EPA 537.1 < SE2 AM 6 NM



PWSID PWSName Size FacilityID FacilityName FacilityWaterType SamplePointID SamplePointName SamplePointType AssociatedFacilityID AssociatedSamplePointID CollectionDate SampleID Contaminant MRL Units MethodID AnalyticalResultsSign AnalyticalResultValue SampleEventCode MonitoringRequirement Region State
NM3502407 LOWER RIO GRANDE PWWA SOUTH VALLEY L 02407038 Well # 13 (Brazito) GW SP042070381SRA Formerly Well #1 (Brazito) EP 2/23/2024 2024007387 lithium 9 µg/L EPA 200.7 = 132 SE1 AM 6 NM
NM3502407 LOWER RIO GRANDE PWWA SOUTH VALLEY L 02407038 Well # 13 (Brazito) GW SP042070381SRA Formerly Well #1 (Brazito) EP 2/23/2024 2024007399 NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3502407 LOWER RIO GRANDE PWWA SOUTH VALLEY L 02407038 Well # 13 (Brazito) GW SP042070381SRA Formerly Well #1 (Brazito) EP 2/23/2024 2024007399 NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3502407 LOWER RIO GRANDE PWWA SOUTH VALLEY L 02407038 Well # 13 (Brazito) GW SP042070381SRA Formerly Well #1 (Brazito) EP 2/23/2024 2024007399 PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3502407 LOWER RIO GRANDE PWWA SOUTH VALLEY L 02407038 Well # 13 (Brazito) GW SP042070381SRA Formerly Well #1 (Brazito) EP 2/23/2024 2024007399 PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3502407 LOWER RIO GRANDE PWWA SOUTH VALLEY L 02407037 Well #12 ( La Mesa) GW SP024070371SRA Well #12 ( La Mesa) EP 2/23/2024 2024007388 lithium 9 µg/L EPA 200.7 = 32.9 SE1 AM 6 NM
NM3502407 LOWER RIO GRANDE PWWA SOUTH VALLEY L 02407037 Well #12 ( La Mesa) GW SP024070371SRA Well #12 ( La Mesa) EP 2/23/2024 2024007398 NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3502407 LOWER RIO GRANDE PWWA SOUTH VALLEY L 02407037 Well #12 ( La Mesa) GW SP024070371SRA Well #12 ( La Mesa) EP 2/23/2024 2024007398 NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3502407 LOWER RIO GRANDE PWWA SOUTH VALLEY L 02407037 Well #12 ( La Mesa) GW SP024070371SRA Well #12 ( La Mesa) EP 2/23/2024 2024007398 PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3502407 LOWER RIO GRANDE PWWA SOUTH VALLEY L 02407037 Well #12 ( La Mesa) GW SP024070371SRA Well #12 ( La Mesa) EP 2/23/2024 2024007398 PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3502407 LOWER RIO GRANDE PWWA SOUTH VALLEY L 02407039 Well #14 (Brazito) GW SP024070391SRA Formerly Well #2A (Brazito) EP 2/23/2024 2024007386 lithium 9 µg/L EPA 200.7 = 119 SE1 AM 6 NM
NM3502407 LOWER RIO GRANDE PWWA SOUTH VALLEY L 02407039 Well #14 (Brazito) GW SP024070391SRA Formerly Well #2A (Brazito) EP 2/23/2024 2024007410 NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3502407 LOWER RIO GRANDE PWWA SOUTH VALLEY L 02407039 Well #14 (Brazito) GW SP024070391SRA Formerly Well #2A (Brazito) EP 2/23/2024 2024007410 NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3502407 LOWER RIO GRANDE PWWA SOUTH VALLEY L 02407039 Well #14 (Brazito) GW SP024070391SRA Formerly Well #2A (Brazito) EP 2/23/2024 2024007410 PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3502407 LOWER RIO GRANDE PWWA SOUTH VALLEY L 02407039 Well #14 (Brazito) GW SP024070391SRA Formerly Well #2A (Brazito) EP 2/23/2024 2024007410 PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3502407 LOWER RIO GRANDE PWWA SOUTH VALLEY L 02407002 Well #2 (Desert Sands) GW SPO24070021SRA Well #2 (DS #1) EP 2/23/2024 2024007392 lithium 9 µg/L EPA 200.7 = 296 SE1 AM 6 NM
NM3502407 LOWER RIO GRANDE PWWA SOUTH VALLEY L 02407002 Well #2 (Desert Sands) GW SPO24070021SRA Well #2 (DS #1) EP 2/23/2024 2024007405 NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3502407 LOWER RIO GRANDE PWWA SOUTH VALLEY L 02407002 Well #2 (Desert Sands) GW SPO24070021SRA Well #2 (DS #1) EP 2/23/2024 2024007405 NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3502407 LOWER RIO GRANDE PWWA SOUTH VALLEY L 02407002 Well #2 (Desert Sands) GW SPO24070021SRA Well #2 (DS #1) EP 2/23/2024 2024007405 PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3502407 LOWER RIO GRANDE PWWA SOUTH VALLEY L 02407002 Well #2 (Desert Sands) GW SPO24070021SRA Well #2 (DS #1) EP 2/23/2024 2024007405 PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3502407 LOWER RIO GRANDE PWWA SOUTH VALLEY L 02407003 Well #3 ( Desert Sands) GW SP024070031SRA Well #3 (DS #3) EP 2/23/2024 2024007393 lithium 9 µg/L EPA 200.7 = 155 SE1 AM 6 NM
NM3502407 LOWER RIO GRANDE PWWA SOUTH VALLEY L 02407003 Well #3 ( Desert Sands) GW SP024070031SRA Well #3 (DS #3) EP 2/23/2024 2024007401 NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3502407 LOWER RIO GRANDE PWWA SOUTH VALLEY L 02407003 Well #3 ( Desert Sands) GW SP024070031SRA Well #3 (DS #3) EP 2/23/2024 2024007401 NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3502407 LOWER RIO GRANDE PWWA SOUTH VALLEY L 02407003 Well #3 ( Desert Sands) GW SP024070031SRA Well #3 (DS #3) EP 2/23/2024 2024007401 PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3502407 LOWER RIO GRANDE PWWA SOUTH VALLEY L 02407003 Well #3 ( Desert Sands) GW SP024070031SRA Well #3 (DS #3) EP 2/23/2024 2024007401 PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3502407 LOWER RIO GRANDE PWWA SOUTH VALLEY L 02407004 Well #4 (La mesa) GW SP024070041SRA Well #4 ( La Mesa #2) EP 2/23/2024 2024007389 lithium 9 µg/L EPA 200.7 = 31.1 SE1 AM 6 NM
NM3502407 LOWER RIO GRANDE PWWA SOUTH VALLEY L 02407004 Well #4 (La mesa) GW SP024070041SRA Well #4 ( La Mesa #2) EP 2/23/2024 2024007409 NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3502407 LOWER RIO GRANDE PWWA SOUTH VALLEY L 02407004 Well #4 (La mesa) GW SP024070041SRA Well #4 ( La Mesa #2) EP 2/23/2024 2024007409 NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3502407 LOWER RIO GRANDE PWWA SOUTH VALLEY L 02407004 Well #4 (La mesa) GW SP024070041SRA Well #4 ( La Mesa #2) EP 2/23/2024 2024007409 PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3502407 LOWER RIO GRANDE PWWA SOUTH VALLEY L 02407004 Well #4 (La mesa) GW SP024070041SRA Well #4 ( La Mesa #2) EP 2/23/2024 2024007409 PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3502407 LOWER RIO GRANDE PWWA SOUTH VALLEY L 02407006 Well #6 (Mesquite) GW SP024070061SRA Well #6 EP 2/23/2024 2024007390 lithium 9 µg/L EPA 200.7 = 98.5 SE1 AM 6 NM
NM3502407 LOWER RIO GRANDE PWWA SOUTH VALLEY L 02407006 Well #6 (Mesquite) GW SP024070061SRA Well #6 EP 2/23/2024 2024007406 NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3502407 LOWER RIO GRANDE PWWA SOUTH VALLEY L 02407006 Well #6 (Mesquite) GW SP024070061SRA Well #6 EP 2/23/2024 2024007406 NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3502407 LOWER RIO GRANDE PWWA SOUTH VALLEY L 02407006 Well #6 (Mesquite) GW SP024070061SRA Well #6 EP 2/23/2024 2024007406 PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3502407 LOWER RIO GRANDE PWWA SOUTH VALLEY L 02407006 Well #6 (Mesquite) GW SP024070061SRA Well #6 EP 2/23/2024 2024007406 PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3502407 LOWER RIO GRANDE PWWA SOUTH VALLEY L 02407008 Well #8 (Mesquite) GW SP024070081SRA Well #8 EP 2/23/2024 2024007391 lithium 9 µg/L EPA 200.7 = 105 SE1 AM 6 NM
NM3502407 LOWER RIO GRANDE PWWA SOUTH VALLEY L 02407008 Well #8 (Mesquite) GW SP024070081SRA Well #8 EP 2/23/2024 2024007395 NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3502407 LOWER RIO GRANDE PWWA SOUTH VALLEY L 02407008 Well #8 (Mesquite) GW SP024070081SRA Well #8 EP 2/23/2024 2024007395 NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3502407 LOWER RIO GRANDE PWWA SOUTH VALLEY L 02407008 Well #8 (Mesquite) GW SP024070081SRA Well #8 EP 2/23/2024 2024007395 PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3502407 LOWER RIO GRANDE PWWA SOUTH VALLEY L 02407008 Well #8 (Mesquite) GW SP024070081SRA Well #8 EP 2/23/2024 2024007395 PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3510324 LOWER VALLEY WATER USERS ASSOCIATION S 10324003 LOWER VALLEY WATER USERS ASSOCIATION SW SP103240031 TREATMENT PLANT EP 2/21/2023 101120P lithium 9 µg/L EPA 200.7 = 36 SE1 AM 6 NM
NM3510324 LOWER VALLEY WATER USERS ASSOCIATION S 10324003 LOWER VALLEY WATER USERS ASSOCIATION SW SP103240031 TREATMENT PLANT EP 2/21/2023 101120P NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3510324 LOWER VALLEY WATER USERS ASSOCIATION S 10324003 LOWER VALLEY WATER USERS ASSOCIATION SW SP103240031 TREATMENT PLANT EP 2/21/2023 101120P NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3510324 LOWER VALLEY WATER USERS ASSOCIATION S 10324003 LOWER VALLEY WATER USERS ASSOCIATION SW SP103240031 TREATMENT PLANT EP 2/21/2023 101120P PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3510324 LOWER VALLEY WATER USERS ASSOCIATION S 10324003 LOWER VALLEY WATER USERS ASSOCIATION SW SP103240031 TREATMENT PLANT EP 2/21/2023 101120P PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3510324 LOWER VALLEY WATER USERS ASSOCIATION S 10324003 LOWER VALLEY WATER USERS ASSOCIATION SW SP103240031 TREATMENT PLANT EP 5/24/2023 104092P lithium 9 µg/L EPA 200.7 = 14.6 SE2 AM 6 NM
NM3510324 LOWER VALLEY WATER USERS ASSOCIATION S 10324003 LOWER VALLEY WATER USERS ASSOCIATION SW SP103240031 TREATMENT PLANT EP 5/24/2023 104092P 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3510324 LOWER VALLEY WATER USERS ASSOCIATION S 10324003 LOWER VALLEY WATER USERS ASSOCIATION SW SP103240031 TREATMENT PLANT EP 5/24/2023 104092P 4:2 FTS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3510324 LOWER VALLEY WATER USERS ASSOCIATION S 10324003 LOWER VALLEY WATER USERS ASSOCIATION SW SP103240031 TREATMENT PLANT EP 5/24/2023 104092P 6:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3510324 LOWER VALLEY WATER USERS ASSOCIATION S 10324003 LOWER VALLEY WATER USERS ASSOCIATION SW SP103240031 TREATMENT PLANT EP 5/24/2023 104092P 8:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3510324 LOWER VALLEY WATER USERS ASSOCIATION S 10324003 LOWER VALLEY WATER USERS ASSOCIATION SW SP103240031 TREATMENT PLANT EP 5/24/2023 104092P 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3510324 LOWER VALLEY WATER USERS ASSOCIATION S 10324003 LOWER VALLEY WATER USERS ASSOCIATION SW SP103240031 TREATMENT PLANT EP 5/24/2023 104092P ADONA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3510324 LOWER VALLEY WATER USERS ASSOCIATION S 10324003 LOWER VALLEY WATER USERS ASSOCIATION SW SP103240031 TREATMENT PLANT EP 5/24/2023 104092P HFPO-DA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3510324 LOWER VALLEY WATER USERS ASSOCIATION S 10324003 LOWER VALLEY WATER USERS ASSOCIATION SW SP103240031 TREATMENT PLANT EP 5/24/2023 104092P NFDHA 0.02 µg/L EPA 533 < SE2 AM 6 NM
NM3510324 LOWER VALLEY WATER USERS ASSOCIATION S 10324003 LOWER VALLEY WATER USERS ASSOCIATION SW SP103240031 TREATMENT PLANT EP 5/24/2023 104092P PFBA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3510324 LOWER VALLEY WATER USERS ASSOCIATION S 10324003 LOWER VALLEY WATER USERS ASSOCIATION SW SP103240031 TREATMENT PLANT EP 5/24/2023 104092P PFBS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3510324 LOWER VALLEY WATER USERS ASSOCIATION S 10324003 LOWER VALLEY WATER USERS ASSOCIATION SW SP103240031 TREATMENT PLANT EP 5/24/2023 104092P PFDA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3510324 LOWER VALLEY WATER USERS ASSOCIATION S 10324003 LOWER VALLEY WATER USERS ASSOCIATION SW SP103240031 TREATMENT PLANT EP 5/24/2023 104092P PFDoA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3510324 LOWER VALLEY WATER USERS ASSOCIATION S 10324003 LOWER VALLEY WATER USERS ASSOCIATION SW SP103240031 TREATMENT PLANT EP 5/24/2023 104092P PFEESA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3510324 LOWER VALLEY WATER USERS ASSOCIATION S 10324003 LOWER VALLEY WATER USERS ASSOCIATION SW SP103240031 TREATMENT PLANT EP 5/24/2023 104092P PFHpA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3510324 LOWER VALLEY WATER USERS ASSOCIATION S 10324003 LOWER VALLEY WATER USERS ASSOCIATION SW SP103240031 TREATMENT PLANT EP 5/24/2023 104092P PFHpS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3510324 LOWER VALLEY WATER USERS ASSOCIATION S 10324003 LOWER VALLEY WATER USERS ASSOCIATION SW SP103240031 TREATMENT PLANT EP 5/24/2023 104092P PFHxA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3510324 LOWER VALLEY WATER USERS ASSOCIATION S 10324003 LOWER VALLEY WATER USERS ASSOCIATION SW SP103240031 TREATMENT PLANT EP 5/24/2023 104092P PFHxS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3510324 LOWER VALLEY WATER USERS ASSOCIATION S 10324003 LOWER VALLEY WATER USERS ASSOCIATION SW SP103240031 TREATMENT PLANT EP 5/24/2023 104092P PFMBA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3510324 LOWER VALLEY WATER USERS ASSOCIATION S 10324003 LOWER VALLEY WATER USERS ASSOCIATION SW SP103240031 TREATMENT PLANT EP 5/24/2023 104092P PFMPA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3510324 LOWER VALLEY WATER USERS ASSOCIATION S 10324003 LOWER VALLEY WATER USERS ASSOCIATION SW SP103240031 TREATMENT PLANT EP 5/24/2023 104092P PFNA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3510324 LOWER VALLEY WATER USERS ASSOCIATION S 10324003 LOWER VALLEY WATER USERS ASSOCIATION SW SP103240031 TREATMENT PLANT EP 5/24/2023 104092P PFOA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3510324 LOWER VALLEY WATER USERS ASSOCIATION S 10324003 LOWER VALLEY WATER USERS ASSOCIATION SW SP103240031 TREATMENT PLANT EP 5/24/2023 104092P PFOS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3510324 LOWER VALLEY WATER USERS ASSOCIATION S 10324003 LOWER VALLEY WATER USERS ASSOCIATION SW SP103240031 TREATMENT PLANT EP 5/24/2023 104092P PFPeA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3510324 LOWER VALLEY WATER USERS ASSOCIATION S 10324003 LOWER VALLEY WATER USERS ASSOCIATION SW SP103240031 TREATMENT PLANT EP 5/24/2023 104092P PFPeS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3510324 LOWER VALLEY WATER USERS ASSOCIATION S 10324003 LOWER VALLEY WATER USERS ASSOCIATION SW SP103240031 TREATMENT PLANT EP 5/24/2023 104092P PFUnA 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3510324 LOWER VALLEY WATER USERS ASSOCIATION S 10324003 LOWER VALLEY WATER USERS ASSOCIATION SW SP103240031 TREATMENT PLANT EP 5/24/2023 104092P NEtFOSAA 0.005 µg/L EPA 537.1 < SE2 AM 6 NM
NM3510324 LOWER VALLEY WATER USERS ASSOCIATION S 10324003 LOWER VALLEY WATER USERS ASSOCIATION SW SP103240031 TREATMENT PLANT EP 5/24/2023 104092P NMeFOSAA 0.006 µg/L EPA 537.1 < SE2 AM 6 NM
NM3510324 LOWER VALLEY WATER USERS ASSOCIATION S 10324003 LOWER VALLEY WATER USERS ASSOCIATION SW SP103240031 TREATMENT PLANT EP 5/24/2023 104092P PFTA 0.008 µg/L EPA 537.1 < SE2 AM 6 NM
NM3510324 LOWER VALLEY WATER USERS ASSOCIATION S 10324003 LOWER VALLEY WATER USERS ASSOCIATION SW SP103240031 TREATMENT PLANT EP 5/24/2023 104092P PFTrDA 0.007 µg/L EPA 537.1 < SE2 AM 6 NM
NM3510324 LOWER VALLEY WATER USERS ASSOCIATION S 10324003 LOWER VALLEY WATER USERS ASSOCIATION SW SP103240031 TREATMENT PLANT EP 8/8/2023 106937P lithium 9 µg/L EPA 200.7 = 36.5 SE3 AM 6 NM
NM3510324 LOWER VALLEY WATER USERS ASSOCIATION S 10324003 LOWER VALLEY WATER USERS ASSOCIATION SW SP103240031 TREATMENT PLANT EP 8/8/2023 106937P 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE3 AM 6 NM
NM3510324 LOWER VALLEY WATER USERS ASSOCIATION S 10324003 LOWER VALLEY WATER USERS ASSOCIATION SW SP103240031 TREATMENT PLANT EP 8/8/2023 106937P 4:2 FTS 0.003 µg/L EPA 533 < SE3 AM 6 NM
NM3510324 LOWER VALLEY WATER USERS ASSOCIATION S 10324003 LOWER VALLEY WATER USERS ASSOCIATION SW SP103240031 TREATMENT PLANT EP 8/8/2023 106937P 6:2 FTS 0.005 µg/L EPA 533 < SE3 AM 6 NM
NM3510324 LOWER VALLEY WATER USERS ASSOCIATION S 10324003 LOWER VALLEY WATER USERS ASSOCIATION SW SP103240031 TREATMENT PLANT EP 8/8/2023 106937P 8:2 FTS 0.005 µg/L EPA 533 < SE3 AM 6 NM
NM3510324 LOWER VALLEY WATER USERS ASSOCIATION S 10324003 LOWER VALLEY WATER USERS ASSOCIATION SW SP103240031 TREATMENT PLANT EP 8/8/2023 106937P 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE3 AM 6 NM
NM3510324 LOWER VALLEY WATER USERS ASSOCIATION S 10324003 LOWER VALLEY WATER USERS ASSOCIATION SW SP103240031 TREATMENT PLANT EP 8/8/2023 106937P ADONA 0.003 µg/L EPA 533 < SE3 AM 6 NM
NM3510324 LOWER VALLEY WATER USERS ASSOCIATION S 10324003 LOWER VALLEY WATER USERS ASSOCIATION SW SP103240031 TREATMENT PLANT EP 8/8/2023 106937P HFPO-DA 0.005 µg/L EPA 533 < SE3 AM 6 NM
NM3510324 LOWER VALLEY WATER USERS ASSOCIATION S 10324003 LOWER VALLEY WATER USERS ASSOCIATION SW SP103240031 TREATMENT PLANT EP 8/8/2023 106937P NFDHA 0.02 µg/L EPA 533 < SE3 AM 6 NM
NM3510324 LOWER VALLEY WATER USERS ASSOCIATION S 10324003 LOWER VALLEY WATER USERS ASSOCIATION SW SP103240031 TREATMENT PLANT EP 8/8/2023 106937P PFBA 0.005 µg/L EPA 533 < SE3 AM 6 NM
NM3510324 LOWER VALLEY WATER USERS ASSOCIATION S 10324003 LOWER VALLEY WATER USERS ASSOCIATION SW SP103240031 TREATMENT PLANT EP 8/8/2023 106937P PFBS 0.003 µg/L EPA 533 < SE3 AM 6 NM
NM3510324 LOWER VALLEY WATER USERS ASSOCIATION S 10324003 LOWER VALLEY WATER USERS ASSOCIATION SW SP103240031 TREATMENT PLANT EP 8/8/2023 106937P PFDA 0.003 µg/L EPA 533 < SE3 AM 6 NM
NM3510324 LOWER VALLEY WATER USERS ASSOCIATION S 10324003 LOWER VALLEY WATER USERS ASSOCIATION SW SP103240031 TREATMENT PLANT EP 8/8/2023 106937P PFDoA 0.003 µg/L EPA 533 < SE3 AM 6 NM
NM3510324 LOWER VALLEY WATER USERS ASSOCIATION S 10324003 LOWER VALLEY WATER USERS ASSOCIATION SW SP103240031 TREATMENT PLANT EP 8/8/2023 106937P PFEESA 0.003 µg/L EPA 533 < SE3 AM 6 NM
NM3510324 LOWER VALLEY WATER USERS ASSOCIATION S 10324003 LOWER VALLEY WATER USERS ASSOCIATION SW SP103240031 TREATMENT PLANT EP 8/8/2023 106937P PFHpA 0.003 µg/L EPA 533 < SE3 AM 6 NM
NM3510324 LOWER VALLEY WATER USERS ASSOCIATION S 10324003 LOWER VALLEY WATER USERS ASSOCIATION SW SP103240031 TREATMENT PLANT EP 8/8/2023 106937P PFHpS 0.003 µg/L EPA 533 < SE3 AM 6 NM
NM3510324 LOWER VALLEY WATER USERS ASSOCIATION S 10324003 LOWER VALLEY WATER USERS ASSOCIATION SW SP103240031 TREATMENT PLANT EP 8/8/2023 106937P PFHxA 0.003 µg/L EPA 533 < SE3 AM 6 NM
NM3510324 LOWER VALLEY WATER USERS ASSOCIATION S 10324003 LOWER VALLEY WATER USERS ASSOCIATION SW SP103240031 TREATMENT PLANT EP 8/8/2023 106937P PFHxS 0.003 µg/L EPA 533 < SE3 AM 6 NM
NM3510324 LOWER VALLEY WATER USERS ASSOCIATION S 10324003 LOWER VALLEY WATER USERS ASSOCIATION SW SP103240031 TREATMENT PLANT EP 8/8/2023 106937P PFMBA 0.003 µg/L EPA 533 < SE3 AM 6 NM
NM3510324 LOWER VALLEY WATER USERS ASSOCIATION S 10324003 LOWER VALLEY WATER USERS ASSOCIATION SW SP103240031 TREATMENT PLANT EP 8/8/2023 106937P PFMPA 0.004 µg/L EPA 533 < SE3 AM 6 NM
NM3510324 LOWER VALLEY WATER USERS ASSOCIATION S 10324003 LOWER VALLEY WATER USERS ASSOCIATION SW SP103240031 TREATMENT PLANT EP 8/8/2023 106937P PFNA 0.004 µg/L EPA 533 < SE3 AM 6 NM
NM3510324 LOWER VALLEY WATER USERS ASSOCIATION S 10324003 LOWER VALLEY WATER USERS ASSOCIATION SW SP103240031 TREATMENT PLANT EP 8/8/2023 106937P PFOA 0.004 µg/L EPA 533 < SE3 AM 6 NM
NM3510324 LOWER VALLEY WATER USERS ASSOCIATION S 10324003 LOWER VALLEY WATER USERS ASSOCIATION SW SP103240031 TREATMENT PLANT EP 8/8/2023 106937P PFOS 0.004 µg/L EPA 533 < SE3 AM 6 NM
NM3510324 LOWER VALLEY WATER USERS ASSOCIATION S 10324003 LOWER VALLEY WATER USERS ASSOCIATION SW SP103240031 TREATMENT PLANT EP 8/8/2023 106937P PFPeA 0.003 µg/L EPA 533 < SE3 AM 6 NM
NM3510324 LOWER VALLEY WATER USERS ASSOCIATION S 10324003 LOWER VALLEY WATER USERS ASSOCIATION SW SP103240031 TREATMENT PLANT EP 8/8/2023 106937P PFPeS 0.004 µg/L EPA 533 < SE3 AM 6 NM
NM3510324 LOWER VALLEY WATER USERS ASSOCIATION S 10324003 LOWER VALLEY WATER USERS ASSOCIATION SW SP103240031 TREATMENT PLANT EP 8/8/2023 106937P PFUnA 0.002 µg/L EPA 533 < SE3 AM 6 NM
NM3510324 LOWER VALLEY WATER USERS ASSOCIATION S 10324003 LOWER VALLEY WATER USERS ASSOCIATION SW SP103240031 TREATMENT PLANT EP 8/8/2023 106937P NEtFOSAA 0.005 µg/L EPA 537.1 < SE3 AM 6 NM
NM3510324 LOWER VALLEY WATER USERS ASSOCIATION S 10324003 LOWER VALLEY WATER USERS ASSOCIATION SW SP103240031 TREATMENT PLANT EP 8/8/2023 106937P NMeFOSAA 0.006 µg/L EPA 537.1 < SE3 AM 6 NM
NM3510324 LOWER VALLEY WATER USERS ASSOCIATION S 10324003 LOWER VALLEY WATER USERS ASSOCIATION SW SP103240031 TREATMENT PLANT EP 8/8/2023 106937P PFTA 0.008 µg/L EPA 537.1 < SE3 AM 6 NM
NM3510324 LOWER VALLEY WATER USERS ASSOCIATION S 10324003 LOWER VALLEY WATER USERS ASSOCIATION SW SP103240031 TREATMENT PLANT EP 8/8/2023 106937P PFTrDA 0.007 µg/L EPA 537.1 < SE3 AM 6 NM
NM3510324 LOWER VALLEY WATER USERS ASSOCIATION S 10324003 LOWER VALLEY WATER USERS ASSOCIATION SW SP103240031 TREATMENT PLANT EP 11/7/2023 109827P lithium 9 µg/L EPA 200.7 = 48 SE4 AM 6 NM
NM3510324 LOWER VALLEY WATER USERS ASSOCIATION S 10324003 LOWER VALLEY WATER USERS ASSOCIATION SW SP103240031 TREATMENT PLANT EP 2/20/2024 111490R 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3510324 LOWER VALLEY WATER USERS ASSOCIATION S 10324003 LOWER VALLEY WATER USERS ASSOCIATION SW SP103240031 TREATMENT PLANT EP 2/20/2024 111490R 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510324 LOWER VALLEY WATER USERS ASSOCIATION S 10324003 LOWER VALLEY WATER USERS ASSOCIATION SW SP103240031 TREATMENT PLANT EP 2/20/2024 111490R 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3510324 LOWER VALLEY WATER USERS ASSOCIATION S 10324003 LOWER VALLEY WATER USERS ASSOCIATION SW SP103240031 TREATMENT PLANT EP 2/20/2024 111490R 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3510324 LOWER VALLEY WATER USERS ASSOCIATION S 10324003 LOWER VALLEY WATER USERS ASSOCIATION SW SP103240031 TREATMENT PLANT EP 2/20/2024 111490R 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
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NM3510324 LOWER VALLEY WATER USERS ASSOCIATION S 10324003 LOWER VALLEY WATER USERS ASSOCIATION SW SP103240031 TREATMENT PLANT EP 2/20/2024 111490R ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510324 LOWER VALLEY WATER USERS ASSOCIATION S 10324003 LOWER VALLEY WATER USERS ASSOCIATION SW SP103240031 TREATMENT PLANT EP 2/20/2024 111490R HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3510324 LOWER VALLEY WATER USERS ASSOCIATION S 10324003 LOWER VALLEY WATER USERS ASSOCIATION SW SP103240031 TREATMENT PLANT EP 2/20/2024 111490R NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3510324 LOWER VALLEY WATER USERS ASSOCIATION S 10324003 LOWER VALLEY WATER USERS ASSOCIATION SW SP103240031 TREATMENT PLANT EP 2/20/2024 111490R PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3510324 LOWER VALLEY WATER USERS ASSOCIATION S 10324003 LOWER VALLEY WATER USERS ASSOCIATION SW SP103240031 TREATMENT PLANT EP 2/20/2024 111490R PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510324 LOWER VALLEY WATER USERS ASSOCIATION S 10324003 LOWER VALLEY WATER USERS ASSOCIATION SW SP103240031 TREATMENT PLANT EP 2/20/2024 111490R PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510324 LOWER VALLEY WATER USERS ASSOCIATION S 10324003 LOWER VALLEY WATER USERS ASSOCIATION SW SP103240031 TREATMENT PLANT EP 2/20/2024 111490R PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510324 LOWER VALLEY WATER USERS ASSOCIATION S 10324003 LOWER VALLEY WATER USERS ASSOCIATION SW SP103240031 TREATMENT PLANT EP 2/20/2024 111490R PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510324 LOWER VALLEY WATER USERS ASSOCIATION S 10324003 LOWER VALLEY WATER USERS ASSOCIATION SW SP103240031 TREATMENT PLANT EP 2/20/2024 111490R PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510324 LOWER VALLEY WATER USERS ASSOCIATION S 10324003 LOWER VALLEY WATER USERS ASSOCIATION SW SP103240031 TREATMENT PLANT EP 2/20/2024 111490R PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510324 LOWER VALLEY WATER USERS ASSOCIATION S 10324003 LOWER VALLEY WATER USERS ASSOCIATION SW SP103240031 TREATMENT PLANT EP 2/20/2024 111490R PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510324 LOWER VALLEY WATER USERS ASSOCIATION S 10324003 LOWER VALLEY WATER USERS ASSOCIATION SW SP103240031 TREATMENT PLANT EP 2/20/2024 111490R PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510324 LOWER VALLEY WATER USERS ASSOCIATION S 10324003 LOWER VALLEY WATER USERS ASSOCIATION SW SP103240031 TREATMENT PLANT EP 2/20/2024 111490R PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510324 LOWER VALLEY WATER USERS ASSOCIATION S 10324003 LOWER VALLEY WATER USERS ASSOCIATION SW SP103240031 TREATMENT PLANT EP 2/20/2024 111490R PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3510324 LOWER VALLEY WATER USERS ASSOCIATION S 10324003 LOWER VALLEY WATER USERS ASSOCIATION SW SP103240031 TREATMENT PLANT EP 2/20/2024 111490R PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3510324 LOWER VALLEY WATER USERS ASSOCIATION S 10324003 LOWER VALLEY WATER USERS ASSOCIATION SW SP103240031 TREATMENT PLANT EP 2/20/2024 111490R PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3510324 LOWER VALLEY WATER USERS ASSOCIATION S 10324003 LOWER VALLEY WATER USERS ASSOCIATION SW SP103240031 TREATMENT PLANT EP 2/20/2024 111490R PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3510324 LOWER VALLEY WATER USERS ASSOCIATION S 10324003 LOWER VALLEY WATER USERS ASSOCIATION SW SP103240031 TREATMENT PLANT EP 2/20/2024 111490R PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3510324 LOWER VALLEY WATER USERS ASSOCIATION S 10324003 LOWER VALLEY WATER USERS ASSOCIATION SW SP103240031 TREATMENT PLANT EP 2/20/2024 111490R PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3510324 LOWER VALLEY WATER USERS ASSOCIATION S 10324003 LOWER VALLEY WATER USERS ASSOCIATION SW SP103240031 TREATMENT PLANT EP 2/20/2024 111490R PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3510324 LOWER VALLEY WATER USERS ASSOCIATION S 10324003 LOWER VALLEY WATER USERS ASSOCIATION SW SP103240031 TREATMENT PLANT EP 5/14/2024 117056R 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE4 AM 6 NM
NM3510324 LOWER VALLEY WATER USERS ASSOCIATION S 10324003 LOWER VALLEY WATER USERS ASSOCIATION SW SP103240031 TREATMENT PLANT EP 5/14/2024 117056R 4:2 FTS 0.003 µg/L EPA 533 < SE4 AM 6 NM
NM3510324 LOWER VALLEY WATER USERS ASSOCIATION S 10324003 LOWER VALLEY WATER USERS ASSOCIATION SW SP103240031 TREATMENT PLANT EP 5/14/2024 117056R 6:2 FTS 0.005 µg/L EPA 533 < SE4 AM 6 NM
NM3510324 LOWER VALLEY WATER USERS ASSOCIATION S 10324003 LOWER VALLEY WATER USERS ASSOCIATION SW SP103240031 TREATMENT PLANT EP 5/14/2024 117056R 8:2 FTS 0.005 µg/L EPA 533 < SE4 AM 6 NM
NM3510324 LOWER VALLEY WATER USERS ASSOCIATION S 10324003 LOWER VALLEY WATER USERS ASSOCIATION SW SP103240031 TREATMENT PLANT EP 5/14/2024 117056R 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE4 AM 6 NM
NM3510324 LOWER VALLEY WATER USERS ASSOCIATION S 10324003 LOWER VALLEY WATER USERS ASSOCIATION SW SP103240031 TREATMENT PLANT EP 5/14/2024 117056R ADONA 0.003 µg/L EPA 533 < SE4 AM 6 NM
NM3510324 LOWER VALLEY WATER USERS ASSOCIATION S 10324003 LOWER VALLEY WATER USERS ASSOCIATION SW SP103240031 TREATMENT PLANT EP 5/14/2024 117056R HFPO-DA 0.005 µg/L EPA 533 < SE4 AM 6 NM
NM3510324 LOWER VALLEY WATER USERS ASSOCIATION S 10324003 LOWER VALLEY WATER USERS ASSOCIATION SW SP103240031 TREATMENT PLANT EP 5/14/2024 117056R NFDHA 0.02 µg/L EPA 533 < SE4 AM 6 NM
NM3510324 LOWER VALLEY WATER USERS ASSOCIATION S 10324003 LOWER VALLEY WATER USERS ASSOCIATION SW SP103240031 TREATMENT PLANT EP 5/14/2024 117056R PFBA 0.005 µg/L EPA 533 < SE4 AM 6 NM
NM3510324 LOWER VALLEY WATER USERS ASSOCIATION S 10324003 LOWER VALLEY WATER USERS ASSOCIATION SW SP103240031 TREATMENT PLANT EP 5/14/2024 117056R PFBS 0.003 µg/L EPA 533 < SE4 AM 6 NM
NM3510324 LOWER VALLEY WATER USERS ASSOCIATION S 10324003 LOWER VALLEY WATER USERS ASSOCIATION SW SP103240031 TREATMENT PLANT EP 5/14/2024 117056R PFDA 0.003 µg/L EPA 533 < SE4 AM 6 NM
NM3510324 LOWER VALLEY WATER USERS ASSOCIATION S 10324003 LOWER VALLEY WATER USERS ASSOCIATION SW SP103240031 TREATMENT PLANT EP 5/14/2024 117056R PFDoA 0.003 µg/L EPA 533 < SE4 AM 6 NM
NM3510324 LOWER VALLEY WATER USERS ASSOCIATION S 10324003 LOWER VALLEY WATER USERS ASSOCIATION SW SP103240031 TREATMENT PLANT EP 5/14/2024 117056R PFEESA 0.003 µg/L EPA 533 < SE4 AM 6 NM
NM3510324 LOWER VALLEY WATER USERS ASSOCIATION S 10324003 LOWER VALLEY WATER USERS ASSOCIATION SW SP103240031 TREATMENT PLANT EP 5/14/2024 117056R PFHpA 0.003 µg/L EPA 533 < SE4 AM 6 NM
NM3510324 LOWER VALLEY WATER USERS ASSOCIATION S 10324003 LOWER VALLEY WATER USERS ASSOCIATION SW SP103240031 TREATMENT PLANT EP 5/14/2024 117056R PFHpS 0.003 µg/L EPA 533 < SE4 AM 6 NM
NM3510324 LOWER VALLEY WATER USERS ASSOCIATION S 10324003 LOWER VALLEY WATER USERS ASSOCIATION SW SP103240031 TREATMENT PLANT EP 5/14/2024 117056R PFHxA 0.003 µg/L EPA 533 < SE4 AM 6 NM
NM3510324 LOWER VALLEY WATER USERS ASSOCIATION S 10324003 LOWER VALLEY WATER USERS ASSOCIATION SW SP103240031 TREATMENT PLANT EP 5/14/2024 117056R PFHxS 0.003 µg/L EPA 533 < SE4 AM 6 NM
NM3510324 LOWER VALLEY WATER USERS ASSOCIATION S 10324003 LOWER VALLEY WATER USERS ASSOCIATION SW SP103240031 TREATMENT PLANT EP 5/14/2024 117056R PFMBA 0.003 µg/L EPA 533 < SE4 AM 6 NM
NM3510324 LOWER VALLEY WATER USERS ASSOCIATION S 10324003 LOWER VALLEY WATER USERS ASSOCIATION SW SP103240031 TREATMENT PLANT EP 5/14/2024 117056R PFMPA 0.004 µg/L EPA 533 < SE4 AM 6 NM
NM3510324 LOWER VALLEY WATER USERS ASSOCIATION S 10324003 LOWER VALLEY WATER USERS ASSOCIATION SW SP103240031 TREATMENT PLANT EP 5/14/2024 117056R PFNA 0.004 µg/L EPA 533 < SE4 AM 6 NM
NM3510324 LOWER VALLEY WATER USERS ASSOCIATION S 10324003 LOWER VALLEY WATER USERS ASSOCIATION SW SP103240031 TREATMENT PLANT EP 5/14/2024 117056R PFOA 0.004 µg/L EPA 533 < SE4 AM 6 NM
NM3510324 LOWER VALLEY WATER USERS ASSOCIATION S 10324003 LOWER VALLEY WATER USERS ASSOCIATION SW SP103240031 TREATMENT PLANT EP 5/14/2024 117056R PFOS 0.004 µg/L EPA 533 < SE4 AM 6 NM
NM3510324 LOWER VALLEY WATER USERS ASSOCIATION S 10324003 LOWER VALLEY WATER USERS ASSOCIATION SW SP103240031 TREATMENT PLANT EP 5/14/2024 117056R PFPeA 0.003 µg/L EPA 533 < SE4 AM 6 NM
NM3510324 LOWER VALLEY WATER USERS ASSOCIATION S 10324003 LOWER VALLEY WATER USERS ASSOCIATION SW SP103240031 TREATMENT PLANT EP 5/14/2024 117056R PFPeS 0.004 µg/L EPA 533 < SE4 AM 6 NM
NM3510324 LOWER VALLEY WATER USERS ASSOCIATION S 10324003 LOWER VALLEY WATER USERS ASSOCIATION SW SP103240031 TREATMENT PLANT EP 5/14/2024 117056R PFUnA 0.002 µg/L EPA 533 < SE4 AM 6 NM
NM3510324 LOWER VALLEY WATER USERS ASSOCIATION S 10324003 LOWER VALLEY WATER USERS ASSOCIATION SW SP103240031 TREATMENT PLANT EP 5/14/2024 116105R NEtFOSAA 0.005 µg/L EPA 537.1 < SE4 AM 6 NM
NM3510324 LOWER VALLEY WATER USERS ASSOCIATION S 10324003 LOWER VALLEY WATER USERS ASSOCIATION SW SP103240031 TREATMENT PLANT EP 5/14/2024 116105R NMeFOSAA 0.006 µg/L EPA 537.1 < SE4 AM 6 NM
NM3510324 LOWER VALLEY WATER USERS ASSOCIATION S 10324003 LOWER VALLEY WATER USERS ASSOCIATION SW SP103240031 TREATMENT PLANT EP 5/14/2024 116105R PFTA 0.008 µg/L EPA 537.1 < SE4 AM 6 NM
NM3510324 LOWER VALLEY WATER USERS ASSOCIATION S 10324003 LOWER VALLEY WATER USERS ASSOCIATION SW SP103240031 TREATMENT PLANT EP 5/14/2024 116105R PFTrDA 0.007 µg/L EPA 537.1 < SE4 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007011 Treatment Plant #1 GW EP1 Sample Tap - TP#1 EP 6/27/2023 105175P lithium 9 µg/L EPA 200.7 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007011 Treatment Plant #1 GW EP1 Sample Tap - TP#1 EP 6/27/2023 105175P 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007011 Treatment Plant #1 GW EP1 Sample Tap - TP#1 EP 6/27/2023 105175P 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007011 Treatment Plant #1 GW EP1 Sample Tap - TP#1 EP 6/27/2023 105175P 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007011 Treatment Plant #1 GW EP1 Sample Tap - TP#1 EP 6/27/2023 105175P 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007011 Treatment Plant #1 GW EP1 Sample Tap - TP#1 EP 6/27/2023 105175P 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007011 Treatment Plant #1 GW EP1 Sample Tap - TP#1 EP 6/27/2023 105175P ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007011 Treatment Plant #1 GW EP1 Sample Tap - TP#1 EP 6/27/2023 105175P HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007011 Treatment Plant #1 GW EP1 Sample Tap - TP#1 EP 6/27/2023 105175P NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007011 Treatment Plant #1 GW EP1 Sample Tap - TP#1 EP 6/27/2023 105175P PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007011 Treatment Plant #1 GW EP1 Sample Tap - TP#1 EP 6/27/2023 105175P PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007011 Treatment Plant #1 GW EP1 Sample Tap - TP#1 EP 6/27/2023 105175P PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007011 Treatment Plant #1 GW EP1 Sample Tap - TP#1 EP 6/27/2023 105175P PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007011 Treatment Plant #1 GW EP1 Sample Tap - TP#1 EP 6/27/2023 105175P PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007011 Treatment Plant #1 GW EP1 Sample Tap - TP#1 EP 6/27/2023 105175P PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007011 Treatment Plant #1 GW EP1 Sample Tap - TP#1 EP 6/27/2023 105175P PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007011 Treatment Plant #1 GW EP1 Sample Tap - TP#1 EP 6/27/2023 105175P PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007011 Treatment Plant #1 GW EP1 Sample Tap - TP#1 EP 6/27/2023 105175P PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007011 Treatment Plant #1 GW EP1 Sample Tap - TP#1 EP 6/27/2023 105175P PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007011 Treatment Plant #1 GW EP1 Sample Tap - TP#1 EP 6/27/2023 105175P PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007011 Treatment Plant #1 GW EP1 Sample Tap - TP#1 EP 6/27/2023 105175P PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007011 Treatment Plant #1 GW EP1 Sample Tap - TP#1 EP 6/27/2023 105175P PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007011 Treatment Plant #1 GW EP1 Sample Tap - TP#1 EP 6/27/2023 105175P PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007011 Treatment Plant #1 GW EP1 Sample Tap - TP#1 EP 6/27/2023 105175P PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007011 Treatment Plant #1 GW EP1 Sample Tap - TP#1 EP 6/27/2023 105175P PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007011 Treatment Plant #1 GW EP1 Sample Tap - TP#1 EP 6/27/2023 105175P PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007011 Treatment Plant #1 GW EP1 Sample Tap - TP#1 EP 6/27/2023 105175P NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007011 Treatment Plant #1 GW EP1 Sample Tap - TP#1 EP 6/27/2023 105175P NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007011 Treatment Plant #1 GW EP1 Sample Tap - TP#1 EP 6/27/2023 105175P PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007011 Treatment Plant #1 GW EP1 Sample Tap - TP#1 EP 6/27/2023 105175P PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007011 Treatment Plant #1 GW EP1 Sample Tap - TP#1 EP 12/5/2023 110800P lithium 9 µg/L EPA 200.7 = 11.3 SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007011 Treatment Plant #1 GW EP1 Sample Tap - TP#1 EP 12/5/2023 110800P 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007011 Treatment Plant #1 GW EP1 Sample Tap - TP#1 EP 12/5/2023 110800P 4:2 FTS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007011 Treatment Plant #1 GW EP1 Sample Tap - TP#1 EP 12/5/2023 110800P 6:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007011 Treatment Plant #1 GW EP1 Sample Tap - TP#1 EP 12/5/2023 110800P 8:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007011 Treatment Plant #1 GW EP1 Sample Tap - TP#1 EP 12/5/2023 110800P 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007011 Treatment Plant #1 GW EP1 Sample Tap - TP#1 EP 12/5/2023 110800P ADONA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007011 Treatment Plant #1 GW EP1 Sample Tap - TP#1 EP 12/5/2023 110800P HFPO-DA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007011 Treatment Plant #1 GW EP1 Sample Tap - TP#1 EP 12/5/2023 110800P NFDHA 0.02 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007011 Treatment Plant #1 GW EP1 Sample Tap - TP#1 EP 12/5/2023 110800P PFBA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007011 Treatment Plant #1 GW EP1 Sample Tap - TP#1 EP 12/5/2023 110800P PFBS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007011 Treatment Plant #1 GW EP1 Sample Tap - TP#1 EP 12/5/2023 110800P PFDA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007011 Treatment Plant #1 GW EP1 Sample Tap - TP#1 EP 12/5/2023 110800P PFDoA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007011 Treatment Plant #1 GW EP1 Sample Tap - TP#1 EP 12/5/2023 110800P PFEESA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007011 Treatment Plant #1 GW EP1 Sample Tap - TP#1 EP 12/5/2023 110800P PFHpA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007011 Treatment Plant #1 GW EP1 Sample Tap - TP#1 EP 12/5/2023 110800P PFHpS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007011 Treatment Plant #1 GW EP1 Sample Tap - TP#1 EP 12/5/2023 110800P PFHxA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007011 Treatment Plant #1 GW EP1 Sample Tap - TP#1 EP 12/5/2023 110800P PFHxS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007011 Treatment Plant #1 GW EP1 Sample Tap - TP#1 EP 12/5/2023 110800P PFMBA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007011 Treatment Plant #1 GW EP1 Sample Tap - TP#1 EP 12/5/2023 110800P PFMPA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007011 Treatment Plant #1 GW EP1 Sample Tap - TP#1 EP 12/5/2023 110800P PFNA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007011 Treatment Plant #1 GW EP1 Sample Tap - TP#1 EP 12/5/2023 110800P PFOA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007011 Treatment Plant #1 GW EP1 Sample Tap - TP#1 EP 12/5/2023 110800P PFOS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007011 Treatment Plant #1 GW EP1 Sample Tap - TP#1 EP 12/5/2023 110800P PFPeA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007011 Treatment Plant #1 GW EP1 Sample Tap - TP#1 EP 12/5/2023 110800P PFPeS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007011 Treatment Plant #1 GW EP1 Sample Tap - TP#1 EP 12/5/2023 110800P PFUnA 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007011 Treatment Plant #1 GW EP1 Sample Tap - TP#1 EP 12/5/2023 110800P NEtFOSAA 0.005 µg/L EPA 537.1 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007011 Treatment Plant #1 GW EP1 Sample Tap - TP#1 EP 12/5/2023 110800P NMeFOSAA 0.006 µg/L EPA 537.1 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007011 Treatment Plant #1 GW EP1 Sample Tap - TP#1 EP 12/5/2023 110800P PFTA 0.008 µg/L EPA 537.1 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007011 Treatment Plant #1 GW EP1 Sample Tap - TP#1 EP 12/5/2023 110800P PFTrDA 0.007 µg/L EPA 537.1 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007029 TREATMENT PLANT #2 (AT WELL #4) GW EP2 Sample Tap - TP#2 EP 6/27/2023 105176P lithium 9 µg/L EPA 200.7 = 15 SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007029 TREATMENT PLANT #2 (AT WELL #4) GW EP2 Sample Tap - TP#2 EP 6/27/2023 105176P 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM



PWSID PWSName Size FacilityID FacilityName FacilityWaterType SamplePointID SamplePointName SamplePointType AssociatedFacilityID AssociatedSamplePointID CollectionDate SampleID Contaminant MRL Units MethodID AnalyticalResultsSign AnalyticalResultValue SampleEventCode MonitoringRequirement Region State
NM3572007 MOONGATE WATER SYSTEM S 72007029 TREATMENT PLANT #2 (AT WELL #4) GW EP2 Sample Tap - TP#2 EP 6/27/2023 105176P 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007029 TREATMENT PLANT #2 (AT WELL #4) GW EP2 Sample Tap - TP#2 EP 6/27/2023 105176P 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007029 TREATMENT PLANT #2 (AT WELL #4) GW EP2 Sample Tap - TP#2 EP 6/27/2023 105176P 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007029 TREATMENT PLANT #2 (AT WELL #4) GW EP2 Sample Tap - TP#2 EP 6/27/2023 105176P 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007029 TREATMENT PLANT #2 (AT WELL #4) GW EP2 Sample Tap - TP#2 EP 6/27/2023 105176P ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007029 TREATMENT PLANT #2 (AT WELL #4) GW EP2 Sample Tap - TP#2 EP 6/27/2023 105176P HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007029 TREATMENT PLANT #2 (AT WELL #4) GW EP2 Sample Tap - TP#2 EP 6/27/2023 105176P NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007029 TREATMENT PLANT #2 (AT WELL #4) GW EP2 Sample Tap - TP#2 EP 6/27/2023 105176P PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007029 TREATMENT PLANT #2 (AT WELL #4) GW EP2 Sample Tap - TP#2 EP 6/27/2023 105176P PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007029 TREATMENT PLANT #2 (AT WELL #4) GW EP2 Sample Tap - TP#2 EP 6/27/2023 105176P PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007029 TREATMENT PLANT #2 (AT WELL #4) GW EP2 Sample Tap - TP#2 EP 6/27/2023 105176P PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007029 TREATMENT PLANT #2 (AT WELL #4) GW EP2 Sample Tap - TP#2 EP 6/27/2023 105176P PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007029 TREATMENT PLANT #2 (AT WELL #4) GW EP2 Sample Tap - TP#2 EP 6/27/2023 105176P PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007029 TREATMENT PLANT #2 (AT WELL #4) GW EP2 Sample Tap - TP#2 EP 6/27/2023 105176P PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007029 TREATMENT PLANT #2 (AT WELL #4) GW EP2 Sample Tap - TP#2 EP 6/27/2023 105176P PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007029 TREATMENT PLANT #2 (AT WELL #4) GW EP2 Sample Tap - TP#2 EP 6/27/2023 105176P PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007029 TREATMENT PLANT #2 (AT WELL #4) GW EP2 Sample Tap - TP#2 EP 6/27/2023 105176P PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007029 TREATMENT PLANT #2 (AT WELL #4) GW EP2 Sample Tap - TP#2 EP 6/27/2023 105176P PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007029 TREATMENT PLANT #2 (AT WELL #4) GW EP2 Sample Tap - TP#2 EP 6/27/2023 105176P PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007029 TREATMENT PLANT #2 (AT WELL #4) GW EP2 Sample Tap - TP#2 EP 6/27/2023 105176P PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007029 TREATMENT PLANT #2 (AT WELL #4) GW EP2 Sample Tap - TP#2 EP 6/27/2023 105176P PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007029 TREATMENT PLANT #2 (AT WELL #4) GW EP2 Sample Tap - TP#2 EP 6/27/2023 105176P PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007029 TREATMENT PLANT #2 (AT WELL #4) GW EP2 Sample Tap - TP#2 EP 6/27/2023 105176P PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007029 TREATMENT PLANT #2 (AT WELL #4) GW EP2 Sample Tap - TP#2 EP 6/27/2023 105176P PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007029 TREATMENT PLANT #2 (AT WELL #4) GW EP2 Sample Tap - TP#2 EP 6/27/2023 105176P NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007029 TREATMENT PLANT #2 (AT WELL #4) GW EP2 Sample Tap - TP#2 EP 6/27/2023 105176P NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007029 TREATMENT PLANT #2 (AT WELL #4) GW EP2 Sample Tap - TP#2 EP 6/27/2023 105176P PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007029 TREATMENT PLANT #2 (AT WELL #4) GW EP2 Sample Tap - TP#2 EP 6/27/2023 105176P PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007029 TREATMENT PLANT #2 (AT WELL #4) GW EP2 Sample Tap - TP#2 EP 12/5/2023 110803P lithium 9 µg/L EPA 200.7 = 23.1 SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007029 TREATMENT PLANT #2 (AT WELL #4) GW EP2 Sample Tap - TP#2 EP 12/5/2023 110803P 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007029 TREATMENT PLANT #2 (AT WELL #4) GW EP2 Sample Tap - TP#2 EP 12/5/2023 110803P 4:2 FTS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007029 TREATMENT PLANT #2 (AT WELL #4) GW EP2 Sample Tap - TP#2 EP 12/5/2023 110803P 6:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007029 TREATMENT PLANT #2 (AT WELL #4) GW EP2 Sample Tap - TP#2 EP 12/5/2023 110803P 8:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007029 TREATMENT PLANT #2 (AT WELL #4) GW EP2 Sample Tap - TP#2 EP 12/5/2023 110803P 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007029 TREATMENT PLANT #2 (AT WELL #4) GW EP2 Sample Tap - TP#2 EP 12/5/2023 110803P ADONA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007029 TREATMENT PLANT #2 (AT WELL #4) GW EP2 Sample Tap - TP#2 EP 12/5/2023 110803P HFPO-DA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007029 TREATMENT PLANT #2 (AT WELL #4) GW EP2 Sample Tap - TP#2 EP 12/5/2023 110803P NFDHA 0.02 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007029 TREATMENT PLANT #2 (AT WELL #4) GW EP2 Sample Tap - TP#2 EP 12/5/2023 110803P PFBA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007029 TREATMENT PLANT #2 (AT WELL #4) GW EP2 Sample Tap - TP#2 EP 12/5/2023 110803P PFBS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007029 TREATMENT PLANT #2 (AT WELL #4) GW EP2 Sample Tap - TP#2 EP 12/5/2023 110803P PFDA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007029 TREATMENT PLANT #2 (AT WELL #4) GW EP2 Sample Tap - TP#2 EP 12/5/2023 110803P PFDoA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007029 TREATMENT PLANT #2 (AT WELL #4) GW EP2 Sample Tap - TP#2 EP 12/5/2023 110803P PFEESA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007029 TREATMENT PLANT #2 (AT WELL #4) GW EP2 Sample Tap - TP#2 EP 12/5/2023 110803P PFHpA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007029 TREATMENT PLANT #2 (AT WELL #4) GW EP2 Sample Tap - TP#2 EP 12/5/2023 110803P PFHpS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007029 TREATMENT PLANT #2 (AT WELL #4) GW EP2 Sample Tap - TP#2 EP 12/5/2023 110803P PFHxA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007029 TREATMENT PLANT #2 (AT WELL #4) GW EP2 Sample Tap - TP#2 EP 12/5/2023 110803P PFHxS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007029 TREATMENT PLANT #2 (AT WELL #4) GW EP2 Sample Tap - TP#2 EP 12/5/2023 110803P PFMBA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007029 TREATMENT PLANT #2 (AT WELL #4) GW EP2 Sample Tap - TP#2 EP 12/5/2023 110803P PFMPA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007029 TREATMENT PLANT #2 (AT WELL #4) GW EP2 Sample Tap - TP#2 EP 12/5/2023 110803P PFNA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007029 TREATMENT PLANT #2 (AT WELL #4) GW EP2 Sample Tap - TP#2 EP 12/5/2023 110803P PFOA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007029 TREATMENT PLANT #2 (AT WELL #4) GW EP2 Sample Tap - TP#2 EP 12/5/2023 110803P PFOS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007029 TREATMENT PLANT #2 (AT WELL #4) GW EP2 Sample Tap - TP#2 EP 12/5/2023 110803P PFPeA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007029 TREATMENT PLANT #2 (AT WELL #4) GW EP2 Sample Tap - TP#2 EP 12/5/2023 110803P PFPeS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007029 TREATMENT PLANT #2 (AT WELL #4) GW EP2 Sample Tap - TP#2 EP 12/5/2023 110803P PFUnA 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007029 TREATMENT PLANT #2 (AT WELL #4) GW EP2 Sample Tap - TP#2 EP 12/5/2023 110803P NEtFOSAA 0.005 µg/L EPA 537.1 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007029 TREATMENT PLANT #2 (AT WELL #4) GW EP2 Sample Tap - TP#2 EP 12/5/2023 110803P NMeFOSAA 0.006 µg/L EPA 537.1 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007029 TREATMENT PLANT #2 (AT WELL #4) GW EP2 Sample Tap - TP#2 EP 12/5/2023 110803P PFTA 0.008 µg/L EPA 537.1 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007029 TREATMENT PLANT #2 (AT WELL #4) GW EP2 Sample Tap - TP#2 EP 12/5/2023 110803P PFTrDA 0.007 µg/L EPA 537.1 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007005 Well #11 GW EP005 Sample Tap Well 11 (005) EP 6/27/2023 106317P lithium 9 µg/L EPA 200.7 = 14 SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007005 Well #11 GW EP005 Sample Tap Well 11 (005) EP 6/27/2023 106317P 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007005 Well #11 GW EP005 Sample Tap Well 11 (005) EP 6/27/2023 106317P 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007005 Well #11 GW EP005 Sample Tap Well 11 (005) EP 6/27/2023 106317P 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007005 Well #11 GW EP005 Sample Tap Well 11 (005) EP 6/27/2023 106317P 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007005 Well #11 GW EP005 Sample Tap Well 11 (005) EP 6/27/2023 106317P 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007005 Well #11 GW EP005 Sample Tap Well 11 (005) EP 6/27/2023 106317P ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007005 Well #11 GW EP005 Sample Tap Well 11 (005) EP 6/27/2023 106317P HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007005 Well #11 GW EP005 Sample Tap Well 11 (005) EP 6/27/2023 106317P NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007005 Well #11 GW EP005 Sample Tap Well 11 (005) EP 6/27/2023 106317P PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007005 Well #11 GW EP005 Sample Tap Well 11 (005) EP 6/27/2023 106317P PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007005 Well #11 GW EP005 Sample Tap Well 11 (005) EP 6/27/2023 106317P PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007005 Well #11 GW EP005 Sample Tap Well 11 (005) EP 6/27/2023 106317P PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007005 Well #11 GW EP005 Sample Tap Well 11 (005) EP 6/27/2023 106317P PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007005 Well #11 GW EP005 Sample Tap Well 11 (005) EP 6/27/2023 106317P PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007005 Well #11 GW EP005 Sample Tap Well 11 (005) EP 6/27/2023 106317P PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007005 Well #11 GW EP005 Sample Tap Well 11 (005) EP 6/27/2023 106317P PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007005 Well #11 GW EP005 Sample Tap Well 11 (005) EP 6/27/2023 106317P PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007005 Well #11 GW EP005 Sample Tap Well 11 (005) EP 6/27/2023 106317P PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007005 Well #11 GW EP005 Sample Tap Well 11 (005) EP 6/27/2023 106317P PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007005 Well #11 GW EP005 Sample Tap Well 11 (005) EP 6/27/2023 106317P PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007005 Well #11 GW EP005 Sample Tap Well 11 (005) EP 6/27/2023 106317P PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007005 Well #11 GW EP005 Sample Tap Well 11 (005) EP 6/27/2023 106317P PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007005 Well #11 GW EP005 Sample Tap Well 11 (005) EP 6/27/2023 106317P PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007005 Well #11 GW EP005 Sample Tap Well 11 (005) EP 6/27/2023 106317P PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007005 Well #11 GW EP005 Sample Tap Well 11 (005) EP 6/27/2023 106317P PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007005 Well #11 GW EP005 Sample Tap Well 11 (005) EP 6/27/2023 106317P NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007005 Well #11 GW EP005 Sample Tap Well 11 (005) EP 6/27/2023 106317P NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007005 Well #11 GW EP005 Sample Tap Well 11 (005) EP 6/27/2023 106317P PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007005 Well #11 GW EP005 Sample Tap Well 11 (005) EP 6/27/2023 106317P PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007005 Well #11 GW EP005 Sample Tap Well 11 (005) EP 12/5/2023 110798P lithium 9 µg/L EPA 200.7 = 15.6 SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007005 Well #11 GW EP005 Sample Tap Well 11 (005) EP 12/5/2023 110798P 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007005 Well #11 GW EP005 Sample Tap Well 11 (005) EP 12/5/2023 110798P 4:2 FTS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007005 Well #11 GW EP005 Sample Tap Well 11 (005) EP 12/5/2023 110798P 6:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007005 Well #11 GW EP005 Sample Tap Well 11 (005) EP 12/5/2023 110798P 8:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007005 Well #11 GW EP005 Sample Tap Well 11 (005) EP 12/5/2023 110798P 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007005 Well #11 GW EP005 Sample Tap Well 11 (005) EP 12/5/2023 110798P ADONA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007005 Well #11 GW EP005 Sample Tap Well 11 (005) EP 12/5/2023 110798P HFPO-DA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007005 Well #11 GW EP005 Sample Tap Well 11 (005) EP 12/5/2023 110798P NFDHA 0.02 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007005 Well #11 GW EP005 Sample Tap Well 11 (005) EP 12/5/2023 110798P PFBA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007005 Well #11 GW EP005 Sample Tap Well 11 (005) EP 12/5/2023 110798P PFBS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007005 Well #11 GW EP005 Sample Tap Well 11 (005) EP 12/5/2023 110798P PFDA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007005 Well #11 GW EP005 Sample Tap Well 11 (005) EP 12/5/2023 110798P PFDoA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007005 Well #11 GW EP005 Sample Tap Well 11 (005) EP 12/5/2023 110798P PFEESA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007005 Well #11 GW EP005 Sample Tap Well 11 (005) EP 12/5/2023 110798P PFHpA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007005 Well #11 GW EP005 Sample Tap Well 11 (005) EP 12/5/2023 110798P PFHpS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007005 Well #11 GW EP005 Sample Tap Well 11 (005) EP 12/5/2023 110798P PFHxA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007005 Well #11 GW EP005 Sample Tap Well 11 (005) EP 12/5/2023 110798P PFHxS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007005 Well #11 GW EP005 Sample Tap Well 11 (005) EP 12/5/2023 110798P PFMBA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007005 Well #11 GW EP005 Sample Tap Well 11 (005) EP 12/5/2023 110798P PFMPA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007005 Well #11 GW EP005 Sample Tap Well 11 (005) EP 12/5/2023 110798P PFNA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007005 Well #11 GW EP005 Sample Tap Well 11 (005) EP 12/5/2023 110798P PFOA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007005 Well #11 GW EP005 Sample Tap Well 11 (005) EP 12/5/2023 110798P PFOS 0.004 µg/L EPA 533 < SE2 AM 6 NM
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NM3572007 MOONGATE WATER SYSTEM S 72007005 Well #11 GW EP005 Sample Tap Well 11 (005) EP 12/5/2023 110798P PFPeA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007005 Well #11 GW EP005 Sample Tap Well 11 (005) EP 12/5/2023 110798P PFPeS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007005 Well #11 GW EP005 Sample Tap Well 11 (005) EP 12/5/2023 110798P PFUnA 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007005 Well #11 GW EP005 Sample Tap Well 11 (005) EP 12/5/2023 110798P NEtFOSAA 0.005 µg/L EPA 537.1 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007005 Well #11 GW EP005 Sample Tap Well 11 (005) EP 12/5/2023 110798P NMeFOSAA 0.006 µg/L EPA 537.1 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007005 Well #11 GW EP005 Sample Tap Well 11 (005) EP 12/5/2023 110798P PFTA 0.008 µg/L EPA 537.1 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007005 Well #11 GW EP005 Sample Tap Well 11 (005) EP 12/5/2023 110798P PFTrDA 0.007 µg/L EPA 537.1 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007006 Well #2 GW EP006 Sample Tap Well 2 (006) EP 6/27/2023 106318P lithium 9 µg/L EPA 200.7 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007006 Well #2 GW EP006 Sample Tap Well 2 (006) EP 6/27/2023 106318P 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007006 Well #2 GW EP006 Sample Tap Well 2 (006) EP 6/27/2023 106318P 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007006 Well #2 GW EP006 Sample Tap Well 2 (006) EP 6/27/2023 106318P 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007006 Well #2 GW EP006 Sample Tap Well 2 (006) EP 6/27/2023 106318P 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007006 Well #2 GW EP006 Sample Tap Well 2 (006) EP 6/27/2023 106318P 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007006 Well #2 GW EP006 Sample Tap Well 2 (006) EP 6/27/2023 106318P ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007006 Well #2 GW EP006 Sample Tap Well 2 (006) EP 6/27/2023 106318P HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007006 Well #2 GW EP006 Sample Tap Well 2 (006) EP 6/27/2023 106318P NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007006 Well #2 GW EP006 Sample Tap Well 2 (006) EP 6/27/2023 106318P PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007006 Well #2 GW EP006 Sample Tap Well 2 (006) EP 6/27/2023 106318P PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007006 Well #2 GW EP006 Sample Tap Well 2 (006) EP 6/27/2023 106318P PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007006 Well #2 GW EP006 Sample Tap Well 2 (006) EP 6/27/2023 106318P PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007006 Well #2 GW EP006 Sample Tap Well 2 (006) EP 6/27/2023 106318P PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007006 Well #2 GW EP006 Sample Tap Well 2 (006) EP 6/27/2023 106318P PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007006 Well #2 GW EP006 Sample Tap Well 2 (006) EP 6/27/2023 106318P PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007006 Well #2 GW EP006 Sample Tap Well 2 (006) EP 6/27/2023 106318P PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007006 Well #2 GW EP006 Sample Tap Well 2 (006) EP 6/27/2023 106318P PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007006 Well #2 GW EP006 Sample Tap Well 2 (006) EP 6/27/2023 106318P PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007006 Well #2 GW EP006 Sample Tap Well 2 (006) EP 6/27/2023 106318P PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007006 Well #2 GW EP006 Sample Tap Well 2 (006) EP 6/27/2023 106318P PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007006 Well #2 GW EP006 Sample Tap Well 2 (006) EP 6/27/2023 106318P PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007006 Well #2 GW EP006 Sample Tap Well 2 (006) EP 6/27/2023 106318P PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007006 Well #2 GW EP006 Sample Tap Well 2 (006) EP 6/27/2023 106318P PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007006 Well #2 GW EP006 Sample Tap Well 2 (006) EP 6/27/2023 106318P PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007006 Well #2 GW EP006 Sample Tap Well 2 (006) EP 6/27/2023 106318P PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007006 Well #2 GW EP006 Sample Tap Well 2 (006) EP 6/27/2023 106318P NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007006 Well #2 GW EP006 Sample Tap Well 2 (006) EP 6/27/2023 106318P NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007006 Well #2 GW EP006 Sample Tap Well 2 (006) EP 6/27/2023 106318P PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007006 Well #2 GW EP006 Sample Tap Well 2 (006) EP 6/27/2023 106318P PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007006 Well #2 GW EP006 Sample Tap Well 2 (006) EP 12/5/2023 110799P lithium 9 µg/L EPA 200.7 = 12 SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007006 Well #2 GW EP006 Sample Tap Well 2 (006) EP 12/5/2023 110799P 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007006 Well #2 GW EP006 Sample Tap Well 2 (006) EP 12/5/2023 110799P 4:2 FTS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007006 Well #2 GW EP006 Sample Tap Well 2 (006) EP 12/5/2023 110799P 6:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007006 Well #2 GW EP006 Sample Tap Well 2 (006) EP 12/5/2023 110799P 8:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007006 Well #2 GW EP006 Sample Tap Well 2 (006) EP 12/5/2023 110799P 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007006 Well #2 GW EP006 Sample Tap Well 2 (006) EP 12/5/2023 110799P ADONA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007006 Well #2 GW EP006 Sample Tap Well 2 (006) EP 12/5/2023 110799P HFPO-DA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007006 Well #2 GW EP006 Sample Tap Well 2 (006) EP 12/5/2023 110799P NFDHA 0.02 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007006 Well #2 GW EP006 Sample Tap Well 2 (006) EP 12/5/2023 110799P PFBA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007006 Well #2 GW EP006 Sample Tap Well 2 (006) EP 12/5/2023 110799P PFBS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007006 Well #2 GW EP006 Sample Tap Well 2 (006) EP 12/5/2023 110799P PFDA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007006 Well #2 GW EP006 Sample Tap Well 2 (006) EP 12/5/2023 110799P PFDoA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007006 Well #2 GW EP006 Sample Tap Well 2 (006) EP 12/5/2023 110799P PFEESA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007006 Well #2 GW EP006 Sample Tap Well 2 (006) EP 12/5/2023 110799P PFHpA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007006 Well #2 GW EP006 Sample Tap Well 2 (006) EP 12/5/2023 110799P PFHpS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007006 Well #2 GW EP006 Sample Tap Well 2 (006) EP 12/5/2023 110799P PFHxA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007006 Well #2 GW EP006 Sample Tap Well 2 (006) EP 12/5/2023 110799P PFHxS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007006 Well #2 GW EP006 Sample Tap Well 2 (006) EP 12/5/2023 110799P PFMBA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007006 Well #2 GW EP006 Sample Tap Well 2 (006) EP 12/5/2023 110799P PFMPA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007006 Well #2 GW EP006 Sample Tap Well 2 (006) EP 12/5/2023 110799P PFNA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007006 Well #2 GW EP006 Sample Tap Well 2 (006) EP 12/5/2023 110799P PFOA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007006 Well #2 GW EP006 Sample Tap Well 2 (006) EP 12/5/2023 110799P PFOS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007006 Well #2 GW EP006 Sample Tap Well 2 (006) EP 12/5/2023 110799P PFPeA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007006 Well #2 GW EP006 Sample Tap Well 2 (006) EP 12/5/2023 110799P PFPeS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007006 Well #2 GW EP006 Sample Tap Well 2 (006) EP 12/5/2023 110799P PFUnA 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007006 Well #2 GW EP006 Sample Tap Well 2 (006) EP 12/5/2023 110799P NEtFOSAA 0.005 µg/L EPA 537.1 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007006 Well #2 GW EP006 Sample Tap Well 2 (006) EP 12/5/2023 110799P NMeFOSAA 0.006 µg/L EPA 537.1 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007006 Well #2 GW EP006 Sample Tap Well 2 (006) EP 12/5/2023 110799P PFTA 0.008 µg/L EPA 537.1 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007006 Well #2 GW EP006 Sample Tap Well 2 (006) EP 12/5/2023 110799P PFTrDA 0.007 µg/L EPA 537.1 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007002 Well #3 GW EP002 Sample Tap Well 3 (002) EP 6/27/2023 106315P lithium 9 µg/L EPA 200.7 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007002 Well #3 GW EP002 Sample Tap Well 3 (002) EP 6/27/2023 106315P 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007002 Well #3 GW EP002 Sample Tap Well 3 (002) EP 6/27/2023 106315P 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007002 Well #3 GW EP002 Sample Tap Well 3 (002) EP 6/27/2023 106315P 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007002 Well #3 GW EP002 Sample Tap Well 3 (002) EP 6/27/2023 106315P 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007002 Well #3 GW EP002 Sample Tap Well 3 (002) EP 6/27/2023 106315P 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007002 Well #3 GW EP002 Sample Tap Well 3 (002) EP 6/27/2023 106315P ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007002 Well #3 GW EP002 Sample Tap Well 3 (002) EP 6/27/2023 106315P HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007002 Well #3 GW EP002 Sample Tap Well 3 (002) EP 6/27/2023 106315P NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007002 Well #3 GW EP002 Sample Tap Well 3 (002) EP 6/27/2023 106315P PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007002 Well #3 GW EP002 Sample Tap Well 3 (002) EP 6/27/2023 106315P PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007002 Well #3 GW EP002 Sample Tap Well 3 (002) EP 6/27/2023 106315P PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007002 Well #3 GW EP002 Sample Tap Well 3 (002) EP 6/27/2023 106315P PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007002 Well #3 GW EP002 Sample Tap Well 3 (002) EP 6/27/2023 106315P PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007002 Well #3 GW EP002 Sample Tap Well 3 (002) EP 6/27/2023 106315P PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007002 Well #3 GW EP002 Sample Tap Well 3 (002) EP 6/27/2023 106315P PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007002 Well #3 GW EP002 Sample Tap Well 3 (002) EP 6/27/2023 106315P PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007002 Well #3 GW EP002 Sample Tap Well 3 (002) EP 6/27/2023 106315P PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007002 Well #3 GW EP002 Sample Tap Well 3 (002) EP 6/27/2023 106315P PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007002 Well #3 GW EP002 Sample Tap Well 3 (002) EP 6/27/2023 106315P PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007002 Well #3 GW EP002 Sample Tap Well 3 (002) EP 6/27/2023 106315P PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007002 Well #3 GW EP002 Sample Tap Well 3 (002) EP 6/27/2023 106315P PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007002 Well #3 GW EP002 Sample Tap Well 3 (002) EP 6/27/2023 106315P PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007002 Well #3 GW EP002 Sample Tap Well 3 (002) EP 6/27/2023 106315P PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007002 Well #3 GW EP002 Sample Tap Well 3 (002) EP 6/27/2023 106315P PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007002 Well #3 GW EP002 Sample Tap Well 3 (002) EP 6/27/2023 106315P PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007002 Well #3 GW EP002 Sample Tap Well 3 (002) EP 6/27/2023 106315P NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007002 Well #3 GW EP002 Sample Tap Well 3 (002) EP 6/27/2023 106315P NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007002 Well #3 GW EP002 Sample Tap Well 3 (002) EP 6/27/2023 106315P PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007002 Well #3 GW EP002 Sample Tap Well 3 (002) EP 6/27/2023 106315P PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007002 Well #3 GW EP002 Sample Tap Well 3 (002) EP 12/5/2023 110796P lithium 9 µg/L EPA 200.7 = 10.7 SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007002 Well #3 GW EP002 Sample Tap Well 3 (002) EP 12/5/2023 110796P 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007002 Well #3 GW EP002 Sample Tap Well 3 (002) EP 12/5/2023 110796P 4:2 FTS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007002 Well #3 GW EP002 Sample Tap Well 3 (002) EP 12/5/2023 110796P 6:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007002 Well #3 GW EP002 Sample Tap Well 3 (002) EP 12/5/2023 110796P 8:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007002 Well #3 GW EP002 Sample Tap Well 3 (002) EP 12/5/2023 110796P 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007002 Well #3 GW EP002 Sample Tap Well 3 (002) EP 12/5/2023 110796P ADONA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007002 Well #3 GW EP002 Sample Tap Well 3 (002) EP 12/5/2023 110796P HFPO-DA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007002 Well #3 GW EP002 Sample Tap Well 3 (002) EP 12/5/2023 110796P NFDHA 0.02 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007002 Well #3 GW EP002 Sample Tap Well 3 (002) EP 12/5/2023 110796P PFBA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007002 Well #3 GW EP002 Sample Tap Well 3 (002) EP 12/5/2023 110796P PFBS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007002 Well #3 GW EP002 Sample Tap Well 3 (002) EP 12/5/2023 110796P PFDA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007002 Well #3 GW EP002 Sample Tap Well 3 (002) EP 12/5/2023 110796P PFDoA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007002 Well #3 GW EP002 Sample Tap Well 3 (002) EP 12/5/2023 110796P PFEESA 0.003 µg/L EPA 533 < SE2 AM 6 NM
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NM3572007 MOONGATE WATER SYSTEM S 72007002 Well #3 GW EP002 Sample Tap Well 3 (002) EP 12/5/2023 110796P PFHpA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007002 Well #3 GW EP002 Sample Tap Well 3 (002) EP 12/5/2023 110796P PFHpS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007002 Well #3 GW EP002 Sample Tap Well 3 (002) EP 12/5/2023 110796P PFHxA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007002 Well #3 GW EP002 Sample Tap Well 3 (002) EP 12/5/2023 110796P PFHxS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007002 Well #3 GW EP002 Sample Tap Well 3 (002) EP 12/5/2023 110796P PFMBA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007002 Well #3 GW EP002 Sample Tap Well 3 (002) EP 12/5/2023 110796P PFMPA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007002 Well #3 GW EP002 Sample Tap Well 3 (002) EP 12/5/2023 110796P PFNA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007002 Well #3 GW EP002 Sample Tap Well 3 (002) EP 12/5/2023 110796P PFOA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007002 Well #3 GW EP002 Sample Tap Well 3 (002) EP 12/5/2023 110796P PFOS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007002 Well #3 GW EP002 Sample Tap Well 3 (002) EP 12/5/2023 110796P PFPeA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007002 Well #3 GW EP002 Sample Tap Well 3 (002) EP 12/5/2023 110796P PFPeS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007002 Well #3 GW EP002 Sample Tap Well 3 (002) EP 12/5/2023 110796P PFUnA 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007002 Well #3 GW EP002 Sample Tap Well 3 (002) EP 12/5/2023 110796P NEtFOSAA 0.005 µg/L EPA 537.1 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007002 Well #3 GW EP002 Sample Tap Well 3 (002) EP 12/5/2023 110796P NMeFOSAA 0.006 µg/L EPA 537.1 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007002 Well #3 GW EP002 Sample Tap Well 3 (002) EP 12/5/2023 110796P PFTA 0.008 µg/L EPA 537.1 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007002 Well #3 GW EP002 Sample Tap Well 3 (002) EP 12/5/2023 110796P PFTrDA 0.007 µg/L EPA 537.1 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007026 Well #5 GW EP026 Sample Tap Well 5 (026) EP 6/27/2023 106320P lithium 9 µg/L EPA 200.7 = 14 SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007026 Well #5 GW EP026 Sample Tap Well 5 (026) EP 6/27/2023 106320P 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007026 Well #5 GW EP026 Sample Tap Well 5 (026) EP 6/27/2023 106320P 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007026 Well #5 GW EP026 Sample Tap Well 5 (026) EP 6/27/2023 106320P 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007026 Well #5 GW EP026 Sample Tap Well 5 (026) EP 6/27/2023 106320P 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007026 Well #5 GW EP026 Sample Tap Well 5 (026) EP 6/27/2023 106320P 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007026 Well #5 GW EP026 Sample Tap Well 5 (026) EP 6/27/2023 106320P ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007026 Well #5 GW EP026 Sample Tap Well 5 (026) EP 6/27/2023 106320P HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007026 Well #5 GW EP026 Sample Tap Well 5 (026) EP 6/27/2023 106320P NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007026 Well #5 GW EP026 Sample Tap Well 5 (026) EP 6/27/2023 106320P PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007026 Well #5 GW EP026 Sample Tap Well 5 (026) EP 6/27/2023 106320P PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007026 Well #5 GW EP026 Sample Tap Well 5 (026) EP 6/27/2023 106320P PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007026 Well #5 GW EP026 Sample Tap Well 5 (026) EP 6/27/2023 106320P PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007026 Well #5 GW EP026 Sample Tap Well 5 (026) EP 6/27/2023 106320P PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007026 Well #5 GW EP026 Sample Tap Well 5 (026) EP 6/27/2023 106320P PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007026 Well #5 GW EP026 Sample Tap Well 5 (026) EP 6/27/2023 106320P PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007026 Well #5 GW EP026 Sample Tap Well 5 (026) EP 6/27/2023 106320P PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007026 Well #5 GW EP026 Sample Tap Well 5 (026) EP 6/27/2023 106320P PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007026 Well #5 GW EP026 Sample Tap Well 5 (026) EP 6/27/2023 106320P PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007026 Well #5 GW EP026 Sample Tap Well 5 (026) EP 6/27/2023 106320P PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007026 Well #5 GW EP026 Sample Tap Well 5 (026) EP 6/27/2023 106320P PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007026 Well #5 GW EP026 Sample Tap Well 5 (026) EP 6/27/2023 106320P PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007026 Well #5 GW EP026 Sample Tap Well 5 (026) EP 6/27/2023 106320P PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007026 Well #5 GW EP026 Sample Tap Well 5 (026) EP 6/27/2023 106320P PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007026 Well #5 GW EP026 Sample Tap Well 5 (026) EP 6/27/2023 106320P PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007026 Well #5 GW EP026 Sample Tap Well 5 (026) EP 6/27/2023 106320P PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007026 Well #5 GW EP026 Sample Tap Well 5 (026) EP 6/27/2023 106320P NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007026 Well #5 GW EP026 Sample Tap Well 5 (026) EP 6/27/2023 106320P NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007026 Well #5 GW EP026 Sample Tap Well 5 (026) EP 6/27/2023 106320P PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007026 Well #5 GW EP026 Sample Tap Well 5 (026) EP 6/27/2023 106320P PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007026 Well #5 GW EP026 Sample Tap Well 5 (026) EP 12/5/2023 110802P lithium 9 µg/L EPA 200.7 = 20.6 SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007026 Well #5 GW EP026 Sample Tap Well 5 (026) EP 12/5/2023 110802P 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007026 Well #5 GW EP026 Sample Tap Well 5 (026) EP 12/5/2023 110802P 4:2 FTS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007026 Well #5 GW EP026 Sample Tap Well 5 (026) EP 12/5/2023 110802P 6:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007026 Well #5 GW EP026 Sample Tap Well 5 (026) EP 12/5/2023 110802P 8:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007026 Well #5 GW EP026 Sample Tap Well 5 (026) EP 12/5/2023 110802P 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007026 Well #5 GW EP026 Sample Tap Well 5 (026) EP 12/5/2023 110802P ADONA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007026 Well #5 GW EP026 Sample Tap Well 5 (026) EP 12/5/2023 110802P HFPO-DA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007026 Well #5 GW EP026 Sample Tap Well 5 (026) EP 12/5/2023 110802P NFDHA 0.02 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007026 Well #5 GW EP026 Sample Tap Well 5 (026) EP 12/5/2023 110802P PFBA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007026 Well #5 GW EP026 Sample Tap Well 5 (026) EP 12/5/2023 110802P PFBS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007026 Well #5 GW EP026 Sample Tap Well 5 (026) EP 12/5/2023 110802P PFDA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007026 Well #5 GW EP026 Sample Tap Well 5 (026) EP 12/5/2023 110802P PFDoA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007026 Well #5 GW EP026 Sample Tap Well 5 (026) EP 12/5/2023 110802P PFEESA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007026 Well #5 GW EP026 Sample Tap Well 5 (026) EP 12/5/2023 110802P PFHpA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007026 Well #5 GW EP026 Sample Tap Well 5 (026) EP 12/5/2023 110802P PFHpS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007026 Well #5 GW EP026 Sample Tap Well 5 (026) EP 12/5/2023 110802P PFHxA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007026 Well #5 GW EP026 Sample Tap Well 5 (026) EP 12/5/2023 110802P PFHxS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007026 Well #5 GW EP026 Sample Tap Well 5 (026) EP 12/5/2023 110802P PFMBA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007026 Well #5 GW EP026 Sample Tap Well 5 (026) EP 12/5/2023 110802P PFMPA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007026 Well #5 GW EP026 Sample Tap Well 5 (026) EP 12/5/2023 110802P PFNA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007026 Well #5 GW EP026 Sample Tap Well 5 (026) EP 12/5/2023 110802P PFOA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007026 Well #5 GW EP026 Sample Tap Well 5 (026) EP 12/5/2023 110802P PFOS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007026 Well #5 GW EP026 Sample Tap Well 5 (026) EP 12/5/2023 110802P PFPeA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007026 Well #5 GW EP026 Sample Tap Well 5 (026) EP 12/5/2023 110802P PFPeS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007026 Well #5 GW EP026 Sample Tap Well 5 (026) EP 12/5/2023 110802P PFUnA 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007026 Well #5 GW EP026 Sample Tap Well 5 (026) EP 12/5/2023 110802P NEtFOSAA 0.005 µg/L EPA 537.1 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007026 Well #5 GW EP026 Sample Tap Well 5 (026) EP 12/5/2023 110802P NMeFOSAA 0.006 µg/L EPA 537.1 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007026 Well #5 GW EP026 Sample Tap Well 5 (026) EP 12/5/2023 110802P PFTA 0.008 µg/L EPA 537.1 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007026 Well #5 GW EP026 Sample Tap Well 5 (026) EP 12/5/2023 110802P PFTrDA 0.007 µg/L EPA 537.1 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007003 Well #6 GW EP003 Sample Tap Well 6 (003) EP 6/27/2023 106316P lithium 9 µg/L EPA 200.7 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007003 Well #6 GW EP003 Sample Tap Well 6 (003) EP 6/27/2023 106316P 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007003 Well #6 GW EP003 Sample Tap Well 6 (003) EP 6/27/2023 106316P 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007003 Well #6 GW EP003 Sample Tap Well 6 (003) EP 6/27/2023 106316P 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007003 Well #6 GW EP003 Sample Tap Well 6 (003) EP 6/27/2023 106316P 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007003 Well #6 GW EP003 Sample Tap Well 6 (003) EP 6/27/2023 106316P 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007003 Well #6 GW EP003 Sample Tap Well 6 (003) EP 6/27/2023 106316P ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007003 Well #6 GW EP003 Sample Tap Well 6 (003) EP 6/27/2023 106316P HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007003 Well #6 GW EP003 Sample Tap Well 6 (003) EP 6/27/2023 106316P NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007003 Well #6 GW EP003 Sample Tap Well 6 (003) EP 6/27/2023 106316P PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007003 Well #6 GW EP003 Sample Tap Well 6 (003) EP 6/27/2023 106316P PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007003 Well #6 GW EP003 Sample Tap Well 6 (003) EP 6/27/2023 106316P PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007003 Well #6 GW EP003 Sample Tap Well 6 (003) EP 6/27/2023 106316P PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007003 Well #6 GW EP003 Sample Tap Well 6 (003) EP 6/27/2023 106316P PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007003 Well #6 GW EP003 Sample Tap Well 6 (003) EP 6/27/2023 106316P PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007003 Well #6 GW EP003 Sample Tap Well 6 (003) EP 6/27/2023 106316P PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007003 Well #6 GW EP003 Sample Tap Well 6 (003) EP 6/27/2023 106316P PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007003 Well #6 GW EP003 Sample Tap Well 6 (003) EP 6/27/2023 106316P PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007003 Well #6 GW EP003 Sample Tap Well 6 (003) EP 6/27/2023 106316P PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007003 Well #6 GW EP003 Sample Tap Well 6 (003) EP 6/27/2023 106316P PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007003 Well #6 GW EP003 Sample Tap Well 6 (003) EP 6/27/2023 106316P PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007003 Well #6 GW EP003 Sample Tap Well 6 (003) EP 6/27/2023 106316P PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007003 Well #6 GW EP003 Sample Tap Well 6 (003) EP 6/27/2023 106316P PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007003 Well #6 GW EP003 Sample Tap Well 6 (003) EP 6/27/2023 106316P PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007003 Well #6 GW EP003 Sample Tap Well 6 (003) EP 6/27/2023 106316P PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007003 Well #6 GW EP003 Sample Tap Well 6 (003) EP 6/27/2023 106316P PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007003 Well #6 GW EP003 Sample Tap Well 6 (003) EP 6/27/2023 106316P NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007003 Well #6 GW EP003 Sample Tap Well 6 (003) EP 6/27/2023 106316P NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007003 Well #6 GW EP003 Sample Tap Well 6 (003) EP 6/27/2023 106316P PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007003 Well #6 GW EP003 Sample Tap Well 6 (003) EP 6/27/2023 106316P PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007003 Well #6 GW EP003 Sample Tap Well 6 (003) EP 12/5/2023 110797P lithium 9 µg/L EPA 200.7 = 10.8 SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007003 Well #6 GW EP003 Sample Tap Well 6 (003) EP 12/5/2023 110797P 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007003 Well #6 GW EP003 Sample Tap Well 6 (003) EP 12/5/2023 110797P 4:2 FTS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007003 Well #6 GW EP003 Sample Tap Well 6 (003) EP 12/5/2023 110797P 6:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007003 Well #6 GW EP003 Sample Tap Well 6 (003) EP 12/5/2023 110797P 8:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
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NM3572007 MOONGATE WATER SYSTEM S 72007003 Well #6 GW EP003 Sample Tap Well 6 (003) EP 12/5/2023 110797P 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007003 Well #6 GW EP003 Sample Tap Well 6 (003) EP 12/5/2023 110797P ADONA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007003 Well #6 GW EP003 Sample Tap Well 6 (003) EP 12/5/2023 110797P HFPO-DA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007003 Well #6 GW EP003 Sample Tap Well 6 (003) EP 12/5/2023 110797P NFDHA 0.02 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007003 Well #6 GW EP003 Sample Tap Well 6 (003) EP 12/5/2023 110797P PFBA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007003 Well #6 GW EP003 Sample Tap Well 6 (003) EP 12/5/2023 110797P PFBS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007003 Well #6 GW EP003 Sample Tap Well 6 (003) EP 12/5/2023 110797P PFDA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007003 Well #6 GW EP003 Sample Tap Well 6 (003) EP 12/5/2023 110797P PFDoA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007003 Well #6 GW EP003 Sample Tap Well 6 (003) EP 12/5/2023 110797P PFEESA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007003 Well #6 GW EP003 Sample Tap Well 6 (003) EP 12/5/2023 110797P PFHpA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007003 Well #6 GW EP003 Sample Tap Well 6 (003) EP 12/5/2023 110797P PFHpS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007003 Well #6 GW EP003 Sample Tap Well 6 (003) EP 12/5/2023 110797P PFHxA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007003 Well #6 GW EP003 Sample Tap Well 6 (003) EP 12/5/2023 110797P PFHxS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007003 Well #6 GW EP003 Sample Tap Well 6 (003) EP 12/5/2023 110797P PFMBA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007003 Well #6 GW EP003 Sample Tap Well 6 (003) EP 12/5/2023 110797P PFMPA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007003 Well #6 GW EP003 Sample Tap Well 6 (003) EP 12/5/2023 110797P PFNA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007003 Well #6 GW EP003 Sample Tap Well 6 (003) EP 12/5/2023 110797P PFOA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007003 Well #6 GW EP003 Sample Tap Well 6 (003) EP 12/5/2023 110797P PFOS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007003 Well #6 GW EP003 Sample Tap Well 6 (003) EP 12/5/2023 110797P PFPeA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007003 Well #6 GW EP003 Sample Tap Well 6 (003) EP 12/5/2023 110797P PFPeS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007003 Well #6 GW EP003 Sample Tap Well 6 (003) EP 12/5/2023 110797P PFUnA 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007003 Well #6 GW EP003 Sample Tap Well 6 (003) EP 12/5/2023 110797P NEtFOSAA 0.005 µg/L EPA 537.1 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007003 Well #6 GW EP003 Sample Tap Well 6 (003) EP 12/5/2023 110797P NMeFOSAA 0.006 µg/L EPA 537.1 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007003 Well #6 GW EP003 Sample Tap Well 6 (003) EP 12/5/2023 110797P PFTA 0.008 µg/L EPA 537.1 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007003 Well #6 GW EP003 Sample Tap Well 6 (003) EP 12/5/2023 110797P PFTrDA 0.007 µg/L EPA 537.1 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007012 Well #9 GW EP012 Sample Tap Well 9 (012) EP 6/27/2023 106319P lithium 9 µg/L EPA 200.7 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007012 Well #9 GW EP012 Sample Tap Well 9 (012) EP 6/27/2023 106319P 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007012 Well #9 GW EP012 Sample Tap Well 9 (012) EP 6/27/2023 106319P 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007012 Well #9 GW EP012 Sample Tap Well 9 (012) EP 6/27/2023 106319P 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007012 Well #9 GW EP012 Sample Tap Well 9 (012) EP 6/27/2023 106319P 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007012 Well #9 GW EP012 Sample Tap Well 9 (012) EP 6/27/2023 106319P 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007012 Well #9 GW EP012 Sample Tap Well 9 (012) EP 6/27/2023 106319P ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007012 Well #9 GW EP012 Sample Tap Well 9 (012) EP 6/27/2023 106319P HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007012 Well #9 GW EP012 Sample Tap Well 9 (012) EP 6/27/2023 106319P NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007012 Well #9 GW EP012 Sample Tap Well 9 (012) EP 6/27/2023 106319P PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007012 Well #9 GW EP012 Sample Tap Well 9 (012) EP 6/27/2023 106319P PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007012 Well #9 GW EP012 Sample Tap Well 9 (012) EP 6/27/2023 106319P PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007012 Well #9 GW EP012 Sample Tap Well 9 (012) EP 6/27/2023 106319P PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007012 Well #9 GW EP012 Sample Tap Well 9 (012) EP 6/27/2023 106319P PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007012 Well #9 GW EP012 Sample Tap Well 9 (012) EP 6/27/2023 106319P PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007012 Well #9 GW EP012 Sample Tap Well 9 (012) EP 6/27/2023 106319P PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007012 Well #9 GW EP012 Sample Tap Well 9 (012) EP 6/27/2023 106319P PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007012 Well #9 GW EP012 Sample Tap Well 9 (012) EP 6/27/2023 106319P PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007012 Well #9 GW EP012 Sample Tap Well 9 (012) EP 6/27/2023 106319P PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007012 Well #9 GW EP012 Sample Tap Well 9 (012) EP 6/27/2023 106319P PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007012 Well #9 GW EP012 Sample Tap Well 9 (012) EP 6/27/2023 106319P PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007012 Well #9 GW EP012 Sample Tap Well 9 (012) EP 6/27/2023 106319P PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007012 Well #9 GW EP012 Sample Tap Well 9 (012) EP 6/27/2023 106319P PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007012 Well #9 GW EP012 Sample Tap Well 9 (012) EP 6/27/2023 106319P PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007012 Well #9 GW EP012 Sample Tap Well 9 (012) EP 6/27/2023 106319P PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007012 Well #9 GW EP012 Sample Tap Well 9 (012) EP 6/27/2023 106319P PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007012 Well #9 GW EP012 Sample Tap Well 9 (012) EP 6/27/2023 106319P NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007012 Well #9 GW EP012 Sample Tap Well 9 (012) EP 6/27/2023 106319P NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007012 Well #9 GW EP012 Sample Tap Well 9 (012) EP 6/27/2023 106319P PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007012 Well #9 GW EP012 Sample Tap Well 9 (012) EP 6/27/2023 106319P PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007012 Well #9 GW EP012 Sample Tap Well 9 (012) EP 12/5/2023 110801P lithium 9 µg/L EPA 200.7 = 9.77 SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007012 Well #9 GW EP012 Sample Tap Well 9 (012) EP 12/5/2023 110801P 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007012 Well #9 GW EP012 Sample Tap Well 9 (012) EP 12/5/2023 110801P 4:2 FTS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007012 Well #9 GW EP012 Sample Tap Well 9 (012) EP 12/5/2023 110801P 6:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007012 Well #9 GW EP012 Sample Tap Well 9 (012) EP 12/5/2023 110801P 8:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007012 Well #9 GW EP012 Sample Tap Well 9 (012) EP 12/5/2023 110801P 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007012 Well #9 GW EP012 Sample Tap Well 9 (012) EP 12/5/2023 110801P ADONA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007012 Well #9 GW EP012 Sample Tap Well 9 (012) EP 12/5/2023 110801P HFPO-DA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007012 Well #9 GW EP012 Sample Tap Well 9 (012) EP 12/5/2023 110801P NFDHA 0.02 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007012 Well #9 GW EP012 Sample Tap Well 9 (012) EP 12/5/2023 110801P PFBA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007012 Well #9 GW EP012 Sample Tap Well 9 (012) EP 12/5/2023 110801P PFBS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007012 Well #9 GW EP012 Sample Tap Well 9 (012) EP 12/5/2023 110801P PFDA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007012 Well #9 GW EP012 Sample Tap Well 9 (012) EP 12/5/2023 110801P PFDoA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007012 Well #9 GW EP012 Sample Tap Well 9 (012) EP 12/5/2023 110801P PFEESA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007012 Well #9 GW EP012 Sample Tap Well 9 (012) EP 12/5/2023 110801P PFHpA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007012 Well #9 GW EP012 Sample Tap Well 9 (012) EP 12/5/2023 110801P PFHpS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007012 Well #9 GW EP012 Sample Tap Well 9 (012) EP 12/5/2023 110801P PFHxA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007012 Well #9 GW EP012 Sample Tap Well 9 (012) EP 12/5/2023 110801P PFHxS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007012 Well #9 GW EP012 Sample Tap Well 9 (012) EP 12/5/2023 110801P PFMBA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007012 Well #9 GW EP012 Sample Tap Well 9 (012) EP 12/5/2023 110801P PFMPA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007012 Well #9 GW EP012 Sample Tap Well 9 (012) EP 12/5/2023 110801P PFNA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007012 Well #9 GW EP012 Sample Tap Well 9 (012) EP 12/5/2023 110801P PFOA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007012 Well #9 GW EP012 Sample Tap Well 9 (012) EP 12/5/2023 110801P PFOS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007012 Well #9 GW EP012 Sample Tap Well 9 (012) EP 12/5/2023 110801P PFPeA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007012 Well #9 GW EP012 Sample Tap Well 9 (012) EP 12/5/2023 110801P PFPeS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007012 Well #9 GW EP012 Sample Tap Well 9 (012) EP 12/5/2023 110801P PFUnA 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007012 Well #9 GW EP012 Sample Tap Well 9 (012) EP 12/5/2023 110801P NEtFOSAA 0.005 µg/L EPA 537.1 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007012 Well #9 GW EP012 Sample Tap Well 9 (012) EP 12/5/2023 110801P NMeFOSAA 0.006 µg/L EPA 537.1 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007012 Well #9 GW EP012 Sample Tap Well 9 (012) EP 12/5/2023 110801P PFTA 0.008 µg/L EPA 537.1 < SE2 AM 6 NM
NM3572007 MOONGATE WATER SYSTEM S 72007012 Well #9 GW EP012 Sample Tap Well 9 (012) EP 12/5/2023 110801P PFTrDA 0.007 µg/L EPA 537.1 < SE2 AM 6 NM
NM3501207 MOONGATE WEST S 01207001 MOONGATE WEST GW SP012070011 WELL #10 EP 5/16/2023 104088P lithium 9 µg/L EPA 200.7 = 18 SE1 AM 6 NM
NM3501207 MOONGATE WEST S 01207003 MOONGATE WEST GW SP012070031 WELL #13 EP 5/16/2023 104089P lithium 9 µg/L EPA 200.7 = 13 SE1 AM 6 NM
NM3501207 MOONGATE WEST S 01207008 MOONGATE WEST GW SP012070081 Wiever Well #8 EP 5/16/2023 104090P lithium 9 µg/L EPA 200.7 = 140 SE1 AM 6 NM
NM3501207 MOONGATE WEST S 01207009 MOONGATE WEST GW SP012070091 WELL #12A EP 5/16/2023 104091P lithium 9 µg/L EPA 200.7 = 19 SE1 AM 6 NM
NM3501207 MOONGATE WEST S 01207001 MOONGATE WEST GW SP012070011 WELL #10 EP 5/16/2023 104088P 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3501207 MOONGATE WEST S 01207003 MOONGATE WEST GW SP012070031 WELL #13 EP 5/16/2023 104089P 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3501207 MOONGATE WEST S 01207008 MOONGATE WEST GW SP012070081 Wiever Well #8 EP 5/16/2023 104090P 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3501207 MOONGATE WEST S 01207009 MOONGATE WEST GW SP012070091 WELL #12A EP 5/16/2023 104091P 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3501207 MOONGATE WEST S 01207001 MOONGATE WEST GW SP012070011 WELL #10 EP 5/16/2023 104088P 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3501207 MOONGATE WEST S 01207003 MOONGATE WEST GW SP012070031 WELL #13 EP 5/16/2023 104089P 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3501207 MOONGATE WEST S 01207008 MOONGATE WEST GW SP012070081 Wiever Well #8 EP 5/16/2023 104090P 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3501207 MOONGATE WEST S 01207009 MOONGATE WEST GW SP012070091 WELL #12A EP 5/16/2023 104091P 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3501207 MOONGATE WEST S 01207001 MOONGATE WEST GW SP012070011 WELL #10 EP 5/16/2023 104088P 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3501207 MOONGATE WEST S 01207003 MOONGATE WEST GW SP012070031 WELL #13 EP 5/16/2023 104089P 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3501207 MOONGATE WEST S 01207008 MOONGATE WEST GW SP012070081 Wiever Well #8 EP 5/16/2023 104090P 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3501207 MOONGATE WEST S 01207009 MOONGATE WEST GW SP012070091 WELL #12A EP 5/16/2023 104091P 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3501207 MOONGATE WEST S 01207001 MOONGATE WEST GW SP012070011 WELL #10 EP 5/16/2023 104088P 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3501207 MOONGATE WEST S 01207003 MOONGATE WEST GW SP012070031 WELL #13 EP 5/16/2023 104089P 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3501207 MOONGATE WEST S 01207008 MOONGATE WEST GW SP012070081 Wiever Well #8 EP 5/16/2023 104090P 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3501207 MOONGATE WEST S 01207009 MOONGATE WEST GW SP012070091 WELL #12A EP 5/16/2023 104091P 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3501207 MOONGATE WEST S 01207001 MOONGATE WEST GW SP012070011 WELL #10 EP 5/16/2023 104088P 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3501207 MOONGATE WEST S 01207003 MOONGATE WEST GW SP012070031 WELL #13 EP 5/16/2023 104089P 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3501207 MOONGATE WEST S 01207008 MOONGATE WEST GW SP012070081 Wiever Well #8 EP 5/16/2023 104090P 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3501207 MOONGATE WEST S 01207009 MOONGATE WEST GW SP012070091 WELL #12A EP 5/16/2023 104091P 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3501207 MOONGATE WEST S 01207001 MOONGATE WEST GW SP012070011 WELL #10 EP 5/16/2023 104088P ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3501207 MOONGATE WEST S 01207003 MOONGATE WEST GW SP012070031 WELL #13 EP 5/16/2023 104089P ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM



PWSID PWSName Size FacilityID FacilityName FacilityWaterType SamplePointID SamplePointName SamplePointType AssociatedFacilityID AssociatedSamplePointID CollectionDate SampleID Contaminant MRL Units MethodID AnalyticalResultsSign AnalyticalResultValue SampleEventCode MonitoringRequirement Region State
NM3501207 MOONGATE WEST S 01207008 MOONGATE WEST GW SP012070081 Wiever Well #8 EP 5/16/2023 104090P ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3501207 MOONGATE WEST S 01207009 MOONGATE WEST GW SP012070091 WELL #12A EP 5/16/2023 104091P ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3501207 MOONGATE WEST S 01207001 MOONGATE WEST GW SP012070011 WELL #10 EP 5/16/2023 104088P HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3501207 MOONGATE WEST S 01207003 MOONGATE WEST GW SP012070031 WELL #13 EP 5/16/2023 104089P HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3501207 MOONGATE WEST S 01207008 MOONGATE WEST GW SP012070081 Wiever Well #8 EP 5/16/2023 104090P HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3501207 MOONGATE WEST S 01207009 MOONGATE WEST GW SP012070091 WELL #12A EP 5/16/2023 104091P HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3501207 MOONGATE WEST S 01207001 MOONGATE WEST GW SP012070011 WELL #10 EP 5/16/2023 104088P NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3501207 MOONGATE WEST S 01207003 MOONGATE WEST GW SP012070031 WELL #13 EP 5/16/2023 104089P NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3501207 MOONGATE WEST S 01207008 MOONGATE WEST GW SP012070081 Wiever Well #8 EP 5/16/2023 104090P NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3501207 MOONGATE WEST S 01207009 MOONGATE WEST GW SP012070091 WELL #12A EP 5/16/2023 104091P NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3501207 MOONGATE WEST S 01207001 MOONGATE WEST GW SP012070011 WELL #10 EP 5/16/2023 104088P PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3501207 MOONGATE WEST S 01207003 MOONGATE WEST GW SP012070031 WELL #13 EP 5/16/2023 104089P PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3501207 MOONGATE WEST S 01207008 MOONGATE WEST GW SP012070081 Wiever Well #8 EP 5/16/2023 104090P PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3501207 MOONGATE WEST S 01207009 MOONGATE WEST GW SP012070091 WELL #12A EP 5/16/2023 104091P PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3501207 MOONGATE WEST S 01207001 MOONGATE WEST GW SP012070011 WELL #10 EP 5/16/2023 104088P PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3501207 MOONGATE WEST S 01207003 MOONGATE WEST GW SP012070031 WELL #13 EP 5/16/2023 104089P PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3501207 MOONGATE WEST S 01207008 MOONGATE WEST GW SP012070081 Wiever Well #8 EP 5/16/2023 104090P PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3501207 MOONGATE WEST S 01207009 MOONGATE WEST GW SP012070091 WELL #12A EP 5/16/2023 104091P PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3501207 MOONGATE WEST S 01207001 MOONGATE WEST GW SP012070011 WELL #10 EP 5/16/2023 104088P PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3501207 MOONGATE WEST S 01207003 MOONGATE WEST GW SP012070031 WELL #13 EP 5/16/2023 104089P PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3501207 MOONGATE WEST S 01207008 MOONGATE WEST GW SP012070081 Wiever Well #8 EP 5/16/2023 104090P PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3501207 MOONGATE WEST S 01207009 MOONGATE WEST GW SP012070091 WELL #12A EP 5/16/2023 104091P PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3501207 MOONGATE WEST S 01207001 MOONGATE WEST GW SP012070011 WELL #10 EP 5/16/2023 104088P PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3501207 MOONGATE WEST S 01207003 MOONGATE WEST GW SP012070031 WELL #13 EP 5/16/2023 104089P PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3501207 MOONGATE WEST S 01207008 MOONGATE WEST GW SP012070081 Wiever Well #8 EP 5/16/2023 104090P PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3501207 MOONGATE WEST S 01207009 MOONGATE WEST GW SP012070091 WELL #12A EP 5/16/2023 104091P PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3501207 MOONGATE WEST S 01207001 MOONGATE WEST GW SP012070011 WELL #10 EP 5/16/2023 104088P PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3501207 MOONGATE WEST S 01207003 MOONGATE WEST GW SP012070031 WELL #13 EP 5/16/2023 104089P PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3501207 MOONGATE WEST S 01207008 MOONGATE WEST GW SP012070081 Wiever Well #8 EP 5/16/2023 104090P PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3501207 MOONGATE WEST S 01207009 MOONGATE WEST GW SP012070091 WELL #12A EP 5/16/2023 104091P PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3501207 MOONGATE WEST S 01207001 MOONGATE WEST GW SP012070011 WELL #10 EP 5/16/2023 104088P PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3501207 MOONGATE WEST S 01207003 MOONGATE WEST GW SP012070031 WELL #13 EP 5/16/2023 104089P PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3501207 MOONGATE WEST S 01207008 MOONGATE WEST GW SP012070081 Wiever Well #8 EP 5/16/2023 104090P PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3501207 MOONGATE WEST S 01207009 MOONGATE WEST GW SP012070091 WELL #12A EP 5/16/2023 104091P PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3501207 MOONGATE WEST S 01207001 MOONGATE WEST GW SP012070011 WELL #10 EP 5/16/2023 104088P PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3501207 MOONGATE WEST S 01207003 MOONGATE WEST GW SP012070031 WELL #13 EP 5/16/2023 104089P PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3501207 MOONGATE WEST S 01207008 MOONGATE WEST GW SP012070081 Wiever Well #8 EP 5/16/2023 104090P PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3501207 MOONGATE WEST S 01207009 MOONGATE WEST GW SP012070091 WELL #12A EP 5/16/2023 104091P PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3501207 MOONGATE WEST S 01207001 MOONGATE WEST GW SP012070011 WELL #10 EP 5/16/2023 104088P PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3501207 MOONGATE WEST S 01207003 MOONGATE WEST GW SP012070031 WELL #13 EP 5/16/2023 104089P PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3501207 MOONGATE WEST S 01207008 MOONGATE WEST GW SP012070081 Wiever Well #8 EP 5/16/2023 104090P PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3501207 MOONGATE WEST S 01207009 MOONGATE WEST GW SP012070091 WELL #12A EP 5/16/2023 104091P PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3501207 MOONGATE WEST S 01207001 MOONGATE WEST GW SP012070011 WELL #10 EP 5/16/2023 104088P PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3501207 MOONGATE WEST S 01207003 MOONGATE WEST GW SP012070031 WELL #13 EP 5/16/2023 104089P PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3501207 MOONGATE WEST S 01207008 MOONGATE WEST GW SP012070081 Wiever Well #8 EP 5/16/2023 104090P PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3501207 MOONGATE WEST S 01207009 MOONGATE WEST GW SP012070091 WELL #12A EP 5/16/2023 104091P PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3501207 MOONGATE WEST S 01207001 MOONGATE WEST GW SP012070011 WELL #10 EP 5/16/2023 104088P PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3501207 MOONGATE WEST S 01207003 MOONGATE WEST GW SP012070031 WELL #13 EP 5/16/2023 104089P PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3501207 MOONGATE WEST S 01207008 MOONGATE WEST GW SP012070081 Wiever Well #8 EP 5/16/2023 104090P PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3501207 MOONGATE WEST S 01207009 MOONGATE WEST GW SP012070091 WELL #12A EP 5/16/2023 104091P PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3501207 MOONGATE WEST S 01207001 MOONGATE WEST GW SP012070011 WELL #10 EP 5/16/2023 104088P PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3501207 MOONGATE WEST S 01207003 MOONGATE WEST GW SP012070031 WELL #13 EP 5/16/2023 104089P PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3501207 MOONGATE WEST S 01207008 MOONGATE WEST GW SP012070081 Wiever Well #8 EP 5/16/2023 104090P PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3501207 MOONGATE WEST S 01207009 MOONGATE WEST GW SP012070091 WELL #12A EP 5/16/2023 104091P PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3501207 MOONGATE WEST S 01207001 MOONGATE WEST GW SP012070011 WELL #10 EP 5/16/2023 104088P PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3501207 MOONGATE WEST S 01207003 MOONGATE WEST GW SP012070031 WELL #13 EP 5/16/2023 104089P PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3501207 MOONGATE WEST S 01207008 MOONGATE WEST GW SP012070081 Wiever Well #8 EP 5/16/2023 104090P PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3501207 MOONGATE WEST S 01207009 MOONGATE WEST GW SP012070091 WELL #12A EP 5/16/2023 104091P PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3501207 MOONGATE WEST S 01207001 MOONGATE WEST GW SP012070011 WELL #10 EP 5/16/2023 104088P PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3501207 MOONGATE WEST S 01207003 MOONGATE WEST GW SP012070031 WELL #13 EP 5/16/2023 104089P PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3501207 MOONGATE WEST S 01207008 MOONGATE WEST GW SP012070081 Wiever Well #8 EP 5/16/2023 104090P PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3501207 MOONGATE WEST S 01207009 MOONGATE WEST GW SP012070091 WELL #12A EP 5/16/2023 104091P PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3501207 MOONGATE WEST S 01207001 MOONGATE WEST GW SP012070011 WELL #10 EP 5/16/2023 104088P PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3501207 MOONGATE WEST S 01207003 MOONGATE WEST GW SP012070031 WELL #13 EP 5/16/2023 104089P PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3501207 MOONGATE WEST S 01207008 MOONGATE WEST GW SP012070081 Wiever Well #8 EP 5/16/2023 104090P PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3501207 MOONGATE WEST S 01207009 MOONGATE WEST GW SP012070091 WELL #12A EP 5/16/2023 104091P PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3501207 MOONGATE WEST S 01207001 MOONGATE WEST GW SP012070011 WELL #10 EP 5/16/2023 104088P PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3501207 MOONGATE WEST S 01207003 MOONGATE WEST GW SP012070031 WELL #13 EP 5/16/2023 104089P PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3501207 MOONGATE WEST S 01207008 MOONGATE WEST GW SP012070081 Wiever Well #8 EP 5/16/2023 104090P PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3501207 MOONGATE WEST S 01207009 MOONGATE WEST GW SP012070091 WELL #12A EP 5/16/2023 104091P PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3501207 MOONGATE WEST S 01207001 MOONGATE WEST GW SP012070011 WELL #10 EP 5/16/2023 104088P PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3501207 MOONGATE WEST S 01207003 MOONGATE WEST GW SP012070031 WELL #13 EP 5/16/2023 104089P PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3501207 MOONGATE WEST S 01207008 MOONGATE WEST GW SP012070081 Wiever Well #8 EP 5/16/2023 104090P PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3501207 MOONGATE WEST S 01207009 MOONGATE WEST GW SP012070091 WELL #12A EP 5/16/2023 104091P PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3501207 MOONGATE WEST S 01207001 MOONGATE WEST GW SP012070011 WELL #10 EP 5/16/2023 104088P PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3501207 MOONGATE WEST S 01207003 MOONGATE WEST GW SP012070031 WELL #13 EP 5/16/2023 104089P PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3501207 MOONGATE WEST S 01207008 MOONGATE WEST GW SP012070081 Wiever Well #8 EP 5/16/2023 104090P PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3501207 MOONGATE WEST S 01207009 MOONGATE WEST GW SP012070091 WELL #12A EP 5/16/2023 104091P PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3501207 MOONGATE WEST S 01207001 MOONGATE WEST GW SP012070011 WELL #10 EP 5/16/2023 104088P NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3501207 MOONGATE WEST S 01207003 MOONGATE WEST GW SP012070031 WELL #13 EP 5/16/2023 104089P NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3501207 MOONGATE WEST S 01207008 MOONGATE WEST GW SP012070081 Wiever Well #8 EP 5/16/2023 104090P NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3501207 MOONGATE WEST S 01207009 MOONGATE WEST GW SP012070091 WELL #12A EP 5/16/2023 104091P NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3501207 MOONGATE WEST S 01207001 MOONGATE WEST GW SP012070011 WELL #10 EP 5/16/2023 104088P NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3501207 MOONGATE WEST S 01207003 MOONGATE WEST GW SP012070031 WELL #13 EP 5/16/2023 104089P NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3501207 MOONGATE WEST S 01207008 MOONGATE WEST GW SP012070081 Wiever Well #8 EP 5/16/2023 104090P NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3501207 MOONGATE WEST S 01207009 MOONGATE WEST GW SP012070091 WELL #12A EP 5/16/2023 104091P NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3501207 MOONGATE WEST S 01207001 MOONGATE WEST GW SP012070011 WELL #10 EP 5/16/2023 104088P PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3501207 MOONGATE WEST S 01207003 MOONGATE WEST GW SP012070031 WELL #13 EP 5/16/2023 104089P PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3501207 MOONGATE WEST S 01207008 MOONGATE WEST GW SP012070081 Wiever Well #8 EP 5/16/2023 104090P PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3501207 MOONGATE WEST S 01207009 MOONGATE WEST GW SP012070091 WELL #12A EP 5/16/2023 104091P PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3501207 MOONGATE WEST S 01207001 MOONGATE WEST GW SP012070011 WELL #10 EP 5/16/2023 104088P PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3501207 MOONGATE WEST S 01207003 MOONGATE WEST GW SP012070031 WELL #13 EP 5/16/2023 104089P PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3501207 MOONGATE WEST S 01207008 MOONGATE WEST GW SP012070081 Wiever Well #8 EP 5/16/2023 104090P PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3501207 MOONGATE WEST S 01207009 MOONGATE WEST GW SP012070091 WELL #12A EP 5/16/2023 104091P PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3501207 MOONGATE WEST S 01207001 MOONGATE WEST GW SP012070011 WELL #10 EP 10/24/2023 109823P lithium 9 µg/L EPA 200.7 = 19 SE2 AM 6 NM
NM3501207 MOONGATE WEST S 01207003 MOONGATE WEST GW SP012070031 WELL #13 EP 10/24/2023 109824P lithium 9 µg/L EPA 200.7 = 14 SE2 AM 6 NM
NM3501207 MOONGATE WEST S 01207008 MOONGATE WEST GW SP012070081 Wiever Well #8 EP 10/24/2023 109825P lithium 9 µg/L EPA 200.7 = 140 SE2 AM 6 NM
NM3501207 MOONGATE WEST S 01207009 MOONGATE WEST GW SP012070091 WELL #12A EP 10/24/2023 109826P lithium 9 µg/L EPA 200.7 = 14 SE2 AM 6 NM
NM3501207 MOONGATE WEST S 01207001 MOONGATE WEST GW SP012070011 WELL #10 EP 10/24/2023 109823P 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3501207 MOONGATE WEST S 01207003 MOONGATE WEST GW SP012070031 WELL #13 EP 10/24/2023 109824P 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3501207 MOONGATE WEST S 01207008 MOONGATE WEST GW SP012070081 Wiever Well #8 EP 10/24/2023 109825P 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3501207 MOONGATE WEST S 01207009 MOONGATE WEST GW SP012070091 WELL #12A EP 10/24/2023 109826P 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3501207 MOONGATE WEST S 01207001 MOONGATE WEST GW SP012070011 WELL #10 EP 10/24/2023 109823P 4:2 FTS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3501207 MOONGATE WEST S 01207003 MOONGATE WEST GW SP012070031 WELL #13 EP 10/24/2023 109824P 4:2 FTS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3501207 MOONGATE WEST S 01207008 MOONGATE WEST GW SP012070081 Wiever Well #8 EP 10/24/2023 109825P 4:2 FTS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3501207 MOONGATE WEST S 01207009 MOONGATE WEST GW SP012070091 WELL #12A EP 10/24/2023 109826P 4:2 FTS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3501207 MOONGATE WEST S 01207001 MOONGATE WEST GW SP012070011 WELL #10 EP 10/24/2023 109823P 6:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3501207 MOONGATE WEST S 01207003 MOONGATE WEST GW SP012070031 WELL #13 EP 10/24/2023 109824P 6:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3501207 MOONGATE WEST S 01207008 MOONGATE WEST GW SP012070081 Wiever Well #8 EP 10/24/2023 109825P 6:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3501207 MOONGATE WEST S 01207009 MOONGATE WEST GW SP012070091 WELL #12A EP 10/24/2023 109826P 6:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3501207 MOONGATE WEST S 01207001 MOONGATE WEST GW SP012070011 WELL #10 EP 10/24/2023 109823P 8:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM



PWSID PWSName Size FacilityID FacilityName FacilityWaterType SamplePointID SamplePointName SamplePointType AssociatedFacilityID AssociatedSamplePointID CollectionDate SampleID Contaminant MRL Units MethodID AnalyticalResultsSign AnalyticalResultValue SampleEventCode MonitoringRequirement Region State
NM3501207 MOONGATE WEST S 01207003 MOONGATE WEST GW SP012070031 WELL #13 EP 10/24/2023 109824P 8:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3501207 MOONGATE WEST S 01207008 MOONGATE WEST GW SP012070081 Wiever Well #8 EP 10/24/2023 109825P 8:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3501207 MOONGATE WEST S 01207009 MOONGATE WEST GW SP012070091 WELL #12A EP 10/24/2023 109826P 8:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3501207 MOONGATE WEST S 01207001 MOONGATE WEST GW SP012070011 WELL #10 EP 10/24/2023 109823P 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3501207 MOONGATE WEST S 01207003 MOONGATE WEST GW SP012070031 WELL #13 EP 10/24/2023 109824P 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3501207 MOONGATE WEST S 01207008 MOONGATE WEST GW SP012070081 Wiever Well #8 EP 10/24/2023 109825P 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3501207 MOONGATE WEST S 01207009 MOONGATE WEST GW SP012070091 WELL #12A EP 10/24/2023 109826P 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3501207 MOONGATE WEST S 01207001 MOONGATE WEST GW SP012070011 WELL #10 EP 10/24/2023 109823P ADONA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3501207 MOONGATE WEST S 01207003 MOONGATE WEST GW SP012070031 WELL #13 EP 10/24/2023 109824P ADONA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3501207 MOONGATE WEST S 01207008 MOONGATE WEST GW SP012070081 Wiever Well #8 EP 10/24/2023 109825P ADONA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3501207 MOONGATE WEST S 01207009 MOONGATE WEST GW SP012070091 WELL #12A EP 10/24/2023 109826P ADONA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3501207 MOONGATE WEST S 01207001 MOONGATE WEST GW SP012070011 WELL #10 EP 10/24/2023 109823P HFPO-DA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3501207 MOONGATE WEST S 01207003 MOONGATE WEST GW SP012070031 WELL #13 EP 10/24/2023 109824P HFPO-DA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3501207 MOONGATE WEST S 01207008 MOONGATE WEST GW SP012070081 Wiever Well #8 EP 10/24/2023 109825P HFPO-DA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3501207 MOONGATE WEST S 01207009 MOONGATE WEST GW SP012070091 WELL #12A EP 10/24/2023 109826P HFPO-DA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3501207 MOONGATE WEST S 01207001 MOONGATE WEST GW SP012070011 WELL #10 EP 10/24/2023 109823P NFDHA 0.02 µg/L EPA 533 < SE2 AM 6 NM
NM3501207 MOONGATE WEST S 01207003 MOONGATE WEST GW SP012070031 WELL #13 EP 10/24/2023 109824P NFDHA 0.02 µg/L EPA 533 < SE2 AM 6 NM
NM3501207 MOONGATE WEST S 01207008 MOONGATE WEST GW SP012070081 Wiever Well #8 EP 10/24/2023 109825P NFDHA 0.02 µg/L EPA 533 < SE2 AM 6 NM
NM3501207 MOONGATE WEST S 01207009 MOONGATE WEST GW SP012070091 WELL #12A EP 10/24/2023 109826P NFDHA 0.02 µg/L EPA 533 < SE2 AM 6 NM
NM3501207 MOONGATE WEST S 01207001 MOONGATE WEST GW SP012070011 WELL #10 EP 10/24/2023 109823P PFBA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3501207 MOONGATE WEST S 01207003 MOONGATE WEST GW SP012070031 WELL #13 EP 10/24/2023 109824P PFBA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3501207 MOONGATE WEST S 01207008 MOONGATE WEST GW SP012070081 Wiever Well #8 EP 10/24/2023 109825P PFBA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3501207 MOONGATE WEST S 01207009 MOONGATE WEST GW SP012070091 WELL #12A EP 10/24/2023 109826P PFBA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3501207 MOONGATE WEST S 01207001 MOONGATE WEST GW SP012070011 WELL #10 EP 10/24/2023 109823P PFBS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3501207 MOONGATE WEST S 01207003 MOONGATE WEST GW SP012070031 WELL #13 EP 10/24/2023 109824P PFBS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3501207 MOONGATE WEST S 01207008 MOONGATE WEST GW SP012070081 Wiever Well #8 EP 10/24/2023 109825P PFBS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3501207 MOONGATE WEST S 01207009 MOONGATE WEST GW SP012070091 WELL #12A EP 10/24/2023 109826P PFBS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3501207 MOONGATE WEST S 01207001 MOONGATE WEST GW SP012070011 WELL #10 EP 10/24/2023 109823P PFDA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3501207 MOONGATE WEST S 01207003 MOONGATE WEST GW SP012070031 WELL #13 EP 10/24/2023 109824P PFDA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3501207 MOONGATE WEST S 01207008 MOONGATE WEST GW SP012070081 Wiever Well #8 EP 10/24/2023 109825P PFDA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3501207 MOONGATE WEST S 01207009 MOONGATE WEST GW SP012070091 WELL #12A EP 10/24/2023 109826P PFDA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3501207 MOONGATE WEST S 01207001 MOONGATE WEST GW SP012070011 WELL #10 EP 10/24/2023 109823P PFDoA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3501207 MOONGATE WEST S 01207003 MOONGATE WEST GW SP012070031 WELL #13 EP 10/24/2023 109824P PFDoA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3501207 MOONGATE WEST S 01207008 MOONGATE WEST GW SP012070081 Wiever Well #8 EP 10/24/2023 109825P PFDoA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3501207 MOONGATE WEST S 01207009 MOONGATE WEST GW SP012070091 WELL #12A EP 10/24/2023 109826P PFDoA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3501207 MOONGATE WEST S 01207001 MOONGATE WEST GW SP012070011 WELL #10 EP 10/24/2023 109823P PFEESA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3501207 MOONGATE WEST S 01207003 MOONGATE WEST GW SP012070031 WELL #13 EP 10/24/2023 109824P PFEESA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3501207 MOONGATE WEST S 01207008 MOONGATE WEST GW SP012070081 Wiever Well #8 EP 10/24/2023 109825P PFEESA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3501207 MOONGATE WEST S 01207009 MOONGATE WEST GW SP012070091 WELL #12A EP 10/24/2023 109826P PFEESA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3501207 MOONGATE WEST S 01207001 MOONGATE WEST GW SP012070011 WELL #10 EP 10/24/2023 109823P PFHpA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3501207 MOONGATE WEST S 01207003 MOONGATE WEST GW SP012070031 WELL #13 EP 10/24/2023 109824P PFHpA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3501207 MOONGATE WEST S 01207008 MOONGATE WEST GW SP012070081 Wiever Well #8 EP 10/24/2023 109825P PFHpA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3501207 MOONGATE WEST S 01207009 MOONGATE WEST GW SP012070091 WELL #12A EP 10/24/2023 109826P PFHpA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3501207 MOONGATE WEST S 01207001 MOONGATE WEST GW SP012070011 WELL #10 EP 10/24/2023 109823P PFHpS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3501207 MOONGATE WEST S 01207003 MOONGATE WEST GW SP012070031 WELL #13 EP 10/24/2023 109824P PFHpS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3501207 MOONGATE WEST S 01207008 MOONGATE WEST GW SP012070081 Wiever Well #8 EP 10/24/2023 109825P PFHpS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3501207 MOONGATE WEST S 01207009 MOONGATE WEST GW SP012070091 WELL #12A EP 10/24/2023 109826P PFHpS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3501207 MOONGATE WEST S 01207001 MOONGATE WEST GW SP012070011 WELL #10 EP 10/24/2023 109823P PFHxA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3501207 MOONGATE WEST S 01207003 MOONGATE WEST GW SP012070031 WELL #13 EP 10/24/2023 109824P PFHxA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3501207 MOONGATE WEST S 01207008 MOONGATE WEST GW SP012070081 Wiever Well #8 EP 10/24/2023 109825P PFHxA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3501207 MOONGATE WEST S 01207009 MOONGATE WEST GW SP012070091 WELL #12A EP 10/24/2023 109826P PFHxA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3501207 MOONGATE WEST S 01207001 MOONGATE WEST GW SP012070011 WELL #10 EP 10/24/2023 109823P PFHxS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3501207 MOONGATE WEST S 01207003 MOONGATE WEST GW SP012070031 WELL #13 EP 10/24/2023 109824P PFHxS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3501207 MOONGATE WEST S 01207008 MOONGATE WEST GW SP012070081 Wiever Well #8 EP 10/24/2023 109825P PFHxS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3501207 MOONGATE WEST S 01207009 MOONGATE WEST GW SP012070091 WELL #12A EP 10/24/2023 109826P PFHxS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3501207 MOONGATE WEST S 01207001 MOONGATE WEST GW SP012070011 WELL #10 EP 10/24/2023 109823P PFMBA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3501207 MOONGATE WEST S 01207003 MOONGATE WEST GW SP012070031 WELL #13 EP 10/24/2023 109824P PFMBA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3501207 MOONGATE WEST S 01207008 MOONGATE WEST GW SP012070081 Wiever Well #8 EP 10/24/2023 109825P PFMBA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3501207 MOONGATE WEST S 01207009 MOONGATE WEST GW SP012070091 WELL #12A EP 10/24/2023 109826P PFMBA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3501207 MOONGATE WEST S 01207001 MOONGATE WEST GW SP012070011 WELL #10 EP 10/24/2023 109823P PFMPA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3501207 MOONGATE WEST S 01207003 MOONGATE WEST GW SP012070031 WELL #13 EP 10/24/2023 109824P PFMPA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3501207 MOONGATE WEST S 01207008 MOONGATE WEST GW SP012070081 Wiever Well #8 EP 10/24/2023 109825P PFMPA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3501207 MOONGATE WEST S 01207009 MOONGATE WEST GW SP012070091 WELL #12A EP 10/24/2023 109826P PFMPA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3501207 MOONGATE WEST S 01207001 MOONGATE WEST GW SP012070011 WELL #10 EP 10/24/2023 109823P PFNA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3501207 MOONGATE WEST S 01207003 MOONGATE WEST GW SP012070031 WELL #13 EP 10/24/2023 109824P PFNA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3501207 MOONGATE WEST S 01207008 MOONGATE WEST GW SP012070081 Wiever Well #8 EP 10/24/2023 109825P PFNA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3501207 MOONGATE WEST S 01207009 MOONGATE WEST GW SP012070091 WELL #12A EP 10/24/2023 109826P PFNA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3501207 MOONGATE WEST S 01207001 MOONGATE WEST GW SP012070011 WELL #10 EP 10/24/2023 109823P PFOA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3501207 MOONGATE WEST S 01207003 MOONGATE WEST GW SP012070031 WELL #13 EP 10/24/2023 109824P PFOA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3501207 MOONGATE WEST S 01207008 MOONGATE WEST GW SP012070081 Wiever Well #8 EP 10/24/2023 109825P PFOA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3501207 MOONGATE WEST S 01207009 MOONGATE WEST GW SP012070091 WELL #12A EP 10/24/2023 109826P PFOA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3501207 MOONGATE WEST S 01207001 MOONGATE WEST GW SP012070011 WELL #10 EP 10/24/2023 109823P PFOS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3501207 MOONGATE WEST S 01207003 MOONGATE WEST GW SP012070031 WELL #13 EP 10/24/2023 109824P PFOS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3501207 MOONGATE WEST S 01207008 MOONGATE WEST GW SP012070081 Wiever Well #8 EP 10/24/2023 109825P PFOS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3501207 MOONGATE WEST S 01207009 MOONGATE WEST GW SP012070091 WELL #12A EP 10/24/2023 109826P PFOS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3501207 MOONGATE WEST S 01207001 MOONGATE WEST GW SP012070011 WELL #10 EP 10/24/2023 109823P PFPeA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3501207 MOONGATE WEST S 01207003 MOONGATE WEST GW SP012070031 WELL #13 EP 10/24/2023 109824P PFPeA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3501207 MOONGATE WEST S 01207008 MOONGATE WEST GW SP012070081 Wiever Well #8 EP 10/24/2023 109825P PFPeA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3501207 MOONGATE WEST S 01207009 MOONGATE WEST GW SP012070091 WELL #12A EP 10/24/2023 109826P PFPeA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3501207 MOONGATE WEST S 01207001 MOONGATE WEST GW SP012070011 WELL #10 EP 10/24/2023 109823P PFPeS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3501207 MOONGATE WEST S 01207003 MOONGATE WEST GW SP012070031 WELL #13 EP 10/24/2023 109824P PFPeS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3501207 MOONGATE WEST S 01207008 MOONGATE WEST GW SP012070081 Wiever Well #8 EP 10/24/2023 109825P PFPeS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3501207 MOONGATE WEST S 01207009 MOONGATE WEST GW SP012070091 WELL #12A EP 10/24/2023 109826P PFPeS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3501207 MOONGATE WEST S 01207001 MOONGATE WEST GW SP012070011 WELL #10 EP 10/24/2023 109823P PFUnA 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3501207 MOONGATE WEST S 01207003 MOONGATE WEST GW SP012070031 WELL #13 EP 10/24/2023 109824P PFUnA 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3501207 MOONGATE WEST S 01207008 MOONGATE WEST GW SP012070081 Wiever Well #8 EP 10/24/2023 109825P PFUnA 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3501207 MOONGATE WEST S 01207009 MOONGATE WEST GW SP012070091 WELL #12A EP 10/24/2023 109826P PFUnA 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3501207 MOONGATE WEST S 01207001 MOONGATE WEST GW SP012070011 WELL #10 EP 12/5/2023 111374R NEtFOSAA 0.005 µg/L EPA 537.1 < SE2 AM 6 NM
NM3501207 MOONGATE WEST S 01207003 MOONGATE WEST GW SP012070031 WELL #13 EP 12/5/2023 111375R NEtFOSAA 0.005 µg/L EPA 537.1 < SE2 AM 6 NM
NM3501207 MOONGATE WEST S 01207008 MOONGATE WEST GW SP012070081 Wiever Well #8 EP 12/5/2023 111372R NEtFOSAA 0.005 µg/L EPA 537.1 < SE2 AM 6 NM
NM3501207 MOONGATE WEST S 01207009 MOONGATE WEST GW SP012070091 WELL #12A EP 12/5/2023 111373R NEtFOSAA 0.005 µg/L EPA 537.1 < SE2 AM 6 NM
NM3501207 MOONGATE WEST S 01207001 MOONGATE WEST GW SP012070011 WELL #10 EP 12/5/2023 111374R NMeFOSAA 0.006 µg/L EPA 537.1 < SE2 AM 6 NM
NM3501207 MOONGATE WEST S 01207003 MOONGATE WEST GW SP012070031 WELL #13 EP 12/5/2023 111375R NMeFOSAA 0.006 µg/L EPA 537.1 < SE2 AM 6 NM
NM3501207 MOONGATE WEST S 01207008 MOONGATE WEST GW SP012070081 Wiever Well #8 EP 12/5/2023 111372R NMeFOSAA 0.006 µg/L EPA 537.1 < SE2 AM 6 NM
NM3501207 MOONGATE WEST S 01207009 MOONGATE WEST GW SP012070091 WELL #12A EP 12/5/2023 111373R NMeFOSAA 0.006 µg/L EPA 537.1 < SE2 AM 6 NM
NM3501207 MOONGATE WEST S 01207001 MOONGATE WEST GW SP012070011 WELL #10 EP 12/5/2023 111374R PFTA 0.008 µg/L EPA 537.1 < SE2 AM 6 NM
NM3501207 MOONGATE WEST S 01207003 MOONGATE WEST GW SP012070031 WELL #13 EP 12/5/2023 111375R PFTA 0.008 µg/L EPA 537.1 < SE2 AM 6 NM
NM3501207 MOONGATE WEST S 01207008 MOONGATE WEST GW SP012070081 Wiever Well #8 EP 12/5/2023 111372R PFTA 0.008 µg/L EPA 537.1 < SE2 AM 6 NM
NM3501207 MOONGATE WEST S 01207009 MOONGATE WEST GW SP012070091 WELL #12A EP 12/5/2023 111373R PFTA 0.008 µg/L EPA 537.1 < SE2 AM 6 NM
NM3501207 MOONGATE WEST S 01207001 MOONGATE WEST GW SP012070011 WELL #10 EP 12/5/2023 111374R PFTrDA 0.007 µg/L EPA 537.1 < SE2 AM 6 NM
NM3501207 MOONGATE WEST S 01207003 MOONGATE WEST GW SP012070031 WELL #13 EP 12/5/2023 111375R PFTrDA 0.007 µg/L EPA 537.1 < SE2 AM 6 NM
NM3501207 MOONGATE WEST S 01207008 MOONGATE WEST GW SP012070081 Wiever Well #8 EP 12/5/2023 111372R PFTrDA 0.007 µg/L EPA 537.1 < SE2 AM 6 NM
NM3501207 MOONGATE WEST S 01207009 MOONGATE WEST GW SP012070091 WELL #12A EP 12/5/2023 111373R PFTrDA 0.007 µg/L EPA 537.1 < SE2 AM 6 NM
NM3546223 NORTH RANCHOS DE PLACITAS W&SD S 46223006 100K Storage Tank GW SP462230061 Sample tap @ 100K Storage Tank EP 12/12/2023 105170P lithium 9 µg/L EPA 200.7 = 47 SE1 AM 6 NM
NM3546223 NORTH RANCHOS DE PLACITAS W&SD S 46223006 100K Storage Tank GW SP462230061 Sample tap @ 100K Storage Tank EP 12/12/2023 105170P 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3546223 NORTH RANCHOS DE PLACITAS W&SD S 46223006 100K Storage Tank GW SP462230061 Sample tap @ 100K Storage Tank EP 12/12/2023 105170P 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3546223 NORTH RANCHOS DE PLACITAS W&SD S 46223006 100K Storage Tank GW SP462230061 Sample tap @ 100K Storage Tank EP 12/12/2023 105170P 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3546223 NORTH RANCHOS DE PLACITAS W&SD S 46223006 100K Storage Tank GW SP462230061 Sample tap @ 100K Storage Tank EP 12/12/2023 105170P 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3546223 NORTH RANCHOS DE PLACITAS W&SD S 46223006 100K Storage Tank GW SP462230061 Sample tap @ 100K Storage Tank EP 12/12/2023 105170P 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3546223 NORTH RANCHOS DE PLACITAS W&SD S 46223006 100K Storage Tank GW SP462230061 Sample tap @ 100K Storage Tank EP 12/12/2023 105170P ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3546223 NORTH RANCHOS DE PLACITAS W&SD S 46223006 100K Storage Tank GW SP462230061 Sample tap @ 100K Storage Tank EP 12/12/2023 105170P HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
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NM3546223 NORTH RANCHOS DE PLACITAS W&SD S 46223006 100K Storage Tank GW SP462230061 Sample tap @ 100K Storage Tank EP 12/12/2023 105170P NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3546223 NORTH RANCHOS DE PLACITAS W&SD S 46223006 100K Storage Tank GW SP462230061 Sample tap @ 100K Storage Tank EP 12/12/2023 105170P PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3546223 NORTH RANCHOS DE PLACITAS W&SD S 46223006 100K Storage Tank GW SP462230061 Sample tap @ 100K Storage Tank EP 12/12/2023 105170P PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3546223 NORTH RANCHOS DE PLACITAS W&SD S 46223006 100K Storage Tank GW SP462230061 Sample tap @ 100K Storage Tank EP 12/12/2023 105170P PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3546223 NORTH RANCHOS DE PLACITAS W&SD S 46223006 100K Storage Tank GW SP462230061 Sample tap @ 100K Storage Tank EP 12/12/2023 105170P PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3546223 NORTH RANCHOS DE PLACITAS W&SD S 46223006 100K Storage Tank GW SP462230061 Sample tap @ 100K Storage Tank EP 12/12/2023 105170P PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3546223 NORTH RANCHOS DE PLACITAS W&SD S 46223006 100K Storage Tank GW SP462230061 Sample tap @ 100K Storage Tank EP 12/12/2023 105170P PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3546223 NORTH RANCHOS DE PLACITAS W&SD S 46223006 100K Storage Tank GW SP462230061 Sample tap @ 100K Storage Tank EP 12/12/2023 105170P PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3546223 NORTH RANCHOS DE PLACITAS W&SD S 46223006 100K Storage Tank GW SP462230061 Sample tap @ 100K Storage Tank EP 12/12/2023 105170P PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3546223 NORTH RANCHOS DE PLACITAS W&SD S 46223006 100K Storage Tank GW SP462230061 Sample tap @ 100K Storage Tank EP 12/12/2023 105170P PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3546223 NORTH RANCHOS DE PLACITAS W&SD S 46223006 100K Storage Tank GW SP462230061 Sample tap @ 100K Storage Tank EP 12/12/2023 105170P PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3546223 NORTH RANCHOS DE PLACITAS W&SD S 46223006 100K Storage Tank GW SP462230061 Sample tap @ 100K Storage Tank EP 12/12/2023 105170P PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3546223 NORTH RANCHOS DE PLACITAS W&SD S 46223006 100K Storage Tank GW SP462230061 Sample tap @ 100K Storage Tank EP 12/12/2023 105170P PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3546223 NORTH RANCHOS DE PLACITAS W&SD S 46223006 100K Storage Tank GW SP462230061 Sample tap @ 100K Storage Tank EP 12/12/2023 105170P PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3546223 NORTH RANCHOS DE PLACITAS W&SD S 46223006 100K Storage Tank GW SP462230061 Sample tap @ 100K Storage Tank EP 12/12/2023 105170P PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3546223 NORTH RANCHOS DE PLACITAS W&SD S 46223006 100K Storage Tank GW SP462230061 Sample tap @ 100K Storage Tank EP 12/12/2023 105170P PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3546223 NORTH RANCHOS DE PLACITAS W&SD S 46223006 100K Storage Tank GW SP462230061 Sample tap @ 100K Storage Tank EP 12/12/2023 105170P PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3546223 NORTH RANCHOS DE PLACITAS W&SD S 46223006 100K Storage Tank GW SP462230061 Sample tap @ 100K Storage Tank EP 12/12/2023 105170P PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3546223 NORTH RANCHOS DE PLACITAS W&SD S 46223006 100K Storage Tank GW SP462230061 Sample tap @ 100K Storage Tank EP 12/12/2023 105170P NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3546223 NORTH RANCHOS DE PLACITAS W&SD S 46223006 100K Storage Tank GW SP462230061 Sample tap @ 100K Storage Tank EP 12/12/2023 105170P NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3546223 NORTH RANCHOS DE PLACITAS W&SD S 46223006 100K Storage Tank GW SP462230061 Sample tap @ 100K Storage Tank EP 12/12/2023 105170P PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3546223 NORTH RANCHOS DE PLACITAS W&SD S 46223006 100K Storage Tank GW SP462230061 Sample tap @ 100K Storage Tank EP 12/12/2023 105170P PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3546223 NORTH RANCHOS DE PLACITAS W&SD S 46223006 100K Storage Tank GW SP462230061 Sample tap @ 100K Storage Tank EP 6/20/2024 116487P 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3546223 NORTH RANCHOS DE PLACITAS W&SD S 46223006 100K Storage Tank GW SP462230061 Sample tap @ 100K Storage Tank EP 6/20/2024 116487P 4:2 FTS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3546223 NORTH RANCHOS DE PLACITAS W&SD S 46223006 100K Storage Tank GW SP462230061 Sample tap @ 100K Storage Tank EP 6/20/2024 116487P 6:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3546223 NORTH RANCHOS DE PLACITAS W&SD S 46223006 100K Storage Tank GW SP462230061 Sample tap @ 100K Storage Tank EP 6/20/2024 116487P 8:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3546223 NORTH RANCHOS DE PLACITAS W&SD S 46223006 100K Storage Tank GW SP462230061 Sample tap @ 100K Storage Tank EP 6/20/2024 116487P 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3546223 NORTH RANCHOS DE PLACITAS W&SD S 46223006 100K Storage Tank GW SP462230061 Sample tap @ 100K Storage Tank EP 6/20/2024 116487P ADONA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3546223 NORTH RANCHOS DE PLACITAS W&SD S 46223006 100K Storage Tank GW SP462230061 Sample tap @ 100K Storage Tank EP 6/20/2024 116487P HFPO-DA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3546223 NORTH RANCHOS DE PLACITAS W&SD S 46223006 100K Storage Tank GW SP462230061 Sample tap @ 100K Storage Tank EP 6/20/2024 116487P NFDHA 0.02 µg/L EPA 533 < SE2 AM 6 NM
NM3546223 NORTH RANCHOS DE PLACITAS W&SD S 46223006 100K Storage Tank GW SP462230061 Sample tap @ 100K Storage Tank EP 6/20/2024 116487P PFBA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3546223 NORTH RANCHOS DE PLACITAS W&SD S 46223006 100K Storage Tank GW SP462230061 Sample tap @ 100K Storage Tank EP 6/20/2024 116487P PFBS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3546223 NORTH RANCHOS DE PLACITAS W&SD S 46223006 100K Storage Tank GW SP462230061 Sample tap @ 100K Storage Tank EP 6/20/2024 116487P PFDA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3546223 NORTH RANCHOS DE PLACITAS W&SD S 46223006 100K Storage Tank GW SP462230061 Sample tap @ 100K Storage Tank EP 6/20/2024 116487P PFDoA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3546223 NORTH RANCHOS DE PLACITAS W&SD S 46223006 100K Storage Tank GW SP462230061 Sample tap @ 100K Storage Tank EP 6/20/2024 116487P PFEESA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3546223 NORTH RANCHOS DE PLACITAS W&SD S 46223006 100K Storage Tank GW SP462230061 Sample tap @ 100K Storage Tank EP 6/20/2024 116487P PFHpA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3546223 NORTH RANCHOS DE PLACITAS W&SD S 46223006 100K Storage Tank GW SP462230061 Sample tap @ 100K Storage Tank EP 6/20/2024 116487P PFHpS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3546223 NORTH RANCHOS DE PLACITAS W&SD S 46223006 100K Storage Tank GW SP462230061 Sample tap @ 100K Storage Tank EP 6/20/2024 116487P PFHxA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3546223 NORTH RANCHOS DE PLACITAS W&SD S 46223006 100K Storage Tank GW SP462230061 Sample tap @ 100K Storage Tank EP 6/20/2024 116487P PFHxS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3546223 NORTH RANCHOS DE PLACITAS W&SD S 46223006 100K Storage Tank GW SP462230061 Sample tap @ 100K Storage Tank EP 6/20/2024 116487P PFMBA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3546223 NORTH RANCHOS DE PLACITAS W&SD S 46223006 100K Storage Tank GW SP462230061 Sample tap @ 100K Storage Tank EP 6/20/2024 116487P PFMPA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3546223 NORTH RANCHOS DE PLACITAS W&SD S 46223006 100K Storage Tank GW SP462230061 Sample tap @ 100K Storage Tank EP 6/20/2024 116487P PFNA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3546223 NORTH RANCHOS DE PLACITAS W&SD S 46223006 100K Storage Tank GW SP462230061 Sample tap @ 100K Storage Tank EP 6/20/2024 116487P PFOA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3546223 NORTH RANCHOS DE PLACITAS W&SD S 46223006 100K Storage Tank GW SP462230061 Sample tap @ 100K Storage Tank EP 6/20/2024 116487P PFOS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3546223 NORTH RANCHOS DE PLACITAS W&SD S 46223006 100K Storage Tank GW SP462230061 Sample tap @ 100K Storage Tank EP 6/20/2024 116487P PFPeA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3546223 NORTH RANCHOS DE PLACITAS W&SD S 46223006 100K Storage Tank GW SP462230061 Sample tap @ 100K Storage Tank EP 6/20/2024 116487P PFPeS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3546223 NORTH RANCHOS DE PLACITAS W&SD S 46223006 100K Storage Tank GW SP462230061 Sample tap @ 100K Storage Tank EP 6/20/2024 116487P PFUnA 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3546223 NORTH RANCHOS DE PLACITAS W&SD S 46223006 100K Storage Tank GW SP462230061 Sample tap @ 100K Storage Tank EP 6/20/2024 116487P NEtFOSAA 0.005 µg/L EPA 537.1 < SE2 AM 6 NM
NM3546223 NORTH RANCHOS DE PLACITAS W&SD S 46223006 100K Storage Tank GW SP462230061 Sample tap @ 100K Storage Tank EP 6/20/2024 116487P NMeFOSAA 0.006 µg/L EPA 537.1 < SE2 AM 6 NM
NM3546223 NORTH RANCHOS DE PLACITAS W&SD S 46223006 100K Storage Tank GW SP462230061 Sample tap @ 100K Storage Tank EP 6/20/2024 116487P PFTA 0.008 µg/L EPA 537.1 < SE2 AM 6 NM
NM3546223 NORTH RANCHOS DE PLACITAS W&SD S 46223006 100K Storage Tank GW SP462230061 Sample tap @ 100K Storage Tank EP 6/20/2024 116487P PFTrDA 0.007 µg/L EPA 537.1 < SE2 AM 6 NM
NM3500131 NORTHEAST NM DETENTION FACILITY S 00131004 Treatment Plant #1 GW SP001310041 Sample Tap @ Treatment Plant #1 EP 5/6/2024 116482P lithium 9 µg/L EPA 200.7 = 28.5 SE1 AM 6 NM
NM3500131 NORTHEAST NM DETENTION FACILITY S 00131004 Treatment Plant #1 GW SP001310041 Sample Tap @ Treatment Plant #1 EP 5/6/2024 116482P 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3500131 NORTHEAST NM DETENTION FACILITY S 00131004 Treatment Plant #1 GW SP001310041 Sample Tap @ Treatment Plant #1 EP 5/6/2024 116482P 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3500131 NORTHEAST NM DETENTION FACILITY S 00131004 Treatment Plant #1 GW SP001310041 Sample Tap @ Treatment Plant #1 EP 5/6/2024 116482P 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3500131 NORTHEAST NM DETENTION FACILITY S 00131004 Treatment Plant #1 GW SP001310041 Sample Tap @ Treatment Plant #1 EP 5/6/2024 116482P 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3500131 NORTHEAST NM DETENTION FACILITY S 00131004 Treatment Plant #1 GW SP001310041 Sample Tap @ Treatment Plant #1 EP 5/6/2024 116482P 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3500131 NORTHEAST NM DETENTION FACILITY S 00131004 Treatment Plant #1 GW SP001310041 Sample Tap @ Treatment Plant #1 EP 5/6/2024 116482P ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3500131 NORTHEAST NM DETENTION FACILITY S 00131004 Treatment Plant #1 GW SP001310041 Sample Tap @ Treatment Plant #1 EP 5/6/2024 116482P HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3500131 NORTHEAST NM DETENTION FACILITY S 00131004 Treatment Plant #1 GW SP001310041 Sample Tap @ Treatment Plant #1 EP 5/6/2024 116482P NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3500131 NORTHEAST NM DETENTION FACILITY S 00131004 Treatment Plant #1 GW SP001310041 Sample Tap @ Treatment Plant #1 EP 5/6/2024 116482P PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3500131 NORTHEAST NM DETENTION FACILITY S 00131004 Treatment Plant #1 GW SP001310041 Sample Tap @ Treatment Plant #1 EP 5/6/2024 116482P PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3500131 NORTHEAST NM DETENTION FACILITY S 00131004 Treatment Plant #1 GW SP001310041 Sample Tap @ Treatment Plant #1 EP 5/6/2024 116482P PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3500131 NORTHEAST NM DETENTION FACILITY S 00131004 Treatment Plant #1 GW SP001310041 Sample Tap @ Treatment Plant #1 EP 5/6/2024 116482P PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3500131 NORTHEAST NM DETENTION FACILITY S 00131004 Treatment Plant #1 GW SP001310041 Sample Tap @ Treatment Plant #1 EP 5/6/2024 116482P PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3500131 NORTHEAST NM DETENTION FACILITY S 00131004 Treatment Plant #1 GW SP001310041 Sample Tap @ Treatment Plant #1 EP 5/6/2024 116482P PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3500131 NORTHEAST NM DETENTION FACILITY S 00131004 Treatment Plant #1 GW SP001310041 Sample Tap @ Treatment Plant #1 EP 5/6/2024 116482P PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3500131 NORTHEAST NM DETENTION FACILITY S 00131004 Treatment Plant #1 GW SP001310041 Sample Tap @ Treatment Plant #1 EP 5/6/2024 116482P PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3500131 NORTHEAST NM DETENTION FACILITY S 00131004 Treatment Plant #1 GW SP001310041 Sample Tap @ Treatment Plant #1 EP 5/6/2024 116482P PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3500131 NORTHEAST NM DETENTION FACILITY S 00131004 Treatment Plant #1 GW SP001310041 Sample Tap @ Treatment Plant #1 EP 5/6/2024 116482P PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3500131 NORTHEAST NM DETENTION FACILITY S 00131004 Treatment Plant #1 GW SP001310041 Sample Tap @ Treatment Plant #1 EP 5/6/2024 116482P PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3500131 NORTHEAST NM DETENTION FACILITY S 00131004 Treatment Plant #1 GW SP001310041 Sample Tap @ Treatment Plant #1 EP 5/6/2024 116482P PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3500131 NORTHEAST NM DETENTION FACILITY S 00131004 Treatment Plant #1 GW SP001310041 Sample Tap @ Treatment Plant #1 EP 5/6/2024 116482P PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3500131 NORTHEAST NM DETENTION FACILITY S 00131004 Treatment Plant #1 GW SP001310041 Sample Tap @ Treatment Plant #1 EP 5/6/2024 116482P PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3500131 NORTHEAST NM DETENTION FACILITY S 00131004 Treatment Plant #1 GW SP001310041 Sample Tap @ Treatment Plant #1 EP 5/6/2024 116482P PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3500131 NORTHEAST NM DETENTION FACILITY S 00131004 Treatment Plant #1 GW SP001310041 Sample Tap @ Treatment Plant #1 EP 5/6/2024 116482P PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3500131 NORTHEAST NM DETENTION FACILITY S 00131004 Treatment Plant #1 GW SP001310041 Sample Tap @ Treatment Plant #1 EP 5/6/2024 116482P PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3500131 NORTHEAST NM DETENTION FACILITY S 00131004 Treatment Plant #1 GW SP001310041 Sample Tap @ Treatment Plant #1 EP 5/6/2024 116482P NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3500131 NORTHEAST NM DETENTION FACILITY S 00131004 Treatment Plant #1 GW SP001310041 Sample Tap @ Treatment Plant #1 EP 5/6/2024 116482P NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3500131 NORTHEAST NM DETENTION FACILITY S 00131004 Treatment Plant #1 GW SP001310041 Sample Tap @ Treatment Plant #1 EP 5/6/2024 116482P PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3500131 NORTHEAST NM DETENTION FACILITY S 00131004 Treatment Plant #1 GW SP001310041 Sample Tap @ Treatment Plant #1 EP 5/6/2024 116482P PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3520024 NORTHSTAR MDWCA S 20024014 NORTHSTAR MDWCA SW SP200240141 TREATMENT PLANT #4 EP 2/20/2024 113260P lithium 9 µg/L EPA 200.7 = 76.5 SE1 AM 6 NM
NM3520024 NORTHSTAR MDWCA S 20024014 NORTHSTAR MDWCA SW SP200240141 TREATMENT PLANT #4 EP 2/20/2024 113260P 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3520024 NORTHSTAR MDWCA S 20024014 NORTHSTAR MDWCA SW SP200240141 TREATMENT PLANT #4 EP 2/20/2024 113260P 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520024 NORTHSTAR MDWCA S 20024014 NORTHSTAR MDWCA SW SP200240141 TREATMENT PLANT #4 EP 2/20/2024 113260P 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3520024 NORTHSTAR MDWCA S 20024014 NORTHSTAR MDWCA SW SP200240141 TREATMENT PLANT #4 EP 2/20/2024 113260P 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3520024 NORTHSTAR MDWCA S 20024014 NORTHSTAR MDWCA SW SP200240141 TREATMENT PLANT #4 EP 2/20/2024 113260P 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3520024 NORTHSTAR MDWCA S 20024014 NORTHSTAR MDWCA SW SP200240141 TREATMENT PLANT #4 EP 2/20/2024 113260P ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520024 NORTHSTAR MDWCA S 20024014 NORTHSTAR MDWCA SW SP200240141 TREATMENT PLANT #4 EP 2/20/2024 113260P HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3520024 NORTHSTAR MDWCA S 20024014 NORTHSTAR MDWCA SW SP200240141 TREATMENT PLANT #4 EP 2/20/2024 113260P NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3520024 NORTHSTAR MDWCA S 20024014 NORTHSTAR MDWCA SW SP200240141 TREATMENT PLANT #4 EP 2/20/2024 113260P PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3520024 NORTHSTAR MDWCA S 20024014 NORTHSTAR MDWCA SW SP200240141 TREATMENT PLANT #4 EP 2/20/2024 113260P PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520024 NORTHSTAR MDWCA S 20024014 NORTHSTAR MDWCA SW SP200240141 TREATMENT PLANT #4 EP 2/20/2024 113260P PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520024 NORTHSTAR MDWCA S 20024014 NORTHSTAR MDWCA SW SP200240141 TREATMENT PLANT #4 EP 2/20/2024 113260P PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520024 NORTHSTAR MDWCA S 20024014 NORTHSTAR MDWCA SW SP200240141 TREATMENT PLANT #4 EP 2/20/2024 113260P PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520024 NORTHSTAR MDWCA S 20024014 NORTHSTAR MDWCA SW SP200240141 TREATMENT PLANT #4 EP 2/20/2024 113260P PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520024 NORTHSTAR MDWCA S 20024014 NORTHSTAR MDWCA SW SP200240141 TREATMENT PLANT #4 EP 2/20/2024 113260P PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520024 NORTHSTAR MDWCA S 20024014 NORTHSTAR MDWCA SW SP200240141 TREATMENT PLANT #4 EP 2/20/2024 113260P PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520024 NORTHSTAR MDWCA S 20024014 NORTHSTAR MDWCA SW SP200240141 TREATMENT PLANT #4 EP 2/20/2024 113260P PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520024 NORTHSTAR MDWCA S 20024014 NORTHSTAR MDWCA SW SP200240141 TREATMENT PLANT #4 EP 2/20/2024 113260P PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520024 NORTHSTAR MDWCA S 20024014 NORTHSTAR MDWCA SW SP200240141 TREATMENT PLANT #4 EP 2/20/2024 113260P PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3520024 NORTHSTAR MDWCA S 20024014 NORTHSTAR MDWCA SW SP200240141 TREATMENT PLANT #4 EP 2/20/2024 113260P PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3520024 NORTHSTAR MDWCA S 20024014 NORTHSTAR MDWCA SW SP200240141 TREATMENT PLANT #4 EP 2/20/2024 113260P PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3520024 NORTHSTAR MDWCA S 20024014 NORTHSTAR MDWCA SW SP200240141 TREATMENT PLANT #4 EP 2/20/2024 113260P PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3520024 NORTHSTAR MDWCA S 20024014 NORTHSTAR MDWCA SW SP200240141 TREATMENT PLANT #4 EP 2/20/2024 113260P PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520024 NORTHSTAR MDWCA S 20024014 NORTHSTAR MDWCA SW SP200240141 TREATMENT PLANT #4 EP 2/20/2024 113260P PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3520024 NORTHSTAR MDWCA S 20024014 NORTHSTAR MDWCA SW SP200240141 TREATMENT PLANT #4 EP 2/20/2024 113260P PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3520024 NORTHSTAR MDWCA S 20024014 NORTHSTAR MDWCA SW SP200240141 TREATMENT PLANT #4 EP 2/20/2024 113260P NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3520024 NORTHSTAR MDWCA S 20024014 NORTHSTAR MDWCA SW SP200240141 TREATMENT PLANT #4 EP 2/20/2024 113260P NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3520024 NORTHSTAR MDWCA S 20024014 NORTHSTAR MDWCA SW SP200240141 TREATMENT PLANT #4 EP 2/20/2024 113260P PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3520024 NORTHSTAR MDWCA S 20024014 NORTHSTAR MDWCA SW SP200240141 TREATMENT PLANT #4 EP 2/20/2024 113260P PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM



PWSID PWSName Size FacilityID FacilityName FacilityWaterType SamplePointID SamplePointName SamplePointType AssociatedFacilityID AssociatedSamplePointID CollectionDate SampleID Contaminant MRL Units MethodID AnalyticalResultsSign AnalyticalResultValue SampleEventCode MonitoringRequirement Region State
NM3520024 NORTHSTAR MDWCA S 20024014 NORTHSTAR MDWCA SW SP200240141 TREATMENT PLANT #4 EP 5/14/2024 116485P lithium 9 µg/L EPA 200.7 = 55.6 SE2 AM 6 NM
NM3520024 NORTHSTAR MDWCA S 20024014 NORTHSTAR MDWCA SW SP200240141 TREATMENT PLANT #4 EP 5/14/2024 116485P 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3520024 NORTHSTAR MDWCA S 20024014 NORTHSTAR MDWCA SW SP200240141 TREATMENT PLANT #4 EP 5/14/2024 116485P 4:2 FTS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520024 NORTHSTAR MDWCA S 20024014 NORTHSTAR MDWCA SW SP200240141 TREATMENT PLANT #4 EP 5/14/2024 116485P 6:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3520024 NORTHSTAR MDWCA S 20024014 NORTHSTAR MDWCA SW SP200240141 TREATMENT PLANT #4 EP 5/14/2024 116485P 8:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3520024 NORTHSTAR MDWCA S 20024014 NORTHSTAR MDWCA SW SP200240141 TREATMENT PLANT #4 EP 5/14/2024 116485P 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3520024 NORTHSTAR MDWCA S 20024014 NORTHSTAR MDWCA SW SP200240141 TREATMENT PLANT #4 EP 5/14/2024 116485P ADONA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520024 NORTHSTAR MDWCA S 20024014 NORTHSTAR MDWCA SW SP200240141 TREATMENT PLANT #4 EP 5/14/2024 116485P HFPO-DA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3520024 NORTHSTAR MDWCA S 20024014 NORTHSTAR MDWCA SW SP200240141 TREATMENT PLANT #4 EP 5/14/2024 116485P NFDHA 0.02 µg/L EPA 533 < SE2 AM 6 NM
NM3520024 NORTHSTAR MDWCA S 20024014 NORTHSTAR MDWCA SW SP200240141 TREATMENT PLANT #4 EP 5/14/2024 116485P PFBA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3520024 NORTHSTAR MDWCA S 20024014 NORTHSTAR MDWCA SW SP200240141 TREATMENT PLANT #4 EP 5/14/2024 116485P PFBS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520024 NORTHSTAR MDWCA S 20024014 NORTHSTAR MDWCA SW SP200240141 TREATMENT PLANT #4 EP 5/14/2024 116485P PFDA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520024 NORTHSTAR MDWCA S 20024014 NORTHSTAR MDWCA SW SP200240141 TREATMENT PLANT #4 EP 5/14/2024 116485P PFDoA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520024 NORTHSTAR MDWCA S 20024014 NORTHSTAR MDWCA SW SP200240141 TREATMENT PLANT #4 EP 5/14/2024 116485P PFEESA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520024 NORTHSTAR MDWCA S 20024014 NORTHSTAR MDWCA SW SP200240141 TREATMENT PLANT #4 EP 5/14/2024 116485P PFHpA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520024 NORTHSTAR MDWCA S 20024014 NORTHSTAR MDWCA SW SP200240141 TREATMENT PLANT #4 EP 5/14/2024 116485P PFHpS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520024 NORTHSTAR MDWCA S 20024014 NORTHSTAR MDWCA SW SP200240141 TREATMENT PLANT #4 EP 5/14/2024 116485P PFHxA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520024 NORTHSTAR MDWCA S 20024014 NORTHSTAR MDWCA SW SP200240141 TREATMENT PLANT #4 EP 5/14/2024 116485P PFHxS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520024 NORTHSTAR MDWCA S 20024014 NORTHSTAR MDWCA SW SP200240141 TREATMENT PLANT #4 EP 5/14/2024 116485P PFMBA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520024 NORTHSTAR MDWCA S 20024014 NORTHSTAR MDWCA SW SP200240141 TREATMENT PLANT #4 EP 5/14/2024 116485P PFMPA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3520024 NORTHSTAR MDWCA S 20024014 NORTHSTAR MDWCA SW SP200240141 TREATMENT PLANT #4 EP 5/14/2024 116485P PFNA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3520024 NORTHSTAR MDWCA S 20024014 NORTHSTAR MDWCA SW SP200240141 TREATMENT PLANT #4 EP 5/14/2024 116485P PFOA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3520024 NORTHSTAR MDWCA S 20024014 NORTHSTAR MDWCA SW SP200240141 TREATMENT PLANT #4 EP 5/14/2024 116485P PFOS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3520024 NORTHSTAR MDWCA S 20024014 NORTHSTAR MDWCA SW SP200240141 TREATMENT PLANT #4 EP 5/14/2024 116485P PFPeA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520024 NORTHSTAR MDWCA S 20024014 NORTHSTAR MDWCA SW SP200240141 TREATMENT PLANT #4 EP 5/14/2024 116485P PFPeS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3520024 NORTHSTAR MDWCA S 20024014 NORTHSTAR MDWCA SW SP200240141 TREATMENT PLANT #4 EP 5/14/2024 116485P PFUnA 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3520024 NORTHSTAR MDWCA S 20024014 NORTHSTAR MDWCA SW SP200240141 TREATMENT PLANT #4 EP 5/14/2024 116485P NEtFOSAA 0.005 µg/L EPA 537.1 < SE2 AM 6 NM
NM3520024 NORTHSTAR MDWCA S 20024014 NORTHSTAR MDWCA SW SP200240141 TREATMENT PLANT #4 EP 5/14/2024 116485P NMeFOSAA 0.006 µg/L EPA 537.1 < SE2 AM 6 NM
NM3520024 NORTHSTAR MDWCA S 20024014 NORTHSTAR MDWCA SW SP200240141 TREATMENT PLANT #4 EP 5/14/2024 116485P PFTA 0.008 µg/L EPA 537.1 < SE2 AM 6 NM
NM3520024 NORTHSTAR MDWCA S 20024014 NORTHSTAR MDWCA SW SP200240141 TREATMENT PLANT #4 EP 5/14/2024 116485P PFTrDA 0.007 µg/L EPA 537.1 < SE2 AM 6 NM
NM3520024 NORTHSTAR MDWCA S 20024014 NORTHSTAR MDWCA SW SP200240141 TREATMENT PLANT #4 EP 8/6/2024 119925P lithium 9 µg/L EPA 200.7 = 42.6 SE3 AM 6 NM
NM3520024 NORTHSTAR MDWCA S 20024014 NORTHSTAR MDWCA SW SP200240141 TREATMENT PLANT #4 EP 8/6/2024 119925P 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE3 AM 6 NM
NM3520024 NORTHSTAR MDWCA S 20024014 NORTHSTAR MDWCA SW SP200240141 TREATMENT PLANT #4 EP 8/6/2024 119925P 4:2 FTS 0.003 µg/L EPA 533 < SE3 AM 6 NM
NM3520024 NORTHSTAR MDWCA S 20024014 NORTHSTAR MDWCA SW SP200240141 TREATMENT PLANT #4 EP 8/6/2024 119925P 6:2 FTS 0.005 µg/L EPA 533 < SE3 AM 6 NM
NM3520024 NORTHSTAR MDWCA S 20024014 NORTHSTAR MDWCA SW SP200240141 TREATMENT PLANT #4 EP 8/6/2024 119925P 8:2 FTS 0.005 µg/L EPA 533 < SE3 AM 6 NM
NM3520024 NORTHSTAR MDWCA S 20024014 NORTHSTAR MDWCA SW SP200240141 TREATMENT PLANT #4 EP 8/6/2024 119925P 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE3 AM 6 NM
NM3520024 NORTHSTAR MDWCA S 20024014 NORTHSTAR MDWCA SW SP200240141 TREATMENT PLANT #4 EP 8/6/2024 119925P ADONA 0.003 µg/L EPA 533 < SE3 AM 6 NM
NM3520024 NORTHSTAR MDWCA S 20024014 NORTHSTAR MDWCA SW SP200240141 TREATMENT PLANT #4 EP 8/6/2024 119925P HFPO-DA 0.005 µg/L EPA 533 < SE3 AM 6 NM
NM3520024 NORTHSTAR MDWCA S 20024014 NORTHSTAR MDWCA SW SP200240141 TREATMENT PLANT #4 EP 8/6/2024 119925P NFDHA 0.02 µg/L EPA 533 < SE3 AM 6 NM
NM3520024 NORTHSTAR MDWCA S 20024014 NORTHSTAR MDWCA SW SP200240141 TREATMENT PLANT #4 EP 8/6/2024 119925P PFBA 0.005 µg/L EPA 533 < SE3 AM 6 NM
NM3520024 NORTHSTAR MDWCA S 20024014 NORTHSTAR MDWCA SW SP200240141 TREATMENT PLANT #4 EP 8/6/2024 119925P PFBS 0.003 µg/L EPA 533 < SE3 AM 6 NM
NM3520024 NORTHSTAR MDWCA S 20024014 NORTHSTAR MDWCA SW SP200240141 TREATMENT PLANT #4 EP 8/6/2024 119925P PFDA 0.003 µg/L EPA 533 < SE3 AM 6 NM
NM3520024 NORTHSTAR MDWCA S 20024014 NORTHSTAR MDWCA SW SP200240141 TREATMENT PLANT #4 EP 8/6/2024 119925P PFDoA 0.003 µg/L EPA 533 < SE3 AM 6 NM
NM3520024 NORTHSTAR MDWCA S 20024014 NORTHSTAR MDWCA SW SP200240141 TREATMENT PLANT #4 EP 8/6/2024 119925P PFEESA 0.003 µg/L EPA 533 < SE3 AM 6 NM
NM3520024 NORTHSTAR MDWCA S 20024014 NORTHSTAR MDWCA SW SP200240141 TREATMENT PLANT #4 EP 8/6/2024 119925P PFHpA 0.003 µg/L EPA 533 < SE3 AM 6 NM
NM3520024 NORTHSTAR MDWCA S 20024014 NORTHSTAR MDWCA SW SP200240141 TREATMENT PLANT #4 EP 8/6/2024 119925P PFHpS 0.003 µg/L EPA 533 < SE3 AM 6 NM
NM3520024 NORTHSTAR MDWCA S 20024014 NORTHSTAR MDWCA SW SP200240141 TREATMENT PLANT #4 EP 8/6/2024 119925P PFHxA 0.003 µg/L EPA 533 < SE3 AM 6 NM
NM3520024 NORTHSTAR MDWCA S 20024014 NORTHSTAR MDWCA SW SP200240141 TREATMENT PLANT #4 EP 8/6/2024 119925P PFHxS 0.003 µg/L EPA 533 < SE3 AM 6 NM
NM3520024 NORTHSTAR MDWCA S 20024014 NORTHSTAR MDWCA SW SP200240141 TREATMENT PLANT #4 EP 8/6/2024 119925P PFMBA 0.003 µg/L EPA 533 < SE3 AM 6 NM
NM3520024 NORTHSTAR MDWCA S 20024014 NORTHSTAR MDWCA SW SP200240141 TREATMENT PLANT #4 EP 8/6/2024 119925P PFMPA 0.004 µg/L EPA 533 < SE3 AM 6 NM
NM3520024 NORTHSTAR MDWCA S 20024014 NORTHSTAR MDWCA SW SP200240141 TREATMENT PLANT #4 EP 8/6/2024 119925P PFNA 0.004 µg/L EPA 533 < SE3 AM 6 NM
NM3520024 NORTHSTAR MDWCA S 20024014 NORTHSTAR MDWCA SW SP200240141 TREATMENT PLANT #4 EP 8/6/2024 119925P PFOA 0.004 µg/L EPA 533 < SE3 AM 6 NM
NM3520024 NORTHSTAR MDWCA S 20024014 NORTHSTAR MDWCA SW SP200240141 TREATMENT PLANT #4 EP 8/6/2024 119925P PFOS 0.004 µg/L EPA 533 < SE3 AM 6 NM
NM3520024 NORTHSTAR MDWCA S 20024014 NORTHSTAR MDWCA SW SP200240141 TREATMENT PLANT #4 EP 8/6/2024 119925P PFPeA 0.003 µg/L EPA 533 < SE3 AM 6 NM
NM3520024 NORTHSTAR MDWCA S 20024014 NORTHSTAR MDWCA SW SP200240141 TREATMENT PLANT #4 EP 8/6/2024 119925P PFPeS 0.004 µg/L EPA 533 < SE3 AM 6 NM
NM3520024 NORTHSTAR MDWCA S 20024014 NORTHSTAR MDWCA SW SP200240141 TREATMENT PLANT #4 EP 8/6/2024 119925P PFUnA 0.002 µg/L EPA 533 < SE3 AM 6 NM
NM3520024 NORTHSTAR MDWCA S 20024014 NORTHSTAR MDWCA SW SP200240141 TREATMENT PLANT #4 EP 8/6/2024 119925P NEtFOSAA 0.005 µg/L EPA 537.1 < SE3 AM 6 NM
NM3520024 NORTHSTAR MDWCA S 20024014 NORTHSTAR MDWCA SW SP200240141 TREATMENT PLANT #4 EP 8/6/2024 119925P NMeFOSAA 0.006 µg/L EPA 537.1 < SE3 AM 6 NM
NM3520024 NORTHSTAR MDWCA S 20024014 NORTHSTAR MDWCA SW SP200240141 TREATMENT PLANT #4 EP 8/6/2024 119925P PFTA 0.008 µg/L EPA 537.1 < SE3 AM 6 NM
NM3520024 NORTHSTAR MDWCA S 20024014 NORTHSTAR MDWCA SW SP200240141 TREATMENT PLANT #4 EP 8/6/2024 119925P PFTrDA 0.007 µg/L EPA 537.1 < SE3 AM 6 NM
NM3521308 OTIS MDWCA S 21308004 OTIS MDWCA GW SP213080041 ENTRY POINT #1 EP 1/22/2024 112166P lithium 9 µg/L EPA 200.7 = 59.5 SE1 AM 6 NM
NM3521308 OTIS MDWCA S 21308004 OTIS MDWCA GW SP213080041 ENTRY POINT #1 EP 1/22/2024 112166P 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3521308 OTIS MDWCA S 21308004 OTIS MDWCA GW SP213080041 ENTRY POINT #1 EP 1/22/2024 112166P 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3521308 OTIS MDWCA S 21308004 OTIS MDWCA GW SP213080041 ENTRY POINT #1 EP 1/22/2024 112166P 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3521308 OTIS MDWCA S 21308004 OTIS MDWCA GW SP213080041 ENTRY POINT #1 EP 1/22/2024 112166P 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3521308 OTIS MDWCA S 21308004 OTIS MDWCA GW SP213080041 ENTRY POINT #1 EP 1/22/2024 112166P 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3521308 OTIS MDWCA S 21308004 OTIS MDWCA GW SP213080041 ENTRY POINT #1 EP 1/22/2024 112166P ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3521308 OTIS MDWCA S 21308004 OTIS MDWCA GW SP213080041 ENTRY POINT #1 EP 1/22/2024 112166P HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3521308 OTIS MDWCA S 21308004 OTIS MDWCA GW SP213080041 ENTRY POINT #1 EP 1/22/2024 112166P NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3521308 OTIS MDWCA S 21308004 OTIS MDWCA GW SP213080041 ENTRY POINT #1 EP 1/22/2024 112166P PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3521308 OTIS MDWCA S 21308004 OTIS MDWCA GW SP213080041 ENTRY POINT #1 EP 1/22/2024 112166P PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3521308 OTIS MDWCA S 21308004 OTIS MDWCA GW SP213080041 ENTRY POINT #1 EP 1/22/2024 112166P PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3521308 OTIS MDWCA S 21308004 OTIS MDWCA GW SP213080041 ENTRY POINT #1 EP 1/22/2024 112166P PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3521308 OTIS MDWCA S 21308004 OTIS MDWCA GW SP213080041 ENTRY POINT #1 EP 1/22/2024 112166P PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3521308 OTIS MDWCA S 21308004 OTIS MDWCA GW SP213080041 ENTRY POINT #1 EP 1/22/2024 112166P PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3521308 OTIS MDWCA S 21308004 OTIS MDWCA GW SP213080041 ENTRY POINT #1 EP 1/22/2024 112166P PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3521308 OTIS MDWCA S 21308004 OTIS MDWCA GW SP213080041 ENTRY POINT #1 EP 1/22/2024 112166P PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3521308 OTIS MDWCA S 21308004 OTIS MDWCA GW SP213080041 ENTRY POINT #1 EP 1/22/2024 112166P PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3521308 OTIS MDWCA S 21308004 OTIS MDWCA GW SP213080041 ENTRY POINT #1 EP 1/22/2024 112166P PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3521308 OTIS MDWCA S 21308004 OTIS MDWCA GW SP213080041 ENTRY POINT #1 EP 1/22/2024 112166P PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3521308 OTIS MDWCA S 21308004 OTIS MDWCA GW SP213080041 ENTRY POINT #1 EP 1/22/2024 112166P PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3521308 OTIS MDWCA S 21308004 OTIS MDWCA GW SP213080041 ENTRY POINT #1 EP 1/22/2024 112166P PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3521308 OTIS MDWCA S 21308004 OTIS MDWCA GW SP213080041 ENTRY POINT #1 EP 1/22/2024 112166P PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3521308 OTIS MDWCA S 21308004 OTIS MDWCA GW SP213080041 ENTRY POINT #1 EP 1/22/2024 112166P PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3521308 OTIS MDWCA S 21308004 OTIS MDWCA GW SP213080041 ENTRY POINT #1 EP 1/22/2024 112166P PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3521308 OTIS MDWCA S 21308004 OTIS MDWCA GW SP213080041 ENTRY POINT #1 EP 1/22/2024 112166P PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3521308 OTIS MDWCA S 21308004 OTIS MDWCA GW SP213080041 ENTRY POINT #1 EP 1/22/2024 112166P NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3521308 OTIS MDWCA S 21308004 OTIS MDWCA GW SP213080041 ENTRY POINT #1 EP 1/22/2024 112166P NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3521308 OTIS MDWCA S 21308004 OTIS MDWCA GW SP213080041 ENTRY POINT #1 EP 1/22/2024 112166P PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3521308 OTIS MDWCA S 21308004 OTIS MDWCA GW SP213080041 ENTRY POINT #1 EP 1/22/2024 112166P PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3521308 OTIS MDWCA S 21308004 OTIS MDWCA GW SP213080041 ENTRY POINT #1 EP 7/8/2024 118884P lithium 9 µg/L EPA 200.7 = 52.6 SE2 AM 6 NM
NM3521308 OTIS MDWCA S 21308004 OTIS MDWCA GW SP213080041 ENTRY POINT #1 EP 7/8/2024 118884P 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3521308 OTIS MDWCA S 21308004 OTIS MDWCA GW SP213080041 ENTRY POINT #1 EP 7/8/2024 118884P 4:2 FTS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3521308 OTIS MDWCA S 21308004 OTIS MDWCA GW SP213080041 ENTRY POINT #1 EP 7/8/2024 118884P 6:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3521308 OTIS MDWCA S 21308004 OTIS MDWCA GW SP213080041 ENTRY POINT #1 EP 7/8/2024 118884P 8:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3521308 OTIS MDWCA S 21308004 OTIS MDWCA GW SP213080041 ENTRY POINT #1 EP 7/8/2024 118884P 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3521308 OTIS MDWCA S 21308004 OTIS MDWCA GW SP213080041 ENTRY POINT #1 EP 7/8/2024 118884P ADONA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3521308 OTIS MDWCA S 21308004 OTIS MDWCA GW SP213080041 ENTRY POINT #1 EP 7/8/2024 118884P HFPO-DA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3521308 OTIS MDWCA S 21308004 OTIS MDWCA GW SP213080041 ENTRY POINT #1 EP 7/8/2024 118884P NFDHA 0.02 µg/L EPA 533 < SE2 AM 6 NM
NM3521308 OTIS MDWCA S 21308004 OTIS MDWCA GW SP213080041 ENTRY POINT #1 EP 7/8/2024 118884P PFBA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3521308 OTIS MDWCA S 21308004 OTIS MDWCA GW SP213080041 ENTRY POINT #1 EP 7/8/2024 118884P PFBS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3521308 OTIS MDWCA S 21308004 OTIS MDWCA GW SP213080041 ENTRY POINT #1 EP 7/8/2024 118884P PFDA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3521308 OTIS MDWCA S 21308004 OTIS MDWCA GW SP213080041 ENTRY POINT #1 EP 7/8/2024 118884P PFDoA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3521308 OTIS MDWCA S 21308004 OTIS MDWCA GW SP213080041 ENTRY POINT #1 EP 7/8/2024 118884P PFEESA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3521308 OTIS MDWCA S 21308004 OTIS MDWCA GW SP213080041 ENTRY POINT #1 EP 7/8/2024 118884P PFHpA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3521308 OTIS MDWCA S 21308004 OTIS MDWCA GW SP213080041 ENTRY POINT #1 EP 7/8/2024 118884P PFHpS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3521308 OTIS MDWCA S 21308004 OTIS MDWCA GW SP213080041 ENTRY POINT #1 EP 7/8/2024 118884P PFHxA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3521308 OTIS MDWCA S 21308004 OTIS MDWCA GW SP213080041 ENTRY POINT #1 EP 7/8/2024 118884P PFHxS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3521308 OTIS MDWCA S 21308004 OTIS MDWCA GW SP213080041 ENTRY POINT #1 EP 7/8/2024 118884P PFMBA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3521308 OTIS MDWCA S 21308004 OTIS MDWCA GW SP213080041 ENTRY POINT #1 EP 7/8/2024 118884P PFMPA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3521308 OTIS MDWCA S 21308004 OTIS MDWCA GW SP213080041 ENTRY POINT #1 EP 7/8/2024 118884P PFNA 0.004 µg/L EPA 533 < SE2 AM 6 NM



PWSID PWSName Size FacilityID FacilityName FacilityWaterType SamplePointID SamplePointName SamplePointType AssociatedFacilityID AssociatedSamplePointID CollectionDate SampleID Contaminant MRL Units MethodID AnalyticalResultsSign AnalyticalResultValue SampleEventCode MonitoringRequirement Region State
NM3521308 OTIS MDWCA S 21308004 OTIS MDWCA GW SP213080041 ENTRY POINT #1 EP 7/8/2024 118884P PFOA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3521308 OTIS MDWCA S 21308004 OTIS MDWCA GW SP213080041 ENTRY POINT #1 EP 7/8/2024 118884P PFOS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3521308 OTIS MDWCA S 21308004 OTIS MDWCA GW SP213080041 ENTRY POINT #1 EP 7/8/2024 118884P PFPeA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3521308 OTIS MDWCA S 21308004 OTIS MDWCA GW SP213080041 ENTRY POINT #1 EP 7/8/2024 118884P PFPeS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3521308 OTIS MDWCA S 21308004 OTIS MDWCA GW SP213080041 ENTRY POINT #1 EP 7/8/2024 118884P PFUnA 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3521308 OTIS MDWCA S 21308004 OTIS MDWCA GW SP213080041 ENTRY POINT #1 EP 7/8/2024 118884P NEtFOSAA 0.005 µg/L EPA 537.1 < SE2 AM 6 NM
NM3521308 OTIS MDWCA S 21308004 OTIS MDWCA GW SP213080041 ENTRY POINT #1 EP 7/8/2024 118884P NMeFOSAA 0.006 µg/L EPA 537.1 < SE2 AM 6 NM
NM3521308 OTIS MDWCA S 21308004 OTIS MDWCA GW SP213080041 ENTRY POINT #1 EP 7/8/2024 118884P PFTA 0.008 µg/L EPA 537.1 < SE2 AM 6 NM
NM3521308 OTIS MDWCA S 21308004 OTIS MDWCA GW SP213080041 ENTRY POINT #1 EP 7/8/2024 118884P PFTrDA 0.007 µg/L EPA 537.1 < SE2 AM 6 NM
NM3528522 PORTALES WATER SYSTEM L 94021 Hill GW SP285220211 Entry Point to Dist. System EP 7/10/2023 FG11026-01A lithium 9 µg/L EPA 200.7 = 56.6 SE1 AM 6 NM
NM3528522 PORTALES WATER SYSTEM L 94021 Hill GW SP285220211 Entry Point to Dist. System EP 7/10/2023 FG11026-01B 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3528522 PORTALES WATER SYSTEM L 94021 Hill GW SP285220211 Entry Point to Dist. System EP 7/10/2023 FG11026-01B 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3528522 PORTALES WATER SYSTEM L 94021 Hill GW SP285220211 Entry Point to Dist. System EP 7/10/2023 FG11026-01B 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3528522 PORTALES WATER SYSTEM L 94021 Hill GW SP285220211 Entry Point to Dist. System EP 7/10/2023 FG11026-01B 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3528522 PORTALES WATER SYSTEM L 94021 Hill GW SP285220211 Entry Point to Dist. System EP 7/10/2023 FG11026-01B 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3528522 PORTALES WATER SYSTEM L 94021 Hill GW SP285220211 Entry Point to Dist. System EP 7/10/2023 FG11026-01B ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3528522 PORTALES WATER SYSTEM L 94021 Hill GW SP285220211 Entry Point to Dist. System EP 7/10/2023 FG11026-01B HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3528522 PORTALES WATER SYSTEM L 94021 Hill GW SP285220211 Entry Point to Dist. System EP 7/10/2023 FG11026-01B NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3528522 PORTALES WATER SYSTEM L 94021 Hill GW SP285220211 Entry Point to Dist. System EP 7/10/2023 FG11026-01B PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3528522 PORTALES WATER SYSTEM L 94021 Hill GW SP285220211 Entry Point to Dist. System EP 7/10/2023 FG11026-01B PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3528522 PORTALES WATER SYSTEM L 94021 Hill GW SP285220211 Entry Point to Dist. System EP 7/10/2023 FG11026-01B PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3528522 PORTALES WATER SYSTEM L 94021 Hill GW SP285220211 Entry Point to Dist. System EP 7/10/2023 FG11026-01B PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3528522 PORTALES WATER SYSTEM L 94021 Hill GW SP285220211 Entry Point to Dist. System EP 7/10/2023 FG11026-01B PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3528522 PORTALES WATER SYSTEM L 94021 Hill GW SP285220211 Entry Point to Dist. System EP 7/10/2023 FG11026-01B PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3528522 PORTALES WATER SYSTEM L 94021 Hill GW SP285220211 Entry Point to Dist. System EP 7/10/2023 FG11026-01B PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3528522 PORTALES WATER SYSTEM L 94021 Hill GW SP285220211 Entry Point to Dist. System EP 7/10/2023 FG11026-01B PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3528522 PORTALES WATER SYSTEM L 94021 Hill GW SP285220211 Entry Point to Dist. System EP 7/10/2023 FG11026-01B PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3528522 PORTALES WATER SYSTEM L 94021 Hill GW SP285220211 Entry Point to Dist. System EP 7/10/2023 FG11026-01B PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3528522 PORTALES WATER SYSTEM L 94021 Hill GW SP285220211 Entry Point to Dist. System EP 7/10/2023 FG11026-01B PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3528522 PORTALES WATER SYSTEM L 94021 Hill GW SP285220211 Entry Point to Dist. System EP 7/10/2023 FG11026-01B PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3528522 PORTALES WATER SYSTEM L 94021 Hill GW SP285220211 Entry Point to Dist. System EP 7/10/2023 FG11026-01B PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3528522 PORTALES WATER SYSTEM L 94021 Hill GW SP285220211 Entry Point to Dist. System EP 7/10/2023 FG11026-01B PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3528522 PORTALES WATER SYSTEM L 94021 Hill GW SP285220211 Entry Point to Dist. System EP 7/10/2023 FG11026-01B PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3528522 PORTALES WATER SYSTEM L 94021 Hill GW SP285220211 Entry Point to Dist. System EP 7/10/2023 FG11026-01B PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3528522 PORTALES WATER SYSTEM L 94021 Hill GW SP285220211 Entry Point to Dist. System EP 7/10/2023 FG11026-01B PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3528522 PORTALES WATER SYSTEM L 94021 Hill GW SP285220211 Entry Point to Dist. System EP 7/10/2023 FG11026-01D NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3528522 PORTALES WATER SYSTEM L 94021 Hill GW SP285220211 Entry Point to Dist. System EP 7/10/2023 FG11026-01D NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3528522 PORTALES WATER SYSTEM L 94021 Hill GW SP285220211 Entry Point to Dist. System EP 7/10/2023 FG11026-01D PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3528522 PORTALES WATER SYSTEM L 94021 Hill GW SP285220211 Entry Point to Dist. System EP 7/10/2023 FG11026-01D PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3528522 PORTALES WATER SYSTEM L 94021 Hill GW SP285220211 Entry Point to Dist. System EP 1/8/2024 GA10028-01A lithium 9 µg/L EPA 200.7 = 128 SE2 AM 6 NM
NM3528522 PORTALES WATER SYSTEM L 94021 Hill GW SP285220211 Entry Point to Dist. System EP 1/8/2024 GA10028-01B 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3528522 PORTALES WATER SYSTEM L 94021 Hill GW SP285220211 Entry Point to Dist. System EP 1/8/2024 GA10028-01B 4:2 FTS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3528522 PORTALES WATER SYSTEM L 94021 Hill GW SP285220211 Entry Point to Dist. System EP 1/8/2024 GA10028-01B 6:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3528522 PORTALES WATER SYSTEM L 94021 Hill GW SP285220211 Entry Point to Dist. System EP 1/8/2024 GA10028-01B 8:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3528522 PORTALES WATER SYSTEM L 94021 Hill GW SP285220211 Entry Point to Dist. System EP 1/8/2024 GA10028-01B 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3528522 PORTALES WATER SYSTEM L 94021 Hill GW SP285220211 Entry Point to Dist. System EP 1/8/2024 GA10028-01B ADONA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3528522 PORTALES WATER SYSTEM L 94021 Hill GW SP285220211 Entry Point to Dist. System EP 1/8/2024 GA10028-01B HFPO-DA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3528522 PORTALES WATER SYSTEM L 94021 Hill GW SP285220211 Entry Point to Dist. System EP 1/8/2024 GA10028-01B NFDHA 0.02 µg/L EPA 533 < SE2 AM 6 NM
NM3528522 PORTALES WATER SYSTEM L 94021 Hill GW SP285220211 Entry Point to Dist. System EP 1/8/2024 GA10028-01B PFBA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3528522 PORTALES WATER SYSTEM L 94021 Hill GW SP285220211 Entry Point to Dist. System EP 1/8/2024 GA10028-01B PFBS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3528522 PORTALES WATER SYSTEM L 94021 Hill GW SP285220211 Entry Point to Dist. System EP 1/8/2024 GA10028-01B PFDA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3528522 PORTALES WATER SYSTEM L 94021 Hill GW SP285220211 Entry Point to Dist. System EP 1/8/2024 GA10028-01B PFDoA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3528522 PORTALES WATER SYSTEM L 94021 Hill GW SP285220211 Entry Point to Dist. System EP 1/8/2024 GA10028-01B PFEESA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3528522 PORTALES WATER SYSTEM L 94021 Hill GW SP285220211 Entry Point to Dist. System EP 1/8/2024 GA10028-01B PFHpA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3528522 PORTALES WATER SYSTEM L 94021 Hill GW SP285220211 Entry Point to Dist. System EP 1/8/2024 GA10028-01B PFHpS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3528522 PORTALES WATER SYSTEM L 94021 Hill GW SP285220211 Entry Point to Dist. System EP 1/8/2024 GA10028-01B PFHxA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3528522 PORTALES WATER SYSTEM L 94021 Hill GW SP285220211 Entry Point to Dist. System EP 1/8/2024 GA10028-01B PFHxS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3528522 PORTALES WATER SYSTEM L 94021 Hill GW SP285220211 Entry Point to Dist. System EP 1/8/2024 GA10028-01B PFMBA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3528522 PORTALES WATER SYSTEM L 94021 Hill GW SP285220211 Entry Point to Dist. System EP 1/8/2024 GA10028-01B PFMPA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3528522 PORTALES WATER SYSTEM L 94021 Hill GW SP285220211 Entry Point to Dist. System EP 1/8/2024 GA10028-01B PFNA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3528522 PORTALES WATER SYSTEM L 94021 Hill GW SP285220211 Entry Point to Dist. System EP 1/8/2024 GA10028-01B PFOA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3528522 PORTALES WATER SYSTEM L 94021 Hill GW SP285220211 Entry Point to Dist. System EP 1/8/2024 GA10028-01B PFOS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3528522 PORTALES WATER SYSTEM L 94021 Hill GW SP285220211 Entry Point to Dist. System EP 1/8/2024 GA10028-01B PFPeA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3528522 PORTALES WATER SYSTEM L 94021 Hill GW SP285220211 Entry Point to Dist. System EP 1/8/2024 GA10028-01B PFPeS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3528522 PORTALES WATER SYSTEM L 94021 Hill GW SP285220211 Entry Point to Dist. System EP 1/8/2024 GA10028-01B PFUnA 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3528522 PORTALES WATER SYSTEM L 94021 Hill GW SP285220211 Entry Point to Dist. System EP 1/8/2024 GA10028-01C NEtFOSAA 0.005 µg/L EPA 537.1 < SE2 AM 6 NM
NM3528522 PORTALES WATER SYSTEM L 94021 Hill GW SP285220211 Entry Point to Dist. System EP 1/8/2024 GA10028-01C NMeFOSAA 0.006 µg/L EPA 537.1 < SE2 AM 6 NM
NM3528522 PORTALES WATER SYSTEM L 94021 Hill GW SP285220211 Entry Point to Dist. System EP 1/8/2024 GA10028-01C PFTA 0.008 µg/L EPA 537.1 < SE2 AM 6 NM
NM3528522 PORTALES WATER SYSTEM L 94021 Hill GW SP285220211 Entry Point to Dist. System EP 1/8/2024 GA10028-01C PFTrDA 0.007 µg/L EPA 537.1 < SE2 AM 6 NM
NM3528522 PORTALES WATER SYSTEM L 94022 Lime GW SP285220221 Entry Point to Dist. System EP 7/10/2023 FG11026-03A lithium 9 µg/L EPA 200.7 = 112 SE1 AM 6 NM
NM3528522 PORTALES WATER SYSTEM L 94022 Lime GW SP285220221 Entry Point to Dist. System EP 7/10/2023 FG11026-03B 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3528522 PORTALES WATER SYSTEM L 94022 Lime GW SP285220221 Entry Point to Dist. System EP 7/10/2023 FG11026-03B 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3528522 PORTALES WATER SYSTEM L 94022 Lime GW SP285220221 Entry Point to Dist. System EP 7/10/2023 FG11026-03B 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3528522 PORTALES WATER SYSTEM L 94022 Lime GW SP285220221 Entry Point to Dist. System EP 7/10/2023 FG11026-03B 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3528522 PORTALES WATER SYSTEM L 94022 Lime GW SP285220221 Entry Point to Dist. System EP 7/10/2023 FG11026-03B 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3528522 PORTALES WATER SYSTEM L 94022 Lime GW SP285220221 Entry Point to Dist. System EP 7/10/2023 FG11026-03B ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3528522 PORTALES WATER SYSTEM L 94022 Lime GW SP285220221 Entry Point to Dist. System EP 7/10/2023 FG11026-03B HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3528522 PORTALES WATER SYSTEM L 94022 Lime GW SP285220221 Entry Point to Dist. System EP 7/10/2023 FG11026-03B NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3528522 PORTALES WATER SYSTEM L 94022 Lime GW SP285220221 Entry Point to Dist. System EP 7/10/2023 FG11026-03B PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3528522 PORTALES WATER SYSTEM L 94022 Lime GW SP285220221 Entry Point to Dist. System EP 7/10/2023 FG11026-03B PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3528522 PORTALES WATER SYSTEM L 94022 Lime GW SP285220221 Entry Point to Dist. System EP 7/10/2023 FG11026-03B PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3528522 PORTALES WATER SYSTEM L 94022 Lime GW SP285220221 Entry Point to Dist. System EP 7/10/2023 FG11026-03B PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3528522 PORTALES WATER SYSTEM L 94022 Lime GW SP285220221 Entry Point to Dist. System EP 7/10/2023 FG11026-03B PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3528522 PORTALES WATER SYSTEM L 94022 Lime GW SP285220221 Entry Point to Dist. System EP 7/10/2023 FG11026-03B PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3528522 PORTALES WATER SYSTEM L 94022 Lime GW SP285220221 Entry Point to Dist. System EP 7/10/2023 FG11026-03B PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3528522 PORTALES WATER SYSTEM L 94022 Lime GW SP285220221 Entry Point to Dist. System EP 7/10/2023 FG11026-03B PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3528522 PORTALES WATER SYSTEM L 94022 Lime GW SP285220221 Entry Point to Dist. System EP 7/10/2023 FG11026-03B PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3528522 PORTALES WATER SYSTEM L 94022 Lime GW SP285220221 Entry Point to Dist. System EP 7/10/2023 FG11026-03B PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3528522 PORTALES WATER SYSTEM L 94022 Lime GW SP285220221 Entry Point to Dist. System EP 7/10/2023 FG11026-03B PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3528522 PORTALES WATER SYSTEM L 94022 Lime GW SP285220221 Entry Point to Dist. System EP 7/10/2023 FG11026-03B PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3528522 PORTALES WATER SYSTEM L 94022 Lime GW SP285220221 Entry Point to Dist. System EP 7/10/2023 FG11026-03B PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3528522 PORTALES WATER SYSTEM L 94022 Lime GW SP285220221 Entry Point to Dist. System EP 7/10/2023 FG11026-03B PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3528522 PORTALES WATER SYSTEM L 94022 Lime GW SP285220221 Entry Point to Dist. System EP 7/10/2023 FG11026-03B PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3528522 PORTALES WATER SYSTEM L 94022 Lime GW SP285220221 Entry Point to Dist. System EP 7/10/2023 FG11026-03B PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3528522 PORTALES WATER SYSTEM L 94022 Lime GW SP285220221 Entry Point to Dist. System EP 7/10/2023 FG11026-03B PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3528522 PORTALES WATER SYSTEM L 94022 Lime GW SP285220221 Entry Point to Dist. System EP 7/10/2023 FG11026-03C NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3528522 PORTALES WATER SYSTEM L 94022 Lime GW SP285220221 Entry Point to Dist. System EP 7/10/2023 FG11026-03C NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3528522 PORTALES WATER SYSTEM L 94022 Lime GW SP285220221 Entry Point to Dist. System EP 7/10/2023 FG11026-03C PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3528522 PORTALES WATER SYSTEM L 94022 Lime GW SP285220221 Entry Point to Dist. System EP 7/10/2023 FG11026-03C PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3528522 PORTALES WATER SYSTEM L 94022 Lime GW SP285220221 Entry Point to Dist. System EP 1/8/2024 GA10028-03A lithium 9 µg/L EPA 200.7 = 60.3 SE2 AM 6 NM
NM3528522 PORTALES WATER SYSTEM L 94022 Lime GW SP285220221 Entry Point to Dist. System EP 1/8/2024 GA10028-03B 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3528522 PORTALES WATER SYSTEM L 94022 Lime GW SP285220221 Entry Point to Dist. System EP 1/8/2024 GA10028-03B 4:2 FTS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3528522 PORTALES WATER SYSTEM L 94022 Lime GW SP285220221 Entry Point to Dist. System EP 1/8/2024 GA10028-03B 6:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3528522 PORTALES WATER SYSTEM L 94022 Lime GW SP285220221 Entry Point to Dist. System EP 1/8/2024 GA10028-03B 8:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3528522 PORTALES WATER SYSTEM L 94022 Lime GW SP285220221 Entry Point to Dist. System EP 1/8/2024 GA10028-03B 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3528522 PORTALES WATER SYSTEM L 94022 Lime GW SP285220221 Entry Point to Dist. System EP 1/8/2024 GA10028-03B ADONA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3528522 PORTALES WATER SYSTEM L 94022 Lime GW SP285220221 Entry Point to Dist. System EP 1/8/2024 GA10028-03B HFPO-DA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3528522 PORTALES WATER SYSTEM L 94022 Lime GW SP285220221 Entry Point to Dist. System EP 1/8/2024 GA10028-03B NFDHA 0.02 µg/L EPA 533 < SE2 AM 6 NM
NM3528522 PORTALES WATER SYSTEM L 94022 Lime GW SP285220221 Entry Point to Dist. System EP 1/8/2024 GA10028-03B PFBA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3528522 PORTALES WATER SYSTEM L 94022 Lime GW SP285220221 Entry Point to Dist. System EP 1/8/2024 GA10028-03B PFBS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3528522 PORTALES WATER SYSTEM L 94022 Lime GW SP285220221 Entry Point to Dist. System EP 1/8/2024 GA10028-03B PFDA 0.003 µg/L EPA 533 < SE2 AM 6 NM



PWSID PWSName Size FacilityID FacilityName FacilityWaterType SamplePointID SamplePointName SamplePointType AssociatedFacilityID AssociatedSamplePointID CollectionDate SampleID Contaminant MRL Units MethodID AnalyticalResultsSign AnalyticalResultValue SampleEventCode MonitoringRequirement Region State
NM3528522 PORTALES WATER SYSTEM L 94022 Lime GW SP285220221 Entry Point to Dist. System EP 1/8/2024 GA10028-03B PFDoA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3528522 PORTALES WATER SYSTEM L 94022 Lime GW SP285220221 Entry Point to Dist. System EP 1/8/2024 GA10028-03B PFEESA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3528522 PORTALES WATER SYSTEM L 94022 Lime GW SP285220221 Entry Point to Dist. System EP 1/8/2024 GA10028-03B PFHpA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3528522 PORTALES WATER SYSTEM L 94022 Lime GW SP285220221 Entry Point to Dist. System EP 1/8/2024 GA10028-03B PFHpS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3528522 PORTALES WATER SYSTEM L 94022 Lime GW SP285220221 Entry Point to Dist. System EP 1/8/2024 GA10028-03B PFHxA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3528522 PORTALES WATER SYSTEM L 94022 Lime GW SP285220221 Entry Point to Dist. System EP 1/8/2024 GA10028-03B PFHxS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3528522 PORTALES WATER SYSTEM L 94022 Lime GW SP285220221 Entry Point to Dist. System EP 1/8/2024 GA10028-03B PFMBA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3528522 PORTALES WATER SYSTEM L 94022 Lime GW SP285220221 Entry Point to Dist. System EP 1/8/2024 GA10028-03B PFMPA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3528522 PORTALES WATER SYSTEM L 94022 Lime GW SP285220221 Entry Point to Dist. System EP 1/8/2024 GA10028-03B PFNA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3528522 PORTALES WATER SYSTEM L 94022 Lime GW SP285220221 Entry Point to Dist. System EP 1/8/2024 GA10028-03B PFOA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3528522 PORTALES WATER SYSTEM L 94022 Lime GW SP285220221 Entry Point to Dist. System EP 1/8/2024 GA10028-03B PFOS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3528522 PORTALES WATER SYSTEM L 94022 Lime GW SP285220221 Entry Point to Dist. System EP 1/8/2024 GA10028-03B PFPeA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3528522 PORTALES WATER SYSTEM L 94022 Lime GW SP285220221 Entry Point to Dist. System EP 1/8/2024 GA10028-03B PFPeS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3528522 PORTALES WATER SYSTEM L 94022 Lime GW SP285220221 Entry Point to Dist. System EP 1/8/2024 GA10028-03B PFUnA 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3528522 PORTALES WATER SYSTEM L 94022 Lime GW SP285220221 Entry Point to Dist. System EP 1/8/2024 GA10028-03C NEtFOSAA 0.005 µg/L EPA 537.1 < SE2 AM 6 NM
NM3528522 PORTALES WATER SYSTEM L 94022 Lime GW SP285220221 Entry Point to Dist. System EP 1/8/2024 GA10028-03C NMeFOSAA 0.006 µg/L EPA 537.1 < SE2 AM 6 NM
NM3528522 PORTALES WATER SYSTEM L 94022 Lime GW SP285220221 Entry Point to Dist. System EP 1/8/2024 GA10028-03C PFTA 0.008 µg/L EPA 537.1 < SE2 AM 6 NM
NM3528522 PORTALES WATER SYSTEM L 94022 Lime GW SP285220221 Entry Point to Dist. System EP 1/8/2024 GA10028-03C PFTrDA 0.007 µg/L EPA 537.1 < SE2 AM 6 NM
NM3524832 RIO COMMUNITIES WATER SYSTEM S 24832005 RIO COMMUNITIES WATER SYSTEM GW SP248320051 CHLORINATION STATION EP 4/18/2023 103178P lithium 9 µg/L EPA 200.7 = 43.3 SE1 AM 6 NM
NM3524832 RIO COMMUNITIES WATER SYSTEM S 24832005 RIO COMMUNITIES WATER SYSTEM GW SP248320051 CHLORINATION STATION EP 4/18/2023 103178P NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3524832 RIO COMMUNITIES WATER SYSTEM S 24832005 RIO COMMUNITIES WATER SYSTEM GW SP248320051 CHLORINATION STATION EP 4/18/2023 103178P NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3524832 RIO COMMUNITIES WATER SYSTEM S 24832005 RIO COMMUNITIES WATER SYSTEM GW SP248320051 CHLORINATION STATION EP 4/18/2023 103178P PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3524832 RIO COMMUNITIES WATER SYSTEM S 24832005 RIO COMMUNITIES WATER SYSTEM GW SP248320051 CHLORINATION STATION EP 4/18/2023 103178P PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3524832 RIO COMMUNITIES WATER SYSTEM S 24832005 RIO COMMUNITIES WATER SYSTEM GW SP248320051 CHLORINATION STATION EP 6/6/2023 104585R 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3524832 RIO COMMUNITIES WATER SYSTEM S 24832005 RIO COMMUNITIES WATER SYSTEM GW SP248320051 CHLORINATION STATION EP 6/6/2023 104585R 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3524832 RIO COMMUNITIES WATER SYSTEM S 24832005 RIO COMMUNITIES WATER SYSTEM GW SP248320051 CHLORINATION STATION EP 6/6/2023 104585R 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3524832 RIO COMMUNITIES WATER SYSTEM S 24832005 RIO COMMUNITIES WATER SYSTEM GW SP248320051 CHLORINATION STATION EP 6/6/2023 104585R 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3524832 RIO COMMUNITIES WATER SYSTEM S 24832005 RIO COMMUNITIES WATER SYSTEM GW SP248320051 CHLORINATION STATION EP 6/6/2023 104585R 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3524832 RIO COMMUNITIES WATER SYSTEM S 24832005 RIO COMMUNITIES WATER SYSTEM GW SP248320051 CHLORINATION STATION EP 6/6/2023 104585R ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3524832 RIO COMMUNITIES WATER SYSTEM S 24832005 RIO COMMUNITIES WATER SYSTEM GW SP248320051 CHLORINATION STATION EP 6/6/2023 104585R HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3524832 RIO COMMUNITIES WATER SYSTEM S 24832005 RIO COMMUNITIES WATER SYSTEM GW SP248320051 CHLORINATION STATION EP 6/6/2023 104585R NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3524832 RIO COMMUNITIES WATER SYSTEM S 24832005 RIO COMMUNITIES WATER SYSTEM GW SP248320051 CHLORINATION STATION EP 6/6/2023 104585R PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3524832 RIO COMMUNITIES WATER SYSTEM S 24832005 RIO COMMUNITIES WATER SYSTEM GW SP248320051 CHLORINATION STATION EP 6/6/2023 104585R PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3524832 RIO COMMUNITIES WATER SYSTEM S 24832005 RIO COMMUNITIES WATER SYSTEM GW SP248320051 CHLORINATION STATION EP 6/6/2023 104585R PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3524832 RIO COMMUNITIES WATER SYSTEM S 24832005 RIO COMMUNITIES WATER SYSTEM GW SP248320051 CHLORINATION STATION EP 6/6/2023 104585R PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3524832 RIO COMMUNITIES WATER SYSTEM S 24832005 RIO COMMUNITIES WATER SYSTEM GW SP248320051 CHLORINATION STATION EP 6/6/2023 104585R PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3524832 RIO COMMUNITIES WATER SYSTEM S 24832005 RIO COMMUNITIES WATER SYSTEM GW SP248320051 CHLORINATION STATION EP 6/6/2023 104585R PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3524832 RIO COMMUNITIES WATER SYSTEM S 24832005 RIO COMMUNITIES WATER SYSTEM GW SP248320051 CHLORINATION STATION EP 6/6/2023 104585R PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3524832 RIO COMMUNITIES WATER SYSTEM S 24832005 RIO COMMUNITIES WATER SYSTEM GW SP248320051 CHLORINATION STATION EP 6/6/2023 104585R PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3524832 RIO COMMUNITIES WATER SYSTEM S 24832005 RIO COMMUNITIES WATER SYSTEM GW SP248320051 CHLORINATION STATION EP 6/6/2023 104585R PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3524832 RIO COMMUNITIES WATER SYSTEM S 24832005 RIO COMMUNITIES WATER SYSTEM GW SP248320051 CHLORINATION STATION EP 6/6/2023 104585R PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3524832 RIO COMMUNITIES WATER SYSTEM S 24832005 RIO COMMUNITIES WATER SYSTEM GW SP248320051 CHLORINATION STATION EP 6/6/2023 104585R PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3524832 RIO COMMUNITIES WATER SYSTEM S 24832005 RIO COMMUNITIES WATER SYSTEM GW SP248320051 CHLORINATION STATION EP 6/6/2023 104585R PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3524832 RIO COMMUNITIES WATER SYSTEM S 24832005 RIO COMMUNITIES WATER SYSTEM GW SP248320051 CHLORINATION STATION EP 6/6/2023 104585R PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3524832 RIO COMMUNITIES WATER SYSTEM S 24832005 RIO COMMUNITIES WATER SYSTEM GW SP248320051 CHLORINATION STATION EP 6/6/2023 104585R PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3524832 RIO COMMUNITIES WATER SYSTEM S 24832005 RIO COMMUNITIES WATER SYSTEM GW SP248320051 CHLORINATION STATION EP 6/6/2023 104585R PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3524832 RIO COMMUNITIES WATER SYSTEM S 24832005 RIO COMMUNITIES WATER SYSTEM GW SP248320051 CHLORINATION STATION EP 6/6/2023 104585R PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3524832 RIO COMMUNITIES WATER SYSTEM S 24832005 RIO COMMUNITIES WATER SYSTEM GW SP248320051 CHLORINATION STATION EP 6/6/2023 104585R PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3524832 RIO COMMUNITIES WATER SYSTEM S 24832005 RIO COMMUNITIES WATER SYSTEM GW SP248320051 CHLORINATION STATION EP 10/30/2023 108954P lithium 9 µg/L EPA 200.7 = 35.4 SE2 AM 6 NM
NM3524832 RIO COMMUNITIES WATER SYSTEM S 24832005 RIO COMMUNITIES WATER SYSTEM GW SP248320051 CHLORINATION STATION EP 10/30/2023 108954P 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3524832 RIO COMMUNITIES WATER SYSTEM S 24832005 RIO COMMUNITIES WATER SYSTEM GW SP248320051 CHLORINATION STATION EP 10/30/2023 108954P 4:2 FTS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3524832 RIO COMMUNITIES WATER SYSTEM S 24832005 RIO COMMUNITIES WATER SYSTEM GW SP248320051 CHLORINATION STATION EP 10/30/2023 108954P 6:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3524832 RIO COMMUNITIES WATER SYSTEM S 24832005 RIO COMMUNITIES WATER SYSTEM GW SP248320051 CHLORINATION STATION EP 10/30/2023 108954P 8:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3524832 RIO COMMUNITIES WATER SYSTEM S 24832005 RIO COMMUNITIES WATER SYSTEM GW SP248320051 CHLORINATION STATION EP 10/30/2023 108954P 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3524832 RIO COMMUNITIES WATER SYSTEM S 24832005 RIO COMMUNITIES WATER SYSTEM GW SP248320051 CHLORINATION STATION EP 10/30/2023 108954P ADONA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3524832 RIO COMMUNITIES WATER SYSTEM S 24832005 RIO COMMUNITIES WATER SYSTEM GW SP248320051 CHLORINATION STATION EP 10/30/2023 108954P HFPO-DA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3524832 RIO COMMUNITIES WATER SYSTEM S 24832005 RIO COMMUNITIES WATER SYSTEM GW SP248320051 CHLORINATION STATION EP 10/30/2023 108954P NFDHA 0.02 µg/L EPA 533 < SE2 AM 6 NM
NM3524832 RIO COMMUNITIES WATER SYSTEM S 24832005 RIO COMMUNITIES WATER SYSTEM GW SP248320051 CHLORINATION STATION EP 10/30/2023 108954P PFBA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3524832 RIO COMMUNITIES WATER SYSTEM S 24832005 RIO COMMUNITIES WATER SYSTEM GW SP248320051 CHLORINATION STATION EP 10/30/2023 108954P PFBS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3524832 RIO COMMUNITIES WATER SYSTEM S 24832005 RIO COMMUNITIES WATER SYSTEM GW SP248320051 CHLORINATION STATION EP 10/30/2023 108954P PFDA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3524832 RIO COMMUNITIES WATER SYSTEM S 24832005 RIO COMMUNITIES WATER SYSTEM GW SP248320051 CHLORINATION STATION EP 10/30/2023 108954P PFDoA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3524832 RIO COMMUNITIES WATER SYSTEM S 24832005 RIO COMMUNITIES WATER SYSTEM GW SP248320051 CHLORINATION STATION EP 10/30/2023 108954P PFEESA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3524832 RIO COMMUNITIES WATER SYSTEM S 24832005 RIO COMMUNITIES WATER SYSTEM GW SP248320051 CHLORINATION STATION EP 10/30/2023 108954P PFHpA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3524832 RIO COMMUNITIES WATER SYSTEM S 24832005 RIO COMMUNITIES WATER SYSTEM GW SP248320051 CHLORINATION STATION EP 10/30/2023 108954P PFHpS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3524832 RIO COMMUNITIES WATER SYSTEM S 24832005 RIO COMMUNITIES WATER SYSTEM GW SP248320051 CHLORINATION STATION EP 10/30/2023 108954P PFHxA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3524832 RIO COMMUNITIES WATER SYSTEM S 24832005 RIO COMMUNITIES WATER SYSTEM GW SP248320051 CHLORINATION STATION EP 10/30/2023 108954P PFHxS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3524832 RIO COMMUNITIES WATER SYSTEM S 24832005 RIO COMMUNITIES WATER SYSTEM GW SP248320051 CHLORINATION STATION EP 10/30/2023 108954P PFMBA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3524832 RIO COMMUNITIES WATER SYSTEM S 24832005 RIO COMMUNITIES WATER SYSTEM GW SP248320051 CHLORINATION STATION EP 10/30/2023 108954P PFMPA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3524832 RIO COMMUNITIES WATER SYSTEM S 24832005 RIO COMMUNITIES WATER SYSTEM GW SP248320051 CHLORINATION STATION EP 10/30/2023 108954P PFNA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3524832 RIO COMMUNITIES WATER SYSTEM S 24832005 RIO COMMUNITIES WATER SYSTEM GW SP248320051 CHLORINATION STATION EP 10/30/2023 108954P PFOA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3524832 RIO COMMUNITIES WATER SYSTEM S 24832005 RIO COMMUNITIES WATER SYSTEM GW SP248320051 CHLORINATION STATION EP 10/30/2023 108954P PFOS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3524832 RIO COMMUNITIES WATER SYSTEM S 24832005 RIO COMMUNITIES WATER SYSTEM GW SP248320051 CHLORINATION STATION EP 10/30/2023 108954P PFPeA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3524832 RIO COMMUNITIES WATER SYSTEM S 24832005 RIO COMMUNITIES WATER SYSTEM GW SP248320051 CHLORINATION STATION EP 10/30/2023 108954P PFPeS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3524832 RIO COMMUNITIES WATER SYSTEM S 24832005 RIO COMMUNITIES WATER SYSTEM GW SP248320051 CHLORINATION STATION EP 10/30/2023 108954P PFUnA 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3524832 RIO COMMUNITIES WATER SYSTEM S 24832005 RIO COMMUNITIES WATER SYSTEM GW SP248320051 CHLORINATION STATION EP 10/30/2023 108954P NEtFOSAA 0.005 µg/L EPA 537.1 < SE2 AM 6 NM
NM3524832 RIO COMMUNITIES WATER SYSTEM S 24832005 RIO COMMUNITIES WATER SYSTEM GW SP248320051 CHLORINATION STATION EP 10/30/2023 108954P NMeFOSAA 0.006 µg/L EPA 537.1 < SE2 AM 6 NM
NM3524832 RIO COMMUNITIES WATER SYSTEM S 24832005 RIO COMMUNITIES WATER SYSTEM GW SP248320051 CHLORINATION STATION EP 10/30/2023 108954P PFTA 0.008 µg/L EPA 537.1 < SE2 AM 6 NM
NM3524832 RIO COMMUNITIES WATER SYSTEM S 24832005 RIO COMMUNITIES WATER SYSTEM GW SP248320051 CHLORINATION STATION EP 10/30/2023 108954P PFTrDA 0.007 µg/L EPA 537.1 < SE2 AM 6 NM
NM3562222 ROOSEVELT COUNTY WUA S 62222001 Connection GW SP3562222001 Sample tap @ POE A EP 3/28/2023 102327P lithium 9 µg/L EPA 200.7 = 69 SE1 AM 6 NM
NM3562222 ROOSEVELT COUNTY WUA S 62222001 Connection GW SP3562222001 Sample tap @ POE A EP 3/28/2023 102327P 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3562222 ROOSEVELT COUNTY WUA S 62222001 Connection GW SP3562222001 Sample tap @ POE A EP 3/28/2023 102327P 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3562222 ROOSEVELT COUNTY WUA S 62222001 Connection GW SP3562222001 Sample tap @ POE A EP 3/28/2023 102327P 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3562222 ROOSEVELT COUNTY WUA S 62222001 Connection GW SP3562222001 Sample tap @ POE A EP 3/28/2023 102327P 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3562222 ROOSEVELT COUNTY WUA S 62222001 Connection GW SP3562222001 Sample tap @ POE A EP 3/28/2023 102327P 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3562222 ROOSEVELT COUNTY WUA S 62222001 Connection GW SP3562222001 Sample tap @ POE A EP 3/28/2023 102327P ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3562222 ROOSEVELT COUNTY WUA S 62222001 Connection GW SP3562222001 Sample tap @ POE A EP 3/28/2023 102327P HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3562222 ROOSEVELT COUNTY WUA S 62222001 Connection GW SP3562222001 Sample tap @ POE A EP 3/28/2023 102327P NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3562222 ROOSEVELT COUNTY WUA S 62222001 Connection GW SP3562222001 Sample tap @ POE A EP 3/28/2023 102327P PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3562222 ROOSEVELT COUNTY WUA S 62222001 Connection GW SP3562222001 Sample tap @ POE A EP 3/28/2023 102327P PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3562222 ROOSEVELT COUNTY WUA S 62222001 Connection GW SP3562222001 Sample tap @ POE A EP 3/28/2023 102327P PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3562222 ROOSEVELT COUNTY WUA S 62222001 Connection GW SP3562222001 Sample tap @ POE A EP 3/28/2023 102327P PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3562222 ROOSEVELT COUNTY WUA S 62222001 Connection GW SP3562222001 Sample tap @ POE A EP 3/28/2023 102327P PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3562222 ROOSEVELT COUNTY WUA S 62222001 Connection GW SP3562222001 Sample tap @ POE A EP 3/28/2023 102327P PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3562222 ROOSEVELT COUNTY WUA S 62222001 Connection GW SP3562222001 Sample tap @ POE A EP 3/28/2023 102327P PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3562222 ROOSEVELT COUNTY WUA S 62222001 Connection GW SP3562222001 Sample tap @ POE A EP 3/28/2023 102327P PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3562222 ROOSEVELT COUNTY WUA S 62222001 Connection GW SP3562222001 Sample tap @ POE A EP 3/28/2023 102327P PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3562222 ROOSEVELT COUNTY WUA S 62222001 Connection GW SP3562222001 Sample tap @ POE A EP 3/28/2023 102327P PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3562222 ROOSEVELT COUNTY WUA S 62222001 Connection GW SP3562222001 Sample tap @ POE A EP 3/28/2023 102327P PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3562222 ROOSEVELT COUNTY WUA S 62222001 Connection GW SP3562222001 Sample tap @ POE A EP 3/28/2023 102327P PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3562222 ROOSEVELT COUNTY WUA S 62222001 Connection GW SP3562222001 Sample tap @ POE A EP 3/28/2023 102327P PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3562222 ROOSEVELT COUNTY WUA S 62222001 Connection GW SP3562222001 Sample tap @ POE A EP 3/28/2023 102327P PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3562222 ROOSEVELT COUNTY WUA S 62222001 Connection GW SP3562222001 Sample tap @ POE A EP 3/28/2023 102327P PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3562222 ROOSEVELT COUNTY WUA S 62222001 Connection GW SP3562222001 Sample tap @ POE A EP 3/28/2023 102327P PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3562222 ROOSEVELT COUNTY WUA S 62222001 Connection GW SP3562222001 Sample tap @ POE A EP 3/28/2023 102327P PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3562222 ROOSEVELT COUNTY WUA S 62222001 Connection GW SP3562222001 Sample tap @ POE A EP 3/28/2023 102327P NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3562222 ROOSEVELT COUNTY WUA S 62222001 Connection GW SP3562222001 Sample tap @ POE A EP 3/28/2023 102327P NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3562222 ROOSEVELT COUNTY WUA S 62222001 Connection GW SP3562222001 Sample tap @ POE A EP 3/28/2023 102327P PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3562222 ROOSEVELT COUNTY WUA S 62222001 Connection GW SP3562222001 Sample tap @ POE A EP 3/28/2023 102327P PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3562222 ROOSEVELT COUNTY WUA S 62222001 Connection GW SP3562222001 Sample tap @ POE A EP 9/13/2023 107975P lithium 9 µg/L EPA 200.7 = 73.9 SE2 AM 6 NM
NM3562222 ROOSEVELT COUNTY WUA S 62222001 Connection GW SP3562222001 Sample tap @ POE A EP 9/13/2023 107975P 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3562222 ROOSEVELT COUNTY WUA S 62222001 Connection GW SP3562222001 Sample tap @ POE A EP 9/13/2023 107975P 4:2 FTS 0.003 µg/L EPA 533 < SE2 AM 6 NM
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NM3562222 ROOSEVELT COUNTY WUA S 62222001 Connection GW SP3562222001 Sample tap @ POE A EP 9/13/2023 107975P 6:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3562222 ROOSEVELT COUNTY WUA S 62222001 Connection GW SP3562222001 Sample tap @ POE A EP 9/13/2023 107975P 8:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3562222 ROOSEVELT COUNTY WUA S 62222001 Connection GW SP3562222001 Sample tap @ POE A EP 9/13/2023 107975P 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3562222 ROOSEVELT COUNTY WUA S 62222001 Connection GW SP3562222001 Sample tap @ POE A EP 9/13/2023 107975P ADONA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3562222 ROOSEVELT COUNTY WUA S 62222001 Connection GW SP3562222001 Sample tap @ POE A EP 9/13/2023 107975P HFPO-DA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3562222 ROOSEVELT COUNTY WUA S 62222001 Connection GW SP3562222001 Sample tap @ POE A EP 9/13/2023 107975P NFDHA 0.02 µg/L EPA 533 < SE2 AM 6 NM
NM3562222 ROOSEVELT COUNTY WUA S 62222001 Connection GW SP3562222001 Sample tap @ POE A EP 9/13/2023 107975P PFBA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3562222 ROOSEVELT COUNTY WUA S 62222001 Connection GW SP3562222001 Sample tap @ POE A EP 9/13/2023 107975P PFBS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3562222 ROOSEVELT COUNTY WUA S 62222001 Connection GW SP3562222001 Sample tap @ POE A EP 9/13/2023 107975P PFDA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3562222 ROOSEVELT COUNTY WUA S 62222001 Connection GW SP3562222001 Sample tap @ POE A EP 9/13/2023 107975P PFDoA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3562222 ROOSEVELT COUNTY WUA S 62222001 Connection GW SP3562222001 Sample tap @ POE A EP 9/13/2023 107975P PFEESA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3562222 ROOSEVELT COUNTY WUA S 62222001 Connection GW SP3562222001 Sample tap @ POE A EP 9/13/2023 107975P PFHpA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3562222 ROOSEVELT COUNTY WUA S 62222001 Connection GW SP3562222001 Sample tap @ POE A EP 9/13/2023 107975P PFHpS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3562222 ROOSEVELT COUNTY WUA S 62222001 Connection GW SP3562222001 Sample tap @ POE A EP 9/13/2023 107975P PFHxA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3562222 ROOSEVELT COUNTY WUA S 62222001 Connection GW SP3562222001 Sample tap @ POE A EP 9/13/2023 107975P PFHxS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3562222 ROOSEVELT COUNTY WUA S 62222001 Connection GW SP3562222001 Sample tap @ POE A EP 9/13/2023 107975P PFMBA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3562222 ROOSEVELT COUNTY WUA S 62222001 Connection GW SP3562222001 Sample tap @ POE A EP 9/13/2023 107975P PFMPA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3562222 ROOSEVELT COUNTY WUA S 62222001 Connection GW SP3562222001 Sample tap @ POE A EP 9/13/2023 107975P PFNA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3562222 ROOSEVELT COUNTY WUA S 62222001 Connection GW SP3562222001 Sample tap @ POE A EP 9/13/2023 107975P PFOA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3562222 ROOSEVELT COUNTY WUA S 62222001 Connection GW SP3562222001 Sample tap @ POE A EP 9/13/2023 107975P PFOS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3562222 ROOSEVELT COUNTY WUA S 62222001 Connection GW SP3562222001 Sample tap @ POE A EP 9/13/2023 107975P PFPeA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3562222 ROOSEVELT COUNTY WUA S 62222001 Connection GW SP3562222001 Sample tap @ POE A EP 9/13/2023 107975P PFPeS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3562222 ROOSEVELT COUNTY WUA S 62222001 Connection GW SP3562222001 Sample tap @ POE A EP 9/13/2023 107975P PFUnA 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3562222 ROOSEVELT COUNTY WUA S 62222001 Connection GW SP3562222001 Sample tap @ POE A EP 9/13/2023 107975P NEtFOSAA 0.005 µg/L EPA 537.1 < SE2 AM 6 NM
NM3562222 ROOSEVELT COUNTY WUA S 62222001 Connection GW SP3562222001 Sample tap @ POE A EP 9/13/2023 107975P NMeFOSAA 0.006 µg/L EPA 537.1 < SE2 AM 6 NM
NM3562222 ROOSEVELT COUNTY WUA S 62222001 Connection GW SP3562222001 Sample tap @ POE A EP 9/13/2023 107975P PFTA 0.008 µg/L EPA 537.1 < SE2 AM 6 NM
NM3562222 ROOSEVELT COUNTY WUA S 62222001 Connection GW SP3562222001 Sample tap @ POE A EP 9/13/2023 107975P PFTrDA 0.007 µg/L EPA 537.1 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94027 Central Reservoir GW SP202030271 Entry Point #1 EP 7/24/2023 2023033142 lithium 9 µg/L EPA 200.7 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94027 Central Reservoir GW SP202030271 Entry Point #1 EP 7/24/2023 2023033024 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94027 Central Reservoir GW SP202030271 Entry Point #1 EP 7/24/2023 2023033024 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94027 Central Reservoir GW SP202030271 Entry Point #1 EP 7/24/2023 2023033024 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94027 Central Reservoir GW SP202030271 Entry Point #1 EP 7/24/2023 2023033024 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94027 Central Reservoir GW SP202030271 Entry Point #1 EP 7/24/2023 2023033024 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94027 Central Reservoir GW SP202030271 Entry Point #1 EP 7/24/2023 2023033024 ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94027 Central Reservoir GW SP202030271 Entry Point #1 EP 7/24/2023 2023033024 HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94027 Central Reservoir GW SP202030271 Entry Point #1 EP 7/24/2023 2023033024 NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94027 Central Reservoir GW SP202030271 Entry Point #1 EP 7/24/2023 2023033024 PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94027 Central Reservoir GW SP202030271 Entry Point #1 EP 7/24/2023 2023033024 PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94027 Central Reservoir GW SP202030271 Entry Point #1 EP 7/24/2023 2023033024 PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94027 Central Reservoir GW SP202030271 Entry Point #1 EP 7/24/2023 2023033024 PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94027 Central Reservoir GW SP202030271 Entry Point #1 EP 7/24/2023 2023033024 PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94027 Central Reservoir GW SP202030271 Entry Point #1 EP 7/24/2023 2023033024 PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94027 Central Reservoir GW SP202030271 Entry Point #1 EP 7/24/2023 2023033024 PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94027 Central Reservoir GW SP202030271 Entry Point #1 EP 7/24/2023 2023033024 PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94027 Central Reservoir GW SP202030271 Entry Point #1 EP 7/24/2023 2023033024 PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94027 Central Reservoir GW SP202030271 Entry Point #1 EP 7/24/2023 2023033024 PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94027 Central Reservoir GW SP202030271 Entry Point #1 EP 7/24/2023 2023033024 PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94027 Central Reservoir GW SP202030271 Entry Point #1 EP 7/24/2023 2023033024 PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94027 Central Reservoir GW SP202030271 Entry Point #1 EP 7/24/2023 2023033024 PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94027 Central Reservoir GW SP202030271 Entry Point #1 EP 7/24/2023 2023033024 PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94027 Central Reservoir GW SP202030271 Entry Point #1 EP 7/24/2023 2023033024 PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94027 Central Reservoir GW SP202030271 Entry Point #1 EP 7/24/2023 2023033024 PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94027 Central Reservoir GW SP202030271 Entry Point #1 EP 7/24/2023 2023033024 PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94027 Central Reservoir GW SP202030271 Entry Point #1 EP 7/24/2023 2023033044 NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94027 Central Reservoir GW SP202030271 Entry Point #1 EP 7/24/2023 2023033044 NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94027 Central Reservoir GW SP202030271 Entry Point #1 EP 7/24/2023 2023033044 PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94027 Central Reservoir GW SP202030271 Entry Point #1 EP 7/24/2023 2023033044 PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94027 Central Reservoir GW SP202030271 Entry Point #1 EP 1/9/2024 2024000982 lithium 9 µg/L EPA 200.7 = 13.9 SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94027 Central Reservoir GW SP202030271 Entry Point #1 EP 1/9/2024 2024001035 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94027 Central Reservoir GW SP202030271 Entry Point #1 EP 1/9/2024 2024001035 4:2 FTS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94027 Central Reservoir GW SP202030271 Entry Point #1 EP 1/9/2024 2024001035 6:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94027 Central Reservoir GW SP202030271 Entry Point #1 EP 1/9/2024 2024001035 8:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94027 Central Reservoir GW SP202030271 Entry Point #1 EP 1/9/2024 2024001035 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94027 Central Reservoir GW SP202030271 Entry Point #1 EP 1/9/2024 2024001035 ADONA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94027 Central Reservoir GW SP202030271 Entry Point #1 EP 1/9/2024 2024001035 HFPO-DA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94027 Central Reservoir GW SP202030271 Entry Point #1 EP 1/9/2024 2024001035 NFDHA 0.02 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94027 Central Reservoir GW SP202030271 Entry Point #1 EP 1/9/2024 2024001035 PFBA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94027 Central Reservoir GW SP202030271 Entry Point #1 EP 1/9/2024 2024001035 PFBS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94027 Central Reservoir GW SP202030271 Entry Point #1 EP 1/9/2024 2024001035 PFDA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94027 Central Reservoir GW SP202030271 Entry Point #1 EP 1/9/2024 2024001035 PFDoA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94027 Central Reservoir GW SP202030271 Entry Point #1 EP 1/9/2024 2024001035 PFEESA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94027 Central Reservoir GW SP202030271 Entry Point #1 EP 1/9/2024 2024001035 PFHpA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94027 Central Reservoir GW SP202030271 Entry Point #1 EP 1/9/2024 2024001035 PFHpS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94027 Central Reservoir GW SP202030271 Entry Point #1 EP 1/9/2024 2024001035 PFHxA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94027 Central Reservoir GW SP202030271 Entry Point #1 EP 1/9/2024 2024001035 PFHxS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94027 Central Reservoir GW SP202030271 Entry Point #1 EP 1/9/2024 2024001035 PFMBA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94027 Central Reservoir GW SP202030271 Entry Point #1 EP 1/9/2024 2024001035 PFMPA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94027 Central Reservoir GW SP202030271 Entry Point #1 EP 1/9/2024 2024001035 PFNA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94027 Central Reservoir GW SP202030271 Entry Point #1 EP 1/9/2024 2024001035 PFOA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94027 Central Reservoir GW SP202030271 Entry Point #1 EP 1/9/2024 2024001035 PFOS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94027 Central Reservoir GW SP202030271 Entry Point #1 EP 1/9/2024 2024001035 PFPeA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94027 Central Reservoir GW SP202030271 Entry Point #1 EP 1/9/2024 2024001035 PFPeS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94027 Central Reservoir GW SP202030271 Entry Point #1 EP 1/9/2024 2024001035 PFUnA 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94027 Central Reservoir GW SP202030271 Entry Point #1 EP 1/9/2024 2024001012 NEtFOSAA 0.005 µg/L EPA 537.1 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94027 Central Reservoir GW SP202030271 Entry Point #1 EP 1/9/2024 2024001012 NMeFOSAA 0.006 µg/L EPA 537.1 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94027 Central Reservoir GW SP202030271 Entry Point #1 EP 1/9/2024 2024001012 PFTA 0.008 µg/L EPA 537.1 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94027 Central Reservoir GW SP202030271 Entry Point #1 EP 1/9/2024 2024001012 PFTrDA 0.007 µg/L EPA 537.1 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94041 City Well #10 GW SP202030411 Entry Point #2 EP 7/25/2023 2023033143 lithium 9 µg/L EPA 200.7 = 12.2 SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94041 City Well #10 GW SP202030411 Entry Point #2 EP 7/25/2023 2023033193 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94041 City Well #10 GW SP202030411 Entry Point #2 EP 7/25/2023 2023033193 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94041 City Well #10 GW SP202030411 Entry Point #2 EP 7/25/2023 2023033193 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94041 City Well #10 GW SP202030411 Entry Point #2 EP 7/25/2023 2023033193 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94041 City Well #10 GW SP202030411 Entry Point #2 EP 7/25/2023 2023033193 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94041 City Well #10 GW SP202030411 Entry Point #2 EP 7/25/2023 2023033193 ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94041 City Well #10 GW SP202030411 Entry Point #2 EP 7/25/2023 2023033193 HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94041 City Well #10 GW SP202030411 Entry Point #2 EP 7/25/2023 2023033193 NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94041 City Well #10 GW SP202030411 Entry Point #2 EP 7/25/2023 2023033193 PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94041 City Well #10 GW SP202030411 Entry Point #2 EP 7/25/2023 2023033193 PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94041 City Well #10 GW SP202030411 Entry Point #2 EP 7/25/2023 2023033193 PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94041 City Well #10 GW SP202030411 Entry Point #2 EP 7/25/2023 2023033193 PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94041 City Well #10 GW SP202030411 Entry Point #2 EP 7/25/2023 2023033193 PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94041 City Well #10 GW SP202030411 Entry Point #2 EP 7/25/2023 2023033193 PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94041 City Well #10 GW SP202030411 Entry Point #2 EP 7/25/2023 2023033193 PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94041 City Well #10 GW SP202030411 Entry Point #2 EP 7/25/2023 2023033193 PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94041 City Well #10 GW SP202030411 Entry Point #2 EP 7/25/2023 2023033193 PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94041 City Well #10 GW SP202030411 Entry Point #2 EP 7/25/2023 2023033193 PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94041 City Well #10 GW SP202030411 Entry Point #2 EP 7/25/2023 2023033193 PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94041 City Well #10 GW SP202030411 Entry Point #2 EP 7/25/2023 2023033193 PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94041 City Well #10 GW SP202030411 Entry Point #2 EP 7/25/2023 2023033193 PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94041 City Well #10 GW SP202030411 Entry Point #2 EP 7/25/2023 2023033193 PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94041 City Well #10 GW SP202030411 Entry Point #2 EP 7/25/2023 2023033193 PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
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NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94041 City Well #10 GW SP202030411 Entry Point #2 EP 7/25/2023 2023033193 PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94041 City Well #10 GW SP202030411 Entry Point #2 EP 7/25/2023 2023033193 PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94041 City Well #10 GW SP202030411 Entry Point #2 EP 7/25/2023 2023033205 NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94041 City Well #10 GW SP202030411 Entry Point #2 EP 7/25/2023 2023033205 NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94041 City Well #10 GW SP202030411 Entry Point #2 EP 7/25/2023 2023033205 PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94041 City Well #10 GW SP202030411 Entry Point #2 EP 7/25/2023 2023033205 PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94041 City Well #10 GW SP202030411 Entry Point #2 EP 1/9/2024 2024000983 lithium 9 µg/L EPA 200.7 = 13.2 SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94041 City Well #10 GW SP202030411 Entry Point #2 EP 1/9/2024 2024001073 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94041 City Well #10 GW SP202030411 Entry Point #2 EP 1/9/2024 2024001073 4:2 FTS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94041 City Well #10 GW SP202030411 Entry Point #2 EP 1/9/2024 2024001073 6:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94041 City Well #10 GW SP202030411 Entry Point #2 EP 1/9/2024 2024001073 8:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94041 City Well #10 GW SP202030411 Entry Point #2 EP 1/9/2024 2024001073 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94041 City Well #10 GW SP202030411 Entry Point #2 EP 1/9/2024 2024001073 ADONA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94041 City Well #10 GW SP202030411 Entry Point #2 EP 1/9/2024 2024001073 HFPO-DA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94041 City Well #10 GW SP202030411 Entry Point #2 EP 1/9/2024 2024001073 NFDHA 0.02 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94041 City Well #10 GW SP202030411 Entry Point #2 EP 1/9/2024 2024001073 PFBA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94041 City Well #10 GW SP202030411 Entry Point #2 EP 1/9/2024 2024001073 PFBS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94041 City Well #10 GW SP202030411 Entry Point #2 EP 1/9/2024 2024001073 PFDA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94041 City Well #10 GW SP202030411 Entry Point #2 EP 1/9/2024 2024001073 PFDoA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94041 City Well #10 GW SP202030411 Entry Point #2 EP 1/9/2024 2024001073 PFEESA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94041 City Well #10 GW SP202030411 Entry Point #2 EP 1/9/2024 2024001073 PFHpA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94041 City Well #10 GW SP202030411 Entry Point #2 EP 1/9/2024 2024001073 PFHpS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94041 City Well #10 GW SP202030411 Entry Point #2 EP 1/9/2024 2024001073 PFHxA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94041 City Well #10 GW SP202030411 Entry Point #2 EP 1/9/2024 2024001073 PFHxS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94041 City Well #10 GW SP202030411 Entry Point #2 EP 1/9/2024 2024001073 PFMBA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94041 City Well #10 GW SP202030411 Entry Point #2 EP 1/9/2024 2024001073 PFMPA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94041 City Well #10 GW SP202030411 Entry Point #2 EP 1/9/2024 2024001073 PFNA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94041 City Well #10 GW SP202030411 Entry Point #2 EP 1/9/2024 2024001073 PFOA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94041 City Well #10 GW SP202030411 Entry Point #2 EP 1/9/2024 2024001073 PFOS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94041 City Well #10 GW SP202030411 Entry Point #2 EP 1/9/2024 2024001073 PFPeA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94041 City Well #10 GW SP202030411 Entry Point #2 EP 1/9/2024 2024001073 PFPeS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94041 City Well #10 GW SP202030411 Entry Point #2 EP 1/9/2024 2024001073 PFUnA 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94041 City Well #10 GW SP202030411 Entry Point #2 EP 1/9/2024 2024001052 NEtFOSAA 0.005 µg/L EPA 537.1 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94041 City Well #10 GW SP202030411 Entry Point #2 EP 1/9/2024 2024001052 NMeFOSAA 0.006 µg/L EPA 537.1 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94041 City Well #10 GW SP202030411 Entry Point #2 EP 1/9/2024 2024001052 PFTA 0.008 µg/L EPA 537.1 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94041 City Well #10 GW SP202030411 Entry Point #2 EP 1/9/2024 2024001052 PFTrDA 0.007 µg/L EPA 537.1 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94042 City Well #11 GW SP202030421 Entry Point #3 EP 7/25/2023 2023033144 lithium 9 µg/L EPA 200.7 = 12.3 SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94042 City Well #11 GW SP202030421 Entry Point #3 EP 7/25/2023 2023033187 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94042 City Well #11 GW SP202030421 Entry Point #3 EP 7/25/2023 2023033187 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94042 City Well #11 GW SP202030421 Entry Point #3 EP 7/25/2023 2023033187 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94042 City Well #11 GW SP202030421 Entry Point #3 EP 7/25/2023 2023033187 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94042 City Well #11 GW SP202030421 Entry Point #3 EP 7/25/2023 2023033187 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94042 City Well #11 GW SP202030421 Entry Point #3 EP 7/25/2023 2023033187 ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94042 City Well #11 GW SP202030421 Entry Point #3 EP 7/25/2023 2023033187 HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94042 City Well #11 GW SP202030421 Entry Point #3 EP 7/25/2023 2023033187 NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94042 City Well #11 GW SP202030421 Entry Point #3 EP 7/25/2023 2023033187 PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94042 City Well #11 GW SP202030421 Entry Point #3 EP 7/25/2023 2023033187 PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94042 City Well #11 GW SP202030421 Entry Point #3 EP 7/25/2023 2023033187 PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94042 City Well #11 GW SP202030421 Entry Point #3 EP 7/25/2023 2023033187 PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94042 City Well #11 GW SP202030421 Entry Point #3 EP 7/25/2023 2023033187 PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94042 City Well #11 GW SP202030421 Entry Point #3 EP 7/25/2023 2023033187 PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94042 City Well #11 GW SP202030421 Entry Point #3 EP 7/25/2023 2023033187 PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94042 City Well #11 GW SP202030421 Entry Point #3 EP 7/25/2023 2023033187 PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94042 City Well #11 GW SP202030421 Entry Point #3 EP 7/25/2023 2023033187 PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94042 City Well #11 GW SP202030421 Entry Point #3 EP 7/25/2023 2023033187 PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94042 City Well #11 GW SP202030421 Entry Point #3 EP 7/25/2023 2023033187 PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94042 City Well #11 GW SP202030421 Entry Point #3 EP 7/25/2023 2023033187 PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94042 City Well #11 GW SP202030421 Entry Point #3 EP 7/25/2023 2023033187 PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94042 City Well #11 GW SP202030421 Entry Point #3 EP 7/25/2023 2023033187 PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94042 City Well #11 GW SP202030421 Entry Point #3 EP 7/25/2023 2023033187 PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94042 City Well #11 GW SP202030421 Entry Point #3 EP 7/25/2023 2023033187 PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94042 City Well #11 GW SP202030421 Entry Point #3 EP 7/25/2023 2023033187 PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94042 City Well #11 GW SP202030421 Entry Point #3 EP 7/25/2023 2023033199 NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94042 City Well #11 GW SP202030421 Entry Point #3 EP 7/25/2023 2023033199 NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94042 City Well #11 GW SP202030421 Entry Point #3 EP 7/25/2023 2023033199 PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94042 City Well #11 GW SP202030421 Entry Point #3 EP 7/25/2023 2023033199 PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94042 City Well #11 GW SP202030421 Entry Point #3 EP 1/9/2024 2024000984 lithium 9 µg/L EPA 200.7 = 13.1 SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94042 City Well #11 GW SP202030421 Entry Point #3 EP 1/9/2024 2024001066 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94042 City Well #11 GW SP202030421 Entry Point #3 EP 1/9/2024 2024001066 4:2 FTS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94042 City Well #11 GW SP202030421 Entry Point #3 EP 1/9/2024 2024001066 6:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94042 City Well #11 GW SP202030421 Entry Point #3 EP 1/9/2024 2024001066 8:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94042 City Well #11 GW SP202030421 Entry Point #3 EP 1/9/2024 2024001066 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94042 City Well #11 GW SP202030421 Entry Point #3 EP 1/9/2024 2024001066 ADONA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94042 City Well #11 GW SP202030421 Entry Point #3 EP 1/9/2024 2024001066 HFPO-DA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94042 City Well #11 GW SP202030421 Entry Point #3 EP 1/9/2024 2024001066 NFDHA 0.02 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94042 City Well #11 GW SP202030421 Entry Point #3 EP 1/9/2024 2024001066 PFBA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94042 City Well #11 GW SP202030421 Entry Point #3 EP 1/9/2024 2024001066 PFBS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94042 City Well #11 GW SP202030421 Entry Point #3 EP 1/9/2024 2024001066 PFDA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94042 City Well #11 GW SP202030421 Entry Point #3 EP 1/9/2024 2024001066 PFDoA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94042 City Well #11 GW SP202030421 Entry Point #3 EP 1/9/2024 2024001066 PFEESA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94042 City Well #11 GW SP202030421 Entry Point #3 EP 1/9/2024 2024001066 PFHpA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94042 City Well #11 GW SP202030421 Entry Point #3 EP 1/9/2024 2024001066 PFHpS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94042 City Well #11 GW SP202030421 Entry Point #3 EP 1/9/2024 2024001066 PFHxA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94042 City Well #11 GW SP202030421 Entry Point #3 EP 1/9/2024 2024001066 PFHxS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94042 City Well #11 GW SP202030421 Entry Point #3 EP 1/9/2024 2024001066 PFMBA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94042 City Well #11 GW SP202030421 Entry Point #3 EP 1/9/2024 2024001066 PFMPA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94042 City Well #11 GW SP202030421 Entry Point #3 EP 1/9/2024 2024001066 PFNA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94042 City Well #11 GW SP202030421 Entry Point #3 EP 1/9/2024 2024001066 PFOA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94042 City Well #11 GW SP202030421 Entry Point #3 EP 1/9/2024 2024001066 PFOS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94042 City Well #11 GW SP202030421 Entry Point #3 EP 1/9/2024 2024001066 PFPeA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94042 City Well #11 GW SP202030421 Entry Point #3 EP 1/9/2024 2024001066 PFPeS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94042 City Well #11 GW SP202030421 Entry Point #3 EP 1/9/2024 2024001066 PFUnA 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94042 City Well #11 GW SP202030421 Entry Point #3 EP 1/9/2024 2024001055 NEtFOSAA 0.005 µg/L EPA 537.1 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94042 City Well #11 GW SP202030421 Entry Point #3 EP 1/9/2024 2024001055 NMeFOSAA 0.006 µg/L EPA 537.1 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94042 City Well #11 GW SP202030421 Entry Point #3 EP 1/9/2024 2024001055 PFTA 0.008 µg/L EPA 537.1 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94042 City Well #11 GW SP202030421 Entry Point #3 EP 1/9/2024 2024001055 PFTrDA 0.007 µg/L EPA 537.1 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94043 City Well #12 GW SP202030431 Entry Point #4 EP 7/24/2023 2023033145 lithium 9 µg/L EPA 200.7 = 18.5 SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94043 City Well #12 GW SP202030431 Entry Point #4 EP 7/24/2023 2023033027 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94043 City Well #12 GW SP202030431 Entry Point #4 EP 7/24/2023 2023033027 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94043 City Well #12 GW SP202030431 Entry Point #4 EP 7/24/2023 2023033027 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94043 City Well #12 GW SP202030431 Entry Point #4 EP 7/24/2023 2023033027 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94043 City Well #12 GW SP202030431 Entry Point #4 EP 7/24/2023 2023033027 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94043 City Well #12 GW SP202030431 Entry Point #4 EP 7/24/2023 2023033027 ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94043 City Well #12 GW SP202030431 Entry Point #4 EP 7/24/2023 2023033027 HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94043 City Well #12 GW SP202030431 Entry Point #4 EP 7/24/2023 2023033027 NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94043 City Well #12 GW SP202030431 Entry Point #4 EP 7/24/2023 2023033027 PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94043 City Well #12 GW SP202030431 Entry Point #4 EP 7/24/2023 2023033027 PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94043 City Well #12 GW SP202030431 Entry Point #4 EP 7/24/2023 2023033027 PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94043 City Well #12 GW SP202030431 Entry Point #4 EP 7/24/2023 2023033027 PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94043 City Well #12 GW SP202030431 Entry Point #4 EP 7/24/2023 2023033027 PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94043 City Well #12 GW SP202030431 Entry Point #4 EP 7/24/2023 2023033027 PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM



PWSID PWSName Size FacilityID FacilityName FacilityWaterType SamplePointID SamplePointName SamplePointType AssociatedFacilityID AssociatedSamplePointID CollectionDate SampleID Contaminant MRL Units MethodID AnalyticalResultsSign AnalyticalResultValue SampleEventCode MonitoringRequirement Region State
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94043 City Well #12 GW SP202030431 Entry Point #4 EP 7/24/2023 2023033027 PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94043 City Well #12 GW SP202030431 Entry Point #4 EP 7/24/2023 2023033027 PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94043 City Well #12 GW SP202030431 Entry Point #4 EP 7/24/2023 2023033027 PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94043 City Well #12 GW SP202030431 Entry Point #4 EP 7/24/2023 2023033027 PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94043 City Well #12 GW SP202030431 Entry Point #4 EP 7/24/2023 2023033027 PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94043 City Well #12 GW SP202030431 Entry Point #4 EP 7/24/2023 2023033027 PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94043 City Well #12 GW SP202030431 Entry Point #4 EP 7/24/2023 2023033027 PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94043 City Well #12 GW SP202030431 Entry Point #4 EP 7/24/2023 2023033027 PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94043 City Well #12 GW SP202030431 Entry Point #4 EP 7/24/2023 2023033027 PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94043 City Well #12 GW SP202030431 Entry Point #4 EP 7/24/2023 2023033027 PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94043 City Well #12 GW SP202030431 Entry Point #4 EP 7/24/2023 2023033027 PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94043 City Well #12 GW SP202030431 Entry Point #4 EP 7/24/2023 2023033061 NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94043 City Well #12 GW SP202030431 Entry Point #4 EP 7/24/2023 2023033061 NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94043 City Well #12 GW SP202030431 Entry Point #4 EP 7/24/2023 2023033061 PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94043 City Well #12 GW SP202030431 Entry Point #4 EP 7/24/2023 2023033061 PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94043 City Well #12 GW SP202030431 Entry Point #4 EP 1/9/2024 2024000985 lithium 9 µg/L EPA 200.7 = 18.5 SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94043 City Well #12 GW SP202030431 Entry Point #4 EP 1/9/2024 2024001019 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94043 City Well #12 GW SP202030431 Entry Point #4 EP 1/9/2024 2024001019 4:2 FTS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94043 City Well #12 GW SP202030431 Entry Point #4 EP 1/9/2024 2024001019 6:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94043 City Well #12 GW SP202030431 Entry Point #4 EP 1/9/2024 2024001019 8:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94043 City Well #12 GW SP202030431 Entry Point #4 EP 1/9/2024 2024001019 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94043 City Well #12 GW SP202030431 Entry Point #4 EP 1/9/2024 2024001019 ADONA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94043 City Well #12 GW SP202030431 Entry Point #4 EP 1/9/2024 2024001019 HFPO-DA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94043 City Well #12 GW SP202030431 Entry Point #4 EP 1/9/2024 2024001019 NFDHA 0.02 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94043 City Well #12 GW SP202030431 Entry Point #4 EP 1/9/2024 2024001019 PFBA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94043 City Well #12 GW SP202030431 Entry Point #4 EP 1/9/2024 2024001019 PFBS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94043 City Well #12 GW SP202030431 Entry Point #4 EP 1/9/2024 2024001019 PFDA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94043 City Well #12 GW SP202030431 Entry Point #4 EP 1/9/2024 2024001019 PFDoA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94043 City Well #12 GW SP202030431 Entry Point #4 EP 1/9/2024 2024001019 PFEESA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94043 City Well #12 GW SP202030431 Entry Point #4 EP 1/9/2024 2024001019 PFHpA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94043 City Well #12 GW SP202030431 Entry Point #4 EP 1/9/2024 2024001019 PFHpS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94043 City Well #12 GW SP202030431 Entry Point #4 EP 1/9/2024 2024001019 PFHxA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94043 City Well #12 GW SP202030431 Entry Point #4 EP 1/9/2024 2024001019 PFHxS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94043 City Well #12 GW SP202030431 Entry Point #4 EP 1/9/2024 2024001019 PFMBA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94043 City Well #12 GW SP202030431 Entry Point #4 EP 1/9/2024 2024001019 PFMPA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94043 City Well #12 GW SP202030431 Entry Point #4 EP 1/9/2024 2024001019 PFNA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94043 City Well #12 GW SP202030431 Entry Point #4 EP 1/9/2024 2024001019 PFOA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94043 City Well #12 GW SP202030431 Entry Point #4 EP 1/9/2024 2024001019 PFOS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94043 City Well #12 GW SP202030431 Entry Point #4 EP 1/9/2024 2024001019 PFPeA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94043 City Well #12 GW SP202030431 Entry Point #4 EP 1/9/2024 2024001019 PFPeS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94043 City Well #12 GW SP202030431 Entry Point #4 EP 1/9/2024 2024001019 PFUnA 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94043 City Well #12 GW SP202030431 Entry Point #4 EP 1/9/2024 2024001002 NEtFOSAA 0.005 µg/L EPA 537.1 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94043 City Well #12 GW SP202030431 Entry Point #4 EP 1/9/2024 2024001002 NMeFOSAA 0.006 µg/L EPA 537.1 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94043 City Well #12 GW SP202030431 Entry Point #4 EP 1/9/2024 2024001002 PFTA 0.008 µg/L EPA 537.1 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94043 City Well #12 GW SP202030431 Entry Point #4 EP 1/9/2024 2024001002 PFTrDA 0.007 µg/L EPA 537.1 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94044 City Well #13 GW SP202030441 Entry Point #5 EP 7/25/2023 2023033146 lithium 9 µg/L EPA 200.7 = 17.9 SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94044 City Well #13 GW SP202030441 Entry Point #5 EP 7/25/2023 2023033194 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94044 City Well #13 GW SP202030441 Entry Point #5 EP 7/25/2023 2023033194 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94044 City Well #13 GW SP202030441 Entry Point #5 EP 7/25/2023 2023033194 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94044 City Well #13 GW SP202030441 Entry Point #5 EP 7/25/2023 2023033194 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94044 City Well #13 GW SP202030441 Entry Point #5 EP 7/25/2023 2023033194 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94044 City Well #13 GW SP202030441 Entry Point #5 EP 7/25/2023 2023033194 ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94044 City Well #13 GW SP202030441 Entry Point #5 EP 7/25/2023 2023033194 HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94044 City Well #13 GW SP202030441 Entry Point #5 EP 7/25/2023 2023033194 NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94044 City Well #13 GW SP202030441 Entry Point #5 EP 7/25/2023 2023033194 PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94044 City Well #13 GW SP202030441 Entry Point #5 EP 7/25/2023 2023033194 PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94044 City Well #13 GW SP202030441 Entry Point #5 EP 7/25/2023 2023033194 PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94044 City Well #13 GW SP202030441 Entry Point #5 EP 7/25/2023 2023033194 PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94044 City Well #13 GW SP202030441 Entry Point #5 EP 7/25/2023 2023033194 PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94044 City Well #13 GW SP202030441 Entry Point #5 EP 7/25/2023 2023033194 PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94044 City Well #13 GW SP202030441 Entry Point #5 EP 7/25/2023 2023033194 PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94044 City Well #13 GW SP202030441 Entry Point #5 EP 7/25/2023 2023033194 PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94044 City Well #13 GW SP202030441 Entry Point #5 EP 7/25/2023 2023033194 PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94044 City Well #13 GW SP202030441 Entry Point #5 EP 7/25/2023 2023033194 PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94044 City Well #13 GW SP202030441 Entry Point #5 EP 7/25/2023 2023033194 PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94044 City Well #13 GW SP202030441 Entry Point #5 EP 7/25/2023 2023033194 PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94044 City Well #13 GW SP202030441 Entry Point #5 EP 7/25/2023 2023033194 PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94044 City Well #13 GW SP202030441 Entry Point #5 EP 7/25/2023 2023033194 PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94044 City Well #13 GW SP202030441 Entry Point #5 EP 7/25/2023 2023033194 PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94044 City Well #13 GW SP202030441 Entry Point #5 EP 7/25/2023 2023033194 PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94044 City Well #13 GW SP202030441 Entry Point #5 EP 7/25/2023 2023033194 PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94044 City Well #13 GW SP202030441 Entry Point #5 EP 7/25/2023 2023033203 NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94044 City Well #13 GW SP202030441 Entry Point #5 EP 7/25/2023 2023033203 NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94044 City Well #13 GW SP202030441 Entry Point #5 EP 7/25/2023 2023033203 PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94044 City Well #13 GW SP202030441 Entry Point #5 EP 7/25/2023 2023033203 PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94044 City Well #13 GW SP202030441 Entry Point #5 EP 1/9/2024 2024000986 lithium 9 µg/L EPA 200.7 = 17.9 SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94044 City Well #13 GW SP202030441 Entry Point #5 EP 1/9/2024 2024001069 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94044 City Well #13 GW SP202030441 Entry Point #5 EP 1/9/2024 2024001069 4:2 FTS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94044 City Well #13 GW SP202030441 Entry Point #5 EP 1/9/2024 2024001069 6:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94044 City Well #13 GW SP202030441 Entry Point #5 EP 1/9/2024 2024001069 8:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94044 City Well #13 GW SP202030441 Entry Point #5 EP 1/9/2024 2024001069 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94044 City Well #13 GW SP202030441 Entry Point #5 EP 1/9/2024 2024001069 ADONA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94044 City Well #13 GW SP202030441 Entry Point #5 EP 1/9/2024 2024001069 HFPO-DA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94044 City Well #13 GW SP202030441 Entry Point #5 EP 1/9/2024 2024001069 NFDHA 0.02 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94044 City Well #13 GW SP202030441 Entry Point #5 EP 1/9/2024 2024001069 PFBA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94044 City Well #13 GW SP202030441 Entry Point #5 EP 1/9/2024 2024001069 PFBS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94044 City Well #13 GW SP202030441 Entry Point #5 EP 1/9/2024 2024001069 PFDA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94044 City Well #13 GW SP202030441 Entry Point #5 EP 1/9/2024 2024001069 PFDoA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94044 City Well #13 GW SP202030441 Entry Point #5 EP 1/9/2024 2024001069 PFEESA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94044 City Well #13 GW SP202030441 Entry Point #5 EP 1/9/2024 2024001069 PFHpA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94044 City Well #13 GW SP202030441 Entry Point #5 EP 1/9/2024 2024001069 PFHpS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94044 City Well #13 GW SP202030441 Entry Point #5 EP 1/9/2024 2024001069 PFHxA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94044 City Well #13 GW SP202030441 Entry Point #5 EP 1/9/2024 2024001069 PFHxS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94044 City Well #13 GW SP202030441 Entry Point #5 EP 1/9/2024 2024001069 PFMBA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94044 City Well #13 GW SP202030441 Entry Point #5 EP 1/9/2024 2024001069 PFMPA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94044 City Well #13 GW SP202030441 Entry Point #5 EP 1/9/2024 2024001069 PFNA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94044 City Well #13 GW SP202030441 Entry Point #5 EP 1/9/2024 2024001069 PFOA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94044 City Well #13 GW SP202030441 Entry Point #5 EP 1/9/2024 2024001069 PFOS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94044 City Well #13 GW SP202030441 Entry Point #5 EP 1/9/2024 2024001069 PFPeA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94044 City Well #13 GW SP202030441 Entry Point #5 EP 1/9/2024 2024001069 PFPeS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94044 City Well #13 GW SP202030441 Entry Point #5 EP 1/9/2024 2024001069 PFUnA 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94044 City Well #13 GW SP202030441 Entry Point #5 EP 1/9/2024 2024001054 NEtFOSAA 0.005 µg/L EPA 537.1 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94044 City Well #13 GW SP202030441 Entry Point #5 EP 1/9/2024 2024001054 NMeFOSAA 0.006 µg/L EPA 537.1 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94044 City Well #13 GW SP202030441 Entry Point #5 EP 1/9/2024 2024001054 PFTA 0.008 µg/L EPA 537.1 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94044 City Well #13 GW SP202030441 Entry Point #5 EP 1/9/2024 2024001054 PFTrDA 0.007 µg/L EPA 537.1 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94045 City Well #15 GW SP202030451 Entry Point #6 EP 7/25/2023 2023033147 lithium 9 µg/L EPA 200.7 = 14.5 SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94045 City Well #15 GW SP202030451 Entry Point #6 EP 7/25/2023 2023033196 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94045 City Well #15 GW SP202030451 Entry Point #6 EP 7/25/2023 2023033196 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94045 City Well #15 GW SP202030451 Entry Point #6 EP 7/25/2023 2023033196 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94045 City Well #15 GW SP202030451 Entry Point #6 EP 7/25/2023 2023033196 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94045 City Well #15 GW SP202030451 Entry Point #6 EP 7/25/2023 2023033196 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM



PWSID PWSName Size FacilityID FacilityName FacilityWaterType SamplePointID SamplePointName SamplePointType AssociatedFacilityID AssociatedSamplePointID CollectionDate SampleID Contaminant MRL Units MethodID AnalyticalResultsSign AnalyticalResultValue SampleEventCode MonitoringRequirement Region State
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94045 City Well #15 GW SP202030451 Entry Point #6 EP 7/25/2023 2023033196 ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94045 City Well #15 GW SP202030451 Entry Point #6 EP 7/25/2023 2023033196 HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94045 City Well #15 GW SP202030451 Entry Point #6 EP 7/25/2023 2023033196 NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94045 City Well #15 GW SP202030451 Entry Point #6 EP 7/25/2023 2023033196 PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94045 City Well #15 GW SP202030451 Entry Point #6 EP 7/25/2023 2023033196 PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94045 City Well #15 GW SP202030451 Entry Point #6 EP 7/25/2023 2023033196 PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94045 City Well #15 GW SP202030451 Entry Point #6 EP 7/25/2023 2023033196 PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94045 City Well #15 GW SP202030451 Entry Point #6 EP 7/25/2023 2023033196 PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94045 City Well #15 GW SP202030451 Entry Point #6 EP 7/25/2023 2023033196 PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94045 City Well #15 GW SP202030451 Entry Point #6 EP 7/25/2023 2023033196 PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94045 City Well #15 GW SP202030451 Entry Point #6 EP 7/25/2023 2023033196 PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94045 City Well #15 GW SP202030451 Entry Point #6 EP 7/25/2023 2023033196 PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94045 City Well #15 GW SP202030451 Entry Point #6 EP 7/25/2023 2023033196 PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94045 City Well #15 GW SP202030451 Entry Point #6 EP 7/25/2023 2023033196 PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94045 City Well #15 GW SP202030451 Entry Point #6 EP 7/25/2023 2023033196 PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94045 City Well #15 GW SP202030451 Entry Point #6 EP 7/25/2023 2023033196 PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94045 City Well #15 GW SP202030451 Entry Point #6 EP 7/25/2023 2023033196 PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94045 City Well #15 GW SP202030451 Entry Point #6 EP 7/25/2023 2023033196 PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94045 City Well #15 GW SP202030451 Entry Point #6 EP 7/25/2023 2023033196 PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94045 City Well #15 GW SP202030451 Entry Point #6 EP 7/25/2023 2023033196 PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94045 City Well #15 GW SP202030451 Entry Point #6 EP 7/25/2023 2023033202 NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94045 City Well #15 GW SP202030451 Entry Point #6 EP 7/25/2023 2023033202 NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94045 City Well #15 GW SP202030451 Entry Point #6 EP 7/25/2023 2023033202 PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94045 City Well #15 GW SP202030451 Entry Point #6 EP 7/25/2023 2023033202 PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94045 City Well #15 GW SP202030451 Entry Point #6 EP 1/9/2024 2024000987 lithium 9 µg/L EPA 200.7 = 15.3 SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94045 City Well #15 GW SP202030451 Entry Point #6 EP 1/9/2024 2024001014 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94045 City Well #15 GW SP202030451 Entry Point #6 EP 1/9/2024 2024001014 4:2 FTS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94045 City Well #15 GW SP202030451 Entry Point #6 EP 1/9/2024 2024001014 6:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94045 City Well #15 GW SP202030451 Entry Point #6 EP 1/9/2024 2024001014 8:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94045 City Well #15 GW SP202030451 Entry Point #6 EP 1/9/2024 2024001014 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94045 City Well #15 GW SP202030451 Entry Point #6 EP 1/9/2024 2024001014 ADONA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94045 City Well #15 GW SP202030451 Entry Point #6 EP 1/9/2024 2024001014 HFPO-DA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94045 City Well #15 GW SP202030451 Entry Point #6 EP 1/9/2024 2024001014 NFDHA 0.02 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94045 City Well #15 GW SP202030451 Entry Point #6 EP 1/9/2024 2024001014 PFBA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94045 City Well #15 GW SP202030451 Entry Point #6 EP 1/9/2024 2024001014 PFBS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94045 City Well #15 GW SP202030451 Entry Point #6 EP 1/9/2024 2024001014 PFDA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94045 City Well #15 GW SP202030451 Entry Point #6 EP 1/9/2024 2024001014 PFDoA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94045 City Well #15 GW SP202030451 Entry Point #6 EP 1/9/2024 2024001014 PFEESA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94045 City Well #15 GW SP202030451 Entry Point #6 EP 1/9/2024 2024001014 PFHpA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94045 City Well #15 GW SP202030451 Entry Point #6 EP 1/9/2024 2024001014 PFHpS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94045 City Well #15 GW SP202030451 Entry Point #6 EP 1/9/2024 2024001014 PFHxA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94045 City Well #15 GW SP202030451 Entry Point #6 EP 1/9/2024 2024001014 PFHxS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94045 City Well #15 GW SP202030451 Entry Point #6 EP 1/9/2024 2024001014 PFMBA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94045 City Well #15 GW SP202030451 Entry Point #6 EP 1/9/2024 2024001014 PFMPA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94045 City Well #15 GW SP202030451 Entry Point #6 EP 1/9/2024 2024001014 PFNA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94045 City Well #15 GW SP202030451 Entry Point #6 EP 1/9/2024 2024001014 PFOA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94045 City Well #15 GW SP202030451 Entry Point #6 EP 1/9/2024 2024001014 PFOS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94045 City Well #15 GW SP202030451 Entry Point #6 EP 1/9/2024 2024001014 PFPeA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94045 City Well #15 GW SP202030451 Entry Point #6 EP 1/9/2024 2024001014 PFPeS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94045 City Well #15 GW SP202030451 Entry Point #6 EP 1/9/2024 2024001014 PFUnA 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94045 City Well #15 GW SP202030451 Entry Point #6 EP 1/9/2024 2024001010 NEtFOSAA 0.005 µg/L EPA 537.1 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94045 City Well #15 GW SP202030451 Entry Point #6 EP 1/9/2024 2024001010 NMeFOSAA 0.006 µg/L EPA 537.1 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94045 City Well #15 GW SP202030451 Entry Point #6 EP 1/9/2024 2024001010 PFTA 0.008 µg/L EPA 537.1 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94045 City Well #15 GW SP202030451 Entry Point #6 EP 1/9/2024 2024001010 PFTrDA 0.007 µg/L EPA 537.1 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94046 City Well #16 GW SP202030461 Entry Point #7 EP 7/25/2023 2023033148 lithium 9 µg/L EPA 200.7 = 14.6 SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94046 City Well #16 GW SP202030461 Entry Point #7 EP 7/25/2023 2023033198 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94046 City Well #16 GW SP202030461 Entry Point #7 EP 7/25/2023 2023033198 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94046 City Well #16 GW SP202030461 Entry Point #7 EP 7/25/2023 2023033198 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94046 City Well #16 GW SP202030461 Entry Point #7 EP 7/25/2023 2023033198 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94046 City Well #16 GW SP202030461 Entry Point #7 EP 7/25/2023 2023033198 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94046 City Well #16 GW SP202030461 Entry Point #7 EP 7/25/2023 2023033198 ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94046 City Well #16 GW SP202030461 Entry Point #7 EP 7/25/2023 2023033198 HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94046 City Well #16 GW SP202030461 Entry Point #7 EP 7/25/2023 2023033198 NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94046 City Well #16 GW SP202030461 Entry Point #7 EP 7/25/2023 2023033198 PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94046 City Well #16 GW SP202030461 Entry Point #7 EP 7/25/2023 2023033198 PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94046 City Well #16 GW SP202030461 Entry Point #7 EP 7/25/2023 2023033198 PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94046 City Well #16 GW SP202030461 Entry Point #7 EP 7/25/2023 2023033198 PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94046 City Well #16 GW SP202030461 Entry Point #7 EP 7/25/2023 2023033198 PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94046 City Well #16 GW SP202030461 Entry Point #7 EP 7/25/2023 2023033198 PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94046 City Well #16 GW SP202030461 Entry Point #7 EP 7/25/2023 2023033198 PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94046 City Well #16 GW SP202030461 Entry Point #7 EP 7/25/2023 2023033198 PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94046 City Well #16 GW SP202030461 Entry Point #7 EP 7/25/2023 2023033198 PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94046 City Well #16 GW SP202030461 Entry Point #7 EP 7/25/2023 2023033198 PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94046 City Well #16 GW SP202030461 Entry Point #7 EP 7/25/2023 2023033198 PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94046 City Well #16 GW SP202030461 Entry Point #7 EP 7/25/2023 2023033198 PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94046 City Well #16 GW SP202030461 Entry Point #7 EP 7/25/2023 2023033198 PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94046 City Well #16 GW SP202030461 Entry Point #7 EP 7/25/2023 2023033198 PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94046 City Well #16 GW SP202030461 Entry Point #7 EP 7/25/2023 2023033198 PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94046 City Well #16 GW SP202030461 Entry Point #7 EP 7/25/2023 2023033198 PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94046 City Well #16 GW SP202030461 Entry Point #7 EP 7/25/2023 2023033198 PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94046 City Well #16 GW SP202030461 Entry Point #7 EP 7/25/2023 2023033204 NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94046 City Well #16 GW SP202030461 Entry Point #7 EP 7/25/2023 2023033204 NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94046 City Well #16 GW SP202030461 Entry Point #7 EP 7/25/2023 2023033204 PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94046 City Well #16 GW SP202030461 Entry Point #7 EP 7/25/2023 2023033204 PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94046 City Well #16 GW SP202030461 Entry Point #7 EP 1/9/2024 2024000988 lithium 9 µg/L EPA 200.7 = 15.2 SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94046 City Well #16 GW SP202030461 Entry Point #7 EP 1/9/2024 2024001018 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94046 City Well #16 GW SP202030461 Entry Point #7 EP 1/9/2024 2024001018 4:2 FTS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94046 City Well #16 GW SP202030461 Entry Point #7 EP 1/9/2024 2024001018 6:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94046 City Well #16 GW SP202030461 Entry Point #7 EP 1/9/2024 2024001018 8:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94046 City Well #16 GW SP202030461 Entry Point #7 EP 1/9/2024 2024001018 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94046 City Well #16 GW SP202030461 Entry Point #7 EP 1/9/2024 2024001018 ADONA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94046 City Well #16 GW SP202030461 Entry Point #7 EP 1/9/2024 2024001018 HFPO-DA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94046 City Well #16 GW SP202030461 Entry Point #7 EP 1/9/2024 2024001018 NFDHA 0.02 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94046 City Well #16 GW SP202030461 Entry Point #7 EP 1/9/2024 2024001018 PFBA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94046 City Well #16 GW SP202030461 Entry Point #7 EP 1/9/2024 2024001018 PFBS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94046 City Well #16 GW SP202030461 Entry Point #7 EP 1/9/2024 2024001018 PFDA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94046 City Well #16 GW SP202030461 Entry Point #7 EP 1/9/2024 2024001018 PFDoA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94046 City Well #16 GW SP202030461 Entry Point #7 EP 1/9/2024 2024001018 PFEESA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94046 City Well #16 GW SP202030461 Entry Point #7 EP 1/9/2024 2024001018 PFHpA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94046 City Well #16 GW SP202030461 Entry Point #7 EP 1/9/2024 2024001018 PFHpS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94046 City Well #16 GW SP202030461 Entry Point #7 EP 1/9/2024 2024001018 PFHxA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94046 City Well #16 GW SP202030461 Entry Point #7 EP 1/9/2024 2024001018 PFHxS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94046 City Well #16 GW SP202030461 Entry Point #7 EP 1/9/2024 2024001018 PFMBA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94046 City Well #16 GW SP202030461 Entry Point #7 EP 1/9/2024 2024001018 PFMPA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94046 City Well #16 GW SP202030461 Entry Point #7 EP 1/9/2024 2024001018 PFNA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94046 City Well #16 GW SP202030461 Entry Point #7 EP 1/9/2024 2024001018 PFOA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94046 City Well #16 GW SP202030461 Entry Point #7 EP 1/9/2024 2024001018 PFOS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94046 City Well #16 GW SP202030461 Entry Point #7 EP 1/9/2024 2024001018 PFPeA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94046 City Well #16 GW SP202030461 Entry Point #7 EP 1/9/2024 2024001018 PFPeS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94046 City Well #16 GW SP202030461 Entry Point #7 EP 1/9/2024 2024001018 PFUnA 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94046 City Well #16 GW SP202030461 Entry Point #7 EP 1/9/2024 2024001005 NEtFOSAA 0.005 µg/L EPA 537.1 < SE2 AM 6 NM
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NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94046 City Well #16 GW SP202030461 Entry Point #7 EP 1/9/2024 2024001005 NMeFOSAA 0.006 µg/L EPA 537.1 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94046 City Well #16 GW SP202030461 Entry Point #7 EP 1/9/2024 2024001005 PFTA 0.008 µg/L EPA 537.1 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94046 City Well #16 GW SP202030461 Entry Point #7 EP 1/9/2024 2024001005 PFTrDA 0.007 µg/L EPA 537.1 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94047 City Well #17 GW SP202030471 Entry Point #8 EP 7/25/2023 2023033149 lithium 9 µg/L EPA 200.7 = 15.1 SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94047 City Well #17 GW SP202030471 Entry Point #8 EP 7/25/2023 2023033197 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94047 City Well #17 GW SP202030471 Entry Point #8 EP 7/25/2023 2023033197 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94047 City Well #17 GW SP202030471 Entry Point #8 EP 7/25/2023 2023033197 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94047 City Well #17 GW SP202030471 Entry Point #8 EP 7/25/2023 2023033197 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94047 City Well #17 GW SP202030471 Entry Point #8 EP 7/25/2023 2023033197 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94047 City Well #17 GW SP202030471 Entry Point #8 EP 7/25/2023 2023033197 ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94047 City Well #17 GW SP202030471 Entry Point #8 EP 7/25/2023 2023033197 HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94047 City Well #17 GW SP202030471 Entry Point #8 EP 7/25/2023 2023033197 NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94047 City Well #17 GW SP202030471 Entry Point #8 EP 7/25/2023 2023033197 PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94047 City Well #17 GW SP202030471 Entry Point #8 EP 7/25/2023 2023033197 PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94047 City Well #17 GW SP202030471 Entry Point #8 EP 7/25/2023 2023033197 PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94047 City Well #17 GW SP202030471 Entry Point #8 EP 7/25/2023 2023033197 PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94047 City Well #17 GW SP202030471 Entry Point #8 EP 7/25/2023 2023033197 PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94047 City Well #17 GW SP202030471 Entry Point #8 EP 7/25/2023 2023033197 PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94047 City Well #17 GW SP202030471 Entry Point #8 EP 7/25/2023 2023033197 PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94047 City Well #17 GW SP202030471 Entry Point #8 EP 7/25/2023 2023033197 PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94047 City Well #17 GW SP202030471 Entry Point #8 EP 7/25/2023 2023033197 PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94047 City Well #17 GW SP202030471 Entry Point #8 EP 7/25/2023 2023033197 PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94047 City Well #17 GW SP202030471 Entry Point #8 EP 7/25/2023 2023033197 PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94047 City Well #17 GW SP202030471 Entry Point #8 EP 7/25/2023 2023033197 PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94047 City Well #17 GW SP202030471 Entry Point #8 EP 7/25/2023 2023033197 PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94047 City Well #17 GW SP202030471 Entry Point #8 EP 7/25/2023 2023033197 PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94047 City Well #17 GW SP202030471 Entry Point #8 EP 7/25/2023 2023033197 PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94047 City Well #17 GW SP202030471 Entry Point #8 EP 7/25/2023 2023033197 PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94047 City Well #17 GW SP202030471 Entry Point #8 EP 7/25/2023 2023033197 PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94047 City Well #17 GW SP202030471 Entry Point #8 EP 7/25/2023 2023033201 NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94047 City Well #17 GW SP202030471 Entry Point #8 EP 7/25/2023 2023033201 NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94047 City Well #17 GW SP202030471 Entry Point #8 EP 7/25/2023 2023033201 PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94047 City Well #17 GW SP202030471 Entry Point #8 EP 7/25/2023 2023033201 PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94047 City Well #17 GW SP202030471 Entry Point #8 EP 1/9/2024 2024000989 lithium 9 µg/L EPA 200.7 = 16.4 SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94047 City Well #17 GW SP202030471 Entry Point #8 EP 1/9/2024 2024001068 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94047 City Well #17 GW SP202030471 Entry Point #8 EP 1/9/2024 2024001068 4:2 FTS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94047 City Well #17 GW SP202030471 Entry Point #8 EP 1/9/2024 2024001068 6:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94047 City Well #17 GW SP202030471 Entry Point #8 EP 1/9/2024 2024001068 8:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94047 City Well #17 GW SP202030471 Entry Point #8 EP 1/9/2024 2024001068 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94047 City Well #17 GW SP202030471 Entry Point #8 EP 1/9/2024 2024001068 ADONA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94047 City Well #17 GW SP202030471 Entry Point #8 EP 1/9/2024 2024001068 HFPO-DA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94047 City Well #17 GW SP202030471 Entry Point #8 EP 1/9/2024 2024001068 NFDHA 0.02 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94047 City Well #17 GW SP202030471 Entry Point #8 EP 1/9/2024 2024001068 PFBA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94047 City Well #17 GW SP202030471 Entry Point #8 EP 1/9/2024 2024001068 PFBS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94047 City Well #17 GW SP202030471 Entry Point #8 EP 1/9/2024 2024001068 PFDA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94047 City Well #17 GW SP202030471 Entry Point #8 EP 1/9/2024 2024001068 PFDoA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94047 City Well #17 GW SP202030471 Entry Point #8 EP 1/9/2024 2024001068 PFEESA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94047 City Well #17 GW SP202030471 Entry Point #8 EP 1/9/2024 2024001068 PFHpA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94047 City Well #17 GW SP202030471 Entry Point #8 EP 1/9/2024 2024001068 PFHpS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94047 City Well #17 GW SP202030471 Entry Point #8 EP 1/9/2024 2024001068 PFHxA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94047 City Well #17 GW SP202030471 Entry Point #8 EP 1/9/2024 2024001068 PFHxS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94047 City Well #17 GW SP202030471 Entry Point #8 EP 1/9/2024 2024001068 PFMBA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94047 City Well #17 GW SP202030471 Entry Point #8 EP 1/9/2024 2024001068 PFMPA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94047 City Well #17 GW SP202030471 Entry Point #8 EP 1/9/2024 2024001068 PFNA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94047 City Well #17 GW SP202030471 Entry Point #8 EP 1/9/2024 2024001068 PFOA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94047 City Well #17 GW SP202030471 Entry Point #8 EP 1/9/2024 2024001068 PFOS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94047 City Well #17 GW SP202030471 Entry Point #8 EP 1/9/2024 2024001068 PFPeA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94047 City Well #17 GW SP202030471 Entry Point #8 EP 1/9/2024 2024001068 PFPeS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94047 City Well #17 GW SP202030471 Entry Point #8 EP 1/9/2024 2024001068 PFUnA 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94047 City Well #17 GW SP202030471 Entry Point #8 EP 1/9/2024 2024001062 NEtFOSAA 0.005 µg/L EPA 537.1 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94047 City Well #17 GW SP202030471 Entry Point #8 EP 1/9/2024 2024001062 NMeFOSAA 0.006 µg/L EPA 537.1 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94047 City Well #17 GW SP202030471 Entry Point #8 EP 1/9/2024 2024001062 PFTA 0.008 µg/L EPA 537.1 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94047 City Well #17 GW SP202030471 Entry Point #8 EP 1/9/2024 2024001062 PFTrDA 0.007 µg/L EPA 537.1 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94048 City Well #18 GW SP202030481 Entry Point #9 EP 7/25/2023 2023033150 lithium 9 µg/L EPA 200.7 = 13 SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94048 City Well #18 GW SP202030481 Entry Point #9 EP 7/25/2023 2023033195 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94048 City Well #18 GW SP202030481 Entry Point #9 EP 7/25/2023 2023033195 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94048 City Well #18 GW SP202030481 Entry Point #9 EP 7/25/2023 2023033195 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94048 City Well #18 GW SP202030481 Entry Point #9 EP 7/25/2023 2023033195 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94048 City Well #18 GW SP202030481 Entry Point #9 EP 7/25/2023 2023033195 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94048 City Well #18 GW SP202030481 Entry Point #9 EP 7/25/2023 2023033195 ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94048 City Well #18 GW SP202030481 Entry Point #9 EP 7/25/2023 2023033195 HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94048 City Well #18 GW SP202030481 Entry Point #9 EP 7/25/2023 2023033195 NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94048 City Well #18 GW SP202030481 Entry Point #9 EP 7/25/2023 2023033195 PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94048 City Well #18 GW SP202030481 Entry Point #9 EP 7/25/2023 2023033195 PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94048 City Well #18 GW SP202030481 Entry Point #9 EP 7/25/2023 2023033195 PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94048 City Well #18 GW SP202030481 Entry Point #9 EP 7/25/2023 2023033195 PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94048 City Well #18 GW SP202030481 Entry Point #9 EP 7/25/2023 2023033195 PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94048 City Well #18 GW SP202030481 Entry Point #9 EP 7/25/2023 2023033195 PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94048 City Well #18 GW SP202030481 Entry Point #9 EP 7/25/2023 2023033195 PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94048 City Well #18 GW SP202030481 Entry Point #9 EP 7/25/2023 2023033195 PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94048 City Well #18 GW SP202030481 Entry Point #9 EP 7/25/2023 2023033195 PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94048 City Well #18 GW SP202030481 Entry Point #9 EP 7/25/2023 2023033195 PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94048 City Well #18 GW SP202030481 Entry Point #9 EP 7/25/2023 2023033195 PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94048 City Well #18 GW SP202030481 Entry Point #9 EP 7/25/2023 2023033195 PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94048 City Well #18 GW SP202030481 Entry Point #9 EP 7/25/2023 2023033195 PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94048 City Well #18 GW SP202030481 Entry Point #9 EP 7/25/2023 2023033195 PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94048 City Well #18 GW SP202030481 Entry Point #9 EP 7/25/2023 2023033195 PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94048 City Well #18 GW SP202030481 Entry Point #9 EP 7/25/2023 2023033195 PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94048 City Well #18 GW SP202030481 Entry Point #9 EP 7/25/2023 2023033195 PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94048 City Well #18 GW SP202030481 Entry Point #9 EP 7/25/2023 2023033200 NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94048 City Well #18 GW SP202030481 Entry Point #9 EP 7/25/2023 2023033200 NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94048 City Well #18 GW SP202030481 Entry Point #9 EP 7/25/2023 2023033200 PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94048 City Well #18 GW SP202030481 Entry Point #9 EP 7/25/2023 2023033200 PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94048 City Well #18 GW SP202030481 Entry Point #9 EP 1/9/2024 2024000990 lithium 9 µg/L EPA 200.7 = 14 SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94048 City Well #18 GW SP202030481 Entry Point #9 EP 1/9/2024 2024001067 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94048 City Well #18 GW SP202030481 Entry Point #9 EP 1/9/2024 2024001067 4:2 FTS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94048 City Well #18 GW SP202030481 Entry Point #9 EP 1/9/2024 2024001067 6:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94048 City Well #18 GW SP202030481 Entry Point #9 EP 1/9/2024 2024001067 8:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94048 City Well #18 GW SP202030481 Entry Point #9 EP 1/9/2024 2024001067 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94048 City Well #18 GW SP202030481 Entry Point #9 EP 1/9/2024 2024001067 ADONA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94048 City Well #18 GW SP202030481 Entry Point #9 EP 1/9/2024 2024001067 HFPO-DA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94048 City Well #18 GW SP202030481 Entry Point #9 EP 1/9/2024 2024001067 NFDHA 0.02 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94048 City Well #18 GW SP202030481 Entry Point #9 EP 1/9/2024 2024001067 PFBA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94048 City Well #18 GW SP202030481 Entry Point #9 EP 1/9/2024 2024001067 PFBS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94048 City Well #18 GW SP202030481 Entry Point #9 EP 1/9/2024 2024001067 PFDA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94048 City Well #18 GW SP202030481 Entry Point #9 EP 1/9/2024 2024001067 PFDoA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94048 City Well #18 GW SP202030481 Entry Point #9 EP 1/9/2024 2024001067 PFEESA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94048 City Well #18 GW SP202030481 Entry Point #9 EP 1/9/2024 2024001067 PFHpA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94048 City Well #18 GW SP202030481 Entry Point #9 EP 1/9/2024 2024001067 PFHpS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94048 City Well #18 GW SP202030481 Entry Point #9 EP 1/9/2024 2024001067 PFHxA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94048 City Well #18 GW SP202030481 Entry Point #9 EP 1/9/2024 2024001067 PFHxS 0.003 µg/L EPA 533 < SE2 AM 6 NM



PWSID PWSName Size FacilityID FacilityName FacilityWaterType SamplePointID SamplePointName SamplePointType AssociatedFacilityID AssociatedSamplePointID CollectionDate SampleID Contaminant MRL Units MethodID AnalyticalResultsSign AnalyticalResultValue SampleEventCode MonitoringRequirement Region State
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94048 City Well #18 GW SP202030481 Entry Point #9 EP 1/9/2024 2024001067 PFMBA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94048 City Well #18 GW SP202030481 Entry Point #9 EP 1/9/2024 2024001067 PFMPA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94048 City Well #18 GW SP202030481 Entry Point #9 EP 1/9/2024 2024001067 PFNA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94048 City Well #18 GW SP202030481 Entry Point #9 EP 1/9/2024 2024001067 PFOA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94048 City Well #18 GW SP202030481 Entry Point #9 EP 1/9/2024 2024001067 PFOS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94048 City Well #18 GW SP202030481 Entry Point #9 EP 1/9/2024 2024001067 PFPeA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94048 City Well #18 GW SP202030481 Entry Point #9 EP 1/9/2024 2024001067 PFPeS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94048 City Well #18 GW SP202030481 Entry Point #9 EP 1/9/2024 2024001067 PFUnA 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94048 City Well #18 GW SP202030481 Entry Point #9 EP 1/9/2024 2024001061 NEtFOSAA 0.005 µg/L EPA 537.1 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94048 City Well #18 GW SP202030481 Entry Point #9 EP 1/9/2024 2024001061 NMeFOSAA 0.006 µg/L EPA 537.1 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94048 City Well #18 GW SP202030481 Entry Point #9 EP 1/9/2024 2024001061 PFTA 0.008 µg/L EPA 537.1 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94048 City Well #18 GW SP202030481 Entry Point #9 EP 1/9/2024 2024001061 PFTrDA 0.007 µg/L EPA 537.1 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94049 Riac #1 GW SP202030491 Entry Point #10 EP 7/24/2023 2023033151 lithium 9 µg/L EPA 200.7 = 10.3 SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94049 Riac #1 GW SP202030491 Entry Point #10 EP 7/24/2023 2023033028 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94049 Riac #1 GW SP202030491 Entry Point #10 EP 7/24/2023 2023033028 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94049 Riac #1 GW SP202030491 Entry Point #10 EP 7/24/2023 2023033028 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94049 Riac #1 GW SP202030491 Entry Point #10 EP 7/24/2023 2023033028 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94049 Riac #1 GW SP202030491 Entry Point #10 EP 7/24/2023 2023033028 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94049 Riac #1 GW SP202030491 Entry Point #10 EP 7/24/2023 2023033028 ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94049 Riac #1 GW SP202030491 Entry Point #10 EP 7/24/2023 2023033028 HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94049 Riac #1 GW SP202030491 Entry Point #10 EP 7/24/2023 2023033028 NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94049 Riac #1 GW SP202030491 Entry Point #10 EP 7/24/2023 2023033028 PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94049 Riac #1 GW SP202030491 Entry Point #10 EP 7/24/2023 2023033028 PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94049 Riac #1 GW SP202030491 Entry Point #10 EP 7/24/2023 2023033028 PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94049 Riac #1 GW SP202030491 Entry Point #10 EP 7/24/2023 2023033028 PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94049 Riac #1 GW SP202030491 Entry Point #10 EP 7/24/2023 2023033028 PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94049 Riac #1 GW SP202030491 Entry Point #10 EP 7/24/2023 2023033028 PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94049 Riac #1 GW SP202030491 Entry Point #10 EP 7/24/2023 2023033028 PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94049 Riac #1 GW SP202030491 Entry Point #10 EP 7/24/2023 2023033028 PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94049 Riac #1 GW SP202030491 Entry Point #10 EP 7/24/2023 2023033028 PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94049 Riac #1 GW SP202030491 Entry Point #10 EP 7/24/2023 2023033028 PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94049 Riac #1 GW SP202030491 Entry Point #10 EP 7/24/2023 2023033028 PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94049 Riac #1 GW SP202030491 Entry Point #10 EP 7/24/2023 2023033028 PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94049 Riac #1 GW SP202030491 Entry Point #10 EP 7/24/2023 2023033028 PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94049 Riac #1 GW SP202030491 Entry Point #10 EP 7/24/2023 2023033028 PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94049 Riac #1 GW SP202030491 Entry Point #10 EP 7/24/2023 2023033028 PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94049 Riac #1 GW SP202030491 Entry Point #10 EP 7/24/2023 2023033028 PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94049 Riac #1 GW SP202030491 Entry Point #10 EP 7/24/2023 2023033028 PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94049 Riac #1 GW SP202030491 Entry Point #10 EP 7/24/2023 2023033060 NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94049 Riac #1 GW SP202030491 Entry Point #10 EP 7/24/2023 2023033060 NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94049 Riac #1 GW SP202030491 Entry Point #10 EP 7/24/2023 2023033060 PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94049 Riac #1 GW SP202030491 Entry Point #10 EP 7/24/2023 2023033060 PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94049 Riac #1 GW SP202030491 Entry Point #10 EP 1/9/2024 2024000991 lithium 9 µg/L EPA 200.7 = 10.3 SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94049 Riac #1 GW SP202030491 Entry Point #10 EP 1/9/2024 2024001031 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94049 Riac #1 GW SP202030491 Entry Point #10 EP 1/9/2024 2024001031 4:2 FTS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94049 Riac #1 GW SP202030491 Entry Point #10 EP 1/9/2024 2024001031 6:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94049 Riac #1 GW SP202030491 Entry Point #10 EP 1/9/2024 2024001031 8:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94049 Riac #1 GW SP202030491 Entry Point #10 EP 1/9/2024 2024001031 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94049 Riac #1 GW SP202030491 Entry Point #10 EP 1/9/2024 2024001031 ADONA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94049 Riac #1 GW SP202030491 Entry Point #10 EP 1/9/2024 2024001031 HFPO-DA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94049 Riac #1 GW SP202030491 Entry Point #10 EP 1/9/2024 2024001031 NFDHA 0.02 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94049 Riac #1 GW SP202030491 Entry Point #10 EP 1/9/2024 2024001031 PFBA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94049 Riac #1 GW SP202030491 Entry Point #10 EP 1/9/2024 2024001031 PFBS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94049 Riac #1 GW SP202030491 Entry Point #10 EP 1/9/2024 2024001031 PFDA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94049 Riac #1 GW SP202030491 Entry Point #10 EP 1/9/2024 2024001031 PFDoA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94049 Riac #1 GW SP202030491 Entry Point #10 EP 1/9/2024 2024001031 PFEESA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94049 Riac #1 GW SP202030491 Entry Point #10 EP 1/9/2024 2024001031 PFHpA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94049 Riac #1 GW SP202030491 Entry Point #10 EP 1/9/2024 2024001031 PFHpS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94049 Riac #1 GW SP202030491 Entry Point #10 EP 1/9/2024 2024001031 PFHxA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94049 Riac #1 GW SP202030491 Entry Point #10 EP 1/9/2024 2024001031 PFHxS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94049 Riac #1 GW SP202030491 Entry Point #10 EP 1/9/2024 2024001031 PFMBA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94049 Riac #1 GW SP202030491 Entry Point #10 EP 1/9/2024 2024001031 PFMPA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94049 Riac #1 GW SP202030491 Entry Point #10 EP 1/9/2024 2024001031 PFNA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94049 Riac #1 GW SP202030491 Entry Point #10 EP 1/9/2024 2024001031 PFOA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94049 Riac #1 GW SP202030491 Entry Point #10 EP 1/9/2024 2024001031 PFOS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94049 Riac #1 GW SP202030491 Entry Point #10 EP 1/9/2024 2024001031 PFPeA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94049 Riac #1 GW SP202030491 Entry Point #10 EP 1/9/2024 2024001031 PFPeS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94049 Riac #1 GW SP202030491 Entry Point #10 EP 1/9/2024 2024001031 PFUnA 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94049 Riac #1 GW SP202030491 Entry Point #10 EP 1/9/2024 2024001011 NEtFOSAA 0.005 µg/L EPA 537.1 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94049 Riac #1 GW SP202030491 Entry Point #10 EP 1/9/2024 2024001011 NMeFOSAA 0.006 µg/L EPA 537.1 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94049 Riac #1 GW SP202030491 Entry Point #10 EP 1/9/2024 2024001011 PFTA 0.008 µg/L EPA 537.1 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94049 Riac #1 GW SP202030491 Entry Point #10 EP 1/9/2024 2024001011 PFTrDA 0.007 µg/L EPA 537.1 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94050 Riac #3 GW SP202030501 Entry Point #11 EP 7/24/2023 2023033152 lithium 9 µg/L EPA 200.7 = 10.9 SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94050 Riac #3 GW SP202030501 Entry Point #11 EP 7/24/2023 2023033029 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94050 Riac #3 GW SP202030501 Entry Point #11 EP 7/24/2023 2023033029 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94050 Riac #3 GW SP202030501 Entry Point #11 EP 7/24/2023 2023033029 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94050 Riac #3 GW SP202030501 Entry Point #11 EP 7/24/2023 2023033029 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94050 Riac #3 GW SP202030501 Entry Point #11 EP 7/24/2023 2023033029 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94050 Riac #3 GW SP202030501 Entry Point #11 EP 7/24/2023 2023033029 ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94050 Riac #3 GW SP202030501 Entry Point #11 EP 7/24/2023 2023033029 HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94050 Riac #3 GW SP202030501 Entry Point #11 EP 7/24/2023 2023033029 NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94050 Riac #3 GW SP202030501 Entry Point #11 EP 7/24/2023 2023033029 PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94050 Riac #3 GW SP202030501 Entry Point #11 EP 7/24/2023 2023033029 PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94050 Riac #3 GW SP202030501 Entry Point #11 EP 7/24/2023 2023033029 PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94050 Riac #3 GW SP202030501 Entry Point #11 EP 7/24/2023 2023033029 PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94050 Riac #3 GW SP202030501 Entry Point #11 EP 7/24/2023 2023033029 PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94050 Riac #3 GW SP202030501 Entry Point #11 EP 7/24/2023 2023033029 PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94050 Riac #3 GW SP202030501 Entry Point #11 EP 7/24/2023 2023033029 PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94050 Riac #3 GW SP202030501 Entry Point #11 EP 7/24/2023 2023033029 PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94050 Riac #3 GW SP202030501 Entry Point #11 EP 7/24/2023 2023033029 PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94050 Riac #3 GW SP202030501 Entry Point #11 EP 7/24/2023 2023033029 PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94050 Riac #3 GW SP202030501 Entry Point #11 EP 7/24/2023 2023033029 PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94050 Riac #3 GW SP202030501 Entry Point #11 EP 7/24/2023 2023033029 PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94050 Riac #3 GW SP202030501 Entry Point #11 EP 7/24/2023 2023033029 PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94050 Riac #3 GW SP202030501 Entry Point #11 EP 7/24/2023 2023033029 PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94050 Riac #3 GW SP202030501 Entry Point #11 EP 7/24/2023 2023033029 PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94050 Riac #3 GW SP202030501 Entry Point #11 EP 7/24/2023 2023033029 PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94050 Riac #3 GW SP202030501 Entry Point #11 EP 7/24/2023 2023033029 PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94050 Riac #3 GW SP202030501 Entry Point #11 EP 7/24/2023 2023033059 NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94050 Riac #3 GW SP202030501 Entry Point #11 EP 7/24/2023 2023033059 NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94050 Riac #3 GW SP202030501 Entry Point #11 EP 7/24/2023 2023033059 PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94050 Riac #3 GW SP202030501 Entry Point #11 EP 7/24/2023 2023033059 PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94050 Riac #3 GW SP202030501 Entry Point #11 EP 1/9/2024 2024000992 lithium 9 µg/L EPA 200.7 = 10.5 SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94050 Riac #3 GW SP202030501 Entry Point #11 EP 1/9/2024 2024001032 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94050 Riac #3 GW SP202030501 Entry Point #11 EP 1/9/2024 2024001032 4:2 FTS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94050 Riac #3 GW SP202030501 Entry Point #11 EP 1/9/2024 2024001032 6:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94050 Riac #3 GW SP202030501 Entry Point #11 EP 1/9/2024 2024001032 8:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94050 Riac #3 GW SP202030501 Entry Point #11 EP 1/9/2024 2024001032 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94050 Riac #3 GW SP202030501 Entry Point #11 EP 1/9/2024 2024001032 ADONA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94050 Riac #3 GW SP202030501 Entry Point #11 EP 1/9/2024 2024001032 HFPO-DA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94050 Riac #3 GW SP202030501 Entry Point #11 EP 1/9/2024 2024001032 NFDHA 0.02 µg/L EPA 533 < SE2 AM 6 NM



PWSID PWSName Size FacilityID FacilityName FacilityWaterType SamplePointID SamplePointName SamplePointType AssociatedFacilityID AssociatedSamplePointID CollectionDate SampleID Contaminant MRL Units MethodID AnalyticalResultsSign AnalyticalResultValue SampleEventCode MonitoringRequirement Region State
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94050 Riac #3 GW SP202030501 Entry Point #11 EP 1/9/2024 2024001032 PFBA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94050 Riac #3 GW SP202030501 Entry Point #11 EP 1/9/2024 2024001032 PFBS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94050 Riac #3 GW SP202030501 Entry Point #11 EP 1/9/2024 2024001032 PFDA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94050 Riac #3 GW SP202030501 Entry Point #11 EP 1/9/2024 2024001032 PFDoA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94050 Riac #3 GW SP202030501 Entry Point #11 EP 1/9/2024 2024001032 PFEESA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94050 Riac #3 GW SP202030501 Entry Point #11 EP 1/9/2024 2024001032 PFHpA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94050 Riac #3 GW SP202030501 Entry Point #11 EP 1/9/2024 2024001032 PFHpS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94050 Riac #3 GW SP202030501 Entry Point #11 EP 1/9/2024 2024001032 PFHxA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94050 Riac #3 GW SP202030501 Entry Point #11 EP 1/9/2024 2024001032 PFHxS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94050 Riac #3 GW SP202030501 Entry Point #11 EP 1/9/2024 2024001032 PFMBA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94050 Riac #3 GW SP202030501 Entry Point #11 EP 1/9/2024 2024001032 PFMPA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94050 Riac #3 GW SP202030501 Entry Point #11 EP 1/9/2024 2024001032 PFNA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94050 Riac #3 GW SP202030501 Entry Point #11 EP 1/9/2024 2024001032 PFOA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94050 Riac #3 GW SP202030501 Entry Point #11 EP 1/9/2024 2024001032 PFOS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94050 Riac #3 GW SP202030501 Entry Point #11 EP 1/9/2024 2024001032 PFPeA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94050 Riac #3 GW SP202030501 Entry Point #11 EP 1/9/2024 2024001032 PFPeS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94050 Riac #3 GW SP202030501 Entry Point #11 EP 1/9/2024 2024001032 PFUnA 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94050 Riac #3 GW SP202030501 Entry Point #11 EP 1/9/2024 2024001013 NEtFOSAA 0.005 µg/L EPA 537.1 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94050 Riac #3 GW SP202030501 Entry Point #11 EP 1/9/2024 2024001013 NMeFOSAA 0.006 µg/L EPA 537.1 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94050 Riac #3 GW SP202030501 Entry Point #11 EP 1/9/2024 2024001013 PFTA 0.008 µg/L EPA 537.1 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94050 Riac #3 GW SP202030501 Entry Point #11 EP 1/9/2024 2024001013 PFTrDA 0.007 µg/L EPA 537.1 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94051 Riac #4 GW SP202030511 Entry Point #12 EP 7/24/2023 2023033153 lithium 9 µg/L EPA 200.7 = 9.71 SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94051 Riac #4 GW SP202030511 Entry Point #12 EP 7/24/2023 2023033026 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94051 Riac #4 GW SP202030511 Entry Point #12 EP 7/24/2023 2023033026 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94051 Riac #4 GW SP202030511 Entry Point #12 EP 7/24/2023 2023033026 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94051 Riac #4 GW SP202030511 Entry Point #12 EP 7/24/2023 2023033026 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94051 Riac #4 GW SP202030511 Entry Point #12 EP 7/24/2023 2023033026 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94051 Riac #4 GW SP202030511 Entry Point #12 EP 7/24/2023 2023033026 ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94051 Riac #4 GW SP202030511 Entry Point #12 EP 7/24/2023 2023033026 HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94051 Riac #4 GW SP202030511 Entry Point #12 EP 7/24/2023 2023033026 NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94051 Riac #4 GW SP202030511 Entry Point #12 EP 7/24/2023 2023033026 PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94051 Riac #4 GW SP202030511 Entry Point #12 EP 7/24/2023 2023033026 PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94051 Riac #4 GW SP202030511 Entry Point #12 EP 7/24/2023 2023033026 PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94051 Riac #4 GW SP202030511 Entry Point #12 EP 7/24/2023 2023033026 PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94051 Riac #4 GW SP202030511 Entry Point #12 EP 7/24/2023 2023033026 PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94051 Riac #4 GW SP202030511 Entry Point #12 EP 7/24/2023 2023033026 PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94051 Riac #4 GW SP202030511 Entry Point #12 EP 7/24/2023 2023033026 PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94051 Riac #4 GW SP202030511 Entry Point #12 EP 7/24/2023 2023033026 PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94051 Riac #4 GW SP202030511 Entry Point #12 EP 7/24/2023 2023033026 PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94051 Riac #4 GW SP202030511 Entry Point #12 EP 7/24/2023 2023033026 PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94051 Riac #4 GW SP202030511 Entry Point #12 EP 7/24/2023 2023033026 PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94051 Riac #4 GW SP202030511 Entry Point #12 EP 7/24/2023 2023033026 PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94051 Riac #4 GW SP202030511 Entry Point #12 EP 7/24/2023 2023033026 PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94051 Riac #4 GW SP202030511 Entry Point #12 EP 7/24/2023 2023033026 PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94051 Riac #4 GW SP202030511 Entry Point #12 EP 7/24/2023 2023033026 PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94051 Riac #4 GW SP202030511 Entry Point #12 EP 7/24/2023 2023033026 PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94051 Riac #4 GW SP202030511 Entry Point #12 EP 7/24/2023 2023033026 PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94051 Riac #4 GW SP202030511 Entry Point #12 EP 7/24/2023 2023033057 NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94051 Riac #4 GW SP202030511 Entry Point #12 EP 7/24/2023 2023033057 NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94051 Riac #4 GW SP202030511 Entry Point #12 EP 7/24/2023 2023033057 PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94051 Riac #4 GW SP202030511 Entry Point #12 EP 7/24/2023 2023033057 PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94051 Riac #4 GW SP202030511 Entry Point #12 EP 1/9/2024 2024000993 lithium 9 µg/L EPA 200.7 = 10.1 SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94051 Riac #4 GW SP202030511 Entry Point #12 EP 1/9/2024 2024001025 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94051 Riac #4 GW SP202030511 Entry Point #12 EP 1/9/2024 2024001025 4:2 FTS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94051 Riac #4 GW SP202030511 Entry Point #12 EP 1/9/2024 2024001025 6:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94051 Riac #4 GW SP202030511 Entry Point #12 EP 1/9/2024 2024001025 8:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94051 Riac #4 GW SP202030511 Entry Point #12 EP 1/9/2024 2024001025 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94051 Riac #4 GW SP202030511 Entry Point #12 EP 1/9/2024 2024001025 ADONA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94051 Riac #4 GW SP202030511 Entry Point #12 EP 1/9/2024 2024001025 HFPO-DA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94051 Riac #4 GW SP202030511 Entry Point #12 EP 1/9/2024 2024001025 NFDHA 0.02 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94051 Riac #4 GW SP202030511 Entry Point #12 EP 1/9/2024 2024001025 PFBA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94051 Riac #4 GW SP202030511 Entry Point #12 EP 1/9/2024 2024001025 PFBS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94051 Riac #4 GW SP202030511 Entry Point #12 EP 1/9/2024 2024001025 PFDA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94051 Riac #4 GW SP202030511 Entry Point #12 EP 1/9/2024 2024001025 PFDoA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94051 Riac #4 GW SP202030511 Entry Point #12 EP 1/9/2024 2024001025 PFEESA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94051 Riac #4 GW SP202030511 Entry Point #12 EP 1/9/2024 2024001025 PFHpA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94051 Riac #4 GW SP202030511 Entry Point #12 EP 1/9/2024 2024001025 PFHpS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94051 Riac #4 GW SP202030511 Entry Point #12 EP 1/9/2024 2024001025 PFHxA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94051 Riac #4 GW SP202030511 Entry Point #12 EP 1/9/2024 2024001025 PFHxS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94051 Riac #4 GW SP202030511 Entry Point #12 EP 1/9/2024 2024001025 PFMBA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94051 Riac #4 GW SP202030511 Entry Point #12 EP 1/9/2024 2024001025 PFMPA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94051 Riac #4 GW SP202030511 Entry Point #12 EP 1/9/2024 2024001025 PFNA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94051 Riac #4 GW SP202030511 Entry Point #12 EP 1/9/2024 2024001025 PFOA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94051 Riac #4 GW SP202030511 Entry Point #12 EP 1/9/2024 2024001025 PFOS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94051 Riac #4 GW SP202030511 Entry Point #12 EP 1/9/2024 2024001025 PFPeA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94051 Riac #4 GW SP202030511 Entry Point #12 EP 1/9/2024 2024001025 PFPeS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94051 Riac #4 GW SP202030511 Entry Point #12 EP 1/9/2024 2024001025 PFUnA 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94051 Riac #4 GW SP202030511 Entry Point #12 EP 1/9/2024 2024000998 NEtFOSAA 0.005 µg/L EPA 537.1 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94051 Riac #4 GW SP202030511 Entry Point #12 EP 1/9/2024 2024000998 NMeFOSAA 0.006 µg/L EPA 537.1 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94051 Riac #4 GW SP202030511 Entry Point #12 EP 1/9/2024 2024000998 PFTA 0.008 µg/L EPA 537.1 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94051 Riac #4 GW SP202030511 Entry Point #12 EP 1/9/2024 2024000998 PFTrDA 0.007 µg/L EPA 537.1 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94052 Riac #5 GW SP202030521 Entry Point #13 EP 7/24/2023 2023033154 lithium 9 µg/L EPA 200.7 = 10.9 SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94052 Riac #5 GW SP202030521 Entry Point #13 EP 7/24/2023 2023033025 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94052 Riac #5 GW SP202030521 Entry Point #13 EP 7/24/2023 2023033025 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94052 Riac #5 GW SP202030521 Entry Point #13 EP 7/24/2023 2023033025 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94052 Riac #5 GW SP202030521 Entry Point #13 EP 7/24/2023 2023033025 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94052 Riac #5 GW SP202030521 Entry Point #13 EP 7/24/2023 2023033025 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94052 Riac #5 GW SP202030521 Entry Point #13 EP 7/24/2023 2023033025 ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94052 Riac #5 GW SP202030521 Entry Point #13 EP 7/24/2023 2023033025 HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94052 Riac #5 GW SP202030521 Entry Point #13 EP 7/24/2023 2023033025 NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94052 Riac #5 GW SP202030521 Entry Point #13 EP 7/24/2023 2023033025 PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94052 Riac #5 GW SP202030521 Entry Point #13 EP 7/24/2023 2023033025 PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94052 Riac #5 GW SP202030521 Entry Point #13 EP 7/24/2023 2023033025 PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94052 Riac #5 GW SP202030521 Entry Point #13 EP 7/24/2023 2023033025 PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94052 Riac #5 GW SP202030521 Entry Point #13 EP 7/24/2023 2023033025 PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94052 Riac #5 GW SP202030521 Entry Point #13 EP 7/24/2023 2023033025 PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94052 Riac #5 GW SP202030521 Entry Point #13 EP 7/24/2023 2023033025 PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94052 Riac #5 GW SP202030521 Entry Point #13 EP 7/24/2023 2023033025 PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94052 Riac #5 GW SP202030521 Entry Point #13 EP 7/24/2023 2023033025 PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94052 Riac #5 GW SP202030521 Entry Point #13 EP 7/24/2023 2023033025 PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94052 Riac #5 GW SP202030521 Entry Point #13 EP 7/24/2023 2023033025 PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94052 Riac #5 GW SP202030521 Entry Point #13 EP 7/24/2023 2023033025 PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94052 Riac #5 GW SP202030521 Entry Point #13 EP 7/24/2023 2023033025 PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94052 Riac #5 GW SP202030521 Entry Point #13 EP 7/24/2023 2023033025 PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94052 Riac #5 GW SP202030521 Entry Point #13 EP 7/24/2023 2023033025 PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94052 Riac #5 GW SP202030521 Entry Point #13 EP 7/24/2023 2023033025 PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94052 Riac #5 GW SP202030521 Entry Point #13 EP 7/24/2023 2023033025 PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94052 Riac #5 GW SP202030521 Entry Point #13 EP 7/24/2023 2023033062 NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94052 Riac #5 GW SP202030521 Entry Point #13 EP 7/24/2023 2023033062 NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94052 Riac #5 GW SP202030521 Entry Point #13 EP 7/24/2023 2023033062 PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94052 Riac #5 GW SP202030521 Entry Point #13 EP 7/24/2023 2023033062 PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM



PWSID PWSName Size FacilityID FacilityName FacilityWaterType SamplePointID SamplePointName SamplePointType AssociatedFacilityID AssociatedSamplePointID CollectionDate SampleID Contaminant MRL Units MethodID AnalyticalResultsSign AnalyticalResultValue SampleEventCode MonitoringRequirement Region State
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94052 Riac #5 GW SP202030521 Entry Point #13 EP 1/9/2024 2024000994 lithium 9 µg/L EPA 200.7 = 11 SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94052 Riac #5 GW SP202030521 Entry Point #13 EP 1/9/2024 2024001015 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94052 Riac #5 GW SP202030521 Entry Point #13 EP 1/9/2024 2024001015 4:2 FTS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94052 Riac #5 GW SP202030521 Entry Point #13 EP 1/9/2024 2024001015 6:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94052 Riac #5 GW SP202030521 Entry Point #13 EP 1/9/2024 2024001015 8:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94052 Riac #5 GW SP202030521 Entry Point #13 EP 1/9/2024 2024001015 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94052 Riac #5 GW SP202030521 Entry Point #13 EP 1/9/2024 2024001015 ADONA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94052 Riac #5 GW SP202030521 Entry Point #13 EP 1/9/2024 2024001015 HFPO-DA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94052 Riac #5 GW SP202030521 Entry Point #13 EP 1/9/2024 2024001015 NFDHA 0.02 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94052 Riac #5 GW SP202030521 Entry Point #13 EP 1/9/2024 2024001015 PFBA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94052 Riac #5 GW SP202030521 Entry Point #13 EP 1/9/2024 2024001015 PFBS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94052 Riac #5 GW SP202030521 Entry Point #13 EP 1/9/2024 2024001015 PFDA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94052 Riac #5 GW SP202030521 Entry Point #13 EP 1/9/2024 2024001015 PFDoA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94052 Riac #5 GW SP202030521 Entry Point #13 EP 1/9/2024 2024001015 PFEESA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94052 Riac #5 GW SP202030521 Entry Point #13 EP 1/9/2024 2024001015 PFHpA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94052 Riac #5 GW SP202030521 Entry Point #13 EP 1/9/2024 2024001015 PFHpS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94052 Riac #5 GW SP202030521 Entry Point #13 EP 1/9/2024 2024001015 PFHxA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94052 Riac #5 GW SP202030521 Entry Point #13 EP 1/9/2024 2024001015 PFHxS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94052 Riac #5 GW SP202030521 Entry Point #13 EP 1/9/2024 2024001015 PFMBA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94052 Riac #5 GW SP202030521 Entry Point #13 EP 1/9/2024 2024001015 PFMPA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94052 Riac #5 GW SP202030521 Entry Point #13 EP 1/9/2024 2024001015 PFNA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94052 Riac #5 GW SP202030521 Entry Point #13 EP 1/9/2024 2024001015 PFOA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94052 Riac #5 GW SP202030521 Entry Point #13 EP 1/9/2024 2024001015 PFOS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94052 Riac #5 GW SP202030521 Entry Point #13 EP 1/9/2024 2024001015 PFPeA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94052 Riac #5 GW SP202030521 Entry Point #13 EP 1/9/2024 2024001015 PFPeS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94052 Riac #5 GW SP202030521 Entry Point #13 EP 1/9/2024 2024001015 PFUnA 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94052 Riac #5 GW SP202030521 Entry Point #13 EP 1/9/2024 2024001006 NEtFOSAA 0.005 µg/L EPA 537.1 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94052 Riac #5 GW SP202030521 Entry Point #13 EP 1/9/2024 2024001006 NMeFOSAA 0.006 µg/L EPA 537.1 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94052 Riac #5 GW SP202030521 Entry Point #13 EP 1/9/2024 2024001006 PFTA 0.008 µg/L EPA 537.1 < SE2 AM 6 NM
NM3520203 ROSWELL MUNICIPAL WATER SYSTEM L 94052 Riac #5 GW SP202030521 Entry Point #13 EP 1/9/2024 2024001006 PFTrDA 0.007 µg/L EPA 537.1 < SE2 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 91003 Cherokee Well (H-272) GW SP131140031 Entry Point to Dist. System EP 8/9/2023 2023034593 lithium 9 µg/L EPA 200.7 = 12.3 SE1 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 91003 Cherokee Well (H-272) GW SP131140031 Entry Point to Dist. System EP 8/9/2023 2023034598 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 91003 Cherokee Well (H-272) GW SP131140031 Entry Point to Dist. System EP 8/9/2023 2023034598 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 91003 Cherokee Well (H-272) GW SP131140031 Entry Point to Dist. System EP 8/9/2023 2023034598 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 91003 Cherokee Well (H-272) GW SP131140031 Entry Point to Dist. System EP 8/9/2023 2023034598 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 91003 Cherokee Well (H-272) GW SP131140031 Entry Point to Dist. System EP 8/9/2023 2023034598 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 91003 Cherokee Well (H-272) GW SP131140031 Entry Point to Dist. System EP 8/9/2023 2023034598 ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 91003 Cherokee Well (H-272) GW SP131140031 Entry Point to Dist. System EP 8/9/2023 2023034598 HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 91003 Cherokee Well (H-272) GW SP131140031 Entry Point to Dist. System EP 8/9/2023 2023034598 NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 91003 Cherokee Well (H-272) GW SP131140031 Entry Point to Dist. System EP 8/9/2023 2023034598 PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 91003 Cherokee Well (H-272) GW SP131140031 Entry Point to Dist. System EP 8/9/2023 2023034598 PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 91003 Cherokee Well (H-272) GW SP131140031 Entry Point to Dist. System EP 8/9/2023 2023034598 PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 91003 Cherokee Well (H-272) GW SP131140031 Entry Point to Dist. System EP 8/9/2023 2023034598 PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 91003 Cherokee Well (H-272) GW SP131140031 Entry Point to Dist. System EP 8/9/2023 2023034598 PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 91003 Cherokee Well (H-272) GW SP131140031 Entry Point to Dist. System EP 8/9/2023 2023034598 PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 91003 Cherokee Well (H-272) GW SP131140031 Entry Point to Dist. System EP 8/9/2023 2023034598 PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 91003 Cherokee Well (H-272) GW SP131140031 Entry Point to Dist. System EP 8/9/2023 2023034598 PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 91003 Cherokee Well (H-272) GW SP131140031 Entry Point to Dist. System EP 8/9/2023 2023034598 PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 91003 Cherokee Well (H-272) GW SP131140031 Entry Point to Dist. System EP 8/9/2023 2023034598 PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 91003 Cherokee Well (H-272) GW SP131140031 Entry Point to Dist. System EP 8/9/2023 2023034598 PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 91003 Cherokee Well (H-272) GW SP131140031 Entry Point to Dist. System EP 8/9/2023 2023034598 PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 91003 Cherokee Well (H-272) GW SP131140031 Entry Point to Dist. System EP 8/9/2023 2023034598 PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 91003 Cherokee Well (H-272) GW SP131140031 Entry Point to Dist. System EP 8/9/2023 2023034598 PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 91003 Cherokee Well (H-272) GW SP131140031 Entry Point to Dist. System EP 8/9/2023 2023034598 PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 91003 Cherokee Well (H-272) GW SP131140031 Entry Point to Dist. System EP 8/9/2023 2023034598 PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 91003 Cherokee Well (H-272) GW SP131140031 Entry Point to Dist. System EP 8/9/2023 2023034598 PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 91003 Cherokee Well (H-272) GW SP131140031 Entry Point to Dist. System EP 8/9/2023 2023034616 NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 91003 Cherokee Well (H-272) GW SP131140031 Entry Point to Dist. System EP 8/9/2023 2023034616 NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 91003 Cherokee Well (H-272) GW SP131140031 Entry Point to Dist. System EP 8/9/2023 2023034616 PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 91003 Cherokee Well (H-272) GW SP131140031 Entry Point to Dist. System EP 8/9/2023 2023034616 PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 91003 Cherokee Well (H-272) GW SP131140031 Entry Point to Dist. System EP 2/15/2024 2024005157 lithium 9 µg/L EPA 200.7 = 15.1 SE2 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 91003 Cherokee Well (H-272) GW SP131140031 Entry Point to Dist. System EP 2/21/2024 2024006042 NEtFOSAA 0.005 µg/L EPA 537.1 < SE2 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 91003 Cherokee Well (H-272) GW SP131140031 Entry Point to Dist. System EP 2/21/2024 2024006042 NMeFOSAA 0.006 µg/L EPA 537.1 < SE2 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 91003 Cherokee Well (H-272) GW SP131140031 Entry Point to Dist. System EP 2/21/2024 2024006042 PFTA 0.008 µg/L EPA 537.1 < SE2 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 91003 Cherokee Well (H-272) GW SP131140031 Entry Point to Dist. System EP 2/21/2024 2024006042 PFTrDA 0.007 µg/L EPA 537.1 < SE2 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 91011 High School Well H-272-S-9 GW SP131140111 Entry Point to Dist. System EP 8/9/2023 2023034596 lithium 9 µg/L EPA 200.7 = 10.2 SE1 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 91011 High School Well H-272-S-9 GW SP131140111 Entry Point to Dist. System EP 8/9/2023 2023034597 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 91011 High School Well H-272-S-9 GW SP131140111 Entry Point to Dist. System EP 8/9/2023 2023034597 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 91011 High School Well H-272-S-9 GW SP131140111 Entry Point to Dist. System EP 8/9/2023 2023034597 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 91011 High School Well H-272-S-9 GW SP131140111 Entry Point to Dist. System EP 8/9/2023 2023034597 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 91011 High School Well H-272-S-9 GW SP131140111 Entry Point to Dist. System EP 8/9/2023 2023034597 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 91011 High School Well H-272-S-9 GW SP131140111 Entry Point to Dist. System EP 8/9/2023 2023034597 ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 91011 High School Well H-272-S-9 GW SP131140111 Entry Point to Dist. System EP 8/9/2023 2023034597 HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 91011 High School Well H-272-S-9 GW SP131140111 Entry Point to Dist. System EP 8/9/2023 2023034597 NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 91011 High School Well H-272-S-9 GW SP131140111 Entry Point to Dist. System EP 8/9/2023 2023034597 PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 91011 High School Well H-272-S-9 GW SP131140111 Entry Point to Dist. System EP 8/9/2023 2023034597 PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 91011 High School Well H-272-S-9 GW SP131140111 Entry Point to Dist. System EP 8/9/2023 2023034597 PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 91011 High School Well H-272-S-9 GW SP131140111 Entry Point to Dist. System EP 8/9/2023 2023034597 PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 91011 High School Well H-272-S-9 GW SP131140111 Entry Point to Dist. System EP 8/9/2023 2023034597 PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 91011 High School Well H-272-S-9 GW SP131140111 Entry Point to Dist. System EP 8/9/2023 2023034597 PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 91011 High School Well H-272-S-9 GW SP131140111 Entry Point to Dist. System EP 8/9/2023 2023034597 PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 91011 High School Well H-272-S-9 GW SP131140111 Entry Point to Dist. System EP 8/9/2023 2023034597 PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 91011 High School Well H-272-S-9 GW SP131140111 Entry Point to Dist. System EP 8/9/2023 2023034597 PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 91011 High School Well H-272-S-9 GW SP131140111 Entry Point to Dist. System EP 8/9/2023 2023034597 PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 91011 High School Well H-272-S-9 GW SP131140111 Entry Point to Dist. System EP 8/9/2023 2023034597 PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 91011 High School Well H-272-S-9 GW SP131140111 Entry Point to Dist. System EP 8/9/2023 2023034597 PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 91011 High School Well H-272-S-9 GW SP131140111 Entry Point to Dist. System EP 8/9/2023 2023034597 PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 91011 High School Well H-272-S-9 GW SP131140111 Entry Point to Dist. System EP 8/9/2023 2023034597 PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 91011 High School Well H-272-S-9 GW SP131140111 Entry Point to Dist. System EP 8/9/2023 2023034597 PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 91011 High School Well H-272-S-9 GW SP131140111 Entry Point to Dist. System EP 8/9/2023 2023034597 PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 91011 High School Well H-272-S-9 GW SP131140111 Entry Point to Dist. System EP 8/9/2023 2023034597 PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 91011 High School Well H-272-S-9 GW SP131140111 Entry Point to Dist. System EP 8/9/2023 2023034612 NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 91011 High School Well H-272-S-9 GW SP131140111 Entry Point to Dist. System EP 8/9/2023 2023034612 NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 91011 High School Well H-272-S-9 GW SP131140111 Entry Point to Dist. System EP 8/9/2023 2023034612 PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 91011 High School Well H-272-S-9 GW SP131140111 Entry Point to Dist. System EP 8/9/2023 2023034612 PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 91011 High School Well H-272-S-9 GW SP131140111 Entry Point to Dist. System EP 2/13/2024 2024005159 lithium 9 µg/L EPA 200.7 < SE2 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 91011 High School Well H-272-S-9 GW SP131140111 Entry Point to Dist. System EP 2/21/2024 2024006047 NEtFOSAA 0.005 µg/L EPA 537.1 < SE2 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 91011 High School Well H-272-S-9 GW SP131140111 Entry Point to Dist. System EP 2/21/2024 2024006047 NMeFOSAA 0.006 µg/L EPA 537.1 < SE2 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 91011 High School Well H-272-S-9 GW SP131140111 Entry Point to Dist. System EP 2/21/2024 2024006047 PFTA 0.008 µg/L EPA 537.1 < SE2 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 91011 High School Well H-272-S-9 GW SP131140111 Entry Point to Dist. System EP 2/21/2024 2024006047 PFTrDA 0.007 µg/L EPA 537.1 < SE2 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 91010 Hollywood Well (H-272-S) GW SP131140101 Entry Point to Dist. System EP 8/9/2023 2023034595 lithium 9 µg/L EPA 200.7 = 10.8 SE1 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 91010 Hollywood Well (H-272-S) GW SP131140101 Entry Point to Dist. System EP 8/9/2023 2023034604 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 91010 Hollywood Well (H-272-S) GW SP131140101 Entry Point to Dist. System EP 8/9/2023 2023034604 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 91010 Hollywood Well (H-272-S) GW SP131140101 Entry Point to Dist. System EP 8/9/2023 2023034604 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 91010 Hollywood Well (H-272-S) GW SP131140101 Entry Point to Dist. System EP 8/9/2023 2023034604 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 91010 Hollywood Well (H-272-S) GW SP131140101 Entry Point to Dist. System EP 8/9/2023 2023034604 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 91010 Hollywood Well (H-272-S) GW SP131140101 Entry Point to Dist. System EP 8/9/2023 2023034604 ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 91010 Hollywood Well (H-272-S) GW SP131140101 Entry Point to Dist. System EP 8/9/2023 2023034604 HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 91010 Hollywood Well (H-272-S) GW SP131140101 Entry Point to Dist. System EP 8/9/2023 2023034604 NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 91010 Hollywood Well (H-272-S) GW SP131140101 Entry Point to Dist. System EP 8/9/2023 2023034604 PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 91010 Hollywood Well (H-272-S) GW SP131140101 Entry Point to Dist. System EP 8/9/2023 2023034604 PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM



PWSID PWSName Size FacilityID FacilityName FacilityWaterType SamplePointID SamplePointName SamplePointType AssociatedFacilityID AssociatedSamplePointID CollectionDate SampleID Contaminant MRL Units MethodID AnalyticalResultsSign AnalyticalResultValue SampleEventCode MonitoringRequirement Region State
NM3513114 RUIDOSO WATER SYSTEM L 91010 Hollywood Well (H-272-S) GW SP131140101 Entry Point to Dist. System EP 8/9/2023 2023034604 PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 91010 Hollywood Well (H-272-S) GW SP131140101 Entry Point to Dist. System EP 8/9/2023 2023034604 PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 91010 Hollywood Well (H-272-S) GW SP131140101 Entry Point to Dist. System EP 8/9/2023 2023034604 PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 91010 Hollywood Well (H-272-S) GW SP131140101 Entry Point to Dist. System EP 8/9/2023 2023034604 PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 91010 Hollywood Well (H-272-S) GW SP131140101 Entry Point to Dist. System EP 8/9/2023 2023034604 PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 91010 Hollywood Well (H-272-S) GW SP131140101 Entry Point to Dist. System EP 8/9/2023 2023034604 PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 91010 Hollywood Well (H-272-S) GW SP131140101 Entry Point to Dist. System EP 8/9/2023 2023034604 PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 91010 Hollywood Well (H-272-S) GW SP131140101 Entry Point to Dist. System EP 8/9/2023 2023034604 PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 91010 Hollywood Well (H-272-S) GW SP131140101 Entry Point to Dist. System EP 8/9/2023 2023034604 PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 91010 Hollywood Well (H-272-S) GW SP131140101 Entry Point to Dist. System EP 8/9/2023 2023034604 PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 91010 Hollywood Well (H-272-S) GW SP131140101 Entry Point to Dist. System EP 8/9/2023 2023034604 PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 91010 Hollywood Well (H-272-S) GW SP131140101 Entry Point to Dist. System EP 8/9/2023 2023034604 PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 91010 Hollywood Well (H-272-S) GW SP131140101 Entry Point to Dist. System EP 8/9/2023 2023034604 PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 91010 Hollywood Well (H-272-S) GW SP131140101 Entry Point to Dist. System EP 8/9/2023 2023034604 PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 91010 Hollywood Well (H-272-S) GW SP131140101 Entry Point to Dist. System EP 8/9/2023 2023034604 PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 91010 Hollywood Well (H-272-S) GW SP131140101 Entry Point to Dist. System EP 8/9/2023 2023034614 NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 91010 Hollywood Well (H-272-S) GW SP131140101 Entry Point to Dist. System EP 8/9/2023 2023034614 NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 91010 Hollywood Well (H-272-S) GW SP131140101 Entry Point to Dist. System EP 8/9/2023 2023034614 PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 91010 Hollywood Well (H-272-S) GW SP131140101 Entry Point to Dist. System EP 8/9/2023 2023034614 PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 91010 Hollywood Well (H-272-S) GW SP131140101 Entry Point to Dist. System EP 2/15/2024 2024005156 lithium 9 µg/L EPA 200.7 = 11.5 SE2 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 91010 Hollywood Well (H-272-S) GW SP131140101 Entry Point to Dist. System EP 2/21/2024 2024006048 NEtFOSAA 0.005 µg/L EPA 537.1 < SE2 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 91010 Hollywood Well (H-272-S) GW SP131140101 Entry Point to Dist. System EP 2/21/2024 2024006048 NMeFOSAA 0.006 µg/L EPA 537.1 < SE2 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 91010 Hollywood Well (H-272-S) GW SP131140101 Entry Point to Dist. System EP 2/21/2024 2024006048 PFTA 0.008 µg/L EPA 537.1 < SE2 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 91010 Hollywood Well (H-272-S) GW SP131140101 Entry Point to Dist. System EP 2/21/2024 2024006048 PFTrDA 0.007 µg/L EPA 537.1 < SE2 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 90014 Treatment Plant #3 (Alto) MX SP131140141 Entry Point to Dist. System EP 8/9/2023 2023034594 lithium 9 µg/L EPA 200.7 = 18.6 SE1 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 90014 Treatment Plant #3 (Alto) MX SP131140141 Entry Point to Dist. System EP 8/9/2023 2023034636 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 90014 Treatment Plant #3 (Alto) MX SP131140141 Entry Point to Dist. System EP 8/9/2023 2023034636 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 90014 Treatment Plant #3 (Alto) MX SP131140141 Entry Point to Dist. System EP 8/9/2023 2023034636 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 90014 Treatment Plant #3 (Alto) MX SP131140141 Entry Point to Dist. System EP 8/9/2023 2023034636 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 90014 Treatment Plant #3 (Alto) MX SP131140141 Entry Point to Dist. System EP 8/9/2023 2023034636 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 90014 Treatment Plant #3 (Alto) MX SP131140141 Entry Point to Dist. System EP 8/9/2023 2023034636 ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 90014 Treatment Plant #3 (Alto) MX SP131140141 Entry Point to Dist. System EP 8/9/2023 2023034636 HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 90014 Treatment Plant #3 (Alto) MX SP131140141 Entry Point to Dist. System EP 8/9/2023 2023034636 NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 90014 Treatment Plant #3 (Alto) MX SP131140141 Entry Point to Dist. System EP 8/9/2023 2023034636 PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 90014 Treatment Plant #3 (Alto) MX SP131140141 Entry Point to Dist. System EP 8/9/2023 2023034636 PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 90014 Treatment Plant #3 (Alto) MX SP131140141 Entry Point to Dist. System EP 8/9/2023 2023034636 PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 90014 Treatment Plant #3 (Alto) MX SP131140141 Entry Point to Dist. System EP 8/9/2023 2023034636 PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 90014 Treatment Plant #3 (Alto) MX SP131140141 Entry Point to Dist. System EP 8/9/2023 2023034636 PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 90014 Treatment Plant #3 (Alto) MX SP131140141 Entry Point to Dist. System EP 8/9/2023 2023034636 PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 90014 Treatment Plant #3 (Alto) MX SP131140141 Entry Point to Dist. System EP 8/9/2023 2023034636 PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 90014 Treatment Plant #3 (Alto) MX SP131140141 Entry Point to Dist. System EP 8/9/2023 2023034636 PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 90014 Treatment Plant #3 (Alto) MX SP131140141 Entry Point to Dist. System EP 8/9/2023 2023034636 PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 90014 Treatment Plant #3 (Alto) MX SP131140141 Entry Point to Dist. System EP 8/9/2023 2023034636 PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 90014 Treatment Plant #3 (Alto) MX SP131140141 Entry Point to Dist. System EP 8/9/2023 2023034636 PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 90014 Treatment Plant #3 (Alto) MX SP131140141 Entry Point to Dist. System EP 8/9/2023 2023034636 PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 90014 Treatment Plant #3 (Alto) MX SP131140141 Entry Point to Dist. System EP 8/9/2023 2023034636 PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 90014 Treatment Plant #3 (Alto) MX SP131140141 Entry Point to Dist. System EP 8/9/2023 2023034636 PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 90014 Treatment Plant #3 (Alto) MX SP131140141 Entry Point to Dist. System EP 8/9/2023 2023034636 PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 90014 Treatment Plant #3 (Alto) MX SP131140141 Entry Point to Dist. System EP 8/9/2023 2023034636 PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 90014 Treatment Plant #3 (Alto) MX SP131140141 Entry Point to Dist. System EP 8/9/2023 2023034636 PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 90014 Treatment Plant #3 (Alto) MX SP131140141 Entry Point to Dist. System EP 8/9/2023 2023034615 NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 90014 Treatment Plant #3 (Alto) MX SP131140141 Entry Point to Dist. System EP 8/9/2023 2023034615 NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 90014 Treatment Plant #3 (Alto) MX SP131140141 Entry Point to Dist. System EP 8/9/2023 2023034615 PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 90014 Treatment Plant #3 (Alto) MX SP131140141 Entry Point to Dist. System EP 8/9/2023 2023034615 PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 90014 Treatment Plant #3 (Alto) MX SP131140141 Entry Point to Dist. System EP 11/8/2023 2023044990 lithium 9 µg/L EPA 200.7 = 22.8 SE2 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 90014 Treatment Plant #3 (Alto) MX SP131140141 Entry Point to Dist. System EP 11/8/2023 2023044992 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 90014 Treatment Plant #3 (Alto) MX SP131140141 Entry Point to Dist. System EP 11/8/2023 2023044992 4:2 FTS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 90014 Treatment Plant #3 (Alto) MX SP131140141 Entry Point to Dist. System EP 11/8/2023 2023044992 6:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 90014 Treatment Plant #3 (Alto) MX SP131140141 Entry Point to Dist. System EP 11/8/2023 2023044992 8:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 90014 Treatment Plant #3 (Alto) MX SP131140141 Entry Point to Dist. System EP 11/8/2023 2023044992 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 90014 Treatment Plant #3 (Alto) MX SP131140141 Entry Point to Dist. System EP 11/8/2023 2023044992 ADONA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 90014 Treatment Plant #3 (Alto) MX SP131140141 Entry Point to Dist. System EP 11/8/2023 2023044992 HFPO-DA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 90014 Treatment Plant #3 (Alto) MX SP131140141 Entry Point to Dist. System EP 11/8/2023 2023044992 NFDHA 0.02 µg/L EPA 533 < SE2 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 90014 Treatment Plant #3 (Alto) MX SP131140141 Entry Point to Dist. System EP 11/8/2023 2023044992 PFBA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 90014 Treatment Plant #3 (Alto) MX SP131140141 Entry Point to Dist. System EP 11/8/2023 2023044992 PFBS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 90014 Treatment Plant #3 (Alto) MX SP131140141 Entry Point to Dist. System EP 11/8/2023 2023044992 PFDA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 90014 Treatment Plant #3 (Alto) MX SP131140141 Entry Point to Dist. System EP 11/8/2023 2023044992 PFDoA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 90014 Treatment Plant #3 (Alto) MX SP131140141 Entry Point to Dist. System EP 11/8/2023 2023044992 PFEESA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 90014 Treatment Plant #3 (Alto) MX SP131140141 Entry Point to Dist. System EP 11/8/2023 2023044992 PFHpA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 90014 Treatment Plant #3 (Alto) MX SP131140141 Entry Point to Dist. System EP 11/8/2023 2023044992 PFHpS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 90014 Treatment Plant #3 (Alto) MX SP131140141 Entry Point to Dist. System EP 11/8/2023 2023044992 PFHxA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 90014 Treatment Plant #3 (Alto) MX SP131140141 Entry Point to Dist. System EP 11/8/2023 2023044992 PFHxS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 90014 Treatment Plant #3 (Alto) MX SP131140141 Entry Point to Dist. System EP 11/8/2023 2023044992 PFMBA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 90014 Treatment Plant #3 (Alto) MX SP131140141 Entry Point to Dist. System EP 11/8/2023 2023044992 PFMPA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 90014 Treatment Plant #3 (Alto) MX SP131140141 Entry Point to Dist. System EP 11/8/2023 2023044992 PFNA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 90014 Treatment Plant #3 (Alto) MX SP131140141 Entry Point to Dist. System EP 11/8/2023 2023044992 PFOA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 90014 Treatment Plant #3 (Alto) MX SP131140141 Entry Point to Dist. System EP 11/8/2023 2023044992 PFOS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 90014 Treatment Plant #3 (Alto) MX SP131140141 Entry Point to Dist. System EP 11/8/2023 2023044992 PFPeA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 90014 Treatment Plant #3 (Alto) MX SP131140141 Entry Point to Dist. System EP 11/8/2023 2023044992 PFPeS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 90014 Treatment Plant #3 (Alto) MX SP131140141 Entry Point to Dist. System EP 11/8/2023 2023044992 PFUnA 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 90014 Treatment Plant #3 (Alto) MX SP131140141 Entry Point to Dist. System EP 11/8/2023 2023044996 NEtFOSAA 0.005 µg/L EPA 537.1 < SE2 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 90014 Treatment Plant #3 (Alto) MX SP131140141 Entry Point to Dist. System EP 11/8/2023 2023044996 NMeFOSAA 0.006 µg/L EPA 537.1 < SE2 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 90014 Treatment Plant #3 (Alto) MX SP131140141 Entry Point to Dist. System EP 11/8/2023 2023044996 PFTA 0.008 µg/L EPA 537.1 < SE2 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 90014 Treatment Plant #3 (Alto) MX SP131140141 Entry Point to Dist. System EP 11/8/2023 2023044996 PFTrDA 0.007 µg/L EPA 537.1 < SE2 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 90014 Treatment Plant #3 (Alto) MX SP131140141 Entry Point to Dist. System EP 2/13/2024 2024005155 lithium 9 µg/L EPA 200.7 = 17.9 SE3 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 90014 Treatment Plant #3 (Alto) MX SP131140141 Entry Point to Dist. System EP 2/13/2024 2024006041 NEtFOSAA 0.005 µg/L EPA 537.1 < SE3 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 90014 Treatment Plant #3 (Alto) MX SP131140141 Entry Point to Dist. System EP 2/13/2024 2024006041 NMeFOSAA 0.006 µg/L EPA 537.1 < SE3 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 90014 Treatment Plant #3 (Alto) MX SP131140141 Entry Point to Dist. System EP 2/13/2024 2024006041 PFTA 0.008 µg/L EPA 537.1 < SE3 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 90014 Treatment Plant #3 (Alto) MX SP131140141 Entry Point to Dist. System EP 2/13/2024 2024006041 PFTrDA 0.007 µg/L EPA 537.1 < SE3 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 90014 Treatment Plant #3 (Alto) MX SP131140141 Entry Point to Dist. System EP 5/15/2024 2024016801 lithium 9 µg/L EPA 200.7 = 9.47 SE4 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 90014 Treatment Plant #3 (Alto) MX SP131140141 Entry Point to Dist. System EP 5/15/2024 2024016815 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE4 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 90014 Treatment Plant #3 (Alto) MX SP131140141 Entry Point to Dist. System EP 5/15/2024 2024016815 4:2 FTS 0.003 µg/L EPA 533 < SE4 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 90014 Treatment Plant #3 (Alto) MX SP131140141 Entry Point to Dist. System EP 5/15/2024 2024016815 6:2 FTS 0.005 µg/L EPA 533 < SE4 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 90014 Treatment Plant #3 (Alto) MX SP131140141 Entry Point to Dist. System EP 5/15/2024 2024016815 8:2 FTS 0.005 µg/L EPA 533 < SE4 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 90014 Treatment Plant #3 (Alto) MX SP131140141 Entry Point to Dist. System EP 5/15/2024 2024016815 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE4 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 90014 Treatment Plant #3 (Alto) MX SP131140141 Entry Point to Dist. System EP 5/15/2024 2024016815 ADONA 0.003 µg/L EPA 533 < SE4 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 90014 Treatment Plant #3 (Alto) MX SP131140141 Entry Point to Dist. System EP 5/15/2024 2024016815 HFPO-DA 0.005 µg/L EPA 533 < SE4 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 90014 Treatment Plant #3 (Alto) MX SP131140141 Entry Point to Dist. System EP 5/15/2024 2024016815 NFDHA 0.02 µg/L EPA 533 < SE4 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 90014 Treatment Plant #3 (Alto) MX SP131140141 Entry Point to Dist. System EP 5/15/2024 2024016815 PFBA 0.005 µg/L EPA 533 < SE4 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 90014 Treatment Plant #3 (Alto) MX SP131140141 Entry Point to Dist. System EP 5/15/2024 2024016815 PFBS 0.003 µg/L EPA 533 < SE4 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 90014 Treatment Plant #3 (Alto) MX SP131140141 Entry Point to Dist. System EP 5/15/2024 2024016815 PFDA 0.003 µg/L EPA 533 < SE4 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 90014 Treatment Plant #3 (Alto) MX SP131140141 Entry Point to Dist. System EP 5/15/2024 2024016815 PFDoA 0.003 µg/L EPA 533 < SE4 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 90014 Treatment Plant #3 (Alto) MX SP131140141 Entry Point to Dist. System EP 5/15/2024 2024016815 PFEESA 0.003 µg/L EPA 533 < SE4 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 90014 Treatment Plant #3 (Alto) MX SP131140141 Entry Point to Dist. System EP 5/15/2024 2024016815 PFHpA 0.003 µg/L EPA 533 < SE4 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 90014 Treatment Plant #3 (Alto) MX SP131140141 Entry Point to Dist. System EP 5/15/2024 2024016815 PFHpS 0.003 µg/L EPA 533 < SE4 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 90014 Treatment Plant #3 (Alto) MX SP131140141 Entry Point to Dist. System EP 5/15/2024 2024016815 PFHxA 0.003 µg/L EPA 533 < SE4 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 90014 Treatment Plant #3 (Alto) MX SP131140141 Entry Point to Dist. System EP 5/15/2024 2024016815 PFHxS 0.003 µg/L EPA 533 < SE4 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 90014 Treatment Plant #3 (Alto) MX SP131140141 Entry Point to Dist. System EP 5/15/2024 2024016815 PFMBA 0.003 µg/L EPA 533 < SE4 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 90014 Treatment Plant #3 (Alto) MX SP131140141 Entry Point to Dist. System EP 5/15/2024 2024016815 PFMPA 0.004 µg/L EPA 533 < SE4 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 90014 Treatment Plant #3 (Alto) MX SP131140141 Entry Point to Dist. System EP 5/15/2024 2024016815 PFNA 0.004 µg/L EPA 533 < SE4 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 90014 Treatment Plant #3 (Alto) MX SP131140141 Entry Point to Dist. System EP 5/15/2024 2024016815 PFOA 0.004 µg/L EPA 533 < SE4 AM 6 NM
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NM3513114 RUIDOSO WATER SYSTEM L 90014 Treatment Plant #3 (Alto) MX SP131140141 Entry Point to Dist. System EP 5/15/2024 2024016815 PFOS 0.004 µg/L EPA 533 < SE4 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 90014 Treatment Plant #3 (Alto) MX SP131140141 Entry Point to Dist. System EP 5/15/2024 2024016815 PFPeA 0.003 µg/L EPA 533 < SE4 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 90014 Treatment Plant #3 (Alto) MX SP131140141 Entry Point to Dist. System EP 5/15/2024 2024016815 PFPeS 0.004 µg/L EPA 533 < SE4 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 90014 Treatment Plant #3 (Alto) MX SP131140141 Entry Point to Dist. System EP 5/15/2024 2024016815 PFUnA 0.002 µg/L EPA 533 < SE4 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 90014 Treatment Plant #3 (Alto) MX SP131140141 Entry Point to Dist. System EP 5/15/2024 2024016819 NEtFOSAA 0.005 µg/L EPA 537.1 < SE4 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 90014 Treatment Plant #3 (Alto) MX SP131140141 Entry Point to Dist. System EP 5/15/2024 2024016819 NMeFOSAA 0.006 µg/L EPA 537.1 < SE4 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 90014 Treatment Plant #3 (Alto) MX SP131140141 Entry Point to Dist. System EP 5/15/2024 2024016819 PFTA 0.008 µg/L EPA 537.1 < SE4 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 90014 Treatment Plant #3 (Alto) MX SP131140141 Entry Point to Dist. System EP 5/15/2024 2024016819 PFTrDA 0.007 µg/L EPA 537.1 < SE4 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 90036 Treatment Plant #4 (Grindstone) SW SP131140361 Entry Point to Dist. System EP 8/9/2023 2023034592 lithium 9 µg/L EPA 200.7 < SE1 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 90036 Treatment Plant #4 (Grindstone) SW SP131140361 Entry Point to Dist. System EP 8/9/2023 2023034613 NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 90036 Treatment Plant #4 (Grindstone) SW SP131140361 Entry Point to Dist. System EP 8/9/2023 2023034613 NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 90036 Treatment Plant #4 (Grindstone) SW SP131140361 Entry Point to Dist. System EP 8/9/2023 2023034613 PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 90036 Treatment Plant #4 (Grindstone) SW SP131140361 Entry Point to Dist. System EP 8/9/2023 2023034613 PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 90036 Treatment Plant #4 (Grindstone) SW SP131140361 Entry Point to Dist. System EP 11/8/2023 2023044989 lithium 9 µg/L EPA 200.7 < SE2 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 90036 Treatment Plant #4 (Grindstone) SW SP131140361 Entry Point to Dist. System EP 2/13/2024 2024005158 lithium 9 µg/L EPA 200.7 < SE3 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 90036 Treatment Plant #4 (Grindstone) SW SP131140361 Entry Point to Dist. System EP 2/13/2024 2024006039 NEtFOSAA 0.005 µg/L EPA 537.1 < SE3 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 90036 Treatment Plant #4 (Grindstone) SW SP131140361 Entry Point to Dist. System EP 2/13/2024 2024006039 NMeFOSAA 0.006 µg/L EPA 537.1 < SE3 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 90036 Treatment Plant #4 (Grindstone) SW SP131140361 Entry Point to Dist. System EP 2/13/2024 2024006039 PFTA 0.008 µg/L EPA 537.1 < SE3 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 90036 Treatment Plant #4 (Grindstone) SW SP131140361 Entry Point to Dist. System EP 2/13/2024 2024006039 PFTrDA 0.007 µg/L EPA 537.1 < SE3 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 90036 Treatment Plant #4 (Grindstone) SW SP131140361 Entry Point to Dist. System EP 5/15/2024 2024016802 lithium 9 µg/L EPA 200.7 < SE4 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 90036 Treatment Plant #4 (Grindstone) SW SP131140361 Entry Point to Dist. System EP 5/15/2024 2024016822 NEtFOSAA 0.005 µg/L EPA 537.1 < SE4 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 90036 Treatment Plant #4 (Grindstone) SW SP131140361 Entry Point to Dist. System EP 5/15/2024 2024016822 NMeFOSAA 0.006 µg/L EPA 537.1 < SE4 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 90036 Treatment Plant #4 (Grindstone) SW SP131140361 Entry Point to Dist. System EP 5/15/2024 2024016822 PFTA 0.008 µg/L EPA 537.1 < SE4 AM 6 NM
NM3513114 RUIDOSO WATER SYSTEM L 90036 Treatment Plant #4 (Grindstone) SW SP131140361 Entry Point to Dist. System EP 5/15/2024 2024016822 PFTrDA 0.007 µg/L EPA 537.1 < SE4 AM 6 NM
NM3562201 SANDIA PEAK UTILITY S 62201007 SANDIA PEAK UTILITY GW SP622010071 LOVE BOOSTER STATIO EP 6/11/2024 117893P lithium 9 µg/L EPA 200.7 = 14 SE1 AM 6 NM
NM3562201 SANDIA PEAK UTILITY S 62201007 SANDIA PEAK UTILITY GW SP622010071 LOVE BOOSTER STATIO EP 6/11/2024 117893P 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3562201 SANDIA PEAK UTILITY S 62201007 SANDIA PEAK UTILITY GW SP622010071 LOVE BOOSTER STATIO EP 6/11/2024 117893P 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3562201 SANDIA PEAK UTILITY S 62201007 SANDIA PEAK UTILITY GW SP622010071 LOVE BOOSTER STATIO EP 6/11/2024 117893P 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3562201 SANDIA PEAK UTILITY S 62201007 SANDIA PEAK UTILITY GW SP622010071 LOVE BOOSTER STATIO EP 6/11/2024 117893P 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3562201 SANDIA PEAK UTILITY S 62201007 SANDIA PEAK UTILITY GW SP622010071 LOVE BOOSTER STATIO EP 6/11/2024 117893P 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3562201 SANDIA PEAK UTILITY S 62201007 SANDIA PEAK UTILITY GW SP622010071 LOVE BOOSTER STATIO EP 6/11/2024 117893P ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3562201 SANDIA PEAK UTILITY S 62201007 SANDIA PEAK UTILITY GW SP622010071 LOVE BOOSTER STATIO EP 6/11/2024 117893P HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3562201 SANDIA PEAK UTILITY S 62201007 SANDIA PEAK UTILITY GW SP622010071 LOVE BOOSTER STATIO EP 6/11/2024 117893P NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3562201 SANDIA PEAK UTILITY S 62201007 SANDIA PEAK UTILITY GW SP622010071 LOVE BOOSTER STATIO EP 6/11/2024 117893P PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3562201 SANDIA PEAK UTILITY S 62201007 SANDIA PEAK UTILITY GW SP622010071 LOVE BOOSTER STATIO EP 6/11/2024 117893P PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3562201 SANDIA PEAK UTILITY S 62201007 SANDIA PEAK UTILITY GW SP622010071 LOVE BOOSTER STATIO EP 6/11/2024 117893P PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3562201 SANDIA PEAK UTILITY S 62201007 SANDIA PEAK UTILITY GW SP622010071 LOVE BOOSTER STATIO EP 6/11/2024 117893P PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3562201 SANDIA PEAK UTILITY S 62201007 SANDIA PEAK UTILITY GW SP622010071 LOVE BOOSTER STATIO EP 6/11/2024 117893P PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3562201 SANDIA PEAK UTILITY S 62201007 SANDIA PEAK UTILITY GW SP622010071 LOVE BOOSTER STATIO EP 6/11/2024 117893P PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3562201 SANDIA PEAK UTILITY S 62201007 SANDIA PEAK UTILITY GW SP622010071 LOVE BOOSTER STATIO EP 6/11/2024 117893P PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3562201 SANDIA PEAK UTILITY S 62201007 SANDIA PEAK UTILITY GW SP622010071 LOVE BOOSTER STATIO EP 6/11/2024 117893P PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3562201 SANDIA PEAK UTILITY S 62201007 SANDIA PEAK UTILITY GW SP622010071 LOVE BOOSTER STATIO EP 6/11/2024 117893P PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3562201 SANDIA PEAK UTILITY S 62201007 SANDIA PEAK UTILITY GW SP622010071 LOVE BOOSTER STATIO EP 6/11/2024 117893P PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3562201 SANDIA PEAK UTILITY S 62201007 SANDIA PEAK UTILITY GW SP622010071 LOVE BOOSTER STATIO EP 6/11/2024 117893P PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3562201 SANDIA PEAK UTILITY S 62201007 SANDIA PEAK UTILITY GW SP622010071 LOVE BOOSTER STATIO EP 6/11/2024 117893P PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3562201 SANDIA PEAK UTILITY S 62201007 SANDIA PEAK UTILITY GW SP622010071 LOVE BOOSTER STATIO EP 6/11/2024 117893P PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3562201 SANDIA PEAK UTILITY S 62201007 SANDIA PEAK UTILITY GW SP622010071 LOVE BOOSTER STATIO EP 6/11/2024 117893P PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3562201 SANDIA PEAK UTILITY S 62201007 SANDIA PEAK UTILITY GW SP622010071 LOVE BOOSTER STATIO EP 6/11/2024 117893P PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3562201 SANDIA PEAK UTILITY S 62201007 SANDIA PEAK UTILITY GW SP622010071 LOVE BOOSTER STATIO EP 6/11/2024 117893P PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3562201 SANDIA PEAK UTILITY S 62201007 SANDIA PEAK UTILITY GW SP622010071 LOVE BOOSTER STATIO EP 6/11/2024 117893P PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3562201 SANDIA PEAK UTILITY S 62201007 SANDIA PEAK UTILITY GW SP622010071 LOVE BOOSTER STATIO EP 6/11/2024 117893P NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3562201 SANDIA PEAK UTILITY S 62201007 SANDIA PEAK UTILITY GW SP622010071 LOVE BOOSTER STATIO EP 6/11/2024 117893P NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3562201 SANDIA PEAK UTILITY S 62201007 SANDIA PEAK UTILITY GW SP622010071 LOVE BOOSTER STATIO EP 6/11/2024 117893P PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3562201 SANDIA PEAK UTILITY S 62201007 SANDIA PEAK UTILITY GW SP622010071 LOVE BOOSTER STATIO EP 6/11/2024 117893P PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94038 10 MG Storage Tank MX SP051260381 Entry Point to Dist. System EP 9/5/2023 2023037409 lithium 9 µg/L EPA 200.7 = 18.5 SE1 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94038 10 MG Storage Tank MX SP051260381 Entry Point to Dist. System EP 9/5/2023 2023037376 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94038 10 MG Storage Tank MX SP051260381 Entry Point to Dist. System EP 9/5/2023 2023037376 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94038 10 MG Storage Tank MX SP051260381 Entry Point to Dist. System EP 9/5/2023 2023037376 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94038 10 MG Storage Tank MX SP051260381 Entry Point to Dist. System EP 9/5/2023 2023037376 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94038 10 MG Storage Tank MX SP051260381 Entry Point to Dist. System EP 9/5/2023 2023037376 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94038 10 MG Storage Tank MX SP051260381 Entry Point to Dist. System EP 9/5/2023 2023037376 ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94038 10 MG Storage Tank MX SP051260381 Entry Point to Dist. System EP 9/5/2023 2023037376 HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94038 10 MG Storage Tank MX SP051260381 Entry Point to Dist. System EP 9/5/2023 2023037376 NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94038 10 MG Storage Tank MX SP051260381 Entry Point to Dist. System EP 9/5/2023 2023037376 PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94038 10 MG Storage Tank MX SP051260381 Entry Point to Dist. System EP 9/5/2023 2023037376 PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94038 10 MG Storage Tank MX SP051260381 Entry Point to Dist. System EP 9/5/2023 2023037376 PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94038 10 MG Storage Tank MX SP051260381 Entry Point to Dist. System EP 9/5/2023 2023037376 PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94038 10 MG Storage Tank MX SP051260381 Entry Point to Dist. System EP 9/5/2023 2023037376 PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94038 10 MG Storage Tank MX SP051260381 Entry Point to Dist. System EP 9/5/2023 2023037376 PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94038 10 MG Storage Tank MX SP051260381 Entry Point to Dist. System EP 9/5/2023 2023037376 PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94038 10 MG Storage Tank MX SP051260381 Entry Point to Dist. System EP 9/5/2023 2023037376 PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94038 10 MG Storage Tank MX SP051260381 Entry Point to Dist. System EP 9/5/2023 2023037376 PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94038 10 MG Storage Tank MX SP051260381 Entry Point to Dist. System EP 9/5/2023 2023037376 PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94038 10 MG Storage Tank MX SP051260381 Entry Point to Dist. System EP 9/5/2023 2023037376 PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94038 10 MG Storage Tank MX SP051260381 Entry Point to Dist. System EP 9/5/2023 2023037376 PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94038 10 MG Storage Tank MX SP051260381 Entry Point to Dist. System EP 9/5/2023 2023037376 PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94038 10 MG Storage Tank MX SP051260381 Entry Point to Dist. System EP 9/5/2023 2023037376 PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94038 10 MG Storage Tank MX SP051260381 Entry Point to Dist. System EP 9/5/2023 2023037376 PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94038 10 MG Storage Tank MX SP051260381 Entry Point to Dist. System EP 9/5/2023 2023037376 PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94038 10 MG Storage Tank MX SP051260381 Entry Point to Dist. System EP 9/5/2023 2023037376 PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94038 10 MG Storage Tank MX SP051260381 Entry Point to Dist. System EP 12/5/2023 2023047493 lithium 9 µg/L EPA 200.7 = 20.9 SE2 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94038 10 MG Storage Tank MX SP051260381 Entry Point to Dist. System EP 12/5/2023 2023047498 NEtFOSAA 0.005 µg/L EPA 537.1 < SE2 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94038 10 MG Storage Tank MX SP051260381 Entry Point to Dist. System EP 12/5/2023 2023047498 NMeFOSAA 0.006 µg/L EPA 537.1 < SE2 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94038 10 MG Storage Tank MX SP051260381 Entry Point to Dist. System EP 12/5/2023 2023047498 PFTA 0.008 µg/L EPA 537.1 < SE2 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94038 10 MG Storage Tank MX SP051260381 Entry Point to Dist. System EP 12/5/2023 2023047498 PFTrDA 0.007 µg/L EPA 537.1 < SE2 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94038 10 MG Storage Tank MX SP051260381 Entry Point to Dist. System EP 3/5/2024 2024007768 lithium 9 µg/L EPA 200.7 = 18.1 SE3 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94038 10 MG Storage Tank MX SP051260381 Entry Point to Dist. System EP 3/5/2024 2024007789 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE3 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94038 10 MG Storage Tank MX SP051260381 Entry Point to Dist. System EP 3/5/2024 2024007789 4:2 FTS 0.003 µg/L EPA 533 < SE3 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94038 10 MG Storage Tank MX SP051260381 Entry Point to Dist. System EP 3/5/2024 2024007789 6:2 FTS 0.005 µg/L EPA 533 < SE3 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94038 10 MG Storage Tank MX SP051260381 Entry Point to Dist. System EP 3/5/2024 2024007789 8:2 FTS 0.005 µg/L EPA 533 < SE3 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94038 10 MG Storage Tank MX SP051260381 Entry Point to Dist. System EP 3/5/2024 2024007789 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE3 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94038 10 MG Storage Tank MX SP051260381 Entry Point to Dist. System EP 3/5/2024 2024007789 ADONA 0.003 µg/L EPA 533 < SE3 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94038 10 MG Storage Tank MX SP051260381 Entry Point to Dist. System EP 3/5/2024 2024007789 HFPO-DA 0.005 µg/L EPA 533 < SE3 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94038 10 MG Storage Tank MX SP051260381 Entry Point to Dist. System EP 3/5/2024 2024007789 NFDHA 0.02 µg/L EPA 533 < SE3 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94038 10 MG Storage Tank MX SP051260381 Entry Point to Dist. System EP 3/5/2024 2024007789 PFBA 0.005 µg/L EPA 533 < SE3 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94038 10 MG Storage Tank MX SP051260381 Entry Point to Dist. System EP 3/5/2024 2024007789 PFBS 0.003 µg/L EPA 533 < SE3 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94038 10 MG Storage Tank MX SP051260381 Entry Point to Dist. System EP 3/5/2024 2024007789 PFDA 0.003 µg/L EPA 533 < SE3 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94038 10 MG Storage Tank MX SP051260381 Entry Point to Dist. System EP 3/5/2024 2024007789 PFDoA 0.003 µg/L EPA 533 < SE3 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94038 10 MG Storage Tank MX SP051260381 Entry Point to Dist. System EP 3/5/2024 2024007789 PFEESA 0.003 µg/L EPA 533 < SE3 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94038 10 MG Storage Tank MX SP051260381 Entry Point to Dist. System EP 3/5/2024 2024007789 PFHpA 0.003 µg/L EPA 533 < SE3 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94038 10 MG Storage Tank MX SP051260381 Entry Point to Dist. System EP 3/5/2024 2024007789 PFHpS 0.003 µg/L EPA 533 < SE3 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94038 10 MG Storage Tank MX SP051260381 Entry Point to Dist. System EP 3/5/2024 2024007789 PFHxA 0.003 µg/L EPA 533 < SE3 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94038 10 MG Storage Tank MX SP051260381 Entry Point to Dist. System EP 3/5/2024 2024007789 PFHxS 0.003 µg/L EPA 533 < SE3 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94038 10 MG Storage Tank MX SP051260381 Entry Point to Dist. System EP 3/5/2024 2024007789 PFMBA 0.003 µg/L EPA 533 < SE3 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94038 10 MG Storage Tank MX SP051260381 Entry Point to Dist. System EP 3/5/2024 2024007789 PFMPA 0.004 µg/L EPA 533 < SE3 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94038 10 MG Storage Tank MX SP051260381 Entry Point to Dist. System EP 3/5/2024 2024007789 PFNA 0.004 µg/L EPA 533 < SE3 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94038 10 MG Storage Tank MX SP051260381 Entry Point to Dist. System EP 3/5/2024 2024007789 PFOA 0.004 µg/L EPA 533 < SE3 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94038 10 MG Storage Tank MX SP051260381 Entry Point to Dist. System EP 3/5/2024 2024007789 PFOS 0.004 µg/L EPA 533 < SE3 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94038 10 MG Storage Tank MX SP051260381 Entry Point to Dist. System EP 3/5/2024 2024007789 PFPeA 0.003 µg/L EPA 533 < SE3 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94038 10 MG Storage Tank MX SP051260381 Entry Point to Dist. System EP 3/5/2024 2024007789 PFPeS 0.004 µg/L EPA 533 < SE3 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94038 10 MG Storage Tank MX SP051260381 Entry Point to Dist. System EP 3/5/2024 2024007789 PFUnA 0.002 µg/L EPA 533 < SE3 AM 6 NM



PWSID PWSName Size FacilityID FacilityName FacilityWaterType SamplePointID SamplePointName SamplePointType AssociatedFacilityID AssociatedSamplePointID CollectionDate SampleID Contaminant MRL Units MethodID AnalyticalResultsSign AnalyticalResultValue SampleEventCode MonitoringRequirement Region State
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94038 10 MG Storage Tank MX SP051260381 Entry Point to Dist. System EP 3/5/2024 2024007776 NEtFOSAA 0.005 µg/L EPA 537.1 < SE3 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94038 10 MG Storage Tank MX SP051260381 Entry Point to Dist. System EP 3/5/2024 2024007776 NMeFOSAA 0.006 µg/L EPA 537.1 < SE3 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94038 10 MG Storage Tank MX SP051260381 Entry Point to Dist. System EP 3/5/2024 2024007776 PFTA 0.008 µg/L EPA 537.1 < SE3 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94038 10 MG Storage Tank MX SP051260381 Entry Point to Dist. System EP 3/5/2024 2024007776 PFTrDA 0.007 µg/L EPA 537.1 < SE3 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94038 10 MG Storage Tank MX SP051260381 Entry Point to Dist. System EP 6/5/2024 2024019180 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE4 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94038 10 MG Storage Tank MX SP051260381 Entry Point to Dist. System EP 6/5/2024 2024019180 4:2 FTS 0.003 µg/L EPA 533 < SE4 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94038 10 MG Storage Tank MX SP051260381 Entry Point to Dist. System EP 6/5/2024 2024019180 6:2 FTS 0.005 µg/L EPA 533 < SE4 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94038 10 MG Storage Tank MX SP051260381 Entry Point to Dist. System EP 6/5/2024 2024019180 8:2 FTS 0.005 µg/L EPA 533 < SE4 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94038 10 MG Storage Tank MX SP051260381 Entry Point to Dist. System EP 6/5/2024 2024019180 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE4 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94038 10 MG Storage Tank MX SP051260381 Entry Point to Dist. System EP 6/5/2024 2024019180 ADONA 0.003 µg/L EPA 533 < SE4 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94038 10 MG Storage Tank MX SP051260381 Entry Point to Dist. System EP 6/5/2024 2024019180 HFPO-DA 0.005 µg/L EPA 533 < SE4 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94038 10 MG Storage Tank MX SP051260381 Entry Point to Dist. System EP 6/5/2024 2024019180 NFDHA 0.02 µg/L EPA 533 < SE4 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94038 10 MG Storage Tank MX SP051260381 Entry Point to Dist. System EP 6/5/2024 2024019180 PFBA 0.005 µg/L EPA 533 < SE4 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94038 10 MG Storage Tank MX SP051260381 Entry Point to Dist. System EP 6/5/2024 2024019180 PFBS 0.003 µg/L EPA 533 < SE4 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94038 10 MG Storage Tank MX SP051260381 Entry Point to Dist. System EP 6/5/2024 2024019180 PFDA 0.003 µg/L EPA 533 < SE4 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94038 10 MG Storage Tank MX SP051260381 Entry Point to Dist. System EP 6/5/2024 2024019180 PFDoA 0.003 µg/L EPA 533 < SE4 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94038 10 MG Storage Tank MX SP051260381 Entry Point to Dist. System EP 6/5/2024 2024019180 PFEESA 0.003 µg/L EPA 533 < SE4 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94038 10 MG Storage Tank MX SP051260381 Entry Point to Dist. System EP 6/5/2024 2024019180 PFHpA 0.003 µg/L EPA 533 < SE4 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94038 10 MG Storage Tank MX SP051260381 Entry Point to Dist. System EP 6/5/2024 2024019180 PFHpS 0.003 µg/L EPA 533 < SE4 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94038 10 MG Storage Tank MX SP051260381 Entry Point to Dist. System EP 6/5/2024 2024019180 PFHxA 0.003 µg/L EPA 533 < SE4 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94038 10 MG Storage Tank MX SP051260381 Entry Point to Dist. System EP 6/5/2024 2024019180 PFHxS 0.003 µg/L EPA 533 < SE4 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94038 10 MG Storage Tank MX SP051260381 Entry Point to Dist. System EP 6/5/2024 2024019180 PFMBA 0.003 µg/L EPA 533 < SE4 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94038 10 MG Storage Tank MX SP051260381 Entry Point to Dist. System EP 6/5/2024 2024019180 PFMPA 0.004 µg/L EPA 533 < SE4 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94038 10 MG Storage Tank MX SP051260381 Entry Point to Dist. System EP 6/5/2024 2024019180 PFNA 0.004 µg/L EPA 533 < SE4 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94038 10 MG Storage Tank MX SP051260381 Entry Point to Dist. System EP 6/5/2024 2024019180 PFOA 0.004 µg/L EPA 533 < SE4 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94038 10 MG Storage Tank MX SP051260381 Entry Point to Dist. System EP 6/5/2024 2024019180 PFOS 0.004 µg/L EPA 533 < SE4 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94038 10 MG Storage Tank MX SP051260381 Entry Point to Dist. System EP 6/5/2024 2024019180 PFPeA 0.003 µg/L EPA 533 < SE4 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94038 10 MG Storage Tank MX SP051260381 Entry Point to Dist. System EP 6/5/2024 2024019180 PFPeS 0.004 µg/L EPA 533 < SE4 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94038 10 MG Storage Tank MX SP051260381 Entry Point to Dist. System EP 6/5/2024 2024019180 PFUnA 0.002 µg/L EPA 533 < SE4 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94038 10 MG Storage Tank MX SP051260381 Entry Point to Dist. System EP 6/5/2024 2024019187 NEtFOSAA 0.005 µg/L EPA 537.1 < SE4 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94038 10 MG Storage Tank MX SP051260381 Entry Point to Dist. System EP 6/5/2024 2024019187 NMeFOSAA 0.006 µg/L EPA 537.1 < SE4 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94038 10 MG Storage Tank MX SP051260381 Entry Point to Dist. System EP 6/5/2024 2024019187 PFTA 0.008 µg/L EPA 537.1 < SE4 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94038 10 MG Storage Tank MX SP051260381 Entry Point to Dist. System EP 6/5/2024 2024019187 PFTrDA 0.007 µg/L EPA 537.1 < SE4 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94040 2 MG Storage Tank SW SP051260401 Entry Point to Dist. System EP 9/5/2023 2023037410 lithium 9 µg/L EPA 200.7 < SE1 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94040 2 MG Storage Tank SW SP051260401 Entry Point to Dist. System EP 12/5/2023 2023047494 lithium 9 µg/L EPA 200.7 < SE2 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94040 2 MG Storage Tank SW SP051260401 Entry Point to Dist. System EP 12/5/2023 2023047495 NEtFOSAA 0.005 µg/L EPA 537.1 < SE2 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94040 2 MG Storage Tank SW SP051260401 Entry Point to Dist. System EP 12/5/2023 2023047495 NMeFOSAA 0.006 µg/L EPA 537.1 < SE2 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94040 2 MG Storage Tank SW SP051260401 Entry Point to Dist. System EP 12/5/2023 2023047495 PFTA 0.008 µg/L EPA 537.1 < SE2 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94040 2 MG Storage Tank SW SP051260401 Entry Point to Dist. System EP 12/5/2023 2023047495 PFTrDA 0.007 µg/L EPA 537.1 < SE2 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94040 2 MG Storage Tank SW SP051260401 Entry Point to Dist. System EP 3/5/2024 2024007766 lithium 9 µg/L EPA 200.7 < SE3 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94040 2 MG Storage Tank SW SP051260401 Entry Point to Dist. System EP 3/5/2024 2024007774 NEtFOSAA 0.005 µg/L EPA 537.1 < SE3 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94040 2 MG Storage Tank SW SP051260401 Entry Point to Dist. System EP 3/5/2024 2024007774 NMeFOSAA 0.006 µg/L EPA 537.1 < SE3 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94040 2 MG Storage Tank SW SP051260401 Entry Point to Dist. System EP 3/5/2024 2024007774 PFTA 0.008 µg/L EPA 537.1 < SE3 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94040 2 MG Storage Tank SW SP051260401 Entry Point to Dist. System EP 3/5/2024 2024007774 PFTrDA 0.007 µg/L EPA 537.1 < SE3 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94040 2 MG Storage Tank SW SP051260401 Entry Point to Dist. System EP 6/5/2024 2024019184 NEtFOSAA 0.005 µg/L EPA 537.1 < SE4 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94040 2 MG Storage Tank SW SP051260401 Entry Point to Dist. System EP 6/5/2024 2024019184 NMeFOSAA 0.006 µg/L EPA 537.1 < SE4 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94040 2 MG Storage Tank SW SP051260401 Entry Point to Dist. System EP 6/5/2024 2024019184 PFTA 0.008 µg/L EPA 537.1 < SE4 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94040 2 MG Storage Tank SW SP051260401 Entry Point to Dist. System EP 6/5/2024 2024019184 PFTrDA 0.007 µg/L EPA 537.1 < SE4 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94031 Agua Fria Well GW SP051260311 Entry Point to Dist. System EP 9/5/2023 2023037408 lithium 9 µg/L EPA 200.7 < SE1 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94031 Agua Fria Well GW SP051260311 Entry Point to Dist. System EP 9/5/2023 2023037377 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94031 Agua Fria Well GW SP051260311 Entry Point to Dist. System EP 9/5/2023 2023037377 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94031 Agua Fria Well GW SP051260311 Entry Point to Dist. System EP 9/5/2023 2023037377 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94031 Agua Fria Well GW SP051260311 Entry Point to Dist. System EP 9/5/2023 2023037377 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94031 Agua Fria Well GW SP051260311 Entry Point to Dist. System EP 9/5/2023 2023037377 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94031 Agua Fria Well GW SP051260311 Entry Point to Dist. System EP 9/5/2023 2023037377 ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94031 Agua Fria Well GW SP051260311 Entry Point to Dist. System EP 9/5/2023 2023037377 HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94031 Agua Fria Well GW SP051260311 Entry Point to Dist. System EP 9/5/2023 2023037377 NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94031 Agua Fria Well GW SP051260311 Entry Point to Dist. System EP 9/5/2023 2023037377 PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94031 Agua Fria Well GW SP051260311 Entry Point to Dist. System EP 9/5/2023 2023037377 PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94031 Agua Fria Well GW SP051260311 Entry Point to Dist. System EP 9/5/2023 2023037377 PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94031 Agua Fria Well GW SP051260311 Entry Point to Dist. System EP 9/5/2023 2023037377 PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94031 Agua Fria Well GW SP051260311 Entry Point to Dist. System EP 9/5/2023 2023037377 PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94031 Agua Fria Well GW SP051260311 Entry Point to Dist. System EP 9/5/2023 2023037377 PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94031 Agua Fria Well GW SP051260311 Entry Point to Dist. System EP 9/5/2023 2023037377 PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94031 Agua Fria Well GW SP051260311 Entry Point to Dist. System EP 9/5/2023 2023037377 PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94031 Agua Fria Well GW SP051260311 Entry Point to Dist. System EP 9/5/2023 2023037377 PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94031 Agua Fria Well GW SP051260311 Entry Point to Dist. System EP 9/5/2023 2023037377 PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94031 Agua Fria Well GW SP051260311 Entry Point to Dist. System EP 9/5/2023 2023037377 PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94031 Agua Fria Well GW SP051260311 Entry Point to Dist. System EP 9/5/2023 2023037377 PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94031 Agua Fria Well GW SP051260311 Entry Point to Dist. System EP 9/5/2023 2023037377 PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94031 Agua Fria Well GW SP051260311 Entry Point to Dist. System EP 9/5/2023 2023037377 PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94031 Agua Fria Well GW SP051260311 Entry Point to Dist. System EP 9/5/2023 2023037377 PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94031 Agua Fria Well GW SP051260311 Entry Point to Dist. System EP 9/5/2023 2023037377 PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94031 Agua Fria Well GW SP051260311 Entry Point to Dist. System EP 9/5/2023 2023037377 PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94031 Agua Fria Well GW SP051260311 Entry Point to Dist. System EP 3/5/2024 2024007767 lithium 9 µg/L EPA 200.7 < SE2 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94031 Agua Fria Well GW SP051260311 Entry Point to Dist. System EP 3/5/2024 2024007790 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94031 Agua Fria Well GW SP051260311 Entry Point to Dist. System EP 3/5/2024 2024007790 4:2 FTS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94031 Agua Fria Well GW SP051260311 Entry Point to Dist. System EP 3/5/2024 2024007790 6:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94031 Agua Fria Well GW SP051260311 Entry Point to Dist. System EP 3/5/2024 2024007790 8:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94031 Agua Fria Well GW SP051260311 Entry Point to Dist. System EP 3/5/2024 2024007790 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94031 Agua Fria Well GW SP051260311 Entry Point to Dist. System EP 3/5/2024 2024007790 ADONA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94031 Agua Fria Well GW SP051260311 Entry Point to Dist. System EP 3/5/2024 2024007790 HFPO-DA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94031 Agua Fria Well GW SP051260311 Entry Point to Dist. System EP 3/5/2024 2024007790 NFDHA 0.02 µg/L EPA 533 < SE2 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94031 Agua Fria Well GW SP051260311 Entry Point to Dist. System EP 3/5/2024 2024007790 PFBA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94031 Agua Fria Well GW SP051260311 Entry Point to Dist. System EP 3/5/2024 2024007790 PFBS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94031 Agua Fria Well GW SP051260311 Entry Point to Dist. System EP 3/5/2024 2024007790 PFDA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94031 Agua Fria Well GW SP051260311 Entry Point to Dist. System EP 3/5/2024 2024007790 PFDoA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94031 Agua Fria Well GW SP051260311 Entry Point to Dist. System EP 3/5/2024 2024007790 PFEESA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94031 Agua Fria Well GW SP051260311 Entry Point to Dist. System EP 3/5/2024 2024007790 PFHpA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94031 Agua Fria Well GW SP051260311 Entry Point to Dist. System EP 3/5/2024 2024007790 PFHpS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94031 Agua Fria Well GW SP051260311 Entry Point to Dist. System EP 3/5/2024 2024007790 PFHxA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94031 Agua Fria Well GW SP051260311 Entry Point to Dist. System EP 3/5/2024 2024007790 PFHxS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94031 Agua Fria Well GW SP051260311 Entry Point to Dist. System EP 3/5/2024 2024007790 PFMBA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94031 Agua Fria Well GW SP051260311 Entry Point to Dist. System EP 3/5/2024 2024007790 PFMPA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94031 Agua Fria Well GW SP051260311 Entry Point to Dist. System EP 3/5/2024 2024007790 PFNA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94031 Agua Fria Well GW SP051260311 Entry Point to Dist. System EP 3/5/2024 2024007790 PFOA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94031 Agua Fria Well GW SP051260311 Entry Point to Dist. System EP 3/5/2024 2024007790 PFOS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94031 Agua Fria Well GW SP051260311 Entry Point to Dist. System EP 3/5/2024 2024007790 PFPeA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94031 Agua Fria Well GW SP051260311 Entry Point to Dist. System EP 3/5/2024 2024007790 PFPeS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94031 Agua Fria Well GW SP051260311 Entry Point to Dist. System EP 3/5/2024 2024007790 PFUnA 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94031 Agua Fria Well GW SP051260311 Entry Point to Dist. System EP 3/5/2024 2024007785 NEtFOSAA 0.005 µg/L EPA 537.1 < SE2 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94031 Agua Fria Well GW SP051260311 Entry Point to Dist. System EP 3/5/2024 2024007785 NMeFOSAA 0.006 µg/L EPA 537.1 < SE2 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94031 Agua Fria Well GW SP051260311 Entry Point to Dist. System EP 3/5/2024 2024007785 PFTA 0.008 µg/L EPA 537.1 < SE2 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94031 Agua Fria Well GW SP051260311 Entry Point to Dist. System EP 3/5/2024 2024007785 PFTrDA 0.007 µg/L EPA 537.1 < SE2 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94030 Alto & Ferguson GW SP051260301 Entry Point to Dist. System EP 9/5/2023 2023037405 lithium 9 µg/L EPA 200.7 < SE1 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94030 Alto & Ferguson GW SP051260301 Entry Point to Dist. System EP 9/5/2023 2023037384 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94030 Alto & Ferguson GW SP051260301 Entry Point to Dist. System EP 9/5/2023 2023037384 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94030 Alto & Ferguson GW SP051260301 Entry Point to Dist. System EP 9/5/2023 2023037384 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94030 Alto & Ferguson GW SP051260301 Entry Point to Dist. System EP 9/5/2023 2023037384 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94030 Alto & Ferguson GW SP051260301 Entry Point to Dist. System EP 9/5/2023 2023037384 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94030 Alto & Ferguson GW SP051260301 Entry Point to Dist. System EP 9/5/2023 2023037384 ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM



PWSID PWSName Size FacilityID FacilityName FacilityWaterType SamplePointID SamplePointName SamplePointType AssociatedFacilityID AssociatedSamplePointID CollectionDate SampleID Contaminant MRL Units MethodID AnalyticalResultsSign AnalyticalResultValue SampleEventCode MonitoringRequirement Region State
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94030 Alto & Ferguson GW SP051260301 Entry Point to Dist. System EP 9/5/2023 2023037384 HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94030 Alto & Ferguson GW SP051260301 Entry Point to Dist. System EP 9/5/2023 2023037384 NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94030 Alto & Ferguson GW SP051260301 Entry Point to Dist. System EP 9/5/2023 2023037384 PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94030 Alto & Ferguson GW SP051260301 Entry Point to Dist. System EP 9/5/2023 2023037384 PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94030 Alto & Ferguson GW SP051260301 Entry Point to Dist. System EP 9/5/2023 2023037384 PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94030 Alto & Ferguson GW SP051260301 Entry Point to Dist. System EP 9/5/2023 2023037384 PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94030 Alto & Ferguson GW SP051260301 Entry Point to Dist. System EP 9/5/2023 2023037384 PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94030 Alto & Ferguson GW SP051260301 Entry Point to Dist. System EP 9/5/2023 2023037384 PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94030 Alto & Ferguson GW SP051260301 Entry Point to Dist. System EP 9/5/2023 2023037384 PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94030 Alto & Ferguson GW SP051260301 Entry Point to Dist. System EP 9/5/2023 2023037384 PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94030 Alto & Ferguson GW SP051260301 Entry Point to Dist. System EP 9/5/2023 2023037384 PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94030 Alto & Ferguson GW SP051260301 Entry Point to Dist. System EP 9/5/2023 2023037384 PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94030 Alto & Ferguson GW SP051260301 Entry Point to Dist. System EP 9/5/2023 2023037384 PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94030 Alto & Ferguson GW SP051260301 Entry Point to Dist. System EP 9/5/2023 2023037384 PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94030 Alto & Ferguson GW SP051260301 Entry Point to Dist. System EP 9/5/2023 2023037384 PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94030 Alto & Ferguson GW SP051260301 Entry Point to Dist. System EP 9/5/2023 2023037384 PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94030 Alto & Ferguson GW SP051260301 Entry Point to Dist. System EP 9/5/2023 2023037384 PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94030 Alto & Ferguson GW SP051260301 Entry Point to Dist. System EP 9/5/2023 2023037384 PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94030 Alto & Ferguson GW SP051260301 Entry Point to Dist. System EP 9/5/2023 2023037384 PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94030 Alto & Ferguson GW SP051260301 Entry Point to Dist. System EP 3/5/2024 2024007770 lithium 9 µg/L EPA 200.7 < SE2 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94030 Alto & Ferguson GW SP051260301 Entry Point to Dist. System EP 3/5/2024 2024007794 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94030 Alto & Ferguson GW SP051260301 Entry Point to Dist. System EP 3/5/2024 2024007794 4:2 FTS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94030 Alto & Ferguson GW SP051260301 Entry Point to Dist. System EP 3/5/2024 2024007794 6:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94030 Alto & Ferguson GW SP051260301 Entry Point to Dist. System EP 3/5/2024 2024007794 8:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94030 Alto & Ferguson GW SP051260301 Entry Point to Dist. System EP 3/5/2024 2024007794 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94030 Alto & Ferguson GW SP051260301 Entry Point to Dist. System EP 3/5/2024 2024007794 ADONA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94030 Alto & Ferguson GW SP051260301 Entry Point to Dist. System EP 3/5/2024 2024007794 HFPO-DA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94030 Alto & Ferguson GW SP051260301 Entry Point to Dist. System EP 3/5/2024 2024007794 NFDHA 0.02 µg/L EPA 533 < SE2 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94030 Alto & Ferguson GW SP051260301 Entry Point to Dist. System EP 3/5/2024 2024007794 PFBA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94030 Alto & Ferguson GW SP051260301 Entry Point to Dist. System EP 3/5/2024 2024007794 PFBS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94030 Alto & Ferguson GW SP051260301 Entry Point to Dist. System EP 3/5/2024 2024007794 PFDA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94030 Alto & Ferguson GW SP051260301 Entry Point to Dist. System EP 3/5/2024 2024007794 PFDoA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94030 Alto & Ferguson GW SP051260301 Entry Point to Dist. System EP 3/5/2024 2024007794 PFEESA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94030 Alto & Ferguson GW SP051260301 Entry Point to Dist. System EP 3/5/2024 2024007794 PFHpA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94030 Alto & Ferguson GW SP051260301 Entry Point to Dist. System EP 3/5/2024 2024007794 PFHpS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94030 Alto & Ferguson GW SP051260301 Entry Point to Dist. System EP 3/5/2024 2024007794 PFHxA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94030 Alto & Ferguson GW SP051260301 Entry Point to Dist. System EP 3/5/2024 2024007794 PFHxS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94030 Alto & Ferguson GW SP051260301 Entry Point to Dist. System EP 3/5/2024 2024007794 PFMBA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94030 Alto & Ferguson GW SP051260301 Entry Point to Dist. System EP 3/5/2024 2024007794 PFMPA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94030 Alto & Ferguson GW SP051260301 Entry Point to Dist. System EP 3/5/2024 2024007794 PFNA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94030 Alto & Ferguson GW SP051260301 Entry Point to Dist. System EP 3/5/2024 2024007794 PFOA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94030 Alto & Ferguson GW SP051260301 Entry Point to Dist. System EP 3/5/2024 2024007794 PFOS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94030 Alto & Ferguson GW SP051260301 Entry Point to Dist. System EP 3/5/2024 2024007794 PFPeA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94030 Alto & Ferguson GW SP051260301 Entry Point to Dist. System EP 3/5/2024 2024007794 PFPeS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94030 Alto & Ferguson GW SP051260301 Entry Point to Dist. System EP 3/5/2024 2024007794 PFUnA 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94030 Alto & Ferguson GW SP051260301 Entry Point to Dist. System EP 3/5/2024 2024007775 NEtFOSAA 0.005 µg/L EPA 537.1 < SE2 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94030 Alto & Ferguson GW SP051260301 Entry Point to Dist. System EP 3/5/2024 2024007775 NMeFOSAA 0.006 µg/L EPA 537.1 < SE2 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94030 Alto & Ferguson GW SP051260301 Entry Point to Dist. System EP 3/5/2024 2024007775 PFTA 0.008 µg/L EPA 537.1 < SE2 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94030 Alto & Ferguson GW SP051260301 Entry Point to Dist. System EP 3/5/2024 2024007775 PFTrDA 0.007 µg/L EPA 537.1 < SE2 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94034 Osage Well GW SP051260341 Entry Point to Dist. System EP 9/5/2023 2023037407 lithium 9 µg/L EPA 200.7 < SE1 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94034 Osage Well GW SP051260341 Entry Point to Dist. System EP 9/5/2023 2023037380 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94034 Osage Well GW SP051260341 Entry Point to Dist. System EP 9/5/2023 2023037380 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94034 Osage Well GW SP051260341 Entry Point to Dist. System EP 9/5/2023 2023037380 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94034 Osage Well GW SP051260341 Entry Point to Dist. System EP 9/5/2023 2023037380 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94034 Osage Well GW SP051260341 Entry Point to Dist. System EP 9/5/2023 2023037380 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94034 Osage Well GW SP051260341 Entry Point to Dist. System EP 9/5/2023 2023037380 ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94034 Osage Well GW SP051260341 Entry Point to Dist. System EP 9/5/2023 2023037380 HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94034 Osage Well GW SP051260341 Entry Point to Dist. System EP 9/5/2023 2023037380 NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94034 Osage Well GW SP051260341 Entry Point to Dist. System EP 9/5/2023 2023037380 PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94034 Osage Well GW SP051260341 Entry Point to Dist. System EP 9/5/2023 2023037380 PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94034 Osage Well GW SP051260341 Entry Point to Dist. System EP 9/5/2023 2023037380 PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94034 Osage Well GW SP051260341 Entry Point to Dist. System EP 9/5/2023 2023037380 PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94034 Osage Well GW SP051260341 Entry Point to Dist. System EP 9/5/2023 2023037380 PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94034 Osage Well GW SP051260341 Entry Point to Dist. System EP 9/5/2023 2023037380 PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94034 Osage Well GW SP051260341 Entry Point to Dist. System EP 9/5/2023 2023037380 PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94034 Osage Well GW SP051260341 Entry Point to Dist. System EP 9/5/2023 2023037380 PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94034 Osage Well GW SP051260341 Entry Point to Dist. System EP 9/5/2023 2023037380 PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94034 Osage Well GW SP051260341 Entry Point to Dist. System EP 9/5/2023 2023037380 PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94034 Osage Well GW SP051260341 Entry Point to Dist. System EP 9/5/2023 2023037380 PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94034 Osage Well GW SP051260341 Entry Point to Dist. System EP 9/5/2023 2023037380 PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94034 Osage Well GW SP051260341 Entry Point to Dist. System EP 9/5/2023 2023037380 PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94034 Osage Well GW SP051260341 Entry Point to Dist. System EP 9/5/2023 2023037380 PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94034 Osage Well GW SP051260341 Entry Point to Dist. System EP 9/5/2023 2023037380 PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94034 Osage Well GW SP051260341 Entry Point to Dist. System EP 9/5/2023 2023037380 PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94034 Osage Well GW SP051260341 Entry Point to Dist. System EP 9/5/2023 2023037380 PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94034 Osage Well GW SP051260341 Entry Point to Dist. System EP 3/5/2024 2024007769 lithium 9 µg/L EPA 200.7 < SE2 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94034 Osage Well GW SP051260341 Entry Point to Dist. System EP 3/5/2024 2024007797 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94034 Osage Well GW SP051260341 Entry Point to Dist. System EP 3/5/2024 2024007797 4:2 FTS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94034 Osage Well GW SP051260341 Entry Point to Dist. System EP 3/5/2024 2024007797 6:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94034 Osage Well GW SP051260341 Entry Point to Dist. System EP 3/5/2024 2024007797 8:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94034 Osage Well GW SP051260341 Entry Point to Dist. System EP 3/5/2024 2024007797 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94034 Osage Well GW SP051260341 Entry Point to Dist. System EP 3/5/2024 2024007797 ADONA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94034 Osage Well GW SP051260341 Entry Point to Dist. System EP 3/5/2024 2024007797 HFPO-DA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94034 Osage Well GW SP051260341 Entry Point to Dist. System EP 3/5/2024 2024007797 NFDHA 0.02 µg/L EPA 533 < SE2 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94034 Osage Well GW SP051260341 Entry Point to Dist. System EP 3/5/2024 2024007797 PFBA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94034 Osage Well GW SP051260341 Entry Point to Dist. System EP 3/5/2024 2024007797 PFBS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94034 Osage Well GW SP051260341 Entry Point to Dist. System EP 3/5/2024 2024007797 PFDA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94034 Osage Well GW SP051260341 Entry Point to Dist. System EP 3/5/2024 2024007797 PFDoA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94034 Osage Well GW SP051260341 Entry Point to Dist. System EP 3/5/2024 2024007797 PFEESA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94034 Osage Well GW SP051260341 Entry Point to Dist. System EP 3/5/2024 2024007797 PFHpA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94034 Osage Well GW SP051260341 Entry Point to Dist. System EP 3/5/2024 2024007797 PFHpS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94034 Osage Well GW SP051260341 Entry Point to Dist. System EP 3/5/2024 2024007797 PFHxA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94034 Osage Well GW SP051260341 Entry Point to Dist. System EP 3/5/2024 2024007797 PFHxS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94034 Osage Well GW SP051260341 Entry Point to Dist. System EP 3/5/2024 2024007797 PFMBA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94034 Osage Well GW SP051260341 Entry Point to Dist. System EP 3/5/2024 2024007797 PFMPA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94034 Osage Well GW SP051260341 Entry Point to Dist. System EP 3/5/2024 2024007797 PFNA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94034 Osage Well GW SP051260341 Entry Point to Dist. System EP 3/5/2024 2024007797 PFOA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94034 Osage Well GW SP051260341 Entry Point to Dist. System EP 3/5/2024 2024007797 PFOS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94034 Osage Well GW SP051260341 Entry Point to Dist. System EP 3/5/2024 2024007797 PFPeA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94034 Osage Well GW SP051260341 Entry Point to Dist. System EP 3/5/2024 2024007797 PFPeS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94034 Osage Well GW SP051260341 Entry Point to Dist. System EP 3/5/2024 2024007797 PFUnA 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94034 Osage Well GW SP051260341 Entry Point to Dist. System EP 3/5/2024 2024007781 NEtFOSAA 0.005 µg/L EPA 537.1 < SE2 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94034 Osage Well GW SP051260341 Entry Point to Dist. System EP 3/5/2024 2024007781 NMeFOSAA 0.006 µg/L EPA 537.1 < SE2 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94034 Osage Well GW SP051260341 Entry Point to Dist. System EP 3/5/2024 2024007781 PFTA 0.008 µg/L EPA 537.1 < SE2 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94034 Osage Well GW SP051260341 Entry Point to Dist. System EP 3/5/2024 2024007781 PFTrDA 0.007 µg/L EPA 537.1 < SE2 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94033 St. Michael's Well GW SP051260331 Entry Point to Dist. System EP 9/5/2023 2023037404 lithium 9 µg/L EPA 200.7 < SE1 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94033 St. Michael's Well GW SP051260331 Entry Point to Dist. System EP 9/5/2023 2023037378 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94033 St. Michael's Well GW SP051260331 Entry Point to Dist. System EP 9/5/2023 2023037378 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94033 St. Michael's Well GW SP051260331 Entry Point to Dist. System EP 9/5/2023 2023037378 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94033 St. Michael's Well GW SP051260331 Entry Point to Dist. System EP 9/5/2023 2023037378 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94033 St. Michael's Well GW SP051260331 Entry Point to Dist. System EP 9/5/2023 2023037378 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM



PWSID PWSName Size FacilityID FacilityName FacilityWaterType SamplePointID SamplePointName SamplePointType AssociatedFacilityID AssociatedSamplePointID CollectionDate SampleID Contaminant MRL Units MethodID AnalyticalResultsSign AnalyticalResultValue SampleEventCode MonitoringRequirement Region State
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94033 St. Michael's Well GW SP051260331 Entry Point to Dist. System EP 9/5/2023 2023037378 ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94033 St. Michael's Well GW SP051260331 Entry Point to Dist. System EP 9/5/2023 2023037378 HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94033 St. Michael's Well GW SP051260331 Entry Point to Dist. System EP 9/5/2023 2023037378 NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94033 St. Michael's Well GW SP051260331 Entry Point to Dist. System EP 9/5/2023 2023037378 PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94033 St. Michael's Well GW SP051260331 Entry Point to Dist. System EP 9/5/2023 2023037378 PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94033 St. Michael's Well GW SP051260331 Entry Point to Dist. System EP 9/5/2023 2023037378 PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94033 St. Michael's Well GW SP051260331 Entry Point to Dist. System EP 9/5/2023 2023037378 PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94033 St. Michael's Well GW SP051260331 Entry Point to Dist. System EP 9/5/2023 2023037378 PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94033 St. Michael's Well GW SP051260331 Entry Point to Dist. System EP 9/5/2023 2023037378 PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94033 St. Michael's Well GW SP051260331 Entry Point to Dist. System EP 9/5/2023 2023037378 PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94033 St. Michael's Well GW SP051260331 Entry Point to Dist. System EP 9/5/2023 2023037378 PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94033 St. Michael's Well GW SP051260331 Entry Point to Dist. System EP 9/5/2023 2023037378 PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94033 St. Michael's Well GW SP051260331 Entry Point to Dist. System EP 9/5/2023 2023037378 PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94033 St. Michael's Well GW SP051260331 Entry Point to Dist. System EP 9/5/2023 2023037378 PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94033 St. Michael's Well GW SP051260331 Entry Point to Dist. System EP 9/5/2023 2023037378 PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94033 St. Michael's Well GW SP051260331 Entry Point to Dist. System EP 9/5/2023 2023037378 PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94033 St. Michael's Well GW SP051260331 Entry Point to Dist. System EP 9/5/2023 2023037378 PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94033 St. Michael's Well GW SP051260331 Entry Point to Dist. System EP 9/5/2023 2023037378 PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94033 St. Michael's Well GW SP051260331 Entry Point to Dist. System EP 9/5/2023 2023037378 PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94033 St. Michael's Well GW SP051260331 Entry Point to Dist. System EP 9/5/2023 2023037378 PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94033 St. Michael's Well GW SP051260331 Entry Point to Dist. System EP 3/5/2024 2024007772 lithium 9 µg/L EPA 200.7 < SE2 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94033 St. Michael's Well GW SP051260331 Entry Point to Dist. System EP 3/5/2024 2024007792 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94033 St. Michael's Well GW SP051260331 Entry Point to Dist. System EP 3/5/2024 2024007792 4:2 FTS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94033 St. Michael's Well GW SP051260331 Entry Point to Dist. System EP 3/5/2024 2024007792 6:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94033 St. Michael's Well GW SP051260331 Entry Point to Dist. System EP 3/5/2024 2024007792 8:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94033 St. Michael's Well GW SP051260331 Entry Point to Dist. System EP 3/5/2024 2024007792 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94033 St. Michael's Well GW SP051260331 Entry Point to Dist. System EP 3/5/2024 2024007792 ADONA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94033 St. Michael's Well GW SP051260331 Entry Point to Dist. System EP 3/5/2024 2024007792 HFPO-DA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94033 St. Michael's Well GW SP051260331 Entry Point to Dist. System EP 3/5/2024 2024007792 NFDHA 0.02 µg/L EPA 533 < SE2 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94033 St. Michael's Well GW SP051260331 Entry Point to Dist. System EP 3/5/2024 2024007792 PFBA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94033 St. Michael's Well GW SP051260331 Entry Point to Dist. System EP 3/5/2024 2024007792 PFBS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94033 St. Michael's Well GW SP051260331 Entry Point to Dist. System EP 3/5/2024 2024007792 PFDA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94033 St. Michael's Well GW SP051260331 Entry Point to Dist. System EP 3/5/2024 2024007792 PFDoA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94033 St. Michael's Well GW SP051260331 Entry Point to Dist. System EP 3/5/2024 2024007792 PFEESA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94033 St. Michael's Well GW SP051260331 Entry Point to Dist. System EP 3/5/2024 2024007792 PFHpA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94033 St. Michael's Well GW SP051260331 Entry Point to Dist. System EP 3/5/2024 2024007792 PFHpS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94033 St. Michael's Well GW SP051260331 Entry Point to Dist. System EP 3/5/2024 2024007792 PFHxA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94033 St. Michael's Well GW SP051260331 Entry Point to Dist. System EP 3/5/2024 2024007792 PFHxS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94033 St. Michael's Well GW SP051260331 Entry Point to Dist. System EP 3/5/2024 2024007792 PFMBA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94033 St. Michael's Well GW SP051260331 Entry Point to Dist. System EP 3/5/2024 2024007792 PFMPA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94033 St. Michael's Well GW SP051260331 Entry Point to Dist. System EP 3/5/2024 2024007792 PFNA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94033 St. Michael's Well GW SP051260331 Entry Point to Dist. System EP 3/5/2024 2024007792 PFOA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94033 St. Michael's Well GW SP051260331 Entry Point to Dist. System EP 3/5/2024 2024007792 PFOS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94033 St. Michael's Well GW SP051260331 Entry Point to Dist. System EP 3/5/2024 2024007792 PFPeA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94033 St. Michael's Well GW SP051260331 Entry Point to Dist. System EP 3/5/2024 2024007792 PFPeS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94033 St. Michael's Well GW SP051260331 Entry Point to Dist. System EP 3/5/2024 2024007792 PFUnA 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94033 St. Michael's Well GW SP051260331 Entry Point to Dist. System EP 3/5/2024 2024007783 NEtFOSAA 0.005 µg/L EPA 537.1 < SE2 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94033 St. Michael's Well GW SP051260331 Entry Point to Dist. System EP 3/5/2024 2024007783 NMeFOSAA 0.006 µg/L EPA 537.1 < SE2 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94033 St. Michael's Well GW SP051260331 Entry Point to Dist. System EP 3/5/2024 2024007783 PFTA 0.008 µg/L EPA 537.1 < SE2 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94033 St. Michael's Well GW SP051260331 Entry Point to Dist. System EP 3/5/2024 2024007783 PFTrDA 0.007 µg/L EPA 537.1 < SE2 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94035 Torreon Well GW SP051260351 Entry Point to Dist. System EP 9/5/2023 2023037406 lithium 9 µg/L EPA 200.7 < SE1 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94035 Torreon Well GW SP051260351 Entry Point to Dist. System EP 9/5/2023 2023037386 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94035 Torreon Well GW SP051260351 Entry Point to Dist. System EP 9/5/2023 2023037386 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94035 Torreon Well GW SP051260351 Entry Point to Dist. System EP 9/5/2023 2023037386 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94035 Torreon Well GW SP051260351 Entry Point to Dist. System EP 9/5/2023 2023037386 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94035 Torreon Well GW SP051260351 Entry Point to Dist. System EP 9/5/2023 2023037386 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94035 Torreon Well GW SP051260351 Entry Point to Dist. System EP 9/5/2023 2023037386 ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94035 Torreon Well GW SP051260351 Entry Point to Dist. System EP 9/5/2023 2023037386 HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94035 Torreon Well GW SP051260351 Entry Point to Dist. System EP 9/5/2023 2023037386 NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94035 Torreon Well GW SP051260351 Entry Point to Dist. System EP 9/5/2023 2023037386 PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94035 Torreon Well GW SP051260351 Entry Point to Dist. System EP 9/5/2023 2023037386 PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94035 Torreon Well GW SP051260351 Entry Point to Dist. System EP 9/5/2023 2023037386 PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94035 Torreon Well GW SP051260351 Entry Point to Dist. System EP 9/5/2023 2023037386 PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94035 Torreon Well GW SP051260351 Entry Point to Dist. System EP 9/5/2023 2023037386 PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94035 Torreon Well GW SP051260351 Entry Point to Dist. System EP 9/5/2023 2023037386 PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94035 Torreon Well GW SP051260351 Entry Point to Dist. System EP 9/5/2023 2023037386 PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94035 Torreon Well GW SP051260351 Entry Point to Dist. System EP 9/5/2023 2023037386 PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94035 Torreon Well GW SP051260351 Entry Point to Dist. System EP 9/5/2023 2023037386 PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94035 Torreon Well GW SP051260351 Entry Point to Dist. System EP 9/5/2023 2023037386 PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94035 Torreon Well GW SP051260351 Entry Point to Dist. System EP 9/5/2023 2023037386 PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94035 Torreon Well GW SP051260351 Entry Point to Dist. System EP 9/5/2023 2023037386 PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94035 Torreon Well GW SP051260351 Entry Point to Dist. System EP 9/5/2023 2023037386 PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94035 Torreon Well GW SP051260351 Entry Point to Dist. System EP 9/5/2023 2023037386 PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94035 Torreon Well GW SP051260351 Entry Point to Dist. System EP 9/5/2023 2023037386 PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94035 Torreon Well GW SP051260351 Entry Point to Dist. System EP 9/5/2023 2023037386 PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94035 Torreon Well GW SP051260351 Entry Point to Dist. System EP 9/5/2023 2023037386 PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94035 Torreon Well GW SP051260351 Entry Point to Dist. System EP 3/5/2024 2024007771 lithium 9 µg/L EPA 200.7 < SE2 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94035 Torreon Well GW SP051260351 Entry Point to Dist. System EP 3/5/2024 2024007800 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94035 Torreon Well GW SP051260351 Entry Point to Dist. System EP 3/5/2024 2024007800 4:2 FTS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94035 Torreon Well GW SP051260351 Entry Point to Dist. System EP 3/5/2024 2024007800 6:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94035 Torreon Well GW SP051260351 Entry Point to Dist. System EP 3/5/2024 2024007800 8:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94035 Torreon Well GW SP051260351 Entry Point to Dist. System EP 3/5/2024 2024007800 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94035 Torreon Well GW SP051260351 Entry Point to Dist. System EP 3/5/2024 2024007800 ADONA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94035 Torreon Well GW SP051260351 Entry Point to Dist. System EP 3/5/2024 2024007800 HFPO-DA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94035 Torreon Well GW SP051260351 Entry Point to Dist. System EP 3/5/2024 2024007800 NFDHA 0.02 µg/L EPA 533 < SE2 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94035 Torreon Well GW SP051260351 Entry Point to Dist. System EP 3/5/2024 2024007800 PFBA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94035 Torreon Well GW SP051260351 Entry Point to Dist. System EP 3/5/2024 2024007800 PFBS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94035 Torreon Well GW SP051260351 Entry Point to Dist. System EP 3/5/2024 2024007800 PFDA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94035 Torreon Well GW SP051260351 Entry Point to Dist. System EP 3/5/2024 2024007800 PFDoA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94035 Torreon Well GW SP051260351 Entry Point to Dist. System EP 3/5/2024 2024007800 PFEESA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94035 Torreon Well GW SP051260351 Entry Point to Dist. System EP 3/5/2024 2024007800 PFHpA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94035 Torreon Well GW SP051260351 Entry Point to Dist. System EP 3/5/2024 2024007800 PFHpS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94035 Torreon Well GW SP051260351 Entry Point to Dist. System EP 3/5/2024 2024007800 PFHxA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94035 Torreon Well GW SP051260351 Entry Point to Dist. System EP 3/5/2024 2024007800 PFHxS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94035 Torreon Well GW SP051260351 Entry Point to Dist. System EP 3/5/2024 2024007800 PFMBA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94035 Torreon Well GW SP051260351 Entry Point to Dist. System EP 3/5/2024 2024007800 PFMPA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94035 Torreon Well GW SP051260351 Entry Point to Dist. System EP 3/5/2024 2024007800 PFNA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94035 Torreon Well GW SP051260351 Entry Point to Dist. System EP 3/5/2024 2024007800 PFOA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94035 Torreon Well GW SP051260351 Entry Point to Dist. System EP 3/5/2024 2024007800 PFOS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94035 Torreon Well GW SP051260351 Entry Point to Dist. System EP 3/5/2024 2024007800 PFPeA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94035 Torreon Well GW SP051260351 Entry Point to Dist. System EP 3/5/2024 2024007800 PFPeS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94035 Torreon Well GW SP051260351 Entry Point to Dist. System EP 3/5/2024 2024007800 PFUnA 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94035 Torreon Well GW SP051260351 Entry Point to Dist. System EP 3/5/2024 2024007786 NEtFOSAA 0.005 µg/L EPA 537.1 < SE2 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94035 Torreon Well GW SP051260351 Entry Point to Dist. System EP 3/5/2024 2024007786 NMeFOSAA 0.006 µg/L EPA 537.1 < SE2 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94035 Torreon Well GW SP051260351 Entry Point to Dist. System EP 3/5/2024 2024007786 PFTA 0.008 µg/L EPA 537.1 < SE2 AM 6 NM
NM3505126 SANTA FE WATER SYSTEM (CITY OF) L 94035 Torreon Well GW SP051260351 Entry Point to Dist. System EP 3/5/2024 2024007786 PFTrDA 0.007 µg/L EPA 537.1 < SE2 AM 6 NM
NM3522609 SILVER CITY WATER SYSTEM L 94015 Franks Booster GW SP226090151 Entry Point #1 EP 6/5/2023 64088001 lithium 9 µg/L EPA 200.7 = 83.3 SE1 AM 6 NM
NM3522609 SILVER CITY WATER SYSTEM L 94015 Franks Booster GW SP226090151 Entry Point #1 EP 6/5/2023 64088001 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3522609 SILVER CITY WATER SYSTEM L 94015 Franks Booster GW SP226090151 Entry Point #1 EP 6/5/2023 64088001 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3522609 SILVER CITY WATER SYSTEM L 94015 Franks Booster GW SP226090151 Entry Point #1 EP 6/5/2023 64088001 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3522609 SILVER CITY WATER SYSTEM L 94015 Franks Booster GW SP226090151 Entry Point #1 EP 6/5/2023 64088001 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
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NM3522609 SILVER CITY WATER SYSTEM L 94015 Franks Booster GW SP226090151 Entry Point #1 EP 6/5/2023 64088001 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3522609 SILVER CITY WATER SYSTEM L 94015 Franks Booster GW SP226090151 Entry Point #1 EP 6/5/2023 64088001 ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3522609 SILVER CITY WATER SYSTEM L 94015 Franks Booster GW SP226090151 Entry Point #1 EP 6/5/2023 64088001 HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3522609 SILVER CITY WATER SYSTEM L 94015 Franks Booster GW SP226090151 Entry Point #1 EP 6/5/2023 64088001 NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3522609 SILVER CITY WATER SYSTEM L 94015 Franks Booster GW SP226090151 Entry Point #1 EP 6/5/2023 64088001 PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3522609 SILVER CITY WATER SYSTEM L 94015 Franks Booster GW SP226090151 Entry Point #1 EP 6/5/2023 64088001 PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3522609 SILVER CITY WATER SYSTEM L 94015 Franks Booster GW SP226090151 Entry Point #1 EP 6/5/2023 64088001 PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3522609 SILVER CITY WATER SYSTEM L 94015 Franks Booster GW SP226090151 Entry Point #1 EP 6/5/2023 64088001 PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3522609 SILVER CITY WATER SYSTEM L 94015 Franks Booster GW SP226090151 Entry Point #1 EP 6/5/2023 64088001 PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3522609 SILVER CITY WATER SYSTEM L 94015 Franks Booster GW SP226090151 Entry Point #1 EP 6/5/2023 64088001 PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3522609 SILVER CITY WATER SYSTEM L 94015 Franks Booster GW SP226090151 Entry Point #1 EP 6/5/2023 64088001 PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3522609 SILVER CITY WATER SYSTEM L 94015 Franks Booster GW SP226090151 Entry Point #1 EP 6/5/2023 64088001 PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3522609 SILVER CITY WATER SYSTEM L 94015 Franks Booster GW SP226090151 Entry Point #1 EP 6/5/2023 64088001 PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3522609 SILVER CITY WATER SYSTEM L 94015 Franks Booster GW SP226090151 Entry Point #1 EP 6/5/2023 64088001 PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3522609 SILVER CITY WATER SYSTEM L 94015 Franks Booster GW SP226090151 Entry Point #1 EP 6/5/2023 64088001 PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3522609 SILVER CITY WATER SYSTEM L 94015 Franks Booster GW SP226090151 Entry Point #1 EP 6/5/2023 64088001 PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3522609 SILVER CITY WATER SYSTEM L 94015 Franks Booster GW SP226090151 Entry Point #1 EP 6/5/2023 64088001 PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3522609 SILVER CITY WATER SYSTEM L 94015 Franks Booster GW SP226090151 Entry Point #1 EP 6/5/2023 64088001 PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3522609 SILVER CITY WATER SYSTEM L 94015 Franks Booster GW SP226090151 Entry Point #1 EP 6/5/2023 64088001 PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3522609 SILVER CITY WATER SYSTEM L 94015 Franks Booster GW SP226090151 Entry Point #1 EP 6/5/2023 64088001 PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3522609 SILVER CITY WATER SYSTEM L 94015 Franks Booster GW SP226090151 Entry Point #1 EP 6/5/2023 64088001 PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3522609 SILVER CITY WATER SYSTEM L 94015 Franks Booster GW SP226090151 Entry Point #1 EP 6/5/2023 64088001 NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3522609 SILVER CITY WATER SYSTEM L 94015 Franks Booster GW SP226090151 Entry Point #1 EP 6/5/2023 64088001 NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3522609 SILVER CITY WATER SYSTEM L 94015 Franks Booster GW SP226090151 Entry Point #1 EP 6/5/2023 64088001 PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3522609 SILVER CITY WATER SYSTEM L 94015 Franks Booster GW SP226090151 Entry Point #1 EP 6/5/2023 64088001 PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3522609 SILVER CITY WATER SYSTEM L 94015 Franks Booster GW SP226090151 Entry Point #1 EP 12/5/2023 68756101 lithium 9 µg/L EPA 200.7 = 83.3 SE2 AM 6 NM
NM3522609 SILVER CITY WATER SYSTEM L 94015 Franks Booster GW SP226090151 Entry Point #1 EP 12/5/2023 68756101 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3522609 SILVER CITY WATER SYSTEM L 94015 Franks Booster GW SP226090151 Entry Point #1 EP 12/5/2023 68756101 4:2 FTS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3522609 SILVER CITY WATER SYSTEM L 94015 Franks Booster GW SP226090151 Entry Point #1 EP 12/5/2023 68756101 6:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3522609 SILVER CITY WATER SYSTEM L 94015 Franks Booster GW SP226090151 Entry Point #1 EP 12/5/2023 68756101 8:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3522609 SILVER CITY WATER SYSTEM L 94015 Franks Booster GW SP226090151 Entry Point #1 EP 12/5/2023 68756101 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3522609 SILVER CITY WATER SYSTEM L 94015 Franks Booster GW SP226090151 Entry Point #1 EP 12/5/2023 68756101 ADONA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3522609 SILVER CITY WATER SYSTEM L 94015 Franks Booster GW SP226090151 Entry Point #1 EP 12/5/2023 68756101 HFPO-DA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3522609 SILVER CITY WATER SYSTEM L 94015 Franks Booster GW SP226090151 Entry Point #1 EP 12/5/2023 68756101 NFDHA 0.02 µg/L EPA 533 < SE2 AM 6 NM
NM3522609 SILVER CITY WATER SYSTEM L 94015 Franks Booster GW SP226090151 Entry Point #1 EP 12/5/2023 68756101 PFBA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3522609 SILVER CITY WATER SYSTEM L 94015 Franks Booster GW SP226090151 Entry Point #1 EP 12/5/2023 68756101 PFBS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3522609 SILVER CITY WATER SYSTEM L 94015 Franks Booster GW SP226090151 Entry Point #1 EP 12/5/2023 68756101 PFDA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3522609 SILVER CITY WATER SYSTEM L 94015 Franks Booster GW SP226090151 Entry Point #1 EP 12/5/2023 68756101 PFDoA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3522609 SILVER CITY WATER SYSTEM L 94015 Franks Booster GW SP226090151 Entry Point #1 EP 12/5/2023 68756101 PFEESA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3522609 SILVER CITY WATER SYSTEM L 94015 Franks Booster GW SP226090151 Entry Point #1 EP 12/5/2023 68756101 PFHpA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3522609 SILVER CITY WATER SYSTEM L 94015 Franks Booster GW SP226090151 Entry Point #1 EP 12/5/2023 68756101 PFHpS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3522609 SILVER CITY WATER SYSTEM L 94015 Franks Booster GW SP226090151 Entry Point #1 EP 12/5/2023 68756101 PFHxA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3522609 SILVER CITY WATER SYSTEM L 94015 Franks Booster GW SP226090151 Entry Point #1 EP 12/5/2023 68756101 PFHxS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3522609 SILVER CITY WATER SYSTEM L 94015 Franks Booster GW SP226090151 Entry Point #1 EP 12/5/2023 68756101 PFMBA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3522609 SILVER CITY WATER SYSTEM L 94015 Franks Booster GW SP226090151 Entry Point #1 EP 12/5/2023 68756101 PFMPA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3522609 SILVER CITY WATER SYSTEM L 94015 Franks Booster GW SP226090151 Entry Point #1 EP 12/5/2023 68756101 PFNA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3522609 SILVER CITY WATER SYSTEM L 94015 Franks Booster GW SP226090151 Entry Point #1 EP 12/5/2023 68756101 PFOA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3522609 SILVER CITY WATER SYSTEM L 94015 Franks Booster GW SP226090151 Entry Point #1 EP 12/5/2023 68756101 PFOS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3522609 SILVER CITY WATER SYSTEM L 94015 Franks Booster GW SP226090151 Entry Point #1 EP 12/5/2023 68756101 PFPeA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3522609 SILVER CITY WATER SYSTEM L 94015 Franks Booster GW SP226090151 Entry Point #1 EP 12/5/2023 68756101 PFPeS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3522609 SILVER CITY WATER SYSTEM L 94015 Franks Booster GW SP226090151 Entry Point #1 EP 12/5/2023 68756101 PFUnA 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3522609 SILVER CITY WATER SYSTEM L 94015 Franks Booster GW SP226090151 Entry Point #1 EP 12/5/2023 68756101 NEtFOSAA 0.005 µg/L EPA 537.1 < SE2 AM 6 NM
NM3522609 SILVER CITY WATER SYSTEM L 94015 Franks Booster GW SP226090151 Entry Point #1 EP 12/5/2023 68756101 NMeFOSAA 0.006 µg/L EPA 537.1 < SE2 AM 6 NM
NM3522609 SILVER CITY WATER SYSTEM L 94015 Franks Booster GW SP226090151 Entry Point #1 EP 12/5/2023 68756101 PFTA 0.008 µg/L EPA 537.1 < SE2 AM 6 NM
NM3522609 SILVER CITY WATER SYSTEM L 94015 Franks Booster GW SP226090151 Entry Point #1 EP 12/5/2023 68756101 PFTrDA 0.007 µg/L EPA 537.1 < SE2 AM 6 NM
NM3522609 SILVER CITY WATER SYSTEM L 94016 Woodward Booster GW SP226090161 Entry Point #2 EP 6/5/2023 64088101 lithium 9 µg/L EPA 200.7 = 50.5 SE1 AM 6 NM
NM3522609 SILVER CITY WATER SYSTEM L 94016 Woodward Booster GW SP226090161 Entry Point #2 EP 6/5/2023 64088101 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3522609 SILVER CITY WATER SYSTEM L 94016 Woodward Booster GW SP226090161 Entry Point #2 EP 6/5/2023 64088101 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3522609 SILVER CITY WATER SYSTEM L 94016 Woodward Booster GW SP226090161 Entry Point #2 EP 6/5/2023 64088101 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3522609 SILVER CITY WATER SYSTEM L 94016 Woodward Booster GW SP226090161 Entry Point #2 EP 6/5/2023 64088101 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3522609 SILVER CITY WATER SYSTEM L 94016 Woodward Booster GW SP226090161 Entry Point #2 EP 6/5/2023 64088101 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3522609 SILVER CITY WATER SYSTEM L 94016 Woodward Booster GW SP226090161 Entry Point #2 EP 6/5/2023 64088101 ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3522609 SILVER CITY WATER SYSTEM L 94016 Woodward Booster GW SP226090161 Entry Point #2 EP 6/5/2023 64088101 HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3522609 SILVER CITY WATER SYSTEM L 94016 Woodward Booster GW SP226090161 Entry Point #2 EP 6/5/2023 64088101 NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3522609 SILVER CITY WATER SYSTEM L 94016 Woodward Booster GW SP226090161 Entry Point #2 EP 6/5/2023 64088101 PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3522609 SILVER CITY WATER SYSTEM L 94016 Woodward Booster GW SP226090161 Entry Point #2 EP 6/5/2023 64088101 PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3522609 SILVER CITY WATER SYSTEM L 94016 Woodward Booster GW SP226090161 Entry Point #2 EP 6/5/2023 64088101 PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3522609 SILVER CITY WATER SYSTEM L 94016 Woodward Booster GW SP226090161 Entry Point #2 EP 6/5/2023 64088101 PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3522609 SILVER CITY WATER SYSTEM L 94016 Woodward Booster GW SP226090161 Entry Point #2 EP 6/5/2023 64088101 PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3522609 SILVER CITY WATER SYSTEM L 94016 Woodward Booster GW SP226090161 Entry Point #2 EP 6/5/2023 64088101 PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3522609 SILVER CITY WATER SYSTEM L 94016 Woodward Booster GW SP226090161 Entry Point #2 EP 6/5/2023 64088101 PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3522609 SILVER CITY WATER SYSTEM L 94016 Woodward Booster GW SP226090161 Entry Point #2 EP 6/5/2023 64088101 PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3522609 SILVER CITY WATER SYSTEM L 94016 Woodward Booster GW SP226090161 Entry Point #2 EP 6/5/2023 64088101 PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3522609 SILVER CITY WATER SYSTEM L 94016 Woodward Booster GW SP226090161 Entry Point #2 EP 6/5/2023 64088101 PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3522609 SILVER CITY WATER SYSTEM L 94016 Woodward Booster GW SP226090161 Entry Point #2 EP 6/5/2023 64088101 PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3522609 SILVER CITY WATER SYSTEM L 94016 Woodward Booster GW SP226090161 Entry Point #2 EP 6/5/2023 64088101 PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3522609 SILVER CITY WATER SYSTEM L 94016 Woodward Booster GW SP226090161 Entry Point #2 EP 6/5/2023 64088101 PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3522609 SILVER CITY WATER SYSTEM L 94016 Woodward Booster GW SP226090161 Entry Point #2 EP 6/5/2023 64088101 PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3522609 SILVER CITY WATER SYSTEM L 94016 Woodward Booster GW SP226090161 Entry Point #2 EP 6/5/2023 64088101 PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3522609 SILVER CITY WATER SYSTEM L 94016 Woodward Booster GW SP226090161 Entry Point #2 EP 6/5/2023 64088101 PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3522609 SILVER CITY WATER SYSTEM L 94016 Woodward Booster GW SP226090161 Entry Point #2 EP 6/5/2023 64088101 PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3522609 SILVER CITY WATER SYSTEM L 94016 Woodward Booster GW SP226090161 Entry Point #2 EP 6/5/2023 64088101 NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3522609 SILVER CITY WATER SYSTEM L 94016 Woodward Booster GW SP226090161 Entry Point #2 EP 6/5/2023 64088101 NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3522609 SILVER CITY WATER SYSTEM L 94016 Woodward Booster GW SP226090161 Entry Point #2 EP 6/5/2023 64088101 PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3522609 SILVER CITY WATER SYSTEM L 94016 Woodward Booster GW SP226090161 Entry Point #2 EP 6/5/2023 64088101 PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3522609 SILVER CITY WATER SYSTEM L 94016 Woodward Booster GW SP226090161 Entry Point #2 EP 12/5/2023 68756201 lithium 9 µg/L EPA 200.7 = 48.8 SE2 AM 6 NM
NM3522609 SILVER CITY WATER SYSTEM L 94016 Woodward Booster GW SP226090161 Entry Point #2 EP 12/5/2023 68756201 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3522609 SILVER CITY WATER SYSTEM L 94016 Woodward Booster GW SP226090161 Entry Point #2 EP 12/5/2023 68756201 4:2 FTS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3522609 SILVER CITY WATER SYSTEM L 94016 Woodward Booster GW SP226090161 Entry Point #2 EP 12/5/2023 68756201 6:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3522609 SILVER CITY WATER SYSTEM L 94016 Woodward Booster GW SP226090161 Entry Point #2 EP 12/5/2023 68756201 8:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3522609 SILVER CITY WATER SYSTEM L 94016 Woodward Booster GW SP226090161 Entry Point #2 EP 12/5/2023 68756201 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3522609 SILVER CITY WATER SYSTEM L 94016 Woodward Booster GW SP226090161 Entry Point #2 EP 12/5/2023 68756201 ADONA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3522609 SILVER CITY WATER SYSTEM L 94016 Woodward Booster GW SP226090161 Entry Point #2 EP 12/5/2023 68756201 HFPO-DA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3522609 SILVER CITY WATER SYSTEM L 94016 Woodward Booster GW SP226090161 Entry Point #2 EP 12/5/2023 68756201 NFDHA 0.02 µg/L EPA 533 < SE2 AM 6 NM
NM3522609 SILVER CITY WATER SYSTEM L 94016 Woodward Booster GW SP226090161 Entry Point #2 EP 12/5/2023 68756201 PFBA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3522609 SILVER CITY WATER SYSTEM L 94016 Woodward Booster GW SP226090161 Entry Point #2 EP 12/5/2023 68756201 PFBS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3522609 SILVER CITY WATER SYSTEM L 94016 Woodward Booster GW SP226090161 Entry Point #2 EP 12/5/2023 68756201 PFDA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3522609 SILVER CITY WATER SYSTEM L 94016 Woodward Booster GW SP226090161 Entry Point #2 EP 12/5/2023 68756201 PFDoA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3522609 SILVER CITY WATER SYSTEM L 94016 Woodward Booster GW SP226090161 Entry Point #2 EP 12/5/2023 68756201 PFEESA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3522609 SILVER CITY WATER SYSTEM L 94016 Woodward Booster GW SP226090161 Entry Point #2 EP 12/5/2023 68756201 PFHpA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3522609 SILVER CITY WATER SYSTEM L 94016 Woodward Booster GW SP226090161 Entry Point #2 EP 12/5/2023 68756201 PFHpS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3522609 SILVER CITY WATER SYSTEM L 94016 Woodward Booster GW SP226090161 Entry Point #2 EP 12/5/2023 68756201 PFHxA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3522609 SILVER CITY WATER SYSTEM L 94016 Woodward Booster GW SP226090161 Entry Point #2 EP 12/5/2023 68756201 PFHxS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3522609 SILVER CITY WATER SYSTEM L 94016 Woodward Booster GW SP226090161 Entry Point #2 EP 12/5/2023 68756201 PFMBA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3522609 SILVER CITY WATER SYSTEM L 94016 Woodward Booster GW SP226090161 Entry Point #2 EP 12/5/2023 68756201 PFMPA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3522609 SILVER CITY WATER SYSTEM L 94016 Woodward Booster GW SP226090161 Entry Point #2 EP 12/5/2023 68756201 PFNA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3522609 SILVER CITY WATER SYSTEM L 94016 Woodward Booster GW SP226090161 Entry Point #2 EP 12/5/2023 68756201 PFOA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3522609 SILVER CITY WATER SYSTEM L 94016 Woodward Booster GW SP226090161 Entry Point #2 EP 12/5/2023 68756201 PFOS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3522609 SILVER CITY WATER SYSTEM L 94016 Woodward Booster GW SP226090161 Entry Point #2 EP 12/5/2023 68756201 PFPeA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3522609 SILVER CITY WATER SYSTEM L 94016 Woodward Booster GW SP226090161 Entry Point #2 EP 12/5/2023 68756201 PFPeS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3522609 SILVER CITY WATER SYSTEM L 94016 Woodward Booster GW SP226090161 Entry Point #2 EP 12/5/2023 68756201 PFUnA 0.002 µg/L EPA 533 < SE2 AM 6 NM
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NM3522609 SILVER CITY WATER SYSTEM L 94016 Woodward Booster GW SP226090161 Entry Point #2 EP 12/5/2023 68756201 NEtFOSAA 0.005 µg/L EPA 537.1 < SE2 AM 6 NM
NM3522609 SILVER CITY WATER SYSTEM L 94016 Woodward Booster GW SP226090161 Entry Point #2 EP 12/5/2023 68756201 NMeFOSAA 0.006 µg/L EPA 537.1 < SE2 AM 6 NM
NM3522609 SILVER CITY WATER SYSTEM L 94016 Woodward Booster GW SP226090161 Entry Point #2 EP 12/5/2023 68756201 PFTA 0.008 µg/L EPA 537.1 < SE2 AM 6 NM
NM3522609 SILVER CITY WATER SYSTEM L 94016 Woodward Booster GW SP226090161 Entry Point #2 EP 12/5/2023 68756201 PFTrDA 0.007 µg/L EPA 537.1 < SE2 AM 6 NM
NM3523728 SOCORRO WATER SYSTEM L 23728007 SOCORRO WATER SYSTEM GW SP237280071 SPRINGS TREATMENT UNIT EP 9/3/2024 2024028531 lithium 9 µg/L EPA 200.7 = 47.7 SE1 AM 6 NM
NM3523728 SOCORRO WATER SYSTEM L 23728012 SOCORRO WATER SYSTEM GW SP237280121 EAGLE PICHER TU EP 9/3/2024 2024028533 lithium 9 µg/L EPA 200.7 = 37.9 SE1 AM 6 NM
NM3523728 SOCORRO WATER SYSTEM L 23728020 SOCORRO WATER SYSTEM GW SP237280201 EVERGREEN TU EP 9/3/2024 2024028534 lithium 9 µg/L EPA 200.7 = 61.6 SE1 AM 6 NM
NM3526604 SPRINGER WATER SYSTEM S 26604003 Treatment Plant #2 SW SP266040031 Sample tap @ Treatment Plant #2 EP 1/22/2024 112167P lithium 9 µg/L EPA 200.7 = 14.2 SE1 AM 6 NM
NM3526604 SPRINGER WATER SYSTEM S 26604003 Treatment Plant #2 SW SP266040031 Sample tap @ Treatment Plant #2 EP 1/22/2024 112167P 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3526604 SPRINGER WATER SYSTEM S 26604003 Treatment Plant #2 SW SP266040031 Sample tap @ Treatment Plant #2 EP 1/22/2024 112167P 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3526604 SPRINGER WATER SYSTEM S 26604003 Treatment Plant #2 SW SP266040031 Sample tap @ Treatment Plant #2 EP 1/22/2024 112167P 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3526604 SPRINGER WATER SYSTEM S 26604003 Treatment Plant #2 SW SP266040031 Sample tap @ Treatment Plant #2 EP 1/22/2024 112167P 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3526604 SPRINGER WATER SYSTEM S 26604003 Treatment Plant #2 SW SP266040031 Sample tap @ Treatment Plant #2 EP 1/22/2024 112167P 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3526604 SPRINGER WATER SYSTEM S 26604003 Treatment Plant #2 SW SP266040031 Sample tap @ Treatment Plant #2 EP 1/22/2024 112167P ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3526604 SPRINGER WATER SYSTEM S 26604003 Treatment Plant #2 SW SP266040031 Sample tap @ Treatment Plant #2 EP 1/22/2024 112167P HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3526604 SPRINGER WATER SYSTEM S 26604003 Treatment Plant #2 SW SP266040031 Sample tap @ Treatment Plant #2 EP 1/22/2024 112167P NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3526604 SPRINGER WATER SYSTEM S 26604003 Treatment Plant #2 SW SP266040031 Sample tap @ Treatment Plant #2 EP 1/22/2024 112167P PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3526604 SPRINGER WATER SYSTEM S 26604003 Treatment Plant #2 SW SP266040031 Sample tap @ Treatment Plant #2 EP 1/22/2024 112167P PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3526604 SPRINGER WATER SYSTEM S 26604003 Treatment Plant #2 SW SP266040031 Sample tap @ Treatment Plant #2 EP 1/22/2024 112167P PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3526604 SPRINGER WATER SYSTEM S 26604003 Treatment Plant #2 SW SP266040031 Sample tap @ Treatment Plant #2 EP 1/22/2024 112167P PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3526604 SPRINGER WATER SYSTEM S 26604003 Treatment Plant #2 SW SP266040031 Sample tap @ Treatment Plant #2 EP 1/22/2024 112167P PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3526604 SPRINGER WATER SYSTEM S 26604003 Treatment Plant #2 SW SP266040031 Sample tap @ Treatment Plant #2 EP 1/22/2024 112167P PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3526604 SPRINGER WATER SYSTEM S 26604003 Treatment Plant #2 SW SP266040031 Sample tap @ Treatment Plant #2 EP 1/22/2024 112167P PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3526604 SPRINGER WATER SYSTEM S 26604003 Treatment Plant #2 SW SP266040031 Sample tap @ Treatment Plant #2 EP 1/22/2024 112167P PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3526604 SPRINGER WATER SYSTEM S 26604003 Treatment Plant #2 SW SP266040031 Sample tap @ Treatment Plant #2 EP 1/22/2024 112167P PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3526604 SPRINGER WATER SYSTEM S 26604003 Treatment Plant #2 SW SP266040031 Sample tap @ Treatment Plant #2 EP 1/22/2024 112167P PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3526604 SPRINGER WATER SYSTEM S 26604003 Treatment Plant #2 SW SP266040031 Sample tap @ Treatment Plant #2 EP 1/22/2024 112167P PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3526604 SPRINGER WATER SYSTEM S 26604003 Treatment Plant #2 SW SP266040031 Sample tap @ Treatment Plant #2 EP 1/22/2024 112167P PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3526604 SPRINGER WATER SYSTEM S 26604003 Treatment Plant #2 SW SP266040031 Sample tap @ Treatment Plant #2 EP 1/22/2024 112167P PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3526604 SPRINGER WATER SYSTEM S 26604003 Treatment Plant #2 SW SP266040031 Sample tap @ Treatment Plant #2 EP 1/22/2024 112167P PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3526604 SPRINGER WATER SYSTEM S 26604003 Treatment Plant #2 SW SP266040031 Sample tap @ Treatment Plant #2 EP 1/22/2024 112167P PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3526604 SPRINGER WATER SYSTEM S 26604003 Treatment Plant #2 SW SP266040031 Sample tap @ Treatment Plant #2 EP 1/22/2024 112167P PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3526604 SPRINGER WATER SYSTEM S 26604003 Treatment Plant #2 SW SP266040031 Sample tap @ Treatment Plant #2 EP 1/22/2024 112167P PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3526604 SPRINGER WATER SYSTEM S 26604003 Treatment Plant #2 SW SP266040031 Sample tap @ Treatment Plant #2 EP 1/22/2024 112167P NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3526604 SPRINGER WATER SYSTEM S 26604003 Treatment Plant #2 SW SP266040031 Sample tap @ Treatment Plant #2 EP 1/22/2024 112167P NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3526604 SPRINGER WATER SYSTEM S 26604003 Treatment Plant #2 SW SP266040031 Sample tap @ Treatment Plant #2 EP 1/22/2024 112167P PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3526604 SPRINGER WATER SYSTEM S 26604003 Treatment Plant #2 SW SP266040031 Sample tap @ Treatment Plant #2 EP 1/22/2024 112167P PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3526604 SPRINGER WATER SYSTEM S 26604003 Treatment Plant #2 SW SP266040031 Sample tap @ Treatment Plant #2 EP 4/29/2024 115652P lithium 9 µg/L EPA 200.7 = 14.7 SE2 AM 6 NM
NM3526604 SPRINGER WATER SYSTEM S 26604003 Treatment Plant #2 SW SP266040031 Sample tap @ Treatment Plant #2 EP 4/29/2024 115652P 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3526604 SPRINGER WATER SYSTEM S 26604003 Treatment Plant #2 SW SP266040031 Sample tap @ Treatment Plant #2 EP 4/29/2024 115652P 4:2 FTS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3526604 SPRINGER WATER SYSTEM S 26604003 Treatment Plant #2 SW SP266040031 Sample tap @ Treatment Plant #2 EP 4/29/2024 115652P 6:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3526604 SPRINGER WATER SYSTEM S 26604003 Treatment Plant #2 SW SP266040031 Sample tap @ Treatment Plant #2 EP 4/29/2024 115652P 8:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3526604 SPRINGER WATER SYSTEM S 26604003 Treatment Plant #2 SW SP266040031 Sample tap @ Treatment Plant #2 EP 4/29/2024 115652P 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3526604 SPRINGER WATER SYSTEM S 26604003 Treatment Plant #2 SW SP266040031 Sample tap @ Treatment Plant #2 EP 4/29/2024 115652P ADONA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3526604 SPRINGER WATER SYSTEM S 26604003 Treatment Plant #2 SW SP266040031 Sample tap @ Treatment Plant #2 EP 4/29/2024 115652P HFPO-DA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3526604 SPRINGER WATER SYSTEM S 26604003 Treatment Plant #2 SW SP266040031 Sample tap @ Treatment Plant #2 EP 4/29/2024 115652P NFDHA 0.02 µg/L EPA 533 < SE2 AM 6 NM
NM3526604 SPRINGER WATER SYSTEM S 26604003 Treatment Plant #2 SW SP266040031 Sample tap @ Treatment Plant #2 EP 4/29/2024 115652P PFBA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3526604 SPRINGER WATER SYSTEM S 26604003 Treatment Plant #2 SW SP266040031 Sample tap @ Treatment Plant #2 EP 4/29/2024 115652P PFBS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3526604 SPRINGER WATER SYSTEM S 26604003 Treatment Plant #2 SW SP266040031 Sample tap @ Treatment Plant #2 EP 4/29/2024 115652P PFDA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3526604 SPRINGER WATER SYSTEM S 26604003 Treatment Plant #2 SW SP266040031 Sample tap @ Treatment Plant #2 EP 4/29/2024 115652P PFDoA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3526604 SPRINGER WATER SYSTEM S 26604003 Treatment Plant #2 SW SP266040031 Sample tap @ Treatment Plant #2 EP 4/29/2024 115652P PFEESA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3526604 SPRINGER WATER SYSTEM S 26604003 Treatment Plant #2 SW SP266040031 Sample tap @ Treatment Plant #2 EP 4/29/2024 115652P PFHpA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3526604 SPRINGER WATER SYSTEM S 26604003 Treatment Plant #2 SW SP266040031 Sample tap @ Treatment Plant #2 EP 4/29/2024 115652P PFHpS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3526604 SPRINGER WATER SYSTEM S 26604003 Treatment Plant #2 SW SP266040031 Sample tap @ Treatment Plant #2 EP 4/29/2024 115652P PFHxA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3526604 SPRINGER WATER SYSTEM S 26604003 Treatment Plant #2 SW SP266040031 Sample tap @ Treatment Plant #2 EP 4/29/2024 115652P PFHxS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3526604 SPRINGER WATER SYSTEM S 26604003 Treatment Plant #2 SW SP266040031 Sample tap @ Treatment Plant #2 EP 4/29/2024 115652P PFMBA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3526604 SPRINGER WATER SYSTEM S 26604003 Treatment Plant #2 SW SP266040031 Sample tap @ Treatment Plant #2 EP 4/29/2024 115652P PFMPA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3526604 SPRINGER WATER SYSTEM S 26604003 Treatment Plant #2 SW SP266040031 Sample tap @ Treatment Plant #2 EP 4/29/2024 115652P PFNA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3526604 SPRINGER WATER SYSTEM S 26604003 Treatment Plant #2 SW SP266040031 Sample tap @ Treatment Plant #2 EP 4/29/2024 115652P PFOA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3526604 SPRINGER WATER SYSTEM S 26604003 Treatment Plant #2 SW SP266040031 Sample tap @ Treatment Plant #2 EP 4/29/2024 115652P PFOS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3526604 SPRINGER WATER SYSTEM S 26604003 Treatment Plant #2 SW SP266040031 Sample tap @ Treatment Plant #2 EP 4/29/2024 115652P PFPeA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3526604 SPRINGER WATER SYSTEM S 26604003 Treatment Plant #2 SW SP266040031 Sample tap @ Treatment Plant #2 EP 4/29/2024 115652P PFPeS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3526604 SPRINGER WATER SYSTEM S 26604003 Treatment Plant #2 SW SP266040031 Sample tap @ Treatment Plant #2 EP 4/29/2024 115652P PFUnA 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3526604 SPRINGER WATER SYSTEM S 26604003 Treatment Plant #2 SW SP266040031 Sample tap @ Treatment Plant #2 EP 4/29/2024 115652P NEtFOSAA 0.005 µg/L EPA 537.1 < SE2 AM 6 NM
NM3526604 SPRINGER WATER SYSTEM S 26604003 Treatment Plant #2 SW SP266040031 Sample tap @ Treatment Plant #2 EP 4/29/2024 115652P NMeFOSAA 0.006 µg/L EPA 537.1 < SE2 AM 6 NM
NM3526604 SPRINGER WATER SYSTEM S 26604003 Treatment Plant #2 SW SP266040031 Sample tap @ Treatment Plant #2 EP 4/29/2024 115652P PFTA 0.008 µg/L EPA 537.1 < SE2 AM 6 NM
NM3526604 SPRINGER WATER SYSTEM S 26604003 Treatment Plant #2 SW SP266040031 Sample tap @ Treatment Plant #2 EP 4/29/2024 115652P PFTrDA 0.007 µg/L EPA 537.1 < SE2 AM 6 NM
NM3526604 SPRINGER WATER SYSTEM S 26604003 Treatment Plant #2 SW SP266040031 Sample tap @ Treatment Plant #2 EP 7/15/2024 118885P lithium 9 µg/L EPA 200.7 = 13.8 SE3 AM 6 NM
NM3526604 SPRINGER WATER SYSTEM S 26604003 Treatment Plant #2 SW SP266040031 Sample tap @ Treatment Plant #2 EP 7/15/2024 118885P 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE3 AM 6 NM
NM3526604 SPRINGER WATER SYSTEM S 26604003 Treatment Plant #2 SW SP266040031 Sample tap @ Treatment Plant #2 EP 7/15/2024 118885P 4:2 FTS 0.003 µg/L EPA 533 < SE3 AM 6 NM
NM3526604 SPRINGER WATER SYSTEM S 26604003 Treatment Plant #2 SW SP266040031 Sample tap @ Treatment Plant #2 EP 7/15/2024 118885P 6:2 FTS 0.005 µg/L EPA 533 < SE3 AM 6 NM
NM3526604 SPRINGER WATER SYSTEM S 26604003 Treatment Plant #2 SW SP266040031 Sample tap @ Treatment Plant #2 EP 7/15/2024 118885P 8:2 FTS 0.005 µg/L EPA 533 < SE3 AM 6 NM
NM3526604 SPRINGER WATER SYSTEM S 26604003 Treatment Plant #2 SW SP266040031 Sample tap @ Treatment Plant #2 EP 7/15/2024 118885P 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE3 AM 6 NM
NM3526604 SPRINGER WATER SYSTEM S 26604003 Treatment Plant #2 SW SP266040031 Sample tap @ Treatment Plant #2 EP 7/15/2024 118885P ADONA 0.003 µg/L EPA 533 < SE3 AM 6 NM
NM3526604 SPRINGER WATER SYSTEM S 26604003 Treatment Plant #2 SW SP266040031 Sample tap @ Treatment Plant #2 EP 7/15/2024 118885P HFPO-DA 0.005 µg/L EPA 533 < SE3 AM 6 NM
NM3526604 SPRINGER WATER SYSTEM S 26604003 Treatment Plant #2 SW SP266040031 Sample tap @ Treatment Plant #2 EP 7/15/2024 118885P NFDHA 0.02 µg/L EPA 533 < SE3 AM 6 NM
NM3526604 SPRINGER WATER SYSTEM S 26604003 Treatment Plant #2 SW SP266040031 Sample tap @ Treatment Plant #2 EP 7/15/2024 118885P PFBA 0.005 µg/L EPA 533 < SE3 AM 6 NM
NM3526604 SPRINGER WATER SYSTEM S 26604003 Treatment Plant #2 SW SP266040031 Sample tap @ Treatment Plant #2 EP 7/15/2024 118885P PFBS 0.003 µg/L EPA 533 < SE3 AM 6 NM
NM3526604 SPRINGER WATER SYSTEM S 26604003 Treatment Plant #2 SW SP266040031 Sample tap @ Treatment Plant #2 EP 7/15/2024 118885P PFDA 0.003 µg/L EPA 533 < SE3 AM 6 NM
NM3526604 SPRINGER WATER SYSTEM S 26604003 Treatment Plant #2 SW SP266040031 Sample tap @ Treatment Plant #2 EP 7/15/2024 118885P PFDoA 0.003 µg/L EPA 533 < SE3 AM 6 NM
NM3526604 SPRINGER WATER SYSTEM S 26604003 Treatment Plant #2 SW SP266040031 Sample tap @ Treatment Plant #2 EP 7/15/2024 118885P PFEESA 0.003 µg/L EPA 533 < SE3 AM 6 NM
NM3526604 SPRINGER WATER SYSTEM S 26604003 Treatment Plant #2 SW SP266040031 Sample tap @ Treatment Plant #2 EP 7/15/2024 118885P PFHpA 0.003 µg/L EPA 533 < SE3 AM 6 NM
NM3526604 SPRINGER WATER SYSTEM S 26604003 Treatment Plant #2 SW SP266040031 Sample tap @ Treatment Plant #2 EP 7/15/2024 118885P PFHpS 0.003 µg/L EPA 533 < SE3 AM 6 NM
NM3526604 SPRINGER WATER SYSTEM S 26604003 Treatment Plant #2 SW SP266040031 Sample tap @ Treatment Plant #2 EP 7/15/2024 118885P PFHxA 0.003 µg/L EPA 533 < SE3 AM 6 NM
NM3526604 SPRINGER WATER SYSTEM S 26604003 Treatment Plant #2 SW SP266040031 Sample tap @ Treatment Plant #2 EP 7/15/2024 118885P PFHxS 0.003 µg/L EPA 533 < SE3 AM 6 NM
NM3526604 SPRINGER WATER SYSTEM S 26604003 Treatment Plant #2 SW SP266040031 Sample tap @ Treatment Plant #2 EP 7/15/2024 118885P PFMBA 0.003 µg/L EPA 533 < SE3 AM 6 NM
NM3526604 SPRINGER WATER SYSTEM S 26604003 Treatment Plant #2 SW SP266040031 Sample tap @ Treatment Plant #2 EP 7/15/2024 118885P PFMPA 0.004 µg/L EPA 533 < SE3 AM 6 NM
NM3526604 SPRINGER WATER SYSTEM S 26604003 Treatment Plant #2 SW SP266040031 Sample tap @ Treatment Plant #2 EP 7/15/2024 118885P PFNA 0.004 µg/L EPA 533 < SE3 AM 6 NM
NM3526604 SPRINGER WATER SYSTEM S 26604003 Treatment Plant #2 SW SP266040031 Sample tap @ Treatment Plant #2 EP 7/15/2024 118885P PFOA 0.004 µg/L EPA 533 < SE3 AM 6 NM
NM3526604 SPRINGER WATER SYSTEM S 26604003 Treatment Plant #2 SW SP266040031 Sample tap @ Treatment Plant #2 EP 7/15/2024 118885P PFOS 0.004 µg/L EPA 533 < SE3 AM 6 NM
NM3526604 SPRINGER WATER SYSTEM S 26604003 Treatment Plant #2 SW SP266040031 Sample tap @ Treatment Plant #2 EP 7/15/2024 118885P PFPeA 0.003 µg/L EPA 533 < SE3 AM 6 NM
NM3526604 SPRINGER WATER SYSTEM S 26604003 Treatment Plant #2 SW SP266040031 Sample tap @ Treatment Plant #2 EP 7/15/2024 118885P PFPeS 0.004 µg/L EPA 533 < SE3 AM 6 NM
NM3526604 SPRINGER WATER SYSTEM S 26604003 Treatment Plant #2 SW SP266040031 Sample tap @ Treatment Plant #2 EP 7/15/2024 118885P PFUnA 0.002 µg/L EPA 533 < SE3 AM 6 NM
NM3526604 SPRINGER WATER SYSTEM S 26604003 Treatment Plant #2 SW SP266040031 Sample tap @ Treatment Plant #2 EP 7/15/2024 118885P NEtFOSAA 0.005 µg/L EPA 537.1 < SE3 AM 6 NM
NM3526604 SPRINGER WATER SYSTEM S 26604003 Treatment Plant #2 SW SP266040031 Sample tap @ Treatment Plant #2 EP 7/15/2024 118885P NMeFOSAA 0.006 µg/L EPA 537.1 < SE3 AM 6 NM
NM3526604 SPRINGER WATER SYSTEM S 26604003 Treatment Plant #2 SW SP266040031 Sample tap @ Treatment Plant #2 EP 7/15/2024 118885P PFTA 0.008 µg/L EPA 537.1 < SE3 AM 6 NM
NM3526604 SPRINGER WATER SYSTEM S 26604003 Treatment Plant #2 SW SP266040031 Sample tap @ Treatment Plant #2 EP 7/15/2024 118885P PFTrDA 0.007 µg/L EPA 537.1 < SE3 AM 6 NM
NM3507529 TAOS MUNICIPAL WATER SYSTEM S 07529005 TAOS MUNICIPAL WATER SYSTEM GW SP075290051 WELL # 4 EP 5/7/2024 115642P lithium 9 µg/L EPA 200.7 < SE1 AM 6 NM
NM3507529 TAOS MUNICIPAL WATER SYSTEM S 07529006 TAOS MUNICIPAL WATER SYSTEM GW SP075290061 WELL # 5 EP 5/7/2024 115643P lithium 9 µg/L EPA 200.7 = 13.3 SE1 AM 6 NM
NM3507529 TAOS MUNICIPAL WATER SYSTEM S 07529008 TAOS MUNICIPAL WATER SYSTEM GW 07529008 Treatment Plant 2 - Finished Water EP 5/7/2024 117031P lithium 9 µg/L EPA 200.7 = 12.1 SE1 AM 6 NM
NM3507529 TAOS MUNICIPAL WATER SYSTEM S 07529022 TAOS MUNICIPAL WATER SYSTEM GW SP075290221 TREATMENT PLANT #6 (ARSENIC REMOVAL) EP 5/7/2024 115645P lithium 9 µg/L EPA 200.7 = 23.9 SE1 AM 6 NM
NM3507529 TAOS MUNICIPAL WATER SYSTEM S 07529005 TAOS MUNICIPAL WATER SYSTEM GW SP075290051 WELL # 4 EP 5/7/2024 115642P 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3507529 TAOS MUNICIPAL WATER SYSTEM S 07529006 TAOS MUNICIPAL WATER SYSTEM GW SP075290061 WELL # 5 EP 5/7/2024 115643P 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3507529 TAOS MUNICIPAL WATER SYSTEM S 07529008 TAOS MUNICIPAL WATER SYSTEM GW 07529008 Treatment Plant 2 - Finished Water EP 5/7/2024 117031P 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3507529 TAOS MUNICIPAL WATER SYSTEM S 07529022 TAOS MUNICIPAL WATER SYSTEM GW SP075290221 TREATMENT PLANT #6 (ARSENIC REMOVAL) EP 5/7/2024 115645P 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3507529 TAOS MUNICIPAL WATER SYSTEM S 07529005 TAOS MUNICIPAL WATER SYSTEM GW SP075290051 WELL # 4 EP 5/7/2024 115642P 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3507529 TAOS MUNICIPAL WATER SYSTEM S 07529006 TAOS MUNICIPAL WATER SYSTEM GW SP075290061 WELL # 5 EP 5/7/2024 115643P 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3507529 TAOS MUNICIPAL WATER SYSTEM S 07529008 TAOS MUNICIPAL WATER SYSTEM GW 07529008 Treatment Plant 2 - Finished Water EP 5/7/2024 117031P 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3507529 TAOS MUNICIPAL WATER SYSTEM S 07529022 TAOS MUNICIPAL WATER SYSTEM GW SP075290221 TREATMENT PLANT #6 (ARSENIC REMOVAL) EP 5/7/2024 115645P 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3507529 TAOS MUNICIPAL WATER SYSTEM S 07529005 TAOS MUNICIPAL WATER SYSTEM GW SP075290051 WELL # 4 EP 5/7/2024 115642P 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3507529 TAOS MUNICIPAL WATER SYSTEM S 07529006 TAOS MUNICIPAL WATER SYSTEM GW SP075290061 WELL # 5 EP 5/7/2024 115643P 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
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NM3507529 TAOS MUNICIPAL WATER SYSTEM S 07529008 TAOS MUNICIPAL WATER SYSTEM GW 07529008 Treatment Plant 2 - Finished Water EP 5/7/2024 117031P 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3507529 TAOS MUNICIPAL WATER SYSTEM S 07529022 TAOS MUNICIPAL WATER SYSTEM GW SP075290221 TREATMENT PLANT #6 (ARSENIC REMOVAL) EP 5/7/2024 115645P 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3507529 TAOS MUNICIPAL WATER SYSTEM S 07529005 TAOS MUNICIPAL WATER SYSTEM GW SP075290051 WELL # 4 EP 5/7/2024 115642P 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3507529 TAOS MUNICIPAL WATER SYSTEM S 07529006 TAOS MUNICIPAL WATER SYSTEM GW SP075290061 WELL # 5 EP 5/7/2024 115643P 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3507529 TAOS MUNICIPAL WATER SYSTEM S 07529008 TAOS MUNICIPAL WATER SYSTEM GW 07529008 Treatment Plant 2 - Finished Water EP 5/7/2024 117031P 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3507529 TAOS MUNICIPAL WATER SYSTEM S 07529022 TAOS MUNICIPAL WATER SYSTEM GW SP075290221 TREATMENT PLANT #6 (ARSENIC REMOVAL) EP 5/7/2024 115645P 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3507529 TAOS MUNICIPAL WATER SYSTEM S 07529005 TAOS MUNICIPAL WATER SYSTEM GW SP075290051 WELL # 4 EP 5/7/2024 115642P 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3507529 TAOS MUNICIPAL WATER SYSTEM S 07529006 TAOS MUNICIPAL WATER SYSTEM GW SP075290061 WELL # 5 EP 5/7/2024 115643P 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3507529 TAOS MUNICIPAL WATER SYSTEM S 07529008 TAOS MUNICIPAL WATER SYSTEM GW 07529008 Treatment Plant 2 - Finished Water EP 5/7/2024 117031P 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3507529 TAOS MUNICIPAL WATER SYSTEM S 07529022 TAOS MUNICIPAL WATER SYSTEM GW SP075290221 TREATMENT PLANT #6 (ARSENIC REMOVAL) EP 5/7/2024 115645P 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3507529 TAOS MUNICIPAL WATER SYSTEM S 07529005 TAOS MUNICIPAL WATER SYSTEM GW SP075290051 WELL # 4 EP 5/7/2024 115642P ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3507529 TAOS MUNICIPAL WATER SYSTEM S 07529006 TAOS MUNICIPAL WATER SYSTEM GW SP075290061 WELL # 5 EP 5/7/2024 115643P ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3507529 TAOS MUNICIPAL WATER SYSTEM S 07529008 TAOS MUNICIPAL WATER SYSTEM GW 07529008 Treatment Plant 2 - Finished Water EP 5/7/2024 117031P ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3507529 TAOS MUNICIPAL WATER SYSTEM S 07529022 TAOS MUNICIPAL WATER SYSTEM GW SP075290221 TREATMENT PLANT #6 (ARSENIC REMOVAL) EP 5/7/2024 115645P ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3507529 TAOS MUNICIPAL WATER SYSTEM S 07529005 TAOS MUNICIPAL WATER SYSTEM GW SP075290051 WELL # 4 EP 5/7/2024 115642P HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3507529 TAOS MUNICIPAL WATER SYSTEM S 07529006 TAOS MUNICIPAL WATER SYSTEM GW SP075290061 WELL # 5 EP 5/7/2024 115643P HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3507529 TAOS MUNICIPAL WATER SYSTEM S 07529008 TAOS MUNICIPAL WATER SYSTEM GW 07529008 Treatment Plant 2 - Finished Water EP 5/7/2024 117031P HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3507529 TAOS MUNICIPAL WATER SYSTEM S 07529022 TAOS MUNICIPAL WATER SYSTEM GW SP075290221 TREATMENT PLANT #6 (ARSENIC REMOVAL) EP 5/7/2024 115645P HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3507529 TAOS MUNICIPAL WATER SYSTEM S 07529005 TAOS MUNICIPAL WATER SYSTEM GW SP075290051 WELL # 4 EP 5/7/2024 115642P NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3507529 TAOS MUNICIPAL WATER SYSTEM S 07529006 TAOS MUNICIPAL WATER SYSTEM GW SP075290061 WELL # 5 EP 5/7/2024 115643P NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3507529 TAOS MUNICIPAL WATER SYSTEM S 07529008 TAOS MUNICIPAL WATER SYSTEM GW 07529008 Treatment Plant 2 - Finished Water EP 5/7/2024 117031P NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3507529 TAOS MUNICIPAL WATER SYSTEM S 07529022 TAOS MUNICIPAL WATER SYSTEM GW SP075290221 TREATMENT PLANT #6 (ARSENIC REMOVAL) EP 5/7/2024 115645P NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3507529 TAOS MUNICIPAL WATER SYSTEM S 07529005 TAOS MUNICIPAL WATER SYSTEM GW SP075290051 WELL # 4 EP 5/7/2024 115642P PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3507529 TAOS MUNICIPAL WATER SYSTEM S 07529006 TAOS MUNICIPAL WATER SYSTEM GW SP075290061 WELL # 5 EP 5/7/2024 115643P PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3507529 TAOS MUNICIPAL WATER SYSTEM S 07529008 TAOS MUNICIPAL WATER SYSTEM GW 07529008 Treatment Plant 2 - Finished Water EP 5/7/2024 117031P PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3507529 TAOS MUNICIPAL WATER SYSTEM S 07529022 TAOS MUNICIPAL WATER SYSTEM GW SP075290221 TREATMENT PLANT #6 (ARSENIC REMOVAL) EP 5/7/2024 115645P PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3507529 TAOS MUNICIPAL WATER SYSTEM S 07529005 TAOS MUNICIPAL WATER SYSTEM GW SP075290051 WELL # 4 EP 5/7/2024 115642P PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3507529 TAOS MUNICIPAL WATER SYSTEM S 07529006 TAOS MUNICIPAL WATER SYSTEM GW SP075290061 WELL # 5 EP 5/7/2024 115643P PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3507529 TAOS MUNICIPAL WATER SYSTEM S 07529008 TAOS MUNICIPAL WATER SYSTEM GW 07529008 Treatment Plant 2 - Finished Water EP 5/7/2024 117031P PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3507529 TAOS MUNICIPAL WATER SYSTEM S 07529022 TAOS MUNICIPAL WATER SYSTEM GW SP075290221 TREATMENT PLANT #6 (ARSENIC REMOVAL) EP 5/7/2024 115645P PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3507529 TAOS MUNICIPAL WATER SYSTEM S 07529005 TAOS MUNICIPAL WATER SYSTEM GW SP075290051 WELL # 4 EP 5/7/2024 115642P PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3507529 TAOS MUNICIPAL WATER SYSTEM S 07529006 TAOS MUNICIPAL WATER SYSTEM GW SP075290061 WELL # 5 EP 5/7/2024 115643P PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3507529 TAOS MUNICIPAL WATER SYSTEM S 07529008 TAOS MUNICIPAL WATER SYSTEM GW 07529008 Treatment Plant 2 - Finished Water EP 5/7/2024 117031P PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3507529 TAOS MUNICIPAL WATER SYSTEM S 07529022 TAOS MUNICIPAL WATER SYSTEM GW SP075290221 TREATMENT PLANT #6 (ARSENIC REMOVAL) EP 5/7/2024 115645P PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3507529 TAOS MUNICIPAL WATER SYSTEM S 07529005 TAOS MUNICIPAL WATER SYSTEM GW SP075290051 WELL # 4 EP 5/7/2024 115642P PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3507529 TAOS MUNICIPAL WATER SYSTEM S 07529006 TAOS MUNICIPAL WATER SYSTEM GW SP075290061 WELL # 5 EP 5/7/2024 115643P PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3507529 TAOS MUNICIPAL WATER SYSTEM S 07529008 TAOS MUNICIPAL WATER SYSTEM GW 07529008 Treatment Plant 2 - Finished Water EP 5/7/2024 117031P PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3507529 TAOS MUNICIPAL WATER SYSTEM S 07529022 TAOS MUNICIPAL WATER SYSTEM GW SP075290221 TREATMENT PLANT #6 (ARSENIC REMOVAL) EP 5/7/2024 115645P PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3507529 TAOS MUNICIPAL WATER SYSTEM S 07529005 TAOS MUNICIPAL WATER SYSTEM GW SP075290051 WELL # 4 EP 5/7/2024 115642P PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3507529 TAOS MUNICIPAL WATER SYSTEM S 07529006 TAOS MUNICIPAL WATER SYSTEM GW SP075290061 WELL # 5 EP 5/7/2024 115643P PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3507529 TAOS MUNICIPAL WATER SYSTEM S 07529008 TAOS MUNICIPAL WATER SYSTEM GW 07529008 Treatment Plant 2 - Finished Water EP 5/7/2024 117031P PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3507529 TAOS MUNICIPAL WATER SYSTEM S 07529022 TAOS MUNICIPAL WATER SYSTEM GW SP075290221 TREATMENT PLANT #6 (ARSENIC REMOVAL) EP 5/7/2024 115645P PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3507529 TAOS MUNICIPAL WATER SYSTEM S 07529005 TAOS MUNICIPAL WATER SYSTEM GW SP075290051 WELL # 4 EP 5/7/2024 115642P PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3507529 TAOS MUNICIPAL WATER SYSTEM S 07529006 TAOS MUNICIPAL WATER SYSTEM GW SP075290061 WELL # 5 EP 5/7/2024 115643P PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3507529 TAOS MUNICIPAL WATER SYSTEM S 07529008 TAOS MUNICIPAL WATER SYSTEM GW 07529008 Treatment Plant 2 - Finished Water EP 5/7/2024 117031P PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3507529 TAOS MUNICIPAL WATER SYSTEM S 07529022 TAOS MUNICIPAL WATER SYSTEM GW SP075290221 TREATMENT PLANT #6 (ARSENIC REMOVAL) EP 5/7/2024 115645P PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3507529 TAOS MUNICIPAL WATER SYSTEM S 07529005 TAOS MUNICIPAL WATER SYSTEM GW SP075290051 WELL # 4 EP 5/7/2024 115642P PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3507529 TAOS MUNICIPAL WATER SYSTEM S 07529006 TAOS MUNICIPAL WATER SYSTEM GW SP075290061 WELL # 5 EP 5/7/2024 115643P PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3507529 TAOS MUNICIPAL WATER SYSTEM S 07529008 TAOS MUNICIPAL WATER SYSTEM GW 07529008 Treatment Plant 2 - Finished Water EP 5/7/2024 117031P PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3507529 TAOS MUNICIPAL WATER SYSTEM S 07529022 TAOS MUNICIPAL WATER SYSTEM GW SP075290221 TREATMENT PLANT #6 (ARSENIC REMOVAL) EP 5/7/2024 115645P PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3507529 TAOS MUNICIPAL WATER SYSTEM S 07529005 TAOS MUNICIPAL WATER SYSTEM GW SP075290051 WELL # 4 EP 5/7/2024 115642P PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3507529 TAOS MUNICIPAL WATER SYSTEM S 07529006 TAOS MUNICIPAL WATER SYSTEM GW SP075290061 WELL # 5 EP 5/7/2024 115643P PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3507529 TAOS MUNICIPAL WATER SYSTEM S 07529008 TAOS MUNICIPAL WATER SYSTEM GW 07529008 Treatment Plant 2 - Finished Water EP 5/7/2024 117031P PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3507529 TAOS MUNICIPAL WATER SYSTEM S 07529022 TAOS MUNICIPAL WATER SYSTEM GW SP075290221 TREATMENT PLANT #6 (ARSENIC REMOVAL) EP 5/7/2024 115645P PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3507529 TAOS MUNICIPAL WATER SYSTEM S 07529005 TAOS MUNICIPAL WATER SYSTEM GW SP075290051 WELL # 4 EP 5/7/2024 115642P PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3507529 TAOS MUNICIPAL WATER SYSTEM S 07529006 TAOS MUNICIPAL WATER SYSTEM GW SP075290061 WELL # 5 EP 5/7/2024 115643P PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3507529 TAOS MUNICIPAL WATER SYSTEM S 07529008 TAOS MUNICIPAL WATER SYSTEM GW 07529008 Treatment Plant 2 - Finished Water EP 5/7/2024 117031P PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3507529 TAOS MUNICIPAL WATER SYSTEM S 07529022 TAOS MUNICIPAL WATER SYSTEM GW SP075290221 TREATMENT PLANT #6 (ARSENIC REMOVAL) EP 5/7/2024 115645P PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3507529 TAOS MUNICIPAL WATER SYSTEM S 07529005 TAOS MUNICIPAL WATER SYSTEM GW SP075290051 WELL # 4 EP 5/7/2024 115642P PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3507529 TAOS MUNICIPAL WATER SYSTEM S 07529006 TAOS MUNICIPAL WATER SYSTEM GW SP075290061 WELL # 5 EP 5/7/2024 115643P PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3507529 TAOS MUNICIPAL WATER SYSTEM S 07529008 TAOS MUNICIPAL WATER SYSTEM GW 07529008 Treatment Plant 2 - Finished Water EP 5/7/2024 117031P PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3507529 TAOS MUNICIPAL WATER SYSTEM S 07529022 TAOS MUNICIPAL WATER SYSTEM GW SP075290221 TREATMENT PLANT #6 (ARSENIC REMOVAL) EP 5/7/2024 115645P PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3507529 TAOS MUNICIPAL WATER SYSTEM S 07529005 TAOS MUNICIPAL WATER SYSTEM GW SP075290051 WELL # 4 EP 5/7/2024 115642P PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3507529 TAOS MUNICIPAL WATER SYSTEM S 07529006 TAOS MUNICIPAL WATER SYSTEM GW SP075290061 WELL # 5 EP 5/7/2024 115643P PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3507529 TAOS MUNICIPAL WATER SYSTEM S 07529008 TAOS MUNICIPAL WATER SYSTEM GW 07529008 Treatment Plant 2 - Finished Water EP 5/7/2024 117031P PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3507529 TAOS MUNICIPAL WATER SYSTEM S 07529022 TAOS MUNICIPAL WATER SYSTEM GW SP075290221 TREATMENT PLANT #6 (ARSENIC REMOVAL) EP 5/7/2024 115645P PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3507529 TAOS MUNICIPAL WATER SYSTEM S 07529005 TAOS MUNICIPAL WATER SYSTEM GW SP075290051 WELL # 4 EP 5/7/2024 115642P PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3507529 TAOS MUNICIPAL WATER SYSTEM S 07529006 TAOS MUNICIPAL WATER SYSTEM GW SP075290061 WELL # 5 EP 5/7/2024 115643P PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3507529 TAOS MUNICIPAL WATER SYSTEM S 07529008 TAOS MUNICIPAL WATER SYSTEM GW 07529008 Treatment Plant 2 - Finished Water EP 5/7/2024 117031P PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3507529 TAOS MUNICIPAL WATER SYSTEM S 07529022 TAOS MUNICIPAL WATER SYSTEM GW SP075290221 TREATMENT PLANT #6 (ARSENIC REMOVAL) EP 5/7/2024 115645P PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3507529 TAOS MUNICIPAL WATER SYSTEM S 07529005 TAOS MUNICIPAL WATER SYSTEM GW SP075290051 WELL # 4 EP 5/7/2024 115642P PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3507529 TAOS MUNICIPAL WATER SYSTEM S 07529006 TAOS MUNICIPAL WATER SYSTEM GW SP075290061 WELL # 5 EP 5/7/2024 115643P PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3507529 TAOS MUNICIPAL WATER SYSTEM S 07529008 TAOS MUNICIPAL WATER SYSTEM GW 07529008 Treatment Plant 2 - Finished Water EP 5/7/2024 117031P PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3507529 TAOS MUNICIPAL WATER SYSTEM S 07529022 TAOS MUNICIPAL WATER SYSTEM GW SP075290221 TREATMENT PLANT #6 (ARSENIC REMOVAL) EP 5/7/2024 115645P PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3507529 TAOS MUNICIPAL WATER SYSTEM S 07529005 TAOS MUNICIPAL WATER SYSTEM GW SP075290051 WELL # 4 EP 5/7/2024 115642P PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3507529 TAOS MUNICIPAL WATER SYSTEM S 07529006 TAOS MUNICIPAL WATER SYSTEM GW SP075290061 WELL # 5 EP 5/7/2024 115643P PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3507529 TAOS MUNICIPAL WATER SYSTEM S 07529008 TAOS MUNICIPAL WATER SYSTEM GW 07529008 Treatment Plant 2 - Finished Water EP 5/7/2024 117031P PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3507529 TAOS MUNICIPAL WATER SYSTEM S 07529022 TAOS MUNICIPAL WATER SYSTEM GW SP075290221 TREATMENT PLANT #6 (ARSENIC REMOVAL) EP 5/7/2024 115645P PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3507529 TAOS MUNICIPAL WATER SYSTEM S 07529005 TAOS MUNICIPAL WATER SYSTEM GW SP075290051 WELL # 4 EP 5/7/2024 115642P PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3507529 TAOS MUNICIPAL WATER SYSTEM S 07529006 TAOS MUNICIPAL WATER SYSTEM GW SP075290061 WELL # 5 EP 5/7/2024 115643P PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3507529 TAOS MUNICIPAL WATER SYSTEM S 07529008 TAOS MUNICIPAL WATER SYSTEM GW 07529008 Treatment Plant 2 - Finished Water EP 5/7/2024 117031P PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3507529 TAOS MUNICIPAL WATER SYSTEM S 07529022 TAOS MUNICIPAL WATER SYSTEM GW SP075290221 TREATMENT PLANT #6 (ARSENIC REMOVAL) EP 5/7/2024 115645P PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3507529 TAOS MUNICIPAL WATER SYSTEM S 07529005 TAOS MUNICIPAL WATER SYSTEM GW SP075290051 WELL # 4 EP 5/7/2024 115642P PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3507529 TAOS MUNICIPAL WATER SYSTEM S 07529006 TAOS MUNICIPAL WATER SYSTEM GW SP075290061 WELL # 5 EP 5/7/2024 115643P PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3507529 TAOS MUNICIPAL WATER SYSTEM S 07529008 TAOS MUNICIPAL WATER SYSTEM GW 07529008 Treatment Plant 2 - Finished Water EP 5/7/2024 117031P PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3507529 TAOS MUNICIPAL WATER SYSTEM S 07529022 TAOS MUNICIPAL WATER SYSTEM GW SP075290221 TREATMENT PLANT #6 (ARSENIC REMOVAL) EP 5/7/2024 115645P PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3507529 TAOS MUNICIPAL WATER SYSTEM S 07529005 TAOS MUNICIPAL WATER SYSTEM GW SP075290051 WELL # 4 EP 5/7/2024 115642P PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3507529 TAOS MUNICIPAL WATER SYSTEM S 07529006 TAOS MUNICIPAL WATER SYSTEM GW SP075290061 WELL # 5 EP 5/7/2024 115643P PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3507529 TAOS MUNICIPAL WATER SYSTEM S 07529008 TAOS MUNICIPAL WATER SYSTEM GW 07529008 Treatment Plant 2 - Finished Water EP 5/7/2024 117031P PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3507529 TAOS MUNICIPAL WATER SYSTEM S 07529022 TAOS MUNICIPAL WATER SYSTEM GW SP075290221 TREATMENT PLANT #6 (ARSENIC REMOVAL) EP 5/7/2024 115645P PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3507529 TAOS MUNICIPAL WATER SYSTEM S 07529005 TAOS MUNICIPAL WATER SYSTEM GW SP075290051 WELL # 4 EP 5/7/2024 115642P NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3507529 TAOS MUNICIPAL WATER SYSTEM S 07529006 TAOS MUNICIPAL WATER SYSTEM GW SP075290061 WELL # 5 EP 5/7/2024 115643P NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3507529 TAOS MUNICIPAL WATER SYSTEM S 07529008 TAOS MUNICIPAL WATER SYSTEM GW 07529008 Treatment Plant 2 - Finished Water EP 5/7/2024 117031P NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3507529 TAOS MUNICIPAL WATER SYSTEM S 07529022 TAOS MUNICIPAL WATER SYSTEM GW SP075290221 TREATMENT PLANT #6 (ARSENIC REMOVAL) EP 5/7/2024 115645P NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3507529 TAOS MUNICIPAL WATER SYSTEM S 07529005 TAOS MUNICIPAL WATER SYSTEM GW SP075290051 WELL # 4 EP 5/7/2024 115642P NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3507529 TAOS MUNICIPAL WATER SYSTEM S 07529006 TAOS MUNICIPAL WATER SYSTEM GW SP075290061 WELL # 5 EP 5/7/2024 115643P NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3507529 TAOS MUNICIPAL WATER SYSTEM S 07529008 TAOS MUNICIPAL WATER SYSTEM GW 07529008 Treatment Plant 2 - Finished Water EP 5/7/2024 117031P NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3507529 TAOS MUNICIPAL WATER SYSTEM S 07529022 TAOS MUNICIPAL WATER SYSTEM GW SP075290221 TREATMENT PLANT #6 (ARSENIC REMOVAL) EP 5/7/2024 115645P NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3507529 TAOS MUNICIPAL WATER SYSTEM S 07529005 TAOS MUNICIPAL WATER SYSTEM GW SP075290051 WELL # 4 EP 5/7/2024 115642P PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3507529 TAOS MUNICIPAL WATER SYSTEM S 07529006 TAOS MUNICIPAL WATER SYSTEM GW SP075290061 WELL # 5 EP 5/7/2024 115643P PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3507529 TAOS MUNICIPAL WATER SYSTEM S 07529008 TAOS MUNICIPAL WATER SYSTEM GW 07529008 Treatment Plant 2 - Finished Water EP 5/7/2024 117031P PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3507529 TAOS MUNICIPAL WATER SYSTEM S 07529022 TAOS MUNICIPAL WATER SYSTEM GW SP075290221 TREATMENT PLANT #6 (ARSENIC REMOVAL) EP 5/7/2024 115645P PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3507529 TAOS MUNICIPAL WATER SYSTEM S 07529005 TAOS MUNICIPAL WATER SYSTEM GW SP075290051 WELL # 4 EP 5/7/2024 115642P PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3507529 TAOS MUNICIPAL WATER SYSTEM S 07529006 TAOS MUNICIPAL WATER SYSTEM GW SP075290061 WELL # 5 EP 5/7/2024 115643P PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3507529 TAOS MUNICIPAL WATER SYSTEM S 07529008 TAOS MUNICIPAL WATER SYSTEM GW 07529008 Treatment Plant 2 - Finished Water EP 5/7/2024 117031P PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3507529 TAOS MUNICIPAL WATER SYSTEM S 07529022 TAOS MUNICIPAL WATER SYSTEM GW SP075290221 TREATMENT PLANT #6 (ARSENIC REMOVAL) EP 5/7/2024 115645P PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3557813 TRIPLE J MHP S 57813003 Treatment Plant #1 GW SP578130031 Sample tap @  Treatment Plant #1 EP 5/15/2023 104093P lithium 9 µg/L EPA 200.7 = 56 SE1 AM 6 NM
NM3557813 TRIPLE J MHP S 57813003 Treatment Plant #1 GW SP578130031 Sample tap @  Treatment Plant #1 EP 8/28/2023 107419R NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3557813 TRIPLE J MHP S 57813003 Treatment Plant #1 GW SP578130031 Sample tap @  Treatment Plant #1 EP 8/28/2023 107419R NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3557813 TRIPLE J MHP S 57813003 Treatment Plant #1 GW SP578130031 Sample tap @  Treatment Plant #1 EP 8/28/2023 107419R PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3557813 TRIPLE J MHP S 57813003 Treatment Plant #1 GW SP578130031 Sample tap @  Treatment Plant #1 EP 8/28/2023 107419R PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM



PWSID PWSName Size FacilityID FacilityName FacilityWaterType SamplePointID SamplePointName SamplePointType AssociatedFacilityID AssociatedSamplePointID CollectionDate SampleID Contaminant MRL Units MethodID AnalyticalResultsSign AnalyticalResultValue SampleEventCode MonitoringRequirement Region State
NM3557813 TRIPLE J MHP S 57813003 Treatment Plant #1 GW SP578130031 Sample tap @  Treatment Plant #1 EP 10/25/2023 110392R 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3557813 TRIPLE J MHP S 57813003 Treatment Plant #1 GW SP578130031 Sample tap @  Treatment Plant #1 EP 10/25/2023 110392R 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3557813 TRIPLE J MHP S 57813003 Treatment Plant #1 GW SP578130031 Sample tap @  Treatment Plant #1 EP 10/25/2023 110392R 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3557813 TRIPLE J MHP S 57813003 Treatment Plant #1 GW SP578130031 Sample tap @  Treatment Plant #1 EP 10/25/2023 110392R 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3557813 TRIPLE J MHP S 57813003 Treatment Plant #1 GW SP578130031 Sample tap @  Treatment Plant #1 EP 10/25/2023 110392R 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3557813 TRIPLE J MHP S 57813003 Treatment Plant #1 GW SP578130031 Sample tap @  Treatment Plant #1 EP 10/25/2023 110392R ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3557813 TRIPLE J MHP S 57813003 Treatment Plant #1 GW SP578130031 Sample tap @  Treatment Plant #1 EP 10/25/2023 110392R HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3557813 TRIPLE J MHP S 57813003 Treatment Plant #1 GW SP578130031 Sample tap @  Treatment Plant #1 EP 10/25/2023 110392R NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3557813 TRIPLE J MHP S 57813003 Treatment Plant #1 GW SP578130031 Sample tap @  Treatment Plant #1 EP 10/25/2023 110392R PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3557813 TRIPLE J MHP S 57813003 Treatment Plant #1 GW SP578130031 Sample tap @  Treatment Plant #1 EP 10/25/2023 110392R PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3557813 TRIPLE J MHP S 57813003 Treatment Plant #1 GW SP578130031 Sample tap @  Treatment Plant #1 EP 10/25/2023 110392R PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3557813 TRIPLE J MHP S 57813003 Treatment Plant #1 GW SP578130031 Sample tap @  Treatment Plant #1 EP 10/25/2023 110392R PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3557813 TRIPLE J MHP S 57813003 Treatment Plant #1 GW SP578130031 Sample tap @  Treatment Plant #1 EP 10/25/2023 110392R PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3557813 TRIPLE J MHP S 57813003 Treatment Plant #1 GW SP578130031 Sample tap @  Treatment Plant #1 EP 10/25/2023 110392R PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3557813 TRIPLE J MHP S 57813003 Treatment Plant #1 GW SP578130031 Sample tap @  Treatment Plant #1 EP 10/25/2023 110392R PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3557813 TRIPLE J MHP S 57813003 Treatment Plant #1 GW SP578130031 Sample tap @  Treatment Plant #1 EP 10/25/2023 110392R PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3557813 TRIPLE J MHP S 57813003 Treatment Plant #1 GW SP578130031 Sample tap @  Treatment Plant #1 EP 10/25/2023 110392R PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3557813 TRIPLE J MHP S 57813003 Treatment Plant #1 GW SP578130031 Sample tap @  Treatment Plant #1 EP 10/25/2023 110392R PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3557813 TRIPLE J MHP S 57813003 Treatment Plant #1 GW SP578130031 Sample tap @  Treatment Plant #1 EP 10/25/2023 110392R PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3557813 TRIPLE J MHP S 57813003 Treatment Plant #1 GW SP578130031 Sample tap @  Treatment Plant #1 EP 10/25/2023 110392R PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3557813 TRIPLE J MHP S 57813003 Treatment Plant #1 GW SP578130031 Sample tap @  Treatment Plant #1 EP 10/25/2023 110392R PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3557813 TRIPLE J MHP S 57813003 Treatment Plant #1 GW SP578130031 Sample tap @  Treatment Plant #1 EP 10/25/2023 110392R PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3557813 TRIPLE J MHP S 57813003 Treatment Plant #1 GW SP578130031 Sample tap @  Treatment Plant #1 EP 10/25/2023 110392R PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3557813 TRIPLE J MHP S 57813003 Treatment Plant #1 GW SP578130031 Sample tap @  Treatment Plant #1 EP 10/25/2023 110392R PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3557813 TRIPLE J MHP S 57813003 Treatment Plant #1 GW SP578130031 Sample tap @  Treatment Plant #1 EP 10/25/2023 110392R PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3557813 TRIPLE J MHP S 57813003 Treatment Plant #1 GW SP578130031 Sample tap @  Treatment Plant #1 EP 11/14/2023 109828P lithium 9 µg/L EPA 200.7 = 40 SE2 AM 6 NM
NM3557813 TRIPLE J MHP S 57813003 Treatment Plant #1 GW SP578130031 Sample tap @  Treatment Plant #1 EP 11/14/2023 109828P 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3557813 TRIPLE J MHP S 57813003 Treatment Plant #1 GW SP578130031 Sample tap @  Treatment Plant #1 EP 11/14/2023 109828P 4:2 FTS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3557813 TRIPLE J MHP S 57813003 Treatment Plant #1 GW SP578130031 Sample tap @  Treatment Plant #1 EP 11/14/2023 109828P 6:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3557813 TRIPLE J MHP S 57813003 Treatment Plant #1 GW SP578130031 Sample tap @  Treatment Plant #1 EP 11/14/2023 109828P 8:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3557813 TRIPLE J MHP S 57813003 Treatment Plant #1 GW SP578130031 Sample tap @  Treatment Plant #1 EP 11/14/2023 109828P 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3557813 TRIPLE J MHP S 57813003 Treatment Plant #1 GW SP578130031 Sample tap @  Treatment Plant #1 EP 11/14/2023 109828P ADONA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3557813 TRIPLE J MHP S 57813003 Treatment Plant #1 GW SP578130031 Sample tap @  Treatment Plant #1 EP 11/14/2023 109828P HFPO-DA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3557813 TRIPLE J MHP S 57813003 Treatment Plant #1 GW SP578130031 Sample tap @  Treatment Plant #1 EP 11/14/2023 109828P NFDHA 0.02 µg/L EPA 533 < SE2 AM 6 NM
NM3557813 TRIPLE J MHP S 57813003 Treatment Plant #1 GW SP578130031 Sample tap @  Treatment Plant #1 EP 11/14/2023 109828P PFBA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3557813 TRIPLE J MHP S 57813003 Treatment Plant #1 GW SP578130031 Sample tap @  Treatment Plant #1 EP 11/14/2023 109828P PFBS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3557813 TRIPLE J MHP S 57813003 Treatment Plant #1 GW SP578130031 Sample tap @  Treatment Plant #1 EP 11/14/2023 109828P PFDA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3557813 TRIPLE J MHP S 57813003 Treatment Plant #1 GW SP578130031 Sample tap @  Treatment Plant #1 EP 11/14/2023 109828P PFDoA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3557813 TRIPLE J MHP S 57813003 Treatment Plant #1 GW SP578130031 Sample tap @  Treatment Plant #1 EP 11/14/2023 109828P PFEESA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3557813 TRIPLE J MHP S 57813003 Treatment Plant #1 GW SP578130031 Sample tap @  Treatment Plant #1 EP 11/14/2023 109828P PFHpA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3557813 TRIPLE J MHP S 57813003 Treatment Plant #1 GW SP578130031 Sample tap @  Treatment Plant #1 EP 11/14/2023 109828P PFHpS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3557813 TRIPLE J MHP S 57813003 Treatment Plant #1 GW SP578130031 Sample tap @  Treatment Plant #1 EP 11/14/2023 109828P PFHxA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3557813 TRIPLE J MHP S 57813003 Treatment Plant #1 GW SP578130031 Sample tap @  Treatment Plant #1 EP 11/14/2023 109828P PFHxS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3557813 TRIPLE J MHP S 57813003 Treatment Plant #1 GW SP578130031 Sample tap @  Treatment Plant #1 EP 11/14/2023 109828P PFMBA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3557813 TRIPLE J MHP S 57813003 Treatment Plant #1 GW SP578130031 Sample tap @  Treatment Plant #1 EP 11/14/2023 109828P PFMPA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3557813 TRIPLE J MHP S 57813003 Treatment Plant #1 GW SP578130031 Sample tap @  Treatment Plant #1 EP 11/14/2023 109828P PFNA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3557813 TRIPLE J MHP S 57813003 Treatment Plant #1 GW SP578130031 Sample tap @  Treatment Plant #1 EP 11/14/2023 109828P PFOA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3557813 TRIPLE J MHP S 57813003 Treatment Plant #1 GW SP578130031 Sample tap @  Treatment Plant #1 EP 11/14/2023 109828P PFOS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3557813 TRIPLE J MHP S 57813003 Treatment Plant #1 GW SP578130031 Sample tap @  Treatment Plant #1 EP 11/14/2023 109828P PFPeA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3557813 TRIPLE J MHP S 57813003 Treatment Plant #1 GW SP578130031 Sample tap @  Treatment Plant #1 EP 11/14/2023 109828P PFPeS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3557813 TRIPLE J MHP S 57813003 Treatment Plant #1 GW SP578130031 Sample tap @  Treatment Plant #1 EP 11/14/2023 109828P PFUnA 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3557813 TRIPLE J MHP S 57813003 Treatment Plant #1 GW SP578130031 Sample tap @  Treatment Plant #1 EP 11/14/2023 109828P NEtFOSAA 0.005 µg/L EPA 537.1 < SE2 AM 6 NM
NM3557813 TRIPLE J MHP S 57813003 Treatment Plant #1 GW SP578130031 Sample tap @  Treatment Plant #1 EP 11/14/2023 109828P NMeFOSAA 0.006 µg/L EPA 537.1 < SE2 AM 6 NM
NM3557813 TRIPLE J MHP S 57813003 Treatment Plant #1 GW SP578130031 Sample tap @  Treatment Plant #1 EP 11/14/2023 109828P PFTA 0.008 µg/L EPA 537.1 < SE2 AM 6 NM
NM3557813 TRIPLE J MHP S 57813003 Treatment Plant #1 GW SP578130031 Sample tap @  Treatment Plant #1 EP 11/14/2023 109828P PFTrDA 0.007 µg/L EPA 537.1 < SE2 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020021 TUCUMCARI WATER SYSTEM GW SP280200211 HOOVER ENTRY POINT EP 2/13/2023 101123P lithium 9 µg/L EPA 200.7 = 78.1 SE1 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020022 TUCUMCARI WATER SYSTEM GW SP280200221 METRO ENTRY POINT EP 2/13/2023 101124P lithium 9 µg/L EPA 200.7 = 68.3 SE1 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020023 TUCUMCARI WATER SYSTEM GW SP280200231 TOWN ENTRY POINT EP 2/13/2023 101125P lithium 9 µg/L EPA 200.7 = 72.4 SE1 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020021 TUCUMCARI WATER SYSTEM GW SP280200211 HOOVER ENTRY POINT EP 2/13/2023 101123P 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020022 TUCUMCARI WATER SYSTEM GW SP280200221 METRO ENTRY POINT EP 2/13/2023 101124P 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020023 TUCUMCARI WATER SYSTEM GW SP280200231 TOWN ENTRY POINT EP 2/13/2023 101125P 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020021 TUCUMCARI WATER SYSTEM GW SP280200211 HOOVER ENTRY POINT EP 2/13/2023 101123P 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020022 TUCUMCARI WATER SYSTEM GW SP280200221 METRO ENTRY POINT EP 2/13/2023 101124P 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020023 TUCUMCARI WATER SYSTEM GW SP280200231 TOWN ENTRY POINT EP 2/13/2023 101125P 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020021 TUCUMCARI WATER SYSTEM GW SP280200211 HOOVER ENTRY POINT EP 2/13/2023 101123P 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020022 TUCUMCARI WATER SYSTEM GW SP280200221 METRO ENTRY POINT EP 2/13/2023 101124P 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020023 TUCUMCARI WATER SYSTEM GW SP280200231 TOWN ENTRY POINT EP 2/13/2023 101125P 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020021 TUCUMCARI WATER SYSTEM GW SP280200211 HOOVER ENTRY POINT EP 2/13/2023 101123P 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020022 TUCUMCARI WATER SYSTEM GW SP280200221 METRO ENTRY POINT EP 2/13/2023 101124P 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020023 TUCUMCARI WATER SYSTEM GW SP280200231 TOWN ENTRY POINT EP 2/13/2023 101125P 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020021 TUCUMCARI WATER SYSTEM GW SP280200211 HOOVER ENTRY POINT EP 2/13/2023 101123P 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020022 TUCUMCARI WATER SYSTEM GW SP280200221 METRO ENTRY POINT EP 2/13/2023 101124P 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020023 TUCUMCARI WATER SYSTEM GW SP280200231 TOWN ENTRY POINT EP 2/13/2023 101125P 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020021 TUCUMCARI WATER SYSTEM GW SP280200211 HOOVER ENTRY POINT EP 2/13/2023 101123P ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020022 TUCUMCARI WATER SYSTEM GW SP280200221 METRO ENTRY POINT EP 2/13/2023 101124P ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020023 TUCUMCARI WATER SYSTEM GW SP280200231 TOWN ENTRY POINT EP 2/13/2023 101125P ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020021 TUCUMCARI WATER SYSTEM GW SP280200211 HOOVER ENTRY POINT EP 2/13/2023 101123P HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020022 TUCUMCARI WATER SYSTEM GW SP280200221 METRO ENTRY POINT EP 2/13/2023 101124P HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020023 TUCUMCARI WATER SYSTEM GW SP280200231 TOWN ENTRY POINT EP 2/13/2023 101125P HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020021 TUCUMCARI WATER SYSTEM GW SP280200211 HOOVER ENTRY POINT EP 2/13/2023 101123P NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020022 TUCUMCARI WATER SYSTEM GW SP280200221 METRO ENTRY POINT EP 2/13/2023 101124P NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020023 TUCUMCARI WATER SYSTEM GW SP280200231 TOWN ENTRY POINT EP 2/13/2023 101125P NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020021 TUCUMCARI WATER SYSTEM GW SP280200211 HOOVER ENTRY POINT EP 2/13/2023 101123P PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020022 TUCUMCARI WATER SYSTEM GW SP280200221 METRO ENTRY POINT EP 2/13/2023 101124P PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020023 TUCUMCARI WATER SYSTEM GW SP280200231 TOWN ENTRY POINT EP 2/13/2023 101125P PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020021 TUCUMCARI WATER SYSTEM GW SP280200211 HOOVER ENTRY POINT EP 2/13/2023 101123P PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020022 TUCUMCARI WATER SYSTEM GW SP280200221 METRO ENTRY POINT EP 2/13/2023 101124P PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020023 TUCUMCARI WATER SYSTEM GW SP280200231 TOWN ENTRY POINT EP 2/13/2023 101125P PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020021 TUCUMCARI WATER SYSTEM GW SP280200211 HOOVER ENTRY POINT EP 2/13/2023 101123P PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020022 TUCUMCARI WATER SYSTEM GW SP280200221 METRO ENTRY POINT EP 2/13/2023 101124P PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020023 TUCUMCARI WATER SYSTEM GW SP280200231 TOWN ENTRY POINT EP 2/13/2023 101125P PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020021 TUCUMCARI WATER SYSTEM GW SP280200211 HOOVER ENTRY POINT EP 2/13/2023 101123P PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020022 TUCUMCARI WATER SYSTEM GW SP280200221 METRO ENTRY POINT EP 2/13/2023 101124P PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020023 TUCUMCARI WATER SYSTEM GW SP280200231 TOWN ENTRY POINT EP 2/13/2023 101125P PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020021 TUCUMCARI WATER SYSTEM GW SP280200211 HOOVER ENTRY POINT EP 2/13/2023 101123P PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020022 TUCUMCARI WATER SYSTEM GW SP280200221 METRO ENTRY POINT EP 2/13/2023 101124P PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020023 TUCUMCARI WATER SYSTEM GW SP280200231 TOWN ENTRY POINT EP 2/13/2023 101125P PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020021 TUCUMCARI WATER SYSTEM GW SP280200211 HOOVER ENTRY POINT EP 2/13/2023 101123P PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020022 TUCUMCARI WATER SYSTEM GW SP280200221 METRO ENTRY POINT EP 2/13/2023 101124P PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020023 TUCUMCARI WATER SYSTEM GW SP280200231 TOWN ENTRY POINT EP 2/13/2023 101125P PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020021 TUCUMCARI WATER SYSTEM GW SP280200211 HOOVER ENTRY POINT EP 2/13/2023 101123P PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020022 TUCUMCARI WATER SYSTEM GW SP280200221 METRO ENTRY POINT EP 2/13/2023 101124P PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020023 TUCUMCARI WATER SYSTEM GW SP280200231 TOWN ENTRY POINT EP 2/13/2023 101125P PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020021 TUCUMCARI WATER SYSTEM GW SP280200211 HOOVER ENTRY POINT EP 2/13/2023 101123P PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020022 TUCUMCARI WATER SYSTEM GW SP280200221 METRO ENTRY POINT EP 2/13/2023 101124P PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020023 TUCUMCARI WATER SYSTEM GW SP280200231 TOWN ENTRY POINT EP 2/13/2023 101125P PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020021 TUCUMCARI WATER SYSTEM GW SP280200211 HOOVER ENTRY POINT EP 2/13/2023 101123P PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020022 TUCUMCARI WATER SYSTEM GW SP280200221 METRO ENTRY POINT EP 2/13/2023 101124P PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020023 TUCUMCARI WATER SYSTEM GW SP280200231 TOWN ENTRY POINT EP 2/13/2023 101125P PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020021 TUCUMCARI WATER SYSTEM GW SP280200211 HOOVER ENTRY POINT EP 2/13/2023 101123P PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020022 TUCUMCARI WATER SYSTEM GW SP280200221 METRO ENTRY POINT EP 2/13/2023 101124P PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
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NM3528020 TUCUMCARI WATER SYSTEM S 28020023 TUCUMCARI WATER SYSTEM GW SP280200231 TOWN ENTRY POINT EP 2/13/2023 101125P PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020021 TUCUMCARI WATER SYSTEM GW SP280200211 HOOVER ENTRY POINT EP 2/13/2023 101123P PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020022 TUCUMCARI WATER SYSTEM GW SP280200221 METRO ENTRY POINT EP 2/13/2023 101124P PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020023 TUCUMCARI WATER SYSTEM GW SP280200231 TOWN ENTRY POINT EP 2/13/2023 101125P PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020021 TUCUMCARI WATER SYSTEM GW SP280200211 HOOVER ENTRY POINT EP 2/13/2023 101123P PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020022 TUCUMCARI WATER SYSTEM GW SP280200221 METRO ENTRY POINT EP 2/13/2023 101124P PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020023 TUCUMCARI WATER SYSTEM GW SP280200231 TOWN ENTRY POINT EP 2/13/2023 101125P PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020021 TUCUMCARI WATER SYSTEM GW SP280200211 HOOVER ENTRY POINT EP 2/13/2023 101123P PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020022 TUCUMCARI WATER SYSTEM GW SP280200221 METRO ENTRY POINT EP 2/13/2023 101124P PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020023 TUCUMCARI WATER SYSTEM GW SP280200231 TOWN ENTRY POINT EP 2/13/2023 101125P PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020021 TUCUMCARI WATER SYSTEM GW SP280200211 HOOVER ENTRY POINT EP 2/13/2023 101123P PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020022 TUCUMCARI WATER SYSTEM GW SP280200221 METRO ENTRY POINT EP 2/13/2023 101124P PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020023 TUCUMCARI WATER SYSTEM GW SP280200231 TOWN ENTRY POINT EP 2/13/2023 101125P PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020021 TUCUMCARI WATER SYSTEM GW SP280200211 HOOVER ENTRY POINT EP 2/13/2023 101123P PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020022 TUCUMCARI WATER SYSTEM GW SP280200221 METRO ENTRY POINT EP 2/13/2023 101124P PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020023 TUCUMCARI WATER SYSTEM GW SP280200231 TOWN ENTRY POINT EP 2/13/2023 101125P PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020021 TUCUMCARI WATER SYSTEM GW SP280200211 HOOVER ENTRY POINT EP 2/13/2023 101123P PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020022 TUCUMCARI WATER SYSTEM GW SP280200221 METRO ENTRY POINT EP 2/13/2023 101124P PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020023 TUCUMCARI WATER SYSTEM GW SP280200231 TOWN ENTRY POINT EP 2/13/2023 101125P PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020021 TUCUMCARI WATER SYSTEM GW SP280200211 HOOVER ENTRY POINT EP 2/13/2023 101123P PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020022 TUCUMCARI WATER SYSTEM GW SP280200221 METRO ENTRY POINT EP 2/13/2023 101124P PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020023 TUCUMCARI WATER SYSTEM GW SP280200231 TOWN ENTRY POINT EP 2/13/2023 101125P PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020021 TUCUMCARI WATER SYSTEM GW SP280200211 HOOVER ENTRY POINT EP 5/1/2023 104449R NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020022 TUCUMCARI WATER SYSTEM GW SP280200221 METRO ENTRY POINT EP 5/1/2023 104453R NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020023 TUCUMCARI WATER SYSTEM GW SP280200231 TOWN ENTRY POINT EP 5/1/2023 104437R NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020021 TUCUMCARI WATER SYSTEM GW SP280200211 HOOVER ENTRY POINT EP 5/1/2023 104449R NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020022 TUCUMCARI WATER SYSTEM GW SP280200221 METRO ENTRY POINT EP 5/1/2023 104453R NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020023 TUCUMCARI WATER SYSTEM GW SP280200231 TOWN ENTRY POINT EP 5/1/2023 104437R NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020021 TUCUMCARI WATER SYSTEM GW SP280200211 HOOVER ENTRY POINT EP 5/1/2023 104449R PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020022 TUCUMCARI WATER SYSTEM GW SP280200221 METRO ENTRY POINT EP 5/1/2023 104453R PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020023 TUCUMCARI WATER SYSTEM GW SP280200231 TOWN ENTRY POINT EP 5/1/2023 104437R PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020021 TUCUMCARI WATER SYSTEM GW SP280200211 HOOVER ENTRY POINT EP 5/1/2023 104449R PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020022 TUCUMCARI WATER SYSTEM GW SP280200221 METRO ENTRY POINT EP 5/1/2023 104453R PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020023 TUCUMCARI WATER SYSTEM GW SP280200231 TOWN ENTRY POINT EP 5/1/2023 104437R PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020021 TUCUMCARI WATER SYSTEM GW SP280200211 HOOVER ENTRY POINT EP 8/8/2023 106940P lithium 9 µg/L EPA 200.7 = 85.1 SE2 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020022 TUCUMCARI WATER SYSTEM GW SP280200221 METRO ENTRY POINT EP 8/8/2023 106941P lithium 9 µg/L EPA 200.7 = 72.5 SE2 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020023 TUCUMCARI WATER SYSTEM GW SP280200231 TOWN ENTRY POINT EP 8/8/2023 106942P lithium 9 µg/L EPA 200.7 = 85.7 SE2 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020022 TUCUMCARI WATER SYSTEM GW SP280200221 METRO ENTRY POINT EP 8/8/2023 106941P 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020023 TUCUMCARI WATER SYSTEM GW SP280200231 TOWN ENTRY POINT EP 8/8/2023 106942P 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020022 TUCUMCARI WATER SYSTEM GW SP280200221 METRO ENTRY POINT EP 8/8/2023 106941P 4:2 FTS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020023 TUCUMCARI WATER SYSTEM GW SP280200231 TOWN ENTRY POINT EP 8/8/2023 106942P 4:2 FTS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020022 TUCUMCARI WATER SYSTEM GW SP280200221 METRO ENTRY POINT EP 8/8/2023 106941P 6:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020023 TUCUMCARI WATER SYSTEM GW SP280200231 TOWN ENTRY POINT EP 8/8/2023 106942P 6:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020022 TUCUMCARI WATER SYSTEM GW SP280200221 METRO ENTRY POINT EP 8/8/2023 106941P 8:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020023 TUCUMCARI WATER SYSTEM GW SP280200231 TOWN ENTRY POINT EP 8/8/2023 106942P 8:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020022 TUCUMCARI WATER SYSTEM GW SP280200221 METRO ENTRY POINT EP 8/8/2023 106941P 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020023 TUCUMCARI WATER SYSTEM GW SP280200231 TOWN ENTRY POINT EP 8/8/2023 106942P 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020022 TUCUMCARI WATER SYSTEM GW SP280200221 METRO ENTRY POINT EP 8/8/2023 106941P ADONA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020023 TUCUMCARI WATER SYSTEM GW SP280200231 TOWN ENTRY POINT EP 8/8/2023 106942P ADONA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020022 TUCUMCARI WATER SYSTEM GW SP280200221 METRO ENTRY POINT EP 8/8/2023 106941P HFPO-DA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020023 TUCUMCARI WATER SYSTEM GW SP280200231 TOWN ENTRY POINT EP 8/8/2023 106942P HFPO-DA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020022 TUCUMCARI WATER SYSTEM GW SP280200221 METRO ENTRY POINT EP 8/8/2023 106941P NFDHA 0.02 µg/L EPA 533 < SE2 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020023 TUCUMCARI WATER SYSTEM GW SP280200231 TOWN ENTRY POINT EP 8/8/2023 106942P NFDHA 0.02 µg/L EPA 533 < SE2 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020022 TUCUMCARI WATER SYSTEM GW SP280200221 METRO ENTRY POINT EP 8/8/2023 106941P PFBA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020023 TUCUMCARI WATER SYSTEM GW SP280200231 TOWN ENTRY POINT EP 8/8/2023 106942P PFBA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020022 TUCUMCARI WATER SYSTEM GW SP280200221 METRO ENTRY POINT EP 8/8/2023 106941P PFBS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020023 TUCUMCARI WATER SYSTEM GW SP280200231 TOWN ENTRY POINT EP 8/8/2023 106942P PFBS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020022 TUCUMCARI WATER SYSTEM GW SP280200221 METRO ENTRY POINT EP 8/8/2023 106941P PFDA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020023 TUCUMCARI WATER SYSTEM GW SP280200231 TOWN ENTRY POINT EP 8/8/2023 106942P PFDA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020022 TUCUMCARI WATER SYSTEM GW SP280200221 METRO ENTRY POINT EP 8/8/2023 106941P PFDoA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020023 TUCUMCARI WATER SYSTEM GW SP280200231 TOWN ENTRY POINT EP 8/8/2023 106942P PFDoA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020022 TUCUMCARI WATER SYSTEM GW SP280200221 METRO ENTRY POINT EP 8/8/2023 106941P PFEESA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020023 TUCUMCARI WATER SYSTEM GW SP280200231 TOWN ENTRY POINT EP 8/8/2023 106942P PFEESA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020022 TUCUMCARI WATER SYSTEM GW SP280200221 METRO ENTRY POINT EP 8/8/2023 106941P PFHpA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020023 TUCUMCARI WATER SYSTEM GW SP280200231 TOWN ENTRY POINT EP 8/8/2023 106942P PFHpA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020022 TUCUMCARI WATER SYSTEM GW SP280200221 METRO ENTRY POINT EP 8/8/2023 106941P PFHpS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020023 TUCUMCARI WATER SYSTEM GW SP280200231 TOWN ENTRY POINT EP 8/8/2023 106942P PFHpS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020022 TUCUMCARI WATER SYSTEM GW SP280200221 METRO ENTRY POINT EP 8/8/2023 106941P PFHxA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020023 TUCUMCARI WATER SYSTEM GW SP280200231 TOWN ENTRY POINT EP 8/8/2023 106942P PFHxA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020022 TUCUMCARI WATER SYSTEM GW SP280200221 METRO ENTRY POINT EP 8/8/2023 106941P PFHxS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020023 TUCUMCARI WATER SYSTEM GW SP280200231 TOWN ENTRY POINT EP 8/8/2023 106942P PFHxS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020022 TUCUMCARI WATER SYSTEM GW SP280200221 METRO ENTRY POINT EP 8/8/2023 106941P PFMBA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020023 TUCUMCARI WATER SYSTEM GW SP280200231 TOWN ENTRY POINT EP 8/8/2023 106942P PFMBA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020022 TUCUMCARI WATER SYSTEM GW SP280200221 METRO ENTRY POINT EP 8/8/2023 106941P PFMPA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020023 TUCUMCARI WATER SYSTEM GW SP280200231 TOWN ENTRY POINT EP 8/8/2023 106942P PFMPA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020022 TUCUMCARI WATER SYSTEM GW SP280200221 METRO ENTRY POINT EP 8/8/2023 106941P PFNA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020023 TUCUMCARI WATER SYSTEM GW SP280200231 TOWN ENTRY POINT EP 8/8/2023 106942P PFNA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020022 TUCUMCARI WATER SYSTEM GW SP280200221 METRO ENTRY POINT EP 8/8/2023 106941P PFOA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020023 TUCUMCARI WATER SYSTEM GW SP280200231 TOWN ENTRY POINT EP 8/8/2023 106942P PFOA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020022 TUCUMCARI WATER SYSTEM GW SP280200221 METRO ENTRY POINT EP 8/8/2023 106941P PFOS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020023 TUCUMCARI WATER SYSTEM GW SP280200231 TOWN ENTRY POINT EP 8/8/2023 106942P PFOS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020022 TUCUMCARI WATER SYSTEM GW SP280200221 METRO ENTRY POINT EP 8/8/2023 106941P PFPeA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020023 TUCUMCARI WATER SYSTEM GW SP280200231 TOWN ENTRY POINT EP 8/8/2023 106942P PFPeA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020022 TUCUMCARI WATER SYSTEM GW SP280200221 METRO ENTRY POINT EP 8/8/2023 106941P PFPeS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020023 TUCUMCARI WATER SYSTEM GW SP280200231 TOWN ENTRY POINT EP 8/8/2023 106942P PFPeS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020022 TUCUMCARI WATER SYSTEM GW SP280200221 METRO ENTRY POINT EP 8/8/2023 106941P PFUnA 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020023 TUCUMCARI WATER SYSTEM GW SP280200231 TOWN ENTRY POINT EP 8/8/2023 106942P PFUnA 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020022 TUCUMCARI WATER SYSTEM GW SP280200221 METRO ENTRY POINT EP 8/8/2023 106941P NEtFOSAA 0.005 µg/L EPA 537.1 < SE2 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020023 TUCUMCARI WATER SYSTEM GW SP280200231 TOWN ENTRY POINT EP 8/8/2023 106942P NEtFOSAA 0.005 µg/L EPA 537.1 < SE2 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020022 TUCUMCARI WATER SYSTEM GW SP280200221 METRO ENTRY POINT EP 8/8/2023 106941P NMeFOSAA 0.006 µg/L EPA 537.1 < SE2 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020023 TUCUMCARI WATER SYSTEM GW SP280200231 TOWN ENTRY POINT EP 8/8/2023 106942P NMeFOSAA 0.006 µg/L EPA 537.1 < SE2 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020022 TUCUMCARI WATER SYSTEM GW SP280200221 METRO ENTRY POINT EP 8/8/2023 106941P PFTA 0.008 µg/L EPA 537.1 < SE2 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020023 TUCUMCARI WATER SYSTEM GW SP280200231 TOWN ENTRY POINT EP 8/8/2023 106942P PFTA 0.008 µg/L EPA 537.1 < SE2 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020022 TUCUMCARI WATER SYSTEM GW SP280200221 METRO ENTRY POINT EP 8/8/2023 106941P PFTrDA 0.007 µg/L EPA 537.1 < SE2 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020023 TUCUMCARI WATER SYSTEM GW SP280200231 TOWN ENTRY POINT EP 8/8/2023 106942P PFTrDA 0.007 µg/L EPA 537.1 < SE2 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020021 TUCUMCARI WATER SYSTEM GW SP280200211 HOOVER ENTRY POINT EP 9/19/2023 108442R 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020021 TUCUMCARI WATER SYSTEM GW SP280200211 HOOVER ENTRY POINT EP 9/19/2023 108442R 4:2 FTS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020021 TUCUMCARI WATER SYSTEM GW SP280200211 HOOVER ENTRY POINT EP 9/19/2023 108442R 6:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020021 TUCUMCARI WATER SYSTEM GW SP280200211 HOOVER ENTRY POINT EP 9/19/2023 108442R 8:2 FTS 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020021 TUCUMCARI WATER SYSTEM GW SP280200211 HOOVER ENTRY POINT EP 9/19/2023 108442R 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020021 TUCUMCARI WATER SYSTEM GW SP280200211 HOOVER ENTRY POINT EP 9/19/2023 108442R ADONA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020021 TUCUMCARI WATER SYSTEM GW SP280200211 HOOVER ENTRY POINT EP 9/19/2023 108442R HFPO-DA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020021 TUCUMCARI WATER SYSTEM GW SP280200211 HOOVER ENTRY POINT EP 9/19/2023 108442R NFDHA 0.02 µg/L EPA 533 < SE2 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020021 TUCUMCARI WATER SYSTEM GW SP280200211 HOOVER ENTRY POINT EP 9/19/2023 108442R PFBA 0.005 µg/L EPA 533 < SE2 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020021 TUCUMCARI WATER SYSTEM GW SP280200211 HOOVER ENTRY POINT EP 9/19/2023 108442R PFBS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020021 TUCUMCARI WATER SYSTEM GW SP280200211 HOOVER ENTRY POINT EP 9/19/2023 108442R PFDA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020021 TUCUMCARI WATER SYSTEM GW SP280200211 HOOVER ENTRY POINT EP 9/19/2023 108442R PFDoA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020021 TUCUMCARI WATER SYSTEM GW SP280200211 HOOVER ENTRY POINT EP 9/19/2023 108442R PFEESA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020021 TUCUMCARI WATER SYSTEM GW SP280200211 HOOVER ENTRY POINT EP 9/19/2023 108442R PFHpA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020021 TUCUMCARI WATER SYSTEM GW SP280200211 HOOVER ENTRY POINT EP 9/19/2023 108442R PFHpS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020021 TUCUMCARI WATER SYSTEM GW SP280200211 HOOVER ENTRY POINT EP 9/19/2023 108442R PFHxA 0.003 µg/L EPA 533 < SE2 AM 6 NM
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NM3528020 TUCUMCARI WATER SYSTEM S 28020021 TUCUMCARI WATER SYSTEM GW SP280200211 HOOVER ENTRY POINT EP 9/19/2023 108442R PFHxS 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020021 TUCUMCARI WATER SYSTEM GW SP280200211 HOOVER ENTRY POINT EP 9/19/2023 108442R PFMBA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020021 TUCUMCARI WATER SYSTEM GW SP280200211 HOOVER ENTRY POINT EP 9/19/2023 108442R PFMPA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020021 TUCUMCARI WATER SYSTEM GW SP280200211 HOOVER ENTRY POINT EP 9/19/2023 108442R PFNA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020021 TUCUMCARI WATER SYSTEM GW SP280200211 HOOVER ENTRY POINT EP 9/19/2023 108442R PFOA 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020021 TUCUMCARI WATER SYSTEM GW SP280200211 HOOVER ENTRY POINT EP 9/19/2023 108442R PFOS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020021 TUCUMCARI WATER SYSTEM GW SP280200211 HOOVER ENTRY POINT EP 9/19/2023 108442R PFPeA 0.003 µg/L EPA 533 < SE2 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020021 TUCUMCARI WATER SYSTEM GW SP280200211 HOOVER ENTRY POINT EP 9/19/2023 108442R PFPeS 0.004 µg/L EPA 533 < SE2 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020021 TUCUMCARI WATER SYSTEM GW SP280200211 HOOVER ENTRY POINT EP 9/19/2023 108442R PFUnA 0.002 µg/L EPA 533 < SE2 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020021 TUCUMCARI WATER SYSTEM GW SP280200211 HOOVER ENTRY POINT EP 9/19/2023 108442R NEtFOSAA 0.005 µg/L EPA 537.1 < SE2 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020021 TUCUMCARI WATER SYSTEM GW SP280200211 HOOVER ENTRY POINT EP 9/19/2023 108442R NMeFOSAA 0.006 µg/L EPA 537.1 < SE2 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020021 TUCUMCARI WATER SYSTEM GW SP280200211 HOOVER ENTRY POINT EP 9/19/2023 108442R PFTA 0.008 µg/L EPA 537.1 < SE2 AM 6 NM
NM3528020 TUCUMCARI WATER SYSTEM S 28020021 TUCUMCARI WATER SYSTEM GW SP280200211 HOOVER ENTRY POINT EP 9/19/2023 108442R PFTrDA 0.007 µg/L EPA 537.1 < SE2 AM 6 NM
NM3512407 UNIVERSITY ESTATES WATER SYSTEM (LCU) S 12407001 Well #107 GW SP124070011 WELL #107 EP 6/12/2024 117890P lithium 9 µg/L EPA 200.7 = 43 SE1 AM 6 NM
NM3512407 UNIVERSITY ESTATES WATER SYSTEM (LCU) S 12407001 Well #107 GW SP124070011 WELL #107 EP 6/12/2024 117890P 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3512407 UNIVERSITY ESTATES WATER SYSTEM (LCU) S 12407001 Well #107 GW SP124070011 WELL #107 EP 6/12/2024 117890P 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3512407 UNIVERSITY ESTATES WATER SYSTEM (LCU) S 12407001 Well #107 GW SP124070011 WELL #107 EP 6/12/2024 117890P 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3512407 UNIVERSITY ESTATES WATER SYSTEM (LCU) S 12407001 Well #107 GW SP124070011 WELL #107 EP 6/12/2024 117890P 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3512407 UNIVERSITY ESTATES WATER SYSTEM (LCU) S 12407001 Well #107 GW SP124070011 WELL #107 EP 6/12/2024 117890P 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3512407 UNIVERSITY ESTATES WATER SYSTEM (LCU) S 12407001 Well #107 GW SP124070011 WELL #107 EP 6/12/2024 117890P ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3512407 UNIVERSITY ESTATES WATER SYSTEM (LCU) S 12407001 Well #107 GW SP124070011 WELL #107 EP 6/12/2024 117890P HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3512407 UNIVERSITY ESTATES WATER SYSTEM (LCU) S 12407001 Well #107 GW SP124070011 WELL #107 EP 6/12/2024 117890P NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3512407 UNIVERSITY ESTATES WATER SYSTEM (LCU) S 12407001 Well #107 GW SP124070011 WELL #107 EP 6/12/2024 117890P PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3512407 UNIVERSITY ESTATES WATER SYSTEM (LCU) S 12407001 Well #107 GW SP124070011 WELL #107 EP 6/12/2024 117890P PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3512407 UNIVERSITY ESTATES WATER SYSTEM (LCU) S 12407001 Well #107 GW SP124070011 WELL #107 EP 6/12/2024 117890P PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3512407 UNIVERSITY ESTATES WATER SYSTEM (LCU) S 12407001 Well #107 GW SP124070011 WELL #107 EP 6/12/2024 117890P PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3512407 UNIVERSITY ESTATES WATER SYSTEM (LCU) S 12407001 Well #107 GW SP124070011 WELL #107 EP 6/12/2024 117890P PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3512407 UNIVERSITY ESTATES WATER SYSTEM (LCU) S 12407001 Well #107 GW SP124070011 WELL #107 EP 6/12/2024 117890P PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3512407 UNIVERSITY ESTATES WATER SYSTEM (LCU) S 12407001 Well #107 GW SP124070011 WELL #107 EP 6/12/2024 117890P PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3512407 UNIVERSITY ESTATES WATER SYSTEM (LCU) S 12407001 Well #107 GW SP124070011 WELL #107 EP 6/12/2024 117890P PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3512407 UNIVERSITY ESTATES WATER SYSTEM (LCU) S 12407001 Well #107 GW SP124070011 WELL #107 EP 6/12/2024 117890P PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3512407 UNIVERSITY ESTATES WATER SYSTEM (LCU) S 12407001 Well #107 GW SP124070011 WELL #107 EP 6/12/2024 117890P PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3512407 UNIVERSITY ESTATES WATER SYSTEM (LCU) S 12407001 Well #107 GW SP124070011 WELL #107 EP 6/12/2024 117890P PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3512407 UNIVERSITY ESTATES WATER SYSTEM (LCU) S 12407001 Well #107 GW SP124070011 WELL #107 EP 6/12/2024 117890P PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3512407 UNIVERSITY ESTATES WATER SYSTEM (LCU) S 12407001 Well #107 GW SP124070011 WELL #107 EP 6/12/2024 117890P PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3512407 UNIVERSITY ESTATES WATER SYSTEM (LCU) S 12407001 Well #107 GW SP124070011 WELL #107 EP 6/12/2024 117890P PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3512407 UNIVERSITY ESTATES WATER SYSTEM (LCU) S 12407001 Well #107 GW SP124070011 WELL #107 EP 6/12/2024 117890P PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3512407 UNIVERSITY ESTATES WATER SYSTEM (LCU) S 12407001 Well #107 GW SP124070011 WELL #107 EP 6/12/2024 117890P PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3512407 UNIVERSITY ESTATES WATER SYSTEM (LCU) S 12407001 Well #107 GW SP124070011 WELL #107 EP 6/12/2024 117890P PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3512407 UNIVERSITY ESTATES WATER SYSTEM (LCU) S 12407001 Well #107 GW SP124070011 WELL #107 EP 6/12/2024 117890P NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3512407 UNIVERSITY ESTATES WATER SYSTEM (LCU) S 12407001 Well #107 GW SP124070011 WELL #107 EP 6/12/2024 117890P NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3512407 UNIVERSITY ESTATES WATER SYSTEM (LCU) S 12407001 Well #107 GW SP124070011 WELL #107 EP 6/12/2024 117890P PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3512407 UNIVERSITY ESTATES WATER SYSTEM (LCU) S 12407001 Well #107 GW SP124070011 WELL #107 EP 6/12/2024 117890P PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3531904 VILLAGE OF ANGEL FIRE S 31904002 VILLAGE OF ANGEL FIRE GW SP319040021 COFFEY #2 EP 4/30/2024 114643P lithium 9 µg/L EPA 200.7 < SE1 AM 6 NM
NM3531904 VILLAGE OF ANGEL FIRE S 31904009 VILLAGE OF ANGEL FIRE GW SP319040091 AFSC WELL # 1 EP 4/30/2024 114644P lithium 9 µg/L EPA 200.7 = 16 SE1 AM 6 NM
NM3531904 VILLAGE OF ANGEL FIRE S 31904018 VILLAGE OF ANGEL FIRE GW SP319040181 WELL #11 EP 4/30/2024 114645P lithium 9 µg/L EPA 200.7 < SE1 AM 6 NM
NM3531904 VILLAGE OF ANGEL FIRE S 31904002 VILLAGE OF ANGEL FIRE GW SP319040021 COFFEY #2 EP 4/30/2024 114643P 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3531904 VILLAGE OF ANGEL FIRE S 31904009 VILLAGE OF ANGEL FIRE GW SP319040091 AFSC WELL # 1 EP 4/30/2024 114644P 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3531904 VILLAGE OF ANGEL FIRE S 31904002 VILLAGE OF ANGEL FIRE GW SP319040021 COFFEY #2 EP 4/30/2024 114643P 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3531904 VILLAGE OF ANGEL FIRE S 31904009 VILLAGE OF ANGEL FIRE GW SP319040091 AFSC WELL # 1 EP 4/30/2024 114644P 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3531904 VILLAGE OF ANGEL FIRE S 31904002 VILLAGE OF ANGEL FIRE GW SP319040021 COFFEY #2 EP 4/30/2024 114643P 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3531904 VILLAGE OF ANGEL FIRE S 31904009 VILLAGE OF ANGEL FIRE GW SP319040091 AFSC WELL # 1 EP 4/30/2024 114644P 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3531904 VILLAGE OF ANGEL FIRE S 31904002 VILLAGE OF ANGEL FIRE GW SP319040021 COFFEY #2 EP 4/30/2024 114643P 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3531904 VILLAGE OF ANGEL FIRE S 31904009 VILLAGE OF ANGEL FIRE GW SP319040091 AFSC WELL # 1 EP 4/30/2024 114644P 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3531904 VILLAGE OF ANGEL FIRE S 31904002 VILLAGE OF ANGEL FIRE GW SP319040021 COFFEY #2 EP 4/30/2024 114643P 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3531904 VILLAGE OF ANGEL FIRE S 31904009 VILLAGE OF ANGEL FIRE GW SP319040091 AFSC WELL # 1 EP 4/30/2024 114644P 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3531904 VILLAGE OF ANGEL FIRE S 31904002 VILLAGE OF ANGEL FIRE GW SP319040021 COFFEY #2 EP 4/30/2024 114643P ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3531904 VILLAGE OF ANGEL FIRE S 31904009 VILLAGE OF ANGEL FIRE GW SP319040091 AFSC WELL # 1 EP 4/30/2024 114644P ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3531904 VILLAGE OF ANGEL FIRE S 31904002 VILLAGE OF ANGEL FIRE GW SP319040021 COFFEY #2 EP 4/30/2024 114643P HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3531904 VILLAGE OF ANGEL FIRE S 31904009 VILLAGE OF ANGEL FIRE GW SP319040091 AFSC WELL # 1 EP 4/30/2024 114644P HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3531904 VILLAGE OF ANGEL FIRE S 31904002 VILLAGE OF ANGEL FIRE GW SP319040021 COFFEY #2 EP 4/30/2024 114643P NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3531904 VILLAGE OF ANGEL FIRE S 31904009 VILLAGE OF ANGEL FIRE GW SP319040091 AFSC WELL # 1 EP 4/30/2024 114644P NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3531904 VILLAGE OF ANGEL FIRE S 31904002 VILLAGE OF ANGEL FIRE GW SP319040021 COFFEY #2 EP 4/30/2024 114643P PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3531904 VILLAGE OF ANGEL FIRE S 31904009 VILLAGE OF ANGEL FIRE GW SP319040091 AFSC WELL # 1 EP 4/30/2024 114644P PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3531904 VILLAGE OF ANGEL FIRE S 31904002 VILLAGE OF ANGEL FIRE GW SP319040021 COFFEY #2 EP 4/30/2024 114643P PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3531904 VILLAGE OF ANGEL FIRE S 31904009 VILLAGE OF ANGEL FIRE GW SP319040091 AFSC WELL # 1 EP 4/30/2024 114644P PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3531904 VILLAGE OF ANGEL FIRE S 31904002 VILLAGE OF ANGEL FIRE GW SP319040021 COFFEY #2 EP 4/30/2024 114643P PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3531904 VILLAGE OF ANGEL FIRE S 31904009 VILLAGE OF ANGEL FIRE GW SP319040091 AFSC WELL # 1 EP 4/30/2024 114644P PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3531904 VILLAGE OF ANGEL FIRE S 31904002 VILLAGE OF ANGEL FIRE GW SP319040021 COFFEY #2 EP 4/30/2024 114643P PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3531904 VILLAGE OF ANGEL FIRE S 31904009 VILLAGE OF ANGEL FIRE GW SP319040091 AFSC WELL # 1 EP 4/30/2024 114644P PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3531904 VILLAGE OF ANGEL FIRE S 31904002 VILLAGE OF ANGEL FIRE GW SP319040021 COFFEY #2 EP 4/30/2024 114643P PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3531904 VILLAGE OF ANGEL FIRE S 31904009 VILLAGE OF ANGEL FIRE GW SP319040091 AFSC WELL # 1 EP 4/30/2024 114644P PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3531904 VILLAGE OF ANGEL FIRE S 31904002 VILLAGE OF ANGEL FIRE GW SP319040021 COFFEY #2 EP 4/30/2024 114643P PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3531904 VILLAGE OF ANGEL FIRE S 31904009 VILLAGE OF ANGEL FIRE GW SP319040091 AFSC WELL # 1 EP 4/30/2024 114644P PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3531904 VILLAGE OF ANGEL FIRE S 31904002 VILLAGE OF ANGEL FIRE GW SP319040021 COFFEY #2 EP 4/30/2024 114643P PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3531904 VILLAGE OF ANGEL FIRE S 31904009 VILLAGE OF ANGEL FIRE GW SP319040091 AFSC WELL # 1 EP 4/30/2024 114644P PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3531904 VILLAGE OF ANGEL FIRE S 31904002 VILLAGE OF ANGEL FIRE GW SP319040021 COFFEY #2 EP 4/30/2024 114643P PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3531904 VILLAGE OF ANGEL FIRE S 31904009 VILLAGE OF ANGEL FIRE GW SP319040091 AFSC WELL # 1 EP 4/30/2024 114644P PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3531904 VILLAGE OF ANGEL FIRE S 31904002 VILLAGE OF ANGEL FIRE GW SP319040021 COFFEY #2 EP 4/30/2024 114643P PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3531904 VILLAGE OF ANGEL FIRE S 31904009 VILLAGE OF ANGEL FIRE GW SP319040091 AFSC WELL # 1 EP 4/30/2024 114644P PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3531904 VILLAGE OF ANGEL FIRE S 31904002 VILLAGE OF ANGEL FIRE GW SP319040021 COFFEY #2 EP 4/30/2024 114643P PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3531904 VILLAGE OF ANGEL FIRE S 31904009 VILLAGE OF ANGEL FIRE GW SP319040091 AFSC WELL # 1 EP 4/30/2024 114644P PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3531904 VILLAGE OF ANGEL FIRE S 31904002 VILLAGE OF ANGEL FIRE GW SP319040021 COFFEY #2 EP 4/30/2024 114643P PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3531904 VILLAGE OF ANGEL FIRE S 31904009 VILLAGE OF ANGEL FIRE GW SP319040091 AFSC WELL # 1 EP 4/30/2024 114644P PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3531904 VILLAGE OF ANGEL FIRE S 31904002 VILLAGE OF ANGEL FIRE GW SP319040021 COFFEY #2 EP 4/30/2024 114643P PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3531904 VILLAGE OF ANGEL FIRE S 31904009 VILLAGE OF ANGEL FIRE GW SP319040091 AFSC WELL # 1 EP 4/30/2024 114644P PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3531904 VILLAGE OF ANGEL FIRE S 31904002 VILLAGE OF ANGEL FIRE GW SP319040021 COFFEY #2 EP 4/30/2024 114643P PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3531904 VILLAGE OF ANGEL FIRE S 31904009 VILLAGE OF ANGEL FIRE GW SP319040091 AFSC WELL # 1 EP 4/30/2024 114644P PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3531904 VILLAGE OF ANGEL FIRE S 31904002 VILLAGE OF ANGEL FIRE GW SP319040021 COFFEY #2 EP 4/30/2024 114643P PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3531904 VILLAGE OF ANGEL FIRE S 31904009 VILLAGE OF ANGEL FIRE GW SP319040091 AFSC WELL # 1 EP 4/30/2024 114644P PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3531904 VILLAGE OF ANGEL FIRE S 31904002 VILLAGE OF ANGEL FIRE GW SP319040021 COFFEY #2 EP 4/30/2024 114643P PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3531904 VILLAGE OF ANGEL FIRE S 31904009 VILLAGE OF ANGEL FIRE GW SP319040091 AFSC WELL # 1 EP 4/30/2024 114644P PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3531904 VILLAGE OF ANGEL FIRE S 31904002 VILLAGE OF ANGEL FIRE GW SP319040021 COFFEY #2 EP 4/30/2024 114643P PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3531904 VILLAGE OF ANGEL FIRE S 31904009 VILLAGE OF ANGEL FIRE GW SP319040091 AFSC WELL # 1 EP 4/30/2024 114644P PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3531904 VILLAGE OF ANGEL FIRE S 31904002 VILLAGE OF ANGEL FIRE GW SP319040021 COFFEY #2 EP 4/30/2024 114643P PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3531904 VILLAGE OF ANGEL FIRE S 31904009 VILLAGE OF ANGEL FIRE GW SP319040091 AFSC WELL # 1 EP 4/30/2024 114644P PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3531904 VILLAGE OF ANGEL FIRE S 31904002 VILLAGE OF ANGEL FIRE GW SP319040021 COFFEY #2 EP 4/30/2024 114643P NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3531904 VILLAGE OF ANGEL FIRE S 31904009 VILLAGE OF ANGEL FIRE GW SP319040091 AFSC WELL # 1 EP 4/30/2024 114644P NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3531904 VILLAGE OF ANGEL FIRE S 31904018 VILLAGE OF ANGEL FIRE GW SP319040181 WELL #11 EP 4/30/2024 114645P NEtFOSAA 0.005 µg/L EPA 537.1 < SE1 AM 6 NM
NM3531904 VILLAGE OF ANGEL FIRE S 31904002 VILLAGE OF ANGEL FIRE GW SP319040021 COFFEY #2 EP 4/30/2024 114643P NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3531904 VILLAGE OF ANGEL FIRE S 31904009 VILLAGE OF ANGEL FIRE GW SP319040091 AFSC WELL # 1 EP 4/30/2024 114644P NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3531904 VILLAGE OF ANGEL FIRE S 31904018 VILLAGE OF ANGEL FIRE GW SP319040181 WELL #11 EP 4/30/2024 114645P NMeFOSAA 0.006 µg/L EPA 537.1 < SE1 AM 6 NM
NM3531904 VILLAGE OF ANGEL FIRE S 31904002 VILLAGE OF ANGEL FIRE GW SP319040021 COFFEY #2 EP 4/30/2024 114643P PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3531904 VILLAGE OF ANGEL FIRE S 31904009 VILLAGE OF ANGEL FIRE GW SP319040091 AFSC WELL # 1 EP 4/30/2024 114644P PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3531904 VILLAGE OF ANGEL FIRE S 31904018 VILLAGE OF ANGEL FIRE GW SP319040181 WELL #11 EP 4/30/2024 114645P PFTA 0.008 µg/L EPA 537.1 < SE1 AM 6 NM
NM3531904 VILLAGE OF ANGEL FIRE S 31904002 VILLAGE OF ANGEL FIRE GW SP319040021 COFFEY #2 EP 4/30/2024 114643P PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3531904 VILLAGE OF ANGEL FIRE S 31904009 VILLAGE OF ANGEL FIRE GW SP319040091 AFSC WELL # 1 EP 4/30/2024 114644P PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3531904 VILLAGE OF ANGEL FIRE S 31904018 VILLAGE OF ANGEL FIRE GW SP319040181 WELL #11 EP 4/30/2024 114645P PFTrDA 0.007 µg/L EPA 537.1 < SE1 AM 6 NM
NM3531904 VILLAGE OF ANGEL FIRE S 31904018 VILLAGE OF ANGEL FIRE GW SP319040181 WELL #11 EP 7/15/2024 119164R 11Cl-PF3OUdS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3531904 VILLAGE OF ANGEL FIRE S 31904018 VILLAGE OF ANGEL FIRE GW SP319040181 WELL #11 EP 7/15/2024 119164R 4:2 FTS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3531904 VILLAGE OF ANGEL FIRE S 31904018 VILLAGE OF ANGEL FIRE GW SP319040181 WELL #11 EP 7/15/2024 119164R 6:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
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NM3531904 VILLAGE OF ANGEL FIRE S 31904018 VILLAGE OF ANGEL FIRE GW SP319040181 WELL #11 EP 7/15/2024 119164R 8:2 FTS 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3531904 VILLAGE OF ANGEL FIRE S 31904018 VILLAGE OF ANGEL FIRE GW SP319040181 WELL #11 EP 7/15/2024 119164R 9Cl-PF3ONS 0.002 µg/L EPA 533 < SE1 AM 6 NM
NM3531904 VILLAGE OF ANGEL FIRE S 31904018 VILLAGE OF ANGEL FIRE GW SP319040181 WELL #11 EP 7/15/2024 119164R ADONA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3531904 VILLAGE OF ANGEL FIRE S 31904018 VILLAGE OF ANGEL FIRE GW SP319040181 WELL #11 EP 7/15/2024 119164R HFPO-DA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3531904 VILLAGE OF ANGEL FIRE S 31904018 VILLAGE OF ANGEL FIRE GW SP319040181 WELL #11 EP 7/15/2024 119164R NFDHA 0.02 µg/L EPA 533 < SE1 AM 6 NM
NM3531904 VILLAGE OF ANGEL FIRE S 31904018 VILLAGE OF ANGEL FIRE GW SP319040181 WELL #11 EP 7/15/2024 119164R PFBA 0.005 µg/L EPA 533 < SE1 AM 6 NM
NM3531904 VILLAGE OF ANGEL FIRE S 31904018 VILLAGE OF ANGEL FIRE GW SP319040181 WELL #11 EP 7/15/2024 119164R PFBS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3531904 VILLAGE OF ANGEL FIRE S 31904018 VILLAGE OF ANGEL FIRE GW SP319040181 WELL #11 EP 7/15/2024 119164R PFDA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3531904 VILLAGE OF ANGEL FIRE S 31904018 VILLAGE OF ANGEL FIRE GW SP319040181 WELL #11 EP 7/15/2024 119164R PFDoA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3531904 VILLAGE OF ANGEL FIRE S 31904018 VILLAGE OF ANGEL FIRE GW SP319040181 WELL #11 EP 7/15/2024 119164R PFEESA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3531904 VILLAGE OF ANGEL FIRE S 31904018 VILLAGE OF ANGEL FIRE GW SP319040181 WELL #11 EP 7/15/2024 119164R PFHpA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3531904 VILLAGE OF ANGEL FIRE S 31904018 VILLAGE OF ANGEL FIRE GW SP319040181 WELL #11 EP 7/15/2024 119164R PFHpS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3531904 VILLAGE OF ANGEL FIRE S 31904018 VILLAGE OF ANGEL FIRE GW SP319040181 WELL #11 EP 7/15/2024 119164R PFHxA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3531904 VILLAGE OF ANGEL FIRE S 31904018 VILLAGE OF ANGEL FIRE GW SP319040181 WELL #11 EP 7/15/2024 119164R PFHxS 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3531904 VILLAGE OF ANGEL FIRE S 31904018 VILLAGE OF ANGEL FIRE GW SP319040181 WELL #11 EP 7/15/2024 119164R PFMBA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3531904 VILLAGE OF ANGEL FIRE S 31904018 VILLAGE OF ANGEL FIRE GW SP319040181 WELL #11 EP 7/15/2024 119164R PFMPA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3531904 VILLAGE OF ANGEL FIRE S 31904018 VILLAGE OF ANGEL FIRE GW SP319040181 WELL #11 EP 7/15/2024 119164R PFNA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3531904 VILLAGE OF ANGEL FIRE S 31904018 VILLAGE OF ANGEL FIRE GW SP319040181 WELL #11 EP 7/15/2024 119164R PFOA 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3531904 VILLAGE OF ANGEL FIRE S 31904018 VILLAGE OF ANGEL FIRE GW SP319040181 WELL #11 EP 7/15/2024 119164R PFOS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3531904 VILLAGE OF ANGEL FIRE S 31904018 VILLAGE OF ANGEL FIRE GW SP319040181 WELL #11 EP 7/15/2024 119164R PFPeA 0.003 µg/L EPA 533 < SE1 AM 6 NM
NM3531904 VILLAGE OF ANGEL FIRE S 31904018 VILLAGE OF ANGEL FIRE GW SP319040181 WELL #11 EP 7/15/2024 119164R PFPeS 0.004 µg/L EPA 533 < SE1 AM 6 NM
NM3531904 VILLAGE OF ANGEL FIRE S 31904018 VILLAGE OF ANGEL FIRE GW SP319040181 WELL #11 EP 7/15/2024 119164R PFUnA 0.002 µg/L EPA 533 < SE1 AM 6 NM


